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INVITATION TO BID 
COLLECTION SYSTEM REHABILITATION PHASE 3 

TOWN OF UXBRIDGE, MA 
CONTRACT NO. 2024-28 

 
 
Sealed Bids for construction of the Manhole Rehabilitation Phase 3 Project for the Town of Uxbridge, MA, will 
be received at the Uxbridge Department of Public Works, 147 Hecla Street until 10:00 AM local time on March 
29, 2024 and at that place and time will be publicly opened and read aloud.  
 
The Project is being bid under the provisions of M.G.L. c.30, s39M.  
 
The Work consists of sanitary sewer pipe lining and sanitary sewer manhole rehabilitation in accordance with 
the Bidding Documents heretofore prepared by GHD Inc. Substantial completion shall be achieved on or 
before May 15, 2024. Final completion shall be achieved on or before June 15, 2024.  
 
GHD Inc. is the Issuing Office for this Project. The Contract Documents may be examined at the following 
locations (by appointment only): 
 

GHD Inc. Works in Progress 
1545 Iyannough Road www.worksinprog.com 
Hyannis, MA  02601  
 
Public Works Department Projectdog 
Town of Uxbridge  www.projectdog.com  
147 Hecla Street 
Uxbridge, MA 01569 

 
Copies of Bidding Documents may be purchased at the office of GHD, 1545 Iyannough Road, Hyannis, MA 
02601 after 2:00 p.m. on March 14, 2024. Bidding documents are available in both electronic and hardcopy 
form.  
 
Electronic copies of Bidding Documents can be emailed for no fee provided the plan holder provides an email 
request with plan holder name, business name, mailing address, email address, telephone number, and fax 
number. Plan holder is required to acknowledge receipt of emailed set of bidding documents with a return 
email. 
 
Electronic copies of Bidding Documents on flash drive may be obtained at the office of GHD Inc., 1545 
Iyannough Road, Hyannis, MA for no charge. The flash drive can be picked up at the office of GHD or the 
flash drive can be shipped (shipped UPS ground; UPS overnight requires providing a UPS account number) 
upon receipt of a non-refundable check payable to the Town of Uxbridge in the amount of $25.00 to cover 
handling and postage fees and after full contact information for the plan holder is provided including: plan 
holder name, business name, address, email address, and telephone number. A UPS account number may 
also be provided for shipping purposes. FedEx or other delivery service will not be accepted. 
 
Copies of paper Bidding Documents may be obtained at GHD Inc., 1545 Iyannough Road, Hyannis, MA upon 
submission of a refundable check or money order payable to Town of Uxbridge in the amount of $175.00. Any 
hardcopy set or digital copy of documents beyond the first set of Bidding Documents (whether first set is 
paper or electronic) is available for a non-refundable fee. Refund of deposit is contingent upon plans and 
specifications being returned in clean and usable condition to the Engineer’s office within 30 days following 
the bid opening. Only one set of Contract Documents per person or entity is considered available for a refund. 
If mailing of documents is requested (shipped UPS ground; UPS overnight requires providing a UPS account 
number), a separate non-refundable check payable to Town of Uxbridge in the amount of $40.00 per set must 
be included with the request to cover handling and postage fees; a UPS account number (no Fed Ex) may 
also be provided for shipping purposes.  
 

http://www.worksinprog.com/
http://www.projectdog.com/
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List of Plan Holders will be updated weekly in the Central Register. GHD will email a current Plan Holders list 
at the following times:  1) once per week to all contacts on the list, 2) two (2) business days before the bid 
opening, and 3) when addenda are issued. 
 
Direct all questions regarding distribution of Bidding Documents to Laura Muir, 774-470-1630; email: 
laura.muir@ghd.com.  
 
All other questions shall be submitted in writing to Marc Drainville at marc.drainville@ghd.com. The subject 
heading for all e-mails shall be exactly (INCLUDING ALL CAPS) as follows: 
 

Subject: UXBRIDGE COLLECTION SYSTEM REHABILITATION PHASE 3 BID 
 

No response will be given to questions received less than seven (7) days before the Bid opening date. 
 
Bidders shall review and acknowledge all Addenda on the Bid Form. 
 
Bid must be accompanied by Bid security made payable to Owner in an amount of 5-percent of Bidder’s 
maximum Bid price and in the form of a certified check, bank money order, or a Bid Bond (on the form 
included in the Bidding Documents) issued by a surety meeting the requirements of paragraphs 5.01 and 5.02 
of the General Conditions. 
 
If, upon acceptance of a Bid, a Bidder fails to enter into a Contract with the Town of Uxbridge, the bid security 
shall be forfeited to and become the property of the Town. 
 
The bid hold period is as defined in the Bid Form. The successful Bidder must furnish a 100% Performance 
Bond and a 100% Payment Bond with a surety company satisfactory to the Town of Uxbridge and conforming 
to the prerequisite requirements of Article 5 of the General Conditions on the forms included in the Bidding 
Documents. 
 
Minimum Wage Rates as determined by the Commissioner of Department of Workforce Development under 
the provision of the Massachusetts General Laws, apply to this project. It is the responsibility of the 
contractor, before bid opening, to request if necessary, any additional information on Minimum Wage Rates 
for those tradespeople who may be employed for the proposed work under this contract. The Contract Work 
Hours Act of 1962 regarding overtime compensation applies to this project. Federal Minimum Wage Rates as 
determined by the United States Department of Labor under the Davis-Bacon Act also apply to this project. 
 
Bidding and award of this Contract shall be required to comply with Massachusetts General Law Chapter 30 
Section 39M, and all other applicable Massachusetts General Laws.  
 
The Town of Uxbridge reserves the right to waive any informalities in its sole discretion or to reject any or all 
Bids to the maximum extent permitted by law. 
 
A pre bid meeting will be conducted on March 21 at 10 AM at the Uxbridge WWTF on River Road in 
Uxbridge, MA.  Contractors will have an opportunity to see the work area. 
 
Bidders are required to certify, under penalty of perjury, that Bids have been prepared without collusion with 
other Bidders, subcontractors, suppliers, etc. This certification is included with the Bid Form and each Bidder 
must sign in the space provided. 
 
 

Town of Uxbridge Department of Public Works 

mailto:marc.drainville@ghd.com
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SECTION 00100 
 

INSTRUCTIONS TO BIDDERS 

ARTICLE 1 - DEFINED TERMS 

1.01. Terms used in these Instructions to Bidders have the meanings indicated in the General 
Conditions and Supplementary Conditions. Additional terms used in these Instructions to 
Bidders have the meanings indicated below: 

A. Issuing Office - The office from which the Bidding Documents are to be issued and where 
the bidding procedures are to be administered. GHD Inc. is the Issuing Office. 

B. Prefixes to Referenced Paragraph Numbers are as follows: 

General Conditions; “GC-_____.” 

Supplementary Conditions; “SC-____.” 

C. Bidder - The individual or entity who submits a Bid directly to Owner. 

D. Successful Bidder - The lowest responsible and eligible Bidder submitting a responsive Bid 
to whom Owner (on the basis of Owner’s evaluation as hereinafter provided) makes an 
award. 

ARTICLE 2 - COPIES OF BIDDING DOCUMENTS 

2.01. Complete sets of the Bidding Documents in the number and for the deposit sum, if any, stated in 
the advertisement or invitation to bid may be obtained from the Issuing Office. The deposit will 
be refunded for the first set of documents only to each document holder of record who returns a 
complete set of Bidding Documents in good condition, as determined by the Engineer, within 30 
days after opening of Bids.   

2.02. Complete sets of Bidding Documents shall be used in preparing Bids; neither Owner nor 
Engineer assumes any responsibility for errors or misinterpretations resulting from the use of 
incomplete sets of Bidding Documents. 

2.03. Owner and Engineer, in making copies of Bidding Documents available on the above terms, do 
so only for the purpose of obtaining Bids for the Work and do not authorize or confer a license 
for any other use. 

ARTICLE 3 - QUALIFICATIONS OF BIDDERS 

3.01. To demonstrate Bidder’s qualifications to perform the Work, within 10 days of Owner’s and/or 
Engineer’s request, Bidder shall submit written evidence such as financial data, previous 
experience, present commitments, and such other data as may be identified herein or requested 
by Owner and/or Engineer. 

3.02. Bidder is advised to carefully review those portions of the Bid Form requiring Bidder’s 
representations and certifications. 
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ARTICLE 4 - EXAMINATION OF BIDDING DOCUMENTS, OTHER RELATED DATA, AND SITE 

4.01. Subsurface and Physical Conditions 

A. The Supplementary Conditions identify: 

1. Those reports known to Owner of explorations and tests of subsurface conditions at 
or contiguous to the Site that the Engineer has used in preparing the Bidding 
Documents. 

2. Those drawings known to Owner of physical conditions relating to existing surface or 
subsurface structures at the Site (except underground facilities) that the Engineer has 
used in preparing the Bidding Documents. 

B. Copies of reports and drawings referenced in Paragraph 4.01.A are either appended to 
these Contract Documents as defined in Section 00520, or will be made available by 
Owner to any Bidder as defined in the General Conditions. Bidder is responsible for any 
interpretation or conclusion Bidder draws from any data, interpretations, opinions or 
information contained in such reports, or shown or indicated in such drawings. 

C. A complete set of referenced drawings is available for review at the issuing office, during 
normal business hours. No claim can be made as to the accuracy of the drawings. 

4.02. Underground Facilities 

A. Information and data shown or indicated in the Bidding Documents with respect to existing 
Underground Facilities at or contiguous to the Site is based upon information and data 
furnished to Owner and Engineer by owners of such Underground Facilities, including 
Owner or others. 

4.03. Hazardous Environmental Condition 

A. The Supplementary Conditions identify any reports and drawings known to Owner relating 
to a Hazardous Environmental Condition that has been identified at the Site. 

B. Copies of such reports and drawings referenced in Paragraph 4.03.A are appended to 
these Contract Documents.  

4.04. Provisions concerning responsibilities for the adequacy of data furnished to prospective Bidders 
with respect to subsurface conditions, other physical conditions and Underground Facilities, and 
possible changes in the Bidding Documents due to differing or unanticipated subsurface or 
physical conditions appear in paragraphs 4.02, 4.03, and 4.04 of the General Conditions. 
Provisions concerning responsibilities for the adequacy of data furnished to prospective Bidders 
with respect to a Hazardous Environmental Condition at the Site, if any, and possible changes in 
the Contract Documents due to any Hazardous Environmental Condition uncovered or revealed 
at the Site which was not shown or indicated in the Drawings or Specifications or identified in the 
Contract Documents to be within the scope of the Work appear in paragraph 4.06 of the General 
Conditions. 

4.05. On written request, Owner will provide Bidder access to the Site to conduct such examinations, 
investigations, explorations, tests, and studies as Bidder deems necessary for submission of a 
Bid. Bidder shall fill all holes and clean up and restore the Site to its former condition upon 
completion of such explorations, investigations, tests, and studies. Bidder shall comply with all 
applicable Laws and Regulations relative to excavation and utility locates. 
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4.06. Reference is made to Article 7 of the Supplementary Conditions for the identification of the 
general nature of other work that is planned to be performed at the Site by others (such as 
utilities, other prime contractors, and Owner) that relates to the Work contemplated by these 
Bidding Documents. On request, Owner will provide to each Bidder for examination access to or 
copies of Contract Documents (other than portions thereof related to price) for such other work if 
they exist. 

A. Any construction personnel on this construction site for this project shall have certifications 
per Paragraph 6.13.C of the Supplementary Conditions. 

4.07. It is the responsibility of each Bidder before submitting a Bid to: 

A. examine and carefully study the Bidding Documents, and the other related data identified in 
the Bidding Documents; 

B. visit the Site and become familiar with and satisfy Bidder as to the general, local, and Site 
conditions that may affect cost, progress, and performance of the Work; 

C. become familiar with and satisfy Bidder as to all federal, state, and local Laws and 
Regulations that may affect cost, progress, or performance of the Work; 

D. carefully study all Contract Documents including: (1) reports of explorations and tests of 
subsurface conditions at or contiguous to the Site and all drawings of physical conditions 
relating to existing surface or subsurface structures at the Site (except Underground 
Facilities) that have been identified in Paragraph 4.02 of the Supplementary Conditions, 
and (2) reports and drawings of Hazardous Environmental Conditions, if any, at the Site 
that have been identified in Paragraph 4.06 of the General Conditions; 

E. consider the information known to Bidder; information commonly known to contractors 
doing business in the locality of the Site; information and observations obtained from visits 
to the Site; the Bidding Documents; and the Site-related reports and drawings identified in 
the Bidding Documents, with respect to the effect of such information, observations, and 
documents on (1) the cost, progress, and performance of the Work; (2) the means, 
methods, techniques, sequences, and procedures of construction to be employed by 
Bidder, including applying any specific means, methods, techniques, sequences, and 
procedures of construction expressly required by the Bidding Documents; and (3) Bidder’s 
safety precautions and programs; 

F. agree at the time of submitting its Bid that no further examinations, investigations, 
explorations, tests, studies, or data are necessary for the determination of its Bid for 
performance of the Work at the price(s) bid and within the times required, and in 
accordance with the other terms and conditions of the Bidding Documents; 

G. become aware of the general nature of the work to be performed by Owner and others at 
the Site that relates to the Work as indicated in the Bidding Documents; 

H. correlate the information known to Bidder, information and observations obtained from 
visits to the Site, reports and drawings identified in the Bidding Documents, and all 
additional examinations, investigations, explorations, tests, studies, and data with the 
Bidding Documents; 

I. promptly give Engineer written notice of all conflicts, errors, ambiguities, or discrepancies 
that Bidder discovers in the Bidding Documents and confirm that the written resolution 
thereof by Engineer is acceptable to Bidder; and 



This document has been modified from its original form as an EJCDC document and the user did not highlight the modification. You are encouraged to 
read the document carefully and consult Legal Counsel prior to its execution. 
 

Copyright ©2007 National Society of Professional Engineers for EJCDC. All rights reserved. 

Collection System Rehabilitation Phase 3 
11144264 00100-4 INSTRUCTIONS TO BIDDERS 

J. determine that the Bidding Documents are generally sufficient to indicate and convey 
understanding of all terms and conditions for the performance of the Work. 

4.08. The submission of a Bid will constitute an incontrovertible representation by Bidder that Bidder 
has complied with every requirement of this Article 4, that without exception the Bid is premised 
upon performing and furnishing the Work required by the Bidding Documents and applying any 
specific means, methods, techniques, sequences, and procedures of construction that may be 
shown or indicated or expressly required by the Bidding Documents, that Bidder has given 
Engineer written notice of all conflicts, errors, ambiguities, and discrepancies that Bidder has 
discovered in the Bidding Documents and the written resolutions thereof by Engineer are 
acceptable to Bidder, and that the Bidding Documents are generally sufficient to indicate and 
convey understanding of all terms and conditions for performing and furnishing the Work. 

ARTICLE 5 - PRE-BID CONFERENCE 

5.01. A pre-Bid conference will be held as indicated in the Invitation to Bid. Any oral statements made 
during this pre-bid meeting will not be binding or legally effective. 

ARTICLE 6 - SITE AND OTHER AREAS 

6.01. The Site is identified in the Bidding Documents. Easements for permanent structures or 
permanent changes in existing facilities are to be obtained and paid for by Owner unless 
otherwise provided in the Bidding Documents. All additional lands and access thereto required 
for temporary construction facilities, construction equipment, or storage of materials and 
equipment to be incorporated in the Work are to be obtained and paid for by Contractor.  

ARTICLE 7 - INTERPRETATIONS AND ADDENDA 

7.01. All questions about the meaning or intent of the Bidding Documents are to be submitted to 
Engineer in writing. Interpretations or clarifications considered necessary by Engineer in 
response to such questions will be issued by Addenda mailed or delivered to all parties recorded 
by Engineer as having received the Bidding Documents. Only questions answered by Addenda 
will be binding. Oral and other interpretations or clarifications will be without legal effect. 
Questions received less than seven days prior to the date for the applicable openings of Bid may 
not be answered (questions due by close of business, 5:00 PM, local time). 

7.02. Addenda may be issued to clarify, correct, or change the Bidding Documents as deemed 
advisable by Owner or Engineer. 

7.03. Failure of a bidder to receive any addendum, or to acknowledge receipt thereof, will not relieve 
such bidder from conforming with the requirements which such addendum impose on his Bid or 
the Contract Documents, and may subject his Bid to disqualification by Owner. 

ARTICLE 8 - BID SECURITY 

8.01. A Bid must be accompanied by Bid security made payable to Owner in an amount of 5-percent 
of Bidder’s maximum Bid price and in the form of a certified check, bank money order, or a Bid 
Bond (on the form attached) issued by a surety meeting the requirements of paragraphs 5.01 
and 5.02 of the General Conditions. 

8.02. The Bid security of the Successful Bidder will be retained until such Bidder has executed the 
Contract Documents, furnished the required contract security and met the other conditions of the 
Notice of Award, whereupon the Bid security will be returned. If the Successful Bidder fails to 
execute and deliver the Contract Documents and furnish the required contract security within 10 
days after the Notice of Award, Owner may consider Bidder to be in default, annul the Notice of 
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Award and the Bid Security of that Bidder will be forfeited. The Bid security of other Bidders 
whom Owner believes to have a reasonable chance of receiving the award may be retained by 
Owner per Article 2 of the Contractor’s General Bid Form. 

8.03. Bid security of other Bidders whom Owner believes do not have a reasonable chance of 
receiving the award will be returned within seven days after the Bid opening. 

ARTICLE 9 - CONTRACT TIMES 

9.01. The number of days within which, or the dates by which, the Work is to be substantially 
completed and ready for final payment are set forth in the Agreement. 

ARTICLE 10 - LIQUIDATED DAMAGES 

10.01. Provisions for liquidated damages, if any, are set forth in the Agreement. 

ARTICLE 11 - SUBSTITUTE AND “OR-EQUAL” ITEMS 

11.01. The Contract, if awarded, will be on the basis of materials and equipment specified or described 
in the Bidding Documents without consideration of possible “or-equal” items. Whenever it is 
specified or described in the Bidding Documents that an “or-equal” item of material or equipment 
may be furnished or used by Contractor if acceptable to Engineer, application for such 
acceptance will not be considered by Engineer until after the Effective Date of the Agreement. 
The materials and equipment described in the Bidding Documents establish a standard of 
required type, function, and quality to be met by any proposed “or-equal” item. The burden of 
proof of the merit of the proposed item is upon Contractor. Engineer’s decision of approval or 
disapproval of a proposed item will be final and binding on the Contractor. Refer to General 
Conditions and Supplementary Conditions. 

ARTICLE 12 - PREPARATION OF BID 

12.01. The Bid Form is included with the Bidding Documents. Additional copies may be obtained from 
Engineer. 

12.02. All blanks on the Bid Form shall be completed in ink and the Bid Form signed in ink. Erasures or 
alterations shall be initialed in ink by the person signing the Bid Form. A Bid price shall be 
indicated for each Bid Item and alternate listed therein.  

12.03. A Bid by a corporation shall be executed in the corporate name by the president or a vice-
president or other corporate officer accompanied by evidence of authority to sign.  

12.04. A Bid by a partnership shall be executed in the partnership name and signed by a partner 
(whose title must appear under the signature), accompanied by evidence of authority to sign. 
The official address of the partnership shall be shown. 

12.05. A Bid by a limited liability company shall be executed in the name of the firm by a member and 
accompanied by evidence of authority to sign. The state of formation of the firm and the official 
address of the firm must be shown. 

12.06. A Bid by an individual shall show the Bidder’s name and official address. 

12.07. A Bid by a joint venture shall be executed by each joint venture in the manner indicated on the 
Bid form. The official address of the joint venture must be shown. 
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12.08. All names shall be printed in ink below the signatures. 

12.09. The Bid shall contain an acknowledgment of receipt of all Addenda, the numbers of which shall 
be filled in on the Bid Form. 

12.10. Postal and e-mail addresses and telephone number for communications regarding the Bid shall 
be shown. 

12.11. The products furnished are to meet or exceed all specified requirements of the Bidding 
Documents. No evaluation of submittals will be made prior to the Bid opening. 

12.12. Not used. 

ARTICLE 13 - BASIS OF BID; COMPARISON OF BIDS 

13.01. Lump Sum 

A. Bidders shall submit a Bid on a lump sum basis as set forth in the Bid Form. 

B. Bidders shall submit a Bid on lump sum basis for the base Bid and include a separate price 
for each alternate described in the Bidding Documents as provided for in the Bid Form. The 
price for each alternate will be the amount added to or deleted from the Base Bid if Owner 
selects the alternate. In the comparison of Bids, alternates will be applied in the same order 
as listed in Bid Form. 

13.02. Unit Price 

A. Bidders shall submit a Bid on a unit price basis for each item of Work listed in the Bid 
schedule. 

B. The total of all estimated prices will be the sum of the products of the estimated quantity of 
each item and the corresponding unit price. The final quantities and Contract Price will be 
determined in accordance with Paragraph 11.03 of the General Conditions. 

C. Discrepancies between the multiplication of units of Work and unit prices will be resolved in 
favor of the unit prices. Discrepancies between the indicated sum of any column of figures 
and the correct sum thereof will be resolved in favor of the correct sum. 

13.03. Allowances 

A. Not Used  

13.04. Resolution of Discrepancies 

A. Where there are discrepancies between numbers and words, words shall prevail. 
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ARTICLE 14 - SUBMITTAL OF BID 

14.01. Applicable provisions of Massachusetts General Laws and Regulations and/or the United States 
Code and Code of Federal Regulations govern this Contract and any provision in violation of the 
foregoing shall be deemed null, void and of no effect. Where conflict between Code of Federal 
Regulations and State Laws and Regulations exist, the more stringent applicable requirement 
shall apply. 

14.02. The contractor guarantees that the Work and Services to be performed under the Contract, and 
all workmanship, materials and equipment performed, furnished, used or installed in the 
construction of the same shall be free from defects and flaws, and shall be performed and 
furnished in strict accordance with the Drawings, Specifications, and other contract documents, 
that the strength of all parts of all manufactured equipment shall be adequate and as specified 
and that the performance test requirements of the Contract shall be fulfilled. This guarantee shall 
be for a period of one year from and after the date of Substantial Completion and acceptance of 
the Work as stated in the final estimate or as such longer time as Owner may be allowed under 
Massachusetts General Law or any other portion of the Contract. If part of the Work is accepted 
in accordance with that subsection of this AGREEMENT titled "Partial Acceptance", the 
guarantee for that part of the Work shall be for a period of one year from the date fixed for such 
acceptance or as such longer time as Owner may be allowed under Massachusetts General Law 
or any other portion of the Contract. 

14.03. If at any time within the said period of guarantee any part of the Work requires repairing, 
correction or replacement, the Owner may notify the contractor in writing to make the required 
repairs, correction, or replacements. If the Contractor does not promptly comply with the terms of 
Owner’s written instructions, or in an emergency where delay would cause serious risk of loss or 
damage, Owner may have the defective Work corrected or repaired or may have the rejected 
Work removed and replaced. All claims, costs, losses, and damages (including but not limited to 
all fees and charges of engineers, architects, attorneys, and other professionals and all court or 
other dispute resolution costs) arising out of or relating to such correction or repair or such 
removal and replacement (including but not limited to all costs of repair or replacement of work 
of others) will be paid by Contractor. With each copy of the Bidding Documents, a Bidder is 
furnished one copy of the Bid Form, and, if required, the Bid Bond Form. The copy of the Bid 
Form is to be completed and submitted with the Bid security and all required attachments to the 
Bid stated in the Bid Form. 

14.04. With each copy of the Bidding Documents, a Bidder is furnished one copy of the Bid Form, and, 
if required, the Bid Bond Form. The copy of the Bid Form is to be completed and submitted with 
the Bid security and all required attachments to the Bid stated in the Bid Form. 

14.05. A Bid shall be submitted no later than the date and time prescribed and at the place indicated in 
the advertisement or invitation to bid and shall be enclosed in a plainly marked package with the 
Project title (and, if applicable, the designated portion of the Project for which the Bid is 
submitted), the name and address of Bidder, and shall be accompanied by the Bid security and 
other required documents. If a Bid is sent by mail or other delivery system, the sealed envelope 
containing the Bid shall be enclosed in a separate envelope plainly marked on the outside with 
the notation “BID ENCLOSED.” When using the mail or other delivery system, the Bidder is 
totally responsible for the mail or other delivery system delivering the Bid at the place and prior 
to the time indicated in the Advertisement for Bid. A mailed Bid shall be addressed to Owner at 
Uxbridge Department of Public Works, 147 Hecla Street, Uxbridge, Massachusetts, 01569. 
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ARTICLE 15 - MODIFICATION AND WITHDRAWAL OF BID 

15.01. A Bid may be modified or withdrawn by an appropriate document duly executed in the same 
manner that a Bid must be executed and delivered to the place where Bids are to be submitted 
prior to the date and time for the opening of Bids. 

15.02. If within 24 hours after Bids are opened any Bidder files a duly signed written notice with Owner 
and promptly thereafter demonstrates to the reasonable satisfaction of Owner that there was a 
material and substantial mistake in the preparation of its Bid, that Bidder may withdraw its Bid, 
and the Bid security will be returned. Thereafter, if the Work is rebid, that Bidder will be 
disqualified from further bidding on the Work. 

ARTICLE 16 - OPENING OF BIDS 

16.01. Bids will be opened at the time and place indicated in the Advertisement or Invitation to Bid and, 
unless obviously non-responsive, read aloud publicly. An abstract of the amounts of the base 
Bids and major alternates, if any, will be made available to Bidders after the opening of Bids. 

16.02. As a minimum, bid documents shall be reviewed/inspected for conformance with the following 
requirements in the order presented below. Failure to comply with any of these requirements 
may render the bid non-responsive and upon determination of such non-responsiveness, such 
bid shall be rejected immediately, set aside, and shall receive no further consideration at the 
sole discretion of the Owner. 

16.03. Timeliness – The bid must be filed at the place and within the time specified therefore in the 
invitation to bid, and no bid shall be accepted after such time. The time at which a bid is filed 
should be time/date stamped or otherwise prominently noted on the bid. 

16.04. Bid Security – Properly executed bid security, in the amount and terms specified in the invitation 
to bid (equal to 5% of Highest Possible Amount considering all alternatives) shall be placed in a 
sealed envelope and attached to the outside of the envelope containing the bid at the time of its 
submission. 

A. Bid Bond:  The Bid bond must be dated On or Before the Bid Date; Issued by a Bonding 
Company Licensed in Massachusetts; Accompanied by a Current Power of Attorney; 
Signed by Surety. 

B. Check:  The Check must be a Certified, Cashiers or Bank Treasurer’s; Dated On or Before 
the Bid Date. 

16.05. Bid Signature – The bid and all accompanying documents so required shall be signed by the 
bidder or its authorized representative before submission. 

16.06. Addenda – All addenda shall be sent by email to all individuals and organizations which have 
received plans and specifications and shall be emailed not later than five days prior to the date 
established for submission of bids. All bidders shall include with their bids written 
acknowledgement of receipt of all addenda, which acknowledgement may be on a form provided 
therefore by the Owner. 

16.07. Alternates – Alternatives, if any, shall be acknowledged. 

16.08. The Bid Opening Procedures, Contractor Checklist also attached hereto, will be used during the 
bid opening. This is not an all-inclusive list of items that need to be included in the bid proposal. 
Refer to Bid Form for a full listing of documents to be provided. 
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ARTICLE 17 - BIDS TO REMAIN SUBJECT TO ACCEPTANCE 

17.01. All Bids will remain subject to acceptance for the period of time stated in the Bid Form, but 
Owner may, in its sole discretion, release any Bid and return the Bid Security prior to the end of 
this period. 

ARTICLE 18 - EVALUATION OF BIDS AND AWARD OF CONTRACT 

18.01. Owner reserves the right to reject any or all Bids, including without limitation, nonconforming 
bids, nonresponsive bids, or bids which contain abnormally high or abnormally low prices for any 
item of work, or conditional Bids. Owner further reserves the right to reject the Bid of any Bidder 
whom it finds, after reasonable inquiry and evaluation, to not be a responsive and eligible bidder. 
Owner also reserves the right to waive all informalities in its sole discretion and to reject any and 
all Bids to the maximum extent permitted by law. 

18.02. More than one Bid for the same Work from an individual or entity under the same or different 
names will not be considered. Reasonable grounds for believing that any Bidder has an interest 
in more than one Bid for the Work may be cause for disqualification of that Bidder and the 
rejection of all Bids in which that Bidder has an interest. 

18.03. In evaluating Bids, Owner will consider whether or not the Bids comply with the prescribed 
requirements, and such alternates, unit prices and other data, as may be requested in the Bid 
Form or prior to the Notice of Award. 

18.04. In evaluating Bidders, Owner will consider the qualifications of Bidders and may consider the 
qualifications and experience of Subcontractors, Suppliers, and other individuals or entities 
proposed for those portions of the Work for which the identity of Subcontractors, Suppliers, and 
other individuals or entities must be submitted as provided in the Supplementary Conditions. 

18.05. Owner may conduct such investigations as Owner deems necessary to establish the 
responsibility, qualifications, and financial ability of the General Contractor in accordance with 
the Contract Documents. 

ARTICLE 19 - CONTRACT SECURITY AND INSURANCE 

19.01. Article 5 of the General Conditions, as may be modified by the Supplementary Conditions, sets 
forth Owner’s requirements as to performance and payment bonds and insurance. When the 
Successful Bidder delivers the executed Agreement to Owner, it shall be accompanied by such 
bonds. 

ARTICLE 20 - SIGNING OF AGREEMENT 

20.01. When Owner issues a Notice of Award to the Successful Bidder, it shall be accompanied by the 
required number of unsigned counterparts of the Agreement along with the other Contract 
Documents which are identified in the Agreement as attached thereto. Within 10 days thereafter, 
Successful Bidder shall sign and deliver the required number of counterparts of the Agreement 
and attached documents to Owner. Within ten days thereafter, Owner shall deliver one fully 
signed counterpart to Successful Bidder with a complete set of the Drawings with appropriate 
identification. 

ARTICLE 21 - COPIES OF CONTRACT DOCUMENTS 

21.01. Owner will furnish copies of Contract Documents as defined in 00520 to Contractor as indicated 
in General Conditions Paragraph 2.02. 
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ARTICLE 22 - SALES AND USE TAXES 

22.01. Owner is exempt from Massachusetts state sales and use taxes on materials and equipment to 
be incorporated in the Work. Exemption No. 046-001-331. Said taxes shall not be included in the 
Bid. Refer to Paragraph 6.10 of the Supplementary Conditions for additional information. 

ARTICLE 23 - FUNDING REQUIREMENTS 

23.01. Minimum Wage Rates as determined by the Commissioner of Department of Workforce 
Development under the provision of the Massachusetts General Laws, Chapter 149, Sections 26 
to 27D, as amended, apply to this project. It is the responsibility of the contractor, before bid 
opening, to request if necessary, any additional information on Minimum Wage Rates for those 
trades people who may be employed for the proposed work under this contract.   

23.02. This project is subject to the Safety and Health Regulations of the U.S. Department of Labor set 
forth in Title 29 CFR, Part 1926 and to all subsequent amendments, and to the Massachusetts 
Department of Labor and Industries, Division of Industrial Safety ‘Rules and Regulations for the 
Prevention of Accidents in Construction Operations’ (Chapter 454 CMR 10.00 et seq.). 
Contractors shall be familiar with the requirements of these regulations. 

23.03. Not Used 

23.04. The Construction Reform Law (Chapter 193 of the Acts of 2004) includes a new municipal 
affirmative marketing program. This requirement is not applicable to the procurement of site 
work (horizontal construction) subject to MGL c. 30 sec. 39M or MGL c. 30B. However, 
municipalities must incorporate MBE/WBE goals into both their design and construction 
procurement for municipal contracts for the construction, reconstruction, alteration, remodeling, 
repair or demolition of any public building or public work by any city or town that includes funding 
provided by the Commonwealth, in whole or in part.  

23.05. Not Used 

23.06. Not Used 

23.07. Whenever it is written that an equipment manufacturer must have a specified period of 
experience with his product, equipment which does not meet the specified experience period 
can be considered if the equipment supplier or manufacturer is willing to provide an "Efficiency 
Guarantee Bond" or cash deposit for the duration of the specified time period which will 
guarantee replacement of that equipment in the event of failure. 

 
 

CONTINUED 
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BID OPENING PROCEDURES CONTRACTORS CHECKLIST 
 

CONTRACT NO.: 2024-28; Collection System Rehabilitation Phase 3 BIDDER:  DATE:  
 

All non-responsive bids shall be rejected forthwith by the awarding authority upon determination of such bids’ non-responsiveness at the time 
bids are opened and read. Failure to comply with one or more of the following requirements shall render the bid non-responsive, and upon 
determination of such non-responsiveness such bid shall be rejected and receive no further consideration. 
 

ITEMS REQUIREMENTS COMPLIANCE (CIRCLE 1) REASONS FOR REJECTION 

1.  Timeliness Bids filed within time specified Yes No; Rejected 

 

2.  Bid Security Appropriate and properly executed security 
with bid. Yes No; Rejected 

 

3.  Signature Bid signed by authorized 
representative Yes No; Rejected 

 

4.  Addenda Any alternative Yes No; Rejected  

5.  Dollar Amount Dollar amount in words specified for 
each line item in bid Yes No; Rejected 

 

END OF SECTION 
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CONTRACTOR’S BID 
FOR 

CONSTRUCTION OF CONTRACT NO. 2024-28 
COLLECTION SYSTEM REHABILITATION PHASE 3 

TOWN OF UXBRIDGE, MA 
 

ARTICLE 1 - BID RECIPIENT 

1.01. THIS BID IS SUBMITTED TO: 

Town of Uxbridge, MA 
Dept. of Public Works 
147 Hecla Street 
Uxbridge, MA  01569 

1.02. The undersigned Bidder proposes and agrees to furnish all labor and materials required for 
Collection System Rehabilitation Phase 3, if this Bid is accepted, to enter into an Agreement with 
Owner in the form included in the Bidding Documents prepared by GHD Inc. to perform all Work 
as specified or indicated in the Bidding Documents for the contract price, specified below, and 
within the times indicated in this Bid and in accordance with the other terms and conditions of the 
Bidding Documents. 

1.03. This bid includes addenda numbered _______________to _______________. 

1.04. The proposed contract price for the base bid (Items A plus B plus C) is  

 _______________________________________________________________________ dollars 

($__________________________________________________). 
 

For Add Alternate Item D (total for Unit Price Item D) 

Add $  _________________________________________________________________________  

Subtract $     
 

ARTICLE 2 - BIDDER’S ACKNOWLEDGEMENTS 

2.01. Bidder accepts all of the terms and conditions of the Instructions to Bidders, including without 
limitation those dealing with the disposition of Bid security.  

2.02. Bidder acknowledges the time frame for obtaining substantial completion and the time to final 
completion as outlined in the Agreement. 

2.03. The undersigned agrees that, if he is selected as general contractor, he will within ten days, 
Saturdays, Sundays and legal holidays excluded, after presentation thereof by the awarding 
authority, execute a contract in accordance with the terms of this bid and furnish a performance 
bond and also a labor and materials or payment bond, each of a surety company qualified to do 
business under the laws of the commonwealth and satisfactory to the awarding authority and 
each in the sum of the contract price, the premiums for which are to be paid by the general 
contractor and are included in the contract price; provided, however, that if there is more than 1 
surety company, the surety companies shall be jointly and severally liable. 
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2.04. The undersigned hereby certifies that he is able to furnish labor that can work in harmony 
with all other elements of labor employed or to be employed on the work; that all employees to 
be employed at the worksite will have successfully completed a course in construction safety and 
health approved by the United States Occupational Safety and Health Administration that is at 
least 10 hours in duration at the time the employee begins work and who shall furnish 
documentation of successful completion of said course with the first certified payroll report for 
each employee; and that he will comply fully with all laws and regulations applicable to awards 
made subject to applicable Massachusetts Law. 

2.05. The undersigned further certifies under the penalties of perjury that this bid is in all respects bona 
fide, fair and made without collusion or fraud with any other person. As used in this subsection 
the word “person” shall mean any natural person, joint venture, partnership, corporation or other 
business or legal entity. The undersigned further certifies under penalty of perjury that the said 
undersigned is not presently debarred from doing public construction work in the commonwealth 
under the provisions of section twenty-nine F of chapter twenty-nine, or any other applicable 
debarment provisions of any other chapter of the General Laws or any rule or regulation 
promulgated thereunder. 

ARTICLE 3 - BIDDER’S REPRESENTATIONS 

3.01. In submitting this Bid, Bidder represents that: 

A. Bidder has examined and carefully studied the Bidding Documents, other related data 
identified in the Bidding Documents, and the Addenda 

B. Bidder has visited the Site and become familiar with and is satisfied as to the general, local, 
and Site conditions that may affect cost, progress, and performance of the Work. 

C. Bidder is familiar with and is satisfied as to all Laws and Regulations that may affect cost, 
progress, and performance of the Work. 

D. Bidder has carefully studied all:  (1) reports of explorations and tests of subsurface conditions 
at or contiguous to the Site and all drawings of physical conditions relating to existing surface 
or subsurface structures at the Site (except Underground Facilities) that have been identified 
in SC-4.02 as containing reliable “technical data”, and (2) reports and drawings of Hazardous 
Environmental Conditions, if any, at the Site that have been identified in SC-4.06  

E. Bidder has considered the information known to Bidder; information commonly known to 
contractors doing business in the locality of the Site; information and observations obtained 
from visits to the Site; the Bidding Documents; and the Site-related reports and drawings 
identified in the Bidding Documents, with respect to the effect of such information, 
observations, and documents on (1) the cost, progress, and performance of the Work; (2) the 
means, methods, techniques, sequences, and procedures of construction to be employed by 
Bidder, including applying the specific means, methods, techniques, sequences, and 
procedures of construction expressly required by the Bidding Documents; and (3) Bidder’s 
safety precautions and programs. 

F. Based on the information and observations referred to in Paragraph 3.01.E above, Bidder 
does not consider that any further examinations, investigations, explorations, tests, studies, 
or data are necessary for the determination of this Bid for performance of the Work at the 
price(s) bid and within the times required, and in accordance with the other terms and 
conditions of the Bidding Documents. 

G. Bidder is aware of the general nature of work to be performed by others at the Site that 
relates to the Work as indicated in the Bidding Documents. 
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H. Bidder has given Engineer written notice of all conflicts, errors, ambiguities, or discrepancies 
that Bidder has discovered in the Bidding Documents, and the written resolution thereof by 
Engineer is acceptable to Bidder. 

I. The Bidding Documents are generally sufficient to indicate and convey understanding of all 
terms and conditions for the performance of the Work for which this Bid is submitted. 

ARTICLE 4 - BIDDER’S CERTIFICATION 

4.01. Bidder certifies that: 

A. This Bid is genuine and not made in the interest of or on behalf of any undisclosed individual 
or entity and is not submitted in conformity with any collusive agreement or rules of any 
group, association, organization, or corporation; 

B. Bidder has not directly or indirectly induced or solicited any other Bidder to submit a false or 
sham Bid; 

C. Bidder has not solicited or induced any individual or entity to refrain from bidding; and  

D. Bidder has not engaged in corrupt, fraudulent, collusive, or coercive practices in competing 
for the Contract. For the purposes of this Article: 

1. “corrupt practice” means the offering, giving, receiving, or soliciting of any thing of 
value likely to influence the action of a public official in the bidding process; 

2. “fraudulent practice” means an intentional misrepresentation of facts made (a) to 
influence the bidding process to the detriment of Owner, (b) to establish bid prices at 
artificial non-competitive levels, or (c) to deprive Owner of the benefits of free and 
open competition; 

3. “collusive practice” means a scheme or arrangement between two or more Bidders, 
with or without the knowledge of Owner, a purpose of which is to establish bid prices 
at artificial, non-competitive levels; and 

4. “coercive practice” means harming or threatening to harm, directly or indirectly, 
persons or their property to influence their participation in the bidding process or 
affect the execution of the Contract. 

ARTICLE 5 - BASIS OF BID 

5.01. Bidder will perform the Work in accordance with the Contract Documents for the prices shown in 
the Bid Schedule that follow. 

5.02. Bidder acknowledges that Bidder’s price(s) constitute Bidder’s sole compensation for performing 
all Work required by the Contract Documents and if a particular part of the Work is not listed 
specifically in the Bid Item Descriptions, Bidder has included that part of the Work in the Bid Item 
Description which it most logically belongs. 

A. Schedule A: Unit Price Work:  Measurement and payment of Unit Price Work is defined in 
Section 01025, Unit Price Items. 

1. Unit Prices have been computed in accordance with General Conditions Article 
11.03.B. 
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2. Bidders acknowledge that estimated quantities are not guaranteed, and are solely for 
the purposes of comparison of Bids, and final payment for all Unit Price Work will be 
based on actual quantities, determined as provided in the Contract Documents. 
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A. BASE BID: Lump Sum Bid Items: Measurement and payment of Lump Sum work is defined in Section 01026, Lump Sum Items. 

 
 
ALTERNATE BID 1: The unit price work of the General Contractor, with measurement and payment as defined in Section 01025, and being all 
work as shown and specified in the Contract Documents, as follows:  

 
ITEM 
NO. DESCRIPTION UNIT 

ESTIMATED 
QUANTITY UNIT PRICE (FIGURES AND WORDS) BID PRICE (FIGURES AND WORDS) 

D Remove and 
Replace Manhole 
Frame and Cover 

EA 20 $  $  

  

  

  

  

B. Bid Price determination 

1. All mathematical errors will be corrected. In case of a discrepancy between unit prices bid and extended totals, unit prices will 
govern. In case of discrepancy between the correct sum of individual bid items and the (incorrectly) calculated sum, the 
correct sum of individual bid items will govern. 

2. In case of a discrepancy between the prices written in words and in figures, the prices written in words shall govern. 
 

ITEM NO. DESCRIPTION UNIT 
ESTIMATED 
QUANTITY UNIT PRICE (FIGURES AND WORDS) BID PRICE (FIGURES AND WORDS) 

A General Conditions EA N/A 
N/A 

$  

  

B Line SSMH-829 to 
SSMH-830 

EA N/A 
N/A 

$  

  

C Line SSMH-831 to 
SSMH-832 

EA N/A 
N/A 

$  
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ARTICLE 6 - PRICE ADJUSTMENT CLAUSE 

6.01. Prices shall be adjusted for fuel, both diesel and gasoline; liquid asphalt; and Portland cement 
contained in cast-in-place concrete when the monthly cost change exceeds plus or minus 5 
percent. A base price for each material shall be as listed on the Massachusetts Department of 
Transportation website for the month in which bids are opened. 

ARTICLE 7 - TIME OF COMPLETION 

7.01. Bidder agrees that the Work will be substantially completed and ready for final payment in 
accordance with paragraph 14.07 of the General Conditions on or before the dates or within the 
number of calendar days indicated in the Agreement. 

7.02. Liquidated damages are specified in this contract in the Agreement. 

ARTICLE 8 - ATTACHMENTS TO THIS BID 

8.01. The following documents are submitted with and made a condition of this Bid: 

A. Required Bid Security in the form of a Bid Bond or money order 

B. Bidder’s Qualification Statement 

C. OSHA Certification 

D. State Taxes, EEO/AA, and Non-Collusive Bidding Certification 

ARTICLE 9 - THIS BID IS SUBMITTED BY  

Name of General Bidder: _____________________________________________________  
(company/business) 

By: _______________________________________________________________________  
(authorized signature of bidder) 

Name of person signing bid and Title: ___________________________________________  
(printed) 

Bidder’s Business Address ____________________________________________________  

City / State ________________________________________________________________  

Phone No. ___________________________________ Fax No.  ______________________  

Email: ____________________________________________________________________  

SUBMITTED on ___________________, 20__ 

END OF SECTION 
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BID BOND

Any singular reference to Bidder, Surety, Owner or other party shall be considered plural where applicable.

BIDDER (Name and Address):

SURETY (Name and Address of Principal Place of Business):

OWNER (Name and Address):

BID
Bid Due Date:

 Description (Project Name and Include Location):

BOND
Bond Number:

 Date (Not earlier than Bid due date):
Penal sum $

(Words) (Figures)

Surety and Bidder, intending to be legally bound hereby, subject to the terms set forth below, do each cause this
Bid Bond to be duly executed by an authorized officer, agent, or representative.

BIDDER SURETY
(Seal) (Seal)

Bidder’s Name and Corporate Seal Surety’s Name and Corporate Seal

By: By:
Signature Signature (Attach Power of Attorney)

Print Name Print Name

Title Title

Attest: Attest:
Signature Signature

Title Title
Note: Above addresses are to be used for giving any required notice.  Provide execution by any additional
parties, such as joint venturers, if necessary.

00410-A
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1. Bidder and Surety, jointly and severally, bind themselves, their heirs, executors, administrators, successors,
and assigns to pay to Owner upon default of Bidder the penal sum set forth on the face of this Bond.  Payment of
the penal sum is the extent of Bidder’s and Surety’s liability.  Recovery of such penal sum under the terms of this
Bond shall be Owner’s sole and exclusive remedy upon default of Bidder.

2. Default of Bidder shall occur upon the failure of Bidder to deliver within the time required by the Bidding
Documents (or any extension thereof agreed to in writing by Owner) the executed Agreement required by the
Bidding Documents and any performance and payment bonds required by the Bidding Documents.

3. This obligation shall be null and void if:

3.1 Owner accepts Bidder’s Bid and Bidder delivers within the time required by the Bidding Documents (or
any extension thereof agreed to in writing by Owner) the executed Agreement required by the Bidding
Documents and any performance and payment bonds required by the Bidding Documents, or

3.2 All Bids are rejected by Owner, or

3.3 Owner fails to issue a Notice of Award to Bidder within the time specified in the Bidding Documents
(or any extension thereof agreed to in writing by Bidder and, if applicable, consented to by Surety when
required by Paragraph 5 hereof).

4. Payment under this Bond will be due and payable upon default of Bidder and within 30 calendar days after
receipt by Bidder and Surety of written notice of default from Owner, which notice will be given with reasonable
promptness, identifying this Bond and the Project and including a statement of the amount due.

5. Surety waives notice of any and all defenses based on or arising out of any time extension to issue Notice of
Award agreed to in writing by Owner and Bidder, provided that the total time for issuing Notice of Award
including extensions shall not in the aggregate exceed 120 days from Bid due date without Surety’s written
consent.

6. No suit or action shall be commenced under this Bond prior to 30 calendar days after the notice of default
required in Paragraph 4 above is received by Bidder and Surety and in no case later than one year after Bid due
date.

7. Any suit or action under this Bond shall be commenced only in a court of competent jurisdiction located in
the state in which the Project is located.

8. Notices  required  hereunder  shall  be  in  writing  and  sent  to  Bidder  and  Surety  at  their  respective  addresses
shown on the face of this Bond. Such notices may be sent by personal delivery, commercial courier, or by United
States Registered or Certified Mail, return receipt requested, postage pre-paid, and shall be deemed to be effective
upon receipt by the party concerned.

9. Surety shall cause to be attached to this Bond a current and effective Power of Attorney evidencing the
authority of the officer, agent, or representative who executed this Bond on behalf of Surety to execute, seal, and
deliver such Bond and bind the Surety thereby.

10. This Bond is intended to conform to all applicable statutory requirements. Any applicable requirement of any
applicable statute  that  has been omitted from this  Bond shall  be deemed to be included herein as  if  set  forth at
length. If any provision of this Bond conflicts with any applicable statute, then the provision of said statute shall
govern and the remainder of this Bond that is not in conflict therewith shall continue in full force and effect.

11. The term “Bid” as used herein includes a Bid, offer, or proposal as applicable.
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(ATTACH BID SECURITY TO THIS PAGE IF CERTIFIED CHECK.) 
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STATEMENT OF SURETY’S INTENT 
 

(To be completed if Bid Security is to be 
Certified or Bank Cashier’s Check) 

 
 
To: _______________________________________________________________________________ 

(Owner) 
  

We have reviewed the Bid of ______________________________________________________ 
(Contractor) 

 
of ________________________________________________________________________________ 

(Address) 
 
for ________________________________________________________________________________ 

 (Project) 
 
Bids for which will be received on _______________________________________________________ 

(Bid Opening Date) 
 

and wish to advise that should this Bid of the Contractor be accepted and the Contract awarded to him, it 
is our intention to become surety on the performance bond and labor and material bond required by the 
Contract. 
 
 

We are duly authorized to do business in the State of Massachusetts. 
 
Attest: 
 
_____________________________ ________________________________ 

 
________________________________ 
Surety’s Authorized Signature(s) 

 
Attach Power of Attorney 
 
(Corporate seal if any.  If no seal, write “No Seal” across this place and sign.) 
 

(This form must be completed prior to the submission of the bid.) 
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CERTIFICATION 
STATE TAXES, EEO/AA, NON-DEBARMENT, AND NON-COLLUSION 

 
Pursuant to M.G.L. Ch. 62C, s49A, I certify under the penalties of perjury that I, to my best knowledge 
and belief, have filed all state tax returns and paid all State Taxes required under law. 
 
The undersigned bidder hereby certifies he/she will comply with the specific affirmative action steps 
contained in the Equal Employment Opportunity/Affirmative Action (EEO/AA) provisions of this Contract, 
including compliance with the Disadvantaged Business Enterprise provisions as required under these 
contract provisions. The contractor receiving the award of the contract shall incorporate the EEO/AA 
provisions of this contract into all subcontracts and purchase orders so that such provisions will be 
binding upon each subcontractor or vendor. 
 
The undersigned certifies under penalties of perjury that there have been no substantial changes in his 
financial position or business organization other than those changes noted within the application since the 
applicant's most recent pre-qualification statement and that the bid is in all respects bonafide, fair and 
made without collusion or fraud with any other person. 
 
 c149 s44D (1)(b)  “Person” shall mean any natural person, joint venture, partnership, corporation or 

other business or legal entity which sells materials, equipment or supplies used in or 
for, or engages in the performance of, the same or similar construction, reconstruction, 
installation, demolition, maintenance or repair work or any part thereof. 

 
c149 s44E (2) The undersigned hereby certifies that he is able to furnish labor that can work in 

harmony with all other elements of labor employed or to be employed on the work and 
that he will comply fully with all laws and regulations applicable to awards made 
subject to section forty-four A. 

 
c149 s44E (3) The undersigned further certifies under penalty of perjury that the said undersigned is 

not presently debarred from doing public construction work in the Commonwealth of 
Massachusetts under the provision of Section Twenty-Nine F of Chapter Twenty-Nine, 
or any other applicable debarment provisions of any other Chapter of the General 
Laws or any rule or regulation promulgated thereunder; and is not presently debarred, 
suspended, proposed for debarment, declared ineligible, or voluntarily excluded from 
covered transactions by any Federal department or agency. 

 
 
 
 
 _______   _________________________________________   __________________________  
  (Date) (Name of General Bidder) (Federal Employer Identification No.) 
 

  By:  
(Signature) 
 

  
(Title & Name of person signing bid) 

 
  

(Business Address) 
 

  
(City, State, Zip) 
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CERTIFICATION 
OCCUPATIONAL SAFETY AND HEALTH ADMINISTRATION (OSHA) TRAINING 

 
 
In accordance with Massachusetts General Law 30: Section 39S, for all contracts for the construction, 
reconstruction, installation, demolition, maintenance or repair of any public work estimated to cost more 
than $10,000, the Contractor hereby certifies to the following: 

(a) (1) that he is able to furnish labor that can work in harmony with all other elements of labor employed 
or to be employed in the work; (2) that all employees to be employed at the worksite will have 
successfully completed a course in construction safety and health approved by the United States 
Occupational Safety and Health Administration that is at least 10 hours in duration at the time the 
employee begins work and who shall furnish documentation of successful completion of said course with 
the first certified payroll report for each employee; and (3) that all employees to be employed in the work 
subject to this bid have successfully completed a course in construction safety and health approved by 
the United States Occupational Safety and Health Administration that is at least 10 hours in duration.  

(b) Any employee found on a worksite subject to this section without documentation of successful 
completion of a course in construction safety and health approved by the United States Occupational 
Safety and Health Administration that is at least 10 hours in duration shall be subject to immediate 
removal.  

(c) The attorney general, or his designee, shall have the power to enforce this section including the power 
to institute and prosecute proceedings in the superior court to restrain the award of contracts and the 
performance of contracts in all cases where, after investigation of the facts, he has made a finding that 
the award or performance has resulted in violation, directly or indirectly, of subsection (b), and he shall 
not be required to pay to the clerk of the court an entry fee in connection with the institution of the 
proceeding.  

 
The undersigned hereby certifies under the penalties of perjury to the above: 
 
 
 
Company:    
 
Authorized Signature:  
 
Print Name:   
 
Title:   
 
Date:   
 
Telephone:   Fax:   
 



 

 

This page intentionally left blank.



 

Collection System Rehabilitation Phase 3 
11144264 00410-F1  

BIDDER’S QUALIFICATION STATEMENT 
 
To induce the making of this Contract, the Bidder represents to the Owner the following, as evidence of 
Bidder’s Qualifications to perform the work herein specified: 
 

1. How many years has your organization been in business under the name in which you propose 
to execute this Contract? 

           Years 
 
 

2. What projects of character similar to that proposed has your present organization 
completed?  Give the information indicated by the following tabulations: 

 
 

NAME, ADDRESS, AND 
PHONE NO. OF OWNER 
FOR WHOM WORK WAS 

DONE 

REFERENCE 
PERSON’S  NAME, 
PHONE NUMBER, AND 
EMAIL 

 
DESCRIPTION  

OF WORK 

APPROXIMATE 
AMOUNT OF 
CONTRACT 

APPROXIMATE 
DATE WORK 
WAS DONE 
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BIDDER’S QUALIFICATION STATEMENT, CONT’D 
 
 
 
 
 
 
 
3. Has your present organization ever been or are late or assessed liquidated damages or ever 

failed to complete any work awarded to it?  If so, state when, where and why. 

 ___________________________________________________________________________________  

 ___________________________________________________________________________________  

 ___________________________________________________________________________________  
 
4. Do you have, or can you procure the necessary personnel, equipment, facilities and financial 

resources to immediately undertake and satisfactorily complete the work contemplated in this 
Contract?               

 ___________________________________________________________________________________  

 ___________________________________________________________________________________  

 ___________________________________________________________________________________  
 

5. The Owner reserves the right to investigate and/or request more information from the Bidder 
concerning the Bidder’s history of payments to Subcontractor’s and the Bidder’s history of 
litigation.              
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AGREEMENT 
 
 
THIS AGREEMENT is by and between the Town of Uxbridge, MA (“Owner”) and __________________ 
(Contractor”). 
 
Owner and Contractor, hereby agree as follows: 

ARTICLE 1 - WORK 

1.01. Contractor shall complete all Work as specified or indicated in the Contract Documents including 
Addenda. 

ARTICLE 2 - THE PROJECT 

2.01. The Project for which the Work under the Contract Documents may be the whole or only a part is 
generally described as follows: 

Collection System Rehabilitation Phase 3; Contract No. 2024-28 

ARTICLE 3 - ENGINEER 

3.01. The Project has been designed by GHD Inc. (Engineer). GHD Inc. or other Engineer identified by 
Owner is to act as Owner's representative, assume all duties and responsibilities, and have the 
rights and authority assigned to Engineer in Article 9 of the General and Supplementary 
Conditions in connection with the completion of the Work in accordance with the Contract 
Documents. 

ARTICLE 4 - CONTRACT TIMES 

4.01. Time of the Essence 

A. All time limits for Milestones, if any, Substantial Completion, and completion and readiness 
for final payment as stated in the Contract Documents are of the essence of the Contract. 

4.02. Days to Achieve Substantial Completion and Final Payment 

A. Substantial completion shall be achieved on or before May 15, 2024 and completed and 
ready for final payment in accordance with paragraph 14.07 of the General Conditions on or 
before June 15, 2024. 

B. Both parties acknowledge that the funding is provided by the Town and that this funding 
expires on June 30, 2024. All pay applications must be submitted by the Contractor and 
approved by the Engineer no later than June 15, 2024. 

C. Partial Substantial Completion shall be reached for Milestones, as follows: 

1. Not Used. 

4.03. Liquidated Damages 

A. Contractor and Owner recognize that time is of the essence as stated in Paragraph 4.01 
above of this Agreement and that Owner will suffer financial loss if the Work is not completed 
within the times specified in paragraph 4.02 above, plus any extensions thereof allowed in 
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accordance with Article 12 of the General Conditions. The parties also recognize the delays, 
expense, and difficulties involved in proving in a legal or arbitration proceeding the actual loss 
suffered by Owner if the Work is not completed on time. Accordingly, instead of requiring any 
such proof, Owner and Contractor agree that as liquidated damages for delay (but not as a 
penalty), Contractor shall pay Owner $750 for each calendar day that expires after the time 
specified in Paragraph 4.02 for Substantial Completion until the Work is substantially 
complete. After Substantial Completion, if Contractor shall neglect, refuse, or fail to complete 
the remaining Work within the Contract Time or any proper extension thereof granted by 
Owner, Contractor shall pay Owner $250 for each calendar day that expires after the time 
specified in Paragraph 4.02 above for completion and readiness for final payment until the 
Work is completed and ready for final payment. 

ARTICLE 5 - CONTRACT PRICE 

5.01. Owner shall pay Contractor for completion of the Work in accordance with the Contract 
Documents an amount in current funds equal to the amounts determined pursuant to the 
following: 

A. For all Work, other than Unit Price Work, a lump sum of  

$_____________________________________________. 

B. For all Unit Price Work, an amount equal to the sum of the established unit price shown on 
the Bid Form for each separately identified item of Unit Price Work times the actual quantity 
of that item. 

$_____________________________________________ 

ARTICLE 6 - PAYMENT PROCEDURES 

6.01. Submittal and Processing of Payments 

A. Contractor shall submit Applications for Payment in accordance with Article 14 of the General 
Conditions. Applications for Payment will be processed by Engineer as provided in the 
General Conditions. 

6.02. Progress Payments; Retainage 

A. Progress Payments and Retainage shall be per M.G.L. Chapter 30, Section 39G. 

B. Contractor shall provide a claim and lien release with each progress payment in a form 
acceptable to Owner and Engineer. 

6.03. Price Adjustments 

A. Price adjustments for fuel, both diesel and gasoline; liquid asphalt; and Portland cement 
contained in cast-in-place concrete shall be made on a monthly basis if the cost change 
exceeds plus or minus 5 percent. The adjustment will provide for either additional 
compensation to the Contractor or repayment to the Town, depending on an increase or 
decrease in the average prices.  

1. Base prices are as listed on MassDOT’s web site (www.mhd.state.ma.us) for the 
month in which bids are opened. 

http://www.mhd.state.ma.us/
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2. Monthly prices will be based on price information listed on MassDOT’s web site 
(www.mhd.state.ma.us). 

3. No adjustment will be paid for work done beyond the completion date of any contract. 

4. Delivery slips from concrete or asphalt delivery trucks shall be provided for any of the 
above material subject to price adjustments. 

ARTICLE 7 - INTEREST 

7.01. All moneys not paid when due as provided in Article 14 of the General Conditions shall bear 
interest at the rate prescribed in M.G.L. c.30 s39K. 

ARTICLE 8 - CONTRACTOR'S REPRESENTATIONS 

8.01. In order to induce Owner to enter into this Agreement, Contractor makes the following 
representations: 

A. Contractor has examined and carefully studied the Contract Documents and the other related 
data identified in the Bidding Documents. 

B. Contractor has visited the Site and become familiar with and is satisfied as to the general, 
local, and Site conditions that may affect cost, progress, and performance of the Work. 

C. Contractor is familiar with and is satisfied as to all federal, state, and local Laws and 
Regulations, ordinances, or codes that may affect cost, progress, and performance of the 
Work. 

D. Contractor has carefully studied all: (1) reports of explorations and tests of subsurface 
conditions at or contiguous to the Site and all drawings of physical conditions relating to 
existing surface or subsurface structures at the Site (except Underground Facilities) , if any, 
that have been identified in Paragraph SC-4.02 of the Supplementary Conditions as 
containing reliable “technical data”, and (2) reports and drawings of Hazardous 
Environmental Conditions, if any, at the Site that have been identified in Paragraph SC-4.06 
of the Supplementary Conditions as containing reliable “technical data”. 

E. Contractor has considered the information known to Contractor; information commonly known 
to contractors doing business in the locality of the Site; information and observations obtained 
from visits to the Site; the Contract Documents; and the Site-related reports and drawings 
identified in the Contract Documents, with respect to the effect of such information, 
observations, and documents on (1) the cost, progress, or performance of the Work; (2) the 
means, methods, techniques, sequences, and procedures of construction to be employed by 
Contractor, including any specific means, methods, techniques, sequences, and procedures 
of construction expressly required by the Contract Documents; (3 Contractor’s safety 
precautions and programs. 

F. Based on the information and observations referred to in the previous paragraph, Contractor 
does not consider that any further examinations, investigations, explorations, tests, studies, 
or data are necessary for the performance of the Work at the Contract Price, within the 
Contract Times, and in accordance with the other terms and conditions of the Contract 
Documents. 

G. Contractor is aware of the general nature of work to be performed by others at the Site that 
relates to the Work as indicated in the Contract Documents. 

http://www.mhd.state.ma.us/
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H. Contractor has given Engineer written notice of all conflict’s errors, ambiguities, or 
discrepancies that Contractor has discovered in the Contract Documents, and the written 
resolution thereof by Engineer is acceptable to Contractor. 

I. The Contract Documents are generally sufficient to indicate and convey understanding of all 
terms and conditions for performance and furnishing of the Work. 

8.02. The Contractor agrees that it will fully comply with Subpart C of 2 CFR Part 180 and 2 CFR Part 
1532, entitled Responsibilities of Participants Regarding Transactions (Doing Business with Other 
Persons). The Contractor shall not award any subcontracts or purchase any materials from 
suppliers that appear on the Excluded Parties List System. The Contractor shall include this 
requirement in each subcontract and require it to be included in all subcontracts regardless of tier. 
The Contractor shall maintain reasonable records to demonstrate compliance with these 
requirements. 

8.03. Not Used. 

8.04. Equal Employment Opportunity/Affirmative Action (EEO/AA) Requirements – During the 
performance of this contract, the contractor agrees as follows: 

A. The contractor will not discriminate against any employee or applicant for employment 
because of race, color, religion, sex, or national origin. The contractor will take affirmative 
action to ensure that applicants are employed, and that employees are treated during 
employment, without regard to their race, color, religion, sex, or national origin. Such action 
shall include, but not be limited to the following: employment, upgrading, demotion, or 
transfer; recruitment or recruitment advertising; layoff or termination; rates of pay or other 
forms of compensation; and selection for training, including apprenticeship. The contractor 
agrees to post in conspicuous places, available to employees and applicants for employment, 
notices to be provided by the contracting officer setting forth the provisions of this 
nondiscrimination clause. 

B. The contractor will, in all solicitations or advancements for employees placed by or on behalf 
of the contractor, state that all qualified applicants will receive consideration for employment 
without regard to race, color, religion, sex or national origin. 

C. The contractor will send to each labor union or representative of workers with which he has a 
collective bargaining agreement or other contract or understanding, a notice, to be provided 
by the agency contracting officer, advising the labor union or workers' representative of the 
contractor's commitments under Section 202 of Executive Order No. 11246 of September 24, 
1965, and shall post copies of the notice in conspicuous places available to employees and 
applicants for employment. 

D. The contractor will comply with all provisions of Executive Order No. 11246 of Sept. 24, 1965, 
and of the rules, regulations, and relevant orders of the Secretary of Labor. 

E. The contractor will furnish all information and reports required by Executive Order No. 11246 
of September 24, 1965, and by the rules, regulations, and orders of the Secretary of Labor, or 
pursuant thereto, and will permit access to his books, records, and accounts by the 
contracting agency and the Secretary of Labor for purposes of investigation to ascertain 
compliance with such rules, regulations, and orders. Comp., p. 684, EO 12086 of Oct. 5, 
1978, 43 FR 46501, 3 CFR, 1978 Comp., p. 230 

F. In the event of the contractor's noncompliance with the nondiscrimination clauses of this 
contract or with any of such rules, regulations, or orders, this contract may be cancelled, 
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terminated, or suspended in whole or in part and the contractor may be declared ineligible for 
further Government contracts in accordance with procedures authorized in Executive Order 
No. 11246 of Sept. 24, 1965, and such other sanctions may be imposed and remedies 
invoked as provided in Executive Order No. 11246 of September 24, 1965, or by rule, 
regulation, or order of the Secretary of Labor, or as otherwise provided by law. 

G. The contractor will include the provisions of paragraphs (A) through (G) in every subcontract 
or purchase order unless exempted by rules, regulations, or orders of the Secretary of Labor 
issued pursuant to Section 204 of Executive Order No. 11246 of September 24, 1965, so that 
such provisions will be binding upon each subcontractor or vendor. The contractor will take 
such action with respect to any subcontract or purchase order as may be directed by the 
Secretary of Labor as a means of enforcing such provisions including sanctions for 
noncompliance: Provided, however, that in the event the contractor becomes involved in, or 
is threatened with, litigation with a subcontractor or vendor as a result of such direction, the 
contractor may request the United States to enter into such litigation to protect the interests of 
the United States." [Sec. 202 amended by EO 11375 of Oct. 13, 1967, 32 FR 14303, 3 CFR, 
1966-1970] 

8.05. The contractor shall not participate in or cooperate with an international boycott, as defined in 
Section 999 (b)(3) and (4) of the Internal Revenue code 1986, as amended, or engage in conduct 
declared to be unlawful by Section 2 of Chapter 151E of the Massachusetts General Laws. 

ARTICLE 9 - CONTRACT DOCUMENTS 

9.01. Contents 

A. The Contract Documents consist of the following: 

1. Exhibits to this Agreement (enumerated as follows): 

a. Bid Form (pages ___ to ___, inclusive). 

b. Exhibit A: Notice of Award /Notice to Proceed. 

c. Exhibit B: Performance Bond and Payment Bond. 

d. Exhibit C: Certificates of Insurance. 

e. Exhibit D: Documentation for Contractor’s Direct Labor Costs 

2. Standard General Conditions (pages 1 to 50, inclusive). 

3. Supplementary Conditions (pages 00800-1 to 00800-25, inclusive). 

4. Appendices to General Conditions and Supplementary Conditions (Appendix A 
through E, inclusive) 

5. Specifications as listed in the table of contents of the Project Manual. 

6. Addenda (Nos. ____ to _____, inclusive). 
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7. The following which may be delivered or issued on or after the Effective Date of the 
Agreement and are not attached hereto: 

a. Amendments and supplements to the Contract Documents per General 
Conditions Paragraph 3.04. 

B. There are no Contract Documents other than those listed herein. 

C. The Contract Documents may only be amended, modified, or supplemented as provided in 
Paragraph 3.04 of the General Conditions. 

ARTICLE 10 - MISCELLANEOUS 

10.01. Terms 

A. Terms used in this Agreement have the meanings stated in the General Conditions and the 
Supplementary Conditions [unless specifically identified otherwise herein]. 

10.02. Assignment of Contract 

A. No assignment by a party hereto of any rights under or interests in the Contract will be 
binding on another party hereto without the written consent of the party sought to be bound; 
and, specifically but without limitation, moneys that may become due and moneys that are 
due may not be assigned without such consent (except to the extent that the effect of this 
restriction may be limited by law), and unless specifically stated to the contrary in any written 
consent to an assignment, no assignment will release or discharge the assignor from any 
duty or responsibility under the Contract Documents. 

10.03. Successors and Assigns 

A. Owner and Contractor each binds itself, its partners, successors, assigns, and legal 
representatives to the other party hereto, its partners, successors, assigns, and legal 
representatives in respect to all covenants, agreements, and obligations contained in the 
Contract Documents. 

10.04. Severability 

A. Any provision or part of the Contract Documents held to be void or unenforceable under any 
Law or Regulation shall be deemed stricken, and all remaining provisions shall continue to be 
valid and binding upon Owner and Contractor, who agree that the Contract Documents shall 
be reformed to replace such stricken provision or part thereof with a valid and enforceable 
provision that comes as close as possible to expressing the intention of the stricken 
provision. 
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IN WITNESS WHEREOF, Owner and Contractor have signed this Agreement. Counterparts have been 
delivered to Owner and Contractor. All portions of the Contract Documents have been signed or have 
been identified by Owner and Contractor or on their behalf. 
 
 
This Agreement will be effective on ______________, 20___, (which is the Effective Date of the 
Agreement). 
 
 
Owner  Contractor  
 
By   By   

Signature Signature 
 
By   By   

Printed Name Printed Name 
 
Title:  Title:  
 
 
(If Contractor is a corporation, partnership, or joint venture, attach evidence of authority to sign.) 
 
 
  Attest   
 
  Title   
 
 
Address for giving notices:  Address for giving notices: 
 
______________________________________   
                              
______________________________________   
 
     License No.__________________________________ 
     (Where applicable) 
 
Certified as to Form: 
 
    
Town Counsel   Date 
 
 
Pursuant to M.G.L. c.44, s31C, I certify that an appropriation has been made in the total amount of the 
contract. 
 
 
  
Finance Director/ Town Accountant           Date 
 
 
                           
Approval of Town Counsel as to form          Date 
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AFFIDAVIT 

State of  
 
County of  

} 
} 
} 
} 

ss. ___________________, _________ 
 (Bid Opening Date) 

The undersigned being duly sworn, deposes and says that he or she is the sole owner, partner, president, 
treasurer, or other duly authorized agent or office of: 
 
 
 (Name of bidder as appearing in submitted proposal) 
 
for work in   on _________________________ 
 (City/Town)  (Road) 
 
and certifies that to his or her own knowledge, said bidder has not either directly or indirectly, entered into any 
agreement, participated in any collusion, or otherwise taken into any action in restraint of free competitive 
bidding in connection with this contract. 
 
___________________________________________________ 
Signature and Title of Person Making Affidavit 
 
On this the  day of   ,   , before me,  
    Day  Month  Year 
 
            , the undersigned Notary Public personally appeared 
 Name of Notary Public 
 
 , proved to me through satisfactory evidence of identity, which was/were 
Name of Signer 
 
   to be the person(s) whose name(s) is/are signed on the preceding 
Description of Evidence of Identity 
 
or attached document, in my presence, and who swore and affirmed to me that the contents of the document 
are truthful and accurate to the best of his/her/their knowledge and belief  
 

 as partner(s) for    , a partnership. 
 Name of Partnership 

 
 as    for , a corporation.   

 Title of Office   Name of Corporation 
 

 as attorney in fact for  , the principal. 
 Name of Principal Signer 
 

 as   for  , a/the  . 
Type of Capacity Name of Person/Entity Type of Entity 

 
 
  

  Signature of Notary Public 
 
  

Place Notary Seal and/or Any Stamp Above Printed Name of Notary 
 
My Commission Expires:   

 
END OF SECTION 



 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 

EXHIBIT A 
 

NOTICE OF AWARD 
 

NOTICE TO PROCEED 
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Notice of Award 
 

 Date:  __________________ 
 
Project:  

Owner:  Owner's Contract No.: 

Contract:  Engineer's Project No.: 

Bidder: 

Bidder's Address: [send Notice of Award Certified Mail, Return Receipt Requested] 

 

 

 You are notified that your Bid dated _______ for the above Contract has been considered.  You are the 
Successful Bidder and are awarded a Contract for __________. 
 

 [Indicate total Work, alternates, or sections of Work awarded.] 

 The Contract Price of your Contract is ___________________  Dollars $____________).The Contract shall 
be paid in accordance with the Lump Sum and Unit Prices set forth in the Bid Form. 

[Insert appropriate data if unit prices are used.  Change language for cost-plus contracts.] 

 _____   copies of the proposed Contract Documents (except Drawings) accompany this Notice of Award. 

 _____  sets of the Drawings will be delivered separately or otherwise made available to you immediately. 

 You must comply with the following conditions precedent within [15] days of the date you receive this 
Notice of Award. 

  1. Deliver to the Owner [______] fully executed counterparts of the Contract Documents. 

  2. Deliver with the executed Contract Documents the Contract security [Bonds] as specified in the 
Instructions to Bidders (Article 20), General Conditions (Paragraph 5.01), and Supplementary 
Conditions (Paragraph SC-5.01). 

  3. Other conditions precedent: __________________________________________ 
    
 Failure to comply with these conditions within the time specified will entitle Owner to consider you in 
default, annul this Notice of Award, and declare your Bid security forfeited.   

 Within ten days after you comply with the above conditions, Owner will return to you one fully executed 
counterpart of the Contract Documents.  

    
  Owner 
  By:   
  Authorized Signature 
     
  Title 
Copy to Engineer 
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Prepared by the Engineers Joint Contract Documents Committee and endorsed by the Construction Specifications Institute. 

Page 1 of 1 

Copyright ©2007 National Society of Professional Engineers for EJCDC. All rights reserved. 

Notice to Proceed 
 

Date:  _________________ 
 
Project:  

Owner:  Owner's Contract No.: 

Contract:  Engineer's Project No.: 

Contractor: 

Contractor's Address: [send Certified Mail, Return Receipt Requested] 

 

 

 You are notified that the Contract Times under the above Contract will commence to run on 
_______. On or before that date, you are to start performing your obligations under the Contract 
Documents. In accordance with Article 4 of the Agreement, the date of Substantial Completion is 
______, and the date of readiness for final payment is _______ [(or) the number of days to achieve 
Substantial Completion is ______, and the number of days to achieve readiness for final payment is 
_______]. 
 
 Before you may start any Work at the Site, Paragraph 2.01.B of the General Conditions 
provides that you and Owner must each deliver to the other (with copies to Engineer and other 
identified additional insured’s and loss payees) certificates of insurance which each is required to 
purchase and maintain in accordance with the Contract Documents. 
 
 Also, before you may start any Work at the Site, you must: 
 
__________________________________  [add other requirements]. 

   

  Owner 

  Given by: 

  Authorized Signature  
   

  Title 

   

  Date 

Copy to Engineer 



 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 

EXHIBIT B 
 

PERFORMANCE BOND 
PAYMENT BOND 

 
 



 

Contract #  __________________________  

PERFORMANCE BOND 

BOND No. _______________  

Know all men by these presents, that 

 ____________________________________________________________________________________________  

as principal and ___________________________________________________ as surety are held and firmly bound unto the 
Town of ______________ in the sum of, 

 ____________________________________________________________________________________________  

in lawful money of the United States of America, to be paid to the Town of  _______________________  , for which 
payments, well and truly to be made, we bind ourselves, our respective heirs, executors, administrators, successors and 
assigns, jointly and severally, firmly by these presents. 

Whereas, the said principal has made a contract with the Town of  _____________________________  
bearing the date of  _____________________________________ , 20 ______ , for the construction of  
Project No.  __________________________________  Contract No.  _________________________________ 
Project Name  _______________________________________________________________________________ . 

Now the condition of this obligation is such that if the principal shall pay for all labor performed or furnished and for all 
materials used or employed in said Contract and in any and all duly authorized modifications, alterations, extensions of time, 
changes or additions to said Contract that may hereafter be made, notice to the surety of such modifications, alterations, 
extensions of time, changes or additions being hereby waived, the foregoing to include any other purposes or items set out in, 
and to be subject to, the provisions of Massachusetts General Law, Chapter 30, Section 39A, and Chapter 149, Section 29, as 
amended, then this obligation shall become null and void; otherwise it shall remain in full force and virtue. 

In witness whereof we hereunto set our hand and seals this  ____________________  day of 20 _________. 
 _______________________________________(Seal)  ______________________________________  
 (Print Name of General Contractor) (Print Name of Surety) 

By  ____________________________________ By  ______________________________________  
 (Signature – Title) (Signature – Title) 

Surety Address  ________________________________________  

 ______________________________________  



 

Contract #  __________________________  

PAYMENT BOND 

BOND No. _______________  

Know all men by these presents, that 

 ____________________________________________________________________________________________  

as principal and ___________________________________________________ as surety are held and firmly bound unto the 
Town of ______________ in the sum of, 

 ____________________________________________________________________________________________  

in lawful money of the United States of America, to be paid to the Town of  _______________________  , for which 
payments, well and truly to be made, we bind ourselves, our respective heirs, executors, administrators, successors and 
assigns, jointly and severally, firmly by these presents. 

Whereas, the said principal has made a contract with the Town of  _____________________________  
bearing the date of  _____________________________________ , 20 ______ , for the construction of  
Project No.  __________________________________  Contract No.  _________________________________ 
Project Name  _______________________________________________________________________________ . 

Now the condition of this obligation is such that if the principal shall pay for all labor performed or furnished and for all 
materials used or employed in said Contract and in any and all duly authorized modifications, alterations, extensions of time, 
changes or additions to said Contract that may hereafter be made, notice to the surety of such modifications, alterations, 
extensions of time, changes or additions being hereby waived, the foregoing to include any other purposes or items set out in, 
and to be subject to, the provisions of Massachusetts General Law, Chapter 30, Section 39A, and Chapter 149, Section 29, as 
amended, then this obligation shall become null and void; otherwise it shall remain in full force and virtue. 

In witness whereof we hereunto set our hand and seals this  ____________________  day of 20 _________. 
 _______________________________________(Seal)  ______________________________________  
 (Print Name of General Contractor) (Print Name of Surety) 

By  ____________________________________ By  ______________________________________  
 (Signature – Title) (Signature – Title) 

Surety Address  ________________________________________  

 ______________________________________  
 



 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 

EXHIBIT C 
 

CERTIFICATES OF INSURANCE 



 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
EXHIBIT D 

 
Documentation of Contractor’s Direct Labor Costs 

(Contractor to Insert in this Exhibit) 
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This document has important legal consequences; consultation with an attorney is encouraged with respect to its 
use or modification. This document should be adapted to the particular circumstances of the contemplated Project 
and the controlling Laws and Regulations. 
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ARTICLE 1 – DEFINITIONS AND TERMINOLOGY 

1.01 ►Defined Terms 

A. Wherever used in the Bidding Requirements or Contract Documents and printed with initial capital letters, the terms 
listed below will have the meanings indicated which are applicable to both the singular and plural thereof. In 
addition to terms specifically defined, terms with initial capital letters in the Contract Documents include references 
to identified articles and paragraphs, and the titles of other documents or forms. 

1. Addenda—Written or graphic instruments issued prior to the opening of Bids which clarify, correct, or change 
the Bidding Requirements or the proposed Contract Documents. 

2. Agreement—The written instrument which is evidence of the agreement between Owner and Contractor 
covering the Work. 

3. ►Application for Payment—The form acceptable to Engineer which is to be used by Contractor during the 
course of the Work in requesting progress or final payments and which is to be accompanied by such supporting 
documentation as is required by the Contract Documents. 

4. Asbestos—Any material that contains more than one percent asbestos and is friable or is releasing asbestos 
fibers into the air above current action levels established by the United States Occupational Safety and Health 
Administration. 

5. Bid—The offer or proposal of a Bidder submitted on the prescribed form setting forth the prices for the Work to 
be performed. 

6. Bidder—The individual or entity who submits a Bid directly to Owner. 

7. Bidding Documents—The Bidding Requirements and the proposed Contract Documents (including all 
Addenda). 

8. Bidding Requirements—The advertisement or invitation to bid, Instructions to Bidders, Bid security of 
acceptable form, if any, and the Bid Form with any supplements. 

9. Change Order—A document recommended by Engineer which is signed by Contractor and Owner and 
authorizes an addition, deletion, or revision in the Work or an adjustment in the Contract Price or the Contract 
Times, issued on or after the Effective Date of the Agreement. 

10. Claim—A demand or assertion by Owner or Contractor seeking an adjustment of Contract Price or Contract 
Times, or both, or other relief with respect to the terms of the Contract. A demand for money or services by a 
third party is not a Claim. 

11. Contract—The entire and integrated written agreement between the Owner and Contractor concerning the 
Work. The Contract supersedes prior negotiations, representations, or agreements, whether written or oral. 

12. Contract Documents—Those items so designated in the Agreement. Only printed or hard copies of the items 
listed in the Agreement are Contract Documents. Approved Shop Drawings, other Contractor submittals, and 
the reports and drawings of subsurface and physical conditions are not Contract Documents. 

13. Contract Price—The moneys payable by Owner to Contractor for completion of the Work in accordance with 
the Contract Documents as stated in the Agreement (subject to the provisions of Paragraph 11.03 in the case of 
Unit Price Work). 

 
►See Supplementary Conditions. 
►See Supplementary Conditions.  
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14. Contract Times—The number of days or the dates stated in the Agreement to:  (i) achieve Milestones, if any; 
(ii) achieve Substantial Completion; and (iii) complete the Work so that it is ready for final payment as 
evidenced by Engineer’s written recommendation of final payment. 

15. Contractor—The individual or entity with whom Owner has entered into the Agreement. 

16. Cost of the Work—See Paragraph 11.01 for definition. 

17. Drawings—That part of the Contract Documents prepared or approved by Engineer which graphically shows 
the scope, extent, and character of the Work to be performed by Contractor. Shop Drawings and other 
Contractor submittals are not Drawings as so defined. 

18. Effective Date of the Agreement—The date indicated in the Agreement on which it becomes effective, but if no 
such date is indicated, it means the date on which the Agreement is signed and delivered by the last of the two 
parties to sign and deliver. 

19. Engineer—The individual or entity named as such in the Agreement. 

20. Field Order—A written order issued by Engineer which requires minor changes in the Work but which does not 
involve a change in the Contract Price or the Contract Times. 

21. General Requirements—Sections of Division 1 of the Specifications. 

22. Hazardous Environmental Condition—The presence at the Site of Asbestos, PCBs, Petroleum, Hazardous 
Waste, or Radioactive Material in such quantities or circumstances that may present a substantial danger to 
persons or property exposed thereto. 

23. Hazardous Waste—The term Hazardous Waste shall have the meaning provided in Section 1004 of the Solid 
Waste Disposal Act (42 USC Section 6903) as amended from time to time. 

24. Laws and Regulations; Laws or Regulations—Any and all applicable laws, rules, regulations, ordinances, codes, 
and orders of any and all governmental bodies, agencies, authorities, and courts having jurisdiction. 

25. Liens—Charges, security interests, or encumbrances upon Project funds, real property, or personal property. 

26. Milestone—A principal event specified in the Contract Documents relating to an intermediate completion date 
or time prior to Substantial Completion of all the Work. 

27. Notice of Award—The written notice by Owner to the Successful Bidder stating that upon timely compliance by 
the Successful Bidder with the conditions precedent listed therein, Owner will sign and deliver the Agreement. 

28. Notice to Proceed—A written notice given by Owner to Contractor fixing the date on which the Contract Times 
will commence to run and on which Contractor shall start to perform the Work under the Contract Documents. 

29. Owner—The individual or entity with whom Contractor has entered into the Agreement and for whom the 
Work is to be performed. 

30. PCBs—Polychlorinated biphenyls. 

31. Petroleum—Petroleum, including crude oil or any fraction thereof which is liquid at standard conditions of 
temperature and pressure (60ºF and 14.7 pounds per square inch absolute), such as oil, petroleum, fuel oil, oil 
sludge, oil refuse, gasoline, kerosene, and oil mixed with other non-Hazardous Waste and crude oils. 

32. Progress Schedule—A schedule, prepared and maintained by Contractor, describing the sequence and duration 
of the activities comprising the Contractor’s plan to accomplish the Work within the Contract Times. 
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33. Project—The total construction of which the Work to be performed under the Contract Documents may be the 
whole, or a part. 

34. Project Manual—The bound documentary information prepared for bidding and constructing the Work. A 
listing of the contents of the Project Manual, which may be bound in one or more volumes, is contained in the 
table(s) of contents. 

35. Radioactive Material—Source, special nuclear, or byproduct material as defined by the Atomic Energy Act of 
1954 (42 USC Section 2011 et seq.) as amended from time to time. 

36. Resident Project Representative—The authorized representative of Engineer who may be assigned to the Site or 
any part thereof. 

37. Samples—Physical examples of materials, equipment, or workmanship that are representative of some portion 
of the Work and which establish the standards by which such portion of the Work will be judged. 

38. Schedule of Submittals—A schedule, prepared and maintained by Contractor, of required submittals and the 
time requirements to support scheduled performance of related construction activities. 

39. Schedule of Values—A schedule, prepared and maintained by Contractor, allocating portions of the Contract 
Price to various portions of the Work and used as the basis for reviewing Contractor’s Applications for 
Payment. 

40. Shop Drawings—All drawings, diagrams, illustrations, schedules, and other data or information which are 
specifically prepared or assembled by or for Contractor and submitted by Contractor to illustrate some portion 
of the Work. 

41. Site—Lands or areas indicated in the Contract Documents as being furnished by Owner upon which the Work is 
to be performed, including rights-of-way and easements for access thereto, and such other lands furnished by 
Owner which are designated for the use of Contractor. 

42. Specifications—That part of the Contract Documents consisting of written requirements for materials, 
equipment, systems, standards and workmanship as applied to the Work, and certain administrative 
requirements and procedural matters applicable thereto. 

43. Subcontractor—An individual or entity having a direct contract with Contractor or with any other Subcontractor 
for the performance of a part of the Work at the Site. 

44. Substantial Completion—The time at which the Work (or a specified part thereof) has progressed to the point 
where, in the opinion of Engineer, the Work (or a specified part thereof) is sufficiently complete, in accordance 
with the Contract Documents, so that the Work (or a specified part thereof) can be utilized for the purposes for 
which it is intended. The terms “substantially complete” and “substantially completed” as applied to all or part 
of the Work refer to Substantial Completion thereof. 

45. Successful Bidder—The Bidder submitting a responsive Bid to whom Owner makes an award. 

46. Supplementary Conditions—That part of the Contract Documents which amends or supplements these General 
Conditions. 

47. Supplier—A manufacturer, fabricator, supplier, distributor, materialman, or vendor having a direct contract with 
Contractor or with any Subcontractor to furnish materials or equipment to be incorporated in the Work by 
Contractor or Subcontractor. 

48. Underground Facilities—All underground pipelines, conduits, ducts, cables, wires, manholes, vaults, tanks, 
tunnels, or other such facilities or attachments, and any encasements containing such facilities, including those 
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that convey electricity, gases, steam, liquid petroleum products, telephone or other communications, cable 
television, water, wastewater, storm water, other liquids or chemicals, or traffic or other control systems. 

49. Unit Price Work—Work to be paid for on the basis of unit prices. 

50. Work—The entire construction or the various separately identifiable parts thereof required to be provided under 
the Contract Documents. Work includes and is the result of performing or providing all labor, services, and 
documentation necessary to produce such construction, and furnishing, installing, and incorporating all 
materials and equipment into such construction, all as required by the Contract Documents. 

51. Work Change Directive—A written statement to Contractor issued on or after the Effective Date of the 
Agreement and signed by Owner and recommended by Engineer ordering an addition, deletion, or revision in 
the Work, or responding to differing or unforeseen subsurface or physical conditions under which the Work is 
to be performed or to emergencies. A Work Change Directive will not change the Contract Price or the Contract 
Times but is evidence that the parties expect that the change ordered or documented by a Work Change 
Directive will be incorporated in a subsequently issued Change Order following negotiations by the parties as to 
its effect, if any, on the Contract Price or Contract Times. 

1.02 Terminology 

A. The words and terms discussed in Paragraph 1.02.B through F are not defined but, when used in the Bidding 
Requirements or Contract Documents, have the indicated meaning. 

B. Intent of Certain Terms or Adjectives: 

1. The Contract Documents include the terms “as allowed,” “as approved,” “as ordered,” “as directed” or terms of 
like effect or import to authorize an exercise of professional judgment by Engineer. In addition, the adjectives 
“reasonable,” “suitable,” “acceptable,” “proper,” “satisfactory,” or adjectives of like effect or import are used to 
describe an action or determination of Engineer as to the Work. It is intended that such exercise of professional 
judgment, action, or determination will be solely to evaluate, in general, the Work for compliance with the 
information in the Contract Documents and with the design concept of the  Project as a functioning whole as 
shown or indicated in the Contract Documents (unless there is a specific statement indicating otherwise). The 
use of any such term or adjective is not intended to and shall not be effective to assign to Engineer any duty or 
authority to supervise or direct the performance of the Work, or any duty or authority to undertake responsibility 
contrary to the provisions of Paragraph 9.09 or any other provision of the Contract Documents. 

C. Day: 

1. The word “day” means a calendar day of 24 hours measured from midnight to the next midnight. 

D. Defective: 

1. The word “defective,” when modifying the word “Work,” refers to Work that is unsatisfactory, faulty, or 
deficient in that it: 

a. does not conform to the Contract Documents; or 

b. does not meet the requirements of any applicable inspection, reference standard, test, or approval referred 
to in the Contract Documents; or  

c. has been damaged prior to Engineer’s recommendation of final payment (unless responsibility for the 
protection thereof has been assumed by Owner at Substantial Completion in accordance with Paragraph 
14.04 or 14.05). 
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E. Furnish, Install, Perform, Provide: 

1. The word “furnish,” when used in connection with services, materials, or equipment, shall mean to supply and 
deliver said services, materials, or equipment to the Site (or some other specified location) ready for use or 
installation and in usable or operable condition. 

2. The word “install,” when used in connection with services, materials, or equipment, shall mean to put into use 
or place in final position said services, materials, or equipment complete and ready for intended use. 

3. The words “perform” or “provide,” when used in connection with services, materials, or equipment, shall mean 
to furnish and install said services, materials, or equipment complete and ready for intended use. 

4. When “furnish,” “install,” “perform,” or “provide” is not used in connection with services, materials, or 
equipment in a context clearly requiring an obligation of Contractor, “provide” is implied. 

F. Unless stated otherwise in the Contract Documents, words or phrases that have a well-known technical or 
construction industry or trade meaning are used in the Contract Documents in accordance with such recognized 
meaning. 

ARTICLE 2 – PRELIMINARY MATTERS 

2.01 Delivery of Bonds and Evidence of Insurance 

A. When Contractor delivers the executed counterparts of the Agreement to Owner, Contractor shall also deliver to 
Owner such bonds as Contractor may be required to furnish. 

B. Evidence of Insurance:  Before any Work at the Site is started, Contractor and Owner shall each deliver to the other, 
with copies to each additional insured identified in the Supplementary Conditions, certificates of insurance (and 
other evidence of insurance which either of them or any additional insured may reasonably request) which 
Contractor and Owner respectively are required to purchase and maintain in accordance with Article 5. 

2.02 ►Copies of Documents 

A. Owner shall furnish to Contractor up to ten printed or hard copies of the Drawings and Project Manual. Additional 
copies will be furnished upon request at the cost of reproduction. 

2.03 ►Commencement of Contract Times; Notice to Proceed 

A. The Contract Times will commence to run on the thirtieth day after the Effective Date of the Agreement or, if a 
Notice to Proceed is given, on the day indicated in the Notice to Proceed. A Notice to Proceed may be given at any 
time within 30 days after the Effective Date of the Agreement. In no event will the Contract Times commence to run 
later than the sixtieth day after the day of Bid opening or the thirtieth day after the Effective Date of the Agreement, 
whichever date is earlier. 

2.04 ►Starting the Work 

A. Contractor shall start to perform the Work on the date when the Contract Times commence to run. No Work shall be 
done at the Site prior to the date on which the Contract Times commence to run. 
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2.05 Before Starting Construction 

A. Preliminary Schedules: Within 10 days after the Effective Date of the Agreement (unless otherwise specified in the 
General Requirements), Contractor shall submit to Engineer for timely review: 

1. a preliminary Progress Schedule indicating the times (numbers of days or dates) for starting and completing the 
various stages of the Work, including any Milestones specified in the Contract Documents; 

2. a preliminary Schedule of Submittals; and 

3. a preliminary Schedule of Values for all of the Work which includes quantities and prices of items which when 
added together equal the Contract Price and subdivides the Work into component parts in sufficient detail to 
serve as the basis for progress payments during performance of the Work. Such prices will include an 
appropriate amount of overhead and profit applicable to each item of Work. 

2.06 Preconstruction Conference; Designation of Authorized Representatives 

A. Before any Work at the Site is started, a conference attended by Owner, Contractor, Engineer, and others as 
appropriate will be held to establish a working understanding among the parties as to the Work and to discuss the 
schedules referred to in Paragraph 2.05.A, procedures for handling Shop Drawings and other submittals, processing 
Applications for Payment, and maintaining required records. 

B. At this conference Owner and Contractor each shall designate, in writing, a specific individual to act as its 
authorized representative with respect to the services and responsibilities under the Contract.  Such individuals shall 
have the authority to transmit instructions, receive information, render decisions relative to the Contract, and 
otherwise act on behalf of each respective party. 

2.07 Initial Acceptance of Schedules 

A. At least 10 days before submission of the first Application for Payment a conference attended by Contractor, 
Engineer, and others as appropriate will be held to review for acceptability to Engineer as provided below the 
schedules submitted in accordance with Paragraph 2.05.A. Contractor shall have an additional 10 days to make 
corrections and adjustments and to complete and resubmit the schedules. No progress payment shall be made to 
Contractor until acceptable schedules are submitted to Engineer. 

1. The Progress Schedule will be acceptable to Engineer if it provides an orderly progression of the Work to 
completion within the Contract Times. Such acceptance will not impose on Engineer responsibility for the 
Progress Schedule, for sequencing, scheduling, or progress of the Work, nor interfere with or relieve Contractor 
from Contractor’s full responsibility therefor. 

2. Contractor’s Schedule of Submittals will be acceptable to Engineer if it provides a workable arrangement for 
reviewing and processing the required submittals. 

3. Contractor’s Schedule of Values will be acceptable to Engineer as to form and substance if it provides a 
reasonable allocation of the Contract Price to component parts of the Work. 

ARTICLE 3 – CONTRACT DOCUMENTS:  INTENT, AMENDING, REUSE 

3.01 ►Intent 

A. The Contract Documents are complementary; what is required by one is as binding as if required by all. 

B. It is the intent of the Contract Documents to describe a functionally complete project (or part thereof) to be 
constructed in accordance with the Contract Documents. Any labor, documentation, services, materials, or 
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equipment that reasonably may be inferred from the Contract Documents or from prevailing custom or trade usage 
as being required to produce the indicated result will be provided whether or not specifically called for, at no 
additional cost to Owner. 

C. Clarifications and interpretations of the Contract Documents shall be issued by Engineer as provided in Article 9. 

3.02 Reference Standards 

A. Standards, Specifications, Codes, Laws, and Regulations 

1. Reference to standards, specifications, manuals, or codes of any technical society, organization, or association, 
or to Laws or Regulations, whether such reference be specific or by implication, shall mean the standard, 
specification, manual, code, or Laws or Regulations in effect at the time of opening of Bids (or on the Effective 
Date of the Agreement if there were no Bids), except as may be otherwise specifically stated in the Contract 
Documents. 

2. No provision of any such standard, specification, manual, or code, or any instruction of a Supplier, shall be 
effective to change the duties or responsibilities of Owner, Contractor, or Engineer, or any of their 
subcontractors, consultants, agents, or employees, from those set forth in the Contract Documents. No such 
provision or instruction shall be effective to assign to Owner, Engineer, or any of their officers, directors, 
members, partners, employees, agents, consultants, or subcontractors, any duty or authority to supervise or 
direct the performance of the Work or any duty or authority to undertake responsibility inconsistent with the 
provisions of the Contract Documents. 

3.03 Reporting and Resolving Discrepancies 

A. ►Reporting Discrepancies: 

1. Contractor’s Review of Contract Documents Before Starting Work:  Before undertaking each part of the Work, 
Contractor shall carefully study and compare the Contract Documents and check and verify pertinent figures 
therein and all applicable field measurements. Contractor shall promptly report in writing to Engineer any 
conflict, error, ambiguity, or discrepancy which Contractor discovers, or has actual knowledge of, and shall 
obtain a written interpretation or clarification from Engineer before proceeding with any Work affected thereby. 

2. Contractor’s Review of Contract Documents During Performance of Work:  If, during the performance of the 
Work, Contractor discovers any conflict, error, ambiguity, or discrepancy within the Contract Documents, or 
between the Contract Documents and (a) any applicable Law or Regulation , (b) any standard, specification, 
manual, or code, or (c) any instruction of any Supplier, then Contractor shall promptly report it to Engineer in 
writing. Contractor shall not proceed with the Work affected thereby (except in an emergency as required by 
Paragraph 6.16.A) until an amendment or supplement to the Contract Documents has been issued by one of the 
methods indicated in Paragraph 3.04. 

3. Contractor shall not be liable to Owner or Engineer for failure to report any conflict, error, ambiguity, or 
discrepancy in the Contract Documents unless Contractor had actual knowledge thereof. 

B. ►Resolving Discrepancies: 

1. Except as may be otherwise specifically stated in the Contract Documents, the provisions of the Contract 
Documents shall take precedence in resolving any conflict, error, ambiguity, or discrepancy between the 
provisions of the Contract Documents and: 

a. the provisions of any standard, specification, manual, or code, or the instruction of any Supplier (whether or 
not specifically incorporated by reference in the Contract Documents); or 
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b. the provisions of any Laws or Regulations applicable to the performance of the Work (unless such an 
interpretation of the provisions of the Contract Documents would result in violation of such Law or 
Regulation). 

3.04 Amending and Supplementing Contract Documents 

A. The Contract Documents may be amended to provide for additions, deletions, and revisions in the Work or to 
modify the terms and conditions thereof by either a Change Order or a Work Change Directive. 

B. The requirements of the Contract Documents may be supplemented, and minor variations and deviations in the 
Work may be authorized, by one or more of the following ways: 

1. A Field Order;  

2. Engineer’s approval of a Shop Drawing or Sample (subject to the provisions of Paragraph 6.17.D.3); or  

3. Engineer’s written interpretation or clarification. 

3.05 Reuse of Documents 

A. Contractor and any Subcontractor or Supplier shall not: 

1. have or acquire any title to or ownership rights in any of the Drawings, Specifications, or other documents (or 
copies of any thereof) prepared by or bearing the seal of Engineer or its consultants, including electronic media 
editions; or  

2. reuse any such Drawings, Specifications, other documents, or copies thereof on extensions of the Project or any 
other project without written consent of Owner and Engineer and specific written verification or adaptation by 
Engineer. 

B. The prohibitions of this Paragraph 3.05 will survive final payment, or termination of the Contract. Nothing herein 
shall preclude Contractor from retaining copies of the Contract Documents for record purposes. 

3.06 Electronic Data 

A. Unless otherwise stated in the Supplementary Conditions, the data furnished by Owner or Engineer to Contractor, or 
by Contractor to Owner or Engineer, that may be relied upon are limited to the printed copies (also known as hard 
copies). Files in electronic media format of text, data, graphics, or other types are furnished only for the convenience 
of the receiving party. Any conclusion or information obtained or derived from such electronic files will be at the 
user’s sole risk. If there is a discrepancy between the electronic files and the hard copies, the hard copies govern. 

B. Because data stored in electronic media format can deteriorate or be modified inadvertently or otherwise without 
authorization of the data’s creator, the party receiving electronic files agrees that it will perform acceptance tests or 
procedures within 60 days, after which the receiving party shall be deemed to have accepted the data thus 
transferred. Any errors detected within the 60-day acceptance period will be corrected by the transferring party. 

C. When transferring documents in electronic media format, the transferring party makes no representations as to long 
term compatibility, usability, or readability of documents resulting from the use of software application packages, 
operating systems, or computer hardware differing from those used by the data’s creator. 
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ARTICLE 4 – AVAILABILITY OF LANDS; SUBSURFACE AND PHYSICAL CONDITIONS; HAZARDOUS 
ENVIRONMENTAL CONDITIONS; REFERENCE POINTS 

4.01 Availability of Lands 

A. Owner shall furnish the Site. Owner shall notify Contractor of any encumbrances or restrictions not of general 
application but specifically related to use of the Site with which Contractor must comply in performing the Work. 
Owner will obtain in a timely manner and pay for easements for permanent structures or permanent changes in 
existing facilities. If Contractor and Owner are unable to agree on entitlement to or on the amount or extent, if any, 
of any adjustment in the Contract Price or Contract Times, or both, as a result of any delay in Owner’s furnishing the 
Site or a part thereof, Contractor may make a Claim therefor as provided in Paragraph 10.05. 

B. Upon reasonable written request, Owner shall furnish Contractor with a current statement of record legal title and 
legal description of the lands upon which the Work is to be performed and Owner’s interest therein as necessary for 
giving notice of or filing a mechanic’s or construction lien against such lands in accordance with applicable Laws 
and Regulations. 

C. Contractor shall provide for all additional lands and access thereto that may be required for temporary construction 
facilities or storage of materials and equipment. 

4.02 ►Subsurface and Physical Conditions 

A. Reports and Drawings:  The Supplementary Conditions identify: 

1. those reports known to Owner of explorations and tests of subsurface conditions at or contiguous to the Site;  
and 

2. those drawings known to Owner of physical conditions relating to existing surface or subsurface structures at 
the Site (except Underground Facilities). 

B. Limited Reliance by Contractor on Technical Data Authorized:  Contractor may rely upon the accuracy of the 
“technical data” contained in such reports and drawings, but such reports and drawings are not Contract Documents. 
Such “technical data” is identified in the Supplementary Conditions. Except for such reliance on such “technical 
data,” Contractor may not rely upon or make any claim against Owner or Engineer, or any of their officers, directors, 
members, partners, employees, agents, consultants, or subcontractors with respect to: 

1. the completeness of such reports and drawings for Contractor’s purposes, including, but not limited to, any 
aspects of the means, methods, techniques, sequences, and procedures of construction to be employed by 
Contractor, and safety precautions and programs incident thereto; or 

2. other data, interpretations, opinions, and information contained in such reports or shown or indicated in such 
drawings; or 

3. any Contractor interpretation of or conclusion drawn from any “technical data” or any such other data, 
interpretations, opinions, or information. 

4.03 ►Differing Subsurface or Physical Conditions 

A. Notice:  If Contractor believes that any subsurface or physical condition that is uncovered or revealed either: 

1. is of such a nature as to establish that any “technical data” on which Contractor is entitled to rely as provided in 
Paragraph 4.02 is materially inaccurate; or 
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2. is of such a nature as to require a change in the Contract Documents; or 

3. differs materially from that shown or indicated in the Contract Documents; or  

4. is of an unusual nature, and differs materially from conditions ordinarily encountered and generally recognized 
as inherent in work of the character provided for in the Contract Documents; 

then Contractor shall, promptly after becoming aware thereof and before further disturbing the subsurface or 
physical conditions or performing any Work in connection therewith (except in an emergency as required by 
Paragraph 6.16.A), notify Owner and Engineer in writing about such condition. Contractor shall not further disturb 
such condition or perform any Work in connection therewith (except as aforesaid) until receipt of written order to do 
so. 

B. Engineer’s Review: After receipt of written notice as required by Paragraph 4.03.A, Engineer will promptly review 
the pertinent condition, determine the necessity of Owner’s obtaining additional exploration or tests with respect 
thereto, and advise Owner in writing (with a copy to Contractor) of Engineer’s findings and conclusions. 

C. Possible Price and Times Adjustments: 

1. The Contract Price or the Contract Times, or both, will be equitably adjusted to the extent that the existence of 
such differing subsurface or physical condition causes an increase or decrease in Contractor’s cost of, or time 
required for, performance of the Work; subject, however, to the following: 

a. such condition must meet any one or more of the categories described in Paragraph 4.03.A; and 

b. with respect to Work that is paid for on a unit price basis, any adjustment in Contract Price will be subject 
to the provisions of Paragraphs 9.07 and 11.03. 

2. Contractor shall not be entitled to any adjustment in the Contract Price or Contract Times if: 

a. Contractor knew of the existence of such conditions at the time Contractor made a final commitment to 
Owner with respect to Contract Price and Contract Times by the submission of a Bid or becoming bound 
under a negotiated contract; or 

b. the existence of such condition could reasonably have been discovered or revealed as a result of any 
examination, investigation, exploration, test, or study of the Site and contiguous areas required by the 
Bidding Requirements or Contract Documents to be conducted by or for Contractor prior to Contractor’s 
making such final commitment; or 

c. Contractor failed to give the written notice as required by Paragraph 4.03.A. 

3. If Owner and Contractor are unable to agree on entitlement to or on the amount or extent, if any, of any 
adjustment in the Contract Price or Contract Times, or both, a Claim may be made therefor as provided in 
Paragraph 10.05. However, neither Owner or Engineer, or any of their officers, directors, members, partners, 
employees, agents, consultants, or subcontractors shall be liable to Contractor for any claims, costs, losses, or 
damages (including but not limited to all fees and charges of engineers, architects, attorneys, and other 
professionals and all court or arbitration or other dispute resolution costs) sustained by Contractor on or in 
connection with any other project or anticipated project. 

4.04 Underground Facilities 

A. Shown or Indicated:  The information and data shown or indicated in the Contract Documents with respect to 
existing Underground Facilities at or contiguous to the Site is based on information and data furnished to Owner or 
Engineer by the owners of such Underground Facilities, including Owner, or by others. Unless it is otherwise 
expressly provided in the Supplementary Conditions: 
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1. Owner and Engineer shall not be responsible for the accuracy or completeness of any such information or data 
provided by others; and 

2. the cost of all of the following will be included in the Contract Price, and Contractor shall have full 
responsibility for: 

a. reviewing and checking all such information and data; 

b. locating all Underground Facilities shown or indicated in the Contract Documents; 

c. coordination of the Work with the owners of such Underground Facilities, including Owner, during 
construction; and  

d. the safety and protection of all such Underground Facilities and repairing any damage thereto resulting 
from the Work. 

B. Not Shown or Indicated: 

1. If an Underground Facility is uncovered or revealed at or contiguous to the Site which was not shown or 
indicated, or not shown or indicated with reasonable accuracy in the Contract Documents, Contractor shall, 
promptly after becoming aware thereof and before further disturbing conditions affected thereby or performing 
any Work in connection therewith (except in an emergency as required by Paragraph 6.16.A), identify the 
owner of such Underground Facility and give written notice to that owner and to Owner and Engineer. Engineer 
will promptly review the Underground Facility and determine the extent, if any, to which a change is required in 
the Contract Documents to reflect and document the consequences of the existence or location of the 
Underground Facility. During such time, Contractor shall be responsible for the safety and protection of such 
Underground Facility. 

2. If Engineer concludes that a change in the Contract Documents is required, a Work Change Directive or a 
Change Order will be issued to reflect and document such consequences. An equitable adjustment shall be made 
in the Contract Price or Contract Times, or both, to the extent that they are attributable to the existence or 
location of any Underground Facility that was not shown or indicated or not shown or indicated with reasonable 
accuracy in the Contract Documents and that Contractor did not know of and could not reasonably have been 
expected to be aware of or to have anticipated. If Owner and Contractor are unable to agree on entitlement to or 
on the amount or extent, if any, of any such adjustment in Contract Price or Contract Times, Owner or 
Contractor may make a Claim therefor as provided in Paragraph 10.05. 

4.05 Reference Points 

A. Owner shall provide engineering surveys to establish reference points for construction which in Engineer’s judgment 
are necessary to enable Contractor to proceed with the Work. Contractor shall be responsible for laying out the 
Work, shall protect and preserve the established reference points and property monuments, and shall make no 
changes or relocations without the prior written approval of Owner. Contractor shall report to Engineer whenever 
any reference point or property monument is lost or destroyed or requires relocation because of necessary changes in 
grades or locations, and shall be responsible for the accurate replacement or relocation of such reference points or 
property monuments by professionally qualified personnel. 

4.06 ►Hazardous Environmental Condition at Site 

A. Reports and Drawings:  The Supplementary Conditions identify those reports and drawings known to Owner 
relating to Hazardous Environmental Conditions that have been identified at the Site. 

B. Limited Reliance by Contractor on Technical Data Authorized:  Contractor may rely upon the accuracy of the 
“technical data” contained in such reports and drawings, but such reports and drawings are not Contract Documents. 
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Such “technical data” is identified in the Supplementary Conditions. Except for such reliance on such “technical 
data,” Contractor may not rely upon or make any claim against Owner or Engineer, or any of their officers, directors, 
members, partners, employees, agents, consultants, or subcontractors with respect to: 

1. the completeness of such reports and drawings for Contractor’s purposes, including, but not limited to, any 
aspects of the means, methods, techniques, sequences and procedures of construction to be employed by 
Contractor and safety precautions and programs incident thereto; or 

2. other data, interpretations, opinions and information contained in such reports or shown or indicated in such 
drawings; or 

3. any Contractor interpretation of or conclusion drawn from any “technical data” or any such other data, 
interpretations, opinions or information. 

C. Contractor shall not be responsible for any Hazardous Environmental Condition uncovered or revealed at the Site 
which was not shown or indicated in Drawings or Specifications or identified in the Contract Documents to be 
within the scope of the Work. Contractor shall be responsible for a Hazardous Environmental Condition created with 
any materials brought to the Site by Contractor, Subcontractors, Suppliers, or anyone else for whom Contractor is 
responsible. 

D. If Contractor encounters a Hazardous Environmental Condition or if Contractor or anyone for whom Contractor is 
responsible creates a Hazardous Environmental Condition, Contractor shall immediately:  (i) secure or otherwise 
isolate such condition; (ii) stop all Work in connection with such condition and in any area affected thereby (except 
in an emergency as required by Paragraph 6.16.A); and (iii) notify Owner and Engineer (and promptly thereafter 
confirm such notice in writing). Owner shall promptly consult with Engineer concerning the necessity for Owner to 
retain a qualified expert to evaluate such condition or take corrective action, if any.  Promptly after consulting with 
Engineer, Owner shall take such actions as are necessary to permit Owner to timely obtain required permits and 
provide Contractor the written notice required by Paragraph 4.06.E. 

E. Contractor shall not be required to resume Work in connection with such condition or in any affected area until after 
Owner has obtained any required permits related thereto and delivered written notice to Contractor:  (i) specifying 
that such condition and any affected area is or has been rendered safe for the resumption of Work; or (ii) specifying 
any special conditions under which such Work may be resumed safely. If Owner and Contractor cannot agree as to 
entitlement to or on the amount or extent, if any, of any adjustment in Contract Price or Contract Times, or both, as a 
result of such Work stoppage or such special conditions under which Work is agreed to be resumed by Contractor, 
either party may make a Claim therefor as provided in Paragraph 10.05. 

F. If after receipt of such written notice Contractor does not agree to resume such Work based on a reasonable belief it 
is unsafe, or does not agree to resume such Work under such special conditions, then Owner may order the portion 
of the Work that is in the area affected by such condition to be deleted from the Work. If Owner and Contractor 
cannot agree as to entitlement to or on the amount or extent, if any, of an adjustment in Contract Price or Contract 
Times as a result of deleting such portion of the Work, then either party may make a Claim therefor as provided in 
Paragraph 10.05. Owner may have such deleted portion of the Work performed by Owner’s own forces or others in 
accordance with Article 7. 

G. To the fullest extent permitted by Laws and Regulations, Owner shall indemnify and hold harmless Contractor, 
Subcontractors, and Engineer, and the officers, directors, members, partners, employees, agents, consultants, and 
subcontractors of each and any of them from and against all claims, costs, losses, and damages (including but not 
limited to all fees and charges of engineers, architects, attorneys, and other professionals and all court or arbitration 
or other dispute resolution costs) arising out of or relating to a Hazardous Environmental Condition, provided that 
such Hazardous Environmental Condition:  (i) was not shown or indicated in the Drawings or Specifications or 
identified in the Contract Documents to be included within the scope of the Work, and (ii) was not created by 
Contractor or by anyone for whom Contractor is responsible. Nothing in this Paragraph 4.06.G shall obligate Owner 
to indemnify any individual or entity from and against the consequences of that individual’s or entity’s own 
negligence. 
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H. To the fullest extent permitted by Laws and Regulations, Contractor shall indemnify and hold harmless Owner and 
Engineer, and the officers, directors, members, partners, employees, agents, consultants, and subcontractors of each 
and any of them from and against all claims, costs, losses, and damages (including but not limited to all fees and 
charges of engineers, architects, attorneys, and other professionals and all court or arbitration or other dispute 
resolution costs) arising out of or relating to a Hazardous Environmental Condition created by Contractor or by 
anyone for whom Contractor is responsible. Nothing in this Paragraph 4.06.H shall obligate Contractor to indemnify 
any individual or entity from and against the consequences of that individual’s or entity’s own negligence. 

I. The provisions of Paragraphs 4.02, 4.03, and 4.04 do not apply to a Hazardous Environmental Condition uncovered 
or revealed at the Site. 

ARTICLE 5 – BONDS AND INSURANCE 

5.01 Performance, Payment, and Other Bonds 

A. Contractor shall furnish performance and payment bonds, each in an amount at least equal to the Contract Price as 
security for the faithful performance and payment of all of Contractor’s obligations under the Contract Documents. 
These bonds shall remain in effect until one year after the date when final payment becomes due or until completion 
of the correction period specified in Paragraph 13.07, whichever is later, except as provided otherwise by Laws or 
Regulations or by the Contract Documents. Contractor shall also furnish such other bonds as are required by the 
Contract Documents. 

B. All bonds shall be in the form prescribed by the Contract Documents except as provided otherwise by Laws or 
Regulations, and shall be executed by such sureties as are named in the list of “Companies Holding Certificates of 
Authority as Acceptable Sureties on Federal Bonds and as Acceptable Reinsuring Companies” as published in 
Circular 570 (amended) by the Financial Management Service, Surety Bond Branch, U.S. Department of the 
Treasury. All bonds signed by an agent or attorney-in-fact must be accompanied by a certified copy of that 
individual’s authority to bind the surety.  The evidence of authority shall show that it is effective on the date the 
agent or attorney-in-fact signed each bond. 

C. ►If the surety on any bond furnished by Contractor is declared bankrupt or becomes insolvent or its right to do 
business is terminated in any state where any part of the Project is located or it ceases to meet the requirements of 
Paragraph 5.01.B, Contractor shall promptly notify Owner and Engineer and shall, within 20 days after the event 
giving rise to such notification, provide another bond and surety, both of which shall comply with the requirements 
of Paragraphs 5.01.B and 5.02. 

5.02 Licensed Sureties and Insurers 

A. All bonds and insurance required by the Contract Documents to be purchased and maintained by Owner or 
Contractor shall be obtained from surety or insurance companies that are duly licensed or authorized in the 
jurisdiction in which the Project is located to issue bonds or insurance policies for the limits and coverages so 
required. Such surety and insurance companies shall also meet such additional requirements and qualifications as 
may be provided in the Supplementary Conditions. 

5.03 Certificates of Insurance 

A. Contractor shall deliver to Owner, with copies to each additional insured and loss payee identified in the 
Supplementary Conditions, certificates of insurance (and other evidence of insurance requested by Owner or any 
other additional insured) which Contractor is required to purchase and maintain. 

B. Owner shall deliver to Contractor, with copies to each additional insured and loss payee identified in the 
Supplementary Conditions, certificates of insurance (and other evidence of insurance requested by Contractor or any 
other additional insured) which Owner is required to purchase and maintain. 
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C. Failure of Owner to demand such certificates or other evidence of Contractor's full compliance with these insurance 
requirements or failure of Owner to identify a deficiency in compliance from the evidence provided shall not be 
construed as a waiver of Contractor’s obligation to maintain such insurance. 

D. Owner does not represent that insurance coverage and limits established in this Contract necessarily will be adequate 
to protect Contractor. 

E. The insurance and insurance limits required herein shall not be deemed as a limitation on Contractor’s liability under 
the indemnities granted to Owner in the Contract Documents. 

5.04 Contractor’s Insurance 

A. Contractor shall purchase and maintain such insurance as is appropriate for the Work being performed and as will 
provide protection from claims set forth below which may arise out of or result from Contractor’s performance of 
the Work and Contractor’s other obligations under the Contract Documents, whether it is to be performed by 
Contractor, any Subcontractor or Supplier, or by anyone directly or indirectly employed by any of them to perform 
any of the Work, or by anyone for whose acts any of them may be liable: 

1. claims under workers’ compensation, disability benefits, and other similar employee benefit acts; 

2. claims for damages because of bodily injury, occupational sickness or disease, or death of Contractor’s 
employees; 

3. claims for damages because of bodily injury, sickness or disease, or death of any person other than Contractor’s 
employees; 

4. claims for damages insured by reasonably available personal injury liability coverage which are sustained: 

a. by any person as a result of an offense directly or indirectly related to the employment of such person by 
Contractor, or  

b. by any other person for any other reason; 

5. claims for damages, other than to the Work itself, because of injury to or destruction of tangible property 
wherever located, including loss of use resulting therefrom; and 

6. claims for damages because of bodily injury or death of any person or property damage arising out of the 
ownership, maintenance or use of any motor vehicle. 

B. ►The policies of insurance required by this Paragraph 5.04 shall: 

1. with respect to insurance required by Paragraphs 5.04.A.3 through 5.04.A.6 inclusive, be written on an 
occurrence basis, include as additional insureds (subject to any customary exclusion regarding professional 
liability) Owner and Engineer, and any other individuals or entities identified in the Supplementary Conditions, 
all of whom shall be listed as additional insureds, and include coverage for the respective officers, directors, 
members, partners, employees, agents, consultants, and subcontractors of each and any of all such additional 
insureds, and the insurance afforded to these additional insureds shall provide primary coverage for all claims 
covered thereby; 

2. include at least the specific coverages and be written for not less than the limits of liability provided in the 
Supplementary Conditions or required by Laws or Regulations, whichever is greater; 

3. include contractual liability insurance covering Contractor’s indemnity obligations under Paragraphs 6.11 and 
6.20; 
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4. contain a provision or endorsement that the coverage afforded will not be canceled, materially changed or 
renewal refused until at least 30 days prior written notice has been given to Owner and Contractor and to each 
other additional insured identified in the Supplementary Conditions to whom a certificate of insurance has been 
issued (and the certificates of insurance furnished by the Contractor pursuant to Paragraph 5.03 will so provide); 

5. remain in effect at least until final payment and at all times thereafter when Contractor may be correcting, 
removing, or replacing defective Work in accordance with Paragraph 13.07; and 

6. include completed operations coverage:   

a. Such insurance shall remain in effect for two years after final payment. 

b. Contractor shall furnish Owner and each other additional insured identified in the Supplementary 
Conditions, to whom a certificate of insurance has been issued, evidence satisfactory to Owner and any 
such additional insured of continuation of such insurance at final payment and one year thereafter.   

5.05 Owner’s Liability Insurance 

A. In addition to the insurance required to be provided by Contractor under Paragraph 5.04, Owner, at Owner’s option, 
may purchase and maintain at Owner’s expense Owner’s own liability insurance as will protect Owner against 
claims which may arise from operations under the Contract Documents. 

5.06 Property Insurance 

A. Unless otherwise provided in the Supplementary Conditions, Owner shall purchase and maintain property insurance 
upon the Work at the Site in the amount of the full replacement cost thereof (subject to such deductible amounts as 
may be provided in the Supplementary Conditions or required by Laws and Regulations). This insurance shall: 

1. include the interests of Owner, Contractor, Subcontractors, and Engineer, and any other individuals or entities 
identified in the Supplementary Conditions, and the officers, directors, members, partners, employees, agents, 
consultants, and subcontractors of each and any of them, each of whom is deemed to have an insurable interest 
and shall be listed as a loss payee; 

2. be written on a Builder’s Risk “all-risk” policy form that shall at least include insurance for physical loss or 
damage to the Work, temporary buildings, falsework, and materials and equipment in transit, and shall insure 
against at least the following perils or causes of loss:  fire, lightning, extended coverage, theft, vandalism and 
malicious mischief, earthquake, collapse, debris removal, demolition occasioned by enforcement of Laws and 
Regulations, water damage (other than that caused by flood), and such other perils or causes of loss as may be 
specifically required by the Supplementary Conditions. 

3. include expenses incurred in the repair or replacement of any insured property (including but not limited to fees 
and charges of engineers and architects); 

4. cover materials and equipment stored at the Site or at another location that was agreed to in writing by Owner 
prior to being incorporated in the Work, provided that such materials and equipment have been included in an 
Application for Payment recommended by Engineer; 

5. allow for partial utilization of the Work by Owner; 

6. include testing and startup; and 

7. be maintained in effect until final payment is made unless otherwise agreed to in writing by Owner, Contractor, 
and Engineer with 30 days written notice to each other loss payee to whom a certificate of insurance has been 
issued. 
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B. Owner shall purchase and maintain such equipment breakdown insurance or additional property insurance as may be 
required by the Supplementary Conditions or Laws and Regulations which will include the interests of Owner, 
Contractor, Subcontractors, and Engineer, and any other individuals or entities identified in the Supplementary 
Conditions, and the officers, directors, members, partners, employees, agents, consultants and subcontractors of each 
and any of them, each of whom is deemed to have an insurable interest and shall be listed as a loss payee.   

C. All the policies of insurance (and the certificates or other evidence thereof) required to be purchased and maintained 
in accordance with this Paragraph 5.06 will contain a provision or endorsement that the coverage afforded will not 
be canceled or materially changed or renewal refused until at least 30 days prior written notice has been given to 
Owner and Contractor and to each other loss payee to whom a certificate of insurance has been issued and will 
contain waiver provisions in accordance with Paragraph 5.07. 

D. Owner shall not be responsible for purchasing and maintaining any property insurance specified in this Paragraph 
5.06 to protect the interests of Contractor, Subcontractors, or others in the Work to the extent of any deductible 
amounts that are identified in the Supplementary Conditions. The risk of loss within such identified deductible 
amount will be borne by Contractor, Subcontractors, or others suffering any such loss, and if any of them wishes 
property insurance coverage within the limits of such amounts, each may purchase and maintain it at the purchaser’s 
own expense. 

E. If Contractor requests in writing that other special insurance be included in the property insurance policies provided 
under this Paragraph 5.06, Owner shall, if possible, include such insurance, and the cost thereof will be charged to 
Contractor by appropriate Change Order. Prior to commencement of the Work at the Site, Owner shall in writing 
advise Contractor whether or not such other insurance has been procured by Owner. 

5.07 Waiver of Rights 

A. ►Owner and Contractor intend that all policies purchased in accordance with Paragraph 5.06 will protect Owner, 
Contractor, Subcontractors, and Engineer, and all other individuals or entities identified in the Supplementary 
Conditions as loss payees (and the officers, directors, members, partners, employees, agents, consultants, and 
subcontractors of each and any of them) in such policies and will provide primary coverage for all losses and 
damages caused by the perils or causes of loss covered thereby. All such policies shall contain provisions to the 
effect that in the event of payment of any loss or damage the insurers will have no rights of recovery against any of 
the insureds or loss payees thereunder. Owner and Contractor waive all rights against each other and their respective 
officers, directors, members, partners, employees, agents, consultants and subcontractors of each and any of them for 
all losses and damages caused by, arising out of or resulting from any of the perils or causes of loss covered by such 
policies and any other property insurance applicable to the Work; and, in addition, waive all such rights against 
Subcontractors and Engineer, and all other individuals or entities identified in the Supplementary Conditions as loss 
payees (and the officers, directors, members, partners, employees, agents, consultants, and subcontractors of each 
and any of them) under such policies for losses and damages so caused. None of the above waivers shall extend to 
the rights that any party making such waiver may have to the proceeds of insurance held by Owner as trustee or 
otherwise payable under any policy so issued. 

B. Owner waives all rights against Contractor, Subcontractors, and Engineer, and the officers, directors, members, 
partners, employees, agents, consultants and subcontractors of each and any of them for: 

1. loss due to business interruption, loss of use, or other consequential loss extending beyond direct physical loss 
or damage to Owner’s property or the Work caused by, arising out of, or resulting from fire or other perils 
whether or not insured by Owner; and 

2. loss or damage to the completed Project or part thereof caused by, arising out of, or resulting from fire or other 
insured peril or cause of loss covered by any property insurance maintained on the completed Project or part 
thereof by Owner during partial utilization pursuant to Paragraph 14.05, after Substantial Completion pursuant 
to Paragraph 14.04, or after final payment pursuant to Paragraph 14.07. 
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C. Any insurance policy maintained by Owner covering any loss, damage or consequential loss referred to in Paragraph 
5.07.B shall contain provisions to the effect that in the event of payment of any such loss, damage, or consequential 
loss, the insurers will have no rights of recovery against Contractor, Subcontractors, or Engineer, and the officers, 
directors, members, partners, employees, agents, consultants and subcontractors of each and any of them. 

5.08 Receipt and Application of Insurance Proceeds 

A. ►Any insured loss under the policies of insurance required by Paragraph 5.06 will be adjusted with Owner and 
made payable to Owner as fiduciary for the loss payees, as their interests may appear, subject to the requirements of 
any applicable mortgage clause and of Paragraph 5.08.B. Owner shall deposit in a separate account any money so 
received and shall distribute it in accordance with such agreement as the parties in interest may reach. If no other 
special agreement is reached, the damaged Work shall be repaired or replaced, the moneys so received applied on 
account thereof, and the Work and the cost thereof covered by an appropriate Change Order. 

B. Owner as fiduciary shall have power to adjust and settle any loss with the insurers unless one of the parties in 
interest shall object in writing within 15 days after the occurrence of loss to Owner’s exercise of this power. If such 
objection be made, Owner as fiduciary shall make settlement with the insurers in accordance with such agreement as 
the parties in interest may reach. If no such agreement among the parties in interest is reached, Owner as fiduciary 
shall adjust and settle the loss with the insurers and, if required in writing by any party in interest, Owner as 
fiduciary shall give bond for the proper performance of such duties. 

5.09 Acceptance of Bonds and Insurance; Option to Replace 

A. ►If either Owner or Contractor has any objection to the coverage afforded by or other provisions of the bonds or 
insurance required to be purchased and maintained by the other party in accordance with Article 5 on the basis of 
non-conformance with the Contract Documents, the objecting party shall so notify the other party in writing within 
10 days after receipt of the certificates (or other evidence requested) required by Paragraph 2.01.B. Owner and 
Contractor shall each provide to the other such additional information in respect of insurance provided as the other 
may reasonably request. If either party does not purchase or maintain all of the bonds and insurance required of such 
party by the Contract Documents, such party shall notify the other party in writing of such failure to purchase prior 
to the start of the Work, or of such failure to maintain prior to any change in the required coverage. Without 
prejudice to any other right or remedy, the other party may elect to obtain equivalent bonds or insurance to protect 
such other party’s interests at the expense of the party who was required to provide such coverage, and a Change 
Order shall be issued to adjust the Contract Price accordingly. 

5.10 Partial Utilization, Acknowledgment of Property Insurer 

A. If Owner finds it necessary to occupy or use a portion or portions of the Work prior to Substantial Completion of all 
the Work as provided in Paragraph 14.05, no such use or occupancy shall commence before the insurers providing 
the property insurance pursuant to Paragraph 5.06 have acknowledged notice thereof and in writing effected any 
changes in coverage necessitated thereby. The insurers providing the property insurance shall consent by 
endorsement on the policy or policies, but the property insurance shall not be canceled or permitted to lapse on 
account of any such partial use or occupancy. 

ARTICLE 6 – CONTRACTOR’S RESPONSIBILITIES 

6.01 Supervision and Superintendence 

A. Contractor shall supervise, inspect, and direct the Work competently and efficiently, devoting such attention thereto 
and applying such skills and expertise as may be necessary to perform the Work in accordance with the Contract 
Documents. Contractor shall be solely responsible for the means, methods, techniques, sequences, and procedures of 
construction. Contractor shall not be responsible for the negligence of Owner or Engineer in the design or 
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specification of a specific means, method, technique, sequence, or procedure of construction which is shown or 
indicated in and expressly required by the Contract Documents. 

B. ►At all times during the progress of the Work, Contractor shall assign a competent resident superintendent who 
shall not be replaced without written notice to Owner and Engineer except under extraordinary circumstances.  

6.02 ►Labor; Working Hours 

A. Contractor shall provide competent, suitably qualified personnel to survey and lay out the Work and perform 
construction as required by the Contract Documents. Contractor shall at all times maintain good discipline and order 
at the Site. 

B. Except as otherwise required for the safety or protection of persons or the Work or property at the Site or adjacent 
thereto, and except as otherwise stated in the Contract Documents, all Work at the Site shall be performed during 
regular working hours. Contractor will not permit the performance of Work on a Saturday, Sunday, or any legal 
holiday without Owner’s written consent (which will not be unreasonably withheld) given after prior written notice 
to Engineer.   

6.03 Services, Materials, and Equipment 

A. Unless otherwise specified in the Contract Documents, Contractor shall provide and assume full responsibility for all 
services, materials, equipment, labor, transportation, construction equipment and machinery, tools, appliances, fuel, 
power, light, heat, telephone, water, sanitary facilities, temporary facilities, and all other facilities and incidentals 
necessary for the performance, testing, start-up, and completion of the Work. 

B. All materials and equipment incorporated into the Work shall be as specified or, if not specified, shall be of good 
quality and new, except as otherwise provided in the Contract Documents. All special warranties and guarantees 
required by the Specifications shall expressly run to the benefit of Owner. If required by Engineer, Contractor shall 
furnish satisfactory evidence (including reports of required tests) as to the source, kind, and quality of materials and 
equipment. 

C. All materials and equipment shall be stored, applied, installed, connected, erected, protected, used, cleaned, and 
conditioned in accordance with instructions of the applicable Supplier, except as otherwise may be provided in the 
Contract Documents. 

6.04 Progress Schedule 

A. Contractor shall adhere to the Progress Schedule established in accordance with Paragraph 2.07 as it may be adjusted 
from time to time as provided below. 

1. Contractor shall submit to Engineer for acceptance (to the extent indicated in Paragraph 2.07) proposed 
adjustments in the Progress Schedule that will not result in changing the Contract Times. Such adjustments will 
comply with any provisions of the General Requirements applicable thereto. 

2. Proposed adjustments in the Progress Schedule that will change the Contract Times shall be submitted in 
accordance with the requirements of Article 12. Adjustments in Contract Times may only be made by a Change 
Order. 

6.05 Substitutes and “Or-Equals” 

A. ►Whenever an item of material or equipment is specified or described in the Contract Documents by using the 
name of a proprietary item or the name of a particular Supplier, the specification or description is intended to 
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establish the type, function, appearance, and quality required. Unless the specification or description contains or is 
followed by words reading that no like, equivalent, or “or-equal” item or no substitution is permitted, other items of 
material or equipment or material or equipment of other Suppliers may be submitted to Engineer for review under 
the circumstances described below. 

1. “Or-Equal” Items: If in Engineer’s sole discretion an item of material or equipment proposed by Contractor is 
functionally equal to that named and sufficiently similar so that no change in related Work will be required, it 
may be considered by Engineer as an “or-equal” item, in which case review and approval of the proposed item 
may, in Engineer’s sole discretion, be accomplished without compliance with some or all of the requirements 
for approval of proposed substitute items. For the purposes of this Paragraph 6.05.A.1, a proposed item of 
material or equipment will be considered functionally equal to an item so named if: 

a. in the exercise of reasonable judgment Engineer determines that: 

1) it is at least equal in materials of construction, quality, durability, appearance, strength, and design 
characteristics;  

2) it will reliably perform at least equally well the function and achieve the results imposed by the design 
concept of the completed Project as a functioning whole; and  

3) it has a proven record of performance and availability of responsive service. 

b. Contractor certifies that, if approved and incorporated into the Work: 

1) there will be no increase in cost to the Owner or increase in Contract Times; and  

2) it will conform substantially to the detailed requirements of the item named in the Contract 
Documents. 

2. Substitute Items: 

a. If in Engineer’s sole discretion an item of material or equipment proposed by Contractor does not qualify as 
an “or-equal” item under Paragraph 6.05.A.1, it will be considered a proposed substitute item. 

b. Contractor shall submit sufficient information as provided below to allow Engineer to determine if the item 
of material or equipment proposed is essentially equivalent to that named and an acceptable substitute 
therefor. Requests for review of proposed substitute items of material or equipment will not be accepted by 
Engineer from anyone other than Contractor. 

c. The requirements for review by Engineer will be as set forth in Paragraph 6.05.A.2.d, as supplemented by 
the General Requirements, and as Engineer may decide is appropriate under the circumstances. 

d. Contractor shall make written application to Engineer for review of a proposed substitute item of material 
or equipment that Contractor seeks to furnish or use. The application: 

1) shall certify that the proposed substitute item will: 

a) perform adequately the functions and achieve the results called for by the general design,  

b) be similar in substance to that specified, and 

c) be suited to the same use as that specified;  

2) will state: 
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a) the extent, if any, to which the use of the proposed substitute item will prejudice Contractor’s 
achievement of Substantial Completion on time, 

b) whether use of the proposed substitute item in the Work will require a change in any of the 
Contract Documents (or in the provisions of any other direct contract with Owner for other work 
on the Project) to adapt the design to the proposed substitute item, and 

c) whether incorporation or use of the proposed substitute item in connection with the Work is 
subject to payment of any license fee or royalty; 

3) will identify: 

a) all variations of the proposed substitute item from that specified, and  

b) available engineering, sales, maintenance, repair, and replacement services; and 

4) shall contain an itemized estimate of all costs or credits that will result directly or indirectly from use 
of such substitute item, including costs of redesign and claims of other contractors affected by any 
resulting change. 

B. Substitute Construction Methods or Procedures:  If a specific means, method, technique, sequence, or procedure of 
construction is expressly required by the Contract Documents, Contractor may furnish or utilize a substitute means, 
method, technique, sequence, or procedure of construction approved by Engineer. Contractor shall submit sufficient 
information to allow Engineer, in Engineer’s sole discretion, to determine that the substitute proposed is equivalent 
to that expressly called for by the Contract Documents. The requirements for review by Engineer will be similar to 
those provided in Paragraph 6.05.A.2. 

C. ►Engineer’s Evaluation:  Engineer will be allowed a reasonable time within which to evaluate each proposal or 
submittal made pursuant to Paragraphs 6.05.A and 6.05.B. Engineer may require Contractor to furnish additional 
data about the proposed substitute item. Engineer will be the sole judge of acceptability. No “or equal” or substitute 
will be ordered, installed or utilized until Engineer’s review is complete, which will be evidenced by a Change Order 
in the case of a substitute and an approved Shop Drawing for an “or equal.” Engineer will advise Contractor in 
writing of any negative determination. 

D. ►Special Guarantee:  Owner may require Contractor to furnish at Contractor’s expense a special performance 
guarantee or other surety with respect to any substitute. 

E. Engineer’s Cost Reimbursement:  Engineer will record Engineer’s costs in evaluating a substitute proposed or 
submitted by Contractor pursuant to Paragraphs 6.05.A.2 and 6.05.B. Whether or not Engineer approves a substitute 
so proposed or submitted by Contractor, Contractor shall reimburse Owner for the reasonable charges of Engineer 
for evaluating each such proposed substitute. Contractor shall also reimburse Owner for the reasonable charges of 
Engineer for making changes in the Contract Documents (or in the provisions of any other direct contract with 
Owner) resulting from the acceptance of each proposed substitute. 

F. Contractor’s Expense:  Contractor shall provide all data in support of any proposed substitute or “or-equal” at 
Contractor’s expense. 

6.06 Concerning Subcontractors, Suppliers, and Others 

A. Contractor shall not employ any Subcontractor, Supplier, or other individual or entity (including those acceptable to 
Owner as indicated in Paragraph 6.06.B), whether initially or as a replacement, against whom Owner may have 
reasonable objection. Contractor shall not be required to employ any Subcontractor, Supplier, or other individual or 
entity to furnish or perform any of the Work against whom Contractor has reasonable objection. 
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B. If the Supplementary Conditions require the identity of certain Subcontractors, Suppliers, or other individuals or 
entities to be submitted to Owner in advance for acceptance by Owner by a specified date prior to the Effective Date 
of the Agreement, and if Contractor has submitted a list thereof in accordance with the Supplementary Conditions, 
Owner’s acceptance (either in writing or by failing to make written objection thereto by the date indicated for 
acceptance or objection in the Bidding Documents or the Contract Documents) of any such Subcontractor, Supplier, 
or other individual or entity so identified may be revoked on the basis of reasonable objection after due investigation. 
Contractor shall submit an acceptable replacement for the rejected Subcontractor, Supplier, or other individual or 
entity, and the Contract Price will be adjusted by the difference in the cost occasioned by such replacement, and an 
appropriate Change Order will be issued. No acceptance by Owner of any such Subcontractor, Supplier, or other 
individual or entity, whether initially or as a replacement, shall constitute a waiver of any right of Owner or Engineer 
to reject defective Work. 

C. Contractor shall be fully responsible to Owner and Engineer for all acts and omissions of the Subcontractors, 
Suppliers, and other individuals or entities performing or furnishing any of the Work just as Contractor is 
responsible for Contractor’s own acts and omissions. Nothing in the Contract Documents: 

1. shall create for the benefit of any such Subcontractor, Supplier, or other individual or entity any contractual 
relationship between Owner or Engineer and any such Subcontractor, Supplier or other individual or entity; nor 

2. shall create any obligation on the part of Owner or Engineer to pay or to see to the payment of any moneys due 
any such Subcontractor, Supplier, or other individual or entity except as may otherwise be required by Laws and 
Regulations. 

D. Contractor shall be solely responsible for scheduling and coordinating the Work of Subcontractors, Suppliers, and 
other individuals or entities performing or furnishing any of the Work under a direct or indirect contract with 
Contractor. 

E. Contractor shall require all Subcontractors, Suppliers, and such other individuals or entities performing or furnishing 
any of the Work to communicate with Engineer through Contractor. 

F. The divisions and sections of the Specifications and the identifications of any Drawings shall not control Contractor 
in dividing the Work among Subcontractors or Suppliers or delineating the Work to be performed by any specific 
trade. 

G. ►All Work performed for Contractor by a Subcontractor or Supplier will be pursuant to an appropriate agreement 
between Contractor and the Subcontractor or Supplier which specifically binds the Subcontractor or Supplier to the 
applicable terms and conditions of the Contract Documents for the benefit of Owner and Engineer. Whenever any 
such agreement is with a Subcontractor or Supplier who is listed as a loss payee on the property insurance provided 
in Paragraph 5.06, the agreement between the Contractor and the Subcontractor or Supplier will contain provisions 
whereby the Subcontractor or Supplier waives all rights against Owner, Contractor, Engineer, and all other 
individuals or entities identified in the Supplementary Conditions to be listed as insureds or loss payees (and the 
officers, directors, members, partners, employees, agents, consultants, and subcontractors of each and any of them) 
for all losses and damages caused by, arising out of, relating to, or resulting from any of the perils or causes of loss 
covered by such policies and any other property insurance applicable to the Work. If the insurers on any such 
policies require separate waiver forms to be signed by any Subcontractor or Supplier, Contractor will obtain the 
same. 

6.07 Patent Fees and Royalties 

A. Contractor shall pay all license fees and royalties and assume all costs incident to the use in the performance of the 
Work or the incorporation in the Work of any invention, design, process, product, or device which is the subject of 
patent rights or copyrights held by others. If a particular invention, design, process, product, or device is specified in 
the Contract Documents for use in the performance of the Work and if, to the actual knowledge of Owner or 
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Engineer, its use is subject to patent rights or copyrights calling for the payment of any license fee or royalty to 
others, the existence of such rights shall be disclosed by Owner in the Contract Documents. 

B. To the fullest extent permitted by Laws and Regulations, Owner shall indemnify and hold harmless Contractor, and 
its officers, directors, members, partners, employees, agents, consultants, and subcontractors from and against all 
claims, costs, losses, and damages (including but not limited to all fees and charges of engineers, architects, 
attorneys, and other professionals, and all court or arbitration or other dispute resolution costs) arising out of or 
relating to any infringement of patent rights or copyrights incident to the use in the performance of the Work or 
resulting from the incorporation in the Work of any invention, design, process, product, or device specified in the 
Contract Documents, but not identified as being subject to payment of any license fee or royalty to others required 
by patent rights or copyrights.   

C. To the fullest extent permitted by Laws and Regulations, Contractor shall indemnify and hold harmless Owner and 
Engineer, and the officers, directors, members, partners, employees, agents, consultants and subcontractors of each 
and any of them from and against all claims, costs, losses, and damages (including but not limited to all fees and 
charges of engineers, architects, attorneys, and other professionals and all court or arbitration or other dispute 
resolution costs) arising out of or relating to any infringement of patent rights or copyrights incident to the use in the 
performance of the Work or resulting from the incorporation in the Work of any invention, design, process, product, 
or device not specified in the Contract Documents. 

6.08 Permits 

A. Unless otherwise provided in the Supplementary Conditions, Contractor shall obtain and pay for all construction 
permits and licenses. Owner shall assist Contractor, when necessary, in obtaining such permits and licenses. 
Contractor shall pay all governmental charges and inspection fees necessary for the prosecution of the Work which 
are applicable at the time of opening of Bids, or, if there are no Bids, on the Effective Date of the Agreement. Owner 
shall pay all charges of utility owners for connections for providing permanent service to the Work. 

6.09 Laws and Regulations 

A. Contractor shall give all notices required by and shall comply with all Laws and Regulations applicable to the 
performance of the Work. Except where otherwise expressly required by applicable Laws and Regulations, neither 
Owner nor Engineer shall be responsible for monitoring Contractor’s compliance with any Laws or Regulations. 

B. If Contractor performs any Work knowing or having reason to know that it is contrary to Laws or Regulations, 
Contractor shall bear all claims, costs, losses, and damages (including but not limited to all fees and charges of 
engineers, architects, attorneys, and other professionals and all court or arbitration or other dispute resolution costs) 
arising out of or relating to such Work. However, it shall not be Contractor’s responsibility to make certain that the 
Specifications and Drawings are in accordance with Laws and Regulations, but this shall not relieve Contractor of 
Contractor’s obligations under Paragraph 3.03. 

C. Changes in Laws or Regulations not known at the time of opening of Bids (or, on the Effective Date of the 
Agreement if there were no Bids) having an effect on the cost or time of performance of the Work shall be the 
subject of an adjustment in Contract Price or Contract Times. If Owner and Contractor are unable to agree on 
entitlement to or on the amount or extent, if any, of any such adjustment, a Claim may be made therefor as provided 
in Paragraph 10.05. 

6.10 Taxes 

A. ►Contractor shall pay all sales, consumer, use, and other similar taxes required to be paid by Contractor in 
accordance with the Laws and Regulations of the place of the Project which are applicable during the performance 
of the Work. 
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6.11 Use of Site and Other Areas 

A. Limitation on Use of Site and Other Areas: 

1. Contractor shall confine construction equipment, the storage of materials and equipment, and the operations of 
workers to the Site and other areas permitted by Laws and Regulations, and shall not unreasonably encumber 
the Site and other areas with construction equipment or other materials or equipment. Contractor shall assume 
full responsibility for any damage to any such land or area, or to the owner or occupant thereof, or of any 
adjacent land or areas resulting from the performance of the Work. 

2. Should any claim be made by any such owner or occupant because of the performance of the Work, Contractor 
shall promptly settle with such other party by negotiation or otherwise resolve the claim by arbitration or other 
dispute resolution proceeding or at law. 

3. To the fullest extent permitted by Laws and Regulations, Contractor shall indemnify and hold harmless Owner 
and Engineer, and the officers, directors, members, partners, employees, agents, consultants and subcontractors 
of each and any of them from and against all claims, costs, losses, and damages (including but not limited to all 
fees and charges of engineers, architects, attorneys, and other professionals and all court or arbitration or other 
dispute resolution costs) arising out of or relating to any claim or action, legal or equitable, brought by any such 
owner or occupant against Owner, Engineer, or any other party indemnified hereunder to the extent caused by 
or based upon Contractor’s performance of the Work. 

B. Removal of Debris During Performance of the Work:  During the progress of the Work Contractor shall keep the 
Site and other areas free from accumulations of waste materials, rubbish, and other debris. Removal and disposal of 
such waste materials, rubbish, and other debris shall conform to applicable Laws and Regulations. 

C. Cleaning:  Prior to Substantial Completion of the Work Contractor shall clean the Site and the Work and make it 
ready for utilization by Owner. At the completion of the Work Contractor shall remove from the Site all tools, 
appliances, construction equipment and machinery, and surplus materials and shall restore to original condition all 
property not designated for alteration by the Contract Documents. 

D. Loading Structures:  Contractor shall not load nor permit any part of any structure to be loaded in any manner that 
will endanger the structure, nor shall Contractor subject any part of the Work or adjacent property to stresses or 
pressures that will endanger it. 

6.12 Record Documents 

A. ►Contractor shall maintain in a safe place at the Site one record copy of all Drawings, Specifications, Addenda, 
Change Orders, Work Change Directives, Field Orders, and written interpretations and clarifications in good order 
and annotated to show changes made during construction. These record documents together with all approved 
Samples and a counterpart of all approved Shop Drawings will be available to Engineer for reference. Upon 
completion of the Work, these record documents, Samples, and Shop Drawings will be delivered to Engineer for 
Owner. 

6.13 Safety and Protection 

A. Contractor shall be solely responsible for initiating, maintaining and supervising all safety precautions and programs 
in connection with the Work. Such responsibility does not relieve Subcontractors of their responsibility for the safety 
of persons or property in the performance of their work, nor for compliance with applicable safety Laws and 
Regulations.  Contractor shall take all necessary precautions for the safety of, and shall provide the necessary 
protection to prevent damage, injury or loss to: 

1. all persons on the Site or who may be affected by the Work; 
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2. all the Work and materials and equipment to be incorporated therein, whether in storage on or off the Site; and 

3. other property at the Site or adjacent thereto, including trees, shrubs, lawns, walks, pavements, roadways, 
structures, utilities, and Underground Facilities not designated for removal, relocation, or replacement in the 
course of construction. 

B. Contractor shall comply with all applicable Laws and Regulations relating to the safety of persons or property, or to 
the protection of persons or property from damage, injury, or loss; and shall erect and maintain all necessary 
safeguards for such safety and protection. Contractor shall notify owners of adjacent property and of Underground 
Facilities and other utility owners when prosecution of the Work may affect them, and shall cooperate with them in 
the protection, removal, relocation, and replacement of their property. 

C. ►Contractor shall comply with the applicable requirements of Owner’s safety programs, if any.  The 
Supplementary Conditions identify any Owner’s safety programs that are applicable to the Work. 

D. Contractor shall inform Owner and Engineer of the specific requirements of Contractor’s safety program with which 
Owner’s and Engineer’s employees and representatives must comply while at the Site. 

E. All damage, injury, or loss to any property referred to in Paragraph 6.13.A.2 or 6.13.A.3 caused, directly or 
indirectly, in whole or in part, by Contractor, any Subcontractor, Supplier, or any other individual or entity directly 
or indirectly employed by any of them to perform any of the Work, or anyone for whose acts any of them may be 
liable, shall be remedied by Contractor (except damage or loss attributable to the fault of Drawings or Specifications 
or to the acts or omissions of Owner or Engineer or anyone employed by any of them, or anyone for whose acts any 
of them may be liable, and not attributable, directly or indirectly, in whole or in part, to the fault or negligence of 
Contractor or any Subcontractor, Supplier, or other individual or entity directly or indirectly employed by any of 
them). 

F. Contractor’s duties and responsibilities for safety and for protection of the Work shall continue until such time as all 
the Work is completed and Engineer has issued a notice to Owner and Contractor in accordance with Paragraph 
14.07.B that the Work is acceptable (except as otherwise expressly provided in connection with Substantial 
Completion). 

6.14 Safety Representative 

A. Contractor shall designate a qualified and experienced safety representative at the Site whose duties and 
responsibilities shall be the prevention of accidents and the maintaining and supervising of safety precautions and 
programs. 

6.15 Hazard Communication Programs 

A. Contractor shall be responsible for coordinating any exchange of material safety data sheets or other hazard 
communication information required to be made available to or exchanged between or among employers at the Site 
in accordance with Laws or Regulations. 

6.16 ►Emergencies 

A. In emergencies affecting the safety or protection of persons or the Work or property at the Site or adjacent thereto, 
Contractor is obligated to act to prevent threatened damage, injury, or loss. Contractor shall give Engineer prompt 
written notice if Contractor believes that any significant changes in the Work or variations from the Contract 
Documents have been caused thereby or are required as a result thereof. If Engineer determines that a change in the 
Contract Documents is required because of the action taken by Contractor in response to such an emergency, a Work 
Change Directive or Change Order will be issued. 
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6.17 Shop Drawings and Samples 

A. Contractor shall submit Shop Drawings and Samples to Engineer for review and approval in accordance with the 
accepted Schedule of Submittals (as required by Paragraph 2.07). Each submittal will be identified as Engineer may 
require. 

1. Shop Drawings: 

a. Submit number of copies specified in the General Requirements. 

b. Data shown on the Shop Drawings will be complete with respect to quantities, dimensions, specified 
performance and design criteria, materials, and similar data to show Engineer the services, materials, and 
equipment Contractor proposes to provide and to enable Engineer to review the information for the limited 
purposes required by Paragraph 6.17.D. 

2. Samples: 

a. Submit number of Samples specified in the Specifications. 

b. Clearly identify each Sample as to material, Supplier, pertinent data such as catalog numbers, the use for 
which intended and other data as Engineer may require to enable Engineer to review the submittal for the 
limited purposes required by Paragraph 6.17.D. 

B. Where a Shop Drawing or Sample is required by the Contract Documents or the Schedule of Submittals, any related 
Work performed prior to Engineer’s review and approval of the pertinent submittal will be at the sole expense and 
responsibility of Contractor. 

C. Submittal Procedures: 

1. Before submitting each Shop Drawing or Sample, Contractor shall have: 

a. reviewed and coordinated each Shop Drawing or Sample with other Shop Drawings and Samples and with 
the requirements of the Work and the Contract Documents; 

b. determined and verified all field measurements, quantities, dimensions, specified performance and design 
criteria, installation requirements, materials, catalog numbers, and similar information with respect thereto; 

c. determined and verified the suitability of all materials offered with respect to the indicated application, 
fabrication, shipping, handling, storage, assembly, and installation pertaining to the performance of the 
Work; and 

d. determined and verified all information relative to Contractor’s responsibilities for means, methods, 
techniques, sequences, and procedures of construction, and safety precautions and programs incident 
thereto. 

2. ►Each submittal shall bear a stamp or specific written certification that Contractor has satisfied Contractor’s 
obligations under the Contract Documents with respect to Contractor’s review and approval of that submittal. 

3. With each submittal, Contractor shall give Engineer specific written notice of any variations that the Shop 
Drawing or Sample may have from the requirements of the Contract Documents. This notice shall be both a 
written communication separate from the Shop Drawings or Sample submittal; and, in addition, by a specific 
notation made on each Shop Drawing or Sample submitted to Engineer for review and approval of each such 
variation. 
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D. Engineer’s Review: 

1. ►Engineer will provide timely review of Shop Drawings and Samples in accordance with the Schedule of 
Submittals acceptable to Engineer. Engineer’s review and approval will be only to determine if the items 
covered by the submittals will, after installation or incorporation in the Work, conform to the information given 
in the Contract Documents and be compatible with the design concept of the completed Project as a functioning 
whole as indicated by the Contract Documents. 

2. Engineer’s review and approval will not extend to means, methods, techniques, sequences, or procedures of 
construction (except where a particular means, method, technique, sequence, or procedure of construction is 
specifically and expressly called for by the Contract Documents) or to safety precautions or programs incident 
thereto. The review and approval of a separate item as such will not indicate approval of the assembly in which 
the item functions. 

3. Engineer’s review and approval shall not relieve Contractor from responsibility for any variation from the 
requirements of the Contract Documents unless Contractor has complied with the requirements of Paragraph 
6.17.C.3 and Engineer has given written approval of each such variation by specific written notation thereof 
incorporated in or accompanying the Shop Drawing or Sample. Engineer’s review and approval shall not relieve 
Contractor from responsibility for complying with the requirements of Paragraph 6.17.C.1. 

E. ►Resubmittal Procedures: 

1. Contractor shall make corrections required by Engineer and shall return the required number of corrected copies 
of Shop Drawings and submit, as required, new Samples for review and approval. Contractor shall direct 
specific attention in writing to revisions other than the corrections called for by Engineer on previous submittals. 

6.18 Continuing the Work 

A. Contractor shall carry on the Work and adhere to the Progress Schedule during all disputes or disagreements with 
Owner. No Work shall be delayed or postponed pending resolution of any disputes or disagreements, except as 
permitted by Paragraph 15.04 or as Owner and Contractor may otherwise agree in writing. 

6.19 Contractor’s General Warranty and Guarantee 

A. Contractor warrants and guarantees to Owner that all Work will be in accordance with the Contract Documents and 
will not be defective. Engineer and its officers, directors, members, partners, employees, agents, consultants, and 
subcontractors shall be entitled to rely on representation of Contractor’s warranty and guarantee. 

B. Contractor’s warranty and guarantee hereunder excludes defects or damage caused by: 

1. abuse, modification, or improper maintenance or operation by persons other than Contractor, Subcontractors, 
Suppliers, or any other individual or entity for whom Contractor is responsible; or  

2. normal wear and tear under normal usage. 

C. Contractor’s obligation to perform and complete the Work in accordance with the Contract Documents shall be 
absolute. None of the following will constitute an acceptance of Work that is not in accordance with the Contract 
Documents or a release of Contractor’s obligation to perform the Work in accordance with the Contract Documents: 

1. observations by Engineer; 

2. recommendation by Engineer or payment by Owner of any progress or final payment; 
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3. the issuance of a certificate of Substantial Completion by Engineer or any payment related thereto by Owner;  

4. use or occupancy of the Work or any part thereof by Owner; 

5. any review and approval of a Shop Drawing or Sample submittal or the issuance of a notice of acceptability by 
Engineer; 

6. any inspection, test, or approval by others; or 

7. any correction of defective Work by Owner. 

6.20 Indemnification 

A. ►To the fullest extent permitted by Laws and Regulations, Contractor shall indemnify and hold harmless Owner 
and Engineer, and the officers, directors, members, partners, employees, agents, consultants and subcontractors of 
each and any of them from and against all claims, costs, losses, and damages (including but not limited to all fees 
and charges of engineers, architects, attorneys, and other professionals and all court or arbitration or other dispute 
resolution costs) arising out of or relating to the performance of the Work, provided that any such claim, cost, loss, 
or damage is attributable to bodily injury, sickness, disease, or death, or to injury to or destruction of tangible 
property (other than the Work itself), including the loss of use resulting therefrom but only to the extent caused by 
any negligent act or omission of Contractor, any Subcontractor, any Supplier, or any individual or entity directly or 
indirectly employed by any of them to perform any of the Work or anyone for whose acts any of them may be liable 
. 

B. In any and all claims against Owner or Engineer or any of their officers, directors, members, partners, employees, 
agents, consultants, or subcontractors by any employee (or the survivor or personal representative of such employee) 
of Contractor, any Subcontractor, any Supplier, or any individual or entity directly or indirectly employed by any of 
them to perform any of the Work, or anyone for whose acts any of them may be liable, the indemnification 
obligation under Paragraph 6.20.A shall not be limited in any way by any limitation on the amount or type of 
damages, compensation, or benefits payable by or for Contractor or any such Subcontractor, Supplier, or other 
individual or entity under workers’ compensation acts, disability benefit acts, or other employee benefit acts. 

C. The indemnification obligations of Contractor under Paragraph 6.20.A shall not extend to the liability of Engineer 
and Engineer’s officers, directors, members, partners, employees, agents, consultants and subcontractors arising out 
of: 

1. the preparation or approval of, or the failure to prepare or approve maps, Drawings, opinions, reports, surveys, 
Change Orders, designs, or Specifications; or 

2. giving directions or instructions, or failing to give them, if that is the primary cause of the injury or damage. 

6.21 Delegation of Professional Design Services 

A. Contractor will not be required to provide professional design services unless such services are specifically required 
by the Contract Documents for a portion of the Work or unless such services are required to carry out Contractor’s 
responsibilities for construction means, methods, techniques, sequences and procedures. Contractor shall not be 
required to provide professional services in violation of applicable law. 

B. If professional design services or certifications by a design professional related to systems, materials or equipment 
are specifically required of Contractor by the Contract Documents, Owner and Engineer will specify all performance 
and design criteria that such services must satisfy. Contractor shall cause such services or certifications to be 
provided by a properly licensed professional, whose signature and seal shall appear on all drawings, calculations, 
specifications, certifications, Shop Drawings and other submittals prepared by such professional. Shop Drawings 
and other submittals related to the Work designed or certified by such professional, if prepared by others, shall bear 
such professional’s written approval when submitted to Engineer. 
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C. Owner and Engineer shall be entitled to rely upon the adequacy, accuracy and completeness of the services, 
certifications or approvals performed by such design professionals, provided Owner and Engineer have specified to 
Contractor all performance and design criteria that such services must satisfy. 

D. Pursuant to this Paragraph 6.21, Engineer’s review and approval of design calculations and design drawings will be 
only for the limited purpose of checking for conformance with performance and design criteria given and the design 
concept expressed in the Contract Documents. Engineer’s review and approval of Shop Drawings and other 
submittals (except design calculations and design drawings) will be only for the purpose stated in Paragraph 
6.17.D.1. 

E. Contractor shall not be responsible for the adequacy of the performance or design criteria required by the Contract 
Documents. 

ARTICLE 7 – OTHER WORK AT THE SITE 

7.01 Related Work at Site 

A. Owner may perform other work related to the Project at the Site with Owner’s employees, or through other direct 
contracts therefor, or have other work performed by utility owners. If such other work is not noted in the Contract 
Documents, then: 

1. written notice thereof will be given to Contractor prior to starting any such other work; and  

2. if Owner and Contractor are unable to agree on entitlement to or on the amount or extent, if any, of any 
adjustment in the Contract Price or Contract Times that should be allowed as a result of such other work, a 
Claim may be made therefor as provided in Paragraph 10.05. 

B. Contractor shall afford each other contractor who is a party to such a direct contract, each utility owner, and Owner, 
if Owner is performing other work with Owner’s employees, proper and safe access to the Site, provide a reasonable 
opportunity for the introduction and storage of materials and equipment and the execution of such other work, and 
properly coordinate the Work with theirs. Contractor shall do all cutting, fitting, and patching of the Work that may 
be required to properly connect or otherwise make its several parts come together and properly integrate with such 
other work. Contractor shall not endanger any work of others by cutting, excavating, or otherwise altering such 
work; provided, however, that Contractor may cut or alter others' work with the written consent of Engineer and the 
others whose work will be affected. The duties and responsibilities of Contractor under this Paragraph are for the 
benefit of such utility owners and other contractors to the extent that there are comparable provisions for the benefit 
of Contractor in said direct contracts between Owner and such utility owners and other contractors. 

C. If the proper execution or results of any part of Contractor’s Work depends upon work performed by others under 
this Article 7, Contractor shall inspect such other work and promptly report to Engineer in writing any delays, 
defects, or deficiencies in such other work that render it unavailable or unsuitable for the proper execution and 
results of Contractor’s Work. Contractor’s failure to so report will constitute an acceptance of such other work as fit 
and proper for integration with Contractor’s Work except for latent defects and deficiencies in such other work. 

7.02 ►Coordination 

A. If Owner intends to contract with others for the performance of other work on the Project at the Site, the following 
will be set forth in Supplementary Conditions: 

1. the individual or entity who will have authority and responsibility for coordination of the activities among the 
various contractors will be identified; 

2. the specific matters to be covered by such authority and responsibility will be itemized; and 

3. the extent of such authority and responsibilities will be provided. 
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B. Unless otherwise provided in the Supplementary Conditions, Owner shall have sole authority and responsibility for 
such coordination. 

7.03 Legal Relationships 

A. Paragraphs 7.01.A and 7.02 are not applicable for utilities not under the control of Owner. 

B. Each other direct contract of Owner under Paragraph 7.01.A shall provide that the other contractor is liable to Owner 
and Contractor for the reasonable direct delay and disruption costs incurred by Contractor as a result of the other 
contractor’s wrongful actions or inactions. 

C. ►Contractor shall be liable to Owner and any other contractor under direct contract to Owner for the reasonable 
direct delay and disruption costs incurred by such other contractor as a result of Contractor’s wrongful action or 
inactions. 

ARTICLE 8 – OWNER’S RESPONSIBILITIES 

8.01 Communications to Contractor 

A. Except as otherwise provided in these General Conditions, Owner shall issue all communications to Contractor 
through Engineer. 

8.02 Replacement of Engineer 

A. In case of termination of the employment of Engineer, Owner shall appoint an engineer to whom Contractor makes 
no reasonable objection, whose status under the Contract Documents shall be that of the former Engineer. 

8.03 Furnish Data 

A. Owner shall promptly furnish the data required of Owner under the Contract Documents. 

8.04 ►Pay When Due 

A. Owner shall make payments to Contractor when they are due as provided in Paragraphs 14.02.C and 14.07.C. 

8.05 Lands and Easements; Reports and Tests 

A. Owner’s duties with respect to providing lands and easements and providing engineering surveys to establish 
reference points are set forth in Paragraphs 4.01 and 4.05. Paragraph 4.02 refers to Owner’s identifying and making 
available to Contractor copies of reports of explorations and tests of subsurface conditions and drawings of physical 
conditions relating to existing surface or subsurface structures at the Site. 

8.06 Insurance 

A. Owner’s responsibilities, if any, with respect to purchasing and maintaining liability and property insurance are set 
forth in Article 5. 

8.07 Change Orders 

A. Owner is obligated to execute Change Orders as indicated in Paragraph 10.03. 

 
►See Supplementary Conditions. 



 

EJCDC C-700 Standard General Conditions of the Construction Contract 
Copyright © 2007 National Society of Professional Engineers for EJCDC.  All rights reserved. 

Page  30  of  50 
 

8.08 Inspections, Tests, and Approvals 

A. Owner’s responsibility with respect to certain inspections, tests, and approvals is set forth in Paragraph 13.03.B. 

8.09 ►Limitations on Owner’s Responsibilities 

A. The Owner shall not supervise, direct, or have control or authority over, nor be responsible for, Contractor’s means, 
methods, techniques, sequences, or procedures of construction, or the safety precautions and programs incident 
thereto, or for any failure of Contractor to comply with Laws and Regulations applicable to the performance of the 
Work. Owner will not be responsible for Contractor’s failure to perform the Work in accordance with the Contract 
Documents. 

8.10 Undisclosed Hazardous Environmental Condition 

A. Owner’s responsibility in respect to an undisclosed Hazardous Environmental Condition is set forth in Paragraph 
4.06. 

8.11 Evidence of Financial Arrangements 

A. Upon request of Contractor, Owner shall furnish Contractor reasonable evidence that financial arrangements have 
been made to satisfy Owner’s obligations under the Contract Documents. 

8.12 Compliance with Safety Program 

A. While at the Site, Owner’s employees and representatives shall comply with the specific applicable requirements of 
Contractor’s safety programs of which Owner has been informed pursuant to Paragraph 6.13.D. 

ARTICLE 9 – ENGINEER’S STATUS DURING CONSTRUCTION 

9.01 Owner’s Representative 

A. Engineer will be Owner’s representative during the construction period. The duties and responsibilities and the 
limitations of authority of Engineer as Owner’s representative during construction are set forth in the Contract 
Documents. 

9.02 Visits to Site 

A. Engineer will make visits to the Site at intervals appropriate to the various stages of construction as Engineer deems 
necessary in order to observe as an experienced and qualified design professional the progress that has been made 
and the quality of the various aspects of Contractor’s executed Work. Based on information obtained during such 
visits and observations, Engineer, for the benefit of Owner, will determine, in general, if the Work is proceeding in 
accordance with the Contract Documents. Engineer will not be required to make exhaustive or continuous 
inspections on the Site to check the quality or quantity of the Work. Engineer’s efforts will be directed toward 
providing for Owner a greater degree of confidence that the completed Work will conform generally to the Contract 
Documents. On the basis of such visits and observations, Engineer will keep Owner informed of the progress of the 
Work and will endeavor to guard Owner against defective Work. 

B. Engineer’s visits and observations are subject to all the limitations on Engineer’s authority and responsibility set 
forth in Paragraph 9.09. Particularly, but without limitation, during or as a result of Engineer’s visits or observations 
of Contractor’s Work, Engineer will not supervise, direct, control, or have authority over or be responsible for 
Contractor’s means, methods, techniques, sequences, or procedures of construction, or the safety precautions and 
programs incident thereto, or for any failure of Contractor to comply with Laws and Regulations applicable to the 
performance of the Work. 
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9.03 ►Project Representative 

A. If Owner and Engineer agree, Engineer will furnish a Resident Project Representative to assist Engineer in providing 
more extensive observation of the Work. The authority and responsibilities of any such Resident Project 
Representative and assistants will be as provided in the Supplementary Conditions, and limitations on the 
responsibilities thereof will be as provided in Paragraph 9.09. If Owner designates another representative or agent to 
represent Owner at the Site who is not Engineer’s consultant, agent or employee, the responsibilities and authority 
and limitations thereon of such other individual or entity will be as provided in the Supplementary Conditions. 

9.04 ►Authorized Variations in Work 

A. Engineer may authorize minor variations in the Work from the requirements of the Contract Documents which do 
not involve an adjustment in the Contract Price or the Contract Times and are compatible with the design concept of 
the completed Project as a functioning whole as indicated by the Contract Documents. These may be accomplished 
by a Field Order and will be binding on Owner and also on Contractor, who shall perform the Work involved 
promptly. If Owner or Contractor believes that a Field Order justifies an adjustment in the Contract Price or Contract 
Times, or both, and the parties are unable to agree on entitlement to or on the amount or extent, if any, of any such 
adjustment, a Claim may be made therefor as provided in Paragraph 10.05. 

9.05 Rejecting Defective Work 

A. Engineer will have authority to reject Work which Engineer believes to be defective, or that Engineer believes will 
not produce a completed Project that conforms to the Contract Documents or that will prejudice the integrity of the 
design concept of the completed Project as a functioning whole as indicated by the Contract Documents. Engineer 
will also have authority to require special inspection or testing of the Work as provided in Paragraph 13.04, whether 
or not the Work is fabricated, installed, or completed. 

9.06 Shop Drawings, Change Orders and Payments 

A. In connection with Engineer’s authority, and limitations thereof, as to Shop Drawings and Samples, see Paragraph 
6.17. 

B. In connection with Engineer’s authority, and limitations thereof, as to design calculations and design drawings 
submitted in response to a delegation of professional design services, if any, see Paragraph 6.21. 

C. In connection with Engineer’s authority as to Change Orders, see Articles 10, 11, and 12. 

D. In connection with Engineer’s authority as to Applications for Payment, see Article 14. 

9.07 Determinations for Unit Price Work 

A. Engineer will determine the actual quantities and classifications of Unit Price Work performed by Contractor. 
Engineer will review with Contractor the Engineer’s preliminary determinations on such matters before rendering a 
written decision thereon (by recommendation of an Application for Payment or otherwise). Engineer’s written 
decision thereon will be final and binding (except as modified by Engineer to reflect changed factual conditions or 
more accurate data) upon Owner and Contractor, subject to the provisions of Paragraph 10.05. 

9.08 Decisions on Requirements of Contract Documents and Acceptability of Work 

A. Engineer will be the initial interpreter of the requirements of the Contract Documents and judge of the acceptability 
of the Work thereunder. All matters in question and other matters between Owner and Contractor arising prior to the 
date final payment is due relating to the acceptability of the Work, and the interpretation of the requirements of the 
Contract Documents pertaining to the performance of the Work, will be referred initially to Engineer in writing 
within 30 days of the event giving rise to the question.  

 
►See Supplementary Conditions. 
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B. Engineer will, with reasonable promptness, render a written decision on the issue referred. If Owner or Contractor 
believes that any such decision entitles them to an adjustment in the Contract Price or Contract Times or both, a 
Claim may be made under Paragraph 10.05. The date of Engineer’s decision shall be the date of the event giving rise 
to the issues referenced for the purposes of Paragraph 10.05.B. 

C. Engineer’s written decision on the issue referred will be final and binding on Owner and Contractor, subject to the 
provisions of Paragraph 10.05. 

D. When functioning as interpreter and judge under this Paragraph 9.08, Engineer will not show partiality to Owner or 
Contractor and will not be liable in connection with any interpretation or decision rendered in good faith in such 
capacity. 

9.09 Limitations on Engineer’s Authority and Responsibilities 

A. Neither Engineer’s authority or responsibility under this Article 9 or under any other provision of the Contract 
Documents nor any decision made by Engineer in good faith either to exercise or not exercise such authority or 
responsibility or the undertaking, exercise, or performance of any authority or responsibility by Engineer shall 
create, impose, or give rise to any duty in contract, tort, or otherwise owed by Engineer to Contractor, any 
Subcontractor, any Supplier, any other individual or entity, or to any surety for or employee or agent of any of them. 

B. Engineer will not supervise, direct, control, or have authority over or be responsible for Contractor’s means, 
methods, techniques, sequences, or procedures of construction, or the safety precautions and programs incident 
thereto, or for any failure of Contractor to comply with Laws and Regulations applicable to the performance of the 
Work. Engineer will not be responsible for Contractor’s failure to perform the Work in accordance with the Contract 
Documents. 

C. Engineer will not be responsible for the acts or omissions of Contractor or of any Subcontractor, any Supplier, or of 
any other individual or entity performing any of the Work. 

D. Engineer’s review of the final Application for Payment and accompanying documentation and all maintenance and 
operating instructions, schedules, guarantees, bonds, certificates of inspection, tests and approvals, and other 
documentation required to be delivered by Paragraph 14.07.A will only be to determine generally that their content 
complies with the requirements of, and in the case of certificates of inspections, tests, and approvals that the results 
certified indicate compliance with, the Contract Documents. 

E. The limitations upon authority and responsibility set forth in this Paragraph 9.09 shall also apply to the Resident 
Project Representative, if any, and assistants, if any. 

9.10 Compliance with Safety Program 

A. While at the Site, Engineer’s employees and representatives shall comply with the specific applicable requirements 
of Contractor’s safety programs of which Engineer has been informed pursuant to Paragraph 6.13.D.   

ARTICLE 10 – CHANGES IN THE WORK; CLAIMS 

10.01 ►Authorized Changes in the Work 

A. Without invalidating the Contract and without notice to any surety, Owner may, at any time or from time to time, 
order additions, deletions, or revisions in the Work by a Change Order, or a Work Change Directive. Upon receipt of 
any such document, Contractor shall promptly proceed with the Work involved which will be performed under the 
applicable conditions of the Contract Documents (except as otherwise specifically provided). 

B. If Owner and Contractor are unable to agree on entitlement to, or on the amount or extent, if any, of an adjustment in 
the Contract Price or Contract Times, or both, that should be allowed as a result of a Work Change Directive, a 
Claim may be made therefor as provided in Paragraph 10.05. 
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10.02 Unauthorized Changes in the Work 

A. Contractor shall not be entitled to an increase in the Contract Price or an extension of the Contract Times with 
respect to any work performed that is not required by the Contract Documents as amended, modified, or 
supplemented as provided in Paragraph 3.04, except in the case of an emergency as provided in Paragraph 6.16 or in 
the case of uncovering Work as provided in Paragraph 13.04.D. 

10.03 Execution of Change Orders 

A. Owner and Contractor shall execute appropriate Change Orders recommended by Engineer covering: 

1. changes in the Work which are:  (i) ordered by Owner pursuant to Paragraph 10.01.A, (ii) required because of 
acceptance of defective Work under Paragraph 13.08.A or Owner’s correction of defective Work under 
Paragraph 13.09, or (iii) agreed to by the parties; 

2. changes in the Contract Price or Contract Times which are agreed to by the parties, including any undisputed 
sum or amount of time for Work actually performed in accordance with a Work Change Directive; and 

3. changes in the Contract Price or Contract Times which embody the substance of any written decision rendered 
by Engineer pursuant to Paragraph 10.05; provided that, in lieu of executing any such Change Order, an appeal 
may be taken from any such decision in accordance with the provisions of the Contract Documents and 
applicable Laws and Regulations, but during any such appeal, Contractor shall carry on the Work and adhere to 
the Progress Schedule as provided in Paragraph 6.18.A. 

10.04 Notification to Surety 

A. If the provisions of any bond require notice to be given to a surety of any change affecting the general scope of the 
Work or the provisions of the Contract Documents (including, but not limited to, Contract Price or Contract Times), 
the giving of any such notice will be Contractor’s responsibility. The amount of each applicable bond will be 
adjusted to reflect the effect of any such change. 

10.05 ►Claims 

A. Engineer’s Decision Required:  All Claims, except those waived pursuant to Paragraph 14.09, shall be referred to the 
Engineer for decision. A decision by Engineer shall be required as a condition precedent to any exercise by Owner 
or Contractor of any rights or remedies either may otherwise have under the Contract Documents or by Laws and 
Regulations in respect of such Claims. 

B. Notice: Written notice stating the general nature of each Claim shall be delivered by the claimant to Engineer and the 
other party to the Contract promptly (but in no event later than 30 days) after the start of the event giving rise 
thereto. The responsibility to substantiate a Claim shall rest with the party making the Claim. Notice of the amount 
or extent of the Claim, with supporting data shall be delivered to the Engineer and the other party to the Contract 
within 60 days after the start of such event (unless Engineer allows additional time for claimant to submit additional 
or more accurate data in support of such Claim). A Claim for an adjustment in Contract Price shall be prepared in 
accordance with the provisions of Paragraph 12.01.B. A Claim for an adjustment in Contract Times shall be 
prepared in accordance with the provisions of Paragraph 12.02.B. Each Claim shall be accompanied by claimant’s 
written statement that the adjustment claimed is the entire adjustment to which the claimant believes it is entitled as a 
result of said event. The opposing party shall submit any response to Engineer and the claimant within 30 days after 
receipt of the claimant’s last submittal (unless Engineer allows additional time). 

C. Engineer’s Action:  Engineer will review each Claim and, within 30 days after receipt of the last submittal of the 
claimant or the last submittal of the opposing party, if any, take one of the following actions in writing: 

1. deny the Claim in whole or in part; 

2. approve the Claim; or 
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3. notify the parties that the Engineer is unable to resolve the Claim if, in the Engineer’s sole discretion, it would 
be inappropriate for the Engineer to do so. For purposes of further resolution of the Claim, such notice shall be 
deemed a denial. 

D. In the event that Engineer does not take action on a Claim within said 30 days, the Claim shall be deemed denied. 

E. Engineer’s written action under Paragraph 10.05.C or denial pursuant to Paragraphs 10.05.C.3 or 10.05.D will be 
final and binding upon Owner and Contractor, unless Owner or Contractor invoke the dispute resolution procedure 
set forth in Article 16 within 30 days of such action or denial. 

F. No Claim for an adjustment in Contract Price or Contract Times will be valid if not submitted in accordance with 
this Paragraph 10.05. 

ARTICLE 11 – COST OF THE WORK; ALLOWANCES; UNIT PRICE WORK 

11.01 Cost of the Work 

A. Costs Included:  The term Cost of the Work means the sum of all costs, except those excluded in Paragraph 11.01.B, 
necessarily incurred and paid by Contractor in the proper performance of the Work. When the value of any Work 
covered by a Change Order or when a Claim for an adjustment in Contract Price is determined on the basis of Cost 
of the Work, the costs to be reimbursed to Contractor will be only those additional or incremental costs required 
because of the change in the Work or because of the event giving rise to the Claim. Except as otherwise may be 
agreed to in writing by Owner, such costs shall be in amounts no higher than those prevailing in the locality of the 
Project, shall not include any of the costs itemized in Paragraph 11.01.B, and shall include only the following items: 

1. ►Payroll costs for employees in the direct employ of Contractor in the performance of the Work under 
schedules of job classifications agreed upon by Owner and Contractor. Such employees shall include, without 
limitation, superintendents, foremen, and other personnel employed full time on the Work. Payroll costs for 
employees not employed full time on the Work shall be apportioned on the basis of their time spent on the 
Work. Payroll costs shall include, but not be limited to, salaries and wages plus the cost of fringe benefits, 
which shall include social security contributions, unemployment, excise, and payroll taxes, workers’ 
compensation, health and retirement benefits, bonuses, sick leave, vacation and holiday pay applicable thereto. 
The expenses of performing Work outside of regular working hours, on Saturday, Sunday, or legal holidays, 
shall be included in the above to the extent authorized by Owner. 

2. ►Cost of all materials and equipment furnished and incorporated in the Work, including costs of transportation 
and storage thereof, and Suppliers’ field services required in connection therewith. All cash discounts shall 
accrue to Contractor unless Owner deposits funds with Contractor with which to make payments, in which case 
the cash discounts shall accrue to Owner. All trade discounts, rebates and refunds and returns from sale of 
surplus materials and equipment shall accrue to Owner, and Contractor shall make provisions so that they may 
be obtained. 

3. Payments made by Contractor to Subcontractors for Work performed by Subcontractors. If required by Owner, 
Contractor shall obtain competitive bids from subcontractors acceptable to Owner and Contractor and shall 
deliver such bids to Owner, who will then determine, with the advice of Engineer, which bids, if any, will be 
acceptable. If any subcontract provides that the Subcontractor is to be paid on the basis of Cost of the Work plus 
a fee, the Subcontractor’s Cost of the Work and fee shall be determined in the same manner as Contractor’s 
Cost of the Work and fee as provided in this Paragraph 11.01. 

4. ►Costs of special consultants (including but not limited to engineers, architects, testing laboratories, surveyors, 
attorneys, and accountants) employed for services specifically related to the Work. 

 
►See Supplementary Conditions. 
►See Supplementary Conditions. 
►See Supplementary Conditions. 
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5. Supplemental costs including the following: 

a. The proportion of necessary transportation, travel, and subsistence expenses of Contractor’s employees 
incurred in discharge of duties connected with the Work. 

b. Cost, including transportation and maintenance, of all materials, supplies, equipment, machinery, 
appliances, office, and temporary facilities at the Site, and hand tools not owned by the workers, which are 
consumed in the performance of the Work, and cost, less market value, of such items used but not 
consumed which remain the property of Contractor. 

c. ►Rentals of all construction equipment and machinery, and the parts thereof whether rented from 
Contractor or others in accordance with rental agreements approved by Owner with the advice of Engineer, 
and the costs of transportation, loading, unloading, assembly, dismantling, and removal thereof. All such 
costs shall be in accordance with the terms of said rental agreements. The rental of any such equipment, 
machinery, or parts shall cease when the use thereof is no longer necessary for the Work. 

d. Sales, consumer, use, and other similar taxes related to the Work, and for which Contractor is liable, as 
imposed by Laws and Regulations. 

e. Deposits lost for causes other than negligence of Contractor, any Subcontractor, or anyone directly or 
indirectly employed by any of them or for whose acts any of them may be liable, and royalty payments and 
fees for permits and licenses. 

f. Losses and damages (and related expenses) caused by damage to the Work, not compensated by insurance 
or otherwise, sustained by Contractor in connection with the performance of the Work (except losses and 
damages within the deductible amounts of property insurance established in accordance with Paragraph 
5.06.D), provided such losses and damages have resulted from causes other than the negligence of 
Contractor, any Subcontractor, or anyone directly or indirectly employed by any of them or for whose acts 
any of them may be liable. Such losses shall include settlements made with the written consent and 
approval of Owner. No such losses, damages, and expenses shall be included in the Cost of the Work for 
the purpose of determining Contractor’s fee. 

g. The cost of utilities, fuel, and sanitary facilities at the Site. 

h. Minor expenses such as telegrams, long distance telephone calls, telephone service at the Site, express and 
courier services, and similar petty cash items in connection with the Work. 

i. ►The costs of premiums for all bonds and insurance Contractor is required by the Contract Documents to 
purchase and maintain. 

B. ►Costs Excluded: The term Cost of the Work shall not include any of the following items: 

1. Payroll costs and other compensation of Contractor’s officers, executives, principals (of partnerships and sole 
proprietorships), general managers, safety managers, engineers, architects, estimators, attorneys, auditors, 
accountants, purchasing and contracting agents, expediters, timekeepers, clerks, and other personnel employed 
by Contractor, whether at the Site or in Contractor’s principal or branch office for general administration of the 
Work and not specifically included in the agreed upon schedule of job classifications referred to in Paragraph 
11.01.A.1 or specifically covered by Paragraph 11.01.A.4, all of which are to be considered administrative costs 
covered by the Contractor’s fee. 

2. Expenses of Contractor’s principal and branch offices other than Contractor’s office at the Site. 

 
►See Supplementary Conditions. 
►See Supplementary Conditions. 
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EJCDC C-700 Standard General Conditions of the Construction Contract 
Copyright © 2007 National Society of Professional Engineers for EJCDC.  All rights reserved. 

Page  36  of  50 
 

3. Any part of Contractor’s capital expenses, including interest on Contractor’s capital employed for the Work and 
charges against Contractor for delinquent payments. 

4. Costs due to the negligence of Contractor, any Subcontractor, or anyone directly or indirectly employed by any 
of them or for whose acts any of them may be liable, including but not limited to, the correction of defective 
Work, disposal of materials or equipment wrongly supplied, and making good any damage to property. 

5. Other overhead or general expense costs of any kind and the costs of any item not specifically and expressly 
included in Paragraphs 11.01.A. 

C. Contractor’s Fee:  When all the Work is performed on the basis of cost-plus, Contractor’s fee shall be determined as 
set forth in the Agreement. When the value of any Work covered by a Change Order or when a Claim for an 
adjustment in Contract Price is determined on the basis of Cost of the Work, Contractor’s fee shall be determined as 
set forth in Paragraph 12.01.C. 

D. ►Documentation:  Whenever the Cost of the Work for any purpose is to be determined pursuant to Paragraphs 
11.01.A and 11.01.B, Contractor will establish and maintain records thereof in accordance with generally accepted 
accounting practices and submit in a form acceptable to Engineer an itemized cost breakdown together with 
supporting data. 

11.02 ►Allowances 

A. It is understood that Contractor has included in the Contract Price all allowances so named in the Contract 
Documents and shall cause the Work so covered to be performed for such sums and by such persons or entities as 
may be acceptable to Owner and Engineer. 

B. Cash Allowances: 

1. Contractor agrees that: 

a. the cash allowances include the cost to Contractor (less any applicable trade discounts) of materials and 
equipment required by the allowances to be delivered at the Site, and all applicable taxes; and 

b. Contractor’s costs for unloading and handling on the Site, labor, installation, overhead, profit, and other 
expenses contemplated for the cash allowances have been included in the Contract Price and not in the 
allowances, and no demand for additional payment on account of any of the foregoing will be valid. 

C. Contingency Allowance: 

1. Contractor agrees that a contingency allowance, if any, is for the sole use of Owner to cover unanticipated costs. 

D. Prior to final payment, an appropriate Change Order will be issued as recommended by Engineer to reflect actual 
amounts due Contractor on account of Work covered by allowances, and the Contract Price shall be correspondingly 
adjusted. 

11.03 Unit Price Work 

A. Where the Contract Documents provide that all or part of the Work is to be Unit Price Work, initially the Contract 
Price will be deemed to include for all Unit Price Work an amount equal to the sum of the unit price for each 
separately identified item of Unit Price Work times the estimated quantity of each item as indicated in the 
Agreement. 

 
►See Supplementary Conditions. 
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B. The estimated quantities of items of Unit Price Work are not guaranteed and are solely for the purpose of 
comparison of Bids and determining an initial Contract Price. Determinations of the actual quantities and 
classifications of Unit Price Work performed by Contractor will be made by Engineer subject to the provisions of 
Paragraph 9.07. 

C. Each unit price will be deemed to include an amount considered by Contractor to be adequate to cover Contractor’s 
overhead and profit for each separately identified item. 

D. ►Owner or Contractor may make a Claim for an adjustment in the Contract Price in accordance with 
Paragraph 10.05 if: 

1. the quantity of any item of Unit Price Work performed by Contractor differs materially and significantly from 
the estimated quantity of such item indicated in the Agreement; and  

2. there is no corresponding adjustment with respect to any other item of Work; and 

3. Contractor believes that Contractor is entitled to an increase in Contract Price as a result of having incurred 
additional expense or Owner believes that Owner is entitled to a decrease in Contract Price and the parties are 
unable to agree as to the amount of any such increase or decrease. 

ARTICLE 12 – CHANGE OF CONTRACT PRICE; CHANGE OF CONTRACT TIMES 

12.01 Change of Contract Price 

A. The Contract Price may only be changed by a Change Order. Any Claim for an adjustment in the Contract Price 
shall be based on written notice submitted by the party making the Claim to the Engineer and the other party to the 
Contract in accordance with the provisions of Paragraph 10.05. 

B. The value of any Work covered by a Change Order or of any Claim for an adjustment in the Contract Price will be 
determined as follows: 

1. where the Work involved is covered by unit prices contained in the Contract Documents, by application of such 
unit prices to the quantities of the items involved (subject to the provisions of Paragraph 11.03); or 

2. where the Work involved is not covered by unit prices contained in the Contract Documents, by a mutually 
agreed lump sum (which may include an allowance for overhead and profit not necessarily in accordance with 
Paragraph 12.01.C.2); or 

3. where the Work involved is not covered by unit prices contained in the Contract Documents and agreement to a 
lump sum is not reached under Paragraph 12.01.B.2, on the basis of the Cost of the Work (determined as 
provided in Paragraph 11.01) plus a Contractor’s fee for overhead and profit (determined as provided in 
Paragraph 12.01.C). 

C. ►Contractor’s Fee:  The Contractor’s fee for overhead and profit shall be determined as follows: 

1. a mutually acceptable fixed fee; or  

2. if a fixed fee is not agreed upon, then a fee based on the following percentages of the various portions of the 
Cost of the Work: 

a. for costs incurred under Paragraphs 11.01.A.1 and 11.01.A.2, the Contractor’s fee shall be 15 percent; 

b. for costs incurred under Paragraph 11.01.A.3, the Contractor’s fee shall be five percent;  
 

►See Supplementary Conditions. 
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c. where one or more tiers of subcontracts are on the basis of Cost of the Work plus a fee and no fixed fee is 
agreed upon, the intent of Paragraphs 12.01.C.2.a and 12.01.C.2.b is that the Subcontractor who actually 
performs the Work, at whatever tier, will be paid a fee of 15 percent of the costs incurred by such 
Subcontractor under Paragraphs 11.01.A.1 and 11.01.A.2 and that any higher tier Subcontractor and 
Contractor will each be paid a fee of five percent of the amount paid to the next lower tier Subcontractor; 

d. no fee shall be payable on the basis of costs itemized under Paragraphs 11.01.A.4, 11.01.A.5, and 11.01.B;  

e. the amount of credit to be allowed by Contractor to Owner for any change which results in a net decrease in 
cost will be the amount of the actual net decrease in cost plus a deduction in Contractor’s fee by an amount 
equal to five percent of such net decrease; and  

f. when both additions and credits are involved in any one change, the adjustment in Contractor’s fee shall be 
computed on the basis of the net change in accordance with Paragraphs 12.01.C.2.a through 12.01.C.2.e, 
inclusive. 

12.02 Change of Contract Times 

A. ►The Contract Times may only be changed by a Change Order. Any Claim for an adjustment in the Contract Times 
shall be based on written notice submitted by the party making the Claim to the Engineer and the other party to the 
Contract in accordance with the provisions of Paragraph 10.05. 

B. Any adjustment of the Contract Times covered by a Change Order or any Claim for an adjustment in the Contract 
Times will be determined in accordance with the provisions of this Article 12. 

12.03 ►Delays 

A. Where Contractor is prevented from completing any part of the Work within the Contract Times due to delay 
beyond the control of Contractor, the Contract Times will be extended in an amount equal to the time lost due to 
such delay if a Claim is made therefor as provided in Paragraph 12.02.A. Delays beyond the control of Contractor 
shall include, but not be limited to, acts or neglect by Owner, acts or neglect of utility owners or other contractors 
performing other work as contemplated by Article 7, fires, floods, epidemics, abnormal weather conditions, or acts 
of God. 

B. If Owner, Engineer, or other contractors or utility owners performing other work for Owner as contemplated by 
Article 7, or anyone for whom Owner is responsible, delays, disrupts, or interferes with the performance or progress 
of the Work, then Contractor shall be entitled to an equitable adjustment in the Contract Price or the Contract Times, 
or both. Contractor’s entitlement to an adjustment of the Contract Times is conditioned on such adjustment being 
essential to Contractor’s ability to complete the Work within the Contract Times. 

C. If Contractor is delayed in the performance or progress of the Work by fire, flood, epidemic, abnormal weather 
conditions, acts of God, acts or failures to act of utility owners not under the control of Owner, or other causes not 
the fault of and beyond control of Owner and Contractor, then Contractor shall be entitled to an equitable adjustment 
in Contract Times, if such adjustment is essential to Contractor’s ability to complete the Work within the Contract 
Times. Such an adjustment shall be Contractor’s sole and exclusive remedy for the delays described in this 
Paragraph 12.03.C. 

D. Owner, Engineer, and their officers, directors, members, partners, employees, agents, consultants, or subcontractors 
shall not be liable to Contractor for any claims, costs, losses, or damages (including but not limited to all fees and 
charges of engineers, architects, attorneys, and other professionals and all court or arbitration or other dispute 
resolution costs) sustained by Contractor on or in connection with any other project or anticipated project. 

E. Contractor shall not be entitled to an adjustment in Contract Price or Contract Times for delays within the control of 
Contractor. Delays attributable to and within the control of a Subcontractor or Supplier shall be deemed to be delays 
within the control of Contractor. 
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ARTICLE 13 – TESTS AND INSPECTIONS; CORRECTION, REMOVAL OR ACCEPTANCE OF DEFECTIVE 
WORK 
 
13.01 Notice of Defects 

A. Prompt notice of all defective Work of which Owner or Engineer has actual knowledge will be given to Contractor. 
Defective Work may be rejected, corrected, or accepted as provided in this Article 13. 

13.02 Access to Work 

A. Owner, Engineer, their consultants and other representatives and personnel of Owner, independent testing 
laboratories, and governmental agencies with jurisdictional interests will have access to the Site and the Work at 
reasonable times for their observation, inspection, and testing. Contractor shall provide them proper and safe 
conditions for such access and advise them of Contractor’s safety procedures and programs so that they may comply 
therewith as applicable. 

13.03 Tests and Inspections 

A. Contractor shall give Engineer timely notice of readiness of the Work for all required inspections, tests, or approvals 
and shall cooperate with inspection and testing personnel to facilitate required inspections or tests. 

B. Owner shall employ and pay for the services of an independent testing laboratory to perform all inspections, tests, or 
approvals required by the Contract Documents except: 

1. for inspections, tests, or approvals covered by Paragraphs 13.03.C and 13.03.D below; 

2. that costs incurred in connection with tests or inspections conducted pursuant to Paragraph 13.04.B shall be paid 
as provided in Paragraph 13.04.C; and 

3. as otherwise specifically provided in the Contract Documents. 

C. If Laws or Regulations of any public body having jurisdiction require any Work (or part thereof) specifically to be 
inspected, tested, or approved by an employee or other representative of such public body, Contractor shall assume 
full responsibility for arranging and obtaining such inspections, tests, or approvals, pay all costs in connection 
therewith, and furnish Engineer the required certificates of inspection or approval. 

D. Contractor shall be responsible for arranging and obtaining and shall pay all costs in connection with any 
inspections, tests, or approvals required for Owner’s and Engineer’s acceptance of materials or equipment to be 
incorporated in the Work; or acceptance of materials, mix designs, or equipment submitted for approval prior to 
Contractor’s purchase thereof for incorporation in the Work. Such inspections, tests, or approvals shall be performed 
by organizations acceptable to Owner and Engineer. 

E. If any Work (or the work of others) that is to be inspected, tested, or approved is covered by Contractor without 
written concurrence of Engineer, Contractor shall, if requested by Engineer, uncover such Work for observation. 

F. Uncovering Work as provided in Paragraph 13.03.E shall be at Contractor’s expense unless Contractor has given 
Engineer timely notice of Contractor’s intention to cover the same and Engineer has not acted with reasonable 
promptness in response to such notice. 

13.04 Uncovering Work 

A. If any Work is covered contrary to the written request of Engineer, it must, if requested by Engineer, be uncovered 
for Engineer’s observation and replaced at Contractor’s expense. 

B. If Engineer considers it necessary or advisable that covered Work be observed by Engineer or inspected or tested by 
others, Contractor, at Engineer’s request, shall uncover, expose, or otherwise make available for observation, 
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inspection, or testing as Engineer may require, that portion of the Work in question, furnishing all necessary labor, 
material, and equipment. 

C. If it is found that the uncovered Work is defective, Contractor shall pay all claims, costs, losses, and damages 
(including but not limited to all fees and charges of engineers, architects, attorneys, and other professionals and all 
court or arbitration or other dispute resolution costs) arising out of or relating to such uncovering, exposure, 
observation, inspection, and testing, and of satisfactory replacement or reconstruction (including but not limited to 
all costs of repair or replacement of work of others); and Owner shall be entitled to an appropriate decrease in the 
Contract Price. If the parties are unable to agree as to the amount thereof, Owner may make a Claim therefor as 
provided in Paragraph 10.05. 

D. If the uncovered Work is not found to be defective, Contractor shall be allowed an increase in the Contract Price or 
an extension of the Contract Times, or both, directly attributable to such uncovering, exposure, observation, 
inspection, testing, replacement, and reconstruction. If the parties are unable to agree as to the amount or extent 
thereof, Contractor may make a Claim therefor as provided in Paragraph 10.05. 

13.05 Owner May Stop the Work 

A. If the Work is defective, or Contractor fails to supply sufficient skilled workers or suitable materials or equipment, or 
fails to perform the Work in such a way that the completed Work will conform to the Contract Documents, Owner 
may order Contractor to stop the Work, or any portion thereof, until the cause for such order has been eliminated; 
however, this right of Owner to stop the Work shall not give rise to any duty on the part of Owner to exercise this 
right for the benefit of Contractor, any Subcontractor, any Supplier, any other individual or entity, or any surety for, 
or employee or agent of any of them. 

13.06 Correction or Removal of Defective Work 

A. Promptly after receipt of written notice, Contractor shall correct all defective Work, whether or not fabricated, 
installed, or completed, or, if the Work has been rejected by Engineer, remove it from the Project and replace it with 
Work that is not defective. Contractor shall pay all claims, costs, losses, and damages (including but not limited to 
all fees and charges of engineers, architects, attorneys, and other professionals and all court or arbitration or other 
dispute resolution costs) arising out of or relating to such correction or removal (including but not limited to all costs 
of repair or replacement of work of others). 

B. When correcting defective Work under the terms of this Paragraph 13.06 or Paragraph 13.07, Contractor shall take 
no action that would void or otherwise impair Owner’s special warranty and guarantee, if any, on said Work. 

13.07 ►Correction Period 

A. If within one year after the date of Substantial Completion (or such longer period of time as may be prescribed by 
the terms of any applicable special guarantee required by the Contract Documents) or by any specific provision of 
the Contract Documents, any Work is found to be defective, or if the repair of any damages to the land or areas made 
available for Contractor’s use by Owner or permitted by Laws and Regulations as contemplated in Paragraph 6.11.A 
is found to be defective, Contractor shall promptly, without cost to Owner and in accordance with Owner’s written 
instructions: 

1. repair such defective land or areas; or  

2. correct such defective Work; or 

3. if the defective Work has been rejected by Owner, remove it from the Project and replace it with Work that is 
not defective, and  

4. satisfactorily correct or repair or remove and replace any damage to other Work, to the work of others or other 
land or areas resulting therefrom. 
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B. If Contractor does not promptly comply with the terms of Owner’s written instructions, or in an emergency where 
delay would cause serious risk of loss or damage, Owner may have the defective Work corrected or repaired or may 
have the rejected Work removed and replaced. All claims, costs, losses, and damages (including but not limited to all 
fees and charges of engineers, architects, attorneys, and other professionals and all court or arbitration or other 
dispute resolution costs) arising out of or relating to such correction or repair or such removal and replacement 
(including but not limited to all costs of repair or replacement of work of others) will be paid by Contractor. 

C. In special circumstances where a particular item of equipment is placed in continuous service before Substantial 
Completion of all the Work, the correction period for that item may start to run from an earlier date if so provided in 
the Specifications. 

D. Where defective Work (and damage to other Work resulting therefrom) has been corrected or removed and replaced 
under this Paragraph 13.07, the correction period hereunder with respect to such Work will be extended for an 
additional period of one year after such correction or removal and replacement has been satisfactorily completed. 

E. Contractor’s obligations under this Paragraph 13.07 are in addition to any other obligation or warranty. The 
provisions of this Paragraph 13.07 shall not be construed as a substitute for, or a waiver of, the provisions of any 
applicable statute of limitation or repose. 

13.08 Acceptance of Defective Work 

A. If, instead of requiring correction or removal and replacement of defective Work, Owner (and, prior to Engineer’s 
recommendation of final payment, Engineer) prefers to accept it, Owner may do so. Contractor shall pay all claims, 
costs, losses, and damages (including but not limited to all fees and charges of engineers, architects, attorneys, and 
other professionals and all court or arbitration or other dispute resolution costs) attributable to Owner’s evaluation of 
and determination to accept such defective Work (such costs to be approved by Engineer as to reasonableness) and 
for the diminished value of the Work to the extent not otherwise paid by Contractor pursuant to this sentence. If any 
such acceptance occurs prior to Engineer’s recommendation of final payment, a Change Order will be issued 
incorporating the necessary revisions in the Contract Documents with respect to the Work, and Owner shall be 
entitled to an appropriate decrease in the Contract Price, reflecting the diminished value of Work so accepted. If the 
parties are unable to agree as to the amount thereof, Owner may make a Claim therefor as provided in Paragraph 
10.05. If the acceptance occurs after such recommendation, an appropriate amount will be paid by Contractor to 
Owner. 

13.09 ►Owner May Correct Defective Work 

A. If Contractor fails within a reasonable time after written notice from Engineer to correct defective Work, or to 
remove and replace rejected Work as required by Engineer in accordance with Paragraph 13.06.A, or if Contractor 
fails to perform the Work in accordance with the Contract Documents, or if Contractor fails to comply with any 
other provision of the Contract Documents, Owner may, after seven days written notice to Contractor, correct, or 
remedy any such deficiency. 

B. In exercising the rights and remedies under this Paragraph 13.09, Owner shall proceed expeditiously. In connection 
with such corrective or remedial action, Owner may exclude Contractor from all or part of the Site, take possession 
of all or part of the Work and suspend Contractor’s services related thereto, take possession of Contractor’s tools, 
appliances, construction equipment and machinery at the Site, and incorporate in the Work all materials and 
equipment stored at the Site or for which Owner has paid Contractor but which are stored elsewhere. Contractor 
shall allow Owner, Owner’s representatives, agents and employees, Owner’s other contractors, and Engineer and 
Engineer’s consultants access to the Site to enable Owner to exercise the rights and remedies under this Paragraph. 

C. All claims, costs, losses, and damages (including but not limited to all fees and charges of engineers, architects, 
attorneys, and other professionals and all court or arbitration or other dispute resolution costs) incurred or sustained 
by Owner in exercising the rights and remedies under this Paragraph 13.09 will be charged against Contractor, and a 
Change Order will be issued incorporating the necessary revisions in the Contract Documents with respect to the 
Work; and Owner shall be entitled to an appropriate decrease in the Contract Price. If the parties are unable to agree 
as to the amount of the adjustment, Owner may make a Claim therefor as provided in Paragraph 10.05. Such claims, 
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costs, losses and damages will include but not be limited to all costs of repair, or replacement of work of others 
destroyed or damaged by correction, removal, or replacement of Contractor’s defective Work. 

D. Contractor shall not be allowed an extension of the Contract Times because of any delay in the performance of the 
Work attributable to the exercise by Owner of Owner’s rights and remedies under this Paragraph 13.09. 

ARTICLE 14 – PAYMENTS TO CONTRACTOR AND COMPLETION 

14.01 ►Schedule of Values 

A. The Schedule of Values established as provided in Paragraph 2.07.A will serve as the basis for progress payments 
and will be incorporated into a form of Application for Payment acceptable to Engineer. Progress payments on 
account of Unit Price Work will be based on the number of units completed. 

14.02 Progress Payment 

A. Applications for Payments: 

1. ►At least 20 days before the date established in the Agreement for each progress payment (but not more often 
than once a month), Contractor shall submit to Engineer for review an Application for Payment filled out and 
signed by Contractor covering the Work completed as of the date of the Application and accompanied by such 
supporting documentation as is required by the Contract Documents. If payment is requested on the basis of 
materials and equipment not incorporated in the Work but delivered and suitably stored at the Site or at another 
location agreed to in writing, the Application for Payment shall also be accompanied by a bill of sale, invoice, 
or other documentation warranting that Owner has received the materials and equipment free and clear of all 
Liens and evidence that the materials and equipment are covered by appropriate property insurance or other 
arrangements to protect Owner’s interest therein, all of which must be satisfactory to Owner. 

2. Beginning with the second Application for Payment, each Application shall include an affidavit of Contractor 
stating that all previous progress payments received on account of the Work have been applied on account to 
discharge Contractor’s legitimate obligations associated with prior Applications for Payment. 

3. ►The amount of retainage with respect to progress payments will be as stipulated in the Agreement. 

B. ►Review of Applications: 

1. Engineer will, within 10 days after receipt of each Application for Payment, either indicate in writing a 
recommendation of payment and present the Application to Owner or return the Application to Contractor 
indicating in writing Engineer’s reasons for refusing to recommend payment. In the latter case, Contractor may 
make the necessary corrections and resubmit the Application. 

2. Engineer’s recommendation of any payment requested in an Application for Payment will constitute a 
representation by Engineer to Owner, based on Engineer’s observations of the executed Work as an experienced 
and qualified design professional, and on Engineer’s review of the Application for Payment and the 
accompanying data and schedules, that to the best of Engineer’s knowledge, information and belief: 

a. the Work has progressed to the point indicated; 

b. the quality of the Work is generally in accordance with the Contract Documents (subject to an evaluation of 
the Work as a functioning whole prior to or upon Substantial Completion, the results of any subsequent 
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tests called for in the Contract Documents, a final determination of quantities and classifications for Unit 
Price Work under Paragraph 9.07, and any other qualifications stated in the recommendation); and 

c. the conditions precedent to Contractor’s being entitled to such payment appear to have been fulfilled in so 
far as it is Engineer’s responsibility to observe the Work. 

3. By recommending any such payment Engineer will not thereby be deemed to have represented that: 

a. inspections made to check the quality or the quantity of the Work as it has been performed have been 
exhaustive, extended to every aspect of the Work in progress, or involved detailed inspections of the Work 
beyond the responsibilities specifically assigned to Engineer in the Contract Documents; or  

b. there may not be other matters or issues between the parties that might entitle Contractor to be paid 
additionally by Owner or entitle Owner to withhold payment to Contractor. 

4. Neither Engineer’s review of Contractor’s Work for the purposes of recommending payments nor Engineer’s 
recommendation of any payment, including final payment, will impose responsibility on Engineer: 

a. to supervise, direct, or control the Work, or 

b. for the means, methods, techniques, sequences, or procedures of construction, or the safety precautions and 
programs incident thereto, or 

c. for Contractor’s failure to comply with Laws and Regulations applicable to Contractor’s performance of 
the Work, or 

d. to make any examination to ascertain how or for what purposes Contractor has used the moneys paid on 
account of the Contract Price, or  

e. to determine that title to any of the Work, materials, or equipment has passed to Owner free and clear of 
any Liens. 

5. Engineer may refuse to recommend the whole or any part of any payment if, in Engineer’s opinion, it would be 
incorrect to make the representations to Owner stated in Paragraph 14.02.B.2. Engineer may also refuse to 
recommend any such payment or, because of subsequently discovered evidence or the results of subsequent 
inspections or tests, revise or revoke any such payment recommendation previously made, to such extent as may 
be necessary in Engineer’s opinion to protect Owner from loss because: 

a. the Work is defective, or completed Work has been damaged, requiring correction or replacement; 

b. the Contract Price has been reduced by Change Orders; 

c. Owner has been required to correct defective Work or complete Work in accordance with Paragraph 13.09; 
or 

d. Engineer has actual knowledge of the occurrence of any of the events enumerated in Paragraph 15.02.A. 

C. ►Payment Becomes Due: 

1. Ten days after presentation of the Application for Payment to Owner with Engineer’s recommendation, the 
amount recommended will (subject to the provisions of Paragraph 14.02.D) become due, and when due will be 
paid by Owner to Contractor. 
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D. ►Reduction in Payment: 

1. Owner may refuse to make payment of the full amount recommended by Engineer because: 

a. claims have been made against Owner on account of Contractor’s performance or furnishing of the Work; 

b. ►Liens have been filed in connection with the Work, except where Contractor has delivered a specific 
bond satisfactory to Owner to secure the satisfaction and discharge of such Liens; 

c. there are other items entitling Owner to a set-off against the amount recommended; or 

d. Owner has actual knowledge of the occurrence of any of the events enumerated in Paragraphs 14.02.B.5.a 
through 14.02.B.5.c or Paragraph 15.02.A. 

2. If Owner refuses to make payment of the full amount recommended by Engineer, Owner will give Contractor 
immediate written notice (with a copy to Engineer) stating the reasons for such action and promptly pay 
Contractor any amount remaining after deduction of the amount so withheld. Owner shall promptly pay 
Contractor the amount so withheld, or any adjustment thereto agreed to by Owner and Contractor, when 
Contractor remedies the reasons for such action. 

3. Upon a subsequent determination that Owner’s refusal of payment was not justified, the amount wrongfully 
withheld shall be treated as an amount due as determined by Paragraph 14.02.C.1 and subject to interest as 
provided in the Agreement. 

14.03 Contractor’s Warranty of Title 

A. Contractor warrants and guarantees that title to all Work, materials, and equipment covered by any Application for 
Payment, whether incorporated in the Project or not, will pass to Owner no later than the time of payment free and 
clear of all Liens. 

14.04 ►Substantial Completion 

A. When Contractor considers the entire Work ready for its intended use Contractor shall notify Owner and Engineer in 
writing that the entire Work is substantially complete (except for items specifically listed by Contractor as 
incomplete) and request that Engineer issue a certificate of Substantial Completion. 

B. Promptly after Contractor’s notification, Owner, Contractor, and Engineer shall make an inspection of the Work to 
determine the status of completion. If Engineer does not consider the Work substantially complete, Engineer will 
notify Contractor in writing giving the reasons therefor. 

C. If Engineer considers the Work substantially complete, Engineer will deliver to Owner a tentative certificate of 
Substantial Completion which shall fix the date of Substantial Completion. There shall be attached to the certificate 
a tentative list of items to be completed or corrected before final payment. Owner shall have seven days after receipt 
of the tentative certificate during which to make written objection to Engineer as to any provisions of the certificate 
or attached list. If, after considering such objections, Engineer concludes that the Work is not substantially complete, 
Engineer will, within 14 days after submission of the tentative certificate to Owner, notify Contractor in writing, 
stating the reasons therefor. If, after consideration of Owner’s objections, Engineer considers the Work substantially 
complete, Engineer will, within said 14 days, execute and deliver to Owner and Contractor a definitive certificate of 
Substantial Completion (with a revised tentative list of items to be completed or corrected) reflecting such changes 
from the tentative certificate as Engineer believes justified after consideration of any objections from Owner. 
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D. At the time of delivery of the tentative certificate of Substantial Completion, Engineer will deliver to Owner and 
Contractor a written recommendation as to division of responsibilities pending final payment between Owner and 
Contractor with respect to security, operation, safety, and protection of the Work, maintenance, heat, utilities, 
insurance, and warranties and guarantees. Unless Owner and Contractor agree otherwise in writing and so inform 
Engineer in writing prior to Engineer’s issuing the definitive certificate of Substantial Completion, Engineer’s 
aforesaid recommendation will be binding on Owner and Contractor until final payment. 

E. Owner shall have the right to exclude Contractor from the Site after the date of Substantial Completion subject to 
allowing Contractor reasonable access to remove its property and complete or correct items on the tentative list. 

14.05 Partial Utilization 

A. Prior to Substantial Completion of all the Work, Owner may use or occupy any substantially completed part of the 
Work which has specifically been identified in the Contract Documents, or which Owner, Engineer, and Contractor 
agree constitutes a separately functioning and usable part of the Work that can be used by Owner for its intended 
purpose without significant interference with Contractor’s performance of the remainder of the Work, subject to the 
following conditions: 

1. ►Owner at any time may request Contractor in writing to permit Owner to use or occupy any such part of the 
Work which Owner believes to be ready for its intended use and substantially complete. If and when Contractor 
agrees that such part of the Work is substantially complete, Contractor, Owner, and Engineer will follow the 
procedures of Paragraph 14.04.A through D for that part of the Work. 

2. Contractor at any time may notify Owner and Engineer in writing that Contractor considers any such part of the 
Work ready for its intended use and substantially complete and request Engineer to issue a certificate of 
Substantial Completion for that part of the Work. 

3. Within a reasonable time after either such request, Owner, Contractor, and Engineer shall make an inspection of 
that part of the Work to determine its status of completion. If Engineer does not consider that part of the Work 
to be substantially complete, Engineer will notify Owner and Contractor in writing giving the reasons therefor. 
If Engineer considers that part of the Work to be substantially complete, the provisions of Paragraph 14.04 will 
apply with respect to certification of Substantial Completion of that part of the Work and the division of 
responsibility in respect thereof and access thereto. 

4. No use or occupancy or separate operation of part of the Work may occur prior to compliance with the 
requirements of Paragraph 5.10 regarding property insurance. 

14.06 Final Inspection 

A. Upon written notice from Contractor that the entire Work or an agreed portion thereof is complete, Engineer will 
promptly make a final inspection with Owner and Contractor and will notify Contractor in writing of all particulars 
in which this inspection reveals that the Work is incomplete or defective. Contractor shall immediately take such 
measures as are necessary to complete such Work or remedy such deficiencies. 

14.07 ►Final Payment 

A. Application for Payment: 

1. After Contractor has, in the opinion of Engineer, satisfactorily completed all corrections identified during the 
final inspection and has delivered, in accordance with the Contract Documents, all maintenance and operating 
instructions, schedules, guarantees, bonds, certificates or other evidence of insurance, certificates of inspection, 
marked-up record documents (as provided in Paragraph 6.12), and other documents, Contractor may make 
application for final payment following the procedure for progress payments. 
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2. The final Application for Payment shall be accompanied (except as previously delivered) by: 

a. all documentation called for in the Contract Documents, including but not limited to the evidence of 
insurance required by Paragraph 5.04.B.6; 

b. consent of the surety, if any, to final payment;  

c. a list of all Claims against Owner that Contractor believes are unsettled; and  

d. complete and legally effective releases or waivers (satisfactory to Owner) of all Lien rights arising out of or 
Liens filed in connection with the Work. 

3. In lieu of the releases or waivers of Liens specified in Paragraph 14.07.A.2 and as approved by Owner, 
Contractor may furnish receipts or releases in full and an affidavit of Contractor that:  (i) the releases and 
receipts include all labor, services, material, and equipment for which a Lien could be filed; and (ii) all payrolls, 
material and equipment bills, and other indebtedness connected with the Work for which Owner might in any 
way be responsible, or which might in any way result in liens or other burdens on Owner's property, have been 
paid or otherwise satisfied. If any Subcontractor or Supplier fails to furnish such a release or receipt in full, 
Contractor may furnish a bond or other collateral satisfactory to Owner to indemnify Owner against any Lien. 

B. Engineer’s Review of Application and Acceptance: 

1. If, on the basis of Engineer’s observation of the Work during construction and final inspection, and Engineer’s 
review of the final Application for Payment and accompanying documentation as required by the Contract 
Documents, Engineer is satisfied that the Work has been completed and Contractor’s other obligations under the 
Contract Documents have been fulfilled, Engineer will, within ten days after receipt of the final Application for 
Payment, indicate in writing Engineer’s recommendation of payment and present the Application for Payment 
to Owner for payment. At the same time Engineer will also give written notice to Owner and Contractor that the 
Work is acceptable subject to the provisions of Paragraph 14.09. Otherwise, Engineer will return the 
Application for Payment to Contractor, indicating in writing the reasons for refusing to recommend final 
payment, in which case Contractor shall make the necessary corrections and resubmit the Application for 
Payment. 

C. Payment Becomes Due: 

1. Thirty days after the presentation to Owner of the Application for Payment and accompanying documentation, 
the amount recommended by Engineer, less any sum Owner is entitled to set off against Engineer’s 
recommendation, including but not limited to liquidated damages, will become due and will be paid by Owner 
to Contractor. 

14.08 Final Completion Delayed 

A. If, through no fault of Contractor, final completion of the Work is significantly delayed, and if Engineer so confirms, 
Owner shall, upon receipt of Contractor’s final Application for Payment (for Work fully completed and accepted) 
and recommendation of Engineer, and without terminating the Contract, make payment of the balance due for that 
portion of the Work fully completed and accepted. If the remaining balance to be held by Owner for Work not fully 
completed or corrected is less than the retainage stipulated in the Agreement, and if bonds have been furnished as 
required in Paragraph 5.01, the written consent of the surety to the payment of the balance due for that portion of the 
Work fully completed and accepted shall be submitted by Contractor to Engineer with the Application for such 
payment. Such payment shall be made under the terms and conditions governing final payment, except that it shall 
not constitute a waiver of Claims. 

14.09 Waiver of Claims 

A. The making and acceptance of final payment will constitute: 
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1. a waiver of all Claims by Owner against Contractor, except Claims arising from unsettled Liens, from defective 
Work appearing after final inspection pursuant to Paragraph 14.06, from failure to comply with the Contract 
Documents or the terms of any special guarantees specified therein, or from Contractor’s continuing obligations 
under the Contract Documents; and 

2. a waiver of all Claims by Contractor against Owner other than those previously made in accordance with the 
requirements herein and expressly acknowledged by Owner in writing as still unsettled. 

ARTICLE 15 – SUSPENSION OF WORK AND TERMINATION 

15.01 Owner May Suspend Work 

A. At any time and without cause, Owner may suspend the Work or any portion thereof for a period of not more than 
90 consecutive days by notice in writing to Contractor and Engineer which will fix the date on which Work will be 
resumed. Contractor shall resume the Work on the date so fixed. Contractor shall be granted an adjustment in the 
Contract Price or an extension of the Contract Times, or both, directly attributable to any such suspension if 
Contractor makes a Claim therefor as provided in Paragraph 10.05. 

15.02 Owner May Terminate for Cause 

A. The occurrence of any one or more of the following events will justify termination for cause: 

1. Contractor’s persistent failure to perform the Work in accordance with the Contract Documents (including, but 
not limited to, failure to supply sufficient skilled workers or suitable materials or equipment or failure to adhere 
to the Progress Schedule established under Paragraph 2.07 as adjusted from time to time pursuant to Paragraph 
6.04); 

2. Contractor’s disregard of Laws or Regulations of any public body having jurisdiction; 

3. Contractor’s repeated disregard of the authority of Engineer; or 

4. Contractor’s violation in any substantial way of any provisions of the Contract Documents. 

B. If one or more of the events identified in Paragraph 15.02.A occur, Owner may, after giving Contractor (and surety) 
seven days written notice of its intent to terminate the services of Contractor: 

1. exclude Contractor from the Site, and take possession of the Work and of all Contractor’s tools, appliances, 
construction equipment, and machinery at the Site, and use the same to the full extent they could be used by 
Contractor (without liability to Contractor for trespass or conversion);  

2. incorporate in the Work all materials and equipment stored at the Site or for which Owner has paid Contractor 
but which are stored elsewhere; and  

3. complete the Work as Owner may deem expedient. 

C. If Owner proceeds as provided in Paragraph 15.02.B, Contractor shall not be entitled to receive any further payment 
until the Work is completed. If the unpaid balance of the Contract Price exceeds all claims, costs, losses, and 
damages (including but not limited to all fees and charges of engineers, architects, attorneys, and other professionals 
and all court or arbitration or other dispute resolution costs) sustained by Owner arising out of or relating to 
completing the Work, such excess will be paid to Contractor. If such claims, costs, losses, and damages exceed such 
unpaid balance, Contractor shall pay the difference to Owner. Such claims, costs, losses, and damages incurred by 
Owner will be reviewed by Engineer as to their reasonableness and, when so approved by Engineer, incorporated in 
a Change Order. When exercising any rights or remedies under this Paragraph, Owner shall not be required to obtain 
the lowest price for the Work performed. 
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D. Notwithstanding Paragraphs 15.02.B and 15.02.C, Contractor’s services will not be terminated if Contractor begins 
within seven days of receipt of notice of intent to terminate to correct its failure to perform and proceeds diligently to 
cure such failure within no more than 30 days of receipt of said notice. 

E. Where Contractor’s services have been so terminated by Owner, the termination will not affect any rights or 
remedies of Owner against Contractor then existing or which may thereafter accrue. Any retention or payment of 
moneys due Contractor by Owner will not release Contractor from liability. 

F. ►If and to the extent that Contractor has provided a performance bond under the provisions of Paragraph 5.01.A, 
the termination procedures of that bond shall supersede the provisions of Paragraphs 15.02.B and 15.02.C. 

15.03 Owner May Terminate For Convenience 

A. Upon seven days written notice to Contractor and Engineer, Owner may, without cause and without prejudice to any 
other right or remedy of Owner, terminate the Contract. In such case, Contractor shall be paid for (without 
duplication of any items): 

1. completed and acceptable Work executed in accordance with the Contract Documents prior to the effective date 
of termination, including fair and reasonable sums for overhead and profit on such Work; 

2. expenses sustained prior to the effective date of termination in performing services and furnishing labor, 
materials, or equipment as required by the Contract Documents in connection with uncompleted Work, plus fair 
and reasonable sums for overhead and profit on such expenses; 

3. all claims, costs, losses, and damages (including but not limited to all fees and charges of engineers, architects, 
attorneys, and other professionals and all court or arbitration or other dispute resolution costs) incurred in 
settlement of terminated contracts with Subcontractors, Suppliers, and others; and 

4. reasonable expenses directly attributable to termination. 

B. Contractor shall not be paid on account of loss of anticipated profits or revenue or other economic loss arising out of 
or resulting from such termination. 

15.04 Contractor May Stop Work or Terminate 

A. If, through no act or fault of Contractor, (i) the Work is suspended for more than 90 consecutive days by Owner or 
under an order of court or other public authority, or (ii) Engineer fails to act on any Application for Payment within 
30 days after it is submitted, or (iii) Owner fails for 30 days to pay Contractor any sum finally determined to be due, 
then Contractor may, upon seven days written notice to Owner and Engineer, and provided Owner or Engineer do 
not remedy such suspension or failure within that time, terminate the Contract and recover from Owner payment on 
the same terms as provided in Paragraph 15.03. 

B. In lieu of terminating the Contract and without prejudice to any other right or remedy, if Engineer has failed to act 
on an Application for Payment within 30 days after it is submitted, or Owner has failed for 30 days to pay Contractor 
any sum finally determined to be due, Contractor may, seven days after written notice to Owner and Engineer, stop 
the Work until payment is made of all such amounts due Contractor, including interest thereon. The provisions of 
this Paragraph 15.04 are not intended to preclude Contractor from making a Claim under Paragraph 10.05 for an 
adjustment in Contract Price or Contract Times or otherwise for expenses or damage directly attributable to 
Contractor’s stopping the Work as permitted by this Paragraph. 

 
►See Supplementary Conditions. 
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ARTICLE 16 – ►DISPUTE RESOLUTION 

16.01 Methods and Procedures 

A. Either Owner or Contractor may request mediation of any Claim submitted to Engineer for a decision under 
Paragraph 10.05 before such decision becomes final and binding. The mediation will be governed by the 
Construction Industry Mediation Rules of the American Arbitration Association in effect as of the Effective Date of 
the Agreement. The request for mediation shall be submitted in writing to the American Arbitration Association and 
the other party to the Contract. Timely submission of the request shall stay the effect of Paragraph 10.05.E. 

B. Owner and Contractor shall participate in the mediation process in good faith. The process shall be concluded within 
60 days of filing of the request. The date of termination of the mediation shall be determined by application of the 
mediation rules referenced above. 

C. If the Claim is not resolved by mediation, Engineer’s action under Paragraph 10.05.C or a denial pursuant to 
Paragraphs 10.05.C.3 or 10.05.D shall become final and binding 30 days after termination of the mediation unless, 
within that time period, Owner or Contractor: 

1. elects in writing to invoke any dispute resolution process provided for in the Supplementary Conditions; or 

2. agrees with the other party to submit the Claim to another dispute resolution process; or 

3. gives written notice to the other party of the intent to submit the Claim to a court of competent jurisdiction. 

ARTICLE 17 – MISCELLANEOUS 

17.01 ►Giving Notice 

A. Whenever any provision of the Contract Documents requires the giving of written notice, it will be deemed to have 
been validly given if: 

1. delivered in person to the individual or to a member of the firm or to an officer of the corporation for whom it is 
intended; or 

2. delivered at or sent by registered or certified mail, postage prepaid, to the last business address known to the 
giver of the notice. 

17.02 Computation of Times 

A. When any period of time is referred to in the Contract Documents by days, it will be computed to exclude the first 
and include the last day of such period. If the last day of any such period falls on a Saturday or Sunday or on a day 
made a legal holiday by the law of the applicable jurisdiction, such day will be omitted from the computation. 

17.03 Cumulative Remedies 

A. The duties and obligations imposed by these General Conditions and the rights and remedies available hereunder to 
the parties hereto are in addition to, and are not to be construed in any way as a limitation of, any rights and remedies 
available to any or all of them which are otherwise imposed or available by Laws or Regulations, by special 
warranty or guarantee, or by other provisions of the Contract Documents. The provisions of this Paragraph will be as 
effective as if repeated specifically in the Contract Documents in connection with each particular duty, obligation, 
right, and remedy to which they apply. 

17.04 Survival of Obligations 

A. All representations, indemnifications, warranties, and guarantees made in, required by, or given in accordance with 
the Contract Documents, as well as all continuing obligations indicated in the Contract Documents, will survive final 
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payment, completion, and acceptance of the Work or termination or completion of the Contract or termination of the 
services of Contractor. 

17.05 Controlling Law 

A. This Contract is to be governed by the law of the state in which the Project is located. 

17.06 ►Headings 

A. Article and paragraph headings are inserted for convenience only and do not constitute parts of these General 
Conditions.  

 
►See Supplementary Conditions. 
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These Supplementary Conditions amend or supplement the Standard General Conditions of the Construction 
Contract, EJCDC C-700 (2007 Edition). All provisions which are not so amended or supplemented remain in 
full force and effect. 
 
The terms used in these Supplementary Conditions have the meanings indicated in the General Conditions. 
Additional terms used in these Supplementary Conditions have the meanings indicated herein, which are 
applicable to both the singular and plural thereof. 
 
 
ARTICLE 1 - DEFINITIONS AND TERMINOLOGY 
 
SC-1.01  Defined Terms 
 
SC-1.01  Modify existing definitions as follows: 
 

3. Replace the phrase “acceptable to Engineer” in Paragraph 1.01.A.3 of the General 
Conditions with the phrase “furnished by the Engineer” 

 
22. Replace the definition of Hazardous Environmental Conditions and replace with “This 

includes Disposal Sites and the presence of Asbestos, PCBs, Petroleum, Hazardous Waste, 
or Radioactive Material in such quantities or circumstances that may present a substantial 
danger to persons or property exposed thereto.” 

 
23. Replace the definition of Hazardous Waste and replace with “The term Hazardous Waste 

shall have the meaning provided in Massachusetts Contingency Plan, 310 CMR 40 as 
amended from time to time.” 

 
44.  Replace the definition of Substantial Completion with “The time at which the work (or a 

specified part thereof) required by the contract has been completed except for work having a 
contract price of less than one percent of the then adjusted total contract price, or 
substantially all of the work has been completed and opened to public use except for minor 
incomplete or unsatisfactory work items that do not materially impair the usefulness of the 
work required by the contract. The terms “substantially complete” and “substantially 
completed” as applied to all or part of the Work refer to Substantial Completion thereof.” 

 
SC-1.01  Add the following definitions immediately following subparagraph 1.01.A.51: 
  

52. Engineer’s Consultant – an individual or entity who is subcontracted to work for the Engineer 
for whom the Engineer shall remain responsible. 

 
53.  Disposal Site- as provided in the Massachusetts Contingency Plan (MCP), 310 CMR 40 as 

amended from time to time. 
 
54. Final Payment- The time at which the Work (or a specified part thereof) including the work 

under Substantial Completion and all of the work identified by the Owner as being 
incomplete or unsatisfactory at the time of Substantial Completion has been completed. 
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ARTICLE 2 - PRELIMINARY MATTERS 
 
SC-2.02  Copies of Documents 
 
SC-2.02  Delete Paragraph 2.02.A in its entirety and insert the following in its place: 
 

Owner shall furnish to Contractor up to four (4) printed or hard copies of the full size Drawings 
and Project Manual and one CD or flash drive with PDF files of the Contract Documents. 
Additional copies will be furnished upon request at the cost of reproduction. 

 
 

ARTICLE 3 - CONTRACT DOCUMENTS:  INTENT, AMENDING, REUSE 
 
SC-3.03  Reporting and Resolving Discrepancies 
 
SC-3.03.B Resolving Discrepancies 
 
SC-3.03.B  Add the following new paragraph immediately after Paragraph 3.03.B.1.b: 
 

2. In determining Contract Price with respect to a conflict, error, or discrepancy within the 
Contract Documents, the Contract Documents shall be given precedence in the following 
order with Change Orders being the highest precedence: 

 
1. Laws and Regulations 
2. Change Orders  
3. Work Change Directives 
4. Field Orders 
5. Agreement 
6. Addenda 
7. Supplementary Conditions 
8. General Conditions and all Appendices 
9. Drawings 
10. Specifications 
11. Bid Form and all bid submittals 

 
 
ARTICLE 4 - AVAILABILITY OF LANDS; SUBSURFACE AND PHYSICAL CONDITIONS; REFERENCE 
POINTS 
 
SC-4.02  Subsurface and Physical Conditions 
 
SC-4.02  Add the following new paragraphs immediately after Paragraph 4.02.B: 
 

C. The following reports of explorations and tests of physical conditions at or contiguous to the 
Site are known to Owner: 

 
1. Manhole Inspection Reports, prepared by National Water Main (see Appendix A) 
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D. The following drawings of physical conditions relating to existing surface or subsurface 
structures at the Site (except Underground Facilities) are known to Owner: 

 
1. Record Drawings dated 1979, prepared by Haley and Ward, Inc., entitled Sewer 

Record Drawings, Town of Uxbridge, Massachusetts. 

Unless otherwise noted, all drawings are Contract Drawings and are not as-built or record 
drawings. Engineer has not verified the accuracy of these drawings. They are available for 
reference only.  

 
E. The reports and drawings identified above are not part of the Contract Documents, but the 

“technical data” contained therein upon which Contractor may rely, as expressly identified 
and established above, are incorporated in the Contract Documents by reference. Contractor 
is not entitled to rely upon any other information and data known to or identified by Owner or 
Engineer. 

 
F. Copies of reports and drawings identified in SC-4.02.C and SC-4.02.D that are not included 

with the Bidding Documents may be examined at GHD, 1545 Iyannough Road, Hyannis, MA 
during regular business hours. 

 
SC-4.03 Differing Subsurface or Physical Conditions 
 
SC- 4.03.A Notice 
 
Delete Paragraph 4.03 A entirely and replace with the following: 
 

If Contractor believes that any subsurface or physical condition that is uncovered or revealed is of a 
differing condition as defined by M.G.L. Chapter 30, Section 39N, the Contractor shall within 3 days 
and in accordance with paragraph 10.05 after becoming aware thereof and before further disturbing 
the subsurface or physical conditions or performing any Work in connection therewith (except in an 
emergency as required by Paragraph 6.16.A), notify Owner and Engineer in writing about such 
conditions. Contractor shall not further disturb such condition or perform any Work in connection 
therewith (except as aforesaid) until receipt of written or to do so. 

 
SC-4.06  Hazardous Environmental Condition at Site 
 
SC-4.06  Insert the following after Paragraph 4.06.A: 
 

1. The following reports regarding Hazardous Environmental Conditions at the Site are known 
to Owner: 

 
a. N/A 

 
2.   Copies of reports identified in 4.06.A.1 are included in the Contract Documents in Appendix I. 

 
 

ARTICLE 5 - BONDS AND INSURANCE 
 

SC-5.01 Performance, Payment and Other Bonds 
 
 SC 5.01.C  Modify  5.01.C  After “Contractor shall promptly” add “but in no event later than three 

days after becoming aware of”   
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SC-5.04  Contractor’s Liability Insurance 
 
SC-5.04  Add the following new Paragraphs immediately after paragraph 5.04.B: 
 

C. The limits of liability for the insurance required by Paragraph 5.04 of the General Conditions 
shall provide coverage for not less than the following amounts or greater where required by 
Laws and Regulations: 

 
1. Workers’ Compensation, and related coverages under paragraphs 5.04.A.1 and A.2 

of the General Conditions: 
 

a. State:  Statutory 
b. Applicable Federal (e.g., Longshoreman’s): Statutory 
c. Employer’s Liability: $500,000 each accident 

    $500,000 disease per 
employee 

d. Insurance shall include Employer’s Liability Part B. 
 

2. Contractor’s General Liability under paragraphs 5.04.A.3 through A.6 of the General 
Conditions which shall include completed operations and product liability coverages 
and eliminate the exclusion with respect to property under the care, custody, and 
control of Contractor and shall be annual limits unless indicated to be by occurrence: 

 
a. General Aggregate: $3,000,000 
 
b. Products - Completed Operations Aggregate: $2,000,000 
 
c. Personal and Advertising Injury: $1,000,000 
 
d. Each Occurrence (Bodily Injury and Property Damage): $1,000,000 
 
e. Property Damage liability insurance will provide Explosion, Collapse, and 

Underground coverages where applicable. 
 
f. Excess or Umbrella Liability 

 
1) General Aggregate: $4,000,000 
2) Each Occurrence: $3,000,000 

 
3. Automobile Liability under paragraph 5.04.A.6 of the General Conditions: 

 
a. Bodily Injury: 

Each Person $1,000,000 
Annual Aggregate $3,000,000 

 
b. Property Damage: 

Each Accident $1,000,000 
Annual Aggregate $3,000,000 

 
c.  Combined Single Limit (Bodily Injury and Property Damage) 

Each Accident $1,000,000  
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4. The Contractual Liability coverage (included in Commercial General Liability) 
required by paragraph 5.04.B.4 of the General Conditions shall provide coverage for 
not less than the following amounts: 

 
a. Bodily Injury: 

Each Accident $1,000,000 
Annual Aggregate $3,000,000 

 
b. Property Damage: 

Each Accident $1,000,000 
Annual Aggregate $3,000,000 

 
5. Builder’s Risk (Fire Insurance) in an amount equal to the insurable value (completed 

value) of the buildings and structures that are either fully or partially part of the 
Work. The insurance shall include “All Risk” insurance for physical loos or damage 
including theft. 

 
6. “Products and Completed Operations” shall be maintained for three years after 

completion of the Work. 
 
7. “Property Coverage” shall be purchased for materials and supplies being 

transported by the contractor.  
 
8.  “Pollution Liability” shall be purchased in an amount equal to $10,000,000 per 

occurrence and $10,000,000 General aggregate. 
 
9. Any Architect or Engineer hired by the Contractor shall carry professional liability of 

at least $1,000,000 per occurrence and $3,000,000 aggregate. 
 
10. Owner, Engineer, and Engineer’s Consultants identified prior to Notice to Proceed 

shall be listed as additional insureds for all insurance. Contractor shall request a 
listing of Engineer’s Consultants to be named prior to the Notice to Proceed and 
prior to obtaining insurance for the project. 

 
D. The provisions or endorsements necessary to comply with paragraph 5.04.B.5 of the 

General Conditions shall include the obligation to notify the Owner and Engineer when an 
aggregate limit of liability required or certified has been reduced by the payment of claim(s). 

 
SC-5.07 Waiver of Rights 
 
Delete paragraphs A, B and C in their entirety and replace with the following paragraph: 
 
The Owner and Contractor waive all rights against (1) each other and any of their subcontractors, sub-
subcontractors, agents and employees, each of the other, and (2) the Engineer, Engineer’s consultants or 
separate contractors, if any, and any of their subcontractors, sub-subcontractors, agents and employees, for 
damages caused by fire or other causes of loss to the extent covered by property insurance obtained 
pursuant to this Article or other property insurance applicable to the Work, except such rights as they have to 
proceeds of such insurance held by the Owner as fiduciary. The Owner or Contractor, as appropriate, shall 
require of the Engineer/Engineer’s consultants, separate contractors, if any, and the subcontractors, sub-
subcontractors, agents and employees of any of them, by appropriate agreements, written where legally 
required for validity, similar waivers each in favor of other parties enumerated herein. The policies shall 
provide such waivers of subrogation by endorsement or otherwise. A waiver of subrogation shall be effective 
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as to a person or entity even though that person or entity would otherwise have a duty of indemnification, 
contractual or otherwise, did not pay the insurance premium directly or indirectly, and whether or not the 
person or entity had an insurable interest in the property damaged. 

 
 

ARTICLE 6 - CONTRACTOR’S RESPONSIBILITIES 
 
SC-6.02  Labor; Working Hours 
 
SC-6.02.  Add the following new Paragraphs immediately after Paragraph 6.02.B: 
 

C. Normal working hours are defined as 7:00 a.m. to 3:00 p.m., Monday through Friday, 
excluding Holidays. Owner’s permission is required should the Contractor work outside of 
normal working hours. The following are considered Holidays during which work at the Site is 
not allowed: 

 
• New Year’s Day 
• Martin Luther King’s Birthday 
• Washington’s Birthday/Presidents Day 
• Memorial Day 
• Independence Day 
• Patriot’s Day 
• Labor Day 
• Columbus Day/Indigenous People’s Day 
• Veteran’s Day 
• Thanksgiving 
• Day after Thanksgiving 
• Christmas 

 
If Contractor intends to work on one of the above-listed holidays, written request shall be 
made to Owner a minimum of two business days before the holiday. If the Owner approves 
Contractor to work on a holiday, Contractor is responsible for paying the costs of any police, 
fire, and emergency service details required, Engineer’s time (including office and/or 
Resident Project Representative), utility services (fuel, gas, cable, electric, telephone) and 
Owner’s time (including Water and Sewer Department contract operators and related 
subcontractors) for work performed on the holiday. Costs for these services shall be included 
in a credit Change Order from the Contractor to the Owner following the completion of the 
holiday work. Rates for Owner’s contract operator are called out in paragraph 6.02.D; all 
other costs billed to the Owner shall be provided to the Contractor in the form of invoices and 
receipts for work performed. 
 

D. Should Contractor’s working hours extend outside normal working hours, any and all costs 
for weekend, Holiday, and/or on-site overtime services of Town’s contract operators incurred 
by Owner will be the sole obligation of Contractor. The overtime rates shall be $125 per hour 
per person for the Owner’s operators.  

 
E. Should construction related activities result in the need for the services of Engineer’s 

personnel at times outside of normal working hours, any and all costs, including but not 
limited to direct salaries, fringe benefits, overhead and profit, administration and supervision, 
and travel costs, will be the sole obligation of the Contractor. The overtime rates for 
Engineer’s representative shall be $150 per hour. 
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SC-6.05  Add the following subparagraph immediately after Subparagraph 6.05.A.1.b: 
 

c. Contractor provides a line-by-line comparison of the proposed product to the specified 
product. Line-by-line comparison shall not only include all specified features, but shall also 
include all other design and/or manufacturing differences between the proposed product and 
the specified product. Line-by-line comparison shall show no significant design or 
manufacturing differences that, in the Engineer’s opinion, could result in lesser quality, 
performance, or reliability of the proposed product compared to the specified product. 

 
SC-6.05.A.2.  Add the following subparagraph immediately after Subparagraph 6.05.A.2.d of the General 
Conditions: 
 

e. If the substitute item requires modifications to the structures, piping, layouts, etc., detailed on 
the Drawings or described in the Contract Documents, the application shall also include 
details of proposed modifications necessary to accommodate the substitute item. Such 
details shall include scaled layouts, dimensions, and other pertinent information to enable 
Engineer to evaluate the entire application. If the substitute item and proposed modifications 
are approved, Contractor, at no additional cost to Owner, shall do all work necessary to 
make such modifications and absorb all costs of any related changes imposed on other 
contractors. Final details of such modifications shall be prepared and submitted for approval 
by Contractor in accordance with Specification Section 01300, Submittals. 

 
SC-6.05.A.  Add the following paragraph immediately after Paragraph 6.05.A.2 of the General Conditions: 
 

3. Time Constraints: All applications for use of substitutes or ‘or equal’ items shall be submitted 
to Engineer within 90 days of the Effective Date of the Agreement. No applications will be 
considered thereafter unless Contractor produces satisfactory evidence that the specified 
item is no longer manufactured or is unavailable for the Project. 

 
SC-6.05.C.  Add the following subparagraph after Paragraph 6.05.C of the General Conditions: 
 

1. In order to aid Engineer in determining the equality of a proposed ‘or equal’ or substitute item 
(when compared to the item actually specified), Contractor shall arrange for the performance 
of any tests requested by Engineer. The nature, extent, tester and supervisions of such tests 
including engineering costs, shall be borne by Contractor. Certified test results shall be 
mailed directly to Engineer for all tests requested. 

 
SC-6.05.D  Delete paragraph in its entirety and replace with: 
 
 D. Special Guarantee:  Owner may require Contractor to furnish at Contractor’s expense a 

special performance guarantee, efficiency guarantee bond, or other surety with respect to 
any substitute or “or equal” item. 

 
SC-6.06  Concerning Subcontractors, Suppliers, and Others 
 
SC-6.06  Add a new paragraph immediately after Paragraph 6.06.G: 
 

H. Owner may furnish to any Subcontractor or Supplier, to the extent practical, information 
about amounts paid to Contractor on account of Work performed for Contractor by a 
particular Subcontractor or Supplier. 
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SC-6.10  Taxes 
 
SC-6.10  Add a new Paragraph immediately after Paragraph 6.10.A: 
 

B. Owner is exempt from payment of sales and compensating use taxes of the Commonwealth 
of Massachusetts and of cities and counties thereof on all materials to be incorporated into 
the Work. 

 
1. Owner will furnish the required certificates of tax exemption to Contractor for use in 

the purchase of supplies and materials to be incorporated into the Work.  
 

2.  Owner’s exemption does not apply to construction tools, machinery, equipment, or 
other property purchased by or leased by Contractor, or to supplies or materials not 
incorporated into the Work. 

 
SC-6.12 Record Documents. 
 
SC-6.12 Add the following paragraph after 6.12.A 
 

B. If Owner utilizes any part of the project in accordance with Paragraph GC- 14.05, Contractor 
shall provide to Engineer for Owner’s use, a complete set of record drawings current to the 
date of Owner’s utilization. 

 
SC- 6.13 Safety and Precaution 
 
SC-6.13 Delete paragraph C in its entirety and replace with the following: 
 

C. Contractor shall comply with the applicable requirements of the Owner’s safety programs if 
any. Any construction personnel on this construction site for this project shall have, at a 
minimum, an OSHA-10 card and such additional certifications as required by local laws, 
regulations, and ordinances. Copies of OSHA-10 cards shall be submitted at the beginning 
of the project and at any time thereafter for each new employee that joins the project for 
Contractor and all Subcontractors. 

 
SC-6.16  Emergencies 
 
Add the following paragraph after Paragraph 6.16.A of the General Conditions: 
 

B. Contractor shall designate one person to respond to emergencies and act on the 
Contractor’s behalf during off-work hours at the Site. The person’s name, address, and 
telephone number shall be provided to Owner during the preconstruction conference and the 
designated person shall be on call during off-work hours. Response time shall not exceed 
one hour after notification is given by Owner and/or Engineer that an emergency exists at the 
Site. 

 
SC-6.17  Shop Drawings and Samples 
 
SC-6.17.B Delete “any related Work performed prior to Engineer’s review and approval of the pertinent 
submittal will be at the sole expense and responsibility of Contractor.” and replace with the following: 
 
  “no work shall be performed without Engineer’s prior written approval.” 
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SC-6.17.C.2  Replace “or specific written certification” with “certifying”. 
 
SC-6.17.D.1  In the first sentence of Paragraph 6.17.D.1, replace “in accordance with the Schedule of 
Submittals acceptable to Engineer” with “in accordance with Specification Section 01300, Submittals”. 
 
SC-6.17.D.1.  Add the following after Paragraph 6.17.D.1   
 
 a.  Submittal reviews may take up to 45 days for Division 17 submittals and 30 days for submittals 

under all other Divisions. 
 
SC-6.17  Add the following new paragraphs immediately after Paragraph 6.17.E: 
 

F. Furnish required submittals with sufficient information and accuracy in order to obtain 
required approval of an item with no more than three submittals. Engineer will record 
Engineer’s time for reviewing subsequent submittals of Shop Drawings, Samples, or other 
items requiring approval Owner will deduct costs for such services from progress payments 
made to Contractor. 

 
G. In the event that Contractor requests a change of a previously approved item, Owner will 

deduct costs for Engineer’s charges for its review time unless the need for such change is 
beyond the control of Contractor. 

 
 
ARTICLE 7 - OTHER WORK 
 
SC-7.04  Claims Between Contractors 
 
SC-7.04  Add the following new paragraphs immediately after Paragraph 7.03.C: 
 
“7.04  Claims Between Contractors 
 

A Should Contractor cause damage to the work or property of any other contractor at the Site, or 
should any claim arising out of Contractor’s performance of the Work at the Site be made by 
any other contractor against Contractor, Owner, or Engineer, then Contractor (without involving 
Owner, Engineer) shall (1) remedy the damage, or (2) agree to compensate the other 
contractor for remedy of the damage, and shall be responsible to Owner and Engineer for all 
costs, fees and damages including attorney’s fees. 

B. Contractor shall, to the fullest extent permitted by Laws and Regulations, indemnify and hold 
harmless Owner, Engineer and the officers, directors, partners, employees, agents and other 
consultants and subcontractors of each and any of them from and against all claims, costs, 
losses and damages (including, but not limited to, fees and charges of engineers, architects, 
attorneys, and other professionals and court costs) arising directly, indirectly or consequentially 
out of any action, legal or equitable, brought by any other contractor against Owner, Engineer 
consultants, to the extent said claim is based on or arises out of Contractor’s performance of 
the Work. Should another contractor cause damage to the Work or property of Contractor or 
should the performance of work by any other contractor at the Site give rise to any other Claim, 
Contractor shall not institute any action, legal or equitable, against Owner, Engineer or permit 
any action against any of them to be maintained and continued in its name or for its benefit in 
any court or before any arbiter which seeks to impose liability on or to recover damages from 
Owner, Engineer on account of any such damage or Claim. 



SUPPLEMENTARY CONDITIONS 
 
 

This document has been modified from its original form as an EJCDC document and the user did not highlight the modification. You are encouraged to read 
the document carefully and consult Legal Counsel prior to its execution. 
 

Copyright ©2007 National Society of Professional Engineers for EJCDC. All rights reserved. 
  
Collection System Rehabilitation Phase 3 
11144264 00800-10  

C. If Contractor is delayed at any time in performing or furnishing the Work by any act or neglect 
of another contractor, entity, agency or individual and Owner and Contractor are unable to 
agree as to the extent of any adjustment in Contract Times attributable thereto, Contractor may 
make a Claim for an extension of times in accordance with Article 12. An extension of the 
Contract Times shall be Contractor’s sole and exclusive remedy with respect to Owner and 
Engineer, for any delay, disruption, interference, or hindrance caused by any other contractor 
or entity.” 

 
ARTICLE 8 - OWNER’S RESPONSIBILITIES 
 

(No Amendments to General Conditions.) 

 
ARTICLE 9 - ENGINEER’S STATUS DURING CONSTRUCTION 
 
SC-9.03  Project Representative 
 
SC-9.03  Add the following new paragraphs immediately after Paragraph 9.03.A: 
 

B. The Resident Project Representative (RPR) will be Engineer's employee or agent at the Site, 
will act as directed by and under the supervision of Engineer, and will confer with Engineer 
regarding RPR's actions. RPR's dealings in matters pertaining to the Work in general shall 
be with Engineer and Contractor. RPR's dealings with Subcontractors shall be through or 
with the full knowledge and approval of Contractor. The RPR shall: 

 
1. Schedules:  Review the progress schedule, schedule of Shop Drawing and Sample 

submittals, and schedule of values prepared by Contractor and consult with 
Engineer concerning acceptability. 

2. Conferences and Meetings:  Attend meetings with Contractor, such as 
preconstruction conferences, progress meetings, job conferences and other project-
related meetings, and prepare and circulate copies of minutes thereof. 

3. Liaison: 

a. Serve as Engineer’s liaison with Contractor, working principally through 
Contractor’s authorized representative, assist in providing information 
regarding the intent of the Contract Documents. 

b. Assist Engineer in serving as Owner’s liaison with Contractor when 
Contractor’s operations affect Owner’s on-Site operations. 

c. Assist in obtaining from Owner additional details or information, when 
required for proper execution of the Work. 

4. Interpretation of Contract Documents:  Report to Engineer when clarifications and 
interpretations of the Contract Documents are needed and transmit to Contractor 
clarifications and interpretations as issued by Engineer. 
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5. Shop Drawings and Samples: 

a. Record date of receipt of Samples and approved Shop Drawings. 

b. Receive Samples which are furnished at the Site by Contractor, and notify 
Engineer of availability of Samples for examination. 

6. Modifications:  Consider and evaluate Contractor’s suggestions for modifications in 
Drawings or Specifications and report such suggestions, together with RPR’s 
recommendations, to Engineer. Transmit to Contractor in writing decisions as issued 
by Engineer. 

7. Review of Work and Rejection of Defective Work: 

a. Conduct on-Site observations of Contractor’s work in progress to assist 
Engineer in determining if the Work is in general proceeding in accordance 
with the Contract Documents. 

b. Report to Engineer whenever RPR believes that any part of Contractor’s 
work in progress will not produce a completed Project that conforms 
generally to the Contract Documents or will imperil the integrity of the 
design concept of the completed Project as a functioning whole as indicated 
in the Contract Documents, or has been damaged, or does not meet the 
requirements of any inspection, test or approval required to be made; and 
advise Engineer of that part of work in progress that RPR believes should 
be corrected or rejected or should be uncovered for observation, or requires 
special testing, inspection or approval. 

8. Inspections, Tests, and System Startups: 

a. Verify that tests, equipment, and systems start-ups and operating and 
maintenance training are conducted in the presence of appropriate Owner’s 
personnel, and that Contractor maintains adequate records thereof. 

b. Observe, record, and report to Engineer appropriate details relative to the 
test procedures and systems start-ups. 

9. Records: 

a. Record names, addresses, fax numbers, e-mail addresses, web site 
locations, and telephone numbers of all Contractors, Subcontractors, and 
major Suppliers of materials and equipment. 

b. Maintain records for use in preparing Project documentation. 

10. Reports: 

a. Furnish to Engineer periodic reports as required of progress of the Work 
and of Contractor’s compliance with the progress schedule and schedule of 
Shop Drawing and Sample submittals. 
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b. Draft and recommend to Engineer proposed Change Orders, Work Change 
Directives, and Field Orders. Obtain backup material from Contractor. 

c. Immediately notify Engineer of the occurrence of any Site accidents, 
emergencies, acts of God endangering the Work, damage to property by 
fire or other causes, or the discovery of any Hazardous Environmental 
Condition. 

11. Payment Requests:  Review Applications for Payment with Contractor for 
compliance with the established procedure for their submission and forward with 
recommendations to Engineer, noting particularly the relationship of the payment 
requested to the schedule of values, Work completed, and materials and equipment 
delivered at the Site but not incorporated in the Work. 

12. Certificates, Operation and Maintenance Manuals:  During the course of the Work, 
verify that materials and equipment certificates, operation and maintenance manuals 
and other data required by the Specifications to be assembled and furnished by 
Contractor are applicable to the items actually installed and in accordance with the 
Contract Documents, and have these documents delivered to Engineer for review 
and forwarding to Owner prior to payment for that part of the Work. 

13. Completion: 

a. Participate in a Substantial Completion inspection, assist in the 
determination of Substantial Completion and the preparation of lists of items 
to be completed or corrected. 

b. Participate in a final inspection in the company of Engineer, Owner, and 
Contractor and prepare a final list of items to be completed and deficiencies 
to be remedied. 

c. Observe whether all items on the final list have been completed or 
corrected and make recommendations to Engineer concerning acceptance 
and issuance of the Notice of Acceptability of the Work. 

C. The RPR shall not: 

1. Authorize any deviation from the Contract Documents or substitution of materials or 
equipment (including “or-equal” items). 

2. Exceed limitations of Engineer’s authority as set forth in the Contract Documents. 

3. Undertake any of the responsibilities of Contractor, Subcontractors, Suppliers, or 
Contractor’s superintendent. 

4. Advise on, issue directions relative to, or assume control over any aspect of the 
means, methods, techniques, sequences, or procedures of Contractor’s work unless 
such advice or directions are specifically required by the Contract Documents. 

5. Advise on, issue directions regarding, or assume control over safety practices, 
precautions, and programs in connection with the activities or operations of Owner 
or Contractor. 
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6. Participate in specialized field or laboratory tests or inspections conducted off-site by 
others except as specifically authorized by Engineer. 

7. Accept Shop Drawing or Sample submittals from anyone other than Contractor. 

8. Authorize Owner to occupy the Project in whole or in part. 
 
 
ARTICLE 10 - CHANGES IN THE WORK; CLAIMS 
 
(No Amendments to General Conditions.) 

 
 

ARTICLE 11 - COST OF THE WORK; CASH ALLOWANCES; UNIT PRICE WORK 
 
SC-11.01 Cost of the Work 
 
SC-11.01.A.1 Delete the second sentence and replace with the following:  “Such employees shall only include 
trade employees, directly performing full time Work and shall not include Superintendent, Foreman, and any 
other administrative or supervisory positions and any other similar positions.” 
 
SC-11.01.A.2 Replace the entire paragraph with the following:  “Actual cost of all materials and equipment 
furnished and incorporated in the Work, including costs of transportation and storage thereof, and Suppliers’ 
field services required in connection therewith.” 
 
SC-11.01.A.4 Replace the entire paragraph with the following:  “Costs of land surveyors specifically related to 
this work.” 
 
SC-11.01.A.1 Delete the second sentence and replace with the following: “Such employees shall only include 
trade employees directly performing full time Work and shall not include Superintendent, Foreman, and any 
other administrative or supervisory positions and any other similar positions.” 
 
SC-11.01.A.5.c. Delete Paragraph 11.01.A.5.c in its entirety and insert the following in its place: 
 

c. Construction Equipment and Machinery 
 

1) Rentals of all construction equipment and machinery actually utilized in the 
performance of the work, and the parts thereof in accordance with rental 
agreements approved by Owner with the advice of Engineer, and the costs of 
transportation, loading, unloading, assembly, dismantling, and removal thereof. All 
such costs shall be in accordance with the terms of said rental agreements. The 
rental of any such equipment, machinery, or parts shall cease when the use thereof 
is no longer necessary for the Work. 

 
2) Costs for equipment and machinery actually utilized and owned by Contractor or any 

entity related to the Contractor who has common ownership with the Contractor will 
be paid at a rate shown for such equipment in the Rental Rate Blue Book for 
Construction Equipment for equipment in Massachusetts. An hourly rate will be 
computed by dividing the monthly rates by 176 adjusted by application of the Rate 
Adjustment Table (for machine age adjustment) plus adjustments to eliminate 
equipment overhead (indirect ownership) plus regional adjustments. This rate shall 
be defined as the Adjusted Blue Book Rate. These computed rates will include all 
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operating costs. Costs will include the time the equipment or machinery is in use on 
the changed Work and the costs of transportation, loading, unloading, assembly, 
dismantling, and removal when directly attributable to the changed Work. The cost 
of any such equipment or machinery, or parts thereof, shall cease to accrue when 
the use thereof is no longer necessary for the changed Work. Equipment or 
machinery with a value of less than $1,000 will be considered small tools. 

 
3)  There shall be no payment for idle or standby equipment. 
 
4)  For equipment use periods in excess of 8 hours, costs shall be calculated on the 

daily rate, for equipment use periods in excess of five (5) days, costs shall be 
calculated on the weekly rate, and for equipment use periods in excess of 4 weeks, 
costs shall be calculated at the monthly rate. 

 
5)  The current values of the Rental Rate Blue Book will be used in establishing 

equipment rates. The version applicable to specific extra work or force account work 
will be the version in effect as of the first day of work is performed and that rate shall 
apply throughout the period the extra work or force account work is being performed  

 
SC-11.01.A.5 Delete Paragraph i, and replace with: 
 

i. The costs for additional premiums for all bonds and insurance Contractor is required by the 
Contract Documents to purchase and maintain that are documented. 

 
SC-11.01.B Costs Excluded 
 
SC-11.01.B.1 after the word “clerks” in the first sentence, add “claims consultants, general foremen, 
superintendents” 
 
SC-11.01.B Add the following paragraphs 

 
6.  Costs associated with small tools and hand tools not consumed in the work. 
 
7.  Costs associated with vehicles of the superintendents, foremen and other 

administrative and/or supervisory personnel. 
 
8.  Costs of special consultants (including but not limited to engineers, architects, 

testing laboratories, attorneys and accountants) employed for services specifically 
related to the Work. 

 
9. Losses and damages (and related expenses) caused by damage to the Work, not 

compensated by insurance or otherwise, sustained by Contractor in connection with 
the performance of the Work. No such losses, damages, and expenses shall be 
included in the Cost of the Work for the purpose of determining Contractor’s fee. 

 
SC-11.01.D Documentation 
  
SC-11.01.D  Delete Paragraph D and replace with: 

 
D. Documentation:  Whenever the Cost of the Work for any purpose is to be 

determined pursuant to Paragraphs 11.01.A and 11.01.B, Contractor will establish 
and maintain detailed records thereof in accordance with generally accepted 
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accounting practices and submit in a form acceptable to Engineer an itemized cost 
breakdown together with supporting data and sworn written certification reasonable 
to the Owner regarding the accuracy of the submitted cost. Owner and Engineer 
have the right to audit and review all Contractor records regarding Claims and 
credits submitted. 

 
SC-11.02 Allowances  Delete 11.02 in its entirety. 

 
SC-11.03  Unit Price Work 
 
SC-11.03.D.  Delete Paragraph 11.03.D in its entirety and insert the following in its place: 
 

D. The unit price of an item of Unit Price Work shall be subject to re-evaluation and adjustment 
under the following conditions: 

 
1. if the Bid price of a particular item of Unit Price Work amounts to 30 percent or more 

of the Contract Price and the variation in the quantity of that particular item of Unit 
Price Work performed by Contractor differs by more than 25 percent from the 
estimated quantity of such item indicated in the Agreement; and 

 
2. if there is no corresponding adjustment with respect to any other item of Work; and 
 
3. if Contractor believes that Contractor has incurred additional expense as a result 

thereof; or if Owner believes that the quantity variation entitles Owner to an 
adjustment in the unit price, either Owner or Contractor may make a Claim for an 
adjustment in the Contract Price in accordance with Article 10 if the parties are 
unable to agree as to the effect of any such variations in the quantity of Unit Price 
Work performed. 

 
4. Adjusted unit prices, if any, shall be applied as follows: 
 

a. Quantity Overruns:  Applied only to the difference between the total quantity 
of completed Work and the calculated quantity of Work at the variation limit 
for a particular item of Unit Price Work. 

 
b. Quantity Underruns:  The difference between the adjusted unit price and the 

original unit price (stated in the Agreement) shall be applied to the total 
quantity of completed Work for a particular item of Unit Price Work. 

 
SC-11.03  Add the following after Paragraph 11.03.D. 
 

E. Price adjustments for fuel, both diesel and gasoline; liquid asphalt; and Portland cement 
contained in cast-in-place concrete shall be made as outlined in Article 6.04 of the Agreement. 

 
ARTICLE 12 - CHANGE OF CONTRACT PRICE; CHANGE OF CONTRACT TIMES 
 
SC-12.01  Change of Contract Price 
 
SC-12.01.C.1  Delete paragraph 12.01.C.1 in its entirety. 
 
SC-12.01.C.2  Delete paragraph 12.01.C.2 in its entirety and replace with: 
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12.01.C.2  The fee shall be based on the following percentages of the various portions of the Cost of 
Work: 
 
a. for costs incurred under Paragraphs 11.01.A.1 and 11.01.A.2, the Contractor’s fee shall be 

15 percent; 
 
b. for costs incurred under Paragraph 11.01.A.3, the Contractor’s fee shall be five percent; 
  
c. where one or more tiers of subcontracts, materialmen, vendors of manufacturer’s, or any of 

their respective personnel are on the basis of Cost of the Work plus a fee, the intent of 
Paragraphs 12.01.C.2.a and 12.01.C.2.b is that the Subcontractor who actually performs the 
Work, at whatever tier, will be paid a fee of 15 percent of the costs incurred by such 
Subcontractor under Paragraphs 11.01.A.1 and 11.01.A.2; and that any higher tier 
Subcontractor and Contractor will each be paid a fee not to exceed five percent of the 
amount paid to the next lower tier Subcontractor.  Regardless of the number of affected 
subcontractor tiers, on any subcontracted work the total maximum fee to be paid by Owner 
under this subparagraph shall be no greater than 27 percent of the costs incurred by the 
Subcontractor that actually performs the work; 

 
d. no fee shall be payable on the basis of costs itemized under Paragraphs 11.01.A.4, 

11.01.A.5, and 11.01.B;  
 
e. the amount of credit to be allowed by Contractor to Owner for any change which results in a 

net decrease in cost will be the amount of the actual net decrease in cost plus a deduction in 
Contractor’s fee by an amount equal to five percent of such net decrease; and  

 
f. when both additions and credits are involved in any one change, the adjustment in 

Contractor’s fee shall be computed on the basis of the net change in accordance 
with Paragraphs 12.01.C.2.a through 12.01.C.2.e, inclusive. 

 
 

ARTICLE 13 - TESTS AND INSPECTIONS; CORRECTION, REMOVAL OR ACCEPTANCE OF 
DEFECTIVE WORK 
 
(No Amendments to General Conditions.) 
 
 
ARTICLE 14 - PAYMENTS TO CONTRACTOR AND COMPLETION 
 
SC-14.01  Schedule of Values 
 
SC-14.01.A.  Replace the phrase “form of Application for Payment acceptable to Engineer” in the first 
sentence with the phrase “form of Application for Payment furnished by Engineer.” 
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SC-14.02 Progress Payment 
 
SC-14.02.A Applications for Payments: 
 
SC-14.02.A.  Add the following to the end of Subparagraph 14.02.A.1 of the General Conditions: 
 

By signing the Application and Certificate for Payment, Contractor certifies that all items, units, 
quantities, and prices of Work and material in the estimate are correct, that all claimed Work has 
been performed and materials supplied in full accordance with the Contract Documents, and that 
Contractor has no claims for damages, losses or expense against Owner for compensation in 
addition to that provided for in the application except such claims for change of Contract Price as 
Contractor has filed with Engineer and Owner in writing (in accordance with Article 10) prior to the 
date of his certifying the application. 

 
SC-14.02.A  Add the following after paragraph 14,02.A.3   
 

4. Contractor shall submit a claim and lien release with each application for payment in a form 
acceptable to Owner and Engineer. 

 
5. All applications for payment and all payments shall be in accordance with applicable Laws and 

Regulations. 
 
SC-14.02.B Review of Applications:  

 
SC-14.02.B. Add the following subparagraph after subparagraph 14.02.B.5.d of the General Conditions: 
 

e. because of Contractor’s failure to submit certifications, affidavits, schedules, or other written 
information when and as required in the Contract Documents, or Contractor’s failure to make 
submittals in accordance with the Schedule of Submittals; or 

 
f. Contractor has failed to comply with the Contract Documents. 
 

SC-14.02.C.  Payment Becomes Due: 
 
Delete 14.02.C Payments Become Due in its entirety, and replace with the following  
 

C. Progress Payments to the Contractor: 

1. The Owner will make payments in accordance with the following provisions, pursuant to 
Section 39G of Chapter 30 of the Massachusetts General Laws:  

a. Upon substantial completion of the Work required by a contract with the Commonwealth, 
or any agency or political subdivision thereof, for the construction, reconstruction, 
alteration, remodeling, repair or improvement of public ways, including bridges and other 
highway structures, sewers and, water mains, airports and other public works, the 
Contractor shall present in writing to the Owner its certification that the Work has been 
substantially completed. Within twenty-one days thereafter, the Owner shall present to the 
Contractor either a written declaration that the Work has been substantially completed or 
an itemized list of incomplete or unsatisfactory work items required by the Contract 
sufficient to demonstrate that the Work has not been substantially completed. The Owner 
may include with such list a notice setting forth a reasonable time, which shall not in any 
event be prior to the contract completion date, within which the Contractor must achieve 
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Substantial Completion of the Work. In the event that the Owner fails to respond, by 
presentation of a written declaration or itemized list as aforesaid, to the Contractor's 
certification within the twenty-one day period, the Contractor's certification shall take effect 
as the Owner's declaration that the Work has been substantially completed.  

b. Within sixty-five days after the effective date of a declaration of a substantial completion, 
the Owner shall prepare and forthwith send to the Contractor for acceptance a substantial 
completion estimate for the quantity and price of the Work done and all but one per cent 
retainage on that Work, including the quantity, price and all but one percent retainage for 
the undisputed part of each Work item and extra Work item in dispute but excluding the 
disputed part thereof, less the estimated cost of completing all incomplete and 
unsatisfactory work items and less the total periodic payments made to date for the Work. 
The Owner also shall deduct from the substantial completion estimate an amount equal to 
the sum of all demands for direct payment filed by Subcontractors and not yet paid to 
Subcontractors or deposited in joint accounts pursuant to Section 39F of Chapter 30 of the 
Massachusetts General Laws, but no contract subject to said Section 39F shall contain 
any other provision authorizing the Owner to deduct any amount by virtue of claims 
asserted against the Contract by Subcontractors, Suppliers or others.  

c. If the Owner fails to prepare and send to the Contractor any substantial completion 
estimate required by Section 39G of Chapter 30 of the Massachusetts General Laws, on 
or before the date herein above set forth, the Owner shall pay to the Contractor interest on 
the amount which would have been due to the Contractor pursuant to such substantial 
completion estimate at the rate of three percentage points above the rediscount rate then 
charged by the Federal Reserve Bank of Boston from such date to the date on which the 
Owner sends that substantial completion estimate to the Contractor for acceptance or to 
the date of payment therefor, whichever occurs first. The Owner shall include the amount 
of such interest in the substantial completion estimate.  

d. Within fifteen days after the effective date of the declaration of Substantial Completion, the 
Owner shall send to the Contractor by certified mail, return receipt requested, a complete 
list of all incomplete or unsatisfactory work items, and, unless delayed by causes beyond 
its control, the Contractor shall complete all such work items within forty-five days after the 
receipt of such list or before the then contract completion date, whichever is later. If the 
Contractor fails to complete such work within such time, the Owner may, subsequent to 
seven days' written notice to the Contractor by certified mail, return receipt requested, 
terminate the Contract and complete the incomplete or unsatisfactory work items and 
charge the cost of same to the Contractor.  

e. Within thirty days after receipt by the Owner of a notice from the Contractor stating that all 
of the Work required by the Contract has been completed, the Owner shall prepare and 
forthwith send to the Contractor for acceptance a final estimate for the quantity and price of 
the Work done and all retainage on that Work less all payments made to date, unless the 
Owner's inspection shows that Work items required by the Contract remain incomplete or 
unsatisfactory, or that documentation required by the Contract has not been completed. If 
the Owner fails to prepare and send to the Contractor the final estimate within thirty days 
after receipt of notice of completion, the Owner shall pay to the Contractor interest on the 
amount which would have been due to the Contractor pursuant to such final estimate at 
the rate hereinabove provided from the thirtieth day after such completion until the date on 
which the Owner sends the final estimate to the Contractor for acceptance or the date of 
payment therefor, whichever occurs first, provided that the Owner's inspection shows that 
no Work items required by the Contract remain incomplete or unsatisfactory. Interest shall 
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not be paid hereunder on amounts for which interest is required to be paid in connection 
with the substantial completion estimate as hereinabove provided. The Owner shall 
include the amount of the interest required to be paid hereunder in the final estimate.  

f. The Owner shall pay the amount due pursuant to any substantial completion or final 
estimate within thirty-five days after receipt of written acceptance for such estimate from 
the Contractor and shall pay interest on the amount due pursuant to such estimate at the 
rate hereinabove provided from that thirty-fifth day to the day of payment. Within 15 days 
after receipt from the Contractor, at the place designated by the Owner, if such place is so 
designated, of a periodic estimate requesting payment of the amount due for the preceding 
periodic estimate period, the Owner shall make a periodic payment to the Contractor for 
the work performed during the preceding periodic estimate period and for the materials not 
incorporated in the Work but delivered and suitably stored at the site, or at some location 
agreed upon in writing, to which the Contractor has title or to which a Subcontractor has 
title and has authorized the Contractor to transfer title to the Owner, upon certification by 
the Contractor that it is the lawful owner and that the materials are free from all 
encumbrances. The Owner shall include with each such payment interest on the amount 
due pursuant to such periodic estimate at the rate herein above provided from the due 
date. In the case of periodic payments, the Owner may deduct from its payment a 
retention based on its estimate of the fair value of its claims against the Contractor, a 
retention for direct payments to Subcontractors based on demands for same in 
accordance with the provisions of Section 39F of said Chapter 30, and a retention to 
secure satisfactory performance of the contractual Work not exceeding five percent of the 
approved amount of any periodic payment, and the same right to retention shall apply to 
bonded Subcontractors entitled to direct payment under Section 39F of said Chapter 30; 
provided, that a five per cent value of all items that are planted in the ground shall be 
deducted from the periodic payments until final acceptance.  

g. (g) No periodic, substantial completion or final estimate or acceptance or payment thereof 
shall bar the Contractor from reserving all rights to dispute the quantity and amount of, or 
the failure of the Owner to approve a quantity and amount of, all or part of any Work item 
or extra Work item.  

h. Substantial Completion, for the purposes of this Paragraph, shall mean either that the 
Work required by the Contract has been completed except for Work having a contract 
price of less than one per cent of the then adjusted total Contract Price, or substantially all 
of the Work has been completed and opened to public use except for minor incomplete or 
unsatisfactory work items that do not materially impair the usefulness of the Work required 
by the Contract. Substantial Completion shall be conclusively determined by the Owner 
after inspection of the Work.  

2. The payment approved will be based on a determination that the Work indicated in the periodic 
estimate has progressed to the indicated point and is in accordance with the Contract 
Documents subject to evaluation upon Substantial Completion, to results of subsequent tests 
specified in the Contract Documents and to specific qualifications issued as part of the 
approval. The Owner may, within seven days after receipt, return to the Contractor for 
correction, any periodic estimate which is not in the required form or which contains 
computations not arithmetically correct and, in that event, the date of receipt of such periodic 
estimate shall be the date of receipt of the corrected periodic estimate in proper form and with 
arithmetically correct computations. The date of receipt of a periodic estimate received on a 
Saturday shall be the first working day thereafter. 
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SC14.02.D.1. Delete subparagraph b in its entirety and replace with: 
 
  b.  Contractor has not fulfilled its obligation under the contract. 
 
Add the following after 14.02.D. 
 

E. Payments to Subcontractors: 

1. Pursuant to Section 39F of Chapter 30 of the Massachusetts General Laws, the following 
provisions (a) through (h) shall apply with respect to payment of Subcontractors: 

a. Forthwith after the Contractor receives payment on account of a periodic estimate, the 
Contractor shall pay to each Subcontractor the amount paid for the labor performed and 
the materials furnished by that Subcontractor, less any amount specified in any court 
proceedings barring such payment and also less any amount claimed due from the 
Subcontractor by the Contractor. 

b. Not later than the sixty-fifth day after each Subcontractor substantially completes its Work 
in accordance with the plans and specifications, the entire balance due under the 
subcontract less amounts retained by the Owner as the estimated cost of completing the 
incomplete and unsatisfactory items of Work, shall be due the Subcontractor; and the 
Owner shall pay that amount to the Contractor. The Contractor shall forthwith pay to the 
Subcontractor the full amount received from the Owner less any amount specified in any 
court Proceedings barring such payment and also less any amount claimed due from the 
Subcontractor by the Contractor. 

c. Each payment made by the Owner to the Contractor pursuant to Clauses (a) and (b) of 
this Subparagraph for the labor performed and the materials furnished by a Subcontractor 
shall be made to the Contractor for the account of that Subcontractor; and the Owner shall 
take reasonable steps to compel the Contractor to make each such payment to each such 
Subcontractor. If the Owner has received a demand for direct payment from a 
Subcontractor for any amount which has already been included in a payment to the 
Contractor or which is to be included in a payment to the Contractor for payment to the 
Subcontractor as provided in Clauses (a) and (b), the Owner shall act upon the demand as 
provided in this Paragraph. 

d. If, within seventy days after the Subcontractor has substantially completed the subcontract 
Work, the Subcontractor has not received from the Contractor the balance due under the 
subcontract including any amount due for extra labor and materials furnished to the 
Contractor, less any amount retained by the Owner as the estimated cost of completing 
the incomplete and unsatisfactory items of work, the Subcontractor may demand direct 
payment of that balance from the Owner. The demand shall be by a sworn statement 
delivered to or sent by certified mail to the Owner, and a copy shall be delivered to or sent 
by certified mail to the Contractor at the same time. The demand shall contain a detailed 
breakdown of the balance due under the subcontract and also a statement of the status of 
completion of the subcontract work. Any demand made after substantial completion of the 
subcontract Work shall be valid even if delivered or mailed prior to the seventieth day after 
the Subcontractor has substantially completed the subcontract Work. Within ten days after 
the Subcontractor has delivered or so mailed the demand to the Owner and delivered or 
so mailed a copy to the Contractor, the Contractor may reply to the demand. The reply 
shall be by a sworn statement delivered to or sent by certified mail to the Owner and a 
copy shall be delivered to or sent by certified mail to the Subcontractor at the same time. 
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The reply shall contain a detailed breakdown of the balance due under the subcontract 
including any amount due for extra labor and materials furnished to the Contractor and of 
the amount due for each claim made by the Contractor against the Subcontractor.  

e. Within fifteen days after receipt of the demand by the Owner, but in no event prior to the 
seventieth day after substantial completion of the subcontract Work, the Owner shall make 
direct payment to the Subcontractor of the balance due under the subcontract including 
any amount due for extra labor and materials furnished to the Contractor, less any amount 
(i) retained by the Owner as the estimated cost of completing the incomplete or 
unsatisfactory items of work, (ii) specified in any court proceedings barring such payment, 
or (iii) disputed by the Contractor in the sworn reply; provided, that the Owner shall not 
deduct from a direct payment any amount as provided in part (iii) if the reply is not sworn 
to, or for which the sworn reply does not contain the detailed breakdown required by 
Clause (d). The Owner shall make further direct payments to the Subcontractor forthwith 
after the removal of the basis for deductions from direct payments made as provided in 
parts (i) and (ii) of this Clause.  

f. The Owner shall forthwith deposit the amount deducted from a direct payment as provided 
in part (iii) of Clause (e) in an interest-bearing joint account in the names of the Contractor 
and the Subcontractor in a bank in Massachusetts selected by the Owner or agreed upon 
by the Contractor and the Subcontractor and shall notify the Contractor and the 
Subcontractor of the date of the deposit and the bank receiving the deposit. The bank shall 
pay the amount in the account, including accrued interest, as provided in an agreement 
between the Contractor and the Subcontractor or as determined by decree of a court of 
competent jurisdiction.  

g. All direct payments and all deductions from demands for direct payments deposited in an 
interest-bearing account or accounts in a bank pursuant to Clause (f) shall be made out of 
amounts payable to the Contractor at the time of receipt of a demand for direct payment 
from a Subcontractor and out of amounts which later become payable to the Contractor 
and in the order of receipt of such demands from Subcontractors. All direct payments shall 
discharge the obligation of the Owner to the Contractor to the extent of such payment.  

h. The Owner shall deduct from payments to a Contractor amounts which, together with the 
deposits in interest-bearing accounts pursuant to Clause (f), are sufficient to satisfy all 
unpaid balances of demands for direct payment received from Subcontractors. All such 
amounts shall be earmarked for such direct payments, and the Subcontractors shall have 
a right in such deductions prior to any claims against such amounts by creditors of the 
Contractor.  

i. If the Subcontractor does not receive payment as provided in Subparagraph (a) or if the 
Contractor does not submit a periodic estimate for the value of the labor or materials 
performed or furnished by the Subcontractor and the Subcontractor does not receive 
payment for same when due less the deductions provided for in subparagraph (a), the 
Subcontractor may demand direct payment by following the procedure in Subparagraph 
(d) and the Contractor may file a sworn reply as provided in that same subparagraph. A 
demand made after the first day of the month following that for which the Subcontractor 
performed or furnished the labor and materials for which the Subcontractor seeks payment 
shall be valid even if delivered or mailed prior to the time payment was due on a periodic 
estimate from the Contractor. Thereafter the Owner shall proceed as provided in 
Subparagraphs (e), (f), (g) and (h).  
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2. "Subcontractor" as used in Paragraph 1014.02F shall mean a person approved by the Owner 
in writing as a person performing labor or both performing labor and furnishing materials 
pursuant to a contract with the Contractor. 

3. The Contractor shall, by an appropriate agreement with each Subcontractor, require each 
Subcontractor to make payments to its Subcontractors in a manner similar to that provided in 
Clause 14.02. 

4. Except as set forth in this Paragraph or as may be otherwise required by law, the Owner shall 
have no obligation to pay or to see to the payment of any moneys to any Subcontractor. 

F Payments Withheld 

5. If the Owner is unable to approve an application for payment as provided in Paragraph 
1014.02C, it will notify the Contractor. If the Contractor and the Owner cannot agree on a 
revised amount, the Owner will issue a payment for the amount which it is able to approve. The 
Owner may also decline to make payment or, because of subsequently discovered evidence or 
subsequent observations, it may nullify the whole or any part of any payment previously 
issued, or, notwithstanding that the Owner has issued a payment, the Owner, in addition to and 
without limitation of any other rights and remedies of the Owner under the Contract 
Documents, may withhold payment of any amounts claimed to be due by the Contractor and 
paid by the Owner, in each case to such extent as may be necessary in order to provide for 
retention covering the fair value of the Owner's claims against the Contractor, which amounts 
may include, but shall not be limited to, the fair value of costs or losses arising from: 

a. defective Work not remedied, 

b. third party claims filed or reasonable evidence indicating probable filing of such claims, 

c. failure of the Contractor to make payments properly to Subcontractors or for labor, 
materials or equipment, 

d. reasonable evidence that the Work cannot be completed for the unpaid balance of the 
Contract Price, 

e. damage to the Owner or another contractor, 

f. reasonable evidence that the Work will not be completed within the Contract Time, 

g. failure to carry out the Work in accordance with the Contract Documents or other default 
by the Contractor under, or failure of the Contractor to comply with any provisions of, the 
Contract Documents, or  

h. actual or anticipated claims for damages for delay.  

If and when the grounds set forth above are removed without cost to the Owner, payment may 
be requested and shall be made for amounts withheld because of such grounds. 
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SC-14.04 Substantial Completion 

SC-14.04 Delete 14.04 in its entirety and replace with the following: 

SC-14.04 Substantial Completion 

A. When the Contractor considers that the Work, or a portion thereof designated by the Owner in the 
Contract Documents, is substantially completed as defined in Paragraph 14.02c, the Contractor shall 
prepare and submit to the Owner three complete sets of all warranties and guarantees required by the 
Contract Documents, and a list of items to be completed or corrected in addition to the certification that 
the Work has been substantially completed as required by Paragraph 14.02.C. The failure to include 
any items on such list does not alter the responsibility of the Contractor to complete all Work in 
accordance with the Contract Documents. When the Owner, on the basis of an inspection, determines 
that the Work or designated portion thereof is substantially complete,  the Owner will then prepare a 
Certificate of Substantial Completion which shall establish the date of Substantial Completion, shall 
include an itemized list of incomplete or unsatisfactory work items as required by Paragraph 14.02.C 
and shall state the responsibilities of the Owner and the Contractor for security, maintenance, heat, 
utilities, damage to the Work, and insurance. The incomplete and unsatisfactory work items shall be 
completed within the time specified in Paragraph 14.02.C. Warranties required by the Contract 
Documents shall commence on the date of Substantial Completion of the Work or designated portion 
thereof unless otherwise provided in the Certificate of Substantial Completion. The Certificate of 
Substantial Completion shall be signed by the Owner and the Contractor indicating their written 
acceptance of the responsibilities assigned to them in such Certificate.  

B. Upon Substantial Completion of the Work or the occupancy or use by the Owner of the Work, or 
designated portion thereof, and upon application by the Contractor and certification by the Owner, 
payment will be made in accordance with Paragraph 14.02.C. 

SC-14.05  Partial Utilization 

SC-14.05.A.1 In the last sentence, delete the phrase “Paragraph 14.04.A through D” and replace with the 
phrase “Paragraph 14.04.A through B.” 

SC-14.07  Final Payment 
 
Delete 14.07 in its entirety and replace with the following: 
 
SC-SC-14.07 Final Completion and Final Payment 

A. Subject to the provisions of Paragraph 14.02.C, if applicable, upon receipt of written notice that the 
Work is ready for final inspection and acceptance and upon receipt of a final request for payment, the 
Owner will promptly make such inspection and, when it finds the Work acceptable under the Contract 
Documents and the Contract fully performed, it will promptly issue a final recommendation for payment 
stating that, based on its observations and inspections, the Work has been completed and that to its 
best knowledge, information and belief the Work has been completed in accordance with the Contract 
Documents and that the entire balance found to be due the Contractor, and noted in said final 
recommendation, is due and payable. The Owner will not approve final payment until an inspection for 
final completion has been performed and the Work has been accepted.  

B. Neither the final payment nor the remaining retained percentage shall become due until the Contractor 
submits to the Owner (1) an affidavit that all payrolls, bills for materials and equipment, and other 
indebtedness connected with the Work for which the Owner or its property might in any way be 
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responsible, have been paid or otherwise satisfied, (2) consent of the Contractor's surety to final 
payment and (3), if required by the Owner, other data establishing payment or satisfaction of all 
obligations, such as receipts, releases and waivers of Claims and liens arising out of the Contract, to 
the extent and in such form as may be designated by the Owner. If any Subcontractor refuses to 
furnish a release or waiver required by the Owner, the Contractor may furnish a bond satisfactory to 
the Owner to indemnify it against any such claim or lien. If any such claim or lien remains unsatisfied 
after all payments are made, the Contractor shall refund to the Owner all moneys that the latter may 
be compelled to pay in discharging such claim or lien, including all costs and reasonable attorneys' 
fees.  

 
ARTICLE 15 - SUSPENSION OF WORK AND TERMINATION 
 
SC-15.01 Owner May Suspend Work 
 
SC-15.01.A Delete the paragraph in its entirety and replace with: 
 

A. At any time and without cause, Owner may suspend the Work or any portion thereof by notice in 
writing to Contractor and Engineer which may fix the date on which Work will be resumed. 
Contractor shall be granted an extension of the Contract Time only as its sole remedy or as 
otherwise permitted by applicable Massachusetts Law, directly attributable to any such suspension 
if Contractor makes a Claim therefor as provided in Paragraph 10.05 unless the suspension is due 
to the actions or inactions of the Contractor or anyone for whom Contractor is responsible. 

SC-15.02 Owner May Terminate for Cause 
 

Delete 15.02.F in its entirety and replace with the following. 
 

F  The Owner may also proceed under the provision of the Contractor’s provided performance and 
payment bonds and any Owner’s actions under the Contract Documents shall not relieve any 
surety obligations under such performance and payment bonds. 

G. If it is ever determined that Owner improperly terminated Contractor for cause, the termination shall 
convert to termination for convenience as defined by these Contract Documents. 

 
ARTICLE 16 - DISPUTE RESOLUTION 
 
(No Amendments to General Conditions.) 
 

 
ARTICLE 17 – MISCELLANEOUS 
 
Add the following new paragraphs immediately after Paragraph 17.06: 
 

SC-17.07  Labor and Legal Requirements 
 

A. Contractor shall abide by all regulations and laws that relate to labor that may affect the 
Work of this Contract, including Federal Davis-Bacon and Massachusetts Prevailing Wage 
regulations. 
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B. The latest Prevailing Wage Rate Schedules setting forth minimum wages and supplements 
for this area of the state, together with labor standard provisions and non-discrimination in 
employment provisions are appended to the Agreement. 

 
C. The Contractor shall make provision for the disability benefits, unemployment insurance, and 

social security required by law. 
 
D. The Contractor shall keep himself fully informed of all laws of the State (in which the Project 

is located) and of the United States of America, and of all municipal laws and ordinances in 
any manner affecting the Work of this Contract, and of all orders or decrees of any body or 
tribunal having any jurisdiction or authority in any manner affecting such Work, and shall be 
responsible for strict compliance therewith. If any clause of this Contract does not conform to 
any such law, such clause shall be void insofar as it conflicts with such law, and such law 
shall be operative in lieu thereof. 

 
E. Each and every provision of law and clause required by law to be inserted in this Contract 

should be, is and is deemed to be inserted herein, and if through a mistake or otherwise any 
such provision is not inserted, or it is not correctly inserted, then upon the application of 
either party the Contract shall forthwith be amended physically to make such insertion. 

 
F. If any provision herein shall be as to destroy the mutuality of this Contract or to render it 

invalid or illegal, then if such provision shall not appear to have been so material that without 
it the Contract would not have been made by the parties, it shall not be deemed to form part 
thereof but the balance of the Contract shall remain in full force and effect. 
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CONTRACT SUPPLEMENT 
 

STATUTORY PROVISIONS FOR MASSACHUSETTS 
PUBLIC CONSTRUCTION CONTRACTS 

 
 
The following provisions are required by requirements of Massachusetts statutes governing public works 
construction contracts in the Commonwealth of Massachusetts. Any other provisions required by statute to 
be included herein shall be deemed to be so included, and are incorporated herein by reference as if set 
forth herein in full. In addition, the parties recognize that the other rights, duties and obligations with respect 
to public construction contracts are provided for by statute, notwithstanding the fact that they are not 
provided for in the Contract Documents. In the case of conflict between the provisions and the Contract 
Documents, the provisions of this Contract Supplement shall govern. In the case of conflict between the 
provisions of this Contract Supplement and the provisions of any applicable statute, the statutory provisions 
shall govern. 

Chapter 29 – Section 29F 

Chapter 30 – Section 38A 

Chapter 30 - Section 39A 

Chapter 30 - Section 39B 

Chapter 30 - Section 39C 

Chapter 30 - Section 39D 

Chapter 30 - Section 39E 

Chapter 30 - Section 39F 

Chapter 30 - Section 39G 

Chapter 30 - Section 39H 

Chapter 30 - Section 39I 

Chapter 30 - Section 39J 

Chapter 30 - Section 39K 

Chapter 30 - Section 39L 

Chapter 30 - Section 39M, M½   

Chapter 30 -Section 39N  

Chapter 30 – Section 39O 

Chapter 30 - Section 39P 

Chapter 30 - Section 39R 

Chapter 30 - Section 39S 

Chapter 30 - Section 39T 

Chapter 44 – Section31C 

Chapter 62C – Section 49A 

Chapter 82 - Section 40 

Chapter 131 – Section 40 

Chapter 149 - Section 26 

Chapter 149 - Section 27 

Chapter 149 - Section 27A 

Chapter 149 - Section 27B 

Chapter 149 - Section 27C 

Chapter 149 - Section 27D 

Chapter 149 - Section 34 

Chapter 149 – Section 44 

Chapter 149 - Section 44A, 44A½  

Chapter 149 - Section 44J 

Chapter 151 - Section 2 
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"#$%&' ()*+,+-./(.+0,&01&.23&4053/,*3,.67%89&:': (4/+;<=.</3&(,)&;0,-3/5(.+0,>?#@%9$&ABA +,=(,)&1+-23/+3-&(,)&4(*3&(,)&0.23/&,(.</(=/3-0</;3-C9D%7EF&GH /3*05(=I&1+==I&)/3)4+,4&0/&(=.3/+,4&01&=(,)J0/)3/+,4&K(.3/- -LMNOPQ&RST&,P&ULVWPQ&WXYZZ&VL[P\LI&]OZZI&̂VL̂_L&PV&YZNLV&YQ̀&aYQbI&VO\LV]VPQNYVLYI&]VLWX&cYNLV&cLNZYQ̂I&MPYWNYZ&cLNZYQ̂I&aLYMXI&̂dQLI&]ZYNI&[YVWXI&[LŶPcPV&WcY[U&aPV̂LVOQ_&PQ&NXL&PMLYQ&PV&PQ&YQ̀&LWNdYV̀I&MVLLbI&VO\LVI&WNVLY[IUPQ̂I&PV&ZYbLI&PV&YQ̀&ZYQ̂&dQ̂LV&WYÔ&cYNLVW&PV&YQ̀&ZYQ̂&WdaeLMN&NP&NÔYZYMNOPQI&MPYWNYZ&WNPV[&]ZPcY_LI&PV&]ZPP̂OQ_I&PNXLV&NXYQ&OQ&NXL&MPdVWL&P][YOQNYOQOQ_I&VLUYOVOQ_&PV&VLUZYMOQ_I&adN&QPN&WdaWNYQNOYZZ̀&MXYQ_OQ_&PVLQZYV_OQ_I&YQ&LfOWNOQ_&YQ̂&ZYc]dZZ̀&ZPMYNL̂&WNVdMNdVL&PV&]YMOZOǸ&dWL̂&OQ&NXLWLV\OML&P]&NXL&UdaZOM&YQ̂&dWL̂&NP&UVP\ÔL&LZLMNVOMI&_YWI&WLcLVI&cYNLVINLZLUXPQLI&NLZL_VYUX&YQ̂&PNXLV&NLZLMP[[dQOMYNOPQ&WLV\OMLWI&cONXPdN&]OZOQ_cVONNLQ&QPNOML&P]&XOW&OQNLQNOPQ&NP&WP&VL[P\LI&]OZZI&̂VL̂_L&PV&YZNLVI&OQMZd̂OQ_WdMX&UZYQW&YW&[Ỳ&aL&QLMLWWYV̀&NP&̂LWMVOaL&WdMX&UVPUPWL̂&YMNO\OǸ&YQ̂&ONWL]]LMN&PQ&NXL&LQ\OVPQ[LQN&YQ̂&cONXPdN&VLMLO\OQ_&YQ̂&MP[UZ̀OQ_&cONX&YQ&PV̂LVP]&MPQ̂ONOPQW&YQ̂&UVP\ÔL̂&YZZ&YUULYZ&ULVOP̂W&XY\L&LZYUWL̂T&-YÔ&QPNOML&WXYZZaL&]OZL̂&à&̂LZO\LV̀&OQ&XYQ̂&NP&NXL&MPQWLV\YNOPQ&MP[[OWWOPQ&PV&ONW&YdNXPVOgL̂VLUVLWLQNYNO\L&PV&à&MLVNO]OL̂&[YOZI&VLNdVQ&VLMLOUN&VLhdLWNL̂I&NP&WYÔMP[[OWWOPQI&PVI&O]&QPQLI&NP&NXL&aPYV̂&P]&WLZLMN[LQ&OQ&Y&NPcQ&PV&NXL&[ỲPV&P]&YMOǸ&OQ&cXOMX&NXL&UVPUPWL̂&YMNO\OǸ&OW&NP&aL&ZPMYNL̂T&<UPQ&WdMX&]OZOQ_I&NXLVLMLOUN&P]&WdMX&QPNOML&WXYZZ&aL&YMbQPcZL̂_L̂&OQ&cVONOQ_&PQ&NXL&]YML&NXLVLP]YQ̂&WXYZZ&OQMZd̂L&NXL&NO[L&YQ̂&̂YNL&WP&VLMLO\L̂T&(&ULVWPQ&̂LZO\LVOQ_&WYÔQPNOML&à&XYQ̂&WXYZZ&aL&_O\LQ&Y&VLMLOUN&OQ&cVONOQ_&YMbQPcZL̂_OQ_&NXL&NO[L&YQ̂ŶNL&P]&WdMX&]OZOQ_T&;PUOLW&P]&WdMX&QPNOML&WXYZZ&aL&WLQN&YN&NXL&WY[L&NO[L&àMLVNO]OL̂&[YOZ&NP&NXL&̂LUYVN[LQN&P]&LQ\OVPQ[LQNYZ&UVPNLMNOPQT&.P&̂L]VỲ&WNYNLYQ̂&ZPMYZ&Ŷ[OQOWNVYNO\L&MPWNW&LYMX&ULVWPQ&]OZOQ_&WdMX&Y&QPNOML&WXYZZ&UỲ&Y]OZOQ_&]LLI&̂LNLV[OQL̂&PQ&Y&WZÔOQ_&WMYZL&aYWOW&à&NXL&MP[[OWWOPQLV&P]Ŷ[OQOWNVYNOPQ&Y]NLV&MPQWdZNYNOPQ&cONX&NXL&WLMVLNYV̀&P]&LQ\OVPQ[LQNYZ&Y]]YOVWT1O]Ǹ&ULVMLQN&P]&YQ̀&]OZOQ_&]LL&OQ&LfMLWW&P]&NcLQǸi]O\L&̂PZZYVW&WXYZZ&aL&[ŶLUỲYaZL&NP&NXL&̂LUYVN[LQN&P]&LQ\OVPQ[LQNYZ&UVPNLMNOPQI&OQ&Y&[YQQLV&NP&aLL̂NLV[OQL̂&à&NXL&MP[[OWWOPQLV&P]&LQ\OVPQ[LQNYZ&UVPNLMNOPQI&YN&NXL&WY[LNO[L&YW&NXL&MPUOLW&P]&NXL&QPNOML&YVL&WLQN&NP&NXL&̂LUYVN[LQN&P]&LQ\OVPQ[LQNYZUVPNLMNOPQT&.XL&VL[YOQ̂LV&P]&WYÔ&]LL&WXYZZ&aL&[ŶL&UỲYaZL&NP&NXL&MOǸ&PVNPcQj&UVP\ÔL̂I&NXYN&WYÔ&VL[YOQ̂LV&WXYZZ&aL&LfULQ̂L̂&WPZLZ̀&à&NXL&ZPMYZMPQWLV\YNOPQ&MP[[OWWOPQ&]PV&NXL&ULV]PV[YQML&P]&ONW&̂dNOLW&dQ̂LV&NXOW&MXYUNLVYQ̂&WXYZZ&YMMP[UYQ̀&NXL&MPÙ&P]&NXL&QPNOML&WLQN&NP&NXL&MOǸ&PV&NPcQT&,P&WdMXQPNOML&WXYZZ&aL&WLQN&aL]PVL&YZZ&ULV[ONWI&\YVOYQMLWI&YQ̂&YUUVP\YZW&VLhdOVL̂&àZPMYZ&àiZYc&cONX&VLWULMN&NP&NXL&UVPUPWL̂&YMNO\OǸI&cXOMX&YVL&PaNYOQYaZL&YN&NXLNO[L&P]&WdMX&QPNOMLI&XY\L&aLLQ&PaNYOQL̂I&LfMLUN&NXYN&WdMX&QPNOML&[Ỳ&aL&WLQNIYN&NXL&PUNOPQ&P]&NXL&YUUZOMYQNI&Y]NLV&NXL&]OZOQ_&P]&YQ&YUUZOMYNOPQ&PV&YUUZOMYNOPQW]PV&WYÔ&ULV[ONWI&\YVOYQMLWI&YQ̂&YUUVP\YZWj&UVP\ÔL̂I&NXYN&WdMX&QPNOML&WXYZZOQMZd̂L&YQ̀&OQ]PV[YNOPQ&Wda[ONNL̂&OQ&MPQQLMNOPQ&cONX&WdMX&ULV[ONWI\YVOYQMLWI&YQ̂&YUUVP\YZW&cXOMX&OW&QLMLWWYV̀&NP&̂LWMVOaL&NXL&L]]LMN&P]&NXLUVPUPWL̂&YMNO\OǸ&PQ&NXL&LQ\OVPQ[LQNT&<UPQ&VLMLOUN&P]&YQ̀&QPNOML&XLVLdQ̂LVNXL&̂LUYVN[LQN&P]&LQ\OVPQ[LQNYZ&UVPNLMNOPQI&XLVLOQY]NLV&MYZZL̂&NXLL̂UYVN[LQNI&WXYZZ&̂LWO_QYNL&Y&]OZL&Qd[aLV&]PV&WdMX&QPNOML&YQ̂&WXYZZ&WLQ̂&YQPNO]OMYNOPQ&P]&WdMX&Qd[aLV&NP&NXL&ULVWPQ&_O\OQ_&QPNOML&NP&NXL&MPQWLV\YNOPQMP[[OWWOPQI&WLZLMN[LQ&PV&[ỲPV&NP&cXP[&NXL&QPNOML&cYW&_O\LQT&-YÔQPNO]OMYNOPQ&WXYZZ&WNYNL&NXL&QY[L&P]&NXL&PcQLV&P]&NXL&ZYQ̂&dUPQ&cXOMX&NXLUVPUPWL̂&cPVb&OW&NP&aL&̂PQL&YQ̂&NXL&ZPMYNOPQ&P]&WYÔ&ZYQ̂T
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����������	
���	���
�����������
�
��	��������������	
���������
������
����� !"  � 

#$%&'()*%+,%-./)-%0&1)2/%3&)4&2'56)77&6%1)603&'-0&3.'.%,%-.3&)4&1),27/'-1%3$'77&(%&'*'/7'(7%&4)6&/-32%1./)-&(5&'-5&/-.%6%3.%0&2'6.5&4/7/-8&'&96/..%-6%:;%3.&.)&.$%&'9'60/-8&';.$)6/.5&4)6&3;1$&/-32%1./)-&'-0&1)25/-8<



����������	
���	���
�����������
�
��	��������������	
���������
������
����� !� ��"
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!"#$%& '()*+*,-.'-*/+%/0%-12%3/42.+)2+-56$78%99& :';/.%'+(%*+(<,-.*2,=>"?$8#%@AB :';/.%'+(%*+(<,-.*2,C8D$6EF%AAG (20*+*-*/+,%'HH:*I';:2%-/%,2I,J%KK'%-/%KK1L%I/)H2-*-*42;*(,%/+%I/+,-.<I-*/+M%2-IJM%/0%H<;:*I%N/.O,L%'N'.(L;/+(,L%2P-.2)2%2)2.32+IQ%,*-<'-*/+,L%.2I/.(,I/+-.'I-,%+/-%,<;R2I-2(%-/%I/)H2-*-*42%;*(%H./I2,,,STUVWX%KK'J%YZ[%-\S%]Ŵ_̀%_SaVXS_%VX%U\V̀%̀STUVWX%̀\bcc%\bdS%U\S%eSbXVXf%̀SUaŴU\%gScW]%]\SXSdŜ%U\Sh%biiSb̂%VX%̀STUVWX̀%aŴUhjaWk̂%'%U\̂Wkf\%aŴUhjaWk̂1M%VXTck̀VdSM%Wa%U\V̀%T\biUŜ%kXcS̀̀%VX_VTbUS_%WU\Ŝ]V̀S%Ŵ%kXcS̀̀%U\S%TWXUSlUVX%]\VT\%U\Sh%b̂S%k̀S_%TcSb̂ch%̂SmkV̂S̀%b%_VaaŜSXU%eSbXVXfJnnIWeeV̀̀VWXŜnnM%eSbX̀%U\S%TWeeV̀̀VWXŜ%Wa%U\S%_VdV̀VWX%Wa%TbiVUbc%b̀̀SUebXbfSeSXU%bX_%ebVXUSXbXTS%Ŵ%\V̀%_S̀VfXSSJnnHkgcVT%'fSXThnn%eSbX̀%b%_Sib̂UeSXUM%bfSXThM%gWb̂_M%TWeeV̀̀VWXM%bkU\ŴVUhMŴ%WU\Ŝ%VX̀ÛkeSXUbcVUh%Wa%U\S%TWeeWX]SbcU\%Ŵ%iWcVUVTbc%̀kg_VdV̀VWX%Wa%U\STWeeWX]SbcU\M%Ŵ%U]W%Ŵ%eŴS%̀kg_VdV̀VWX̀%U\ŜSWa%gkU%XWU%VXTck_VXf%U\S)b̀̀bT\k̀SUÙ%;bh%-̂bX̀iŴUbUVWX%'kU\ŴVUhLnn.S̀iWX̀VgcSnn%eSbX̀%_SeWX̀Ûbgch%iẀ S̀̀̀VXf%U\S%̀oVccM%bgVcVUh%bX_%VXUSf̂VUhXSTS̀̀ b̂h%UW%abVU\akcch%iŜaŴe%U\S%]Ŵo%TbccS_%aŴ%gh%b%ib̂UVTkcb̂%TWXÛbTUMgb̀S_%kiWX%b%_SUŜeVXbUVWX%Wa%TWeiSUSXU%]ŴoebX̀\Vi%bX_%aVXbXTVbcẀkX_XS̀̀%VX%bTTŴ_bXTS%]VU\%U\S%îWdV̀VWX̀%Wa%̀STUVWX%aŴUhjaWk̂%(%Wa%U\V̀T\biUŜLnn2cVfVgcSnn%eSbX̀%bgcS%UW%eSSU%bcc%̂SmkV̂SeSXÙ%aŴ%gV__Ŝ̀%Ŵ%WaaŜŴ̀ %̀SU%aŴU\VX%̀STUVWX̀%aŴUhjaWk̂%'%U\̂Wkf\%aŴUhjaWk̂%1%Wa%U\V̀%T\biUŜ%bX_%XWU%_Sgb̂̂S_âWe%gV__VXf%kX_Ŝ%̀STUVWX%aŴUhjaWk̂%I%Wa%U\V̀%T\biUŜ%Ŵ%bXh%WU\ŜbiicVTbgcS%cb]M%bX_%]\W%̀\bcc%TŜUVah%U\bU%\S%V̀%bgcS%UW%ak̂XV̀\%cbgŴ%U\bU%TbX]Ŵo%VX%\b̂eWXh%]VU\%bcc%WU\Ŝ%ScSeSXÙ%Wa%cbgŴ%SeicWhS_%Ŵ%UW%gSSeicWhS_%WX%U\S%]ŴoJnn)W_kcb̂%;kVc_VXfnnM%b%îSj_S̀VfXS_%gkVc_VXf%Ŵ%kXVÙ%Wa%b%îSj_S̀VfXS_gkVc_VXf%b̀̀SegcS_%bX_%SmkViiS_%]VU\%VXUŜXbc%ickegVXfM%ScSTÛVTbc%Ŵ%̀VeVcb̂h̀̀USè%îVŴ%UW%eWdSeSXU%UW%U\S%̀VUS%]\ŜS%̀kT\%kXVÙ%b̂S%bUUbT\S_%UW%SbT\WU\Ŝ%bX_%̀kT\%gkVc_VXf%V̀%baaVlS_%UW%b%aWkX_bUVWX%bX_%TWXXSTUS_%UW%SlUŜXbckUVcVUVS̀L%Ŵ%bXh%iŴUbgcS%̀ÛkTUk̂S%]VU\%]bcc̀M%b%acWŴM%bX_%b%̂WWaM%_S̀VfXS_%Ŵk̀S_%aŴ%U\S%̀\ScUŜ%Wa%iŜ̀WX̀%Ŵ%îWiŜUhM%ÛbX̀iŴUbgcS%VX%WXS%Ŵ%eŴSS̀TUVWX̀%bX_%baaVlS_%UW%b%aWkX_bUVWX%bX_%TWXXSTUS_%UW%SlUŜXbc%kUVcVUVS̀JnnĤWTk̂SeSXUnnM%gkhVXfM%ik̂T\b̀VXfM%Ŵ%WU\Ŝ]V̀S%bTmkV̂VXf%bX_%VX̀UbccVXf%beW_kcb̂%gkVc_VXfM%bX_%bcc%akXTUVWX̀%U\bU%iŜUbVX%UW%U\S%bTmkV̀VUVWX%bX_VX̀UbccbUVWX%Wa%b%eW_kcb̂%gkVc_VXfM%VXTck_VXf%_S̀T̂ViUVWX%Wa%̂SmkV̂SeSXÙMS̀cSTUVWX%bX_%̀WcVTVUbUVWX%Wa%̀Wk̂TS̀M%îSib̂bUVWX%bX_%b]b̂_%Wa%TWXÛbTUM%bX_bcc%i\b̀S̀%Wa%TWXÛbTU%b_eVXV̀ÛbUVWXJnnĤWîVSUb̂h%SXdV̂WXeSXUbc%UST\XWcWfh%̀h̀USènnM%̀h̀USèM%VX%U\S%UW]X%Wa+bXUkToSUM%VXTck_VXf%̀WcV_%]b̀US%̂ScbUS_%SmkVieSXUM%̀kiiŴUVXf%̀ÛkTUk̂S̀MbX_%gkVc_VXf̀M%_S̀VfXS_M%ebXkabTUk̂S_M%bX_%îW_kTS_%kX_Ŝ%SlTck̀VdSVX_VdV_kbc%̂Vf\U%UW%̀Scc%̀kT\%îW_kTUM%iŜUbVXVXf%UW%̀WcV_%]b̀US%̂ScbUS_SXdV̂WXeSXUbc%îWUSTUVWX%Ŵ%̂SeS_VbUVWXJ%,kT\%̀h̀USè%̀\bcc%VXTck_SM%gkU%XWUgS%cVeVUS_%UWM%̀SmkSXUVbcM%Uk̂XoShM%TWX̀ÛkTUVWX%ebXbfSeSXUM%_S̀VfXpgkVc_îWTk̂SeSXUM%bX_%U\S%i\b̀VXf%Wa%̀kT\%îWTk̂SeSXUM%VXTck_VXf%biîWdbc%Wa_S̀VfX%bX_%TWX̀ÛkTUVWX%̀UbfS̀%b̀%̀Sib̂bUS%Ŵ%TWegVXS_%i\b̀S̀JY'[%2dŜh%TWXÛbTU%Ŵ%îWTk̂SeSXU%aŴ%U\S%TWX̀ÛkTUVWXM%̂STWX̀ÛkTUVWXMVX̀UbccbUVWXM%_SeWcVUVWXM%ebVXUSXbXTS%Ŵ%̂SibV̂%Wa%b%gkVc_VXf%gh%b%ikgcVTbfSXTh%S̀UVebUS_%UW%TẀU%cS̀̀%U\bX%qZrMrrr%̀\bcc%gS%WgUbVXS_%U\̂Wkf\%U\S
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$%&'!( )*+,-,./0)/,1-!12!/34!51640-+4-/78'9:!;;( <)=10!)-*!,-*>./0,4.?@%A':&!BCD <)=10!)-*!,-*>./0,4.E:F'8GH!CCIBJK 2),0!L1+M4/,/,1-!210!=,**40.!1-!L1-./0>L/,1-.NOPQRS!TT)!UVWX!YZ[!)!\]̂_QO!Z̀NSOab!̂NcRdN!NSPNdQS̀!QSPR!Z!ORSPdZOP!cRdeNfQ̀S!fNdgQONf!\]df]ZSP!PR!fNOPQRS!hi*!Rd!fNOPQRS!hij!Rc!OkZ\PNd!lb!fkZ__ORSPdZOP!cRd!PkN!fNdgQONf!Rc!ZS!RmSNdnf!\dRoNOP!pZSZ̀Nd!PR!fNdgN!Zf!PkN!\]̂_QOZ̀NSOanf!Z̀NSP!ZSe!ORSf]_PZSP!e]dQS̀!PkN!\_ZSSQS̀b!eNfQ̀S!ZSeQp\_NpNSPZPQRS!Rc!Z!ORSPdZOP!cRd!PkN!ORSfPd]OPQRSb!dNORSfPd]OPQRSb!QSfPZ__ZPQRSbeNpR_QPQRSb!pZQSPNSZSON!Rd!dN\ZQd!Rc!ZSa!̂]Q_eQS̀!̂a!PkN!\]̂_QO!Z̀NSOaNfPQpZPNe!PR!ORfP!SRP!_Nff!PkZS!qUbrssbsssX!/kN!e]PQNf!Rc!PkN!RmSNdnf!\dRoNOPpZSZ̀Nd!fkZ__!QSO_]eNb!̂]P!SNNe!SRP!̂N!_QpQPNe!PRb!\dRgQeQS̀!ZegQON!ZSeORSf]_PZPQRS!mQPk!dNf\NOP!PR!eNfQ̀Sb!gZ_]N!NS̀QSNNdQS̀b!fOR\N!Rc!PkN!mRdtbORfP!NfPQpZPQS̀b!̀NSNdZ_!ORSPdZOPRd!ZSe!f]̂ORSPdZOPRd!\dNu]Z_QcQOZPQRSb\]df]ZSP!PR!fNOPQRS!TT*!UVW!Rd!TT*!hVT!mkNS!Z\\_QOẐ_Nb!fOkNe]_QS̀bORSfPd]OPQRS!ZSe!PkN!fN_NOPQRSb!SǸRPQZPQRS!mQPk!ZSe!RgNdfQ̀kP!Rc!Z!eNfQ̀SNdZSe!Z!̀NSNdZ_!ORSPdZOPRd!cRd!PkN!\dRoNOPb!NSf]dQS̀!PkN!\dN\ZdZPQRS!Rc!PQpNfOkNe]_Nf!mkQOk!fkZ__!fNdgN!Zf!ORSPdR_!fPZSeZdef!cRd!pRSQPRdQS̀!\NdcRdpZSONRc!PkN!̂]Q_eQS̀!\dRoNOPb!ZSe!ZffQfPQS̀!QS!\dRoNOP!NgZ_]ZPQRS!QSO_]eQS̀b!̂]P!SRP_QpQPNe!PRb!mdQPPNS!NgZ_]ZPQRSf!Rc!PkN!\NdcRdpZSON!Rc!PkN!eNfQ̀S!\dRcNffQRSZ_bORSPdZOPRdfb!ZSe!f]̂ORSPdZOPRdfX!2Rd!PkN!\]d\RfNf!Rc!PkQf!f]̂fNOPQRSb!PkN!PNdpnnRmSNdnf!\dRoNOP!pZSZ̀Ndnn!fkZ__!pNZS!ZS!QSeQgQe]Z_b!ORd\RdZPQRSb!\ZdPSNdfkQ\bfR_N!\dR\dQNPRdfkQ\b!oRQSP!fPROt!ORp\ZSab!oRQSP!gNSP]dNb!Rd!RPkNd!NSPQPaNS̀Z̀Ne!QS!PkN!\dZOPQON!Rc!\dRgQeQS̀!\dRoNOP!pZSZ̀NpNSP!fNdgQONf!cRd!PkNORSfPd]OPQRS!ZSe!f]\NdgQfQRS!Rc!ORSfPd]OPQRS!Rc!̂]Q_eQS̀fX!/kN!RmSNdnf!\dRoNOPpZSZ̀Nd!fkZ__!̂N!Z!\NdfRS!mkR!Qf!dǸQfPNdNe!̂a!PkN!ORppRSmNZ_Pk!Zf!ZSZdOkQPNOP!Rd!\dRcNffQRSZ_!NS̀QSNNd!ZSe!mkR!kZf!ZP!_NZfP!r!aNZdf!Nv\NdQNSON!QSPkN!ORSfPd]OPQRS!ZSe!f]\NdgQfQRS!Rc!ORSfPd]OPQRS!Rc!̂]Q_eQS̀f!Rd!Z!\NdfRSb!QcSRP!dǸQfPNdNe!Zf!ZS!ZdOkQPNOP!Rd!\dRcNffQRSZ_!NS̀QSNNdb!mkR!kZf!ZP!_NZfP!laNZdf!Nv\NdQNSON!QS!PkN!ORSfPd]OPQRS!ZSe!f]\NdgQfQRS!Rc!ORSfPd]OPQRS!Rc]̂Q_eQS̀fX!/kN!RmSNdnf!\dRoNOP!pZSZ̀Nd!fkZ__!̂N!QSeN\NSeNSP!Rc!PkN!eNfQ̀SNdbǸSNdZ_!ORSPdZOPRd!Rd!ZSa!f]̂wORSPdZOPRd!QSgR_gNe!QS!PkN!̂]Q_eQS̀!\dRoNOPXŶ[!-RPmQPkfPZSeQS̀!f]̂fNOPQRS!YZ[b!Z!\]̂_QO!Z̀NSOa!pZa!ZffQ̀S!ZS!NvQfPQS̀Np\_RaNN!PR!fNdgN!Zf!PkN!RmSNdnf!\dRoNOP!pZSZ̀Ndb!Qc!PkZP!Np\_RaNN!pNNPf!RdNvONNef!PkN!pQSQp]p!u]Z_QcQOZPQRSf!Zf!R]P_QSNe!QS!f]̂fNOPQRS!YZ[!ZSe!kZfNv\NdQNSON!QS!PkN!ORSfPd]OPQRS!ZSe!f]\NdgQfQRS!Rc!ORSfPd]OPQRS!Rc!̂]Q_eQS̀f!RcfQpQ_Zd!fQxN!ZSe!fOR\N!Rc!ORp\_NvQPa!Zf!PkN!\dRoNOP!PR!mkQOk!kN!Qf!ZffQ̀SNeXYO[!/kN!\]̂_QO!Z̀NSOa!fkZ__!]fN!Z!u]Z_QcQOZPQRSf!̂ZfNe!fN_NOPQRS!\dRONff!PR\dRO]dN!PkN!fNdgQONf!Rc!ZS!RmSNdnf!\dRoNOP!pZSZ̀NdX
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"#$%&' ()*+,+-./(.+0,&01&.23&4053/,*3,.67%89&::' ;(<0/&(,)&+,)=-./+3->?#@%9$&ABC ;(<0/&(,)&+,)=-./+3-D9E%7FG&BBH +,5+.(.+0,-&.0&<+)I&,0.+J3I&J0,.3,.-I&5+0;(.+0,-IK3,(;.L -MNOPQR&SSTU&VWX&,Q&YZ[\PN&]̂MRN_&Q̀&]ZOaQ̀PO_&Qb&OaM&NQccQRdM]\Oa&Q̀&]R_YQ\POPN]\&eZ[fPgPePQR&OaM̀MQb&ea]\\&]d]̀f&]R_&NQRÒ]NO&bQ̀&daPNa&NQcYMOPOPgM[Pfe&]̀M&̀MhZP̀Mf&YZ̀eZ]RO&OQ&eMNOPQR&bQ̀O_ibQZ̀&(&Qb&OaPe&Na]YOM̀&Q̀&eMNOPQROaP̀O_iRPRM&*&Qb&Na]YOM̀&OaP̀O_j&Q̀&bQ̀&daPNa&NQcYMOPOPgM&ỲQYQe]\e&]̀MM̀hZP̀Mf&YZ̀eZ]RO&OQ&eZ[eMNOPQR&VSX&Qb&eMNOPQR&bQ̀O_ibQZ̀&3&Qb&OaPe&Na]YOM̀&Q̀eMNOPQR&M\MgMR&J&Qb&Na]YOM̀&OdMRO_ibPgM&(j&ZR\Mee&]&RQOPNM&PRgPOPR̂&[Pfe&Q̀ỲQYQe]\e&OaM̀MbQ̀&ea]\\&a]gM&[MMR&YQeOMf&RQ&\Mee&Oa]R&QRM&dMMk&ỲPQ̀&OQ&OaMOPcM&eYMNPbPMf&PR&eZNa&RQOPNM&bQ̀&OaM&̀MNMPYO&Qb&e]Pf&[Pfe&Q̀&ỲQYQe]\e&PR&]NQReYPNZQZe&Y\]NM&PR&Q̀&RM]̀&OaM&QbbPNMe&Qb&OaM&]d]̀fPR̂&]ZOaQ̀PO_j&]Rf&ea]\\a]gM&̀Mc]PRMf&YQeOMf&ZROP\&OaM&OPcM&eQ&eYMNPbPMfj&]Rf&ZR\Mee&eZNa&RQOPNM&ea]\\]\eQ&a]gM&[MMR&YZ[\PeaMf&]O&\M]eO&QRNM&RQO&\Mee&Oa]R&OdQ&dMMke&ỲPQ̀&OQ&OaMOPcM&eQ&eYMNPbPMf&PR&OaM&NMRÒ]\&̀M̂PeOM̀&YZ[\PeaMf&[_&OaM&eMǸMO]̀_&Qb&eO]OMYZ̀eZ]RO&OQ&eMNOPQR&OdMRO_&(&Qb&Na]YOM̀&RPRM&]Rf&PR&]&RMdeY]YM̀&Qb&̂MRM̀]\NP̀NZ\]OPQR&PR&OaM&\QN]\PO_&Qb&OaM&ỲQYQeMf&ỲQlMNOj&]Rf&QR&OaM&J0**<=L-e_eOMc&]fcPRPeOM̀Mf&[_&OaM&QYM̀]OPQR]\&eM̀gPNMe&fPgPePQRU&-]Pf&RQOPNM&ea]\\]\eQ&[M&YZ[\PeaMf&]O&eZNa&QOaM̀&OPcMe&]Rf&PR&eZNa&QOaM̀&RMdeY]YM̀e&Q̀&Ò]fMYM̀PQfPN]\e&]e&OaM&NQccPeePQRM̀&Qb&N]YPO]\&]eeMO&c]R]̂McMRO&]Rfc]PROMR]RNM&c]_&̀MhZP̀Mj&a]gPR̂&̀M̂]̀f&OQ&OaM&\QN]\PO_&Qb&OaM&dQ̀k&PRgQ\gMfUVmX&-]Pf&RQOPNM&ea]\\&eYMNPb_&OaM&OPcM&]Rf&Y\]NM&daM̀M&Y\]Re&]Rf&eYMNPbPN]OPQReQb&OaM&ỲQYQeMf&dQ̀k&c]_&[M&a]fI&OaM&OPcM&]Rf&Y\]NM&Qb&eZ[cPeePQR&QbM̂RM̀]\&[PfeI&]Rf&OaM&OPcM&]Rf&Y\]NM&bQ̀&QYMRPR̂&Qb&OaM&̂MRM̀]\&[PfeU&1Q̀NQRÒ]NOe&eZ[lMNO&OQ&OaM&ỲQgPePQRe&Qb&eMNOPQRe&bQ̀O_ibQZ̀&(&OQ&2j&PRN\ZePgMj&QbOaPe&Na]YOM̀j&e]Pf&RQOPNM&ea]\\&]\eQ&eYMNPb_&OaM&OPcM&]Rf&Y\]NM&bQ̀&eZ[cPeePQRQb&bP\Mf&eZ[i[Pfej&daM̀M&̀MhZP̀Mf&YZ̀eZ]RO&OQ&eMNOPQR&bQ̀O_ibQZ̀&1I&]Rf&OaMOPcM&]Rf&Y\]NM&bQ̀&QYMRPR̂&Qb&e]Pf&bP\Mf&eZ[i[PfeU-]Pf&RQOPNM&ea]\\&]\eQ&ỲQgPfM&eZbbPNPMRO&b]NOe&NQRNM̀RPR̂&OaM&R]OZ̀M&]Rf&eNQYMQb&eZNa&ỲQlMNOj&OaM&O_YM&]Rf&M\McMROe&Qb&NQReÒZNOPQRj&]Rf&eZNa&QOaM̀PRbQ̀c]OPQR&]e&dP\\&]eePeO&]YY\PN]ROe&PR&fMNPfPR̂&OQ&[Pf&QR&eZNa&NQRÒ]NOUVnX&,Q&NQRÒ]NO&Q̀&ỲM\PcPR]̀_&Y\]Re&]Rf&eYMNPbPN]OPQRe&ea]\\&[M&eY\PO&Q̀fPgPfMf&bQ̀&OaM&YZ̀YQeM&Qb&Mg]fPR̂&OaM&ỲQgPePQRe&Qb&OaPe&eMNOPQRUVSX&4MRM̀]\&[Pfe&]Rf&bP\Mf&eZ[i[Pfe&bQ̀&]R_&NQRÒ]NO&eZ[lMNO&OQ&OaPe&eMNOPQRea]\\&[M&PR&d̀POPR̂&]Rf&ea]\\&[M&QYMRMf&PR&YZ[\PN&]O&OaM&OPcM&]Rf&Y\]NMeYMNPbPMf&PR&OaM&YQeOMf&Q̀&YZ[\PeaMf&RQOPNMj&]Rf&]bOM̀&[MPR̂&eQ&QYMRMf&ea]\\&[MQYMR&OQ&YZ[\PN&PReYMNOPQRUVoX&.aM&ỲQgPePQRe&Qb&OaPe&eMNOPQR&ea]\\&RQO&]YY\_&OQ&]R_&Ò]Re]NOPQR&[MOdMMROaM&NQccQRdM]\Oa&]Rf&]R_&YZ[\PN&eM̀gPNM&NQ̀YQ̀]OPQRUVpX&.aM&ỲQgPePQRe&Qb&OaPe&eMNOPQR&c]_&[M&d]PgMf&PR&N]eMe&Qb&MqÒMcMMcM̀̂ MRN_&PRgQ\gPR̂&OaM&aM]\Oa&]Rf&e]bMO_&Qb&OaM&YMQY\M&]Rf&OaMP̀&ỲQYM̀O_jZYQR&OaM&d̀POOMR&]YỲQg]\&Qb&e]Pf&NQccPeePQRM̀U&.aM&d̀POOMR&]YỲQg]\&ea]\\NQRO]PR&]&fMeǸPYOPQR&Qb&OaM&NP̀NZceO]RNMe&]Rf&OaM&̀M]eQRe&bQ̀&OaMNQccPeePQRM̀re&fMOM̀cPR]OPQRUVsX&taQMgM̀&gPQ\]OMe&]R_&ỲQgPePQR&Qb&OaPe&eMNOPQR&ea]\\&[M&YZRPeaMf&[_&]&bPRMQb&RQO&cQ̀M&Oa]R&OMR&OaQZe]Rf&fQ\\]̀e&Q̀&[_&PcỲPeQRcMRO&PR&OaM&eO]OM&ỲPeQRbQ̀&RQO&cQ̀M&Oa]R&OàMM&_M]̀e&Q̀&PR&]&l]P\&Q̀&aQZeM&Qb&NQ̀̀MNOPQR&bQ̀&RQO&cQ̀MOa]R&OdQ&]Rf&QRMia]\b&_M]̀ej&Q̀&[_&[QOa&e]Pf&bPRM&]Rf&PcỲPeQRcMROI&]Rf&PR
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DEPARTMENT OF ENVIRONMENTAL PROTECTION 

BUREAU OF RESOURCE PROTECTION 
DIVISION OF MUNICIPAL SERVICES POLICIES 

 
 
 The Division of Municipal Services (DMS) has established the following policies for all Division 
financially-assisted projects. 
 
POLICY MEMORANDUM NO. CG-1  EASEMENTS AND RIGHTS OF WAY 
 
 Prior to the approval of financial assistance for construction, the owner shall obtain and shall thereafter 
retain, a fee simple or such estate or interest in the site of construction and rights of access as will assure 
undisturbed use and possession for the purpose of construction and operation for the estimated life of the 
project.  The Division may refuse to approve financial assistance until it has received from the owner 
sufficient assurances that such interests have been obtained.  Unless the Division otherwise notifies the 
owner, the certificate (under pains and penalties of perjury) of the owner’s legal representative shall 
constitute such sufficient assurance. 
 
 Additional cost which result from interruptions of construction or extensions of contract 
time caused by the owner’s failure to obtain the necessary interests in land shall be ineligible for 
financial assistance, and all such additional costs shall be borne by the owner. 
 
POLICY MEMORANDUM NO. CG-2    PERMITS 
 
 The owner shall be responsible for identifying and obtaining all federal, state, local and 
railroad permits required by the nature and location of construction, including but not limited to 
building construction permits and permits for street and highway cuts and openings, and all such 
permits shall be listed in a separate permits section of the contract documents.  To the extent 
possible, such permits shall be obtained by the owner prior to the solicitation of bids for 
construction, and copies of all permits so obtained shall be included in the said permits section.  The 
status of the application for each permit, including the permit conditions, and costs, not obtained 
prior to the solicitation of bids shall also be indicated in the contract documents permits section.  
The Division may refuse to approve financial assistance for construction unless and until it has 
received from the owner sufficient assurances that all necessary permits have been or will be 
obtained prior to the commencement of construction. 
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Policy Memorandum No. CG-2 – Permits (Con’t) 
 
 
 The contractor shall be responsible for obtaining all permits required of his equipment, work 
force, or particular operations (such as blasting) in the performance of the contract and not 
otherwise specified in the two preceding paragraphs as to be obtained by the owner.  These permit 
fees shall be paid by the contractor. 
 
 The owner shall be responsible for the payment of all other permit fees required by the 
construction. 
 
 The following permits shall not be eligible for financial participation by the Department of 
Environmental Protection (DEP). 
 

• Permits and insurance for construction in railroads’ rights of way; 
• Building permits; 
• Permits for opening public streets and other public or municipal rights of way; 
• Permits for the use of explosives; 
• Permits for the disposal of waste materials; 
• Permits and fees for connecting to municipal utilities. 

 
Permits required by extraordinary circumstances and not specifically excluded from 

eligibility above may be eligible for DEP participation.  For such permits to be so eligible, the 
owner or his representative must notify the DEP project engineer in advance of obtaining such 
permit and receive from the engineer specific agreement that such permit will be eligible for DEP 
participation.  Eligibility for such participation will not be made retroactively. 

 
 Additional costs which result from interruptions of construction or extensions of contract time 
resulting from the owner’s or the contractor’s failure to obtain the necessary permits may be ineligible for 
participation. 
 
 
POLICY MEMORANDUM NO. CG-3    FIELD CONTROLS 
 
     The Owner shall be responsible for indicating on the contract drawings all easement limits and 
all property and other control lines for locating the principal component parts of the work together 
with those elevations and bench marks used in the design of the work, all hereinafter referred to as 
"field controls".  Where easement and property limits have not previously been established in the 
field, the owner shall be responsible for establishment of such limits.  From the information 
provided by the Owner, unless otherwise specified, the Contractor shall develop and make all 
layouts required for construction, such as slope stakes, batter boards, stakes for pipe locations and 
other working points, lines, elevations and cut sheets. 
 
     Whenever he has reason to believe that an error exists or whenever he is otherwise unable to 
locate the field controls, the contractor shall promptly notify the owner and the owner's engineer of 
such error with appropriate documentation. 
 
 
 
 



 

DEP-DMS-CG-3  

POLICY MEMORANDUM NO. CG-4   RECORD DRAWINGS: 
      
 The Owner shall be responsible for the preparation of all record drawings required by this 
contract.  This responsibility may be delegated to the Owner’s representative.  The responsibility for 
preparation of record drawings shall not be delegated or transferred to the contractor.  They may use 
the contractor’s and sub-contractor’s certified AS BUILT drawings along with their own marked up set 
in the preparation of the Record Drawings. 
 
 Division approved contract drawings shall be revised upon completion of the contract to reflect 
any changes made and/or final quantities, as appropriate. 
 
    
POLICY MEMORANDUM NO. CG-5    PLAN SCALE 
 
 Unless otherwise approved in advance by the Division, the horizontal scale for construction 
plans for non-structural facilities shall be 1” = 40’.  A larger horizontal scale shall be used where 
appropriate to show sufficient detail to construct the project.  The vertical scale for construction 
plans for non-structural facilities shall be 1” = 4’.  Based on the best information available at the 
time of their preparation, the location of underground utilities and support structures for overhead 
utilities shall be shown on the plans. 
 
 Unless otherwise exempted in advance by the Division, construction plans shall be updated 
whenever the date of the advertisement for bids for the construction of such facilities is more than 
one year after the date of approval by the Division or EPA; and in the case of approval by both such 
agencies, the later approval date shall be used in determining the need for update. 
 
 The consulting engineer shall receive adequate compensation for updating plans and 
specifications, and such additional cost shall be eligible for assistance to the extent not otherwise 
prohibited by USEPA and Division regulations and program guidance. 
 
 All revision, or review without need for revision, shall be noted and dated on the plans prior to 
advertisement of the project for bid. 
 
POLICY MEMORANDUM NO. CG-6    BORINGS LOGS 
 
 All soil borings shall be taken as close as practicable to the construction line, and the location of all 
such borings shall be clearly indicated on the contract drawings.  The plan view shall show the location and 
boring number of each boring.  The profile view shall show the location, elevation, and depth of each soil 
boring, the location of each change in soil stratum, the groundwater level, and the average of blow counts at 
each five foot interval.  As a minimum, boring logs to be submitted with the plans and specifications shall 
show the name of the company taking the borings, the soil classification, the number of blows per foot of 
penetration, the groundwater elevation, and the date on which the borings were taken. 
 
 As part of the submission of plans and specification for approval, the owner’s representative 
shall include written justification for the lesser frequency and depth of borings where their interval 
is more than approximately 300’ or their depth is less than 50% below depth of pipe invert. 
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POLICY MEMORANDUM NO. CG-7  BREAKDOWN OF BID ITEMS  
 
 The following items shall, where applicable, be listed separately in the bid documents. 
 
 1.  Mobilization   4.  Rock-Excavation 
 
 2.  Pavement    5.  Wood or steel sheeting left in place 

a. Municipal 
   i. temporary  6.  Excavation of unsuitable materials below grade. 
  ii. permanent 

      7.  Select and/or borrow material 
           b.   State     
                             i.  temporary  8. Dewatering 
                            ii.  permanent 
      9. Special Dewatering (coffer dam) 

3. Concrete cradle or encasement 
(to be identified where applicable) 

 
 Mobilization costs are the costs of initiating the contract, exclusive of the cost of materials.  
Payment for mobilization shall be a lump sum at the price bid for this item in the proposal and shall 
be payable when the contractor is operational on the site.  For purposes of this policy, “operational” 
shall mean the substantial commencement of work on site. 
 
 The lump sum price bid for mobilization shall not exceed five per centum (5%) of the total 
amount of the bid. 
 
POLICY MEMORANDUM NO. CG-8    PAVEMENT 
 
 All roads and trenches therein shall be refilled and repaved in accordance with specifications 
provided by the owner in the contract documents.  Please note that this policy may be excludable on 
federally assisted projects where bid alternative items may be required (i.e. trench width vs. full 
width pavement).  You are advised to seek project specific clarification. 
 
 Loan eligibility shall be limited to the following: 
 

A. Where the depth of the pipe invert is 0 to 8’, the maximum pavement widths which 
shall be eligible for financial assistance are as follows: 

 
Nominal Pipe Diameter  Maximum Eligible Widths 
            Initial Pavement      Permanent Trench 
  0-24”                   6’-6”     8’-6” 

 
 Where the nominal pipe diameter is greater than 24” the maximum eligible width for initial 
re-paving shall be the nominal diameter of the pipe plus four (4) feet, and for permanent trench re-
paving the maximum eligible width shall be the nominal pipe diameter plus six (6) feet. 
 

B. For each additional four (4) feet (or fraction thereof) of pipe invert depth, add three 
feet to the eligible width limits stated in paragraph A. 
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Policy Memorandum No. CG-8 – Pavement (Con’t) 
 
 
 At the design phase of a project the owner has the option to elect either Initial Pavement 
with Option I (Permanent Trench replacement) or Initial with Option II (curb to curb over initial) 
 
Initial Pavement 
 
   Top of existing pavement 
 
     Initial bituminous concrete pavement 
                                                                                                 d* 

    
                                 

   w (initial)  

 
 

d*= depth of existing pavement to a maximum of 3 inches (see general notes #3) 
 w = maximum eligible Initial pavement width as described in paragraphs “A” & “B” on 
        page DEP-DMS-CG’s-P4. 
 
OPTION I     Permanent Trench Pavement 
 
   Top of existing pavement 
 
     Top course 
 
       Base course 
 

   
 
                     d*  

  
               w  (permanent)                          
 

 

 
 

d*= depth of existing pavement trench to a maximum of 3 inches (see general notes #3) 
 w = maximum eligible permanent pavement width as described in paragraphs “A” & “B”. 
         equals initial width plus 2 feet and includes: 
 

• Cutting edges for  the permanent trench 
• Removal of initial patch plus two feet of existing pavement 
• Fine grading/compacting gravel 
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• Placement of Permanent Trench pavement in two courses. 
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Policy Memorandum No. CG-8 – Pavement (Con’t) 
 
 
 
 
 
OPTION II  Curb to Curb Pavement (overlay pavement for roadways up to 28 feet) 
 
 
                             All roadway widening ineligible 
                                                   1½” overlay pavement up to 28 feet. 
                                                                              Initial Pavement (left in place) 

t 
                                                                                                   

 
 
 
         E.R. 

 
 
E.R. 

  
    

 
 
 

 

   w (initial)  

 
 
 
 E.R.= edge of existing paved roadway 

             t = one and one half inch (1½”) overlay of bituminous concrete pavement 
 
 
GENERAL NOTES: 
 

1. Repavement of settled areas and crown restoration within the trench limits shall be 
the responsibility of the contractor. 

2. Leveling outside the trench limits shall be the responsibility of the owner. 
3. Sewer trench re-fill and pavement re-paving on public ways under the jurisdiction of 

the Massachusetts Department of Public Works, the Metropolitan District 
Commission, or other such agency shall be in accordance with permit(s) issued 
therefore by that Department or Commission, as the case may be. 

4. The Division will consider requests for increase in the participating pay limits 
defined in paragraphs A and B, when such increases are, in the Division’s opinion, 
reasonable.  Such requests should be documented in writing and submitted to the 
Division in a timely manner. 

5. Projects which deviate from the above options are required to seek Division review 
and approval. 
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POLICY MEMORANDUM NO. CG-9    PIPE TESTING 
 
 Monthly payment estimates shall be prepared in accordance with contract documents.  All pipe shall 
be tested in accordance with the contract documents and sound engineering practice.  If, after 60 days 
following submission of a monthly payment estimate for pipe items, the pipe for which payment is requested 
has not been successfully tested, the owner may withhold up to 10% of the amount requested for such pipe 
items until the pipe has been so tested.  However, in the case of a major (pipe diameter 24 inches or greater) 
interceptor pipe installation, sums retained by the owner pursuant to this policy memorandum shall not 
exceed two per centum (2%) of the costs of such pipe items. 
 
POLICY MEMORANDUM NO. CG-10    CHANGE ORDERS 
 
 Executed change orders submitted to the Division for review and processing for financial assistance 
must be prepared on the attached Change Order Forms (CG-10, Attachment 1, pages A-1 & A-2) with a 
duplicate copy, calculation sheet(s) (CG-10, Attachment 2), and all other supporting documentation 
necessary for evaluation.  Failure to comply with these instructions will result in delays in processing the 
change order and/or limited financial assistance. 
 
 M.G.L. c.44, s.31C requires that the auditor, accountant, or other municipal officer having 
similar duties must certify that adequate funding in an amount sufficient to cover the total cost of 
the change order has been made.  Change orders will not be processed or approved until this 
certification is made on the face of the Change Order Form (CG-10 Attachment 1). 
 
Payment of Change Orders: 
 
 Payment of all change orders shall be in accordance with the relevant provisions of 
Massachusetts General laws, Chapter 30, Section 39G for non-building construction and Section 
39K for building construction. 
 
 Payment of change orders shall be made in accordance with one of the following three 
methods: 
 
 

A. Existing unit prices as set forth in the contract; or 
B. Agreed upon lump sum or unit prices; or 
C. Time and materials 

 
 
A. Payment for work for which there is a unit price in the contract: 
 

Where the contract contains a unit price for work and the Engineer orders a change for work 
of the same kind as other work contained in the contract and is performed under similar 
physical conditions, the contractor may accept full and final payment at the contract unit 
price(s) for the acceptable quantities. 
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Policy Memorandum No. CG-10 – Change Orders (Con’t) 
 
 
B. Payment for work or materials for which no price is contained in the contract: 
 

If the Engineer directs, the contractor shall submit promptly in writing to the Engineer and 
offer to do the required work on a lump sum or unit price basis, as specified by the Engineer.  
The stated price, either lump sum or unit price, shall be divided so as to show that it is the 
sum of: 
 
(1) The estimated cost of labor, plus 
(2) Direct Labor Cost, plus 
(3) Material and Freight Costs, plus 
(4) Equipment Costs, plus 
(5) An amount not to exceed 20% of the sum of items (1) through (4) for overhead and 

profit, plus (if applicable), 
(6) In the case of work done by a subcontractor an amount not to exceed 7 ½ %, for the 

general contractor of the sum of items (1) through (4) for his overhead and profit, 
less, if applicable, 

(7) Credits for work deleted from the contract. 
C. Payment for work on a time and materials basis: 
 

Unless an agreed lump sum and/or unit price is obtained from above and is so stated in the 
change price, the contractor shall accept as full payment for which no other agreement is 
contained in contract, and amount equal to: 

 
(1) The estimated cost of Labor, plus 
(2) Direct Labor Cost, plus 
(3) Material and Freight Costs, plus 
(4) Equipment Costs, plus 
(5) An amount not to exceed 20% of the sum of items (1) through (4) for overhead and 

profit, plus (if applicable), 
(6) In the case of work done by a subcontractor an amount not to exceed 7 ½ %, for the 

general contractor of the sum of items (1) through (4) for his overhead and profit, 
less, if applicable, 

(7) Credits for work deleted from the contract. 
 
Explanation of items (1) through (7) as outlined in “B” and “C”: 
 

(1)  Labor – Only those workers employed on the project who are doing the extra work, including the 
foreman in charge, are allowable.  General foremen, superintendents, or other supervisory 
personnel are considered to be included in the overhead markup as provided in items (5) and/or 
(6).  Hourly labor rates in excess of those as listed in the contract wage rates (Federal or State, 
whichever applies) require documentation.  As a minimum, an explanation and the appropriate 
copy of the certified payroll are required. 
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Policy Memorandum No. CG-10 – Change Orders (Con’t) 
 
 
(2)  Direct Labor Costs - These costs are limited to those which are required in the contract 

document.  Coverage in excess of the contract provisions, secured by the 
contractor/subcontractor(s) at his option, are ineligible for financial assistance.  The following list 
of typical direct labor charges is provided for your assistance and is in no way intended to be 
complete or all encompassing: 

 
• Workman’s Compensation 
 
• Federal/State: Social Security Tax and Unemployment Tax; 
 
• Health, Welfare and Pension Benefits; (this cost is included in the wage rates appearing 

in the Mass. Wage Rates of the contract specifications) 
 
• Liability Insurance: Bodily Injury; 

      Excess Umbrella; 
      Property damage; 
      Public Liability 
 
  ● Blasters Insurance                         ) 
        ) 
  ● Builders Risk Insurance   ) 
        ) If applied to any required  
  ● Experience Modification Insurance ) direct labor costs. 
        ) 
  ● Surcharges    ) 
 

Following the Notice of Intent to Award, the Owner shall require the Low Bidder to submit the 
percentage to be used for the Direct Labor Cost markup, along with the breakdown of how it is 
calculated (this number shall be required and submitted to MassDEP before and Authorization to 
Award is issued by DMS). This documented direct labor cost may be adjusted upon the 
submission of new documentation which demonstrates both how and why it has changed. 

 
 

(3) Material and Freight – Only those materials required as a result of the change order and 
reasonable freight charges for delivery of same are allowable. 
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Policy Memorandum No. CG-10 – Change Orders (Con’t) 
 
 
 
(4)  Equipment – Only the equipment required as a result of the change order is allowable.  

Equipment rental rates shall be governed by the current Nielson/Dataquest Rental Rate bluebook 
for Construction Equipment (the “Bluebook”).  In determining the rental rate the following shall 
apply: 

 
(a) For equipment already on the project – the monthly prorated rental rate by the hourly use 

shall be applicable; 
(b) For equipment not on the project the daily rate, the weekly rate, or monthly rate will 

prevail, whichever will prove to be most cost effective.  Small tools and manual 
equipment are examples of costs not allowable under this item.  These costs are 
considered to be included in the overhead markup as provided in items (5) and/or (6)  
(1 month (normal use) = 176 hours) 

 
(5) & (6) Overhead and Profit – All other costs not previously mentioned are considered to be 

included in this item, be it for the general contractor or subcontractor(s). 
 

(7) Credits – Work deleted, material and equipment removed from the contractor, stored and/or 
returned shall be credited to the cost of the change order, less costs. 

 
The Contractor shall furnish itemized statements of the cost of the work ordered and shall 

give the Engineer access to all accounts, bills and vouchers relating thereto; and unless the Contractor shall 
furnish such itemized statements, and access to all accounts, bills and vouchers, he shall not be entitled to 
payment for any items of extra work for which such information is sought by the Engineer.  Deviations from 
any of the above will be reviewed for financial assistance on a case-by-case basis. 
 
 The change order will be prepared in such manner as to clearly separate Eligible and Ineligible Costs. 
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Policy Memorandum No. CG-10 
Attachment 1            Page A-1 

 
CHANGE ORDER FORM 

SRF Number  
Public Entity  

Contract Number  
Change Order Number  

 
Contract Amount (As Bid) $ 
Net Change in Contract Price (this change order) $ 

Total Adjusted Contract Price (including this and all other change orders) $ 

This change order extends the time to complete the work by  calendar days.  

The extended completion date is  

This change order checked by    
 (Chief) Resident Engineer  Date 

This change order is requested by:  

This change order is recommended by:  

     
Consultant Engineer  P.E. Number  Date 

The undersigned agree to the terms of the change order. 

    
Contractor  Date  

    
Owner   Date  

Certification of Appropriation under M.G.L.  c.44, §31C: Adequate funding in an amount sufficient to 
cover the total cost of this change order is available. 

By:    
 Certification Officer (Auditor, accountant, treasurer)  Date 

 

Do not write below: this space reserved for STATE AGENCY APPROVAL 

DEP/DMS 
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Policy Memorandum No. CG-10 
Attachment 1            Page A-2 
 
 

CHANGE ORDER FORM    (Continued) 
 

Public Entity  

SRF No:  Contract No.  Change Order No.  

Contract Title:  

Owner’s Name:  

Owner’s Address:  

Contractor’s Name:  

Contractor’s Address:  

Description of Change 
 
 
 
 
 
 
 
 
 
Reason for Change 
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Policy Memorandum No. CG-10 
Attachment 2 - Page B-1 
 

CALCULATION SHEET 
 
 
(1) Labor 
 

Foreman 10 hrs @ $10.00/hr.         $    100.00 
 Engineer 10 hrs @     8.50/hr        85.00 
  Operator 10 hrs @     9.50/hr        95.00 
  Laborers 24 hrs @     7.00/hr      168.00 
           $448.00 
 
(2) Direct Labor Cost (use the agreed upon Direct Labor Cost) 
 

* (30)% of $448        
* (Used for example purposes only)       134.00 

 
(3) Materials & Freight 
 
  150 l.f. of 12” pipe @ $2.00/l.f.          $    300.00 
  15 v.f. precast SMH     1,700.00 
  Freight (slip # _____ Enclosed)        25.00 
                     2,025.00 
 
(4) Equipment 
 
  1 Backhoe    10 hrs @ $80.00/hr         $    800.00 
  1 Truck-crane  10 hrs @ $100.00/hr   1,000.00 
                     1,800.00 

     Total (Items 1 through 4)      4,407.00 
 
(5) 15% markup for Overhead, Profit 
 

15% of $4,407           661.00 
 
(6) 5% markup for general contractor (if subcontractor is involved) 
 

5% of $4,407           220.00 
 
(7) Credits (deductibles)                 -   323.00 
 

       Total Cost     $     4,965.00 
 
Reminder: Provide support documentation as necessary i.e. vouchers, correspondence, 
  Calculation, photographs, reports …………. 
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POLICY MEMORANDUM NO. CG-11    UTILITY RELOCATION  
  
 The construction of treatment facilities, sewers, pumping stations, force mains and appurtenant work 
can cause the relocation of utilities.  Costly relocation can sometimes be minimized by early communication 
and cooperation of the representatives of the municipality (owner) and the utilities. 
 
 Every possible effort should be made by the owner and each utility to establish the location of existing 
utilities in the vicinity of the proposed construction.  The owner or its consulting engineer should make every 
reasonable effort to design the proposed construction so that relocation of existing utilities is minimized 
whenever possible.   If the proposed construction is in an area of many existing utilities or in an otherwise 
critical area, the utilities are encouraged to mark the location of their existing utilities at the site during the 
design phase of the project. 
 
 During the design phase of the project, the municipality should provide timely notice to all utilities 
known or thought to have facilities in or proximate to the site of such future construction. 
 
POLICY MEMORANDUM NO. CG-12   REFUNDABLE DEPOSITS FOR 
        PLANS AND SPECIFICATIONS 
 
 For each set of project plans and specifications provided, the owner may require a deposit in form of 
cash or other appropriate security, in an amount sufficient to cover the costs of production of such plans and 
specifications. 
 
 Upon return of the plans and specifications to the owner within a reasonable time and in good 
condition, such deposit shall be refunded. 
 
 Actual mailing costs, if any, shall be borne by the party requesting such plans and specifications. 
 
POLICY MEMORANDUM NO. CG-13   BID OPENING PROCEDURES 
 
 As a minimum, bid documents shall be reviewed/inspected for conformance to the following bid 
opening procedure in the order presented below.  Failure to comply with any of these steps shall render the 
bid non-responsive and upon determination of such non-responsiveness, such bid shall be rejected 
immediately, set aside, and shall receive no further consideration. 
 
Bid Opening Procedure 
 
Step #1. Timeliness – The bid must be filed at the place and within the time specified therefore in the 

invitation to bid, and no bid shall be accepted after such time.  The time at which a bid is filed 
should be time/date stamped or otherwise prominently noted on the bid; 
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Policy Memorandum No. CG-13 – Bid Opening Procedures (Con’t) 
 
Step #2. Bid Security – Properly executed bid security, in the amount and terms specified in the invitation 

to bid (equal to 5% of Base Bid or Highest Possible Amount considering all alternatives) shall be 
placed in a seal envelope and attached to the outside of the envelope containing the bid at the time 
of its submission; 

 
                A.  Bid Bond 
   

  The Bid bond must be dated On or Before the Bid Date; 
   Issued by a Bonding Company Licensed in Massachusetts; 

  Accompanied by a Current Power of Attorney; 
   Signed by Surety; 
  

B. Check 
 

  The Check must be a Certified, Cashiers or Bank Treasurer’s; 
   Dated On or Before the Bid Date; 
 
Step #3. Bid Signature – The bid and all accompanying documents so required shall be signed by the 

bidder or its authorized representative before submission; 
 
Step #4. Addenda – All addenda shall be sent certified mail, return receipt requested, by the owner to all 

individuals and organizations which have received plans and specifications and shall be mailed not 
later than five days prior to the date established for submission of bids.  All bidders shall include 
with their bids written acknowledgement of receipt of all addenda, which acknowledgement may 
be on a form provided therefore by the owner. 

 
  Alternates – Any Alternates shall be acknowledged. 
 
Step #5. Written Dollar Amounts – The total dollar amount of each bid shall be read, and the three lowest 

bids shall be selected for further consideration.  The remaining bids shall then be set aside.  The 
three apparent low bids shall be read to determine whether the unit price for each line item of 
each bid has been written therein in words.  If it has not, such bid shall be rejected and shall 
receive no further consideration.  Bid amounts shall be consistent (words vs. numbers) and if 
words and numbers differ, the words govern.  This procedure shall then be repeated with the 
next apparent low bid until three are acceptable which have all the unit prices written in words, at 
which time the lowest bid shall be announced as the apparent low bidder, and the bid opening 
procedure shall be closed.   

  
 The Division recommends that this policy memorandum be included in all contract specifications and 
that the owner’s evaluator(s) use the attached form (CG-13 Attachment #1) for bid opening procedures. 
 
 The Contractor’s Bid Opening Checklist also attached hereto, is for use by each contractor to assure 
that his bid conforms with this policy memorandum.  It is recommended that the checklist (CG-13 
Attachment #2) be included in information for bidders, or at the end of the bid proposal, or in some other 
prominent part of the bid specifications 
        

  



 

        DEP-DMS-17  

FORM FOR BID OPENING PROCEDURES 
(to be completed by the owner’s evaluator(s)) 

CONTRACT NO.:  DATE:  

CONTRACT NAME:  BID OPENING TIME:  
All non-responsive bids shall be rejected forthwith by the awarding authority upon determination of such bids’ non-responsiveness at the time bids are opened and 
read.  Failure to comply with any one of the requirements shall render the bid non-responsive, and upon determination of such non-responsiveness such bid shall be 
rejected and receive no further consideration. 

A = Acceptable N-R = Non-Responsive (explain reasons on supplemental sheet & attach) 

BIDDER 1.  TIMELINESS 2. BID SECURITY 3. SIGNATURE 4.  ADDENDA 
ALTERNATIVES 

     WRITTEN 
5.  DOLLAR 
     AMOUNTS 

COMPLIANCE 
(CIRCLE ONE) 

1       YES NO 

2       YES NO 

3       YES NO 

4       YES NO 

5       YES NO 

6       YES NO 

7       YES NO 

8       YES NO 

9       YES NO 

10       YES NO 

11       YES NO 

12       YES NO 
DEP/DMS         

Evaluator(s)  
  
  

CG-13  Attachment #1              
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BID OPENING PROCEDURES 
CONTRACTORS CHECKLIST 

 
CONTRACT NO.:  BIDDER:  DATE:  

 
All non-responsive bids shall be rejected forthwith by the awarding authority upon determination of such bids’ non-responsiveness at the 
time bids are opened and read.  Failure to comply with one or more of the following requirements shall render the bid non-responsive, 
and upon determination of such non-responsiveness such bid shall be rejected and receive no further consideration. 
 

ITEM REQUIREMENTS 
 

COMPLIANCE (CIRCLE 1) 
 
       REASONS FOR REJECTION 

1. Timeliness Bid filed w/in time specified Yes No; Rejected 
 

2. Bid Security Appropriate and properly Executed 
security w/bid. Yes No; Rejected 

 

3. Signature Bid signed by authorized 
Representative Yes No; Rejected 

 

4. Addenda All addenda acknowledge 
Any alternative Yes No; Rejected 

 

 
5. Dollar  
    Amount 

Dollar amount in words 
Specified for each line item 
in bid 

Yes No; Rejected 

 

DEP/DMS  Attachment #2      Policy Memo No. CG-13           
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POLICY MEMORANDUM NO. CG-14  PAYMENT FOR ROCK EXCAVATION 
 
There shall be in the contract documents a separate pay item for rock excavation.  For such purposes, “rock” shall 
mean igneous, sedimentary, metamorphic, and conglomerate rock, which for excavation must be drilled, blasted, 
broken, or ripped by power tools.  Boulders and concrete structures one cubic yard or greater, however removed, 
are included within this definition of rock for payment purposes.  At the option of the owner or his representative 
a separate pay item for boulders, concrete structures, or concrete road base may be used. 
 

Depth From Ground Surface 
To Invert Pipe 

Pay Width 
(Nominal Pipe Diameter) 

*             0 – 12’ 0-24” Over 24” 

*  Over 12’ – 20’ 5’0” D+3’0” 

 7’0” D+5’ 
 
 
 Engineer’s plans and specifications shall establish pay limits below pipe and structures. 
 

• See CG-14 Attachment #1 (typical cross section) 
 

Payment width for depths over twenty feet (20’) shall be determined on a case-by-case 
basis consistent with the foregoing chart. 
 
 The pay limit for rock removal outside proposed manholes shall commence one foot (1’) outside the widest 
dimension of the structure of shall be the maximum connecting trench width, whichever is greater. 
 
 Payment depth for rock which is encountered in a trench shall be no less than three feet (3’) when removal 
can be accomplished only by drilling and blasting or by use of jack (air or hydraulic) hammers. 
 
 Payment for rock removed, using the same or equal equipment as utilized for normal trench excavation, 
shall be limited to the actual depth removed within the limits established by the contract documents. 
 
 Boulders encountered within the pay limits of excavation, whose volume is one cubic yard or greater, part 
of which extends outside said limits shall be paid in accordance with the actual volume excavated. 
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POLICY MEMORANDUM NO. CG-15    TRAFFIC POLICE 
 
 The reasonable costs for police details required for traffic control on a construction project which receives 
financial assistance shall be considered as an eligible administrative cost.  A police detail item shall not be 
included as a bid item in the contract documents. 
 
 “Police” as used in this memorandum includes local, county, capital, state, regular and auxiliary police. 
 
Owner’s Responsibility 
 
 It shall be the owner’s responsibility to submit in writing the hourly rate of pay to be established for 
detailed traffic police and each change in rate during the course of the project.  It is the owner’s responsibility to 
arrange, document and pay for such police details.  The owner or its representative shall meet with the police 
chief or other officer in charge of police detail duty to review contract needs.  The owner shall maintain a daily 
record of the following: 
 

a. Officer’s name 
b. Hours worked 
c. Location of assignment 
d. Hourly rate 

 
POLICY MEMORANDUM NO. CG-16        DOCUMENTATION REQUIRED TO 
      SUBSTANTIATE CONTRACT QUANITITES 
 
 
Unit    Documentation required 
 
Acres (A)   Location, station, offset and calculations. 
    Location = Street right-of-way, etc; 
    Station = Point on Baseline; 
    Offset = Distance left or right of Baseline 
 
Cubic Yard (C.Y.)  Location, stations, widths, depths, calculations and 
    Cross sections as necessary 
 
Each (Ea.)   Location, station, and offset. 
 
Gallon (Gal.)  Location, stations, calculations (if appropriate) and delivery slips. 
 
Hour (Hr.)   Hours and location. 
 
Linear Feet (L.F.)  Location, stations, and offsets. 
 
Month (Mo.)  Location, period of time and calculations if applicable. 
 
 
 
 
 
           



 

DEP-DMS-CG-22  

 
 
 
 
1000 Foot Board Measure 
  (MFBM) Location, stations, offset, elevations, grade, and calculations. 
 
    Attach invoices where applicable. 
 
Pound (Lb.)  Locations, stations, and calculations (if applicable).  Attach 
    Delivery weight slips. 
 
Square Feet (S.F.)  Locations, stations and calculations 
 
Square Yard (S.Y.)  Locations, stations and calculations 
 
Ton     Locations, stations and calculations (if applicable).  Attach  
    Delivery weight slips. 
 
Vertical Feet (V.F.) Locations, stations, elevations, and offsets. 
 
Note: 
  
1. All of the above, that apply must be submitted with a final payment request or change order as applicable. 
2. Where in place measurement is not possible or practical, delivery slips may be used to substantiate quantities. 
3. Change orders – See CG-10 in which some of the above may be applicable in justifying materials, equipment 

and labor. 
4. When necessary, itemized quantities must be separated into eligible and non-eligible units with separate 

calculations to justify eligible costs. 
5. Overruns and underruns of any specific item shall be explained with an appropriate sentence or paragraph. 
6. On all quantities, units of payment shall be maintained at the project site and shall be updated daily so that 

upon field inspection by the C.O.E., EPA or DMS, the quantities paid to date can be substantiated. 
7. In the case of unforeseen conditions, photos should be submitted with the applicable item in addition to the 

recommended documentation. 
8. Documentation of units of payment shall be clearly legible and cross referenced to the applicable sheets of the 

record drawings. 
9. For record drawings policy, please see CG-4. 
 
 
 

    DMS Policies 1 through 16   Approved By: 
 
 
 
 
Steven J. McCurdy 
Division of Municipal Services 
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DWS POLICY 88-02 

DEPARTMENT OF ENVIRONMENTAL PROTECTION 
POLICY FOR REVIEW OF SEWER LINE/WATER SUPPLY PROTECTION 

 
 
 The Department of Environmental Protection seeks to protect existing and potential water supplies from the 
potentially negative effects of leaking sewer lines through the adoption of a Department policy on this subject. 
 
 The following restrictions will apply to new sewer construction statewide: 
 
 Gravel Packed Wells 
 

~ Within the 400 foot radius protective distance around gravel packed wells, all sewer lines and 
appurtenances are prohibited, unless they are necessary to eliminate existing and/or potential 
sources of pollution to the well. 

 
Tubular Wells 
 
~ Within the 250 foot radius protective distance around tubular wells, all sewer lines and appurtenances 

are prohibited, unless they are necessary to eliminate existing and/or potential sources of pollution to 
the well. 

 
Gravel Packed and Tubular Wells 
 
~ Within a minimum radius of 2,640 feet or unless otherwise documented by an appropriate study 

specifically defining the area of influence and approved by the Division of Water Supply, all sewer 
lines and appurtenances will be designed and constructed for maximum water tightness. 

 
○ Force Mains or Pressure Sewers:  shall be tested at 150% above maximum operating pressure or 150 

p.s.i. whichever is greater.  Testing shall conform to the requirements of the American Water works 
Association (AWWA) standard c 600. 

 
○ Gravity Sewers:  shall be tested by approved methods which will achieve test results for infiltration or 

exfiltration of less than 100 gallons/inch diameter/mile/24 hours. 
 
○ Manholes:  shall be installed with watertight covers with locking or bolted and gasketed assembles.  

Testing for infiltration/exfiltration shall conform to the same standards as the maximum allowed for 
pipes in the manhole as required for gravity sewers, indicated above. 

 
○ Satisfactory test results for Force Mains, Manholes and Gravity Sewers shall be performed prior to the 

expiration of the contractor’s one year guarantee period. 
 
○ All pumping stations within this zone shall have standby power high water alarms telemetered to an 

appropriated location that is manned at all times.  An emergency contingency plan must be developed 
by the owner and approved by the BRP. 

           
○ A minimum of Class B bedding as defined by WPCF-MOP9 must be used for all piping. 
 
○ Service connections (laterals and house connections) shall be rigidly inspected by the appropriate 

municipal official.  Certified inspection reports shall be submitted to the BRP. 
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Bedrock Wells 
 
The above requirements are the same for bedrock wells, with the Department reserving 
the right to require more stringent controls on a case-by-case basis. 
 
Surface Water Supplies 
 
~ Within 100 feet of all surface water supplies and tributaries all sewer lines and appurtenances are 

prohibited except as required to cross tributaries or to eliminate existing or potential pollution to the 
water supply.  In the latter case, watertight construction methods shall be use. 

 
~ Tributary stream crossings shall employ watertight construction methods of sewer lines and manholes.  

Watertight construction must extend 100 feet to either side of the stream. 
 
~ Within 1,000 feet of surface water supplies and tributaries, all pumping stations shall have standby 

power and high water alarms telemetered to an appropriate location that is manned at all times.  An 
emergency contingency plan must be developed by the owner of the wastewater treatment facility and 
submitted to the BRP for approval. 

 
~ Beyond 1,000 feet and within the watershed of surface water supplies the Department may in specific 

circumstances after review, require additional controls. 
 
Potential Public Water Supplies 
 
The above requirements also apply to potential public water supplies. 
 
Baseline Date Requirements 
 
Two (2) copies of an appropriately scaled map(s) shall be submitted to the Department which details the 
proposed sewers and/or appurtenances and also includes the following: 
 
(1) the location of all nearby existing or potential surface water supplies, tributaries thereto, and watershed 

boundaries; 
 
(2) the location of existing and potential public and municipal potable groundwater supply wells. 
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The Department reserves the right to impose more restrictive measures than those contained in 
this policy as deemed appropriate. 
 
Definitions 
 
○ Appurtenances – all attachments to sewer lines necessary for the transport and operation and maintenance of 

sewer lines, including manholes, pumping station, siphons, etc. 
 
○ Area of influence – that area of an aquifer which contributes water to a well under the most severe recharge 

and pumping condition that can be realistically anticipated (i.e. pumping at the safe yield of the well for 180 
days without any natural recharge occurring).  It is bounded by the groundwater divides which result from 
pumping the well and by the contact of the edge of the aquifer with less permeable materials such as till and 
bedrock.  At some locations, streams and lakes may form recharge boundaries. 

 
○ Potential public water supply – areas designated by communities for water supply purposes where land has 

been set aside and Department approved pump tests conducted and surface water supplies as defined below. 
 
○ Surface Water Supply – Waters classified as Class A by the DWPC. 
 
○ Public Water Supply Systems – as defined in 310 CMR 22.02 (DEP Drinking Water Regulations). 
 
○ Class B Bedding – as defined in WPCF Manual of Practice No. 9. 
 
APPROVED:  (Signature on File) 

 
Class B---First-Class Bedding – Class B bedding may be achieved by either of two construction methods: 
 

a. Shaped Bottom with Tamped Backfill.  The bottom of the trench excavation shall be shaped to 
conform to a cylindrical surface with a radius at least 2 in. (5 cm) greater than the radius to the outside 
of the pipe and with a width sufficient to allow six-tenths of the width of the pipe barrel to be bedded 
in fine granular fill placed in the shaped excavation.  Carefully compacted backfill shall be placed at 
the sides of the pipe to a thickness of at least 12 in. (30 cm) above the top of the pipe.  Shaped trench 
bottoms are difficult to achieve under current construction conditions. 

 
b. Compacted Granular Bedding with Tamped Backfill.  The pipe shall be bedded in compacted granular 

material placed on a flat trench bottom.  The granular bedding shall have a minimum thickness of one-
fourth the outside pipe diameter and shall extend halfway up the pipe barrel at the sides.  The 
remainder of the side fills and a minimum depth of 12 in. (30 cm) over the top of the pipe shall be 
filled with carefully compacted material. 
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Davis Bacon Act Requirements  

 
Construction projects on the 2012 Intended Use Plans are subject to the Davis Bacon wage rate 
requirements and must include the appropriate sections of the following document in its entirety in 
the contract documents. 
 
The vast majority of SRF projects will be bid by Governmental Entities (i.e., Cities, Towns, 
Authorities, Water Districts, Wastewater Districts). These projects must include the following 
language in construction contracts: 
 
I.3. Contract and Subcontract Provisions 
I.4. Contract Provisions for Contracts in Excess of $100,000 (if applicable) 
I.5. Compliance Verification 
 
This language may be found on pages DB-3-DB-11. 
 
In certain cases, SRF projects may be bid by non-Governmental Entities (i.e., private water 
companies, private PWSs, etc.). These projects must include the following language in 
construction contracts: 
 
II.3. Contract and Subcontract Provisions 
II.4. Contract Provisions for Contracts in Excess of $100,000 (if applicable) 
II.5. Compliance Verification 
 
This language my be found on pages DB-11-DB-21 
Wage Rate Requirements Under FY 2012 Appropriations Act 
 
Preamble 
 
With respect to the Clean Water and Safe Drinking Water State revolving Funds, EPA provides 
capitalization grants to each State which in turn provides subgrants or loans to eligible entities 
within the State. Typically, the subrecipients are municipal or other local governmental entities that 
manage the funds. For these types of recipients, the provisions set forth under Roman 
Numeral I, below, shall apply. Although EPA and the State remain responsible for ensuring 
subrecipients’ compliance with the wage rate requirements set forth herein, those subrecipients shall 
have the primary responsibility to maintain payroll records as described in Section 3(ii)(A), below 
and for compliance as described in Section I-5. 
 
Occasionally, the subrecipient may be a private for profit or not for profit entity. For these types of 
recipients, the provisions set forth in Roman Numeral II, below, shall apply. Although EPA and the 
State remain responsible for ensuring subrecipients’ compliance with the wage rate requirements set 
forth herein, those subrecipients shall have the primary responsibility to maintain payroll records as 
described in Section II-3(ii)(A), below and for compliance as described in Section II-5. 
 

I. Requirements under FY 2012 Appropriations Act For Subrecipients That Are 
Governmental Entities: 

 
The following terms and conditions specify how recipients will assist EPA in meeting its Davis- 
Bacon (DB) responsibilities when DB applies to EPA awards of financial assistance under the 
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FY 2012 Appropriations Act with respect to State recipients and subrecipients that are 
governmental entities. If a subrecipient has questions regarding when DB applies, obtaining the 
correct DB wage determinations, DB provisions, or compliance monitoring, it may contact the 
State recipient. If a State recipient needs guidance, the recipient may contact Valerie Marshall at 
EPA Region 1 (617-918-1674) for guidance. The recipient or subrecipient may also obtain 
additional guidance from DOL’s web site at http://www.dol.gov/esa/whd/recovery/ 

 
1. Applicability of the Davis- Bacon (DB) prevailing wage requirements. 

 
Under the FY 2012 Appropriations Act, DB prevailing wage requirements apply to the 
construction, alteration, and repair of treatment works carried out in whole or in part with 
assistance made available by a State water pollution control revolving fund and to any 
construction project carried out in whole or in part by assistance made available by a drinking 
water treatment revolving loan fund. If a subrecipient encounters a unique situation at a site 
that presents uncertainties regarding DB applicability, the subrecipient must discuss the 
situation with the recipient State before authorizing work on that site. 

 
 

2. Obtaining Wage Determinations. 
 

(a) Subrecipients shall obtain the wage determination for the locality in which a covered 
activity subject to DB will take place prior to issuing requests for bids, proposals, quotes or 
other methods for soliciting contracts (solicitation) for activities subject to DB. These wage 
determinations shall be incorporated into solicitations and any subsequent contracts. Prime 
contracts must contain a provision requiring that subcontractors follow the wage 
determination incorporated into the prime contract. 

 
(i) While the solicitation remains open, the subrecipient shall monitor www.wdol.gov 
weekly to ensure that the wage determination contained in the solicitation remains current. 
The subrecipients shall amend the solicitation if DOL issues a modification more than 10 
days prior to the closing date (i.e. bid opening) for the solicitation. If DOL modifies or 
supersedes the applicable wage determination less than 10 days prior to the closing date, 
the subrecipients may request a finding from the State recipient that there is not a 
reasonable time to notify interested contractors of the modification of the wage 
determination. The State recipient will provide a report of its findings to the subrecipient. 
 
(ii) If the subrecipient does not award the contract within 90 days of the closure of the 
solicitation, any modifications or supersedes DOL makes to the wage determination 
contained in the solicitation shall be effective unless the State recipient, at the request of 
the subrecipient, obtains an extension of the 90 day period from DOL pursuant to 29 CFR 
1.6(c)(3)(iv). The subrecipient shall monitor www.wdol.gov on a weekly basis if it does 
not award the contract within 90 days of closure of the solicitation to ensure that wage 
determinations contained in the solicitation remain current. 
 

(b) If the subrecipient carries out activity subject to DB by issuing a task order, work 
assignment or similar instrument to an existing contractor (ordering instrument) rather than 
by publishing a solicitation, the subrecipient shall insert the appropriate DOL wage 
determination from www.wdol.gov into the ordering instrument. 

 

http://www.dol.gov/esa/whd/recovery/
http://www.wdol.gov/
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(c) Subrecipients shall review all subcontracts subject to DB entered into by prime 
contractors to verify that the prime contractor has required its subcontractors to include the 
applicable wage determinations. 
 
(d) As provided in 29 CFR 1.6(f), DOL may issue a revised wage determination applicable to 
a subrecipient’s contract after the award of a contract or the issuance of an ordering 
instrument if DOL determines that the subrecipient has failed to incorporate a wage 
determination or has used a wage determination that clearly does not apply to the contract or 
ordering instrument. If this occurs, the subrecipient shall either terminate the contract or 
ordering instrument and issue a revised solicitation or ordering instrument or incorporate 
DOL’s wage determination retroactive to the beginning of the contract or ordering instrument 
by change order. The subrecipient’s contractor must be compensated for any increases in 
wages resulting from the use of DOL’s revised wage determination. 

 
3. Contract and Subcontract provisions. 

 
(a) The Recipient shall insure that the subrecipient(s) shall insert in full in any contract in 
excess of $2,000 which is entered into for the actual construction, alteration and/or repair, 
including painting and decorating, of a treatment work under the CWSRF or a construction 
project under the DWSRF financed in whole or in part from Federal funds or in accordance 
with guarantees of a Federal agency or financed from funds obtained by pledge of any 
contract of a Federal agency to make a loan, grant or annual contribution (except where a 
different meaning is expressly indicated), and which is subject to the labor standards 
provisions of any of the actslisted in § 5.1 or the FY 2012 Appropriations Act, the following 
clauses: 

 
(1) Minimum wages. 

 
(i) All laborers and mechanics employed or working upon the site of the work will be paid 
unconditionally and not less often than once a week, and without subsequent deduction or 
rebate on any account (except such payroll deductions as are permitted by regulations 
issued by the 
Secretary of Labor under the Copeland Act (29 CFR part 3)), the full amount of wages and 
bona fide fringe benefits (or cash equivalents thereof) due at time of payment computed at 
rates not less than those contained in the wage determination of the Secretary of Labor 
which is attached hereto and made a part hereof, regardless of any contractual relationship 
which may be alleged to exist between the contractor and such laborers and mechanics. 
 
Contributions made or costs reasonably anticipated for bona fide fringe benefits under 
section 
1(b)(2) of the Davis-Bacon Act on behalf of laborers or mechanics are considered wages 
paid to such laborers or mechanics, subject to the provisions of paragraph (a)(1)(iv) of this 
section; also, regular contributions made or costs incurred for more than a weekly period 
(but not less often than quarterly) under plans, funds, or programs which cover the 
particular weekly period, are deemed to be constructively made or incurred during such 
weekly period. Such laborers and mechanics shall be paid the appropriate wage rate and 
fringe benefits on the wage determination for the classification of work actually 
performed, without regard to skill, except as provided in § 
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5.5(a)(4). Laborers or mechanics performing work in more than one classification may be 
compensated at the rate specified for each classification for the time actually worked 
therein: 
Provided, that the employer's payroll records accurately set forth the time spent in each 
classification in which work is performed. The wage determination (including any 
additional classification and wage rates conformed under paragraph (a)(1)(ii) of this 
section) and the Davis- 
Bacon poster (WH-1321) shall be posted at all times by the contractor and its 
subcontractors at the site of the work in a prominent and accessible place where it can be 
easily seen by the workers. 
Subrecipients may obtain wage determinations from the U.S. Department of Labor’s web 
site, 
www.dol.gov. 
 
(ii)(A) The subrecipient(s), on behalf of EPA, shall require that any class of laborers or 

mechanics, including helpers, which is not listed in the wage determination and which 
is to be employed under the contract shall be classified in conformance with the wage 
determination. The State award official shall approve a request for an additional 
classification and wage rate and fringe benefits therefore only when the following 
criteria have been met: 
(1) The work to be performed by the classification requested is not performed by a 

classification in the wage determination; and 
(2) The classification is utilized in the area by the construction industry; and 
(3) The proposed wage rate, including any bona fide fringe benefits, bears a reasonable 

relationship to the wage rates contained in the wage determination. 
 

(B) If the contractor and the laborers and mechanics to be employed in the 
classification (if known), or their representatives, and the subrecipient(s) agree on the 
classification and wage rate (including the amount designated for fringe benefits where 
appropriate), documentation of the action taken and the request, including the local 
wage determination shall be sent by the subrecipient (s) to the State award official. The 
State award official will transmit the request, to the Administrator of the Wage and 
Hour Division, Employment Standards Administration, U.S. Department of Labor, 
Washington, DC 20210 and to the EPA DB Regional Coordinator concurrently. The 
Administrator, or an authorized representative, will approve, modify, or disapprove 
every additional classification request within 30 days of receipt and so advise the State 
award official or will notify the State award official within the 30-day period that 
additional time is necessary. 

 
(C) In the event the contractor, the laborers or mechanics to be employed in the 
classification or their representatives, and the subrecipient(s) do not agree on the 
proposed classification and wage rate (including the amount designated for fringe 
benefits, where appropriate), the award official shall refer the request and the local 
wage determination, including the views of all interested parties and the 
recommendation of the State award official, to the Administrator for determination. 
The request shall be sent to the EPA DB Regional Coordinator concurrently. The 
Administrator, or an authorized representative, will issue a determination within 30 
days of receipt of the request and so advise the contracting officer or will notify the 
contracting officer within the 30-day period that additional time is necessary. 
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(D) The wage rate (including fringe benefits where appropriate) determined pursuant 
to paragraphs (a)(1)(ii)(B) or (C) of this section, shall be paid to all workers 
performing work in the classification under this contract from the first day on which 
work is performed in the classification. 

 
(iii) Whenever the minimum wage rate prescribed in the contract for a class of laborers or 
mechanics includes a fringe benefit which is not expressed as an hourly rate, the contractor 
shall either pay the benefit as stated in the wage determination or shall pay another bona 
fide fringe benefit or an hourly cash equivalent thereof. 
 
(iv) If the contractor does not make payments to a trustee or other third person, the 
contractor may consider as part of the wages of any laborer or mechanic the amount of any 
costs reasonably anticipated in providing bona fide fringe benefits under a plan or 
program, Provided, That the 
Secretary of Labor has found, upon the written request of the contractor, that the 
applicable standards of the Davis-Bacon Act have been met. The Secretary of Labor may 
require the contractor to set aside in a separate account assets for the meeting of 
obligations under the plan or program. 
 

(2) Withholding. The subrecipient(s), shall upon written request of the EPA Award Official or 
an authorized representative of the Department of Labor, withhold or cause to be withheld 
from the contractor under this contract or any other Federal contract with the same prime 
contractor, or any other federally-assisted contract subject to Davis-Bacon prevailing wage 
requirements, which is held by the same prime contractor, so much of the accrued payments 
or advances as may be considered necessary to pay laborers and mechanics, including 
apprentices, trainees, and helpers, employed by the contractor or any subcontractor the full 
amount of wages required by the contract. In the event of failure to pay any laborer or 
mechanic, including any apprentice, trainee, or helper, employed or working on the site of 
the work, all or part of the wages required by the contract, the (Agency) may, after written 
notice to the contractor, sponsor, applicant, or owner, take such action as may be necessary 
to cause the suspension of any further payment, advance, or guarantee of funds until such 
violations have ceased. 

 
(3) Payrolls and basic records. 

 
(i) Payrolls and basic records relating thereto shall be maintained by the contractor during 
the course of the work and preserved for a period of three years thereafter for all laborers 
and mechanics working at the site of the work. Such records shall contain the name, address, 
and social security number of each such worker, his or her correct classification, hourly rates 
of wages paid (including rates of contributions or costs anticipated for bona fide fringe 
benefits or cash equivalents thereof of the types described in section 1(b)(2)(B) of the Davis-
Bacon Act), daily and weekly number of hours worked, deductions made and actual wages 
paid. Whenever the Secretary of Labor has found under 29 CFR 5.5(a)(1)(iv) that the wages 
of any laborer or mechanic include the amount of any costs reasonably anticipated in 
providing benefits under a plan or program described in section 1(b)(2)(B) of the Davis-
Bacon Act, the contractor shall maintain records which show that the commitment to 
provide such benefits is enforceable, that the plan or program is financially responsible, and 
that the plan or program has been communicated in writing to the laborers or mechanics 
affected, and records which show the costs anticipated or the actual cost incurred in 
providing such benefits. Contractors employing apprentices or trainees under approved 
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programs shall maintain written evidence of the registration of apprenticeship programs and 
certification of trainee programs, the registration of the apprentices and trainees, and the 
ratios and wage rates prescribed in the applicable programs. 
 
(ii)(A) The contractor shall submit weekly, for each week in which any contract work is 

performed, a copy of all payrolls to the subrecipient, that is, the entity that receives the 
sub-grant or loan from the State capitalization grant recipient. Such documentation shall 
be available on request of the State recipient or EPA. As to each payroll copy received, 
the subrecipient shall provide written confirmation in a form satisfactory to the State 
indicating whether or not the project is in compliance with the requirements of 29 CFR 
5.5(a)(1) based on the most recent payroll copies for the specified week. The payrolls 
shall set out accurately and completely all of the information required to be maintained 
under 29 CFR 5.5(a)(3)(i), except that full social security numbers and home addresses 
shall not be included on the weekly payrolls. Instead the payrolls shall only need to 
include an individually identifying number for each employee (e.g., the last four digits of 
the employee's social security number). The required weekly payroll information may be 
submitted in any form desired. Optional Form WH-347 is available for this purpose from 
the Wage and Hour Division Web site at 
http://www.dol.gov/esa/whd/forms/wh347instr.htm or its successor site. The prime 
contractor is responsible for the submission of copies of payrolls by all subcontractors. 
Contractors and subcontractors shall maintain the full social security number and current 
address of each covered worker, and shall provide them upon request to the 
subrecipient(s) for transmission to the State or EPA if requested by EPA , the State, the 
contractor, or the Wage and Hour Division of the Department of Labor for purposes of an 
investigation or audit of compliance with prevailing wage requirements. It is not a 
violation of this section for a prime contractor to require a subcontractor to provide 
addresses and social security numbers to the prime contractor for its own records, without 
weekly submission to the subrecipient(s). 

 
(B) Each payroll submitted shall be accompanied by a “Statement of Compliance,” signed 
by the contractor or subcontractor or his or her agent who pays or supervises the payment 
of the persons employed under the contract and shall certify the following: 

 
(1) That the payroll for the payroll period contains the information required to be 
provided under 
§ 5.5 (a)(3)(ii) of Regulations, 29 CFR part 5, the appropriate information is being 
maintained under § 5.5 (a)(3)(i) of Regulations, 29 CFR part 5, and that such 
information is correct and complete; 
 
(2) That each laborer or mechanic (including each helper, apprentice, and trainee) 
employed on the contract during the payroll period has been paid the full weekly 
wages earned, without rebate, either directly or indirectly, and that no deductions have 
been made either directly or indirectly from the full wages earned, other than 
permissible deductions as set forth in Regulations, 29 CFR part 3; 
 
(3) That each laborer or mechanic has been paid not less than the applicable wage 
rates and fringe benefits or cash equivalents for the classification of work performed, 
as specified in the applicable wage determination incorporated into the contract. 
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(C) The weekly submission of a properly executed certification set forth on the reverse 
side of 
Optional Form WH-347 shall satisfy the requirement for submission of the “Statement of 
Compliance” required by paragraph (a)(3)(ii)(B) of this section. 
 
(D) The falsification of any of the above certifications may subject the contractor or 
subcontractor to civil or criminal prosecution under section 1001 of title 18 and section 
231 of title 31 of the United States Code. 
 

(iii) The contractor or subcontractor shall make the records required under paragraph 
(a)(3)(i) of this section available for inspection, copying, or transcription by authorized 
representatives of the State, EPA or the Department of Labor, and shall permit such 
representatives to interview employees during working hours on the job. If the contractor or 
subcontractor fails to submit the required records or to make them available, the Federal 
agency or State may, after written notice to the contractor, sponsor, applicant, or owner, take 
such action as may be necessary to cause the suspension of any further payment, advance, or 
guarantee of funds. Furthermore, failure to submit the required records upon request or to 
make such records available may be grounds for debarment action pursuant to 29 CFR 5.12. 

 
(4) Apprentices and trainees-- 

 
(i) Apprentices. Apprentices will be permitted to work at less than the predetermined rate for 
the work they performed when they are employed pursuant to and individually registered in 
a bona fide apprenticeship program registered with the U.S. Department of Labor, 
Employment and Training Administration, Office of Apprenticeship Training, Employer and 
Labor Services, or with a State Apprenticeship Agency recognized by the Office, or if a 
person is employed in his or her first 90 days of probationary employment as an apprentice 
in such an apprenticeship program, who is not individually registered in the program, but 
who has been certified by the Office of Apprenticeship Training, Employer and Labor 
Services or a State Apprenticeship Agency (where appropriate) to be eligible for 
probationary employment as an apprentice. The allowable ratio of apprentices to 
journeymen on the job site in any craft classification shall not be greater than the ratio 
permitted to the contractor as to the entire work force under the registered program. Any 
worker listed on a payroll at an apprentice wage rate, who is not registered or otherwise 
employed as stated above, shall be paid not less than the applicable wage rate on the wage 
determination for the classification of work actually performed. In addition, any apprentice 
performing work on the job site in excess of the ratio permitted under the registered program 
shall be paid not less than the applicable wage rate on the wage determination for the work 
actually performed. Where a contractor is performing construction on a project in a locality 
other than that in which its program is registered, the ratios and wage rates (expressed in 
percentages of the journeyman's hourly rate) specified in the contractor's or subcontractor's 
registered program shall be observed. Every apprentice must be paid at not less than the rate 
specified in the registered program for the apprentice's level of progress, expressed as a 
percentage of the journeymen hourly rate specified in the applicable wage determination. 
Apprentices shall be paid fringe benefits in accordance with the provisions of the 
apprenticeship program. If the apprenticeship program does not specify fringe benefits, 
apprentices must be paid the full amount of fringe benefits listed on the wage determination 
for the applicable classification. If the Administrator determines that a different practice 
prevails for the applicable apprentice classification, fringes shall be paid in accordance with 
that determination. In the event the Office of Apprenticeship Training, Employer and Labor 
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Services, or a State Apprenticeship Agency recognized by the Office, withdraws approval of 
an apprenticeship program, the contractor will no longer be permitted to utilize apprentices 
at less than the applicable predetermined rate for the work performed until an acceptable 
program is approved. 
 
(ii) Trainees. Except as provided in 29 CFR 5.16, trainees will not be permitted to work at 
less than the predetermined rate for the work performed unless they are employed pursuant 
to and individually registered in a program which has received prior approval, evidenced by 
formal certification by the U.S. Department of Labor, Employment and Training 
Administration. The ratio of trainees to journeymen on the job site shall not be greater than 
permitted under the plan approved by the Employment and Training Administration. Every 
trainee must be paid at not less than the rate specified in the approved program for the 
trainee's level of progress, expressed as a percentage of the journeyman hourly rate specified 
in the applicable wage determination. Trainees shall be paid fringe benefits in accordance 
with the provisions of the trainee program. If the trainee program does not mention fringe 
benefits, trainees shall be paid the full amount of fringe benefits listed on the wage 
determination unless the Administrator of the Wage and Hour Division determines that there 
is an apprenticeship program associated with the corresponding journeyman wage rate on 
the wage determination which provides for less than full fringe benefits for apprentices. Any 
employee listed on the payroll at a trainee rate who is not registered and participating in a 
training plan approved by the Employment and Training Administration shall be paid not 
less than the applicable wage rate on the wage determination for the classification of work 
actually performed. In addition, any trainee performing work on the job site in excess of the 
ratio permitted under the registered program shall be paid not less than the applicable wage 
rate on the wage determination for the work actually performed. In the event the 
Employment and Training Administration withdraws approval of a training program, the 
contractor will no longer be permitted to utilize trainees at less than the applicable 
predetermined rate for the work performed until an acceptable program is approved. 
 
(iii) Equal employment opportunity. The utilization of apprentices, trainees and journeymen 
under this part shall be in conformity with the equal employment opportunity requirements 
of Executive Order 11246, as amended, and 29 CFR part 30. 

 
(5) Compliance with Copeland Act requirements. The contractor shall comply with the 

requirements of 29 CFR part 3, which are incorporated by reference in this contract. 
 
(6) Subcontracts. The contractor or subcontractor shall insert in any subcontracts the clauses 

contained in 29 CFR 5.5(a)(1) through (10) and such other clauses as the EPA determines 
may by appropriate, and also a clause requiring the subcontractors to include these clauses in 
any lower tier subcontracts. The prime contractor shall be responsible for the compliance by 
any subcontractor or lower tier subcontractor with all the contract clauses in 29 CFR 5.5. 

 
(7) Contract termination; debarment. A breach of the contract clauses in 29 CFR 5.5 may be 

grounds for termination of the contract, and for debarment as a contractor and a 
subcontractor as provided in 29 CFR 5.12. 

 
(8) Compliance with Davis-Bacon and Related Act requirements. All rulings and interpretations 

of the Davis-Bacon and Related Acts contained in 29 CFR parts 1, 3, and 5 are herein 
incorporated by reference in this contract. 
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(9) Disputes concerning labor standards. Disputes arising out of the labor standards provisions 
of this contract shall not be subject to the general disputes clause of this contract. Such 
disputes shall be resolved in accordance with the procedures of the Department of Labor set 
forth in 29 

CFR parts 5, 6, and 7. Disputes within the meaning of this clause include disputes between the 
contractor (or any of its subcontractors) and Subrecipient(s), State, EPA, the U.S. 
Department of Labor, or the employees or their representatives. 

 
(10) Certification of eligibility. 

 
(i) By entering into this contract, the contractor certifies that neither it (nor he or she) nor 
any person or firm who has an interest in the contractor's firm is a person or firm ineligible 
to be awarded Government contracts by virtue of section 3(a) of the Davis-Bacon Act or 29 
CFR 5.12(a)(1). 
 
(ii) No part of this contract shall be subcontracted to any person or firm ineligible for award 
of a Government contract by virtue of section 3(a) of the Davis-Bacon Act or 29 CFR 
5.12(a)(1). 
 
(iii) The penalty for making false statements is prescribed in the U.S. Criminal Code, 18 
U.S.C. 1001. 

 
4. Contract Provision for Contracts in Excess of $100,000. 

 
(a) Contract Work Hours and Safety Standards Act. The subrecipient shall insert the following 
clauses set forth in paragraphs (a)(1), (2), (3), and (4) of this section in full in any contract in 
an amount in excess of $100,000 and subject to the overtime provisions of the Contract Work 
Hours and Safety Standards Act. These clauses shall be inserted in addition to the clauses 
required by Item 3, above or 29 CFR 4.6. As used in this paragraph, the terms laborers and 
mechanics include watchmen and guards. 

 
(1) Overtime requirements. No contractor or subcontractor contracting for any part of the 

contract work which may require or involve the employment of laborers or mechanics 
shall require or permit any such laborer or mechanic in any workweek in which he or she 
is employed on such work to work in excess of forty hours in such workweek unless such 
laborer or mechanic receives compensation at a rate not less than one and one-half times 
the basic rate of pay for all hours worked in excess of forty hours in such workweek. 

 
(2) Violation; liability for unpaid wages; liquidated damages. In the event of any violation of 

the clause set forth in paragraph (a)(1) of this section the contractor and any subcontractor 
responsible therefore shall be liable for the unpaid wages. In addition, such contractor and 
subcontractor shall be liable to the United States (in the case of work done under contract 
for the District of Columbia or a territory, to such District or to such territory), for 
liquidated damages. Such liquidated damages shall be computed with respect to each 
individual laborer or mechanic, including watchmen and guards, employed in violation of 
the clause set forth in paragraph (a)(1) of this section, in the sum of $10 for each calendar 
day on which such individual was required or permitted to work in excess of the standard 
workweek of forty hours without payment of the overtime wages required by the clause set 
forth in paragraph (a)(1) of this section. 

 



 

  DEP-DB-10  

(3) Withholding for unpaid wages and liquidated damages. The subrecipient, upon written 
request of the EPA Award Official or an authorized representative of the Department of 
Labor, shall withhold or cause to be withheld, from any moneys payable on account of 
work performed by the contractor or subcontractor under any such contract or any other 
Federal contract with the same prime contractor, or any other federally-assisted contract 
subject to the Contract Work Hours and Safety Standards Act, which is held by the same 
prime contractor, such sums as may be determined to be necessary to satisfy any liabilities 
of such contractor or subcontractor for unpaid wages and liquidated damages as provided 
in the clause set forth in paragraph (b)(2) of this section. 

 
(4) Subcontracts. The contractor or subcontractor shall insert in any subcontracts the clauses 

set forth in paragraph (a)(1) through (4) of this section and also a clause requiring the 
subcontractors to include these clauses in any lower tier subcontracts. The prime 
contractor shall be responsible for compliance by any subcontractor or lower tier 
subcontractor with the clauses set forth in paragraphs (a)(1) through (4) of this section. 

 
(b) In addition to the clauses contained in Item 3, above, in any contract subject only to the 
Contract Work Hours and Safety Standards Act and not to any of the other statutes cited in 29 
CFR 5.1, the Subrecipient shall insert a clause requiring that the contractor or subcontractor 
shall maintain payrolls and basic payroll records during the course of the work and shall 
preserve them for a period of three years from the completion of the contract for all laborers 
and mechanics, including guards and watchmen, working on the contract. Such records shall 
contain the name and address of each such employee, social security number, correct 
classifications, hourly rates of wages paid, daily and weekly number of hours worked, 
deductions made, and actual wages paid. Further, the Subrecipient shall insert in any such 
contract a clause providing that the records to be maintained under this paragraph shall be 
made available by the contractor or subcontractor for inspection, copying, or transcription by 
authorized representatives of the (write the name of agency) and the Department of Labor, and 
the contractor or subcontractor will permit such representatives to interview employees during 
working hours on the job. 

 
5. Compliance Verification 
 

(a) The subrecipient shall periodically interview a sufficient number of employees entitled to 
DB prevailing wages (covered employees) to verify that contractors or subcontractors are 
paying the appropriate wage rates. As provided in 29 CFR 5.6(a)(6), all interviews must be 
conducted in confidence. The subrecipient must use Standard Form 1445 (SF 1445) or 
equivalent documentation to memorialize the interviews. Copies of the SF 1445 are available 
from EPA on request. 
 
(b) The subrecipient shall establish and follow an interview schedule based on its assessment 
of the risks of noncompliance with DB posed by contractors or subcontractors and the 
duration of the contract or subcontract. At a minimum, the subrecipient should conduct 
interviews with a representative group of covered employees within two weeks of each 
contractor or subcontractor’s submission of its initial weekly payroll data and two weeks prior 
to the estimated completion date for the contract or subcontract. Subrecipients must conduct 
more frequent interviews if the initial interviews or other information indicates that there is a 
risk that the contractor or subcontractor is not complying with DB. Subrecipients shall 
immediately conduct necessary interviews in response to an alleged violation of the prevailing 
wage requirements. All interviews shall be conducted in confidence. 
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(c) The subrecipient shall periodically conduct spot checks of a representative sample of 
weekly payroll data to verify that contractors or subcontractors are paying the appropriate 
wage rates. The subrecipient shall establish and follow a spot check schedule based on its 
assessment of the risks of noncompliance with DB posed by contractors or subcontractors and 
the duration of the contract or subcontract. At a minimum, if practicable, the subrecipient 
should spot check payroll data within two weeks of each contractor or subcontractor’s 
submission of its initial payroll data and two weeks prior to the completion date the contract or 
subcontract. Subrecipients must conduct more frequent spot checks if the initial spot check or 
other information indicates that there is a risk that the contractor or subcontractor is not 
complying with DB. In addition, during the examinations the subrecipient shall verify 
evidence of fringe benefit plans and payments thereunder by contractors and subcontractors 
who claim credit for fringe benefit contributions. 
 
(d) The subrecipient shall periodically review contractors and subcontractors use of 
apprentices and trainees to verify registration and certification with respect to apprenticeship 
and training programs approved by either the U.S Department of Labor or a state, as 
appropriate, and that contractors and subcontractors are not using disproportionate numbers 
of, laborers, trainees and apprentices. These reviews shall be conducted in accordance with the 
schedules for spot checks and interviews described in Item 5(b) and (c) above. 
 
(e) Subrecipients must immediately report potential violations of the DB prevailing wage 
requirements to the EPA DB contact listed above and to the appropriate DOL Wage and Hour 
District Office listed at http://www.dol.gov/esa/contacts/whd/america2.htm. 
 

 
II. Requirements under FY 2012 Appropriations Act For Subrecipients That Are 

Not Governmental Entities 
 
The following terms and conditions specify how recipients will assist EPA in meeting its DB 
responsibilities when DB applies to EPA awards of financial assistance under the FY2012 Full- 
Year Continuing Appropriation Act with respect to subrecipients that are not governmental 
entities. If a subrecipient has questions regarding when DB applies, obtaining the correct DB 
wage determinations, DB provisions, or compliance monitoring, it may contact the State 
recipient for guidance. If a State recipient needs guidance, the recipient may contact Valerie 
Marshall at EPA Region 1 (617-918-1674) for guidance. The recipient or subrecipient may also 
obtain additional guidance from DOL’s web site at http://www.dol.gov/esa/whd/recovery/ 
Under these terms and conditions, the subrecipient must submit its proposed DB wage 
determinations to the State recipient for approval prior to including the wage 
determination in any solicitation, contract task orders, work assignments, or similar 
instruments to existing contractors. 

 
1. Applicability of the Davis- Bacon (DB) prevailing wage requirements. 

 
Under the FY 2012 Full-Year Continuing Appropriation, DB prevailing wage requirements 
apply to the construction, alteration, and repair of treatment works carried out in whole or in 
part with assistance made available by a State water pollution control revolving fund and to 
any construction project carried out in whole or in part by assistance made available by a 
drinking water treatment revolving loan fund. If a subrecipient encounters a unique situation 
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at a site that presents uncertainties regarding DB applicability, the subrecipient must discuss 
the situation with the recipient State before authorizing work on that site. 
 

2. Obtaining Wage Determinations. 
 

(a) Subrecipients must obtain proposed wage determinations for specific localities at 
www.wdol.gov. After the Subrecipient obtains its proposed wage determination, it must 
submit the wage determination to (insert contact information for State recipient DB point of 
contact for wage determination) for approval prior to inserting the wage determination into a 
solicitation, contract or issuing task orders, work assignments or similar instruments to 
existing contractors (ordering instruments unless subsequently directed otherwise by the State 
recipient Award Official. 
 
(b) Subrecipients shall obtain the wage determination for the locality in which a covered 
activity subject to DB will take place prior to issuing requests for bids, proposals, quotes or 
other methods for soliciting contracts (solicitation) for activities subject to DB. These wage 
determinations shall be incorporated into solicitations and any subsequent contracts. Prime 
contracts must contain a provision requiring that subcontractors follow the wage 
determination incorporated into the prime contract. 

 
(i) While the solicitation remains open, the subrecipient shall monitor www.wdol.gov. on 
a weekly basis to ensure that the wage determination contained in the solicitation remains 
current. The subrecipients shall amend the solicitation if DOL issues a modification more 
than 10 days prior to the closing date (i.e. bid opening) for the solicitation. If DOL 
modifies or supersedes the applicable wage determination less than 10 days prior to the 
closing date, the subrecipients may request a finding from the State recipient that there is 
not a reasonable time to notify interested contractors of the modification of the wage 
determination. The State recipient will provide a report of its findings to the subrecipient. 
 
(ii) If the subrecipient does not award the contract within 90 days of the closure of the 
solicitation, any modifications or supersedes DOL makes to the wage determination 
contained in the solicitation shall be effective unless the State recipient, at the request of 
the subrecipient, obtains an extension of the 90 day period from DOL pursuant to 29 CFR 
1.6(c)(3)(iv). The subrecipient shall monitor www.wdol.gov on a weekly basis if it does 
not award the contract within 90 days of closure of the solicitation to ensure that wage 
determinations contained in the solicitation remain current. 

 
(c) If the subrecipient carries out activity subject to DB by issuing a task order, work 
assignment or similar instrument to an existing contractor (ordering instrument) rather than 
by publishing a solicitation, the subecipient shall insert the appropriate DOL wage 
determination from www.wdol.gov into the ordering instrument. 
 
(d) Subrecipients shall review all subcontracts subject to DB entered into by prime 
contractors to verify that the prime contractor has required its subcontractors to include the 
applicable wage determinations. 
 
(e) As provided in 29 CFR 1.6(f), DOL may issue a revised wage determination applicable to 
a subrecipient’s contract after the award of a contract or the issuance of an ordering 
instrument if 

http://www.wdol.gov/
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DOL determines that the subrecipient has failed to incorporate a wage determination or has 
used a wage determination that clearly does not apply to the contract or ordering instrument. 
If this occurs, the subecipient shall either terminate the contract or ordering instrument and 
issue a revised solicitation or ordering instrument or incorporate DOL’s wage determination 
retroactive to the beginning of the contract or ordering instrument by change order. The 
subrecipient’s contractor must be compensated for any increases in wages resulting from the 
use of DOL’s revised wage determination. 

 
3. Contract and Subcontract provisions. 

 
(a) The Recipient shall insure that the subrecipient(s) shall insert in full in any contract in 
excess of $2,000 which is entered into for the actual construction, alteration and/or repair, 
including painting and decorating, of a treatment work under the CWSRF or a construction 
project under the DWSRF financed in whole or in part from Federal funds or in accordance 
with guarantees of a Federal agency or financed from funds obtained by pledge of any 
contract of a Federal agency to make a loan, grant or annual contribution (except where a 
different meaning is expressly indicated), and which is subject to the labor standards 
provisions of any of the acts listed in § 5.1 or the FY 2011 Full-Year Continuing 
Appropriation, the following clauses: 

 
(1) Minimum wages. 

 
(i) All laborers and mechanics employed or working upon the site of the work, will be 
paid unconditionally and not less often than once a week, and without subsequent 
deduction or rebate on any account (except such payroll deductions as are permitted by 
regulations issued by the Secretary of Labor under the Copeland Act (29 CFR part 3) ), 
the full amount of wages and bona fide fringe benefits (or cash equivalents thereof) due at 
time of payment computed at rates not less than those contained in the wage 
determination of the Secretary of Labor which is attached hereto and made a part hereof, 
regardless of any contractual relationship which may be alleged to exist between the 
contractor and such laborers and mechanics. Contributions made or costs reasonably 
anticipated for bona fide fringe benefits under section 1(b)(2) of the Davis-Bacon Act on 
behalf of laborers or mechanics are considered wages paid to such laborers or mechanics, 
subject to the provisions of paragraph (a)(1)(iv) of this section; also, regular contributions 
made or costs incurred for more than a weekly period (but not less often than quarterly) 
under plans, funds, or programs which cover the particular weekly period, are deemed to 
be constructively made or incurred during such weekly period. Such laborers and 
mechanics shall be paid the appropriate wage rate and fringe benefits on the wage 
determination for the classification of work actually performed, without regard to skill, 
except as provided in §5.5(a)(4). Laborers or mechanics performing work in more than 
one classification may be compensated at the rate specified for each classification for the 
time actually worked therein: Provided, that the employer's payroll records accurately set 
forth the time spent in each classification in which work is performed. The wage 
determination (including any additional classification and wage rates conformed under 
paragraph (a)(1)(ii) of this section) and the Davis- 
Bacon poster (WH-1321) shall be posted at all times by the contractor and its 
subcontractors at the site of the work in a prominent and accessible place where it can be 
easily seen by the workers. 
Subrecipients may obtain wage determinations from the U.S. Department of Labor’s web 
site, 
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www.dol.gov. . 
 
(ii)(A) The subrecipient(s), on behalf of EPA, shall require that any class of laborers or 

mechanics, including helpers, which is not listed in the wage determination and which 
is to be employed under the contract shall be classified in conformance with the wage 
determination. The State award official shall approve a request for an additional 
classification and wage rate and fringe benefits therefore only when the following 
criteria have been met: 

 
(1) The work to be performed by the classification requested is not performed by a 
classification in the wage determination; and 
 
(2) The classification is utilized in the area by the construction industry; and 
 
(3) The proposed wage rate, including any bona fide fringe benefits, bears a 
reasonable relationship to the wage rates contained in the wage determination. 

 
(B) If the contractor and the laborers and mechanics to be employed in the 
classification (if known), or their representatives, and the subrecipient(s) agree on the 
classification and wage rate (including the amount designated for fringe benefits where 
appropriate), documentation of the action taken and the request, including the local 
wage determination shall be sent by the subrecipient(s) to the State award official. The 
State award official will transmit the report, to the Administrator of the Wage and 
Hour Division, Employment Standards Administration, U.S. Department of Labor, 
Washington, DC 20210 and to the EPA DB Regional Coordinator concurrently. The 
Administrator, or an authorized representative, will approve, modify, or disapprove 
every additional classification request within 30 days of receipt and so advise the State 
award official or will notify the State award official within the 30-day period that 
additional time is necessary. 
 
(C) In the event the contractor, the laborers or mechanics to be employed in the 
classification or their representatives, and the and the subrecipient(s) do not agree on 
the proposed classification and wage rate (including the amount designated for fringe 
benefits, where appropriate), the award official shall refer the request, and the local 
wage determination, including the views of all interested parties and the 
recommendation of the State award official, to the Administrator for determination. 
The request shall be sent to the EPA Regional Coordinator concurrently. The 
Administrator, or an authorized representative, will issue a determination within 30 
days of receipt of the request and so advise the contracting officer or will notify the 
contracting officer within the 30-day period that additional time is necessary. 
 
(D) The wage rate (including fringe benefits where appropriate) determined pursuant 
to paragraphs (a)(1)(ii)(B) or (C) of this section, shall be paid to all workers 
performing work in the classification under this contract from the first day on which 
work is performed in the classification. 
 

(iii) Whenever the minimum wage rate prescribed in the contract for a class of laborers or 
mechanics includes a fringe benefit which is not expressed as an hourly rate, the 
contractor shall either pay the benefit as stated in the wage determination or shall pay 
another bona fide fringe benefit or an hourly cash equivalent thereof. 
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(iv) If the contractor does not make payments to a trustee or other third person, the 
contractor may consider as part of the wages of any laborer or mechanic the amount of 
any costs reasonably anticipated in providing bona fide fringe benefits under a plan or 
program, Provided, That the 
Secretary of Labor has found, upon the written request of the contractor, that the 
applicable standards of the Davis-Bacon Act have been met. The Secretary of Labor may 
require the contractor to set aside in a separate account assets for the meeting of 
obligations under the plan or program. 

 
(2) Withholding. The subrecipient(s) shall upon written request of the EPA Award Official or 
an authorized representative of the Department of Labor, withhold or cause to be withheld 
from the contractor under this contract or any other Federal contract with the same prime 
contractor, or any other federally-assisted contract subject to Davis-Bacon prevailing wage 
requirements, which is held by the same prime contractor, so much of the accrued payments 
or advances as may be considered necessary to pay laborers and mechanics, including 
apprentices, trainees, and helpers, employed by the contractor or any subcontractor the full 
amount of wages required by the contract. In the event of failure to pay any laborer or 
mechanic, including any apprentice, trainee, or helper, employed or working on the site of the 
work, all or part of the wages required by the contract, the (Agency) may, after written notice 
to the contractor, sponsor, applicant, or owner, take such action as may be necessary to cause 
the suspension of any further payment, advance, or guarantee of funds until such violations 
have ceased. 
 
(3) Payrolls and basic records. 

 
(i) Payrolls and basic records relating thereto shall be maintained by the contractor during 
the course of the work and preserved for a period of three years thereafter for all laborers 
and mechanics working at the site of the work. Such records shall contain the name, 
address, and social security number of each such worker, his or her correct classification, 
hourly rates of wages paid (including rates of contributions or costs anticipated for bona 
fide fringe benefits or cash equivalents thereof of the types described in section 
1(b)(2)(B) of the Davis-Bacon Act), daily and weekly number of hours worked, 
deductions made and actual wages paid. Whenever the Secretary of Labor has found 
under 29 CFR 5.5(a)(1)(iv) that the wages of any laborer or mechanic include the amount 
of any costs reasonably anticipated in providing benefits under a plan or program 
described in section 1(b)(2)(B) of the Davis-Bacon Act, the contractor shall maintain 
records which show that the commitment to provide such benefits is enforceable, that the 
plan or program is financially responsible, and that the plan or program has been 
communicated in writing to the laborers or mechanics affected, and records which show 
the costs anticipated or the actual cost incurred in providing such benefits. Contractors 
employing apprentices or trainees under approved programs shall maintain written 
evidence of the registration of apprenticeship programs and certification of trainee 
programs, the registration of the apprentices and trainees, and the ratios and wage rates 
prescribed in the applicable programs. 

 
(ii)(A) The contractor shall submit weekly, for each week in which any contract work is 

performed, a copy of all payrolls to the subrecipient, that is, the entity that receives the 
sub-grant or loan from the State capitalization grant recipient. Such documentation 
shall be available on request of the State recipient or EPA. As to each payroll copy 
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received, the subrecipient shall provide written confirmation in a form satisfactory to 
the State indicating whether or not the project is in compliance with the requirements 
of 29 CFR 5.5(a)(1) based on the most recent payroll copies for the specified week. 
The payrolls shall set out accurately and completely all of the information required to 
be maintained under 29 CFR 5.5(a)(3)(i), except that full social security numbers and 
home addresses shall not be included on the weekly payrolls. Instead the payrolls shall 
only need to include an individually identifying number for each employee (e.g., the 
last four digits of the employee's social security number). The required weekly payroll 
information may be submitted in any form desired. Optional Form WH-347 is 
available for this purpose from the Wage and Hour Division Web site at 
http://www.dol.gov/esa/whd/forms/wh347instr.htm or its successor site. The prime 
contractor isresponsible for the submission of copies of payrolls by all subcontractors. 
Contractors and subcontractors shall maintain the full social security number and 
current address of each covered worker, and shall provide them upon request to the 
subrecipient(s) for transmission to the State or EPA if requested by EPA , the State, the 
contractor, or the Wage and Hour Division of the Department of Labor for purposes of 
an investigation or audit of compliance with prevailing wage requirements. It is not a 
violation of this section for a prime contractor to require a subcontractor to provide 
addresses and social security numbers to the prime contractor for its own records, 
without weekly submission to the subrecipient(s). 

 
(B) Each payroll submitted shall be accompanied by a “Statement of Compliance,” 
signed by the contractor or subcontractor or his or her agent who pays or supervises 
the payment of the persons employed under the contract and shall certify the 
following: 

 
(1) That the payroll for the payroll period contains the information required to be 

provided under § 5.5 (a)(3)(ii) of Regulations, 29 CFR part 5, the appropriate 
information is being maintained under § 5.5 (a)(3)(i) of Regulations, 29 CFR part 
5, and that such information is correct and complete; 

 
(2) That each laborer or mechanic (including each helper, apprentice, and trainee) 

employed on the contract during the payroll period has been paid the full weekly 
wages earned, without rebate, either directly or indirectly, and that no deductions 
have been made either directly or indirectly from the full wages earned, other than 
permissible deductions as set forth in Regulations, 29 CFR part 3; 

 
(3) That each laborer or mechanic has been paid not less than the applicable wage rates 

and fringe benefits or cash equivalents for the classification of work performed, as 
specified in the applicable wage determination incorporated into the contract. 

 
(C) The weekly submission of a properly executed certification set forth on the reverse 
side of Optional Form WH-347 shall satisfy the requirement for submission of the 
“Statement of Compliance” required by paragraph (a)(3)(ii)(B) of this section. 
 
(D) The falsification of any of the above certifications may subject the contractor or 
subcontractor to civil or criminal prosecution under section 1001 of title 18 and section 
231 of title 31 of the United States Code. 
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(iii) The contractor or subcontractor shall make the records required under paragraph 
(a)(3)(i) of this section available for inspection, copying, or transcription by authorized 
representatives of the State, EPA or the Department of Labor, and shall permit such 
representatives to interview employees during working hours on the job. If the contractor 
or subcontractor fails to submit the required records or to make them available, the 
Federal agency or State may, after written notice to the contractor, sponsor, applicant, or 
owner, take such action as may be necessary to cause the suspension of any further 
payment, advance, or guarantee of funds. Furthermore, failure to submit the required 
records upon request or to make such records available may be grounds for debarment 
action pursuant to 29 CFR 5.12. 

 
 

(4) Apprentices and trainees-- 
 

(i) Apprentices. Apprentices will be permitted to work at less than the predetermined rate 
for the work they performed when they are employed pursuant to and individually 
registered in a bona fide apprenticeship program registered with the U.S. Department of 
Labor, Employment and Training Administration, Office of Apprenticeship Training, 
Employer and Labor Services, or with a State Apprenticeship Agency recognized by the 
Office, or if a person is employed in his or her first 90 days of probationary employment 
as an apprentice in such an apprenticeship program, who is not individually registered in 
the program, but who has been certified by the Office of Apprenticeship Training, 
Employer and Labor Services or a State Apprenticeship Agency (where appropriate) to be 
eligible for probationary employment as an apprentice. The allowable ratio of apprentices 
to journeymen on the job site in any craft classification shall not be greater than the ratio 
permitted to the contractor as to the entire work force under the registered program. Any 
worker listed on a payroll at an apprentice wage rate, who is not registered or otherwise 
employed as stated above, shall be paid not less than the applicable wage rate on the wage 
determination for the classification of work actually performed. In addition, any 
apprentice performing work on the job site in excess of the ratio permitted under the 
registered program shall be paid not less than the applicable wage rate on the wage 
determination for the work actually performed. Where a contractor is performing 
construction on a project in a locality other than that in which its program is registered, 
the ratios and wage rates (expressed in percentages of the journeyman's hourly rate) 
specified in the contractor's or subcontractor's registered program shall be observed. 
Every apprentice must be paid at not less than the rate specified in the registered program 
for the apprentice's level of progress, expressed as a percentage of the journeymen hourly 
rate specified in the applicable wage determination. Apprentices shall be paid fringe 
benefits in accordance with the provisions of the apprenticeship program. If the 
apprenticeship program does not specify fringe benefits, apprentices must be paid the full 
amount of fringe benefits listed on the wage determination for the applicable 
classification. If the Administrator determines that a different practice prevails for the 
applicable apprentice classification, fringes shall be paid in accordance with that 
determination. In the event the Office of Apprenticeship Training, Employer and Labor 
Services, or a State Apprenticeship Agency recognized by the Office, withdraws approval 
of an apprenticeship program, the contractor will no longer be permitted to utilize 
apprentices at less than the applicable predetermined rate for the work performed until an 
acceptable program is approved. 
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(ii) Trainees. Except as provided in 29 CFR 5.16, trainees will not be permitted to work at 
less than the predetermined rate for the work performed unless they are employed 
pursuant to and individually registered in a program which has received prior approval, 
evidenced by formal certification by the U.S. Department of Labor, Employment and 
Training Administration. The ratio of trainees to journeymen on the job site shall not be 
greater than permitted under the plan approved by the Employment and Training 
Administration. Every trainee must be paid at not less than the rate specified in the 
approved program for the trainee's level of progress, expressed as a percentage of the 
journeyman hourly rate specified in the applicable wage determination. Trainees shall be 
paid fringe benefits in accordance with the provisions of the trainee program. If the 
trainee program does not mention fringe benefits, trainees shall be paid the full amount of 
fringe benefits listed on the wage determination unless the Administrator of the Wage and 
Hour Division determines that there is an apprenticeship program associated with the 
corresponding journeyman wage rate on the wage determination which provides for less 
than full fringe benefits for apprentices. Any employee listed on the payroll at a trainee 
rate who is not registered and participating in a training plan approved by the 
Employment and Training Administration shall be paid not less than the applicable wage 
rate on the wage determination for the classification of work actually performed. In 
addition, any trainee performing work on the job site in excess of the ratio permitted 
under the registered program shall be paid not less than the applicable wage rate on the 
wage determination for the work actually performed. In the event the Employment and 
Training Administration withdraws approval of a training program, the contractor will no 
longer be permitted to utilize trainees at less than the applicable predetermined rate for 
the work performed until an acceptable program is approved. 
(iii) Equal employment opportunity. The utilization of apprentices, trainees and 
journeymen under this part shall be in conformity with the equal employment opportunity 
requirements of Executive Order 11246, as amended, and 29 CFR part 30. 

 
(5) Compliance with Copeland Act requirements. The contractor shall comply with the 
requirements of 29 CFR part 3, which are incorporated by reference in this contract. 
 
(6) Subcontracts. The contractor or subcontractor shall insert in any subcontracts the clauses 
contained in 29 CFR 5.5(a)(1) through (10) and such other clauses as the EPA determines 
may by appropriate, and also a clause requiring the subcontractors to include these clauses in 
any lower tier subcontracts. The prime contractor shall be responsible for the compliance by 
any subcontractor or lower tier subcontractor with all the contract clauses in 29 CFR 5.5. 
 
(7) Contract termination: debarment. A breach of the contract clauses in 29 CFR 5.5 may be 
grounds for termination of the contract, and for debarment as a contractor and a subcontractor 
as provided in 29 CFR 5.12. 
 
(8) Compliance with Davis-Bacon and Related Act requirements. All rulings and 
interpretations of the Davis-Bacon and Related Acts contained in 29 CFR parts 1, 3, and 5 are 
herein incorporated by reference in this contract. 
 
(9) Disputes concerning labor standards. Disputes arising out of the labor standards 
provisions of this contract shall not be subject to the general disputes clause of this contract. 
Such disputes shall be resolved in accordance with the procedures of the Department of 
Labor set forth in 29 
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CFR parts 5, 6, and 7. Disputes within the meaning of this clause include disputes between 
the contractor (or any of its subcontractors) and Subrecipient(s), State, EPA, the U.S. 
Department of Labor, or the employees or their representatives. 
 
(10) Certification of eligibility. 

 
(i) By entering into this contract, the contractor certifies that neither it (nor he or she) nor 
any person or firm who has an interest in the contractor's firm is a person or firm 
ineligible to be awarded Government contracts by virtue of section 3(a) of the Davis-
Bacon Act or 29 CFR 5.12(a)(1). 
 
(ii) No part of this contract shall be subcontracted to any person or firm ineligible for 
award of a Government contract by virtue of section 3(a) of the Davis-Bacon Act or 29 
CFR 5.12(a)(1). 
 
(iii) The penalty for making false statements is prescribed in the U.S. Criminal Code, 18 
U.S.C. 1001. 

 
4. Contract Provision for Contracts in Excess of $100,000. 

 
(a) Contract Work Hours and Safety Standards Act. The subrecipient shall insert the 
following clauses set forth in paragraphs (a)(1), (2), (3), and (4) of this section in full in any 
contract in an amount in excess of $100,000 and subject to the overtime provisions of the 
Contract Work Hours and Safety Standards Act. These clauses shall be inserted in addition to 
the clauses required by Item 3, above or 29 CFR 4.6. As used in this paragraph, the terms 
laborers and mechanics include watchmen and guards. 

 
(1) Overtime requirements. No contractor or subcontractor contracting for any part of the 

contract work which may require or involve the employment of laborers or mechanics 
shall require or permit any such laborer or mechanic in any workweek in which he or she 
is employed on such work to work in excess of forty hours in such workweek unless such 
laborer or mechanic receives compensation at a rate not less than one and one-half times 
the basic rate of pay for all hours worked in excess of forty hours in such workweek. 

 
(2) Violation; liability for unpaid wages; liquidated damages. In the event of any violation of 

the clause set forth in paragraph (b)(1) of this section the contractor and any 
subcontractor responsible therefore shall be liable for the unpaid wages. In addition, such 
contractor and subcontractor shall be liable to the United States (in the case of work done 
under contract for the District of Columbia or a territory, to such District or to such 
territory), for liquidated damages. Such liquidated damages shall be computed with 
respect to each individual laborer or mechanic, including watchmen and guards, 
employed in violation of the clause set forth in paragraph (b)(1) of this section, in the sum 
of $10 for each calendar day on which such individual was required or permitted to work 
in excess of the standard workweek of forty hours without payment of the overtime 
wages required by the clause set forth in paragraph (b)(1) of this section. 

 
(3) Withholding for unpaid wages and liquidated damages. The subrecipient shall upon the 

request of the EPA Award Official or an authorized representative of the Department of 
Labor, withhold or cause to be withheld, from any moneys payable on account of work 
performed by the contractor or subcontractor under any such contract or any other Federal 
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contract with the same prime contractor, or any other federally-assisted contract subject to 
the Contract Work Hours and Safety Standards Act, which is held by the same prime 
contractor, such sums as may be determined to be necessary to satisfy any liabilities of 
such contractor or subcontractor for unpaid wages and liquidated damages as provided in 
the clause set forth in paragraph (b)(2) of this section. 

 
(4) Subcontracts. The contractor or subcontractor shall insert in any subcontracts the clauses 

set forth in paragraph (b)(1) through (4) of this section and also a clause requiring the 
subcontractors to include these clauses in any lower tier subcontracts. The prime 
contractor shall be responsible for compliance by any subcontractor or lower tier 
subcontractor with the clauses set forth in paragraphs (b)(1) through (4) of this section. 

 
(c) In addition to the clauses contained in Item 3, above, in any contract subject only to the 
Contract Work Hours and Safety Standards Act and not to any of the other statutes cited in 29 
CFR 5.1, the Subrecipient shall insert a clause requiring that the contractor or subcontractor 
shall maintain payrolls and basic payroll records during the course of the work and shall 
preserve them for a period of three years from the completion of the contract for all laborers 
and mechanics, including guards and watchmen, working on the contract. Such records shall 
contain the name and address of each such employee, social security number, correct 
classifications, hourly rates of wages paid, daily and weekly number of hours worked, 
deductions made, and actual wages paid. Further, the Subrecipient shall insert in any such 
contract a clause providing that the records to be maintained under this paragraph shall be 
made available by the contractor or subcontractor for inspection, copying, or transcription by 
authorized representatives of the (write the name of agency) and the Department of Labor, 
and the contractor or subcontractor will permit such representatives to interview employees 
during working hours on the job. 

 
5. Compliance Verification 

 
(a). The subrecipient shall periodically interview a sufficient number of employees entitled to 
DB prevailing wages (covered employees) to verify that contractors or subcontractors are 
paying the appropriate wage rates. As provided in 29 CFR 5.6(a)(6), all interviews must be 
conducted in confidence. The subrecipient must use Standard Form 1445 (SF 1445) or 
equivalent documentation to memorialize the interviews. Copies of the SF 1445 are available 
from EPA on request. 
 
(b) The subrecipient shall establish and follow an interview schedule based on its assessment 
of the risks of noncompliance with DB posed by contractors or subcontractors and the 
duration of the contract or subcontract. At a minimum, the subrecipient should conduct 
interviews with a representative group of covered employees within two weeks of each 
contractor or subcontractor’s submission of its initial weekly payroll data and two weeks 
prior to the estimated completion date for the contract or subcontract. Subrecipients must 
conduct more frequent interviews if the initial interviews or other information indicates that 
there is a risk that the contractor or subcontractor is not complying with DB. Subrecipients 
shall immediately conduct necessary interviews in response to an alleged violation of the 
prevailing wage requirements. All interviews shall be conducted in confidence. 
 
(c). The subrecipient shall periodically conduct spot checks of a representative sample of 
weekly payroll data to verify that contractors or subcontractors are paying the appropriate 
wage rates. The subrecipient shall establish and follow a spot check schedule based on its 
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assessment of the risks of noncompliance with DB posed by contractors or subcontractors 
and the duration of the contract or subcontract. At a minimum, if practicable the subrecipient 
should spot check payroll data within two weeks of each contractor or subcontractor’s 
submission of its initial payroll data and two weeks prior to the completion date the contract 
or subcontract. Subrecipients must conduct more frequent spot checks if the initial spot check 
or other information indicates that there is a risk that the contractor or subcontractor is not 
complying with DB . In addition, during the examinations the subrecipient shall verify 
evidence of fringe benefit plans and payments thereunder by contractors and subcontractors 
who claim credit for fringe benefit contributions. 
 
(d). The subrecipient shall periodically review contractors and subcontractors use of 
apprentices and trainees to verify registration and certification with respect to apprenticeship 
and training programs approved by either the U.S Department of Labor or a state, as 
appropriate, and that contractors and subcontractors are not using disproportionate numbers 
of, laborers, trainees and apprentices. These reviews shall be conducted in accordance with 
the schedules for spot checks and interviews described in Item 5(b) and (c) above. 
 
(e) Subrecipients must immediately report potential violations of the DB prevailing wage 
requirements to the EPA DB contact listed above and to the appropriate DOL Wage and Hour 
District Office listed at http://www.dol.gov/esa/contacts/whd/america2.htm. 
 



 

 
 

 



 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
APPENDIX C 

 
PREVAILING WAGE RATES 

 
 
 

  



MINIMUM HOURLY WAGE RATES 
 

The CONTRACTOR and every subcontractor shall post in a prominent and accessible place at the site of 
the Work, a legible copy of the Federal Wage Determination Rate Schedule (if such is included in the 
Contract Documents). 
 
The rates established by each schedule are minimum, and all employees shall be paid no less than the 
established rate listed for each trade or occupation.  In case of conflict between schedules in any one trade 
or occupation, the higher rate listed shall control and such higher rate shall be considered to be the 
minimum. 
 
State:  The minimum rates of wages and schedule of supplements to be provided for the various trades 
shall be in accordance with the Prevailing Wage Rate Schedule which is included herein.   
 
Minimum Wage Rates as determined by the Commissioner of Department of Labor and Industries under 
the provision of the Massachusetts General Laws, Chapter 149, Sections 26 to 27D, as amended, apply 
to this project.  It is the responsibility of the contractor, before bid opening, to request if necessary, any 
additional information on minimum wage rates for those tradespeople who may be employed for the 
proposed work under this contract. 

Federal:  The minimum rates of wages and schedule of supplements to be provided for the various trades 
shall be in accordance with the Davis Bacon Wage rates which are included herein.  

 



THE COMMONWEALTH OF MASSACHUSETTS

DEPARTMENT OF LABOR STANDARDS

As determined by the Director under the provisions of the 

Massachusetts General Laws, Chapter 149, Sections 26 to 27H

EXECUTIVE OFFICE OF LABOR AND WORKFORCE DEVELOPMENT

Prevailing Wage Rates
MAURA HEALEY LAUREN JONES

SecretaryGovernor

MICHAEL FLANAGAN

Pipe lining - 2 segments and manhole frame and cover replacement

Director

Awarding Authority: Town of Uxbridge DPW

City/Town:Contract Number: UXBRIDGE

Description of Work:

Job Location: River Rd, Uxbridge, MA

Wage Request Number:    20240312-035Issue Date: 03/12/2024

Information about Prevailing Wage Schedules for Awarding Authorities and Contractors 

•  The wage rates will remain in effect for the duration of the project, except in the case of multi-year public construction projects. For        

   construction projects lasting longer than one year, awarding authorities must request an updated wage schedule no later than two           

   weeks before the anniversary of the date the contract was executed by the awarding authority and the general contractor. For multi-

   year CM AT RISK projects, the awarding authority must request an annual update no later than two weeks before the anniversary date, 

   determined as the earlier of: (a) the execution date of the GMP Amendment, or (b) the execution date of the first amendment to permit 

  procurement of construction services. The annual update requirement is not applicable to 27F “rental of equipment” contracts. The  

  updated wage schedule must be provided to all contractors, including general and sub-contractors, working on the construction 

  project.

•  This wage schedule applies only to the specific project referenced at the top of this page and uniquely identified by the “Wage Request 

  Number” on all pages of this schedule. 

•  An Awarding Authority must request an updated wage schedule if it has not opened bids or selected a contractor within 90 days of the 

  date of issuance of the wage schedule. For CM AT RISK projects (bid pursuant to G.L. c.149A), the earlier of: (a) the execution date of the  

  GMP Amendment, or (b) the bid for the first construction scope of work must be within 90-days of the wage schedule issuance date.

•  The wage schedule shall be incorporated in any advertisement or call for bids for the project as required by M.G.L. c. 149, § 27. The wage 

  schedule shall be made a part of the contract awarded for the project. The wage schedule must be posted in a conspicuous place at the 

  work site for the life of the project in accordance with M.G.L. c. 149 § 27. The wages listed on the wage schedule must be paid to 

  employees performing construction work on the project whether they are employed by the prime contractor, a filed sub-bidder, or a sub-

  contractor.

•  Apprentices working on the project are required to be registered with the Massachusetts Division of Apprentice Standards (DAS). 

  Apprentices must keep their apprentice identification card on their persons during all work hours on the project. An apprentice registered  

  with DAS may be paid the lower apprentice wage rate at the applicable step as provided on the prevailing wage schedule. Any apprentice 

  not registered with DAS regardless of whether they are registered with another federal, state, local, or private agency must be paid the 

  journeyworker's rate.

•  Every contractor or subcontractor working on the construction project must submit weekly payroll reports and a Statement of 

  Compliance directly to the awarding authority by mail or email and keep them on file for three years. Each weekly payroll report must 

  contain: the employee’s name, address, occupational classification, hours worked, and wages paid. Do not submit weekly payroll reports 

  to DLS. For a sample payroll reporting form go to http://www.mass.gov/dols/pw. 

•  Contractors with questions about the wage rates or classifications included on the wage schedule have an affirmative obligation to 

  inquire with DLS at (617) 626-6953. 

•  Contractors must obtain the wage schedules from awarding authorities. Failure of a contractor or subcontractor to pay the prevailing 

  wage rates listed on the wage schedule to all employees who perform construction work on the project is a violation of the law and 

  subjects the contractor or subcontractor to civil and criminal penalties.

•  Employees not receiving the prevailing wage rate set forth on the wage schedule may file a complaint with the Fair Labor Division of the 

  office of the Attorney General at (617) 727-3465. 

KIM DRISCOLL 

Lt. Governor



Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

Construction

(2 AXLE) DRIVER - EQUIPMENT
TEAMSTERS JOINT COUNCIL NO. 10 ZONE B

$72.69 01/01/2024 $15.07 $0.00 $38.95 $18.67

$73.69 06/01/2024 $15.07 $0.00 $39.95 $18.67

$75.19 12/01/2024 $15.07 $0.00 $39.95 $20.17

$75.69 01/01/2025 $15.57 $0.00 $39.95 $20.17

$76.69 06/01/2025 $15.57 $0.00 $40.95 $20.17

$78.30 12/01/2025 $15.57 $0.00 $40.95 $21.78

$78.90 01/01/2026 $16.17 $0.00 $40.95 $21.78

$79.90 06/01/2026 $16.17 $0.00 $41.95 $21.78

$81.64 12/01/2026 $16.17 $0.00 $41.95 $23.52

$82.24 01/01/2027 $16.77 $0.00 $41.95 $23.52

(3 AXLE) DRIVER - EQUIPMENT
TEAMSTERS JOINT COUNCIL NO. 10 ZONE B

$72.76 01/01/2024 $15.07 $0.00 $39.02 $18.67

$73.76 06/01/2024 $15.07 $0.00 $40.02 $18.67

$75.26 12/01/2024 $15.07 $0.00 $40.02 $20.17

$75.76 01/01/2025 $15.57 $0.00 $40.02 $20.17

$76.76 06/01/2025 $15.57 $0.00 $41.02 $20.17

$78.37 12/01/2025 $15.57 $0.00 $41.02 $21.78

$78.97 01/01/2026 $16.17 $0.00 $41.02 $21.78

$79.97 06/01/2026 $16.17 $0.00 $42.02 $21.78

$81.71 12/01/2026 $16.17 $0.00 $42.02 $23.52

$82.31 01/01/2027 $16.77 $0.00 $42.02 $23.52

(4 & 5 AXLE) DRIVER - EQUIPMENT
TEAMSTERS JOINT COUNCIL NO. 10 ZONE B

$72.88 01/01/2024 $15.07 $0.00 $39.14 $18.67

$73.88 06/01/2024 $15.07 $0.00 $40.14 $18.67

$75.38 12/01/2024 $15.07 $0.00 $40.14 $20.17

$75.88 01/01/2025 $15.57 $0.00 $40.14 $20.17

$76.88 06/01/2025 $15.57 $0.00 $41.14 $20.17

$78.49 12/01/2025 $15.57 $0.00 $41.14 $21.78

$79.09 01/01/2026 $16.17 $0.00 $41.14 $21.78

$80.09 06/01/2026 $16.17 $0.00 $42.14 $21.78

$81.83 12/01/2026 $16.17 $0.00 $42.14 $23.52

$82.43 01/01/2027 $16.77 $0.00 $42.14 $23.52

ADS/SUBMERSIBLE PILOT
PILE DRIVER LOCAL 56 (ZONE 2)

$135.57 08/01/2020 $9.40 $0.00 $103.05 $23.12

For apprentice rates see "Apprentice- PILE DRIVER"

AIR TRACK OPERATOR
LABORERS - ZONE 2

$65.40 12/01/2023 $9.65 $0.00 $38.61 $17.14

For apprentice rates see "Apprentice- LABORER"

AIR TRACK OPERATOR (HEAVY & HIGHWAY)
LABORERS - ZONE 2 (HEAVY & HIGHWAY)

$65.40 12/01/2023 $9.65 $0.00 $38.61 $17.14

$66.73 06/01/2024 $9.65 $0.00 $39.94 $17.14

$68.06 12/01/2024 $9.65 $0.00 $41.27 $17.14

$69.45 06/01/2025 $9.65 $0.00 $42.66 $17.14

$70.83 12/01/2025 $9.65 $0.00 $44.04 $17.14

$72.27 06/01/2026 $9.65 $0.00 $45.48 $17.14

$73.71 12/01/2026 $9.65 $0.00 $46.92 $17.14
For apprentice rates see "Apprentice- LABORER (Heavy and Highway)

Issue Date: Wage Request Number:03/12/2024 Page 2 of 3820240312-035



Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

ASBESTOS WORKER (PIPES & TANKS)
HEAT & FROST INSULATORS LOCAL 6 (WORCESTER)

$66.35 12/01/2023 $14.50 $0.00 $40.80 $11.05

$67.35 06/01/2024 $14.50 $0.00 $41.80 $11.05

$68.35 12/01/2024 $14.50 $0.00 $42.80 $11.05

$69.35 06/01/2025 $14.50 $0.00 $43.80 $11.05

$70.35 12/01/2025 $14.50 $0.00 $44.80 $11.05

ASPHALT RAKER
LABORERS - ZONE 2

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

For apprentice rates see "Apprentice- LABORER"

ASPHALT RAKER (HEAVY & HIGHWAY)
LABORERS - ZONE 2 (HEAVY & HIGHWAY)

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

$66.23 06/01/2024 $9.65 $0.00 $39.44 $17.14

$67.56 12/01/2024 $9.65 $0.00 $40.77 $17.14

$68.95 06/01/2025 $9.65 $0.00 $42.16 $17.14

$70.33 12/01/2025 $9.65 $0.00 $43.54 $17.14

$71.77 06/01/2026 $9.65 $0.00 $44.98 $17.14

$73.21 12/01/2026 $9.65 $0.00 $46.42 $17.14
For apprentice rates see "Apprentice- LABORER (Heavy and Highway)

ASPHALT/CONCRETE/CRUSHER PLANT-ON SITE
OPERATING ENGINEERS LOCAL 4

$86.43 12/01/2023 $15.00 $0.00 $55.03 $16.40

$87.73 06/01/2024 $15.00 $0.00 $56.33 $16.40

$89.18 12/01/2024 $15.00 $0.00 $57.78 $16.40

$90.48 06/01/2025 $15.00 $0.00 $59.08 $16.40

$91.93 12/01/2025 $15.00 $0.00 $60.53 $16.40

$93.23 06/01/2026 $15.00 $0.00 $61.83 $16.40

$94.68 12/01/2026 $15.00 $0.00 $63.28 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

BACKHOE/FRONT-END LOADER
OPERATING ENGINEERS LOCAL 4

$86.43 12/01/2023 $15.00 $0.00 $55.03 $16.40

$87.73 06/01/2024 $15.00 $0.00 $56.33 $16.40

$89.18 12/01/2024 $15.00 $0.00 $57.78 $16.40

$90.48 06/01/2025 $15.00 $0.00 $59.08 $16.40

$91.93 12/01/2025 $15.00 $0.00 $60.53 $16.40

$93.23 06/01/2026 $15.00 $0.00 $61.83 $16.40

$94.68 12/01/2026 $15.00 $0.00 $63.28 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

BARCO-TYPE JUMPING TAMPER
LABORERS - ZONE 2

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

For apprentice rates see "Apprentice- LABORER"

BLOCK PAVER, RAMMER / CURB SETTER
LABORERS - ZONE 2

$65.40 12/01/2023 $9.65 $0.00 $38.61 $17.14

For apprentice rates see "Apprentice- LABORER"

BLOCK PAVER, RAMMER / CURB SETTER (HEAVY & 

HIGHWAY)
LABORERS - ZONE 2 (HEAVY & HIGHWAY)

$65.40 12/01/2023 $9.65 $0.00 $38.61 $17.14

$66.73 06/01/2024 $9.65 $0.00 $39.94 $17.14

$68.06 12/01/2024 $9.65 $0.00 $41.27 $17.14

$69.45 06/01/2025 $9.65 $0.00 $42.66 $17.14

$70.83 12/01/2025 $9.65 $0.00 $44.04 $17.14

$72.27 06/01/2026 $9.65 $0.00 $45.48 $17.14

$73.71 12/01/2026 $9.65 $0.00 $46.92 $17.14
For apprentice rates see "Apprentice- LABORER (Heavy and Highway)

BOILER MAKER
BOILERMAKERS LOCAL 29

$75.79 01/01/2024 $7.07 $0.00 $48.12 $20.60
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

BOILERMAKER - Local 29Apprentice -

01/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $31.28 $7.07 $13.22 $0.00 $51.57 65

 2 $31.28 $7.07 $13.22 $0.00 $51.57 65

 3 $33.68 $7.07 $14.23 $0.00 $54.98 70

 4 $36.09 $7.07 $15.24 $0.00 $58.40 75

 5 $38.50 $7.07 $16.25 $0.00 $61.82 80

 6 $40.90 $7.07 $17.28 $0.00 $65.25 85

 7 $43.31 $7.07 $18.28 $0.00 $68.66 90

 8 $45.71 $7.07 $19.32 $0.00 $72.10 95

Notes: 

     

     

Apprentice to Journeyworker Ratio:1:4

BRICK/STONE/ARTIFICIAL MASONRY (INCL. MASONRY 

WATERPROOFING)
BRICKLAYERS LOCAL 3 (WORCESTER)

$94.65 02/01/2024 $11.49 $0.00 $60.26 $22.90

$96.75 08/01/2024 $11.49 $0.00 $62.36 $22.90

$98.05 02/01/2025 $11.49 $0.00 $63.66 $22.90

$100.20 08/01/2025 $11.49 $0.00 $65.81 $22.90

$101.55 02/01/2026 $11.49 $0.00 $67.16 $22.90

$103.75 08/01/2026 $11.49 $0.00 $69.36 $22.90

$105.15 02/01/2027 $11.49 $0.00 $70.76 $22.90
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

BRICK/PLASTER/CEMENT MASON - Local 3 WorcesterApprentice -

02/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $30.13 $11.49 $22.90 $0.00 $64.52 50

 2 $36.16 $11.49 $22.90 $0.00 $70.55 60

 3 $42.18 $11.49 $22.90 $0.00 $76.57 70

 4 $48.21 $11.49 $22.90 $0.00 $82.60 80

 5 $54.23 $11.49 $22.90 $0.00 $88.62 90

08/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $31.18 $11.49 $22.90 $0.00 $65.57 50

 2 $37.42 $11.49 $22.90 $0.00 $71.81 60

 3 $43.65 $11.49 $22.90 $0.00 $78.04 70

 4 $49.89 $11.49 $22.90 $0.00 $84.28 80

 5 $56.12 $11.49 $22.90 $0.00 $90.51 90

Notes: 

     

     

Apprentice to Journeyworker Ratio:1:5

BULLDOZER/GRADER/SCRAPER
OPERATING ENGINEERS LOCAL 4

$85.83 12/01/2023 $15.00 $0.00 $54.43 $16.40

$87.11 06/01/2024 $15.00 $0.00 $55.71 $16.40

$88.55 12/01/2024 $15.00 $0.00 $57.15 $16.40

$89.83 06/01/2025 $15.00 $0.00 $58.43 $16.40

$91.27 12/01/2025 $15.00 $0.00 $59.87 $16.40

$92.55 06/01/2026 $15.00 $0.00 $61.15 $16.40

$93.99 12/01/2026 $15.00 $0.00 $62.59 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

CAISSON & UNDERPINNING BOTTOM MAN
LABORERS - FOUNDATION AND MARINE

$73.35 12/01/2023 $9.65 $0.00 $45.48 $18.22

$74.83 06/01/2024 $9.65 $0.00 $46.96 $18.22

$76.30 12/01/2024 $9.65 $0.00 $48.43 $18.22

$77.80 06/01/2025 $9.65 $0.00 $49.93 $18.22

$79.30 12/01/2025 $9.65 $0.00 $51.43 $18.22

$80.85 06/01/2026 $9.65 $0.00 $52.98 $18.22

$82.35 12/01/2026 $9.65 $0.00 $54.48 $18.22
For apprentice rates see "Apprentice- LABORER"

CAISSON & UNDERPINNING LABORER
LABORERS - FOUNDATION AND MARINE

$72.20 12/01/2023 $9.65 $0.00 $44.33 $18.22

$73.68 06/01/2024 $9.65 $0.00 $45.81 $18.22

$75.15 12/01/2024 $9.65 $0.00 $47.28 $18.22

$76.65 06/01/2025 $9.65 $0.00 $48.78 $18.22

$78.15 12/01/2025 $9.65 $0.00 $50.28 $18.22

$79.70 06/01/2026 $9.65 $0.00 $51.83 $18.22

$81.20 12/01/2026 $9.65 $0.00 $53.33 $18.22
For apprentice rates see "Apprentice- LABORER"
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

CAISSON & UNDERPINNING TOP MAN
LABORERS - FOUNDATION AND MARINE

$72.20 12/01/2023 $9.65 $0.00 $44.33 $18.22

$73.68 06/01/2024 $9.65 $0.00 $45.81 $18.22

$75.15 12/01/2024 $9.65 $0.00 $47.28 $18.22

$76.65 06/01/2025 $9.65 $0.00 $48.78 $18.22

$78.15 12/01/2025 $9.65 $0.00 $50.28 $18.22

$79.70 06/01/2026 $9.65 $0.00 $51.83 $18.22

$81.20 12/01/2026 $9.65 $0.00 $53.33 $18.22
For apprentice rates see "Apprentice- LABORER"

CARBIDE CORE DRILL OPERATOR
LABORERS - ZONE 2

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

For apprentice rates see "Apprentice- LABORER"

CARPENTER
CARPENTERS -ZONE 2 (Eastern Massachusetts)

$76.92 03/01/2024 $9.83 $0.00 $47.12 $19.97

$78.17 09/01/2024 $9.83 $0.00 $48.37 $19.97

$79.42 03/01/2025 $9.83 $0.00 $49.62 $19.97

$80.67 09/01/2025 $9.83 $0.00 $50.87 $19.97

$81.92 03/01/2026 $9.83 $0.00 $52.12 $19.97

$83.17 09/01/2026 $9.83 $0.00 $53.37 $19.97

$84.42 03/01/2027 $9.83 $0.00 $54.62 $19.97

CARPENTER - Zone 2 Eastern MAApprentice -

03/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $21.20 $9.83 $1.73 $0.00 $32.76 45

 2 $21.20 $9.83 $1.73 $0.00 $32.76 45

 3 $25.92 $9.83 $3.40 $0.00 $39.15 55

 4 $25.92 $9.83 $3.40 $0.00 $39.15 55

 5 $32.98 $9.83 $16.51 $0.00 $59.32 70

 6 $32.98 $9.83 $16.51 $0.00 $59.32 70

 7 $37.70 $9.83 $18.24 $0.00 $65.77 80

 8 $37.70 $9.83 $18.24 $0.00 $65.77 80

09/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $21.77 $9.83 $1.73 $0.00 $33.33 45

 2 $21.77 $9.83 $1.73 $0.00 $33.33 45

 3 $26.60 $9.83 $3.40 $0.00 $39.83 55

 4 $26.60 $9.83 $3.40 $0.00 $39.83 55

 5 $33.86 $9.83 $16.51 $0.00 $60.20 70

 6 $33.86 $9.83 $16.51 $0.00 $60.20 70

 7 $38.70 $9.83 $18.24 $0.00 $66.77 80

 8 $38.70 $9.83 $18.24 $0.00 $66.77 80

Notes: 

     

     

Apprentice to Journeyworker Ratio:1:5
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

CARPENTER WOOD FRAME
CARPENTERS-ZONE 3 (Wood Frame)

$37.37 10/01/2023 $7.02 $0.00 $25.55 $4.80

$38.47 10/01/2024 $7.02 $0.00 $26.65 $4.80

$39.57 10/01/2025 $7.02 $0.00 $27.75 $4.80

$40.67 10/01/2026 $7.02 $0.00 $28.85 $4.80
All Aspects of New Wood Frame Work

CARPENTER (Wood Frame) - Zone 3Apprentice -

10/01/2023

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $15.33 $7.02 $0.00 $0.00 $22.35 60

 2 $15.33 $7.02 $0.00 $0.00 $22.35 60

 3 $16.61 $7.02 $1.00 $0.00 $24.63 65

 4 $17.89 $7.02 $1.00 $0.00 $25.91 70

 5 $19.16 $7.02 $4.80 $0.00 $30.98 75

 6 $20.44 $7.02 $4.80 $0.00 $32.26 80

 7 $21.72 $7.02 $4.80 $0.00 $33.54 85

 8 $23.00 $7.02 $4.80 $0.00 $34.82 90

10/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $15.99 $7.02 $0.00 $0.00 $23.01 60

 2 $15.99 $7.02 $0.00 $0.00 $23.01 60

 3 $17.32 $7.02 $1.00 $0.00 $25.34 65

 4 $18.66 $7.02 $1.00 $0.00 $26.68 70

 5 $19.99 $7.02 $4.80 $0.00 $31.81 75

 6 $21.32 $7.02 $4.80 $0.00 $33.14 80

 7 $22.65 $7.02 $4.80 $0.00 $34.47 85

 8 $23.99 $7.02 $4.80 $0.00 $35.81 90

Notes: 

     % Indentured After 10/1/17; 45/45/55/55/70/70/80/80

     Step 1&2 $18.52/ 3&4 $21.07/ 5&6 $28.70/ 7&8 $31.26

Apprentice to Journeyworker Ratio:1:5

CEMENT MASONRY/PLASTERING
BRICKLAYERS LOCAL 3 (WORCESTER)

$87.20 01/01/2024 $13.00 $1.30 $49.33 $23.57
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

CEMENT MASONRY/PLASTERING - WorcesterApprentice -

01/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $24.67 $13.00 $15.93 $0.00 $53.60 50

 2 $29.60 $13.00 $18.57 $1.30 $62.47 60

 3 $32.06 $13.00 $19.57 $1.30 $65.93 65

 4 $34.53 $13.00 $20.57 $1.30 $69.40 70

 5 $37.00 $13.00 $21.57 $1.30 $72.87 75

 6 $39.46 $13.00 $22.57 $1.30 $76.33 80

 7 $44.40 $13.00 $23.57 $1.30 $82.27 90

Notes: 

     Steps 3,4 are 500 hrs. All other steps are 1,000 hrs.

     

Apprentice to Journeyworker Ratio:1:3

CHAIN SAW OPERATOR
LABORERS - ZONE 2

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

For apprentice rates see "Apprentice- LABORER"

CLAM SHELLS/SLURRY BUCKETS/HEADING MACHINES
OPERATING ENGINEERS LOCAL 4

$87.53 12/01/2023 $15.00 $0.00 $56.13 $16.40

$88.85 06/01/2024 $15.00 $0.00 $57.45 $16.40

$90.33 12/01/2024 $15.00 $0.00 $58.93 $16.40

$91.66 06/01/2025 $15.00 $0.00 $60.26 $16.40

$93.13 12/01/2025 $15.00 $0.00 $61.73 $16.40

$94.46 06/01/2026 $15.00 $0.00 $63.06 $16.40

$95.94 12/01/2026 $15.00 $0.00 $64.54 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

COMPRESSOR OPERATOR
OPERATING ENGINEERS LOCAL 4

$67.02 12/01/2023 $15.00 $0.00 $35.62 $16.40

$67.87 06/01/2024 $15.00 $0.00 $36.47 $16.40

$68.82 12/01/2024 $15.00 $0.00 $37.42 $16.40

$69.67 06/01/2025 $15.00 $0.00 $38.27 $16.40

$70.62 12/01/2025 $15.00 $0.00 $39.22 $16.40

$71.48 06/01/2026 $15.00 $0.00 $40.08 $16.40

$72.43 12/01/2026 $15.00 $0.00 $41.03 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

DELEADER (BRIDGE)
PAINTERS LOCAL 35 - ZONE 2

$89.96 01/01/2024 $9.95 $0.00 $56.06 $23.95

$91.16 07/01/2024 $9.95 $0.00 $57.26 $23.95

$92.36 01/01/2025 $9.95 $0.00 $58.46 $23.95
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

PAINTER Local 35  - BRIDGES/TANKSApprentice -

01/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $28.03 $9.95 $0.00 $0.00 $37.98 50

 2 $30.83 $9.95 $6.66 $0.00 $47.44 55

 3 $33.64 $9.95 $7.26 $0.00 $50.85 60

 4 $36.44 $9.95 $7.87 $0.00 $54.26 65

 5 $39.24 $9.95 $20.32 $0.00 $69.51 70

 6 $42.05 $9.95 $20.93 $0.00 $72.93 75

 7 $44.85 $9.95 $21.53 $0.00 $76.33 80

 8 $50.45 $9.95 $22.74 $0.00 $83.14 90

07/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $28.63 $9.95 $0.00 $0.00 $38.58 50

 2 $31.49 $9.95 $6.66 $0.00 $48.10 55

 3 $34.36 $9.95 $7.26 $0.00 $51.57 60

 4 $37.22 $9.95 $7.87 $0.00 $55.04 65

 5 $40.08 $9.95 $20.32 $0.00 $70.35 70

 6 $42.95 $9.95 $20.93 $0.00 $73.83 75

 7 $45.81 $9.95 $21.53 $0.00 $77.29 80

 8 $51.53 $9.95 $22.74 $0.00 $84.22 90

Notes: 

     Steps are 750 hrs.

     

Apprentice to Journeyworker Ratio:1:1

DEMO: ADZEMAN
LABORERS - ZONE 2

$72.20 12/01/2023 $9.65 $0.00 $44.48 $18.07

For apprentice rates see "Apprentice- LABORER"

DEMO: BACKHOE/LOADER/HAMMER OPERATOR
LABORERS - ZONE 2

$73.20 12/01/2023 $9.65 $0.00 $45.48 $18.07

For apprentice rates see "Apprentice- LABORER"

DEMO: BURNERS
LABORERS - ZONE 2

$72.95 12/01/2023 $9.65 $0.00 $45.23 $18.07

For apprentice rates see "Apprentice- LABORER"

DEMO: CONCRETE CUTTER/SAWYER
LABORERS - ZONE 2

$73.20 12/01/2023 $9.65 $0.00 $45.48 $18.07

For apprentice rates see "Apprentice- LABORER"

DEMO: JACKHAMMER OPERATOR
LABORERS - ZONE 2

$72.95 12/01/2023 $9.65 $0.00 $45.23 $18.07

For apprentice rates see "Apprentice- LABORER"

DEMO: WRECKING LABORER
LABORERS - ZONE 2

$72.20 12/01/2023 $9.65 $0.00 $44.48 $18.07

For apprentice rates see "Apprentice- LABORER"
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

DIRECTIONAL DRILL MACHINE OPERATOR
OPERATING ENGINEERS LOCAL 4

$85.83 12/01/2023 $15.00 $0.00 $54.43 $16.40

$87.11 06/01/2024 $15.00 $0.00 $55.71 $16.40

$88.55 12/01/2024 $15.00 $0.00 $57.15 $16.40

$89.83 06/01/2025 $15.00 $0.00 $58.43 $16.40

$91.27 12/01/2025 $15.00 $0.00 $59.87 $16.40

$92.55 06/01/2026 $15.00 $0.00 $61.15 $16.40

$93.99 12/01/2026 $15.00 $0.00 $62.59 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

DIVER
PILE DRIVER LOCAL 56 (ZONE 2)

$101.22 08/01/2020 $9.40 $0.00 $68.70 $23.12

For apprentice rates see "Apprentice- PILE DRIVER"

DIVER TENDER
PILE DRIVER LOCAL 56 (ZONE 2)

$81.59 08/01/2020 $9.40 $0.00 $49.07 $23.12

For apprentice rates see "Apprentice- PILE DRIVER"

DIVER TENDER (EFFLUENT)
PILE DRIVER LOCAL 56 (ZONE 2)

$106.12 08/01/2020 $9.40 $0.00 $73.60 $23.12

For apprentice rates see "Apprentice- PILE DRIVER"

DIVER/SLURRY (EFFLUENT)
PILE DRIVER LOCAL 56 (ZONE 2)

$135.57 08/01/2020 $9.40 $0.00 $103.05 $23.12

For apprentice rates see "Apprentice- PILE DRIVER"

DRAWBRIDGE OPERATOR (Construction)
DRAWBRIDGE - SEIU LOCAL 888

$37.53 07/01/2020 $6.67 $0.16 $26.77 $3.93

ELECTRICIAN
ELECTRICIANS LOCAL 96

$77.83 09/03/2023 $13.00 $0.00 $45.99 $18.84

$80.26 09/01/2024 $13.99 $0.00 $47.05 $19.22

$82.74 09/07/2025 $14.98 $0.00 $48.16 $19.60

$85.34 09/06/2026 $15.96 $0.00 $49.38 $20.00
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

ELECTRICIAN - Local 96Apprentice -

09/03/2023

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $18.40 $13.00 $0.55 $0.00 $31.95 40

 2 $20.70 $13.00 $0.62 $0.00 $34.32 45

 3 $22.08 $13.00 $15.49 $0.00 $50.57 48

 4 $25.29 $13.00 $15.94 $0.00 $54.23 55

 5 $29.89 $13.00 $16.59 $0.00 $59.48 65

 6 $36.79 $13.00 $17.55 $0.00 $67.34 80

09/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $18.82 $13.99 $0.56 $0.00 $33.37 40

 2 $21.17 $13.99 $0.64 $0.00 $35.80 45

 3 $22.58 $13.99 $15.79 $0.00 $52.36 48

 4 $25.88 $13.99 $16.26 $0.00 $56.13 55

 5 $30.58 $13.99 $16.91 $0.00 $61.48 65

 6 $37.64 $13.99 $17.90 $0.00 $69.53 80

Notes: 

     Steps 1-2 are 1000 hrs; Steps 3-6 are 1500 hrs.

     

Apprentice to Journeyworker Ratio:2:3***

ELEVATOR CONSTRUCTOR
ELEVATOR CONSTRUCTORS LOCAL 41

$99.12 01/01/2024 $16.18 $0.00 $61.98 $20.96

$100.47 01/01/2025 $16.28 $0.00 $62.83 $21.36

$101.82 01/01/2026 $16.38 $0.00 $63.68 $21.76

$103.17 01/01/2027 $16.48 $0.00 $64.53 $22.16
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

ELEVATOR CONSTRUCTOR - Local 41Apprentice -

01/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $30.99 $16.18 $0.00 $0.00 $47.17 50

 2 $34.09 $16.18 $20.96 $0.00 $71.23 55

 3 $40.29 $16.18 $20.96 $0.00 $77.43 65

 4 $43.39 $16.18 $20.96 $0.00 $80.53 70

 5 $49.58 $16.18 $20.96 $0.00 $86.72 80

01/01/2025

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $31.42 $16.28 $0.00 $0.00 $47.70 50

 2 $34.56 $16.28 $21.36 $0.00 $72.20 55

 3 $40.84 $16.28 $21.36 $0.00 $78.48 65

 4 $43.98 $16.28 $21.36 $0.00 $81.62 70

 5 $50.26 $16.28 $21.36 $0.00 $87.90 80

Notes: 

     Steps 1-2 are 6 mos.; Steps 3-5 are 1 year

     

Apprentice to Journeyworker Ratio:1:1

ELEVATOR CONSTRUCTOR HELPER
ELEVATOR CONSTRUCTORS LOCAL 41

$80.53 01/01/2024 $16.18 $0.00 $43.39 $20.96

$81.62 01/01/2025 $16.28 $0.00 $43.98 $21.36

$82.72 01/01/2026 $16.38 $0.00 $44.58 $21.76

$83.81 01/01/2027 $16.48 $0.00 $45.17 $22.16
For apprentice rates see "Apprentice - ELEVATOR CONSTRUCTOR"

FENCE & GUARD RAIL ERECTOR (HEAVY & HIGHWAY)
LABORERS - ZONE 2 (HEAVY & HIGHWAY)

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

$66.23 06/01/2024 $9.65 $0.00 $39.44 $17.14

$67.56 12/01/2024 $9.65 $0.00 $40.77 $17.14

$68.95 06/01/2025 $9.65 $0.00 $42.16 $17.14

$70.33 12/01/2025 $9.65 $0.00 $43.54 $17.14

$71.77 06/01/2026 $9.65 $0.00 $44.98 $17.14

$73.21 12/01/2026 $9.65 $0.00 $46.42 $17.14
For apprentice rates see "Apprentice- LABORER (Heavy and Highway)

FIELD ENG.INST.PERSON-BLDG,SITE,HVY/HWY
OPERATING ENGINEERS LOCAL 4

$80.95 11/01/2023 $14.50 $0.00 $50.30 $16.15

$82.19 05/01/2024 $14.50 $0.00 $51.54 $16.15

$83.48 11/01/2024 $14.50 $0.00 $52.83 $16.15

$84.92 05/01/2025 $14.50 $0.00 $54.27 $16.15

$86.21 11/01/2025 $14.50 $0.00 $55.56 $16.15

$87.65 05/01/2026 $14.50 $0.00 $57.00 $16.15

$88.94 11/01/2026 $14.50 $0.00 $58.29 $16.15

$90.37 05/01/2027 $14.50 $0.00 $59.72 $16.15
For apprentice rates see "Apprentice- OPERATING ENGINEERS"
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

FIELD ENG.PARTY CHIEF-BLDG,SITE,HVY/HWY
OPERATING ENGINEERS LOCAL 4

$82.52 11/01/2023 $14.50 $0.00 $51.87 $16.15

$83.77 05/01/2024 $14.50 $0.00 $53.12 $16.15

$85.07 11/01/2024 $14.50 $0.00 $54.42 $16.15

$86.52 05/01/2025 $14.50 $0.00 $55.87 $16.15

$87.82 11/01/2025 $14.50 $0.00 $57.17 $16.15

$89.27 05/01/2026 $14.50 $0.00 $58.62 $16.15

$90.57 11/01/2026 $14.50 $0.00 $59.92 $16.15

$92.02 05/01/2027 $14.50 $0.00 $61.37 $16.15
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

FIELD ENG.ROD PERSON-BLDG,SITE,HVY/HWY
OPERATING ENGINEERS LOCAL 4

$55.58 11/01/2023 $14.50 $0.00 $24.93 $16.15

$56.31 05/01/2024 $14.50 $0.00 $25.66 $16.15

$57.07 11/01/2024 $14.50 $0.00 $26.42 $16.15

$57.92 05/01/2025 $14.50 $0.00 $27.27 $16.15

$58.68 11/01/2025 $14.50 $0.00 $28.03 $16.15

$59.53 05/01/2026 $14.50 $0.00 $28.88 $16.15

$60.29 11/01/2026 $14.50 $0.00 $29.64 $16.15

$61.14 05/01/2027 $14.50 $0.00 $30.49 $16.15
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

FIRE ALARM INSTALLER
ELECTRICIANS LOCAL 96

$77.83 09/03/2023 $13.00 $0.00 $45.99 $18.84

$80.26 09/01/2024 $13.99 $0.00 $47.05 $19.22

$82.74 09/07/2025 $14.98 $0.00 $48.16 $19.60

$85.34 09/06/2026 $15.96 $0.00 $49.38 $20.00
For apprentice rates see "Apprentice- ELECTRICIAN"

FIRE ALARM REPAIR / MAINT/COMMISSIONING
ELECTRICIANS LOCAL 96

$77.83 09/03/2023 $13.00 $0.00 $45.99 $18.84

$80.26 09/01/2024 $13.99 $0.00 $47.05 $19.22

$82.74 09/07/2025 $14.98 $0.00 $48.16 $19.60

$85.34 09/06/2026 $15.96 $0.00 $49.38 $20.00
For apprentice rates see "Apprentice- ELECTRICIAN"

FIREMAN (ASST. ENGINEER)
OPERATING ENGINEERS LOCAL 4

$75.87 12/01/2023 $15.00 $0.00 $44.47 $16.40

$76.93 06/01/2024 $15.00 $0.00 $45.53 $16.40

$78.11 12/01/2024 $15.00 $0.00 $46.71 $16.40

$79.17 06/01/2025 $15.00 $0.00 $47.77 $16.40

$80.34 12/01/2025 $15.00 $0.00 $48.94 $16.40

$81.40 06/01/2026 $15.00 $0.00 $50.00 $16.40

$82.58 12/01/2026 $15.00 $0.00 $51.18 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

FLAGGER & SIGNALER (HEAVY & HIGHWAY)
LABORERS - ZONE 2 (HEAVY & HIGHWAY)

$52.27 12/01/2023 $9.65 $0.00 $25.48 $17.14

$53.30 06/01/2024 $9.65 $0.00 $26.51 $17.14

$53.30 12/01/2024 $9.65 $0.00 $26.51 $17.14

$54.38 06/01/2025 $9.65 $0.00 $27.59 $17.14

$54.38 12/01/2025 $9.65 $0.00 $27.59 $17.14

$55.50 06/01/2026 $9.65 $0.00 $28.71 $17.14

$55.50 12/01/2026 $9.65 $0.00 $28.71 $17.14
For apprentice rates see "Apprentice- LABORER (Heavy and Highway)

FLOORCOVERER
FLOORCOVERERS LOCAL 2168 ZONE II

$78.57 03/01/2024 $8.83 $0.00 $49.47 $20.27
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

FLOORCOVERER - Local 2168 Zone IIApprentice -

03/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $24.74 $8.83 $1.76 $0.00 $35.33 50

 2 $27.21 $8.83 $1.76 $0.00 $37.80 55

 3 $29.68 $8.83 $3.52 $0.00 $42.03 60

 4 $32.16 $8.83 $3.52 $0.00 $44.51 65

 5 $34.63 $8.83 $16.75 $0.00 $60.21 70

 6 $37.10 $8.83 $16.75 $0.00 $62.68 75

 7 $39.58 $8.83 $18.51 $0.00 $66.92 80

 8 $42.05 $8.83 $18.51 $0.00 $69.39 85

Notes: Steps are 750 hrs.

     % After 10/1/17; 45/45/55/55/70/70/80/80 (1500hr Steps)

     Step 1&2 $32.63/ 3&4 $39.28/ 5&6 $59.86/ 7&8 $66.52

Apprentice to Journeyworker Ratio:1:1

FORK LIFT/CHERRY PICKER
OPERATING ENGINEERS LOCAL 4

$86.43 12/01/2023 $15.00 $0.00 $55.03 $16.40

$87.73 06/01/2024 $15.00 $0.00 $56.33 $16.40

$89.18 12/01/2024 $15.00 $0.00 $57.78 $16.40

$90.48 06/01/2025 $15.00 $0.00 $59.08 $16.40

$91.93 12/01/2025 $15.00 $0.00 $60.53 $16.40

$93.23 06/01/2026 $15.00 $0.00 $61.83 $16.40

$94.68 12/01/2026 $15.00 $0.00 $63.28 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

GENERATOR/LIGHTING PLANT/HEATERS
OPERATING ENGINEERS LOCAL 4

$67.02 12/01/2023 $15.00 $0.00 $35.62 $16.40

$67.87 06/01/2024 $15.00 $0.00 $36.47 $16.40

$68.82 12/01/2024 $15.00 $0.00 $37.42 $16.40

$69.67 06/01/2025 $15.00 $0.00 $38.27 $16.40

$70.62 12/01/2025 $15.00 $0.00 $39.22 $16.40

$71.48 06/01/2026 $15.00 $0.00 $40.08 $16.40

$72.43 12/01/2026 $15.00 $0.00 $41.03 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

GLAZIER (GLASS PLANK/AIR BARRIER/INTERIOR 

SYSTEMS)
GLAZIERS LOCAL 35 (ZONE 2)

$79.46 01/01/2024 $9.95 $0.00 $45.56 $23.95

$80.66 07/01/2024 $9.95 $0.00 $46.76 $23.95

$81.86 01/01/2025 $9.95 $0.00 $47.96 $23.95
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

GLAZIER - Local 35 Zone 2Apprentice -

01/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $22.78 $9.95 $0.00 $0.00 $32.73 50

 2 $25.06 $9.95 $6.66 $0.00 $41.67 55

 3 $27.34 $9.95 $7.26 $0.00 $44.55 60

 4 $29.61 $9.95 $7.87 $0.00 $47.43 65

 5 $31.89 $9.95 $20.32 $0.00 $62.16 70

 6 $34.17 $9.95 $20.93 $0.00 $65.05 75

 7 $36.45 $9.95 $21.53 $0.00 $67.93 80

 8 $41.00 $9.95 $22.74 $0.00 $73.69 90

07/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $23.38 $9.95 $0.00 $0.00 $33.33 50

 2 $25.72 $9.95 $6.66 $0.00 $42.33 55

 3 $28.06 $9.95 $7.26 $0.00 $45.27 60

 4 $30.39 $9.95 $7.87 $0.00 $48.21 65

 5 $32.73 $9.95 $20.32 $0.00 $63.00 70

 6 $35.07 $9.95 $20.93 $0.00 $65.95 75

 7 $37.41 $9.95 $21.53 $0.00 $68.89 80

 8 $42.08 $9.95 $22.74 $0.00 $74.77 90

Notes: 

     Steps are 750 hrs.

     

Apprentice to Journeyworker Ratio:1:1

HOISTING ENGINEER/CRANES/GRADALLS
OPERATING ENGINEERS LOCAL 4

$86.43 12/01/2023 $15.00 $0.00 $55.03 $16.40

$87.73 06/01/2024 $15.00 $0.00 $56.33 $16.40

$89.18 12/01/2024 $15.00 $0.00 $57.78 $16.40

$90.48 06/01/2025 $15.00 $0.00 $59.08 $16.40

$91.93 12/01/2025 $15.00 $0.00 $60.53 $16.40

$93.23 06/01/2026 $15.00 $0.00 $61.83 $16.40

$94.68 12/01/2026 $15.00 $0.00 $63.28 $16.40
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

OPERATING ENGINEERS - Local 4Apprentice -

12/01/2023

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $30.27 $15.00 $0.00 $0.00 $45.27 55

 2 $33.02 $15.00 $16.40 $0.00 $64.42 60

 3 $35.77 $15.00 $16.40 $0.00 $67.17 65

 4 $38.52 $15.00 $16.40 $0.00 $69.92 70

 5 $41.27 $15.00 $16.40 $0.00 $72.67 75

 6 $44.02 $15.00 $16.40 $0.00 $75.42 80

 7 $46.78 $15.00 $16.40 $0.00 $78.18 85

 8 $49.53 $15.00 $16.40 $0.00 $80.93 90

06/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $30.98 $15.00 $0.00 $0.00 $45.98 55

 2 $33.80 $15.00 $16.40 $0.00 $65.20 60

 3 $36.61 $15.00 $16.40 $0.00 $68.01 65

 4 $39.43 $15.00 $16.40 $0.00 $70.83 70

 5 $42.25 $15.00 $16.40 $0.00 $73.65 75

 6 $45.06 $15.00 $16.40 $0.00 $76.46 80

 7 $47.88 $15.00 $16.40 $0.00 $79.28 85

 8 $50.70 $15.00 $16.40 $0.00 $82.10 90

Notes: 

     

     

Apprentice to Journeyworker Ratio:1:6

HVAC (DUCTWORK)
SHEETMETAL WORKERS LOCAL 63

$74.03 01/01/2024 $10.64 $2.05 $43.80 $17.54

$75.28 07/01/2024 $10.64 $2.05 $45.05 $17.54

$76.53 01/01/2025 $10.64 $2.05 $46.30 $17.54
For apprentice rates see "Apprentice- SHEET METAL WORKER"

HVAC (ELECTRICAL CONTROLS)
ELECTRICIANS LOCAL 96

$77.83 09/03/2023 $13.00 $0.00 $45.99 $18.84

$80.26 09/01/2024 $13.99 $0.00 $47.05 $19.22

$82.74 09/07/2025 $14.98 $0.00 $48.16 $19.60

$85.34 09/06/2026 $15.96 $0.00 $49.38 $20.00
For apprentice rates see "Apprentice- ELECTRICIAN"

HVAC (TESTING AND BALANCING - AIR)
SHEETMETAL WORKERS LOCAL 63

$74.03 01/01/2024 $10.64 $2.05 $43.80 $17.54

$75.28 07/01/2024 $10.64 $2.05 $45.05 $17.54

$76.53 01/01/2025 $10.64 $2.05 $46.30 $17.54
For apprentice rates see "Apprentice- SHEET METAL WORKER"

HVAC (TESTING AND BALANCING -WATER)
PLUMBERS LOCAL 4

$81.27 03/01/2024 $9.90 $0.00 $53.95 $17.42

$82.67 09/01/2024 $9.90 $0.00 $55.35 $17.42

$84.07 03/01/2025 $9.90 $0.00 $56.75 $17.42

$85.47 09/01/2025 $9.90 $0.00 $58.15 $17.42

$86.87 03/01/2026 $9.90 $0.00 $59.55 $17.42
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

For apprentice rates see "Apprentice- PIPEFITTER" or "PLUMBER/PIPEFITTER"

HVAC MECHANIC
PLUMBERS LOCAL 4

$81.27 03/01/2024 $9.90 $0.00 $53.95 $17.42

$82.67 09/01/2024 $9.90 $0.00 $55.35 $17.42

$84.07 03/01/2025 $9.90 $0.00 $56.75 $17.42

$85.47 09/01/2025 $9.90 $0.00 $58.15 $17.42

$86.87 03/01/2026 $9.90 $0.00 $59.55 $17.42
For apprentice rates see "Apprentice- PIPEFITTER" or "PLUMBER/PIPEFITTER"

HYDRAULIC DRILLS
LABORERS - ZONE 2

$65.40 12/01/2023 $9.65 $0.00 $38.61 $17.14

For apprentice rates see "Apprentice- LABORER"

HYDRAULIC DRILLS (HEAVY & HIGHWAY)
LABORERS - ZONE 2 (HEAVY & HIGHWAY)

$65.40 12/01/2023 $9.65 $0.00 $38.61 $17.14

$66.73 06/01/2024 $9.65 $0.00 $39.94 $17.14

$68.06 12/01/2024 $9.65 $0.00 $41.27 $17.14

$69.45 06/01/2025 $9.65 $0.00 $42.66 $17.14

$70.83 12/01/2025 $9.65 $0.00 $44.04 $17.14

$72.27 06/01/2026 $9.65 $0.00 $45.48 $17.14

$73.71 12/01/2026 $9.65 $0.00 $46.92 $17.14
For apprentice rates see "Apprentice- LABORER (Heavy and Highway)

INSULATOR (PIPES & TANKS)
HEAT & FROST INSULATORS LOCAL 6 (WORCESTER)

$82.51 09/01/2023 $14.75 $0.00 $48.15 $19.61

$85.59 09/01/2024 $14.75 $0.00 $51.23 $19.61

$88.67 09/01/2025 $14.75 $0.00 $54.31 $19.61

$91.74 09/01/2026 $14.75 $0.00 $57.38 $19.61

ASBESTOS INSULATOR (Pipes & Tanks) - Local 6 WorcesterApprentice -

09/01/2023

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $24.08 $14.75 $14.32 $0.00 $53.15 50

 2 $28.89 $14.75 $15.37 $0.00 $59.01 60

 3 $33.71 $14.75 $16.43 $0.00 $64.89 70

 4 $38.52 $14.75 $17.49 $0.00 $70.76 80

09/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $25.62 $14.75 $14.32 $0.00 $54.69 50

 2 $30.74 $14.75 $15.37 $0.00 $60.86 60

 3 $35.86 $14.75 $16.43 $0.00 $67.04 70

 4 $40.98 $14.75 $17.49 $0.00 $73.22 80

Notes: 

     Steps are 1 year

     

Apprentice to Journeyworker Ratio:1:4

IRONWORKER/WELDER
IRONWORKERS LOCAL 7 (WORCESTER AREA)

$87.47 03/16/2023 $8.35 $0.00 $52.42 $26.70

$88.72 03/16/2024 $8.35 $0.00 $53.67 $26.70
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

IRONWORKER - Local 7 WorcesterApprentice -

03/16/2023

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $31.45 $8.35 $26.70 $0.00 $66.50 60

 2 $36.69 $8.35 $26.70 $0.00 $71.74 70

 3 $39.32 $8.35 $26.70 $0.00 $74.37 75

 4 $41.94 $8.35 $26.70 $0.00 $76.99 80

 5 $44.56 $8.35 $26.70 $0.00 $79.61 85

 6 $47.18 $8.35 $26.70 $0.00 $82.23 90

03/16/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $32.20 $8.35 $26.70 $0.00 $67.25 60

 2 $37.57 $8.35 $26.70 $0.00 $72.62 70

 3 $40.25 $8.35 $26.70 $0.00 $75.30 75

 4 $42.94 $8.35 $26.70 $0.00 $77.99 80

 5 $45.62 $8.35 $26.70 $0.00 $80.67 85

 6 $48.30 $8.35 $26.70 $0.00 $83.35 90

Notes: 

     

     

Apprentice to Journeyworker Ratio:1:4

JACKHAMMER & PAVING BREAKER OPERATOR
LABORERS - ZONE 2

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

For apprentice rates see "Apprentice- LABORER"

LABORER
LABORERS - ZONE 2

$64.65 12/01/2023 $9.65 $0.00 $37.86 $17.14

LABORER - Zone 2Apprentice -

12/01/2023

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $22.72 $9.65 $16.89 $0.00 $49.26 60

 2 $26.50 $9.65 $16.89 $0.00 $53.04 70

 3 $30.29 $9.65 $16.89 $0.00 $56.83 80

 4 $34.07 $9.65 $16.89 $0.00 $60.61 90

Notes: 

     

     

Apprentice to Journeyworker Ratio:1:5
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

LABORER (HEAVY & HIGHWAY)
LABORERS - ZONE 2 (HEAVY & HIGHWAY)

$64.65 12/01/2023 $9.65 $0.00 $37.86 $17.14

$65.98 06/01/2024 $9.65 $0.00 $39.19 $17.14

$67.31 12/01/2024 $9.65 $0.00 $40.52 $17.14

$68.70 06/01/2025 $9.65 $0.00 $41.91 $17.14

$70.08 12/01/2025 $9.65 $0.00 $43.29 $17.14

$71.52 06/01/2026 $9.65 $0.00 $44.73 $17.14

$72.96 12/01/2026 $9.65 $0.00 $46.17 $17.14

LABORER (Heavy & Highway) - Zone 2Apprentice -

12/01/2023

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $22.72 $9.65 $17.14 $0.00 $49.51 60

 2 $26.50 $9.65 $17.14 $0.00 $53.29 70

 3 $30.29 $9.65 $17.14 $0.00 $57.08 80

 4 $34.07 $9.65 $17.14 $0.00 $60.86 90

06/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $23.51 $9.00 $16.89 $0.00 $49.40 60

 2 $27.43 $9.00 $16.89 $0.00 $53.32 70

 3 $31.35 $9.00 $16.89 $0.00 $57.24 80

 4 $35.27 $9.00 $16.89 $0.00 $61.16 90

Notes: 

     

     

Apprentice to Journeyworker Ratio:1:5

LABORER: CARPENTER TENDER
LABORERS - ZONE 2

$64.65 12/01/2023 $9.65 $0.00 $37.86 $17.14

For apprentice rates see "Apprentice- LABORER"

LABORER: CEMENT FINISHER TENDER
LABORERS - ZONE 2

$64.65 12/01/2023 $9.40 $0.00 $38.36 $16.89

For apprentice rates see "Apprentice- LABORER"

LABORER: HAZARDOUS WASTE/ASBESTOS REMOVER
LABORERS - ZONE 2

$64.80 12/01/2023 $9.65 $0.00 $37.95 $17.20

For apprentice rates see "Apprentice- LABORER"

LABORER: MASON TENDER
LABORERS - ZONE 2

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

For apprentice rates see "Apprentice- LABORER"

LABORER: MASON TENDER (HEAVY & HIGHWAY)
LABORERS - ZONE 2 (HEAVY & HIGHWAY)

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

$66.23 06/01/2024 $9.65 $0.00 $39.44 $17.14

$67.56 12/01/2024 $9.65 $0.00 $40.77 $17.14

$68.95 06/01/2025 $9.65 $0.00 $42.16 $17.14

$70.33 12/01/2025 $9.65 $0.00 $43.54 $17.14

$71.77 06/01/2026 $9.65 $0.00 $44.98 $17.14

$73.21 12/01/2026 $9.65 $0.00 $46.42 $17.14
For apprentice rates see "Apprentice- LABORER (Heavy and Highway)
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

LABORER: MULTI-TRADE TENDER
LABORERS - ZONE 2

$64.65 12/01/2023 $9.65 $0.00 $37.86 $17.14

For apprentice rates see "Apprentice- LABORER"

LABORER: TREE REMOVER
LABORERS - ZONE 2

$64.65 12/01/2023 $9.65 $0.00 $37.86 $17.14

This classification applies to the removal of standing trees, and the trimming and removal of branches and limbs when related to public works construction or site 

clearance incidental to construction . For apprentice rates see "Apprentice- LABORER"

LASER BEAM OPERATOR
LABORERS - ZONE 2

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

For apprentice rates see "Apprentice- LABORER"

LASER BEAM OPERATOR (HEAVY & HIGHWAY)
LABORERS - ZONE 2 (HEAVY & HIGHWAY)

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

$66.23 06/01/2024 $9.65 $0.00 $39.44 $17.14

$67.56 12/01/2024 $9.65 $0.00 $40.77 $17.14

$68.95 06/01/2025 $9.65 $0.00 $42.16 $17.14

$70.33 12/01/2025 $9.65 $0.00 $43.54 $17.14

$71.77 06/01/2026 $9.65 $0.00 $44.98 $17.14

$73.21 12/01/2026 $9.65 $0.00 $46.42 $17.14
For apprentice rates see "Apprentice- LABORER (Heavy and Highway)

MARBLE & TILE FINISHERS
BRICKLAYERS LOCAL 3 - MARBLE & TILE

$80.75 02/01/2024 $11.49 $0.00 $47.89 $21.37

$82.43 08/01/2024 $11.49 $0.00 $49.57 $21.37

$83.47 02/01/2025 $11.49 $0.00 $50.61 $21.37

$85.19 08/01/2025 $11.49 $0.00 $52.33 $21.37

$86.27 02/01/2026 $11.49 $0.00 $53.41 $21.37

$88.03 08/01/2026 $11.49 $0.00 $55.17 $21.37

$89.15 02/01/2027 $11.49 $0.00 $56.29 $21.37

MARBLE & TILE FINISHER - Local 3 Marble & TileApprentice -

02/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $23.95 $11.49 $21.37 $0.00 $56.81 50

 2 $28.73 $11.49 $21.37 $0.00 $61.59 60

 3 $33.52 $11.49 $21.37 $0.00 $66.38 70

 4 $38.31 $11.49 $21.37 $0.00 $71.17 80

 5 $43.10 $11.49 $21.37 $0.00 $75.96 90

08/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $24.79 $11.49 $21.37 $0.00 $57.65 50

 2 $29.74 $11.49 $21.37 $0.00 $62.60 60

 3 $34.70 $11.49 $21.37 $0.00 $67.56 70

 4 $39.66 $11.49 $21.37 $0.00 $72.52 80

 5 $44.61 $11.49 $21.37 $0.00 $77.47 90

Notes: 

     

     

Apprentice to Journeyworker Ratio:1:3

Issue Date: Wage Request Number:03/12/2024 Page 20 of 3820240312-035



Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

MARBLE MASONS,TILELAYERS & TERRAZZO MECH
BRICKLAYERS LOCAL 3 - MARBLE & TILE

$97.47 02/01/2024 $11.49 $0.00 $62.42 $23.56

$99.57 08/01/2024 $11.49 $0.00 $64.52 $23.56

$100.87 02/01/2025 $11.49 $0.00 $65.82 $23.56

$103.02 08/01/2025 $11.49 $0.00 $67.97 $23.56

$104.37 02/01/2026 $11.49 $0.00 $69.32 $23.56

$106.57 08/01/2026 $11.49 $0.00 $71.52 $23.56

$107.97 02/01/2027 $11.49 $0.00 $72.92 $23.56

MARBLE-TILE-TERRAZZO MECHANIC - Local 3 Marble & TileApprentice -

02/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $31.21 $11.49 $23.56 $0.00 $66.26 50

 2 $37.45 $11.49 $23.56 $0.00 $72.50 60

 3 $43.69 $11.49 $23.56 $0.00 $78.74 70

 4 $49.94 $11.49 $23.56 $0.00 $84.99 80

 5 $56.18 $11.49 $23.56 $0.00 $91.23 90

08/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $32.26 $11.49 $23.56 $0.00 $67.31 50

 2 $38.71 $11.49 $23.56 $0.00 $73.76 60

 3 $45.16 $11.49 $23.56 $0.00 $80.21 70

 4 $51.62 $11.49 $23.56 $0.00 $86.67 80

 5 $58.07 $11.49 $23.56 $0.00 $93.12 90

Notes: 

     

     

Apprentice to Journeyworker Ratio:1:5

MECH. SWEEPER OPERATOR (ON CONST. SITES)
OPERATING ENGINEERS LOCAL 4

$85.83 12/01/2023 $15.00 $0.00 $54.43 $16.40

$87.11 06/01/2024 $15.00 $0.00 $55.71 $16.40

$88.55 12/01/2024 $15.00 $0.00 $57.15 $16.40

$89.83 06/01/2025 $15.00 $0.00 $58.43 $16.40

$91.27 12/01/2025 $15.00 $0.00 $59.87 $16.40

$92.55 06/01/2026 $15.00 $0.00 $61.15 $16.40

$93.99 12/01/2026 $15.00 $0.00 $62.59 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

MECHANICS MAINTENANCE
OPERATING ENGINEERS LOCAL 4

$85.83 12/01/2023 $15.00 $0.00 $54.43 $16.40

$87.11 06/01/2024 $15.00 $0.00 $55.71 $16.40

$88.55 12/01/2024 $15.00 $0.00 $57.15 $16.40

$89.83 06/01/2025 $15.00 $0.00 $58.43 $16.40

$91.27 12/01/2025 $15.00 $0.00 $59.87 $16.40

$92.55 06/01/2026 $15.00 $0.00 $61.15 $16.40

$93.99 12/01/2026 $15.00 $0.00 $62.59 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

Issue Date: Wage Request Number:03/12/2024 Page 21 of 3820240312-035



Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

MILLWRIGHT (Zone 2)
MILLWRIGHTS LOCAL 1121 - Zone 2

$74.31 01/01/2024 $10.08 $0.00 $42.76 $21.47

$76.64 01/06/2025 $10.08 $0.00 $45.09 $21.47

$78.97 01/05/2026 $10.08 $0.00 $47.42 $21.47

MILLWRIGHT - Local 1121 Zone 2Apprentice -

01/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $23.52 $10.08 $5.50 $0.00 $39.10 55

 2 $27.79 $10.08 $6.50 $0.00 $44.37 65

 3 $32.07 $10.08 $18.97 $0.00 $61.12 75

 4 $36.35 $10.08 $19.97 $0.00 $66.40 85

01/06/2025

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $24.80 $10.08 $5.50 $0.00 $40.38 55

 2 $29.31 $10.08 $6.50 $0.00 $45.89 65

 3 $33.82 $10.08 $18.97 $0.00 $62.87 75

 4 $38.33 $10.08 $19.97 $0.00 $68.38 85

Notes: Step 1&2 Appr. indentured after 1/6/2020 receive no pension,

     but do receive annuity. (Step 1 $5.72, Step 2 $6.66)

     Steps are 2,000 hours

Apprentice to Journeyworker Ratio:1:4

MORTAR MIXER
LABORERS - ZONE 2

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

For apprentice rates see "Apprentice- LABORER"

OILER (OTHER THAN TRUCK CRANES,GRADALLS)
OPERATING ENGINEERS LOCAL 4

$55.81 12/01/2023 $15.00 $0.00 $24.41 $16.40

$56.41 06/01/2024 $15.00 $0.00 $25.01 $16.40

$57.07 12/01/2024 $15.00 $0.00 $25.67 $16.40

$57.67 06/01/2025 $15.00 $0.00 $26.27 $16.40

$58.33 12/01/2025 $15.00 $0.00 $26.93 $16.40

$58.92 06/01/2026 $15.00 $0.00 $27.52 $16.40

$59.59 12/01/2026 $15.00 $0.00 $28.19 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

OILER (TRUCK CRANES, GRADALLS)
OPERATING ENGINEERS LOCAL 4

$61.26 12/01/2023 $15.00 $0.00 $29.86 $16.40

$61.98 06/01/2024 $15.00 $0.00 $30.58 $16.40

$62.78 12/01/2024 $15.00 $0.00 $31.38 $16.40

$63.50 06/01/2025 $15.00 $0.00 $32.10 $16.40

$64.30 12/01/2025 $15.00 $0.00 $32.90 $16.40

$65.02 06/01/2026 $15.00 $0.00 $33.62 $16.40

$65.82 12/01/2026 $15.00 $0.00 $34.42 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

OTHER POWER DRIVEN EQUIPMENT - CLASS II
OPERATING ENGINEERS LOCAL 4

$85.83 12/01/2023 $15.00 $0.00 $54.43 $16.40

$87.11 06/01/2024 $15.00 $0.00 $55.71 $16.40

$88.55 12/01/2024 $15.00 $0.00 $57.15 $16.40

$89.83 06/01/2025 $15.00 $0.00 $58.43 $16.40

$91.27 12/01/2025 $15.00 $0.00 $59.87 $16.40

$92.55 06/01/2026 $15.00 $0.00 $61.15 $16.40

$93.99 12/01/2026 $15.00 $0.00 $62.59 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

PAINTER (BRIDGES/TANKS)
PAINTERS LOCAL 35 - ZONE 2

$89.96 01/01/2024 $9.95 $0.00 $56.06 $23.95

$91.16 07/01/2024 $9.95 $0.00 $57.26 $23.95

$92.36 01/01/2025 $9.95 $0.00 $58.46 $23.95

PAINTER Local 35  - BRIDGES/TANKSApprentice -

01/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $28.03 $9.95 $0.00 $0.00 $37.98 50

 2 $30.83 $9.95 $6.66 $0.00 $47.44 55

 3 $33.64 $9.95 $7.26 $0.00 $50.85 60

 4 $36.44 $9.95 $7.87 $0.00 $54.26 65

 5 $39.24 $9.95 $20.32 $0.00 $69.51 70

 6 $42.05 $9.95 $20.93 $0.00 $72.93 75

 7 $44.85 $9.95 $21.53 $0.00 $76.33 80

 8 $50.45 $9.95 $22.74 $0.00 $83.14 90

07/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $28.63 $9.95 $0.00 $0.00 $38.58 50

 2 $31.49 $9.95 $6.66 $0.00 $48.10 55

 3 $34.36 $9.95 $7.26 $0.00 $51.57 60

 4 $37.22 $9.95 $7.87 $0.00 $55.04 65

 5 $40.08 $9.95 $20.32 $0.00 $70.35 70

 6 $42.95 $9.95 $20.93 $0.00 $73.83 75

 7 $45.81 $9.95 $21.53 $0.00 $77.29 80

 8 $51.53 $9.95 $22.74 $0.00 $84.22 90

Notes: 

     Steps are 750 hrs.

     

Apprentice to Journeyworker Ratio:1:1

PAINTER (SPRAY OR SANDBLAST, NEW) *

 * If 30% or more of surfaces to be painted are new construction, 

NEW paint rate shall be used.PAINTERS LOCAL 35 - ZONE 2

$80.86 01/01/2024 $9.95 $0.00 $46.96 $23.95

$82.06 07/01/2024 $9.95 $0.00 $48.16 $23.95

$83.26 01/01/2025 $9.95 $0.00 $49.36 $23.95
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

PAINTER Local 35 Zone 2 - Spray/Sandblast - NewApprentice -

01/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $23.48 $9.95 $0.00 $0.00 $33.43 50

 2 $25.83 $9.95 $6.66 $0.00 $42.44 55

 3 $28.18 $9.95 $7.26 $0.00 $45.39 60

 4 $30.52 $9.95 $7.87 $0.00 $48.34 65

 5 $32.87 $9.95 $20.32 $0.00 $63.14 70

 6 $35.22 $9.95 $20.93 $0.00 $66.10 75

 7 $37.57 $9.95 $21.53 $0.00 $69.05 80

 8 $42.26 $9.95 $22.74 $0.00 $74.95 90

07/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $24.08 $9.95 $0.00 $0.00 $34.03 50

 2 $26.49 $9.95 $6.66 $0.00 $43.10 55

 3 $28.90 $9.95 $7.26 $0.00 $46.11 60

 4 $31.30 $9.95 $7.87 $0.00 $49.12 65

 5 $33.71 $9.95 $20.32 $0.00 $63.98 70

 6 $36.12 $9.95 $20.93 $0.00 $67.00 75

 7 $38.53 $9.95 $21.53 $0.00 $70.01 80

 8 $43.34 $9.95 $22.74 $0.00 $76.03 90

Notes: 

     Steps are 750 hrs.

     

Apprentice to Journeyworker Ratio:1:1

PAINTER (SPRAY OR SANDBLAST, REPAINT)
PAINTERS LOCAL 35 - ZONE 2

$78.92 01/01/2024 $9.95 $0.00 $45.02 $23.95

$80.12 07/01/2024 $9.95 $0.00 $46.22 $23.95

$81.32 01/01/2025 $9.95 $0.00 $47.42 $23.95

Issue Date: Wage Request Number:03/12/2024 Page 24 of 3820240312-035



Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

PAINTER Local 35 Zone 2 - Spray/Sandblast - RepaintApprentice -

01/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $22.51 $9.95 $0.00 $0.00 $32.46 50

 2 $24.76 $9.95 $6.66 $0.00 $41.37 55

 3 $27.01 $9.95 $7.26 $0.00 $44.22 60

 4 $29.26 $9.95 $7.87 $0.00 $47.08 65

 5 $31.51 $9.95 $20.32 $0.00 $61.78 70

 6 $33.77 $9.95 $20.93 $0.00 $64.65 75

 7 $36.02 $9.95 $21.53 $0.00 $67.50 80

 8 $40.52 $9.95 $22.74 $0.00 $73.21 90

07/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $23.11 $9.95 $0.00 $0.00 $33.06 50

 2 $25.42 $9.95 $6.66 $0.00 $42.03 55

 3 $27.73 $9.95 $7.26 $0.00 $44.94 60

 4 $30.04 $9.95 $7.87 $0.00 $47.86 65

 5 $32.35 $9.95 $20.32 $0.00 $62.62 70

 6 $34.67 $9.95 $20.93 $0.00 $65.55 75

 7 $36.98 $9.95 $21.53 $0.00 $68.46 80

 8 $41.60 $9.95 $22.74 $0.00 $74.29 90

Notes: 

     Steps are 750 hrs.

     

Apprentice to Journeyworker Ratio:1:1

PAINTER / TAPER (BRUSH, NEW) *

* If 30% or more of surfaces to be painted are new construction, 

NEW paint rate shall be used.PAINTERS LOCAL 35 - ZONE 2

$79.46 01/01/2024 $9.95 $0.00 $45.56 $23.95

$80.66 07/01/2024 $9.95 $0.00 $46.76 $23.95

$81.86 01/01/2025 $9.95 $0.00 $47.96 $23.95
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

PAINTER - Local 35 Zone 2 - BRUSH NEWApprentice -

01/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $22.78 $9.95 $0.00 $0.00 $32.73 50

 2 $25.06 $9.95 $6.66 $0.00 $41.67 55

 3 $27.34 $9.95 $7.26 $0.00 $44.55 60

 4 $29.61 $9.95 $7.87 $0.00 $47.43 65

 5 $31.89 $9.95 $20.32 $0.00 $62.16 70

 6 $34.17 $9.95 $20.93 $0.00 $65.05 75

 7 $36.45 $9.95 $21.53 $0.00 $67.93 80

 8 $41.00 $9.95 $22.74 $0.00 $73.69 90

07/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $23.38 $9.95 $0.00 $0.00 $33.33 50

 2 $25.72 $9.95 $6.66 $0.00 $42.33 55

 3 $28.06 $9.95 $7.26 $0.00 $45.27 60

 4 $30.39 $9.95 $7.87 $0.00 $48.21 65

 5 $32.73 $9.95 $20.32 $0.00 $63.00 70

 6 $35.07 $9.95 $20.93 $0.00 $65.95 75

 7 $37.41 $9.95 $21.53 $0.00 $68.89 80

 8 $42.08 $9.95 $22.74 $0.00 $74.77 90

Notes: 

     Steps are 750 hrs.

     

Apprentice to Journeyworker Ratio:1:1

PAINTER / TAPER (BRUSH, REPAINT)
PAINTERS LOCAL 35 - ZONE 2

$77.52 01/01/2024 $9.95 $0.00 $43.62 $23.95

$78.72 07/01/2024 $9.95 $0.00 $44.82 $23.95

$79.92 01/01/2025 $9.95 $0.00 $46.02 $23.95
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

PAINTER Local 35 Zone 2 - BRUSH REPAINTApprentice -

01/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $21.81 $9.95 $0.00 $0.00 $31.76 50

 2 $23.99 $9.95 $6.66 $0.00 $40.60 55

 3 $26.17 $9.95 $7.26 $0.00 $43.38 60

 4 $28.35 $9.95 $7.87 $0.00 $46.17 65

 5 $30.53 $9.95 $20.32 $0.00 $60.80 70

 6 $32.72 $9.95 $20.93 $0.00 $63.60 75

 7 $34.90 $9.95 $21.53 $0.00 $66.38 80

 8 $39.26 $9.95 $22.74 $0.00 $71.95 90

07/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $22.41 $9.95 $0.00 $0.00 $32.36 50

 2 $24.65 $9.95 $6.66 $0.00 $41.26 55

 3 $26.89 $9.95 $7.26 $0.00 $44.10 60

 4 $29.13 $9.95 $7.87 $0.00 $46.95 65

 5 $31.37 $9.95 $20.32 $0.00 $61.64 70

 6 $33.62 $9.95 $20.93 $0.00 $64.50 75

 7 $35.86 $9.95 $21.53 $0.00 $67.34 80

 8 $40.34 $9.95 $22.74 $0.00 $73.03 90

Notes: 

     Steps are 750 hrs.

     

Apprentice to Journeyworker Ratio:1:1

PAINTER TRAFFIC MARKINGS (HEAVY/HIGHWAY)
LABORERS - ZONE 2 (HEAVY & HIGHWAY)

$64.65 12/01/2023 $9.65 $0.00 $37.86 $17.14

$65.98 06/01/2024 $9.65 $0.00 $39.19 $17.14

$67.31 12/01/2024 $9.65 $0.00 $40.52 $17.14

$68.70 06/01/2025 $9.65 $0.00 $41.91 $17.14

$70.08 12/01/2025 $9.65 $0.00 $43.29 $17.14

$71.52 06/01/2026 $9.65 $0.00 $44.73 $17.14

$72.96 12/01/2026 $9.65 $0.00 $46.17 $17.14
For apprentice rates see "Apprentice- LABORER (Heavy and Highway)

PANEL & PICKUP TRUCKS DRIVER
TEAMSTERS JOINT COUNCIL NO. 10 ZONE B

$72.52 01/01/2024 $15.07 $0.00 $38.78 $18.67

$73.52 06/01/2024 $15.07 $0.00 $39.78 $18.67

$75.02 12/01/2024 $15.07 $0.00 $39.78 $20.17

$75.52 01/01/2025 $15.57 $0.00 $39.78 $20.17

$76.52 06/01/2025 $15.57 $0.00 $40.78 $20.17

$78.13 12/01/2025 $15.57 $0.00 $40.78 $21.78

$78.73 01/01/2026 $16.17 $0.00 $40.78 $21.78

$79.73 06/01/2026 $16.17 $0.00 $41.78 $21.78

$81.47 12/01/2026 $16.17 $0.00 $41.78 $23.52

$82.07 01/01/2027 $16.77 $0.00 $41.78 $23.52
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

PIER AND DOCK CONSTRUCTOR (UNDERPINNING AND 

DECK)
PILE DRIVER LOCAL 56 (ZONE 2)

$78.63 08/01/2020 $9.40 $0.00 $46.11 $23.12

For apprentice rates see "Apprentice- PILE DRIVER"

PILE DRIVER
PILE DRIVER LOCAL 56 (ZONE 2)

$78.63 08/01/2020 $9.40 $0.00 $46.11 $23.12

PILE DRIVER - Local 56 Zone 2Apprentice -

08/01/2020

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $0.00 $0.00 $0.00 $0.00 $0.00 0

Notes: Apprentice wages shall be no less than the following Steps;

     (Same as set in Zone 1)

     1$57.06/2$61.96/3$66.87/4$69.32/5$71.78/6$71.78/7$76.68/8$76.68

Apprentice to Journeyworker Ratio:1:5

PIPELAYER
LABORERS - ZONE 2

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

For apprentice rates see "Apprentice- LABORER"

PIPELAYER (HEAVY & HIGHWAY)
LABORERS - ZONE 2 (HEAVY & HIGHWAY)

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

$66.23 06/01/2024 $9.65 $0.00 $39.44 $17.14

$67.56 12/01/2024 $9.65 $0.00 $40.77 $17.14

$68.95 06/01/2025 $9.65 $0.00 $42.16 $17.14

$70.33 12/01/2025 $9.65 $0.00 $43.54 $17.14

$71.77 06/01/2026 $9.65 $0.00 $44.98 $17.14

$73.21 12/01/2026 $9.65 $0.00 $46.42 $17.14
For apprentice rates see "Apprentice- LABORER (Heavy and Highway)

PLUMBER & PIPEFITTER
PLUMBERS LOCAL 4

$81.27 03/01/2024 $9.90 $0.00 $53.95 $17.42

$82.67 09/01/2024 $9.90 $0.00 $55.35 $17.42

$84.07 03/01/2025 $9.90 $0.00 $56.75 $17.42

$85.47 09/01/2025 $9.90 $0.00 $58.15 $17.42

$86.87 03/01/2026 $9.90 $0.00 $59.55 $17.42
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PLUMBER/PIPEFITTER - Local 4Apprentice -

03/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $21.58 $9.90 $0.00 $0.00 $31.48 40

 2 $26.98 $9.90 $0.00 $0.00 $36.88 50

 3 $32.37 $9.90 $0.00 $0.00 $42.27 60

 4 $37.77 $9.90 $7.71 $0.00 $55.38 70

 5 $43.16 $9.90 $7.71 $0.00 $60.77 80

09/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $22.14 $9.90 $0.00 $0.00 $32.04 40

 2 $27.68 $9.90 $0.00 $0.00 $37.58 50

 3 $33.21 $9.90 $0.00 $0.00 $43.11 60

 4 $38.75 $9.90 $7.71 $0.00 $56.36 70

 5 $44.28 $9.90 $7.71 $0.00 $61.89 80

Notes: 

     Steps - 2000 hrs;  Step 4 w/lic 75%, Step 5 w/lic 85%

     Step 4 w/lic $52.59, Step 5 w/lic $57.44

Apprentice to Journeyworker Ratio:1:3

PNEUMATIC CONTROLS (TEMP.)
PLUMBERS LOCAL 4

$81.27 03/01/2024 $9.90 $0.00 $53.95 $17.42

$82.67 09/01/2024 $9.90 $0.00 $55.35 $17.42

$84.07 03/01/2025 $9.90 $0.00 $56.75 $17.42

$85.47 09/01/2025 $9.90 $0.00 $58.15 $17.42

$86.87 03/01/2026 $9.90 $0.00 $59.55 $17.42
For apprentice rates see "Apprentice- PIPEFITTER" or "PLUMBER/PIPEFITTER"

PNEUMATIC DRILL/TOOL OPERATOR
LABORERS - ZONE 2

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

For apprentice rates see "Apprentice- LABORER"

PNEUMATIC DRILL/TOOL OPERATOR (HEAVY & 

HIGHWAY)
LABORERS - ZONE 2 (HEAVY & HIGHWAY)

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

$66.23 06/01/2024 $9.65 $0.00 $39.44 $17.14

$67.56 12/01/2024 $9.65 $0.00 $40.77 $17.14

$68.95 06/01/2025 $9.65 $0.00 $42.16 $17.14

$70.33 12/01/2025 $9.65 $0.00 $43.54 $17.14

$71.77 06/01/2026 $9.65 $0.00 $44.98 $17.14

$73.21 12/01/2026 $9.65 $0.00 $46.42 $17.14
For apprentice rates see "Apprentice- LABORER (Heavy and Highway)

POWDERMAN & BLASTER
LABORERS - ZONE 2

$65.65 12/01/2023 $9.65 $0.00 $38.86 $17.14

For apprentice rates see "Apprentice- LABORER"
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Classification Total RateBase Wage Health Pension
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Unemployment
Effective Date

POWDERMAN & BLASTER (HEAVY & HIGHWAY)
LABORERS - ZONE 2 (HEAVY & HIGHWAY)

$65.65 12/01/2023 $9.40 $0.00 $39.36 $16.89

$66.98 06/01/2024 $9.40 $0.00 $40.69 $16.89

$68.31 12/01/2024 $9.40 $0.00 $42.02 $16.89

$69.70 06/01/2025 $9.40 $0.00 $43.41 $16.89

$71.08 12/01/2025 $9.40 $0.00 $44.79 $16.89

$72.52 06/01/2026 $9.40 $0.00 $46.23 $16.89

$73.96 12/01/2026 $9.40 $0.00 $47.67 $16.89
For apprentice rates see "Apprentice- LABORER (Heavy and Highway)

POWER SHOVEL/DERRICK/TRENCHING MACHINE
OPERATING ENGINEERS LOCAL 4

$86.43 12/01/2023 $15.00 $0.00 $55.03 $16.40

$87.73 06/01/2024 $15.00 $0.00 $56.33 $16.40

$89.18 12/01/2024 $15.00 $0.00 $57.78 $16.40

$90.48 06/01/2025 $15.00 $0.00 $59.08 $16.40

$91.93 12/01/2025 $15.00 $0.00 $60.53 $16.40

$93.23 06/01/2026 $15.00 $0.00 $61.83 $16.40

$94.68 12/01/2026 $15.00 $0.00 $63.28 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

PUMP OPERATOR (CONCRETE)
OPERATING ENGINEERS LOCAL 4

$85.83 12/01/2023 $15.00 $0.00 $54.43 $16.40

$87.11 06/01/2024 $15.00 $0.00 $55.71 $16.40

$88.55 12/01/2024 $15.00 $0.00 $57.15 $16.40

$89.83 06/01/2025 $15.00 $0.00 $58.43 $16.40

$91.27 12/01/2025 $15.00 $0.00 $59.87 $16.40

$92.55 06/01/2026 $15.00 $0.00 $61.15 $16.40

$93.99 12/01/2026 $15.00 $0.00 $62.59 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

PUMP OPERATOR (DEWATERING, OTHER)
OPERATING ENGINEERS LOCAL 4

$67.02 12/01/2023 $15.00 $0.00 $35.62 $16.40

$67.87 06/01/2024 $15.00 $0.00 $36.47 $16.40

$68.82 12/01/2024 $15.00 $0.00 $37.42 $16.40

$69.67 06/01/2025 $15.00 $0.00 $38.27 $16.40

$70.62 12/01/2025 $15.00 $0.00 $39.22 $16.40

$71.48 06/01/2026 $15.00 $0.00 $40.08 $16.40

$72.43 12/01/2026 $15.00 $0.00 $41.03 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

READY-MIX CONCRETE DRIVER
TEAMSTERS 170 - Dauphinais (Bellingham)

$43.21 01/01/2024 $10.76 $0.00 $27.00 $5.45

$45.01 12/01/2024 $11.26 $0.00 $27.60 $6.15

$45.01 01/01/2025 $11.26 $0.00 $27.60 $6.15

RECLAIMERS
OPERATING ENGINEERS LOCAL 4

$85.83 12/01/2023 $15.00 $0.00 $54.43 $16.40

$87.11 06/01/2024 $15.00 $0.00 $55.71 $16.40

$88.55 12/01/2024 $15.00 $0.00 $57.15 $16.40

$89.83 06/01/2025 $15.00 $0.00 $58.43 $16.40

$91.27 12/01/2025 $15.00 $0.00 $59.87 $16.40

$92.55 06/01/2026 $15.00 $0.00 $61.15 $16.40

$93.99 12/01/2026 $15.00 $0.00 $62.59 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

RIDE-ON MOTORIZED BUGGY OPERATOR
LABORERS - ZONE 2

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

For apprentice rates see "Apprentice- LABORER"
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Unemployment
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ROLLER/SPREADER/MULCHING MACHINE
OPERATING ENGINEERS LOCAL 4

$85.83 12/01/2023 $15.00 $0.00 $54.43 $16.40

$87.11 06/01/2024 $15.00 $0.00 $55.71 $16.40

$88.55 12/01/2024 $15.00 $0.00 $57.15 $16.40

$89.83 06/01/2025 $15.00 $0.00 $58.43 $16.40

$91.27 12/01/2025 $15.00 $0.00 $59.87 $16.40

$92.55 06/01/2026 $15.00 $0.00 $61.15 $16.40

$93.99 12/01/2026 $15.00 $0.00 $62.59 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

ROOFER (Inc.Roofer Waterproofng &Roofer Damproofg)
ROOFERS LOCAL 33

$84.26 02/01/2024 $12.78 $0.00 $50.03 $21.45

$85.76 08/01/2024 $12.78 $0.00 $51.53 $21.45

$87.01 02/01/2025 $12.78 $0.00 $52.78 $21.45

$88.51 08/01/2025 $12.78 $0.00 $54.28 $21.45

$89.76 02/01/2026 $12.78 $0.00 $55.53 $21.45

ROOFER - Local 33Apprentice -

02/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $25.02 $12.78 $6.21 $0.00 $44.01 50

 2 $30.02 $12.78 $21.45 $0.00 $64.25 60

 3 $32.52 $12.78 $21.45 $0.00 $66.75 65

 4 $37.52 $12.78 $21.45 $0.00 $71.75 75

 5 $42.53 $12.78 $21.45 $0.00 $76.76 85

08/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $25.77 $12.78 $6.21 $0.00 $44.76 50

 2 $30.92 $12.78 $21.45 $0.00 $65.15 60

 3 $33.49 $12.78 $21.45 $0.00 $67.72 65

 4 $38.65 $12.78 $21.45 $0.00 $72.88 75

 5 $43.80 $12.78 $21.45 $0.00 $78.03 85

Notes: ** 1:5, 2:6-10, the 1:10; Reroofing: 1:4, then 1:1

     Step 1 is 2000 hrs.; Steps 2-5 are 1000 hrs.

     (Hot Pitch Mechanics' receive $1.00 hr. above ROOFER)

Apprentice to Journeyworker Ratio:**

ROOFER SLATE / TILE / PRECAST CONCRETE
ROOFERS LOCAL 33

$84.51 02/01/2024 $12.78 $0.00 $50.28 $21.45

$86.01 08/01/2024 $12.78 $0.00 $51.78 $21.45

$87.26 02/01/2025 $12.78 $0.00 $53.03 $21.45

$88.76 08/01/2025 $12.78 $0.00 $54.53 $21.45

$90.01 02/01/2026 $12.78 $0.00 $55.78 $21.45
For apprentice rates see "Apprentice- ROOFER"

SHEETMETAL WORKER
SHEETMETAL WORKERS LOCAL 63

$74.03 01/01/2024 $10.64 $2.05 $43.80 $17.54

$75.28 07/01/2024 $10.64 $2.05 $45.05 $17.54

$76.53 01/01/2025 $10.64 $2.05 $46.30 $17.54
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Classification Total RateBase Wage Health Pension
Supplemental

Unemployment
Effective Date

SHEET METAL WORKER - Local 63Apprentice -

01/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $19.71 $4.79 $4.76 $0.92 $30.18 45

 2 $21.90 $5.32 $5.29 $1.03 $33.54 50

 3 $24.09 $5.85 $5.82 $1.13 $36.89 55

 4 $26.28 $6.38 $6.35 $1.23 $40.24 60

 5 $28.47 $6.92 $6.88 $1.33 $43.60 65

 6 $30.66 $7.45 $7.41 $1.44 $46.96 70

 7 $32.85 $7.98 $7.94 $1.54 $50.31 75

 8 $35.04 $8.51 $15.42 $1.64 $60.61 80

 9 $37.23 $9.04 $15.95 $1.74 $63.96 85

 10 $39.42 $9.58 $16.48 $1.85 $67.33 90

07/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $20.27 $4.79 $4.76 $0.92 $30.74 45

 2 $22.53 $5.32 $5.29 $1.03 $34.17 50

 3 $24.78 $5.85 $5.82 $1.13 $37.58 55

 4 $27.03 $6.38 $6.35 $1.23 $40.99 60

 5 $29.28 $6.92 $6.88 $1.33 $44.41 65

 6 $31.54 $7.45 $7.41 $1.44 $47.84 70

 7 $33.79 $7.98 $7.94 $1.54 $51.25 75

 8 $36.04 $8.51 $15.42 $1.64 $61.61 80

 9 $38.29 $9.04 $15.95 $1.74 $65.02 85

 10 $40.55 $9.58 $16.48 $1.85 $68.46 90

Notes: 

     

     

Apprentice to Journeyworker Ratio:1:3

SPECIALIZED EARTH MOVING EQUIP < 35 TONS
TEAMSTERS JOINT COUNCIL NO. 10 ZONE B

$72.98 01/01/2024 $15.07 $0.00 $39.24 $18.67

$73.98 06/01/2024 $15.07 $0.00 $40.24 $18.67

$75.48 12/01/2024 $15.07 $0.00 $40.24 $20.17

$75.98 01/01/2025 $15.57 $0.00 $40.24 $20.17

$76.98 06/01/2025 $15.57 $0.00 $41.24 $20.17

$78.59 12/01/2025 $15.57 $0.00 $41.24 $21.78

$79.19 01/01/2026 $16.17 $0.00 $41.24 $21.78

$80.19 06/01/2026 $16.17 $0.00 $42.24 $21.78

$81.93 12/01/2026 $16.17 $0.00 $42.24 $23.52

$82.53 01/01/2027 $16.77 $0.00 $42.24 $23.52

Issue Date: Wage Request Number:03/12/2024 Page 32 of 3820240312-035



Classification Total RateBase Wage Health Pension
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SPECIALIZED EARTH MOVING EQUIP > 35 TONS
TEAMSTERS JOINT COUNCIL NO. 10 ZONE B

$73.27 01/01/2024 $15.07 $0.00 $39.53 $18.67

$74.27 06/01/2024 $15.07 $0.00 $40.53 $18.67

$75.77 12/01/2024 $15.07 $0.00 $40.53 $20.17

$76.27 01/01/2025 $15.57 $0.00 $40.53 $20.17

$77.27 06/01/2025 $15.57 $0.00 $41.53 $20.17

$78.88 12/01/2025 $15.57 $0.00 $41.53 $21.78

$79.48 01/01/2026 $16.17 $0.00 $41.53 $21.78

$80.48 06/01/2026 $16.17 $0.00 $42.53 $21.78

$82.22 12/01/2026 $16.17 $0.00 $42.53 $23.52

$82.82 01/01/2027 $16.77 $0.00 $42.53 $23.52

SPRINKLER FITTER
SPRINKLER FITTERS LOCAL 550 - (Section A) Zone 1

$103.85 03/01/2024 $10.90 $0.00 $69.75 $23.20

$105.65 10/01/2024 $10.90 $0.00 $71.55 $23.20

$107.45 03/01/2025 $10.90 $0.00 $73.35 $23.20

SPRINKLER FITTER - Local 550 (Section A) Zone 1Apprentice -

03/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $24.41 $10.90 $12.80 $0.00 $48.11 35

 2 $27.90 $10.90 $13.60 $0.00 $52.40 40

 3 $31.39 $10.90 $14.40 $0.00 $56.69 45

 4 $34.88 $10.90 $15.20 $0.00 $60.98 50

 5 $38.36 $10.90 $16.00 $0.00 $65.26 55

 6 $41.85 $10.90 $16.80 $0.00 $69.55 60

 7 $45.34 $10.90 $17.60 $0.00 $73.84 65

 8 $48.83 $10.90 $18.40 $0.00 $78.13 70

 9 $52.31 $10.90 $19.20 $0.00 $82.41 75

 10 $55.80 $10.90 $20.00 $0.00 $86.70 80

10/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $25.04 $10.90 $12.80 $0.00 $48.74 35

 2 $28.62 $10.90 $13.60 $0.00 $53.12 40

 3 $32.20 $10.90 $14.40 $0.00 $57.50 45

 4 $35.78 $10.90 $15.20 $0.00 $61.88 50

 5 $39.35 $10.90 $16.00 $0.00 $66.25 55

 6 $42.93 $10.90 $16.80 $0.00 $70.63 60

 7 $46.51 $10.90 $17.60 $0.00 $75.01 65

 8 $50.09 $10.90 $18.40 $0.00 $79.39 70

 9 $53.66 $10.90 $19.20 $0.00 $83.76 75

 10 $57.24 $10.90 $20.00 $0.00 $88.14 80

Notes: Apprentice entered prior 9/30/10:

     40/45/50/55/60/65/70/75/80/85

     Steps are 850 hours

Apprentice to Journeyworker Ratio:1:3
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STEAM BOILER OPERATOR
OPERATING ENGINEERS LOCAL 4

$85.83 12/01/2023 $15.00 $0.00 $54.43 $16.40

$87.11 06/01/2024 $15.00 $0.00 $55.71 $16.40

$88.55 12/01/2024 $15.00 $0.00 $57.15 $16.40

$89.83 06/01/2025 $15.00 $0.00 $58.43 $16.40

$91.27 12/01/2025 $15.00 $0.00 $59.87 $16.40

$92.55 06/01/2026 $15.00 $0.00 $61.15 $16.40

$93.99 12/01/2026 $15.00 $0.00 $62.59 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

TAMPERS, SELF-PROPELLED OR TRACTOR DRAWN
OPERATING ENGINEERS LOCAL 4

$85.83 12/01/2023 $15.00 $0.00 $54.43 $16.40

$87.11 06/01/2024 $15.00 $0.00 $55.71 $16.40

$88.55 12/01/2024 $15.00 $0.00 $57.15 $16.40

$89.83 06/01/2025 $15.00 $0.00 $58.43 $16.40

$91.27 12/01/2025 $15.00 $0.00 $59.87 $16.40

$92.55 06/01/2026 $15.00 $0.00 $61.15 $16.40

$93.99 12/01/2026 $15.00 $0.00 $62.59 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

TERRAZZO FINISHERS
BRICKLAYERS LOCAL 3 - MARBLE & TILE

$96.42 02/01/2024 $11.49 $0.00 $61.34 $23.59

$98.52 08/01/2024 $11.49 $0.00 $63.44 $23.59

$99.82 02/01/2025 $11.49 $0.00 $64.74 $23.59

$101.97 08/01/2025 $11.49 $0.00 $66.89 $23.59

$103.32 02/01/2026 $11.49 $0.00 $68.24 $23.59

$105.52 08/01/2026 $11.49 $0.00 $70.44 $23.59

$106.92 02/01/2027 $11.49 $0.00 $71.84 $23.59

TERRAZZO FINISHER - Local 3 Marble & TileApprentice -

02/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $30.67 $11.49 $23.59 $0.00 $65.75 50

 2 $36.80 $11.49 $23.59 $0.00 $71.88 60

 3 $42.94 $11.49 $23.59 $0.00 $78.02 70

 4 $49.07 $11.49 $23.59 $0.00 $84.15 80

 5 $55.21 $11.49 $23.59 $0.00 $90.29 90

08/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $31.72 $11.49 $23.59 $0.00 $66.80 50

 2 $38.06 $11.49 $23.59 $0.00 $73.14 60

 3 $44.41 $11.49 $23.59 $0.00 $79.49 70

 4 $50.75 $11.49 $23.59 $0.00 $85.83 80

 5 $57.10 $11.49 $23.59 $0.00 $92.18 90

Notes: 

     

     

Apprentice to Journeyworker Ratio:1:3
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TEST BORING DRILLER
LABORERS - FOUNDATION AND MARINE

$76.20 12/01/2023 $9.65 $0.00 $48.33 $18.22

$77.68 06/01/2024 $9.65 $0.00 $49.81 $18.22

$79.15 12/01/2024 $9.65 $0.00 $51.28 $18.22

$80.65 06/01/2025 $9.65 $0.00 $52.78 $18.22

$82.15 12/01/2025 $9.65 $0.00 $54.28 $18.22

$83.70 06/01/2026 $9.65 $0.00 $55.83 $18.22

$85.20 12/01/2026 $9.65 $0.00 $57.33 $18.22
For apprentice rates see "Apprentice- LABORER"

TEST BORING DRILLER HELPER
LABORERS - FOUNDATION AND MARINE

$72.32 12/01/2023 $9.65 $0.00 $44.45 $18.22

$73.80 06/01/2024 $9.65 $0.00 $45.93 $18.22

$75.27 12/01/2024 $9.65 $0.00 $47.40 $18.22

$76.77 06/01/2025 $9.65 $0.00 $48.90 $18.22

$78.27 12/01/2025 $9.65 $0.00 $50.40 $18.22

$79.82 06/01/2026 $9.65 $0.00 $51.95 $18.22

$81.32 12/01/2026 $9.65 $0.00 $53.45 $18.22
For apprentice rates see "Apprentice- LABORER"

TEST BORING LABORER
LABORERS - FOUNDATION AND MARINE

$72.20 12/01/2023 $9.65 $0.00 $44.33 $18.22

$73.68 06/01/2024 $9.65 $0.00 $45.81 $18.22

$75.15 12/01/2024 $9.65 $0.00 $47.28 $18.22

$76.65 06/01/2025 $9.65 $0.00 $48.78 $18.22

$78.15 12/01/2025 $9.65 $0.00 $50.28 $18.22

$79.70 06/01/2026 $9.65 $0.00 $51.83 $18.22

$81.20 12/01/2026 $9.65 $0.00 $53.33 $18.22
For apprentice rates see "Apprentice- LABORER"

TRACTORS/PORTABLE STEAM GENERATORS
OPERATING ENGINEERS LOCAL 4

$85.83 12/01/2023 $15.00 $0.00 $54.43 $16.40

$87.11 06/01/2024 $15.00 $0.00 $55.71 $16.40

$88.55 12/01/2024 $15.00 $0.00 $57.15 $16.40

$89.83 06/01/2025 $15.00 $0.00 $58.43 $16.40

$91.27 12/01/2025 $15.00 $0.00 $59.87 $16.40

$92.55 06/01/2026 $15.00 $0.00 $61.15 $16.40

$93.99 12/01/2026 $15.00 $0.00 $62.59 $16.40
For apprentice rates see "Apprentice- OPERATING ENGINEERS"

TRAILERS FOR EARTH MOVING EQUIPMENT
TEAMSTERS JOINT COUNCIL NO. 10 ZONE B

$73.56 01/01/2024 $15.07 $0.00 $39.82 $18.67

$74.56 06/01/2024 $15.07 $0.00 $40.82 $18.67

$76.06 12/01/2024 $15.07 $0.00 $40.82 $20.17

$76.56 01/01/2025 $15.57 $0.00 $40.82 $20.17

$77.56 06/01/2025 $15.57 $0.00 $41.82 $20.17

$79.17 12/01/2025 $15.57 $0.00 $41.82 $21.78

$79.77 01/01/2026 $16.17 $0.00 $41.82 $21.78

$80.77 06/01/2026 $16.17 $0.00 $42.82 $21.78

$82.51 12/01/2026 $16.17 $0.00 $42.82 $23.52

$83.11 01/01/2027 $16.77 $0.00 $42.82 $23.52
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TUNNEL WORK - COMPRESSED AIR
LABORERS (COMPRESSED AIR)

$84.88 12/01/2023 $9.65 $0.00 $56.56 $18.67

$86.36 06/01/2024 $9.65 $0.00 $58.04 $18.67

$87.83 12/01/2024 $9.65 $0.00 $59.51 $18.67

$89.33 06/01/2025 $9.65 $0.00 $61.01 $18.67

$90.83 12/01/2025 $9.65 $0.00 $62.51 $18.67

$92.38 06/01/2026 $9.65 $0.00 $64.06 $18.67

$93.88 12/01/2026 $9.65 $0.00 $65.56 $18.67
For apprentice rates see "Apprentice- LABORER"

TUNNEL WORK - COMPRESSED AIR (HAZ. WASTE)
LABORERS (COMPRESSED AIR)

$86.88 12/01/2023 $9.65 $0.00 $58.56 $18.67

$88.36 06/01/2024 $9.65 $0.00 $60.04 $18.67

$89.83 12/01/2024 $9.65 $0.00 $61.51 $18.67

$91.33 06/01/2025 $9.65 $0.00 $63.01 $18.67

$92.83 12/01/2025 $9.65 $0.00 $64.51 $18.67

$94.38 06/01/2026 $9.65 $0.00 $66.06 $18.67

$95.88 12/01/2026 $9.65 $0.00 $67.56 $18.67
For apprentice rates see "Apprentice- LABORER"

TUNNEL WORK - FREE AIR
LABORERS (FREE AIR TUNNEL)

$76.95 12/01/2023 $9.65 $0.00 $48.63 $18.67

$78.43 06/01/2024 $9.65 $0.00 $50.11 $18.67

$79.90 12/01/2024 $9.65 $0.00 $51.58 $18.67

$81.40 06/01/2025 $9.65 $0.00 $53.08 $18.67

$82.90 12/01/2025 $9.65 $0.00 $54.58 $18.67

$84.45 06/01/2026 $9.65 $0.00 $56.13 $18.67

$85.95 12/01/2026 $9.65 $0.00 $57.63 $18.67
For apprentice rates see "Apprentice- LABORER"

TUNNEL WORK - FREE AIR (HAZ. WASTE)
LABORERS (FREE AIR TUNNEL)

$78.95 12/01/2023 $9.65 $0.00 $50.63 $18.67

$80.43 06/01/2024 $9.65 $0.00 $52.11 $18.67

$81.90 12/01/2024 $9.65 $0.00 $53.58 $18.67

$83.40 06/01/2025 $9.65 $0.00 $55.08 $18.67

$84.90 12/01/2025 $9.65 $0.00 $56.58 $18.67

$86.45 06/01/2026 $9.65 $0.00 $58.13 $18.67

$87.95 12/01/2026 $9.65 $0.00 $59.63 $18.67
For apprentice rates see "Apprentice- LABORER"

VAC-HAUL
TEAMSTERS JOINT COUNCIL NO. 10 ZONE B

$72.98 01/01/2024 $15.07 $0.00 $39.24 $18.67

$73.98 06/01/2024 $15.07 $0.00 $40.24 $18.67

$75.48 12/01/2024 $15.07 $0.00 $40.24 $20.17

$75.98 01/01/2025 $15.57 $0.00 $40.24 $20.17

$76.98 06/01/2025 $15.57 $0.00 $41.24 $20.17

$78.59 12/01/2025 $15.57 $0.00 $41.24 $21.78

$79.19 01/01/2026 $16.17 $0.00 $41.24 $21.78

$80.19 06/01/2026 $16.17 $0.00 $42.24 $21.78

$81.93 12/01/2026 $16.17 $0.00 $42.24 $23.52

$82.53 01/01/2027 $16.77 $0.00 $42.24 $23.52

VOICE-DATA-VIDEO TECHNICIAN
ELECTRICIANS LOCAL 96

$64.71 09/03/2023 $13.00 $0.00 $34.49 $17.22

$66.85 09/01/2024 $13.99 $0.00 $35.29 $17.57

$69.01 09/07/2025 $14.98 $0.00 $36.12 $17.91

$71.27 09/06/2026 $15.96 $0.00 $37.04 $18.27
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VOICE-DATA-VIDEO TECHNICIAN - Local 96Apprentice -

09/03/2023

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $17.25 $13.00 $4.31 $0.00 $34.56 50

 2 $18.97 $13.00 $4.36 $0.00 $36.33 55

 3 $20.69 $13.00 $16.81 $0.00 $50.50 60

 4 $22.42 $13.00 $16.86 $0.00 $52.28 65

 5 $24.14 $13.00 $16.91 $0.00 $54.05 70

 6 $25.87 $13.00 $16.97 $0.00 $55.84 75

 7 $27.59 $13.00 $17.02 $0.00 $57.61 80

 8 $29.32 $13.00 $17.07 $0.00 $59.39 85

09/01/2024

Health Pension
Supplemental

UnemploymentStep Apprentice Base Wage Total Ratepercent

Effective Date -

 1 $17.65 $13.99 $4.41 $0.00 $36.05 50

 2 $19.41 $13.99 $4.46 $0.00 $37.86 55

 3 $21.17 $13.99 $17.15 $0.00 $52.31 60

 4 $22.94 $13.99 $17.20 $0.00 $54.13 65

 5 $24.70 $13.99 $17.25 $0.00 $55.94 70

 6 $26.47 $13.99 $17.30 $0.00 $57.76 75

 7 $28.23 $13.99 $17.36 $0.00 $59.58 80

 8 $30.00 $13.99 $17.41 $0.00 $61.40 85

Notes: 

     

     

Apprentice to Journeyworker Ratio:1:1

WAGON DRILL OPERATOR
LABORERS - ZONE 2

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

For apprentice rates see "Apprentice- LABORER"

WAGON DRILL OPERATOR (HEAVY & HIGHWAY)
LABORERS - ZONE 2 (HEAVY & HIGHWAY)

$64.90 12/01/2023 $9.65 $0.00 $38.11 $17.14

$66.23 06/01/2024 $9.65 $0.00 $39.44 $17.14

$67.56 12/01/2024 $9.65 $0.00 $40.77 $17.14

$68.95 06/01/2025 $9.65 $0.00 $42.16 $17.14

$70.33 12/01/2025 $9.65 $0.00 $43.54 $17.14

$71.77 06/01/2026 $9.65 $0.00 $44.98 $17.14

$73.21 12/01/2026 $9.65 $0.00 $46.42 $17.14
For apprentice rates see "Apprentice- LABORER (Heavy and Highway)

WASTE WATER PUMP OPERATOR
OPERATING ENGINEERS LOCAL 4

$86.43 12/01/2023 $15.00 $0.00 $55.03 $16.40

$87.73 06/01/2024 $15.00 $0.00 $56.33 $16.40

$89.18 12/01/2024 $15.00 $0.00 $57.78 $16.40

$90.48 06/01/2025 $15.00 $0.00 $59.08 $16.40

$91.93 12/01/2025 $15.00 $0.00 $60.53 $16.40

$93.23 06/01/2026 $15.00 $0.00 $61.83 $16.40

$94.68 12/01/2026 $15.00 $0.00 $63.28 $16.40
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For apprentice rates see "Apprentice- OPERATING ENGINEERS"

WATER METER INSTALLER
PLUMBERS LOCAL 4

$81.27 03/01/2024 $9.90 $0.00 $53.95 $17.42

$82.67 09/01/2024 $9.90 $0.00 $55.35 $17.42

$84.07 03/01/2025 $9.90 $0.00 $56.75 $17.42

$85.47 09/01/2025 $9.90 $0.00 $58.15 $17.42

$86.87 03/01/2026 $9.90 $0.00 $59.55 $17.42
For apprentice rates see "Apprentice- PLUMBER/PIPEFITTER" or "PLUMBER/GASFITTER"

Additional Apprentice Information:

Minimum wage rates for apprentices employed on public works projects are listed above as a percentage of the pre-determined hourly wage rate established by the

Commissioner under the provisions of the M.G.L. c. 149, ss. 26-27D.  Apprentice ratios are established by the Division of Apprenticeship Training pursuant to M.G.L.

c. 23, ss. 11E-11L.

All apprentices must be registered with the Division of Apprenticeship Training in accordance with M.G.L. c. 23, ss. 11E-11L.

All steps are six months (1000 hours.)

Ratios are expressed in allowable number of apprentices to journeymen or fraction thereof, unless otherwise specified.

**      Multiple ratios are listed in the comment field.

***    APP to JM; 1:1, 2:2, 2:3, 3:4, 4:4, 4:5, 4:6, 5:7, 6:7, 6:8, 6:9, 7:10, 8:10, 8:11, 8:12, 9:13, 10:13, 10:14, etc.

****  APP to JM; 1:1, 1:2, 2:3, 2:4, 3:5, 4:6, 4:7, 5:8, 6:9, 6:10, 7:11, 8:12, 8:13, 9:14, 10:15, 10:16, etc.
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NOTIFICATION OF UTILITIES 

 
 



  

 
 
 

NOTIFICATION OF UTILITIES 
 
In accordance with Chapter 502 of the Acts of 1980 the Contractor shall notify the applicable Water District or 
Company, and COM/Electric 72 hours, Saturdays, Sundays and holidays excluded prior to commencing work 
on the site.  
 
Utility companies which may maintain underground lines or equipment in the project area may be contacted 
for the required notification of excavation by a single call to DIG-SAFE CENTER 1-888-344-7233. 
 
In addition, direct contact must be made with the applicable Water Company or District Office and Cable 
Company. 
 
Dig-Safe can no longer be relied upon to locate electric utilities that are "privately" owned. This can include 
electric cables located in public ways that run from utility poles to buildings. 
 
It is therefore incumbent upon all contractors to ascertain if any electric cables are located in any area 
prior to excavation. This will be done at the contractor's expense.  
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SECTION 1 
 

APPLICABLE REGULATIONS AND CODES, DEFINITIONS AND TERMS 
 

A. These regulations represent minimum requirements.  The Contractor shall adhere to all 
federal, state, and local laws, codes, and regulations. 
 

B. The Town is responsible for adhering to federal and state laws, codes and regulations and 
thus the Contractor will be responsible and the Town makes the Contractor responsible for 
any applicable laws, codes and regulations.  The minimum requirements the Town is held 
responsible for meeting (and by extension the Contractor shall adhere to) include: 
 
1. 314 CMR 7.00:  Sewer Extension and Connection Permit Program 

 
2. 314 CMR 12.00 Operation and Maintenance and Pretreatment Standards for 

Wastewater Treatment Works and Indirect Discharges 
 

C. Guidelines 
 
1. All work associated with the sewer collection, pumping and treatment system shall be in 

accordance with Guides for the Design of Wastewater Treatment Works (TR-16) 
 

D. Definitions and Terms 
 
Unless the content specifically indicates otherwise, the meaning of terms used in this article shall 
be as follows: 
 

Board — Shall mean the Board of Selectmen who also act as the Water and Sewer 
Commissioners. 

 
BOD (denoting "biochemical oxygen demand") — Shall mean the quantity of oxygen utilized 
in the biochemical oxidation of organic matter under standard laboratory procedure in five days 
at 20° C, expressed in milligrams per liter. 

 
Building drain — Shall mean that part of the lowest horizontal piping of a drainage system 
which receives the discharge from soil, waste, and other drainage pipes inside the walls of the 
building and conveys it to the building sewer, beginning five feet (1.5 meters) outside the 
inner face of the building wall. 

 
Building sewer — Shall mean the extension from the building drain to the public sewer or 
other place of disposal. 

 
Combined sewer — Shall mean a sewer receiving both surface runoff and sewerage. 

 
“Department of Environmental Protection” or “DEP” — Shall mean the 
Massachusetts Department of Environmental Protection, established pursuant to 
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M.G.L. Chapter 21, Section 26 or, where appropriate, the Administrator, 
Director or other duly authorized official of said agency. 

 
Department of Public Works or DPW — Shall mean an authorized representative of the 
Town’s Department of Public Works. 

 
Depths — any depth measurement shall be as measured from the finished grade. 
 
Director — Shall mean the Director of the Department of Public Works. 

 
“Environmental Protection Agency”, or “EPA” — Shall mean the United States 
Environmental Protection Agency, or, where appropriate, the Administrator or 
other duly authorized official of said Agency. 

 
Garbage — Shall mean solid wastes from the domestic and commercial preparation, cooking, 
and dispensing of food, and from the handling, storage, and sale of produce. 

 
Industrial Waste — Shall mean the liquid wastes from industrial manufacturing processes, 
trade, or business as distinct from sanitary sewerage. 

 
Natural outlet — Shall mean any outlet into a watercourse, pond, ditch, lake, or other body of 
surface or groundwater. 

 
Person— Shall mean any individual, firm, company, association, society, corporation, 
partnership, or group. 

 
pH — Shall mean the logarithm of the reciprocal of the weight of hydrogen ions in grams per 
liter of solution. 

 
Pollutant — Shall mean a substance in the liquid, solid, or gas phase that contaminates.  A 
pollutant may be artificial or naturally occurring substances. 
 
Properly Shredded Garbage — Shall mean the wastes from the preparation, cooking, and 
dispensing of food that have been shredded to such a degree that all particles will be carried 
freely under the flow conditions normally prevailing in public sewers, with no particle greater 
than 1/2 inch (1.27 centimeters) in any dimension. 

 
Public Sewer — Shall mean a sewer in which all owners of abutting properties have equal 
rights, and is controlled by public authority. 

 
Sanitary sewer — Shall mean a sewer which carries sewage and to which storm-, surface, and 
ground waters are not intentionally admitted. 

 
Septage — Shall mean material physically removed from any part of an on-site system 
including, but not limited to, the solids, semi-solids, scum, sludge, and liquid contents of a 
septic tank, privy, chemical toilet, cesspool, holding tank, or other sewage waste receptacle. 
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Sewage — Shall mean a combination of the water-carried wastes from residences, business 
buildings, institutions, and industrial establishments, together with such ground, surface, and 
storm waters as may be present. 

 
Sewage treatment plant or wastewater treatment facility — Shall mean any arrangement of 
devices and structures used for treating sewage. 

 
Sewage works — Shall mean all facilities for collecting, pumping, treating, and disposing of 
sewage. 

 
Sewer — Shall mean a pipe or conduit for carrying sewage. 

 
Shall;may — Shall is mandatory; may is permissive. 

 
Slug — Shall mean any discharge of water, sewage, or industrial waste which in concentration 
of any given constituent or in quantity of flow exceeds for any period of duration longer than 
15 minutes, more than five times the average twenty-four-hour concentration or flows during 
normal operation. 

 
Storm drain — Shall mean a sewer which carries storm and surface waters and drainage, 
but excludes sewage and industrial wastes, other than unpolluted cooling water. 

 
Suspended solids — Shall mean solids that either float on the surface of, or are in suspension 
of water, sewage, or other liquids, and which are removable by laboratory filtering. 

 
Town — Shall mean the Town of Uxbridge, Massachusetts. 

 
Watercourse — Shall mean a channel in which a flow of water occurs, either continuously or 
intermittently. 
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SECTION 2 
 

GENERAL PROVISIONS 
 
2.1. SURVEYS 
 
A. The Contractor shall furnish all boundary surveys and establish all base lines for locating 

the principal component parts of the work together with a suitable number of benchmarks 
adjacent to the work.  The Contractor shall develop and make all detail surveys needed for 
construction such as slope stakes, batter boards, stakes for pile locations, and other working 
points, lines, elevations, and cut sheets.  Plans and profiles shall be 1”=40’ horizontal scale 
and profiles shall be 1”=4’ vertical scale. 

 
B. The Contractor shall provide three (3) copies of design plans and documents to the 

Department of Public Works for approval.  No changes to approved plans will be permitted 
without prior written approval of the Department of Public Works.  Following the 
completion of construction and prior to acceptance by the Town, the Contractor shall 
furnish three (3) copies of as-built drawings to the Department of Public Works, which shall 
indicate any deviations from the original plans and specifications. 

 
C. The Contractor shall carefully preserve benchmarks, reference points, and stakes and, in 

case of willful or careless destruction, shall be charged with the resulting expense and shall 
be responsible for any mistakes that may be caused by their unnecessary loss or 
disturbance.  Contractor shall replace any damaged benchmarks, reference points, or stakes. 
 

2.2. PERMITS 
 
A. The Contractor is required to obtain all necessary federal, state, and local permits. 
 
B. Permits and licenses necessary for the prosecution of the work shall be secured and paid for 

by the Contractor.  Permits, licenses, and easements for facilities shall be secured and paid 
for by the Contractor, unless otherwise specified.  The Contractor shall give all notices and 
comply with all laws, ordinances, rules, and regulations. 

 
C. The Contractor shall be required to obtain, for example, a trench permit and DPW Road 

Opening Permit prior to any excavations within a public way.  All work within the public 
way shall be conducted in accordance with the Department of Public Works Standards for 
Utility Cuts which is contained within the “Town of Uxbridge Design and Construction 
Standards Manual”. 
 

2.3. LOCAL REGULATIONS 
 
A. Installations of sewers in the public way shall be prohibited between the dates of November 

15th and March 15th unless extenuating circumstances exist and written approval is 
provided by the Department of Public Works. 
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2.4. PROTECTION OF WORK, PROPERTY AND PERSONS 
 
A. The Contractor will be responsible for initiating, maintaining, and supervising all safety 

precautions and programs in connection with the work.  The Contractor will take all 
necessary protection to prevent damage, injury, or loss to all employees on the work and 
other persons who may be affected thereby, all the work and all materials or equipment to 
be incorporated therein, whether in storage on or off the site, and other property at the site 
or adjacent thereto, including trees, shrubs, lawns, walks, pavements, roadways, structures, 
and utilities not designated for removal, relocation, or replacement in the course of 
construction. 

 
B. The Contractor will comply with all applicable laws, ordinances, rules, regulations, and 

orders of any public body having jurisdiction.  The Contractor will erect and maintain, as 
required by the conditions and progress of the work, all necessary safeguards for safety and 
protection.  The Contractor will notify owners of adjacent utilities when prosecution of the 
work may affect them.  The Contractor will remedy all damage, injury, or loss to any 
property caused, directly or indirectly, in whole or in part, by the Contractor, any 
subcontractor, or anyone directly or indirectly employed by any of them or anyone for 
whose acts any of them may be liable.   

 
2.5. SUPERVISION BY CONTRACTOR 
 
A. The Contractor will supervise and direct the work.  The Contractor will be solely 

responsible for the means, methods, techniques, sequences, and procedures of construction.  
The Contractor will employ and maintain on the work site a qualified supervisor or 
superintendent who shall have been designated in writing by the Contractor as the 
Contractor’s representative at the site.  The Supervisor shall have full authority to act on 
behalf of the Contractor and all communications given to the supervisor shall be as binding 
as if given to the Contractor.  The supervisor shall be present on the site at all times as 
required to perform adequate supervision and coordination of the work. 

 
2.6. INSURANCE 
 
A. The Contractor shall purchase and maintain such insurance as will protect him from claims 

which may arise out of or result from the Contractor’s execution of the work, whether such 
execution be by the Contractor or by any subcontractor or by anyone for whose acts any of 
them may be liable. 

 
B. Certificates of Insurance acceptable to the Town shall be filed with the Town prior to 

commencement of the work.  These certificates shall contain a provision that coverage 
afforded under the policies will not be canceled unless at least fifteen (15) days prior 
written notice has been given to the Town. 

 
C. The Contractor shall procure and maintain, at his own expense, during the contract time, 

liability insurance as deemed adequate by the Department of Public Works. See Appendix 
A. 
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2.7. CONTRACT SECURITY 
 
A. The Contractor shall furnish the Town with a Performance Bond and a Payment Bond in 

penal sums equal to the project cost, conditioned upon the performance by the Contractor of 
all undertakings, covenants, terms, conditions, and agreements.  The Contractor and a 
corporate surety company licensed to transact such business in the Commonwealth of 
Massachusetts shall execute such bonds.  The expense of these bonds shall be borne by the 
Contractor.  If at any time a surety on any such bond is declared bankrupt or loses its right 
to do business in the Commonwealth, the Contractor shall, within ten (10) days after notice 
from the Town to do so, substitute an acceptable bond (or bonds) in such form and sum and 
signed by such other surety or sureties as may be satisfactory to the Town.  The Contractor 
shall pay the premiums on such bond. 

 
2.8. INDEMNIFICATION 
 
A. The Contractor will indemnify and hold harmless the Town, its agents, and employees from 

and against all claims, damages, losses, and expenses including attorney’s fees provided 
that any such claims, damage, loss, or expense is attributable to bodily injury, sickness, 
disease or death, or to injury to or destruction of tangible property including or in part by 
any negligent or willful act or omission of the Contractor, and subcontractor, anyone 
directly or indirectly employed by any of them or anyone for whose acts any of them may 
be liable. 

 
B. In any and all claims against the Town or its agents or employees, by any employee of the 

Contractor, any subcontractor, anyone directly or indirectly employed by any of them, or 
anyone for whose acts any of them may be liable, the indemnification obligation shall not 
be limited in any way by any limitation on the amount or type of damages, compensation, 
or benefits payable by or for the Contractor or any subcontractor under Workmen’s 
Compensation Acts, disability benefit acts, or other employee benefits acts. 

 
2.9. GUARANTEE 
 
A. The Contractor shall guarantee all materials and equipment furnished and work performed 

for a period of one (1) year from the date of substantial completion (date of substantial 
completion shall be defined as the date of acceptance by the Town).  The Contractor shall 
warrant and guarantee for a period of one (1) year from the date of substantial completion 
of the system that the completed system is free from all defects due to faulty materials or 
workmanship, and the Contractor shall promptly make such corrections as may be 
necessary by reason of such defects including the repairs of any damage to other parts of 
the system resulting from such defects.  The Town will give notice of observed defects with 
reasonable promptness.  In the event that the Contractor should fail to make such repairs, 
adjustments, or other work that may be made necessary by such defects, the Town may do 
so and charge the Contractor the cost thereby incurred.  The Performance Bond shall remain 
in full force and effect through the guarantee period. 
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2.10. INSPECTIONS AND TESTING 
 
A. All materials and equipment used in the construction of the project shall be subject to 

adequate inspection and testing in accordance with generally accepted standards and as 
specified herein.  The Department of Public Works or their agent will provide an inspector 
on the job at all times.  All costs associated with the inspection will be billed to the 
Contractor and shall be paid by the Contractor within thirty (30) days. 

 
B. The Town will at all times have access to the work.  In addition, authorized representatives 

and agents of any participating agencies shall be permitted to inspect all work.  
 

C. If any work is covered prior to inspection by the Town or contrary to the written 
instructions of the Town it must, if requested by the Town, be uncovered for observation 
and restored at the Contractor’s expense. 

 
2.11. EXTENSIONS 
 
A. Whenever a sewer extension has been constructed in a public or private way, upon 

satisfactory completion of inspection and testing, said extension shall be available for use or 
further extension by the public. 

 
2.12. NEW SERVICES 
 
A. When property is developed on streets where there are existing sewer lines but no service 

connection to the property, the person developing the property is responsible for all costs 
for sewer installation from the new building to the existing sewer main, including the actual 
tap and saddle.  Requirements for the tap and saddle may be obtained from the Sewer 
Division of the DPW.   

 
2.13. RECORD DRAWINGS (AS-BUILTS) 

 
A. The Contractor shall be responsible for obtaining all data for the Record Drawings.  The 

Contractor shall submit Record Drawings of all sewer main construction.  Record Drawings 
shall show 40 scale plan views and shall be prepared on standard size Mylar sheets, 24 x 36 
inches in size.  Record Drawings shall be prepared by a registered professional engineer 
and, at a minimum, shall show a plan view, with accurate locations of public sewer main, 
lateral connections and manholes, including all invert elevations.  A minimum of three (3) 
ties shall be provided to all sewer laterals at the property line, taken to permanent existing 
features, and including the depth to the top of the pipe. 
 

2.14. SEPTIC SYSTEMS AND SEPTIC SYSTEM WASTE 
 
A. Septic systems must be abandoned in accordance with the Title V Sanitary Code. 
 
B. Discharge of septage or holding tank waste into the Town sewer system is prohibited. 
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2.15. EASEMENTS 
 
A. Easements for municipal sewers outside of the street layout shall be at least 20 feet wide. 
 
2.16. RIGHT OF ENTRY; PROTECTION FROM DAMAGE 
 
A. The Department of Public Works and other duly authorized employees of the Town 

bearing proper credentials and identification shall be permitted to enter all properties for 
the purposes of inspection, observation, measurement, sampling, and testing in accordance 
with the provisions of this article. The Department of Public Works shall have no authority 
to inquire into any processes including metallurgical, chemical, oil, refining, ceramic, 
paper, or other industries beyond that point having a direct bearing on the kind and source 
of discharge to the sewers or waterways or facilities for wastes treatment. 

 
B. While performing the necessary work on private properties referred to in Subsection A 

above, the Department of Public Works or duly authorized employee of the Town shall 
observe all safety rules applicable to the premises established by the company and the 
company shall be held harmless for injury or death to the Town employees and the 
Town shall indemnify the company against loss or damage to its property by Town 
employees and against liability claims and demands for personal injury or property 
damage asserted against the company and growing out of the gauging and sampling 
operation, except as such may be caused by negligence or failure of the company to 
maintain safe conditions as required in § 289-12H. 

 
C. The Department of Public Works and other duly authorized employees of the Town 

bearing proper credentials and identification shall be permitted to enter all private 
properties through which the Town holds a duly negotiated easement for the purposes of, 
but not limited to, inspection, observation, measurement, sampling, repair, and 
maintenance of any portion of the sewage works lying within said easement. All entry and 
subsequent work, if any, on said easement, shall be done in full accordance with the terms 
of the duly negotiated easement pertaining to the private property involved. 

 
2.17. INDEPENDENT CONSULTANT 
 

A. In order to protect the interests of the Town, the Town reserves the right to hire 
independent consultants or attorneys as required.  The Town may require a Contractor to 
pay for these services.  Town shall notify Contractor of this need prior to engaging an 
independent consultant.  Services may include, but are not limited to, the following: 

 
1. Review and/or verification of design, especially if Contractor does not meet referenced 

standards. 
 
2. Updating of a model (for example SEWER CADD or similar model). 
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SECTION 3 
 

GENERAL CONSTRUCTION 
 
3.1 PROTECTION OF UNDERGROUND STRUCTURES 
 
A. All existing gas pipes, conduits, water pipes, sewers, drains or other structures, which are 

uncovered by the excavation, shall be carefully supported and protected from injury by the 
Contractor, and if injured or removed, the Contractor shall restore them with identical 
material. 

 
B. The Contractor shall provide suitable temporary channels for the flow of all water courses 

and shall hold the Town harmless against all claims for damages growing out of obstruction 
to the flow in sewers, drains or gutters, or because of injury to gas, water or other pipes or 
conduits to the proprietors of such pipes or fixtures in time to permit them to cooperate in 
protecting their property.  Whenever it becomes necessary to change the location of any 
water pipe, sewer, drain or other structure uncovered by the excavation, the Contractor shall 
do the whole or such portions by making such changes as the Town may direct at the 
Contractor’s expense.   

 
3.2 CONSTRUCTION STANDARDS MANUAL 
 
A. The Contractor shall adhere to all applicable details contained within the “Town of 

Uxbridge Design and Construction Standards Manual”.  Contractor may obtain a copy of 
the manual from the Department of Public Works. 
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SECTION 4 
 

DESIGN AND CONSTRUCTION OF SEWERS 
 
4.1. DESIGN OF SEWERS - GENERAL  
 
Sewage collection systems shall be designed separately from stormwater systems.  Sewage 
collection systems shall not allow for the introduction of rain water, noncontact cooling water, and 
groundwater from foundation drains, sump pumps, surface drainage or any other source of inflow.  
Overflows from wastewater collection systems shall also not be permitted. 
 
New sanitary sewers and all extensions to sanitary sewers owned and operated by the Town of 
Uxbridge shall be either gravity sewers or low pressure sewers in accordance with the Town’s 
approved comprehensive wastewater management plan or wastewater treatment facility plan, and 
shall be designed by a professional engineer licensed to practice in the Commonwealth of 
Massachusetts, in accordance with the Guides for the Design of Wastewater Treatment Works (TR-
16), and in strict accordance with appropriate Massachusetts codes and the Town of Uxbridge 
regulations.  Plans and specifications shall be submitted to and approved by the Director before 
initiating any construction.  The design shall anticipate and allow for flows from all possible future 
extensions or development within the immediate drainage area in conformance with Town 
planning documents. 
 
A. ALTERNATIVE SEWER COLLECTION SYSTEMS: 
 
Sewer collection systems not stated in these Rules and Regulations of the Sewer Department shall 
only be permitted with the Director’s conditional approval.  

 
B. COLLECTION SYSTEM IMPACT STUDY 

 
Each new sewer extension is subject to a collection system impact study to be performed by the 
Director who may hire an independent consultant.  Any negative impacts found as a result of the 
impact study may be the responsibility of the Contractor to address as part of any approved sewer 
extension. 
 
4.2. DESIGN CAPACITY AND DESIGN FLOW 
 
A. DESIGN FACTORS: 

  
• Peak hourly sewage flow 
• Additional peak flows of industrial and commercial wastes 
• Maximum groundwater infiltration 
• Topography of the immediate area 
• Difficulty of installation 
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B. DESIGN PERIOD: 
  

Sewage collection systems shall be designed for a life span of 50 years; and interceptor sewers 
shall be designed to handle the maximum capacity of uses in the drainage area as determined by the 
Director.  

 
C. DESIGN FLOW: 

 
Submit a detailed description of the procedures used for calculating sewer design flow to the 
Director. 

 
The Massachusetts 310 CMR 15.000, the State Environmental Code, Title 5, shall be used for 
calculating the design flow for sewers.  If the Massachusetts 310 CMR 15.000, the State 
Environmental Code, Title 5, does not have a flow rate for the proposed use, the following methods 
may be used with the approval of the Director:  

 
• Flow Related to Water Consumption. When available, use existing sewage flow and/or 

consumption data as a basis for sewer design.  If such data are not available, using flow 
data from a similar community or users.  

• Per Capita Flow. Where actual flow data cannot be obtained, base residential flows 
from new collection systems on an average daily per capita flow of not less than 70 
gallons per day (0.27 m3/day).  Add an appropriate allowance for infiltration to this 
flow. In all cases, add a minimum allowance of 250-500 gpd/in. diameter/mile of sewer 
(0.24-0.48 m3/cm of pipe diameter/km/day) for infiltration to the water consumption, 
per capita flow or any other calculation method required by the Director.  

 
4.3. PIPE SIZE 
 
A. Minimum pipe shall be not less than 8” diameter for sewer main construction and, outside 

of ten feet from the house, minimum 6” diameter for house or, if a pipe larger than 6” is 
called for in the Plumbing Code for the house connection, that pipe size shall be matched, 
or unless otherwise approved by the Department of Public Works. The Town may require 
larger diameter pipe when conditions or location require it. 

 
B. Should the Town master sewerage plan show larger mains to be installed in the future than 

are required to serve the extensions within the limits of the subdivision not required to 
service said subdivision, then the Town of Uxbridge may enter into an agreement whereby 
the developer shall install such mains or other improvements according to such plan and 
that he may be compensated by the Town for differential in cost incurred beyond that 
necessary to service the subdivision. 
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4.4. PIPE MATERIAL 
 
A. PVC pipe manufactured to meet ASTM specification D-3034-SDR 35 shall be acceptable 

to depths of 13 feet (including laterals).  Ductile iron pipe will be required for depths over 
13 feet.  
 

B. The use of existing previously abandoned or unused sewer pipes is prohibited.   
 
4.5. PIPE INSTALLATION 
 
A. Specifications for installation shall be those of the manufacturer in accordance with ASTM 

D2321, “Standard Recommended Practice for Underground Installation of Flexible 
Thermoplastic Sewer Pipe.” 
 

B. Where high groundwater conditions are anticipated, the buoyancy of sewers shall be 
considered, and the floatation of pipe shall be prevented with appropriate design and 
construction of the sewer. 

 
C. SLOPE:  

 
All sewers shall be designed and constructed to give a velocity (when flowing full) of not 
less than 2.0 feet per second (0.61 m/s) based on Manning’s formula using an “n” value of 
0.013.  The Director may permit the use of other “n” values if deemed justified on the basis 
of research or field data.   

 
D. Velocities greater than 12 feet per second (3.7 m/s) shall not be permitted under any flow 

conditions, unless the Director approves special provisions that will protect against pipe 
erosion and impact.  

 
E. STEEP SLOPE PROTECTION: 
 

Securely anchor sewers on 15 percent slopes, or greater, to prevent displacement. 
 
F. IMPERVIOUS DAMS: 
 

Impervious dams shall be installed every 300 feet to control the flow of groundwater within 
the pipe bedding material, when: 

  
• The surrounding native material is considerably less impervious than the pipe bedding 

material;  
• The pipe bedding could produce a hydraulic head of 25 feet on the pipe gaskets and 

joints during periods of high groundwater flow; and/or 
• The sewer is constructed downstream of a waterway or wetland crossings. 
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G. ALIGNMENT: 
  

Sewers shall be laid out in a straight line and alignment, and shall be checked with a laser 
beam.  
 

H. Laterals shall be provided for each buildable lot that is passed by the new sewer.  Buildable 
lots shall be as defined by the Town.  Each lateral shall be provided up to the property line 
that the lateral shall serve. 

 
4.6. PIPE LAYING 
 
A. Pipe shall be carefully laid to the lines and grades as shown on the plans submitted.  The 

Contractor shall provide laser beam aligning equipment for use in pipe laying. 
 
B. All pipe is to be laid on a good foundation and first class construction methods must be 

followed by the Contractor to prevent settlement.  Should the material at grade prove 
unsatisfactory for a suitable foundation, additional depth must be excavated and refilled 
with acceptable material. 

 
C. In general, the bottom of the trench shall be excavated to a flat grade, 4 inches below the 

pipe invert for trenches in earth and 6 inches below the pipe invert for trenches in rock.  
Crushed stone or pea gravel bedding shall be placed and compacted to form a stable base 
for pipe.  Pipe shall be laid to grade and bedding carried half way up pipe barrel, to the full 
width of the trench.  Bedding material shall be carefully laid to grade and bedding carried 
half way up pipe barrel, to the full width of the trench.  Bedding material shall be carefully 
and lightly tamped under pipe to provide uniform support.  The granular bedding material 
shall be crushed stone which will pass 3/4 inch sieve but will be retained on #4, or equal 
material approved by the Town.  Bedding material shall extend 4 to 6 inches above the 
pipe.  The remainder of the backfill up to a minimum depth of 12 inches over the top of the 
pipe shall be made of processed gravel material carefully compacted in layers as placed. 
 

D. When a sewer pipe joins another pipe of a larger diameter, the invert of the larger sewer 
shall be lowered sufficiently to maintain the same energy gradient. 
 

E. When pipe laying is not actively in progress, the open ends of the pipe shall be closed by 
temporary watertight plugs or by other approved means.  If water is in the trench when 
work resumes, the plug shall not be removed until the trench has been properly dewatered.  
Groundwater shall not be permitted to enter the pipeline. 
 

F. All sewer pipes shall be deep enough to drain basement fixtures and shall have a minimum 
vertical depth of four (4) feet as measured from grade to the crown of the pipe to prevent 
freezing.  If the pipe cannot be four feet or more in depth, insulation shall be provided 
around the pipe and if this pipe is in a roadway or any other areas where vehicles travel or 
park, the pipe shall be made of ductile iron.   
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4.7. BACKFILLING 
 
A. The trenches and other excavations shall be backfilled, unless otherwise directed by the 

Town, as soon as the laying of the pipe or the completion of other structures will permit.  
The area below the pipe and extending half way up the pipe barrel or both sides shall be 
backfilled with crushed stone as specified and thoroughly tamped by light tampers as 
placed.  The remainder of the side fill to a minimum depth of twelve (12) inches over the 
top of the pipe shall be of selected material approved by the Town, carefully compacted in 
layers as placed, and, if necessary, suitable material shall be moved from other sections of 
the work for this purpose.  The remainder of the trench above an elevation twelve (12) 
inches higher than the top of the pipes shall be backfilled with selected material, thoroughly 
tamped with mechanical rammers or vibrators in layers not exceeding one (1) foot in depth.  
No rock will be permitted in backfilling until there is at least two (2) feet of suitable earth 
fill over the sewer, and no rock fragment weighing more than 100 pounds will be used for 
refilling trenches.  In depositing rock, care shall be taken that no injury is caused to the 
sewer or other structures.  All voids in rock backfill must be completely filled with earth. 

 
B. When, in the opinion of the Town, the backfilling at elevations higher than one (1) foot 

above crown of pipe can be compacted in a suitable manner by flooding, jetting, or 
puddling with water, the Contractor will be permitted to do so. 

 
C. In trenches within street surfaces, the top 18 inches of trench backfill shall be a road-base 

quality gravel, approved by the Town, placed during backfilling operation, and obtained 
from trench excavated material if possible.  Bank gravel shall consist of inert material that 
is hard durable stone and coarse sand, free from loam, clay or surface coatings.  The trench 
backfill shall be thoroughly compacted, carried to about 18 inches below the surface, and 
the trench puddled to induce settlement with jet pipes or as otherwise approved by the 
Town.  Gravel then shall be placed, compacted, graded, and treated with calcium chloride 
to maintain the surface until the resurfacing is placed. 

 
D. Specifications for resurfacing shall conform to the “Town of Uxbridge Design and 

Construction Standards Manual”. 
 
4.8. BUILDING/HOUSE SERVICE CONNECTIONS 
 
A. GENERAL REQUIREMENTS 
 

1. No authorized person shall uncover, make any connections with or opening 
into, use, alter, or disturb any public sewer or appurtenance thereof without first 
obtaining a written permit from the Department of Public Works. Any person 
proposing a new discharge into the system or a substantial change in the volume 
or character of pollutants that are being discharged into the system shall notify the 
Department of Public Works at least 45 days prior to the proposed change or 
connection. No person shall break, cut, or remove any pipe of the public sanitary 
sewer, or make or cause to be made any connection to said sewer except through 
the connection branches provided for that purpose, unless in another manner 
approved by the Board. 
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2. There shall be two classes of building sewer permits: a) for residential and 
commercial service, and b) for service to establishments producing industrial 
wastes. In either case, the owner or his/her agent shall make application on a 
special form furnished by the Town. The permit application shall be supplemented 
by any plans, specifications, or o t h e r  information considered to be pertinent in 
the judgement of the Department of Public Works. The permit and inspection fee 
for a residential or commercial building sewer permit or for an industrial building 
sewer permit shall be paid to the Town at the time the application is filed. 

 
3. All costs and expenses incidental to the installation and connections of the 

building sewer shall be borne by the owner. The owner shall indemnify the 
Town from any loss or damage that may directly or indirectly be occasioned by 
the installation of the building sewer. 

 
4. Old building sewers may not be used in connection with new buildings.  

 
5. The size, slope, alignment, materials of construction of a building sewer, and the 

methods to be used in excavating, placing of the pipe, jointing, testing, and 
backfilling the trench, shall all conform to the requirements of the building and 
plumbing code or other applicable rules and regulations of the Town. In the 
absence of code provisions or in amplification thereof the materials and procedures 
set forth in appropriate specifications of the American Society for Testing 
Materials and Water Pollution Control Federation Manual of Practice No. 9 shall 
apply. 

 
6. Whenever possible, the building sewer shall be brought to the building at an 

elevation below the basement floor. In all buildings in which any building drain is 
too low to permit gravity flow to the public sewer, sanitary sewage carried by such 
building drain shall be lifted by an approved means and discharged to the building 
sewer. 

 
7. No person shall make connection of roof downspouts, exterior foundation drains, 

areaway drains, or other sources of surface runoff or groundwater to a building 
sewer or building drain which in turn is connected directly or indirectly to a public 
sanitary sewer. 

 
8. The connection of the building sewer into the public sewer shall conform to the 

requirements of the building and plumbing code or other applicable rules and 
regulations of the Town, or the procedures set forth in appropriate specifications of 
the American Society for Testing of Materials and Water Pollution Control 
Federation Manual of Practice No. 9. All such connections shall be made gastight 
and watertight. Any deviation from the prescribed procedures and materials must 
be approved by the Department of Public Works before installation. 

 
9. The applicant for the building sewer permit shall notify the Department of Public 

Works when the building sewer is ready for inspection and connection to the public 
sewer. The connection shall be made under the supervision of the Department of 
Public Works. 
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10. All excavations for building sewer installation shall be adequately guarded with 

barricades and lights so as to protect the public from hazard. Streets, 
sidewalks, parkways, and other public property disturbed in the course of the 
work shall be restored in a manner satisfactory to the Town. 

 
B. SPECIFIC REQUIREMENTS 

 
1. House service connections shall be constructed from the main sewer to the sideline 

of the street layout, generally one connection for each dwelling unit or vacant lot, as 
directed by the Town.  Connection to main sewer pipe shall be made with a PVC 
wye, made by the same manufacturer as the main pipe, and of the same class. 

 
2. One or more separate and independent building sewer(s) shall be provided for every 

building, except where one building stands at the rear of another on an interior lot 
and no private sewer is available or can be constructed to the rear of the building 
through an adjoining alley, court, yard, or driveway, in which instance the building 
sewer from the front of the building may be extended to the rear building and 
considered as one (1) building sewer.  This common building sewer shall be 
considered as two sewer connections.  The arrangements for the construction of the 
sewer(s) shall be provided for by an easement between the property owners.  The 
technical requirements of the sewers shall be subject to review and approval of the 
department.  It is recommended that each building sewer contain a backwater valve 
to prevent backups.  In addition, the Town does not and will not assume any 
obligation or responsibility for damage caused by or resulting from any shared 
connection. 

 
3. Cleanouts 
 

a. House service connections that exceed 100 feet in length shall include a cleanout 
extended to grade with a removable end cap. 
 

b. All sewer service lines shall have a six (6) inch cleanout at a minimum distance 
of ten (10) feet from the outside of the foundation wall, facing in the direction of 
the sewer main, unless there is a cleanout immediately inside the building.  
Sewer service lines that change direction more than 45 degrees in addition to the 
above cleanout shall have six (6) inch cleanout installed, facing the direction of 
flow at each change of direction.  

 
c. All sewer service lines that are one hundred (100) feet or longer shall have a six 

(6) inch cleanout installed, facing in the direction of flow, at a fifty (50) foot 
point for one hundred (100) foot services, or every one hundred (100) feet for 
longer services, in addition to any cleanouts designated above or elsewhere.  A 
sewer manhole shall be required in place of a cleanout when two (2) or more 
services join together.  The pipe size from this manhole to the sewer main shall 
be increased to a minimum of eight (8) inches. 
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d. All sewer cleanouts shall be brought up to one (1) foot below finished grade and 
equipped with a watertight removable cap.  Any sewer service cleanouts that are 
in a driveway, walkway, or roadway shall be furnished with a metal cover 
providing access at grade to the sewer service cleanout. 

 
4. End caps shall be PVC and sized to match the lateral.  All service pipes and fittings 

shall be installed in accordance with manufacturer’s instructions, or as directed by 
the Town and left uncovered for inspection and measurement.  A 2-inch x 2-inch 
marker shall be placed at the property line of every connection, extending to six (6) 
inches above the ground service.  Contractor shall take care with installation of end 
caps to prevent blow-offs during air testing.  All house laterals will be brought to the 
inside of the sidewalk or to the property line, whichever is applicable. 

 
4.9. CLEANING 
 
A. After laying of the pipe is completed between manhole sections, the interior of the sewer 

pipeline shall be thoroughly cleaned from construction debris or other foreign matter and 
the section closed off by bulkheads at the outlet side of the manholes sufficient to prevent 
the wash of mud or dirt into the completed section of pipeline, and upon completion of the 
entire line, it shall be left free and clean of such debris and the bulkheads removed.  Once 
cleaned, all lines shall be mandrelled to ensure roundness. 

 
4.10. TESTING 
 
A. An air test shall be conducted by the Contractor at his expense and witnessed by the Town 

or their agent on all sewer pipes installed.  The test shall be conducted only after the 
backfilling and compaction operation has been completed, and the test shall be made under 
the observation of the Town.  The Contractor may, at his/her option, run an air test on a line 
before it is completely backfilled for his own information and requirements, but the official 
testing shall be done after the backfilling and compaction have been completed. 

 
B. The testing equipment shall meet the following requirements: 
 

1. Pneumatic plugs shall have a sealing length equal to or greater than the diameter of 
the pipe to be inspected. 

2. Pneumatic plugs shall resist internal test pressures without requiring external 
bracing or blocking. 

3. All air used shall pass through a single control panel. 
4. Three individual hoses shall be used for the following connections: 

a. From panel to pneumatic plugs for inflation. 
b. From panel to sealed line for introducing the low air pressure. 
c. From sealed line to panel for continually monitoring the air pressure rise in the 

sealed line. 
 
C. The Town will permit other types of air testing equipment subject to approval, and upon 

demonstration by the Contractor that such method can be employed safely and without 
damage to pipe or fittings. 
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D. Pipe shall be tested between manholes by installing pneumatic plugs in each end and 
inflating plugs to 25 psig.  Low air pressure shall be introduced into this sealed line until the 
internal air pressure reaches 5 psig greater than the average backpressure of the ground 
water.  A period of two minutes shall be required for stabilization (3.5 psig minimum 
pressure in the pipe), at which time the air supply shall be disconnected.  The portion of line 
being tested shall be termed acceptable if the time required, in minutes, for the pressure to 
decrease from 4.5 psig to 3.5 psig (greater than the average backpressure of any ground 
water that may be over the pipe) shall not be less than one (1) minute per inch of diameter. 

 
E. The Contractor shall determine the average height of the ground water above the invert of 

the main pipe at the time of testing. 
 
4.11. CHIMNEYS 
 
A. Chimneys shall be installed when sewer mains exceed 12’ in depth and as ordered by the 

Town, encased in reinforced concrete or pea stone and carefully backfilled.  Pipe bedding 
shall be extended to provide a base for chimney and concrete encasement shall encompass 
the main tee, leaving the joints exposed for flexibility.  The riser pipe encasement may be 
formed using a Sonotube which may be left in place.  A vertical hardwood 2” x 2” stake 
shall be placed next to the chimney, extending to within one (1) foot of the ground surface, 
to be used as a marker. 
 

4.12. PROTECTION OF WATER SUPPLIES 
 
A. CROSS CONNECTIONS: 

  
No physical connection shall exist between a public or private potable water supply system 
and a sewer or any appurtenance that would permit the passage of wastewater or polluted 
water into the potable supply.  No sewer shall come into contact with a water pipe and no 
water pipe shall pass through any part of a sewer manhole or any part of the sewer system. 
 

B. RELATION TO WATER WORKS STRUCTURES: 
 
Sewers shall be located as far as possible from public water supply wells or other potable 
water supply sources and structures.  
 
Engineering plans shall show all existing waterworks units, such as treatment facilities, 
basins, pipes, wells, or other waterworks units that are within 50 feet of the proposed sewer 
or to within the minimum distances required by the Director.  
 

C. WATER MAINS’ RELATION: 
 
1. Horizontal Separation:  Lay out sewers at least 10 feet (3.0 m) from any existing or 

proposed water main.  If local conditions prevent a lateral Separation of 10 feet, the 
issue will need to be reviewed with the Director.   

 
2. Vertical Separation:  Whenever sewers must cross water mains, lay out the sewer so 

that the top of the sewer is at least 18 inches (46 cm) below the bottom of the water 
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main.  The sewer joints should be equidistant and located as far away as possible 
from the water main joints.  When the sewer cannot meet the above requirements, 
relocate the water main to provide for this separation or reconstruct it with 
mechanical-joint pipe for a distance of 10 feet (3.0 m) on each side of the sewer.  
One full-length (20 feet) water main pipe shall be centered over the sewer so that 
both joints will be as far from the sewer as possible.  

 
When it is impossible to achieve horizontal and/or vertical separation as stipulated 
above, review with the Director. 

 
4.13. LOW PRESSURE SEWER DESIGN AND CONSTRUCTION  
 
A. LAYOUT:   

 
The branched configuration of a pressure sewer is required.  Looped piping shall not be 
permitted.  Pipe routing shall include long radius sweeps no less than those recommended 
by the pipe manufacturer.    

 
Pressure pipes shall be designed and installed so that a minimum of five (5) feet of cover 
material exists over the crown of the pipe at all times. Appurtenances such as isolation 
valves, air release valves, and clean-outs shall be provided as required by the Director. 
 
Pipe Size:  The diameter of the pressure sewer shall be calculated so that it provides a 
cleansing velocity based on the average daily flow of the system.  Force Mains shall have a 
minimum velocity of three feet per second, 3ft/sec.  
 
Minimum low pressure sewer pipe sizes shall be as follows (unless there is a significant 
change in grade): 

 
NUMBER OF HOMES 

OR EQUIVALENT MINIMUM PIPE SIZE 
  1-3        1.5 
  4-9       2 
  10-18       2.5 
  19-30       3 (model recommended) 
  >30             Must be modeled 

 
B. ISOLATION VALVES: 
 

Isolation valves shall be required to allow isolation of individual grinder units, system 
expansion, and at key locations such as at the property line. 
 
Ball valves for low pressure sewer manholes shall be true union type constructed from PVC 
Type I cell classification with EPDM O-rings.  All valve components shall be replaceable.  
Ball valves 2 inches and smaller shall be pressure rated to 235 psi, while valves larger than 
2 inches shall be rated to 150 psi.  Ball valves shall have a Safe-T-Block seal carrier to stop 
flow in either direction, allowing safe removal of the downstream union nut for system 
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service or modification.  Ball valve ends shall be as needed to connect to Schedule 430 
PVC pipe in low pressure sewer manholes.  Ball valves shall be true union ball valves as 
manufactured by Spears Manufacturing. 

 
C. CURB STOP VALVE: 

 
Curb stop valves shall be located at the property line of the street or easement of the sewer 
main. Curb stop valves shall be of brass or bronze construction and two rubberized O-ring 
seals to provide pressure-tight seal.  Curb stop valves shall be figure H-15204 as 
manufactured by Mueller-Oriseal, B22 as manufactured by Ford Meter Box Company, 
Hayes, Nuseal, or equal. Curb boxes shall be 2-1/2-inch shaft size two-piece screw type.  
They shall be adjustable from 48-inch to 72-inch.  Curb boxes shall be constructed of cast 
iron and thoroughly coated with two coats of asphaltum varnish.  Curb box rods shall be 
stainless steel supplied with a hole in the “U” portion for the insertion of a stainless steel 
pin.  Pins shall be supplied and shall be made of stainless steel.  Curb boxes shall be labeled 
with an “S” for sewer.  Curb boxes shall be as manufactured by Ford Meter Box Company, 
Mueller Company, or equal.  

  
D. AIR RELEASE VALVES: 
 

Air and vacuum valves shall be installed on low pressure mains.  The air and vacuum 
valves shall be designed to release air from the main when the main is being filled and/or 
air becomes entrapped in the main, and to admit air into the sewer main when pumps are 
stopped and the main is being drained by gravity.  The body and cover of air and vacuum 
valve shall be cast iron, floats of stainless steel, protective hood of steel, seats of Buna-N, 
and miscellaneous internal parts of stainless steel, Manufacturer-Crispin, or equal.  Air and 
vacuum valves shall be located in a manhole or structure with a diameter of 60 inches to 
allow access for repairs and maintenance.  

 
E. CLEANOUT CONNECTIONS:  

 
Cleanouts shall be installed on the pressure mains at sags and other locations where debris 
can accumulate and clog the lines, and proper valving to conduct required maintenance 
shall be provided. 

 
F. MISCELLANEOUS 

 
Magnetic marking tape two (2) inches wide with the words “SANITARY SEWER 
BELOW,” shall be installed not more than 2 feet below finished grade on all mainline and 
service laterals.   
 

4.14. FORCE MAINS 
 

A. MINIMUM SIZE:  
 

Force mains shall have a minimum velocity per Section 4.13 A.   
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Force Main Pipe Material:  Force main pipe material shall as specified in Article IV, 
Construction Technical Specification, Section 14:  
 

B. VELOCITY:  
 
At design average flow, velocity in excess of that indicated in Section 4.13 A shall be 
maintained.  
 
When the daily average design detention time, in the force main, exceeds 20 minutes, the 
manhole and sewer line receiving the force main discharge or the sewage shall be treated so 
that corrosion of the manhole and the exiting line are prevented.  The corrosion is caused by 
sulfuric acid biochemically produced from hydrogen sulfide anaerobically produced in the 
force main.    
  

C. VARIABLE TERRAIN:  
 
As far as possible, the alignment and depth of a force main should provide a constant 
upgrade profile.  All force mains shall be designed and installed so that a minimum of five 
(5’) feet of cover material is over the crown (top) of the pipe at all times.  
 

D. AIR RELIEF VALVE:  
 
An automatic air relief valve shall be placed at all relative high points in the force main and 
at 400 feet intervals on level force main runs.  All air relief valves shall be protected from 
freezing.  
 

E. DRAIN VALVES: 
 
Drain valves at all relative low points in the force main shall be provided.  These valves 
shall be connected to gravity sewers or provided with connections for vacuum pumper 
trucks.  All drain valves shall be protected from freezing.  
 

F. TERMINATION: 
 
Force mains shall enter the gravity sewer at a point not more than 2 feet (0.61 m) above the 
exit line of the receiving manhole.  The receiving manhole shall be dedicated to receiving 
the force main and shall have no other flows entering. 
 

G. TESTING:  
 
Leakage Testing shall be conducted. 
 

4.15. GRINDER PUMP SYSTEMS: 
  
Pumping equipment shall include an integral grinder capable of handling a reasonable 
quantity of foreign objects that may find their way into a building’s sewerage system.  The 
grinder pump shall be capable of processing foreign objects without jamming, stalling, or 
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overloading, and without making undue noise.  The grinder shall provide a positive flow of 
solids into the grinding zone.  Grinder pump stations shall be of the wet well type. 
 

4.16. DESIGN OF PUMP STATION: 
 

A. ACCESS:   
 
Outside installation shall be designed with the service manhole constructed of the same 
material, and at least as thick as the tank.  The manhole shall have an opening at the surface 
with a minimum inside diameter of 30 inches (76 cm); its cover shall be securely lockable.  
The size of the manhole shall allow for the performance of maintenance and repair 
functions.  
 

B. TANK:   
 
Construct each tank of concrete or custom-molded, fiberglass reinforced polyester resin 
using a filament wound process, layup and spray technique, or other approved process that 
will ensure a smooth and resin rich interior surface that is designed for two times the 
maximum loading.  
 
The basin shall be concrete, fiberglass-reinforced polyester resin, or other material meeting 
the minimum strength specifications herein. The basin shall be furnished with one PVC 
closet flange or one flexible inlet flange suitable for connection to the household gravity 
line.  At a minimum, the basin wall and bottom shall withstand two times the anticipated 
maximum pressure exerted on the basin, either from soil loadings or buoyancy forces.  All 
station components must function normally when exposed to these loadings.  All seals and 
joints shall pass factory tests to ensure that they are water tight.  
 

C. ELECTRICAL EQUIPMENT:   
 
Wiring and electrical connections shall be NEMA rated for the environment in which they 
are to be placed.  System shall include an emergency generator plugin connection. 
 

D. PUMPS: 
 

1. Pump Removal:  The grinder pump shall be readily removable without the need for 
manual disconnection of piping.  

 
2. Grinder:  The grinder shall be positioned immediately below the pumping elements, 

securely fastened to the pump motor shaft, and driven directly by the same motor.  
The grinder shall be a rotating type with a stationary hardened and ground stainless 
steel shredding ring that carries stainless steel cutter bars.  This assembly shall be 
dynamically balanced and run without objectionable noises or vibrations over the 
entire range of recommended operating pressures.  

 
3. Pump Opening:  The grinder shall be capable of reducing all components in normal 

domestic sewage or the sewage to be discharged from the building drain, including a 
reasonable amount of foreign objects (e.g., paper, wood, plastic, glass, and rubber).  
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Objects shall be reduced to finely divided particles that will pass through the 
passages of the pump and a minimum 1.25 inch (3.2 cm) diameter discharging pipe.  

 
4. Intake:  The grinder shall be positioned so that solids are fed into it from the bottom 

in an upward flow, reducing the possibility of overloading or jamming.  In addition, 
sufficient turbulence shall be created to keep the tank bottom free of permanent 
deposits or sludge banks. 

 
E. CHECK VALVE:  

 
The grinder pump shall be equipped with a check valve that is installed in a horizontal 
position on the discharge pipe.  This valve shall provide a full- ported passageway when 
open.  

  
F. VENTILATION: 

  
Adequate ventilation shall be provided in accordance with local and national codes. 
 

G. CONTROLS:  
 
Sensing devices to detect wastewater levels for initiating pump operation and to detect high 
water levels shall be installed.  Level sensing devices shall only be used and shall not be 
located near flows entering the well. 
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SECTION 5 
 

MANHOLES 
 
5.1. SIZE 
 
A. Manholes shall be 48” I.D. for sewer mains up to 24” diameter and 60” I.D. for sewer 

mains 24” and larger.  Transition rings may be used to reduce to 48” six (6) feet above 
invert.   

 
B. Manholes shall be located at all angles, all termination points and no greater distance than 

300’.   
 
C. Frame and covers will be 24” for 48” manholes and 30” for 60” manholes. 

 
5.2. MATERIALS 
 
A. Manholes shall be constructed of reinforced precast concrete monolithic base section, barrel 

sections and dome section, meeting the latest applicable requirements of A.S.T.M.  Spec. 
C478-70T, or latest revision thereto.  Pipe to   manhole connection shall be made with a 
flexible rubber boot and stainless steel type connector.  Joint between manhole sections 
shall be made with a butyl rubber compound.  Red clay brick for table and invert shall be 
hard burned, of uniform Grade B, and subject to approval by the Department of Public 
Works.  Manhole steps shall be either aluminum alloy 6-61 T6, extruded, safety type or 
polypropylene coated grade 60 reinforcing bar, per ASTM C-478 and OSHA (STD 1-1.9).  
Frame and cover shall be cast iron meeting the requirements of ASTM specifications for 
gray iron castings, class 20. 

 
5.3. CONSTRUCTION 
 
A. Manhole base sections shall be installed upon a compacted crushed stone sub-base, 6 inches 

in depth, leveled and secured.  The Department of Public Works may order an additional 
depth of sub-base.  Barrel and dome section shall be carefully placed upon base section, 
with a butyl rubber strip used as a jointing compound. 

 
B. Red clay brick shall be used for frame grade adjustment and frames shall be set upon a full 

bed of mortar.  Mortar shall also be placed around manhole flange.  Completed frames and 
covers shall be kept 1/4 inch below finished roadway surface. 

 
C. For straight-line manholes, the pipe shall be laid through the manhole the bottom half of the 

pipe forming the invert and the top half being removed.  Angle or junction manholes shall 
have the inverts formed with red clay brick, set on edge and smoothly rounded in the 
direction of flow.  A red clay brick table shall be constructed in all manholes, sloping 
toward the channel. 

 
D. Manhole manufacturer shall install aluminum or polypropylene steps. 
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E. All manholes shall be waterproofed at the construction site, to allow inspection of concrete, 
prior to installation of waterproofing compound.  Any damage to the waterproofing caused 
by construction activities shall be repaired prior to backfilling. 

 
F. Flat top slabs are permitted only where shallow manhole depths prohibit use of dome 

section. 
 
G. Basis for entire manhole structure design shall be H-20 loading.  
 
H. All drop manholes shall be of the internal type.   Drop manholes shall be a minimum 60” 

diameter. 
 
5.4. JOINTING 
 
A. The joints between the precast sections of the manholes shall be made using a flexible type 

sealing gasket such as Ram-neck or Kent-Seal No. 2 applied in accordance with 
manufacturer’s instructions. 

 
B. The joint between the manhole base and the sewer pipe shall be of flexible sleeve type for 

pipe size 12 inches and smaller, and shall be of the press wedge 11 gasket type for pipe 
sizes larger than 12-inch diameter.  The gasket or sleeve shall be cast in the manhole base 
sections at the time of manufacture.  Sleeve type shall be provided with stainless steel strap 
to clamp the sleeve to the pipe. 

 
C. A pipe joint shall be installed within 24 inches of exterior wall of manhole.  Other flexible 

types of wall to pipe joints will be permitted subject to approval by the Department of 
Public Works. 

 
5.5. STEPS 
 
A. Aluminum or polypropylene steps shall be cast in place, 12 inch on center.  For aluminum 

steps, the portion of step embedded in concrete, plus 2 inches, shall be coated with 
aluminum oxide. 

 
5.6. FRAMES AND COVERS 
 
A. Frames shall be set on full bed of cement mortar and adapter rings of brick shall be used for 

grade adjustment.  Cast iron covers shall be marked with an “S” and frame and covers shall 
meet the requirements of ASTM.  Specification for gray iron castings, Cast Iron Class 20. 

 
B. Maximum grade adjustment for frame and cover shall be one foot (1’).  Frames shall be 

fully encased in concrete within 2” of finish grade.  
 
C. All Covers are to be non-vented type. 

 
D. Frames and covers shall be manufactured in the United States of America by EJ (formerly 

East Jordan Iron Works) Catalog #1258Z 1258A1 Assembly to match existing.  Any frames 
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and covers manufactured outside of the United States that are provided by a Contractor 
shall be removed and replaced at the Contractor’s expense.   

 
5.7. FIELD CORING 

 
A. Field coring of manholes shall not be permitted unless approved by the Town.  Any 

approved field coring shall be completed with an appropriate coring machine.  Patching of 
holes cast by the manufacturer or holes cored in the field that are in error and will not be 
used, shall be plugged solid with brick and mortar and parged with hydraulic cement. 
 

5.8. CONCRETE REPAIRS 
 
A. Field repairs of minor concrete cracks, spalls or minor concrete defects shall be completed 

using hydraulic cement, such as Water Plug by Thoro or Equal.  Any defects considered by 
the Town to be major will require replacement of the entire manhole section. 

 
5.9. TESTING 
 
A. A leakage test shall be conducted on each manhole constructed prior to use, by the 

Contractor, at his expense and under the observation of the Department of Public Works.  
The test shall be either an exfiltration or an infiltration test as determined by applicable 
conditions and as directed by the Department of Public Works. 

 
B. If the ground water elevation is higher than 30” above pipe invert grade, the test will be an 

exfiltration test.  The Contractor shall install water tight plugs in all pipe openings in the 
manhole, then fill the manhole with water to the top of the manhole dome section, and the 
drop in water level observed over 4-hour period, or less.  If the quantity lost is less than a 
rate of 1/4 gallon per foot of depth the test will be deemed acceptable.  If this rate is 
exceeded, the Contractor shall make all necessary repairs to reduce the rate of exfiltration to 
the specified rate.  All visible points of leakage shall be repaired in any case. 

 
C. An infiltration test will be conducted by vacuum testing of manholes.  The Contractor shall 

install water tight plugs in all pipe openings in the manhole and install a manhole vacuum 
test plug in the opening of the top section of the manhole.  The manhole vacuum test plug 
shall include an inflatable bladder and pressure gauge, a vacuum gauge and a frame to 
restrain the plug to the manhole.  The bladder shall be inflated to 25 psi.  A vacuum pump 
shall be used to create a vacuum of 10 inches of mercury (Hg) in the manhole, within a 
period of five minutes.  The vacuum pump will be disconnected when a vacuum of 10 
inches of mercury is obtained within the manhole.  The vacuum gauge will be observed for 
one minute and the test will be considered acceptable if the vacuum, after one minute, is not 
less than 9 inches of mercury.  If more than one inch of mercury vacuum is lost, the 
Contractor shall make all necessary repairs to reduce the rate of vacuum loss to within 
acceptable limits.  Vacuum testing will be repeated after any required repairs are completed.   
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SECTION 6 
 

USE OF PUBLIC SEWERS 
 
A. No person shall discharge or cause to be discharged any stormwater, surface water, 

groundwater, roof runoff, subsurface drainage, uncontaminated cooling water, or 
unpolluted industrial process waters to any sanitary sewer. 

 
B. Stormwater and all other unpolluted drainage shall be discharged to such sewers as are 

specifically designated as combined sewers or storm sewers, or to a natural outlet approved 
by the Department of Public Works. Industrial cooling water or unpolluted process waters 
may be discharged, on approval of the Department of Public Works, to a storm sewer, 
combined sewer, or natural outlet. 
 

C. Prohibitions and Standards for Discharge to sanitary waste streams 
 
1. General Prohibitions. No person shall discharge or cause to be discharged to a 

POTW or septic system any substances, materials, or wastewaters that can: harm the 
sewers, wastewater treatment process, or equipment; have an adverse effect on the 
receiving waters; or otherwise endanger life, limb, public property, or constitute a 
nuisance. In determining the acceptability of these wastewaters, consideration shall 
be given to such factors as the quantities of such wastewaters in relation to flows 
and velocities in the sewers, construction of or materials comprising sewers, nature 
of the wastewater treatment process, capacity of the wastewater treatment process, 
degree of treatability of such wastewaters in the wastewater treatment plant, and 
other pertinent factors. Pollutants introduced into POTW's by a non-domestic source 
shall not pass through the POTW or interfere with the operation or performance of 
the treatment works. These general prohibitions and the specific prohibitions in 314 
CMR apply to all non-domestic sources introducing pollutants into a POTW 
whether or not the source is subject to other pretreatment standards or any other 
federal, state, or local pretreatment requirements. 

 
2. Specific Prohibitions. In addition, the following pollutants shall not be introduced 

into a waste stream: 
 

a. Pollutants which create a fire or explosion hazard in the POTW. 
 
b. Pollutants which will cause corrosive structural damage to the POTW, and in no 

case discharges with pH lower than 5.5, unless the works is specifically 
designed to accommodate such discharges. 

 
c. Solid or viscous pollutants, including fats, oils and grease in amounts which will 

cause obstruction to the flow in the POTW resulting in interference. 
 
d. Any pollutant, including oxygen demanding pollutants released in a discharge at 

a flow rate and/or pollutant concentration which will cause interference with the 
POTW. 
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e. Heat in amounts which will inhibit biological activity in the POTW resulting in 

interference, and in no case heat in such quantities that the temperature at the 
POTW treatment plant exceeds 40°C (104 F), unless the Department of 
Environmental Protection, upon request of the POTW, approves alternate 
temperature limits. 

 
f. More than one part per billion (ppb) of mercury. In the event a local mercury 

limit established under 314 CMR 12.09(1) is applicable to an indirect discharge 
to a POTW, the most stringent mercury standard shall apply. 

 
g. Any waters or wastes containing toxic or poisonous solids, liquids, or gases in 

sufficient quantity, either singly or by interaction with other wastes, to injure to 
interfere with any sewage treatment process, constitute a hazard to humans or 
animals, create a public nuisance, or create any hazard in the receiving waters of 
the sewage treatment plant. 

 
h. Any water or waste containing fats, wax, grease, or oils, whether emulsified or 

not, in excess of 100 mg/l or containing substances which may solidify or 
become viscous at temperatures between 32° and 150° F. (0° and 65° C.). 

 
i. Any waters or wastes containing iron, chromium, copper, zinc, and similar 

objectionable or toxic substances; or wastes exerting an excessive chlorine 
requirement, to such degree that any such material received in the composite 
sewage at the sewage treatment works exceeds the typical concentrations found 
in municipal wastewater or the typical concentrations seen at the existing 
wastewater treatment facility or the limits established by the Department of 
Public Works for such materials, whichever is lower. 

 
j. Any waters or wastes containing phenols or other taste or odor producing 

substances, in such concentrations exceeding the typical concentrations found in 
municipal wastewater or the typical concentrations seen at the existing 
wastewater treatment facility or limits which may be established by the 
Department of Public Works  as necessary, after treatment of the composite 
sewage to meet the requirements of the state, federal, or other public agencies or 
jurisdiction for such discharge to the receiving waters. 

 
k. Materials which exert or cause: 

 
i. Unusual concentrations of inert suspended solids (such as, but not limited to, 

fuller's earth, lime slurries, and lime residues) or of dissolved solids (such 
as, but not limited to, sodium chloride and sodium sulfate). 

 
ii. Excessive discoloration (such as, but not limited to, dye wastes and vegetable 

tanning solutions). 
 

iii. Unusual BOD, chemical oxygen demand, or chlorine requirements in such 
quantities as to constitute a significant load on the sewage treatment works. 
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iv. Unusual volume of flow or concentration of wastes constituting "slugs" as 
defined herein. 

 
l. Waters or wastes containing substances which are not amenable to treatment or 

reduction by the sewage treatment process employed, or are amenable to 
treatment only to such degree that the sewage treatment plant effluent cannot 
meet the requirements of other agencies having jurisdiction over discharge to the 
receiving waters. 
 

m. Any radioactive wastes or isotopes of such half-life or concentration as may 
exceed the typical concentrations found in municipal wastewater or the typical 
concentrations seen at the existing wastewater treatment facility or limits 
established by the Department of Public Works in compliance with applicable 
state or federal regulations. 
 

n. Any waters or wastes having a pH in excess of 9.5. 
 

3. Solid materials discharged to the waste stream: 
 
a. Unless otherwise noted, only properly shredded garbage is allowed to be 

discharged to the waste stream.  Exceptions to this include:  Solid or viscous 
substances in quantities or of such size capable of causing obstruction to the 
flow of sewers, or other interference with the proper operation of the sewage 
works such as, but not limited to, ash, ashes, cinders, sand, mud, straw, 
shavings, metal, glass, rags, feathers, tar, plastics, wood, underground garbage, 
whole blood, paunch manure, hair and fleshing’s, entrails and paper dishes, 
cups, milk containers, etc., either whole or ground by garbage grinders. 
 

b. Any other products added to the waste stream must be dispersible.  Outside of 
human generated materials, the only product that is dispersible is two-ply toilet 
paper. 

 
c. Non dispersible items are strictly prohibited.  Non-dispersible items that are 

prohibited from being disposed of into the waste stream include, but are not 
limited to, the following:   

 
i. diapers, 
ii. baby wipes,  
iii. cotton swabs,  
iv. household cleaning wipes, 
v. floss, and 
vi. other similar non dispersible products. 

 
D. If any waters or wastes are discharged, or are proposed to be discharged to the public 

sewers, which waters contain the substances or possess the characteristics enumerated in 
Subsection D of this section, and which, in the judgment of the Department of Public 
Works, may have a deleterious effect upon the sewage works, processes, equipment, or 
receiving waters, or which otherwise create a hazard to life of constitute a public nuisance, 
the Department of Public Works may: a) reject the wastes, b) require pretreatment to an 
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acceptable condition for discharge to the public sewers, c) require control over the 
quantities and rates of discharge, and/or d) require payment to cover the added cost of 
handling and treating the wastes not covered by existing taxes or sewer charges under the 
provisions of Subsection J of this section. If the Department of Public Works permits the 
pretreatment or equalization of waste flows, the design and installation of the plants and 
equipment shall be subject to the review and approval of the Department of Public Works, 
and subject to the requirements of all applicable codes, ordinances, and laws. 

 
E. Grease, oil, and sand interceptors shall be provided when, in the opinion of the Department 

of Public Works, they are necessary for the proper handling of liquid wastes containing 
grease in excess amounts, or any flammable wastes, sand, or other harmful ingredients; 
except that such interceptors shall not be required for private living quarters or dwelling 
units. All interceptors shall be of a type and capacity approved by the Department of Public 
Works, and shall be located as to be readily and easily accessible for cleaning and 
inspection. 

 
F. Where preliminary treatment or flow-equalizing facilities are provided for any waters or 

wastes, they shall be maintained continuously in satisfactory and effective operation by the 
owner at his/her expense. 

 
G. When required by the Department of Public Works, the owner of any property serviced by 

a building sewer carrying industrial wastes shall install a suitable control manhole together 
with such necessary meters, and other appurtenances in the building sewer to facilitate 
observation, sampling, and measurement of the wastes. Such manhole, when required, shall 
be accessibly and safely located, and shall be constructed in accordance with plans 
approved by the Department of Public Works. The manhole shall be installed by the 
owner at his/her expense, and shall be maintained by him/her so as to be safe and 
accessible at all times.  These manholes shall receive flow from no other location than the 
force main. 

 
H. All measurements, tests, and analyses of the characteristics of waters and wastes to which 

reference is made in this article shall be determined in accordance with the latest 
edition of "Standard Methods for the Examination of Water and Wastewater," published 
by the American Public Health Association, and shall be determined at the control 
manhole provided, or upon suitable examples taken at said control manhole. In the event 
that no special manhole has been required, the control manhole shall be considered to be 
the nearest downstream manhole in the public sewer to the point at which the building 
sewer is connected. Sampling shall be carried out by customarily accepted methods to 
reflect the effect of constituents upon the sewage works and to determine the existence of 
hazards to life, limb, and property. The particular analyses involved will determine 
whether a twenty-four-hour composite of all outfalls of a premise is appropriate or whether 
a grab sample or samples should be taken. Normally, but not always, BOD and 
suspended solids analyses are obtained from twenty-four-hour composites of all outfalls 
whereas pHs are determined from periodic grab samples. 

 
1. All industries discharging into a public sewer shall perform such monitoring of their 

discharges as the Department of Public Works and/or duly authorized employees of 
the Town may reasonably require, including installation, use, and maintenance of 
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monitoring equipment, keeping records and reporting the results of such monitoring 
to the Department of Public Works. Such records shall be made available upon 
request by the Department of Public Works to other agencies having jurisdiction over 
discharges to the receiving waters. 

 
I. No statement contained in this article shall be construed as preventing any special 

agreement or arrangement between the Town and any industrial concern whereby an 
industrial waste of unusual strength or character may be accepted by the Town for 
treatment, subject to payment therefor, by the industrial concern. 
 

J. Pretreatment or Surcharge Requirements 
 

1. Any non-residential applicant who connects to the sewer is subject to providing the 
Town with specific details of the quantity and quality of wastewater they are or plan 
to discharge. 

 
2. A discharger who conveys or proposes to convey any waste product that contains 

contaminant loads that are higher than residential contaminant loads (as defined by 
TR-16), is subject to pretreatment requirements and/or surcharges for the high loads.  
These loads may include, but are not limited to, BOD, TSS, Nitrogen (total nitrogen, 
TKN, nitrate, nitrite), Phosphorus and pH.  In addition, the Town reserves the right 
to receive a characterization of the waste and/or to request specific data on 
characteristics including, but not limited to, COD, dissolved solids, aluminum, 
concentrations of known chemicals, etc.  
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SECTION 7 
 

PUMP STATIONS 
 
7.1 GENERAL 
 
A. The Contractor shall adhere to all applicable standards contained with the “Town of 

Uxbridge Design and Construction Standards Manual” 
 

B. The design of all pump stations shall conform to the requirements set forth in “TR-16 
Guides for the Design of Wastewater Treatment Works”  
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SECTION 8 
 

WASTEWATER TREATMENT 
 
8.1 GENERAL 
 
A. The Contractor shall adhere to all applicable standards contained with the “Town of 

Uxbridge Design and Construction Standards Manual” 
 

B. The design of all pump stations shall conform to the requirements set forth in “TR-16 
Guides for the Design of Wastewater Treatment Works”  
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SECTION 9 
 

SEWER CHARGES AND FEES 
 
A. The Town may, at its discretion, charge a fee for each connection to the Town sewer. 
 
B. If a residential, commercial or industrial customer has a drinking water well instead of 

potable water supplied by the Town and that residence is connected to the Town sewer, the 
residence is required to install and maintain a water meter on the well water supply pipe.  
The DPW shall determine the water meter size and there will be no charge for one standard 
1” meter.  The cost of larger meters (meter and its installation) shall be borne by the 
resident.  The meter shall be provided at the owner’s expense.  The Department shall record 
water usage from this meter as a basis for billing sewer use fees to the property owner.  The 
cost of any replacement meter, its installation, and its reinstallation shall be borne by the 
resident. 
  

C. If a house has no water meter and chooses not to have one installed, the resident shall pay 
the “Sewer Flat Rate” established by the Water and Sewer Commissioners.  This only 
applies to residential customers.  The flat rate does not apply to commercial or industrial 
customers. 
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SECTION 10 
 

FLOW NEUTRAL CONTROLS 
 
10.1. BACKGROUND 
 
The Town of Uxbridge completed a Comprehensive Wastewater Management Plan (CWMP) that 
was approved by the Secretary of the Executive Office of Energy and Environmental Affairs 
(EEA). The CWMP outlines the existing and future wastewater needs of the Town and identifies 
three (3) Sewer Service Areas (SSAs) with apportioned wastewater flow. Figure 6-1 in the CWMP 
shows the three SSAs and is attached and made part of this sewer use regulation.   
 
Existing and future wastewater flows were calculated for each of the three Study Areas. ‘Table 1 - 
Sewer Service Areas Approved Wastewater Flow Allocations’ outlines approved wastewater flow 
allocations outlined in the CWMP.  Existing and future wastewater needs for the Town of 
Uxbridge are 1.5 million gallons per day (MGD), as indicated in the Town’s National Pollutant 
Discharge Elimination System (NPDES) permit issued by the United States Environmental 
Protection Agency (USEPA) for the wastewater treatment facility. The NPDES permit includes 
approved water quality and volume discharge limits. 
 
10.2. WASTEWATER FLOW ALLOCATIONS 
 
Existing and future wastewater allocations, outlined in the approved 2016 CWMP are listed below: 
 

Table 1 – Sewer Service Areas Approved Wastewater Flow Allocations 
 

Sewer Service Area 
Existing Allocated 

Flow (MGD) 
New Allocated 
Flow (MGD) 

Total Allocated Flow 
(MGD) 

1 0.00 0.02 0.02 

2 0.47 0.24 0.71 

3 0.53 0.24 0.77 

Total 1.00 0.5 1.5 

 
10.3. SMART GROWTH CONTROLS 
 
The SSA wastewater flow allocations have been reserved as outlined in the approved CWMP. In 
no case shall flow be allocated in excess of the Total Allocated Flow. This regulation effectively 
establishes flow neutral growth controls and allows the Board of Sewer Commissioners to provide 
definite limits to uses of the wastewater system.  
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The Board of Selectmen, acting as Sewer Commissioners shall reserve the right to reallocate the 
flows within the SSAs provided that the following provisions are met: 
 

• Reallocation of flow occurs within the Table 1 Sewer Service Areas Approved Wastewater 
Flow Allocations. 

• Reallocation of flow does not result in an exceedance of the Total Allocated Flow outlined 
in the CWMP approved by the Secretary of EEA. 

 
10.4. CONNECTIONS AND EXTENSIONS FOR THE WASTEWATER SYSTEM 
 
The Town of Uxbridge Director of Public Works (Director) and the Board of Sewer 
Commissioners will use information and recommendations included in the CWMP as a guide when 
considering applications for new connection and extension permits and thereby manage the 
capacity within the SSAs to serve the needs of the Town for the 20 year planning period (2015 – 
2035). 
 
10.5. PLAN OF TOWN AND SEWER AREAS 
 
Figure 6-1 illustrates the SSAs outlined in the CWMP.   
 
10.6. ABANDONMENT OF SYSTEMS 

 
Existing on-site septic systems that are connected to the Town’s sewer system shall comply with 
Commonwealth of Massachusetts – Department of Environmental Protection Regulations 310 
CMR 15.354 – Abandonment of Systems. 
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SECTION 11 
 

SEPTAGE 
 
A. The Town of Uxbridge Wastewater Treatment Facility (WWTF), under normal 

operating conditions, will accept all domestic septage generated in the Town of 
Uxbridge. Domestic septage generated outside of the Town of Uxbridge will be on a 
first-come first-served basis. 

 
B. All haulers must apply for and be granted from the Uxbridge Board of Health a permit 

to carry septage in the Town of Uxbridge before being allowed to dispose at the 
Uxbridge WWTF. 

 
C. Unless a functional automated measuring system is in place, all trucks disposing of 

liquid waste at the Uxbridge WWTF will be considered full. 
 

D. Septage and non-hazardous industrial waste may be introduced into the treatment plant 
at a designated receiving area within the treatment plant. Such wastes shall not violate 
Section 6 of these regulations or any other requirements established by the Town  

 
E. All non-domestic hauled wastes must have prior consent from the Town for disposal at 

the treatment plant. The Town may collect samples of each load to ensure compliance 
with applicable standards. The Town may require the hauler to provide a waste 
analysis of any load prior to discharge.  The driver will collect a sample from each load 

 
F. Waste haulers must provide all required information on an official Town of Uxbridge 

Septage Receiving Form for every load. This form shall include, at a minimum, the name 
and address of the waste hauler, truck and trailer identification, source(s) of waste, owner, 
address, contact info e.g., phone number and/or email address, volume and characteristic of 
waste. In addition, for hauled non-hazardous industrial or commercial wastes, the form shall 
identify the sources of waste, and known or suspected waste constituents. RCRA hazardous 
wastes, as defined in MassDEP Hazardous Waste Regulations, are prohibited 
discharges.  Septage forms must be filled out completely with all required addresses and 
phone numbers, as the Uxbridge WWTF reserves the right to verify any and all loads 
brought to the facility. If the vehicle registration number is not provided the hauler will be 
billed for the truck i n  t h e i r  f l e e t  with the largest capacity. Septage forms can be 
obtained at the Wastewater Treatment Facility.  Any load containing grease, industrial or 
commercial byproducts originating in the Town of Uxbridge will only be accepted with 
prior knowledge and approval. Additionally, non-residential loads will only be accepted 
Monday thru Thursday before 12:00 Noon, Fridays before 9:00 A.M.  Any load containing 
grease or industrial or commercial byproducts originating outside of the Town of Uxbridge 
will not be accepted 

  
G. In all cases, the Town reserves the right to accept or reject any waste as it deems 

necessary. The Town may stop a discharge operation from a truck in progress at any 
time.  
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H. A hauled waste hauler’s ability to discharge hauled waste may be suspended or 
revoked immediately for any violations of these regulations.  
 

I. The Town shall have authority to prohibit the disposal of hauled wastes. 
 
J. Any hauler found to be bringing improper loads to the Uxbridge WWTF will be 

subject to reduction or termination of dumping privileges. 
 

K. The volume of each truck will be determined by the data plate on each tank. If no data 
plate is available, the Town of Uxbridge will determine the tank capacity.  The 
Wastewater Treatment Facility will keep a daily log of all disposals by hauler and will 
bill monthly per the disposal log. The fee will be based on measured flows, if a flow 
meter is present, or 80% of the capacity of the truck, if the flow meter is not present or 
not functional. Payment will be due within 20 days of billing.  Any hauler with an 
outstanding balance will not be allowed to discharge septage until payment is made in 
full. 
 

L. The Uxbridge WWTF reserves the right, at times it deems necessary, to temporarily 
rescind any or all portions of this policy. 
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APPENDIX A 
 

INSURANCE REQUIREMENTS 
 
INSURANCE TO BE MAINTAINED BY VENDOR 
 
1.  Insurance:  It is the responsibility of the vendor to provide the Town with a Certificate of Insurance 
showing insurance coverage for General Liability, automobile and Workman’s Compensation (Statutory).  It 
is the Vendor’s responsibility to purchase and maintain adequate insurance to protect the Vendor and the 
Town from all claims as follows: 
 
a.  Workmen’s Compensation     Statutory 
     Employers Liability 
 

BI Each Accident     $100,000 
BI Disease-aggregate       500,000  
BI Disease - Each employee      100,000 

 
b.  Comprehensive General Liability 
     Owner’s Protective Liability 
     Comprehensive Public Liability 
 
 Bodily Injury:  Any one Person/Aggregate 
    $1,000,000/$2,000,000 
 Property Damage: Per Occurrence/Aggregate 
    $1,000,000/$2,000,000 
 
   The Liability Policy should be Broad Form and include coverage for Premises and
 Operations and Product Liability. 
 
c.    Comprehensive Automobile Liability: 
 
 Bodily Injury:  Any one Person/Aggregate 
    $1,000,000/$2,000,000 
 Property Damage: Per Occurrence/Aggregate 
    $500,000/$1,000,000 
 
The Comprehensive Automobile Liability Insurance should be written to include owned, hired and non-
owned vehicles and it shall provide Extra Territorial Coverage. 
 
d.  The Town of Uxbridge, MA should be named as an additional insured on the Vendor’s policy.  No 
insurance shall be subject to cancellation without at least thirty (30) days prior written notice forwarded by 
registered or certified mail to the Town of Uxbridge.  All parties shall also be notified of the attachment of 
any restrictive amendments to the policies. 
 
e.  The Board of Selectmen reserves the right to amend the insurance requirements specified above to 
protect the interests of the Town.  Any deviation from the insurance requirements must be noted by the 
Contractor in writing.  
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SECTION 01010 

SUMMARY OF WORK 

PART 1 GENERAL 

1.01. SECTION INCLUDES 

A. Work covered by Contract Documents. 

B. Contractor’s use of site. 

C. Limits of work area. 

D. Construction permits and regulatory requirements. 

E. Owner occupancy. 

F. Sequence of work and constraints. 

G. Operation of existing facilities. 

H. Connections to existing facilities. 

I. Renovations to existing facilities 

J. Alteration project procedures. 

K. Cutting and patching. 

L. Facility outages. 

M. Continuity of service plan. 

N. Requests to work outside normal working hours. 

1.02. WORK COVERED BY CONTRACT DOCUMENTS 

A. Work of this Contract is identified in the two Specification Attachments – Construction Notes 
and Uxbridge Southern System Lining and Manhole Repairs – and in the Bid Item Description 
pages of Section 01025 and Section 01026 and all other specifications. 

B. Work not specifically identified in the Bid Item Descriptions, but nevertheless required in the 
Contract Documents, shall be performed as shown and/or specified as part of the base bid 
work.  

1.03. CONTRACTOR USE OF SITE  

A. All work will take place in easements. Coordinate the use of the Site with the Owner and the 
Engineer. 

B. Contractor shall assume full responsibility for the security of his/her Subcontractor’s materials 
and equipment stored on the site, as well as his own. 
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C. If directed by the Owner or Engineer, move any stored items which interfere with the 
operations of the Owner or other Contractors. 

1.04. LIMITS OF WORK AREA 

A. Confine construction operations within the limits described on the Construction Notes.  

B. Contractor shall be responsible procuring and coordinating staging areas for the work as 
necessary. 

C. Occupying Private Land 

1. The Contractor is responsible for obtaining off-site staging / storage areas as 
required if these areas are insufficient for his activities. If Contractor intends to 
occupy private land other than land owned by Owner, land owned by Contractor, or 
land covered by easements and rights-of-way obtained by the Owner for the 
performance of the Work by the Contractor, then Contractor shall obtain written 
consent from the owner of the land the Contractor intends to occupy. 

2. Contractor shall obtain written consent before Contractor enters or occupies the 
private land with equipment, tools, materials, or Contractor’s personnel. 

3. Contractor shall provide copies of written consent to the Owner before Contractor 
enters or occupies the private land. 

4. Contractor shall obtain required permits for use of private lands including erosion and 
sedimentation control plan approval at no additional cost to Owner. 

1.05. CONSTRUCTION PERMITS AND REGULATORY REQUIREMENTS 

A. Contractors shall obtain and pay for necessary construction permits from those authorities or 
agencies having jurisdiction over land areas, utilities, or structures which are located within 
the Contract Limits and which will be occupied, encountered, used, or temporarily interrupted 
by Contractor’s operations. Those permits issued by the Town of Uxbridge shall have their 
fees waived by the Town. Contractor is responsible for payment of all other permit fees. 

B. When construction permits are accompanied by regulations or requirements issued by a 
particular authority or agency, it shall be Contractor’s responsibility to familiarize himself and 
comply with such regulations or requirements as they apply to his operations on this Project. 
All costs associated with additional field supervision or inspection by authorities or agencies 
having jurisdiction over land areas, utilities, or structures shall be Contractor’s responsibility. 

C. Contractor shall keep an approved set of permitted construction plans on site at all times.  

1.06. OWNER OCCUPANCY 

A. The Owner will occupy the existing wastewater collection system during entire period of 
construction. 

B. Cooperate with Owner to minimize conflict, and to facilitate Owner’s operations. 

C. Schedule the Work to accommodate Owner occupancy. 
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1.07. SEQUENCE OF WORK AND CONSTRAINTS 

A. General 

1. Provide an intended sequence of construction in accordance with Section 01300, 
Progress Schedule. 

2. Contractor shall be solely responsible for the means, manpower, methods, 
techniques, sequences, and procedures of construction unless specifically identified 
in the Contract Documents.  

3. Contractor shall be responsible for sequencing and coordinating the Work in 
accordance with the Contract Documents. 

4. Contractor may proceed simultaneously with work in multiple areas or on multiple 
systems. Contractor is responsible for coordinating parallel work items so as to 
expedite progress while minimizing interference with plant operations. 

5. Contractor shall provide temporary facilities to maintain continuous operation of all 
existing facilities and utilities unless scheduled facility shutdowns are identified in the 
Contract Documents.  

6. Work shall be performed in a manner that minimizes impact to normal operation of 
existing facilities and utilities. 

7. Contractor’s operations shall not cause Owner to violate permit requirements. 

8. If Contractor’s operations cause Owner to receive a notice of violation for a sewage 
spill or erosion and sedimentation practices, all costs including fines, legal notices, 
mailings, administrative tasks, and engineering associated with resolving the notice 
shall be borne by Contractor. Contractor shall pay all costs associated with such 
notice within 10 days of receipt of written notification from the state, local or 
applicable agency. 

9. General Sequencing Requirements 

a. The site constraints and the need to maintain flow during construction 
requires the Contractor to carefully and fully develop a sequence of 
construction that allows for the timely construction of all facilities. It will also 
require the Contractor to communicate and coordinate with the operating 
personnel, the Owner, and the Engineer. 

b. A minimum of seven calendar days’ written notice is required from Contractor 
to Owner for any work requiring changes in operating procedures or removal 
of equipment or structures from service. 

c. Contractor is responsible for maintaining uninterrupted wastewater flow at all 
times. 

d. Contractor shall complete work in accordance with the Contract Time 
limitations in the Agreement. 

e. The Contractor shall perform all work between the hours of 7:00 a.m. and 
3:00 p.m. Any operator time required by the Contractor outside of these 
hours shall be reimbursed to the Owner at a rate of $125/man-hour (or actual 
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rates – whichever is less). Contractor is responsible for the cost of police 
details outside of the hours of 7:00 a.m. to 3:00 p.m., unless authorized in 
writing by Owner.  

f. When required, the Contractor shall provide temporary pumping, piping 
and/or piping accessories (valves, plugs, tapping sleeves, blind flanges, etc.) 
to accomplish proper sequencing of work. The Contractor is responsible for 
providing temporary piping and accessories as required to meet the 
requirements of the specifications and as required by his sequencing of work. 
All temporary facilities that remain connected to permanent facilities (e.g., 
valves, etc.) shall be in accordance with permanent facilities described within 
the Contract Documents. 

g. All work that can be completed on a system without taking a unit or process 
out of service shall be completed prior to the shutdown so as to minimize 
down time. 

h. No work shall be conducted between December 1 and April 15, unless 
otherwise allowed by Owner.  

B. Temporary Provisions 

1. All temporary facilities (e.g. bypass pumping, etc.), whether required by sequencing 
to maintain operations, or provided by the Contractor as part of his own preferences 
for sequencing of work, shall be designed, installed, and operated by the Contractor 
and no additional compensation will be made other than that listed in the Contract. All 
temporary facilities shall be removed when their need is completed, unless 
specifically allowed to remain by the Owner. 

2. Contractor shall furnish and install temporary equipment including pumps, piping, 
valves, bulkheads, electrical equipment, and all system components necessary to 
complete the Work. 

1.08. CONNECTIONS TO EXISTING FACILITIES 

A. Contractor shall provide all cutting and patching required for connection to existing facilities. 

1.09. REQUESTS TO WORK OUTSIDE OF NORMAL WORKING HOURS 

A. Submit requests for written permission to work outside normal working hours at least one 
week in advance. Requests to work outside normal working hours must be approved in 
advance by Owner and Engineer. 

PART 2 PRODUCTS 

 Not used. 

PART 3 EXECUTION 

 Not used. 

END OF SECTION 
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SECTION 01019 

CONTRACT CONSIDERATIONS 

PART 1 GENERAL 

1.01. SECTION INCLUDES 

A. Definitions. 

B. Schedule of Values. 

C. Application for Payment. 

D. Change procedures. 

E. Alternates. 

F. Safety and Health. 

G. Standard forms. 

H. American Iron and Steel requirements. 

1.02. DEFINITIONS 

A. Mobilization - Mobilization includes, but is not limited to, performance of preparatory 
construction operations, including the movement of personnel and equipment to the Project 
Site; application, fee payment, and acquisition of all required permits (e.g., erosion and 
sediment control plans, temporary and permanent building and trade permits); preparation of 
Progress Schedule; utility connections, etc.; insurance and bonds; and the establishment of 
Engineer’s and Contractor’s offices, buildings, and other facilities required at the Site in order 
to begin work on a substantial phase of the Contract.   

1.03. SCHEDULE OF VALUES 

A. Submit three (3) hard copies of Schedule of Values, provided on the attached EJCDC Form 
620, and one (1) electronic copy in Microsoft Excel of Schedule of Values in accordance with 
the timeframes identified in General and Supplemental Conditions. 

B. Line items shall be subdivided into the Bid Items shown on the Bid Form. 

C. The sum of all line items in the Schedule of Values shall equal the Total Bid Price included on 
the Bid Form. 

D. Each line item shall include a directly proportional amount of the Contractor’s overhead and 
profit. 

E. Schedule of Values shall serve as a breakdown of Work used to establish progress 
payments. Progress payments for lump sum items will be made based on the percentages of 
completion of the work items included in the Schedule of Values for each lump sum item. 
Progress payments for Unit Price Work will be based on actual quantities of work performed. 
Progress payments for Contingent Unit Price work will only be made if work is authorized by 
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Owner and/Engineer. Progress payments for Allowances will be made as described 
elsewhere in the Contract Documents. 

F. For Lump Sum Bid Items, the following format shall be followed when developing the 
Schedule of Values. 

1. Mobilization shall be identified in the Bid Form as a separate Bid Item. 

a. Lump sum line item shall include all work described in the definition of 
mobilization included herein. 

b. Costs for bonds and insurance shall be included in the lump sum mobilization 
line item. 

c. Mobilization cost shall not be greater than five (5) percent of the Total Bid 
Price. 

2. Include separate line items for demobilization and contract closeout. 

3. Site work shall be subdivided into itemized quantities and unit cost for all individual 
construction components. Items shall be separated according to Specification section 
titles listed in the Table of Contents: 

a. Site work shall not include earthwork (such as excavation) or structural work 
(such as foundations) specific to a particular structure or process.  

b. Include erosion and sediment control under site work. 

c. Include dewatering under site work. 

d. Include site restoration. 

G. Revise Schedule of Values to include executed Change Orders with each Application for 
Payment. List each Proposed Change Order (PCO) that is incorporated into executed 
Change Orders. 

1.04. APPLICATIONS FOR PAYMENT 

A. Submit six (6) original signature versions of each application on forms furnished by Engineer.  

B. Contractor must have all record documents as identified in General Conditions Article 6.12 
current and up to date prior to submitting Applications for Payment. 

C. With the draft application for payment, the following shall be provided. Engineer will not 
approve pay application without the following documentations: 

1. Required documents and Contractor’s back-up data, including updated Schedule and 
all invoices for stored materials. 

2. Verification that all certified payrolls for Contractor and all subcontractors through the 
“period ending date” in the pay application shall be current and are being submitted 
as required by federal and state requirements. 

3. Up-to-date monthly progress photos and as-built/record drawings. 
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D. Engineer shall have a minimum of five business days after the “period ending date” to 
approve draft application for payments. 

1.05. INFORMATION REQUESTS  

A. Contractor shall present questions regarding the Contract intent or interpretation to the 
Engineer via a Request for Information (RFI) form. Responses to the Contractor’s questions 
will be provided on this same form. 

B. Contractor may propose changes by submitting an RFI including a request for change to 
Engineer, describing the proposed change and its full effect on the Work. Include a statement 
describing the reason for the change, and the effect on the Contract Price and Contract Time 
with full documentation.   

1.06. CHANGE PROCEDURES 

A. Change procedures shall be per M.G.L. and these Contract Documents.  

B. The Engineer will advise of minor changes in the Work not involving an adjustment to 
Contract Price or Contract Times by issuing supplemental instructions in a Field Order, as 
provided in Paragraph 9.04 of the General Conditions. 

C. The Engineer may issue a Proposal Request or Notice of Change through an Engineer’s RFI, 
which includes a detailed description of a proposed change with supplementary or revised 
Drawings and specifications, a change in Contract Time for executing the change and the 
period of time during which the requested price will be considered valid. Contractor shall 
prepare and submit an estimate within 14 calendar days or receiving the request or as 
specified in the General and Supplementary Conditions. 

D. The Contractor may propose changes by submitting an RFI including a request for change to 
the Engineer, describing the proposed change and its full effect on the Work. Include a 
statement describing the reason for the change, and the effect on the Contract Price and 
Contract Time with full documentation and a statement describing the effect on Work by 
separate or other subcontractors.  

E. Work Change Directive - Engineer may issue a directive, on EJCDC C-940 Work Change 
Directive signed by the Owner, instructing the Contractor to proceed with a change in the 
Work, for subsequent inclusion in a Change Order. Document will describe changes in the 
Work, and designate method of determining any change in Contract Price or Contract Time. 
Promptly execute the change. 

F. Lump Sum/Price Change Order - Based on Proposal Request or Notice of Change and 
Contractor’s fixed or estimated price quotation. 

G. Unit Price Change Order - For pre-determined unit prices and quantities, the Change Order 
will be executed on a fixed unit price basis. For unit costs or quantities of units of work which 
are not predetermined, execute Work under a Work Change Directive. Changes in Contract 
Price or Contract Time will be computed as specified for Time and Material Change Order. 

H. Time and Material Change Order - Submit itemized account and supporting data after 
completion of change, within time limits indicated in the Conditions of the Contract. Engineer 
will determine the change allowable in Contract Price and Contract Time as provided in the 
Contract Documents. 
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I. Maintain detailed records of work done on Time and Material basis. Provide full information 
required for evaluation of proposed changes, and to substantiate costs for changes in the 
Work. 

J. Change Orders shall be executed on the attached Change Order Form (sample attached at 
the end of this section). 

K. Execution of Change Orders - Engineer will issue Change Orders for signatures of parties in 
the following order:  Engineer, Contractor, Owner. 

1.07. ALTERNATES 

A. Bid alternates identified on the Bid Form will be reviewed and accepted or rejected at the 
Owner’s discretion prior to execution of the Agreement. Accepted Alternates will be identified 
in the Agreement and included in the Work.   

1.08. SAFETY AND HEALTH 

A. These construction documents and the construction hereby contemplated are to be 
governed, at all times, by applicable provisions of the Federal Law(s) including, but not 
limited to, the latest amendments of the following: 

1. Williams-Steiger Occupational Safety and Health Act of 1970, Public Law 91-596. 

2. Part 1910 - Occupational Safety and Health Standards, Chapter XVII of Title 29, 
Code of Federal Requirements. 

3. Part 1518 - Safety and Health Regulations for Construction, Chapter XIII of Title 29, 
Code of Federal Regulations. 

4. Part 1910 - Safety and Health Regulations for Construction, Chapter VII of Title 29, 
Confined Space Entry and Permits as amended. 

B. This project is subject to all of the safety and health regulations (see 29 CFR 1926, as 
amended) as promulgated by the U.S. Department of Labor on June 24, 1974. Contractors 
are urged to make themselves familiar with the requirements of these regulations. 

C. Contractor shall designate a Health & Safety Officer (with the appropriate training and 
certification) and shall prepare a Health and Safety Plan and make it available on-site for his 
employees. Neither the Owner nor the Engineer shall formally review the Contractor’s Health 
and Safety Plan, but Contractor shall present the plan if Owner or Engineer so requests. 

1.09. STANDARD FORMS 

A. Use standard forms attached to this section. 

1.10. TERMS 

A. Throughout these Contract Documents, reference may be made to certain trades, 
subcontractors, and contractors preceded by a descriptive term such as “Electrical.” All such 
terms shall refer to the respective filed sub-bid subcontractor when used. 
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PART 2 PRODUCTS 
 
 Not used. 

PART 3 EXECUTION 
 
 Not used. 
 

END OF SECTION
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Contractor's Application for Payment No.
Application Period: Application Date:

To (Owner): From (Contractor): Via (Engineer):

Project: Contract:

Owner's Contract No.: Contractor's Project No.: Engineer's Project No.: 86 11144264

  1.  ORIGINAL CONTRACT PRICE........................................................ $

  2.  Net change by Change Orders............................................................... $

  3.  Current Contract Price (Line 1 ± 2)...................................................... $

  4.  TOTAL COMPLETED AND STORED TO DATE

       (Column F on Progress Estimate)......................................................... $

  5.  RETAINAGE:

a. X Work Completed.......... $

b. X Stored Material............ $

c. Total Retainage (Line 5a + Line 5b)............................... $

  6.  AMOUNT ELIGIBLE TO DATE (Line 4 - Line 5c)........................... $

  7.  LESS PREVIOUS PAYMENTS (Line 6 from prior Application)...... $

  8.  AMOUNT DUE THIS APPLICATION............................................... $

  9. BALANCE TO FINISH, PLUS RETAINAGE

      (Column G on Progress Estimate + Line 5 above)................................. $

Contractor's Certification    Payment of: $

   is recommended by:

   Payment of: $

   is approved by:

By: Date:    Approved by:

This document has been modified from its original form as an EJCDC document.

NET CHANGE BY

Approved Change Orders

TOTALS

CHANGE ORDERS

EJCDC C-620 Contractor's Application for Payment
© 2007 National Society of Professional Engineers for EJCDC.  All rights reserved.

Town of Uxbridge
Construction

Application For Payment Change Order Summary

GHD Inc.

Number DeductionsAdditions

(Date)

(Date)(Engineer)

(Owner)

Endorsed by the Construction Specifications Institute.

(Line 8 or other - attach explanation of the other amount)

Funding Agency (if applicable)

(Line 8 or other - attach explanation of the other amount)

(Date)

The undersigned Contractor certifies that to the best of its knowledge: (1) all previous progress 
payments received from Owner on account of Work done under the Contract have been applied on 
account to discharge Contractor's legitimate obligations incurred in connection with Work covered by 
prior Applications for Payment; (2) title of all Work, materials and equipment incorporated in said 
Work or otherwise listed in or covered by this Application for Payment will pass to Owner at time of 
payment free and clear of all Liens, security interests and encumbrances (except such as are covered 
by a Bond acceptable to Owner indemnifying Owner against any such Liens, security interest or 
encumbrances); and (3) all Work covered by this Application for Payment is in accordance with the 
Contract Documents and is not defective.

G:\111\11144264 TOWN OF UXBRIDGE INFILTRATION INFLO\WP\Specs\Phase 2\Div 01\01019A Application and Certificate for Payment.xls Page 1 of 4



Progress Estimate
For (contract): Application Number:

Application Period: Application Date:

Item C D Materials Presently Total Completed Balance to Finish
This Period Stored (not in C or D)  and Stored to Date (B - F)

(C + D + E)

Work CompletedB F

From Previous Application 
(C+D)

Contractor's Application

Totals

%        
(F)       
B

A GE

Specification Section 
No. Description

Scheduled Value

EJCDC C-620 Contractor's Application for Payment
© 2007 National Society of Professional Engineers for EJCDC.  All rights reserved.

This document has been modified from its original form as an EJCDC document.
Page 2 of 4



Progress Estimate             Contractor's Application
For (contract): Application Number:

Application Period: Application Date:

Balance to Finish
(B - F)

A B C D

Bid Item No. Description

E F

Item
Bid Quantity Unit Price Bid Value

Estimated 
Quantity 
Installed

Total Completed 
and Stored to Date 

(D + E)

%        
(F)        
B

Value Materials Presently 
Stored (not in C)

Totals

EJCDC C-620 Contractor's Application for Payment
© 2007 National Society of Professional Engineers for EJCDC.  All rights reserved.
This document has been modified from its original form as an EJCDC document.

Page 3 of 4



Stored Material Summary                                                 Contractor's Application
For (contract): Application Number:

Application Period: Application Date:

A B G
Materials Remaining

in Storage ($)
(D + E - F)

C D E F

Date 
(Month/Year)

Amount      
($)

Invoice No. Shop Drawing 
Transmittal No. Materials Description

Stored Previously Stored this Month Incorporated in Work
Date 

(Month/Year)
Amount       

($)
Amount       

($) Subtotal

Totals

EJCDC C-620 Contractor's Application for Payment
© 2007 National Society of Professional Engineers for EJCDC.  All rights reserved.

This document has been modified from its original form as an EJCDC document.
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EJCDC C-625 Certificate of Substantial Completion 

Prepared by the Engineers Joint Contract Documents Committee and endorsed by the Construction Specifications Institute. 
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Certificate of Substantial Completion 
 
Project:   Collection System Rehabilitation Phase 3    

Owner: Town of Uxbridge Owner's Contract No.: 

  

 

Contract:  Engineer's Project No.: 

  

11144264 

This [tentative] [definitive] Certificate of Substantial Completion applies to: 

 All Work under the Contract Documents:  The following specified portions of the Work: 

 

 

 

 

   

Date of Substantial Completion 

 

The Work to which this Certificate applies has been inspected by authorized representatives of Owner, 

Contractor, and Engineer, and found to be substantially complete.  The Date of Substantial Completion 

of the Project or portion thereof designated above is hereby declared and is also the date of 

commencement of applicable warranties required by the Contract Documents, except as stated below. 

 

A [tentative] [definitive] list of items to be completed or corrected is attached hereto.  This list may not 

be all-inclusive, and the failure to include any items on such list does not alter the responsibility of the 

Contractor to complete all Work in accordance with the Contract Documents. 

 

The responsibilities between Owner and Contractor for security, operation, safety, maintenance, 

heat, utilities, insurance and warranties shall be as provided in the Contract Documents except as 

amended as follows: 

 Amended Responsibilities  Not Amended 

Owner's Amended Responsibilities: 

 

 

 

 

Contractor's Amended Responsibilities: 

 

 

 



EJCDC C-625 Certificate of Substantial Completion 

Prepared by the Engineers Joint Contract Documents Committee and endorsed by the Construction Specifications Institute. 

Page 2 of 2 

 

The following documents are attached to and made part of this Certificate: 

 

 

 

 

This Certificate does not constitute an acceptance of Work not in accordance with the Contract 

Documents nor is it a release of Contractor's obligation to complete the Work in accordance with the 

Contract Documents. 

   

Executed by Engineer  Date 

   

Accepted by Contractor  Date 

   

Accepted by Owner  Date 

 



EJCDC C-942 Field Order 

Prepared by the Engineers Joint Contract Documents Committee and endorsed by the Construction Specifications Institute. 
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Field Order 

No.       
 
Date of Issuance:  Effective Date:  

 
Project: 

Collection System Rehabilitation – 

Phase 3 

Owner: 

Town of Uxbridge, MA 

Owner's Contract No.: 

2020-11 

Contract: 

 

Date of Contract: 

      

Contractor: 

      

Engineer's Project No.: 

11144264 

  
Attention: 
 

You are hereby directed to promptly execute this Field Order issued in accordance with General Conditions 

Paragraph 9.04.A, for minor changes in the Work without changes in Contract Price or Contract Times. If you 

consider that a change in Contract Price or Contract Times is required, please notify the Engineer immediately 

and before proceeding with this Work. 

Reference:              

 (Specification Section(s))  (Drawing(s) / Detail(s)) 

  

Description: 

      

 

 

Attachments:        

 

cc:  

 

 

Engineer: 

Name 

Title 

Receipt Acknowledged by Contractor: Date: 

 

Copy to Owner 



EJCDC C-940 Work Change Directive 

Prepared by the Engineers Joint Contract Documents Committee and endorsed by the Construction Specifications Institute. 
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Work Change Directive 

No.       
 
Date of Issuance:  Effective Date:  

 

Project: 
Collection System Rehabilitation – 

Phase 3 

Owner: 

Town of Uxbridge, MA 

Owner’s Contract No.: 

2024-28 

Contract: 

 

Date of Contract: 

 

Contractor: 

 

Engineer's Project No.: 

11144264 

Contractor is directed to proceed promptly with the following change(s): 

Item No. Description 

  

  

  

  

  

  

Attachments (list documents supporting change): 

 

 

Purpose for Work Change Directive: 

Authorization for Work described herein to proceed on the basis of Cost of the Work due to: 

  Non-agreement on pricing of proposed change. 

  Necessity to expedite Work described herein prior to agreeing to changes on Contract 

Price and Contract Time. 

Estimated change in Contract Price and Contract Times: 

Contract Price  $ (increase/decrease) Contract Time  (increase/decrease) 

 days  

 
Recommended for Approval by Engineer: 

 

 

Date: 

 

Authorized for Owner by: 

 

 

Date: 

 

Received for Contractor by: 

 

Date: 

 

Received by Funding Agency (if applicable): 

 

Date: 

 
 



CHANGE ORDER FORM 

SRF Number     

Public Entity   Town of Uxbridge, MA 

Contract Number   2024-28 

Change Order Number  

 

Contract Amount (As Bid) $ 

Net Change in Contract Price (this change order) $ 

Total Adjusted Contract Price (including this and all other change orders) $ 

This change order extends the time to complete the work by  calendar days.  

The extended completion date is  

This change order checked by    

 (Chief) Resident Engineer  Date 

This change order is requested by:  

This change order is recommended by:  

     

Consultant Engineer  P.E. Number  Date 

The undersigned agree to the terms of the change order. 

    

Contractor  Date  

    

Owner   Date  

Certification of Appropriation under M.G.L.  c.44, §31C: Adequate funding in an amount sufficient to 

cover the total cost of this change order is available. 

By:    

 Certification Officer (Auditor, accountant, treasurer)  Date 

 

Do not write below: this space reserved for STATE AGENCY APPROVAL 

DEP/DMS 

          



 

CHANGE ORDER FORM    (Continued) 

 

Public Entity  

SRF No:  Contract No.  Change Order No.  

Contract Title:  

Owner’s Name:  

Owner’s Address:  

Contractor’s Name:  

Contractor’s Address:  

Description of Change 

 

 

 

 

 

 

 

 

 

Reason for Change 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 
 



 
 

GHD Form 04 (07/11) 

REQUEST FOR INFORMATION 
NO. _____ 

PROJECT: Collection System Rehabilitation – Phase 3 
OWNER: Town of Uxbridge, MA CONTRACT NO.: 2024-28 
ENGINEER: GHD Inc. ENGINEER PROJECT NO.: 11144264 
CONTRACTOR:  CONTRACTOR PROJECT NO.:   

SUBJECT:  
SPECIFICATION REFERENCE:  
DRAWING REFERENCE:  

 
Information/Clarification Requested: 
 

     

Name  Signature  Date 

 
Engineer’s Response: 
 

     

Name  Signature  Date 

 
 
Distribution: Contractor 
 Engineer 
 Field Office File 



Collection System Rehabilitation Phase 3  UNIT PRICE ITEMS 
11144264 01025-1 (BID ITEM DESCRIPTIONS) 

SECTION 01025 

UNIT PRICE ITEMS 
(BID ITEM DESCRIPTIONS) 

PART 1 GENERAL 

1.01. SECTION INCLUDES 

A. Price make-up. 

B. Elements of Bid Item Description page. 

C. List of unit price items. 

D. Bid Item Descriptions - Attached pages. 

1.02. PRICE MAKE-UP 

A. Unit prices bid by Contractor are deemed to be full compensation for all required labor, 
products, tools, equipment, plant, transportation, testing, inspection, services, incidentals, 
administrative, procedures, applicable taxes, permit fees, overhead, profit, and other 
miscellaneous expenses. 

1.03. ELEMENTS OF BID ITEM DESCRIPTION PAGE 

A. Identification of unit price item, as set forth in the Bid Form. 

B. Brief statement of work involved in the item. 

C. Listing of components of work which make-up the item including reference to the 
Specification section(s) covering each component. 

D. Cross-references to associated work not included in the item. 

E. Criteria to be applied in measuring number of completed units, for payment purposes. 

F. Limitations, if any, imposed on the measurement of completed units, for payment purposes. 

1.04. LIST OF UNIT ITEMS – CONTRACT NO. 2024-28 – COLLECTION SYSTEM REHABILITATION 
PHASE 3 

 
Bid Item No. and Title Bid Item Description Number 

D Manhole Frame and Cover Replacement D 
  



Collection System Rehabilitation Phase 3  UNIT PRICE ITEMS 
11144264 01025-2 (BID ITEM DESCRIPTIONS) 

1.05. BID ITEM DESCRIPTIONS 

A. Bid Item Description pages are attached at the end of this Specification section. 

PART 2 PRODUCTS 

Not used. 

PART 3 EXECUTION 

Not used. 
 

END OF SECTION



Collection System Rehabilitation Phase 3 UNIT PRICE ITEMS 
11144264 01025 (BID ITEM DESCRIPTIONS) 

BID ITEM DESCRIPTION D 

UNIT PRICE ITEM BID ITEM D 

Manhole Frame and Cover Replacement (ADD ALTERNATE) 

A. DESCRIPTION Under this item, furnish all materials, labor, tools, temporary 
facilities, and all the testing necessary rehabilitate manhole 
frames and covers. 

B. WORK INCLUDED 
UNDER THIS ITEM 

Work in the following specifications related to this lump sum 
item: 
Demolition (Section 02030) 
Protection of Existing Facilities (02205) 
Manholes (Frame and Cover Replacement) (02605) 
Site Rehabilitation (02980) 
All work not included in other bid items (Bid Items A, B, and C) 

C. ASSOCIATED WORK 
NOT INCLUDED UNDER 
THIS ITEM 

All other Bid Items 
 
 
 

D. METHOD OF PAYMENT Payment shall be the unit price per manhole frame and cover 
replaced, in accordance with the Contractor’s bid item 
breakdown.  
 

E. MEASUREMENT AND 
LIMITS 

The quantity for which payment will be made shall be each 
manhole frame and cover replaced (existing demolished and 
new installed). 
 

 



Collection System Rehabilitation Phase 3 
11144264 01026-1 BID ITEM DESCRIPTIONS 

SECTION 01026 

LUMP SUM ITEMS 
(BID ITEM DESCRIPTIONS) 

PART 1 GENERAL 

1.01. SECTION INCLUDES 

A. Price make-up. 

B. Elements of Bid Item Description page. 

C. List of lump sum items. 

D. Bid Item Descriptions. 

1.02. PRICE MAKE-UP 

A. Lump sum prices bid by Contractor are deemed to be full compensation for all required labor, 
products, tools, equipment, plant, transportation, testing, inspection, services, incidentals, 
administrative procedures, applicable taxes, permit fees, overhead, profit, and other 
miscellaneous expenses. 

1.03. ELEMENTS OF BID ITEM DESCRIPTION PAGE 

A. Identification of lump sum item, as set forth in the Bid Form. 

B. Brief statement of work involved in the item. 

C. Listing of components of work which make-up the item including reference to the Section(s) 
covering each component. 

D. Cross-references to associated work not included in the item. 

1.04. LIST OF LUMP SUM ITEMS - CONTRACT NO. 2024-28 – COLLECTION SYSTEM REHABILITATION 
PHASE 3 

Bid Item No. and Title Bid Item Description Number 

A General Conditions A 

B Line SSMH-829 to SSMH-830 B 

C Line SSMH-831 to SSMH-832 C 

1.05. BID ITEM DESCRIPTIONS 

A. Bid Item Description pages are attached at the end of this specification section. 

PART 2 PRODUCTS 

Not used. 



Collection System Rehabilitation Phase 3 
11144264 01026 BID ITEM DESCRIPTIONS 

PART 3 EXECUTION 

Not used. 

END OF SECTION



Collection System Rehabilitation Phase 3 
11144264 01026 BID ITEM DESCRIPTIONS 

 
BID ITEM DESCRIPTION A 

LUMP SUM ITEM BID ITEM A 

GENERAL CONDITIONS 

A. DESCRIPTION Under this Item, the General Contractor shall provide general 
administration and supervision of the entire project, including 
shop drawings, progress photographs, schedules, progress 
meetings, reporting requirements for all regulatory agencies, 
mobilization, demobilization, bonds, insurance, and other items 
listed below. 

B. WORK INCLUDED 
UNDER THIS ITEM 

Mobilization 
Demobilization 
Insurance and Bonds (General and Supplementary Conditions) 
Summary of Work (Section 01010) 
Contract Considerations (Section 01019) 
Coordination (Section 01039) 
Erosion Control (Section 01564) 
Submittals (Section 01300) 
Progress Schedules (Section 01310) 
Construction Documentation (Section 01380) 
Quality Control (Section 01400) 
Record Documents (Section 01700) 
All work not included in other bid items (Bid Items B, C, and D) 

C. ASSOCIATED WORK 
NOT INCLUDED 
UNDER THIS ITEM 

All other Bid Items 

D. METHOD OF PAYMENT Payment will be made on a lump sum basis in accordance with 
the General Contractor’s Schedule of Values which shall include, 
as a minimum, all items listed herein under A, broken down into 
sufficient detail for Engineer to adequately review progress 
payment amounts. Refer to Section 01019 for details. 

  



Collection System Rehabilitation Phase 3 
11144264 01026 BID ITEM DESCRIPTIONS 

BID ITEM DESCRIPTION B 

LUMP SUM ITEM BID ITEM B 

Line SSMH-829 to SSMH-830 

A. DESCRIPTION Under this Item, the General Contractor shall line a segment of 
piping as defined in the Contract Documents 

B. WORK INCLUDED 
UNDER THIS ITEM 

Work in the following specifications related to this lump sum 
item: 
Demolition (Section 02030) 
Protection of Existing Facilities (02205) 
Sanitary Sewer Cleaning (02711) 
Sanitary Sewer Flow Control (02715) 
Sanitary Sewer Rehab – CIPPL (02772) 
Site Rehabilitation (02980) 
All work not included in other bid items (Bid Items A, C, and D) 

C. ASSOCIATED WORK 
NOT INCLUDED 
UNDER THIS ITEM 

All other Bid Items 

D. METHOD OF PAYMENT Payment will be made on a lump sum basis in accordance with 
the General Contractor’s Schedule of Values which shall include, 
as a minimum, all items listed herein under B, broken down into 
sufficient detail for Engineer to adequately review progress 
payment amounts. Refer to Section 01019 for details. 

 
 
  



Collection System Rehabilitation Phase 3 
11144264 01026 BID ITEM DESCRIPTIONS 

BID ITEM DESCRIPTION C 

LUMP SUM ITEM BID ITEM C 

Line SSMH-831 to SSMH-832 

A. DESCRIPTION Under this Item, the General Contractor shall line a segment of 
piping as defined in the Contract Documents 

B. WORK INCLUDED 
UNDER THIS ITEM 

Work in the following specifications related to this lump sum 
item: 
Demolition (Section 02030) 
Protection of Existing Facilities (02205) 
Sanitary Sewer Cleaning (02711) 
Sanitary Sewer Flow Control (02715) 
Sanitary Sewer Rehab – CIPPL (02772) 
Site Rehabilitation (02980) 
All work not included in other bid items (Bid Items A, B, and D) 

C. ASSOCIATED WORK 
NOT INCLUDED 
UNDER THIS ITEM 

All other Bid Items 

D. METHOD OF PAYMENT Payment will be made on a lump sum basis in accordance with 
the General Contractor’s Schedule of Values which shall include, 
as a minimum, all items listed herein under C, broken down into 
sufficient detail for Engineer to adequately review progress 
payment amounts. Refer to Section 01019 for details. 

 
 
 
 



Collection System Rehabilitation Phase 3 
11144264 01039-1 COORDINATION 

SECTION 01039 

COORDINATION 

PART 1 GENERAL 

1.01. SECTION INCLUDES 

A. Coordination. 

B. Field engineering. 

C. Preconstruction conference. 

D. Site mobilization conference. 

E. Progress meetings. 

F. Preinstallation conferences. 

G. Start-up conference. 

H. Electronic communication requirements. 

1.02. COORDINATION 

A. Coordinate scheduled work sequences and related operations beforehand with appropriate 
local, county, or state officials and agencies including affected property owners, when Project 
is to be located in or adjacent to a public right-of-way. 

B. Coordinate scheduling, submittals, and Work of the various Specification sections to assure 
efficient and orderly sequence of installation of interdependent construction elements. 

C. Verify that utility requirement characteristics of operating equipment are compatible with 
building utilities. Coordinate work of various sections having interdependent responsibilities 
for installing, connecting to, and placing in service, such equipment. 

D. Coordinate space requirements and installation of mechanical and electrical work which are 
indicated diagrammatically on Drawings. Follow routing shown for pipes, ducts, and conduit, 
as closely as practicable; place runs parallel with line of building. Utilize spaces efficiently to 
maximize accessibility for other installations, for maintenance, and for repairs. 

E. Coordinate completion and cleanup of work of separate sections in preparation for 
Substantial Completion.  

F. After Owner use of facilities, coordinate access to Site for correction of defective Work and 
Work not in accordance with Contract Documents, to minimize disruption of Owner’s 
activities. 

G. It is the General Contractor’s responsibility to coordinate all Work on the project. When work 
involving interaction of more than one filed sub-bid contractor is shown, it is the General 
Contractor’s responsibility to coordinate all work and to identify conflicts before materials are 
ordered.  



Collection System Rehabilitation Phase 3 
11144264 01039-2 COORDINATION 

1.03. FIELD ENGINEERING 

A. The Contractor shall provide field surveying and field engineering services for work required 
in execution of the work and for preparation of the Project Record Documents. 

B. The Contractor shall provide correct lines, grades, locations, and elevations for construction 
of all Project components. 

C. The Engineer reserves the right to inspect or check results of the Contractor’s field 
engineering services specified herein for conformance with the Contract Documents. 

1.04. PRECONSTRUCTION CONFERENCE 

A. Engineer will schedule a conference after the Effective Date of Agreement. 

B. Attendance Required - Owner, Engineer, and Contractor. 

C. Agenda 

1. Distribution of extra sets of Contract Documents. 

2. Submission of list of Subcontractors, list of products, Schedule of Submittals, 
Schedule of Values, and Progress Schedule. 

3. Designation of personnel representing the parties in Contract and Engineer. 

4. Procedures and processing of field decisions, submittals, substitutions, Applications 
for Payments, proposal requests, Change Orders, and Contract closeout procedures. 

5. Scheduling. 

6. Scheduling activities of testing laboratory and procedures for testing. 

7. Requirements of regulatory agencies. 

8. Use of premises by Owner and Contractor. 

9. Temporary facilities to be provided by Owner and by Contractor. 

10. Security and housekeeping procedures. 

11. Procedures for maintaining record documents and progress photos. 

12. Maintenance of vehicular traffic. 

13. Periodic cleanup of Site. 

14. Notification of utilities’ owners. 

15. Equipment startup. 

D. Engineer will record minutes and distribute copies after meeting to participants and to those 
affected by decisions made. 

  



Collection System Rehabilitation Phase 3 
11144264 01039-3 COORDINATION 

1.05. SITE MOBILIZATION CONFERENCE 

A. Engineer will schedule a conference at the Project site prior to Contractor occupancy. This 
meeting may be combined with the preconstruction conference. 

B. Attendance Required - Owner, Engineer, Contractor, Contractor’s Superintendent, and major 
Subcontractors. 

C. Agenda 

1. Use of premises by Owner and Contractor. 

2. Owner’s requirements and partial occupancy. 

3. Temporary utilities. 

4. Survey and facility layout. 

5. Security and housekeeping procedures. 

6. Schedule. 

7. Procedures for testing / Contractor’s testing plan. 

8. Procedures for maintaining record documents. 

9. Requirements for start-up of equipment. 

10. Inspection and acceptance of equipment put into service during construction period. 

11. Material safety data sheet files – notification of location. 

D. Engineer will record minutes and distribute copies after meeting to participants and to those 
affected by decisions made. 

1.06. PROGRESS MEETINGS 

A. Engineer will schedule and administer meetings throughout progress of the Work at minimum 
monthly intervals. 

B. Engineer will make arrangements for meetings, prepare agenda with copies for participants, 
preside at meetings, record minutes, and distribute copies to participants and those affected 
by decisions made. 

C. Attendance Required - Owner, Engineer, Job superintendent, Contractor’s project manager, 
major Subcontractors and Suppliers, as appropriate to agenda topics for each meeting. 

D. Agenda 

1. Review minutes of previous meetings. 

2. Review of Work progress. 

3. Field observations, problems, and decisions. 



Collection System Rehabilitation Phase 3 
11144264 01039-4 COORDINATION 

4. Identification of problems which impede planned progress. 

5. Review of submittals schedule and status of submittals. 

6. Review of off-site fabrication and delivery schedules. 

7. Maintenance of Progress Schedule. 

8. Corrective measures to regain projected schedules. 

9. Planned progress during succeeding work period. 

10. Coordination of projected progress. 

11. Maintenance of quality and work standards. 

12. Effect of proposed changes on Progress Schedule and coordination. 

13. Other business relating to Work. 

1.07. ELECTRONIC COMMUNICATION REQUIREMENTS 

A. Contractor shall submit the items subsequently described herein. Detailed procedures will be 
discussed during the Preconstruction Conference. 

1. Submittals - In addition to the hard copy Shop Drawing requirements specified under 
Section 01300, Submittals, submit each Shop Drawings in electronic format via 
email. This is required for submittals requiring review including but not limited to shop 
drawings, O&M Manuals, and paperwork associated with required Samples. The 
electronic copy of the Shop Drawing shall be in .PDF format. This procedure must be 
complete prior to sending hard copies. 

2. Requests for Information (RFI) 

a. Submit each RFI in electronic format via email. The electronic copy of the 
RFI shall be in Microsoft Word format. 

b. Use RFI form attached to Section 01019. 

3. Proposed Change Orders - In addition to the hard copy, submit each Proposed 
Change Order in electronic format via email. The electronic copy of the Proposed 
Change order shall be in .PDF format. This procedure must be complete prior to 
sending hard copies. 

B. Submit all letters and memorandums not related to items previously described in this Article 
in .PDF form via email. 

PART 2 PRODUCTS 

 Not used. 
  



Collection System Rehabilitation Phase 3 
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PART 3 EXECUTION 

 Not used. 

 END OF SECTION 



Collection System Rehabilitation Phase 3 
11144264 01300-1 SUBMITTALS 

SECTION 01300 

SUBMITTALS 

PART 1 GENERAL 

1.01. SECTION INCLUDES 

A. Submittal procedures. 

B. Review of submittals. 

C. Schedule of submittals. 

D. Construction progress schedules. 

E. Proposed products list. 

F. Shop drawings. 

G. Product data. 

H. Samples. 

I. Manufacturer’s instructions. 

J. Manufacturer's certification. 

1.02. SUBMITTAL PROCEDURES 

A. Transmit each required submittal in hard copy and electronic form using an Engineer 
accepted form. 

B. Number the submittals as follows: 

1. First:  Specification section number. 

2. Submittal number within the Specification section. 

3. Review cycle number. 

4. Title of submittal.  

5. For example:  

a. 15060-01-01 – Field lock gaskets for DIP (first review cycle) 

b. 15060-01-02 - Field lock gaskets for DIP (second review cycle) 

c. 15060-02-01 – Flange pipe and fittings (first review cycle) 

d. 15060-02-02 – Flange pipe and fittings (second review cycle) 

e. 15060-02-03 – Flange pipe and fittings (third review cycle) 



Collection System Rehabilitation Phase 3 
11144264 01300-2 SUBMITTALS 

C. Identify Project, Contractor, Subcontractor, and Supplier; pertinent Drawing number and 
detail number(s), and Specification sections, as appropriate. 

D. Apply stamp, signed or initialed providing certification required by General Condition Article 
6.17.C.2. At a minimum, stamp shall include the following information: 

1. Submittal Number   

2. Deviations: None_________________; As Listed   

3. Reference Specification Section   

4. Reference Drawing Number   

5. Space Requirement:  As Designed____________ Different, As Listed   

6. Representation is made to Owner and Engineer that Contractor has satisfied the 
requirements of General Conditions Article 6.17.C.1.a through d and that the Contractor 
hereby approves this submittal.   
Contractor   
Signature   
Date   
Date   
NOTE TO CONTRACTOR:  All line numbers must be filled out (those lines with multiple 
options require only one of the options to be filled out). Failure to complete all the lines or 
to complete the lines below the certification statement will result in the return of the 
unreviewed shop drawing submittal. 

E. Schedule submittals to expedite the Project, and deliver to parties in the quantities specified 
in this Section and at the locations identified during the Preconstruction Conference.   

F. Identify deviations from Contract Documents in accordance with General Conditions Article 
6.17.C.3. 

G. Identify product and/or system limitations which may be detrimental to successful 
performance of the completed Work. 

H. Identify space requirements which differ from those designed and/or shown on the Contract 
Documents.  

I. Provide space for Contractor Accepted review stamps. 

J. Revise and resubmit in accordance with General Conditions Article 6.17.E. Identify all 
changes made since previous submittal in a cover letter or memorandum. 

K. Distribute copies of reviewed submittals to concerned parties. Instruct parties to promptly 
report any inability to comply with provisions. 

L. Submittals not required will not be recognized or processed. 

M. Items shall not be fabricated or delivered without fully accepted Shop Drawings. 

N. Ensure no associated work begins until associated Shop Drawings are fully accepted. 

O. Fabrication prior to receiving an “Accepted” or “Accepted as Corrected – No Resubmittal 
Required” is at Contractor’s risk. 



Collection System Rehabilitation Phase 3 
11144264 01300-3 SUBMITTALS 

P. All products provided by the Contractor or his subcontractors for the project requires a shop 
drawing submittal. This includes any products provided as part of change orders and 
products only shown on the Contract Drawings. 

Q. The Owner reserves the right to hold the Contractor responsible for the Engineer’s costs to 
review more than two submittals (one resubmittal) on any one product. 

1.03. REVIEW OF SUBMITTALS 

A. Review of submittals will be in accordance with General Conditions Article 6.17.D. 

B. Review Times 

6. No less than 30 days shall be allowed for Engineer’s review of complete submittals 
and resubmittals unless otherwise specified in the Contract Documents. 

C. Review Codes 

1. Accepted 

2. Accepted as Corrected – No Resubmittal Required 

3. Accepted as Corrected – Resubmittal Required 

4. Accepted as Corrected – Resubmit Written Responses and Requested Information 

5. Revise and Resubmit 

6. Not Accepted 

7. Not Reviewed 

8. Informational Purposes Only 

D. Payment for items requiring resubmittals shall not be made in full (100 percent of the line 
item) until all submittals are coded Accepted or Accepted as Corrected – No Resubmittal 
Required. 

1.04. SCHEDULE OF SUBMITTALS 

A. Submit three copies of preliminary Schedule of Submittals in accordance with General 
Conditions Article 2.05. 

B. The Schedule of Submittals shall be reviewed by the Engineer. Contractor shall revise and 
resubmit the schedule, if required, until acceptable to Engineer. 

1.05. CONSTRUCTION PROGRESS SCHEDULES 

A. Submit detailed baseline progress schedule within 30 days after date indicated in the Notice 
to Proceed for Engineer review. 

B. Submit monthly updates to construction progress schedules with each Application for 
Payment identifying changes since previous version. 

C. Owner and Contractor shall share float. 
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1.06. PROPOSED PRODUCT LIST 

A. Within 10 days after date indicated in the Notice to Proceed, submit complete list of major 
products proposed for use, with name of manufacturer, trade name, and model number of 
each product, and appropriate Specification Section Number. 

B. For products specified only by reference standards, give manufacturer, trade name, model or 
catalog designation, and reference standards. 

1.07. SHOP DRAWINGS 

A. Provide information in accordance with General Conditions Article 6.17 as supplemented 
herein and as required by individual Specification sections. 

B. Shop Drawing submittals shall include all descriptive data, performance characteristics, 
material specifications, spare parts list, drawings, piping diagrams, wiring schematics, and 
shall be complete and accurate to indicate item-by-item compliance with the Contract 
Documents. 

C. Shop Drawings shall be drawn at scales matching those on the Drawings depicting the same 
items. 

D. All catalog cuts, manufacturer’s specifications, drawings, and verbal descriptions shall be 
clearly marked to allow identification of the specific products used. 

E. If the submittal deviates from the requirements of the Specifications in any way, it shall be 
clearly marked in the submittal with the justifying reason stated for evaluation by Engineer. 

F. Electrical and control submittals shall include a verbal description of the functions, metering 
equipment, alarm points, alarm sequences, and any other specific features provided. 

G. Submit one electronic copy and four opaque reproductions to Engineer, three copies of which 
will be retained by the Engineer. 

H. The specifications contained in this set of Contract Documents have been specifically tailored 
to the needs of the project. The manufacturer’s standard offering is only acceptable if it meets 
the requirements of the specifications in full. 

I. The Contractor shall adhere to all applicable requirements in “Related Sections”. When 
conflicts are present, defer to the parent specification. 

J. When fewer than three named manufacturers appear in these specifications, it was only done 
because additional names were not known. Contractor may propose additional manufactures. 

K. All proposed products, including those only shown on drawings, are required to be submitted 
for a shop drawing. 

1.08. PRODUCT DATA 

A. Submit at least four copies to Engineer, three copies of which will be retained by the 
Engineer. The remainder will be returned to contractor. One electronic copy shall be 
submitted of each submittal and resubmittal. 

B. Mark each copy to identify applicable products, models, options, and other data. Supplement 
manufacturers’ standard data to provide information unique to this Project. 
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C. Indicate product utility and electrical characteristics, utility connection requirements, and 
location of utility outlets for service for functional equipment and appliances. 

1.09. SAMPLES 

A. Provide in accordance with General Conditions Article 6.17 as supplemented herein and as 
required by individual Specification sections. 

B. Submit Samples to illustrate functional and aesthetic characteristics of the product, with 
integral parts and attachment devices. Coordinate Sample submittals for interfacing work. 

C. Submit Samples of finishes in custom colors selected, textures, and patterns for Engineer’s 
selection. 

D. Include identification on each Sample, with full Project information. 

E. Submit the number or samples specified in individual Specification sections; one of which will 
be retained by Engineer. 

F. Reviewed samples which may be used in the Work are indicated in individual Specification 
sections. 

1.10. MANUFACTURER’S INSTRUCTIONS 

A. When specified in individual Specification sections, submit manufacturers’ printed instructions 
for delivery, storage, assembly, installation, startup, adjusting, and finishing, in quantities 
specified for Shop Drawings. 

B. Identify conflicts between manufacturers’ instructions and Contract Documents. 

1.11. MANUFACTURER’S CERTIFICATES 

A. When specified in individual specification Sections, submit manufacturer’s certificate to 
Engineer for review, in quantities specified for Product Data. 

B. Indicate that material or product conforms to or exceeds specified requirements. Submit 
supporting reference data, affidavits, and certifications as appropriate. 

C. Certificates may be recent or previous test results on material or product, but must be 
acceptable to Engineer. 

PART 2 PRODUCTS 

 Not used. 

PART 3 EXECUTION 

 Not used. 

END OF SECTION 
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SECTION 01380 

CONSTRUCTION DOCUMENTATION 

PART 1 GENERAL 

1.01. SECTION INCLUDES 

A. Construction photographs. 

B. Reuse of construction documentation. 

1.02. DESCRIPTION 

A. Contractor shall take construction record photographs prior to mobilization and periodically 
during the course of the Work and following completion of construction. 

B. All construction photography taken prior to construction and after construction (pre- and post-
construction photography). 

1.03. REUSE OF CONSTRUCTION DOCUMENTATION 

A. All construction documentation furnished to Owner shall become the property of the Owner 
and cannot be copyright or otherwise protected in a manner that prevents free reuse by either 
the Owner and/or Engineer. 

PART 2 PRODUCTS 

Not used. 

PART 3 EXECUTION 

3.01. DELIVERY OF IMAGES 

A. Preconstruction images on CD/DVD shall accompany the first Application for Payment. This 
Application for Payment will not be approved without receipt of such materials. 

B. Monthly construction images on CD/DVD shall accompany each monthly Application for 
Payment. Monthly Applications for Payment will not be approved without receipt of such 
materials. 

C. Final construction images shall accompany the final Application for Payment. This Application 
for Payment will not be approved without receipt of such materials. 

END OF SECTION 
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SECTION 01400 

QUALITY CONTROL 

PART 1 GENERAL 

1.01. SECTION INCLUDES 

A. Quality assurance and control of installation. 

B. References and standards. 

C. Tolerances. 

D. Field samples. 

E. Testing by Contractor. 

F. Manufacturers’ field services and reports. 

1.02. QUALITY ASSURANCE/CONTROL OF INSTALLATION 

A. Monitor quality control over Suppliers, manufacturers, products, services, Site conditions, and 
workmanship, to produce Work of specified quality. 

B. Comply fully with manufacturers’ instructions. 

C. Verify that field measurements are as indicated on Shop Drawings and as instructed by the 
manufacturer. 

D. If manufacturers’ instructions conflict with Contract Documents, request clarification from 
Engineer before proceeding. 

E. Comply with specified standards as a minimum quality for the Work except when code 
requirements or equipment manufacturer requires more stringent standards. 

F. Perform Work by persons qualified to produce workmanship of specified quality. 

G. Secure products in place with positive anchorage devices designed and sized to withstand 
stresses, vibration, physical distortion, and disfigurement. 

1.03. REFERENCES AND STANDARDS 

A. For products and workmanship specified by association, trade, or other consensus 
standards, comply with requirements of the standard, except when more rigid requirements 
are specified and/or are required by applicable codes. 

B. Obtain copies of standards where required by individual Specification sections. 

C. If specified reference standards conflict with Contract Documents, request clarification from 
Engineer before proceeding. 
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1.04. TOLERANCES 

A. Monitor fabrication and installation tolerance control to produce acceptable Work. Do not 
permit tolerances to accumulate. 

B. Comply with manufacturers’ tolerances. If manufacturers’ tolerances conflict with Contract 
Documents, request clarification from Engineer before proceeding. 

C. Adjust products to appropriate dimensions; position before securing products in place. 

1.05. FIELD SAMPLES 

A. Furnish field Samples at the Site as required by individual Specification sections. 

B. Acceptable Samples represent a quality level for the Work. 

C. Where field Sample is specified in individual Specification sections to be removed, clear area 
after field Sample has been accepted by Engineer. 

1.06. TESTS AND INSPECTIONS – CONTRACTOR PROVIDED 

A. Contractor shall employ and pay for the services of an independent testing laboratory to 
perform inspections, tests, and approvals in accordance with the individual specific sections. 

B. The Contractor shall accept all test results reported by the testing laboratory. Any disputed 
results shall be validated by an independent testing laboratory hired by the Contractor at their 
expense. 

C. Independent testing laboratory will:  

1. Perform inspections, tests, and other services specified in the individual specification 
sections and as required by Engineer and Owner. 

2. Perform inspecting, testing and source quality control which may occur on or off 
project site, as required by Engineer or Owner. 

3. Prepare and submit reports to the Engineer, in duplicate, indicating observations and 
results of test and indicating compliance or non-compliance with Contract 
Documents. Engineer will forward copy of report(s) to Contractor.  

D. Contractor shall: 

1. Cooperate with independent firm; furnish samples of materials; furnish design mix, 
equipment, tools, storage, and assistance as requested. 

2. Notify Engineer and independent firm 48 hours prior to expected time for operations 
requiring services (Engineer will NOT schedule any tests). 

3. Make arrangements with independent firm and pay for additional samples and tests 
required for Contractor’s own use. 

4. Provide Engineer and independent firm a minimum of 24 hours of any cancellation to 
scheduled appointments.  

5. Compensate independent firm directly for the cost of retesting of failed tests. 
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6. Compensate independent firm directly for the cost of improper cancellation by the 
Contractor. 

E. Retesting required because of non-conformance to specific requirements shall be performed, 
on instructions by the Engineer, by the same independent firm which performed the initial 
tests and inspections. 

1.07. MANUFACTURERS’ FIELD SERVICES  

A. When additional manufacturer services are specified in other individual Specification 
sections, require material or product Suppliers or manufacturers to provide qualified 
personnel to observe Site conditions, conditions of surfaces and installation, quality of 
workmanship, testing and adjusting as applicable, and to initiate instructions when necessary. 

B. Submit qualifications of observer to Engineer a minimum of 30 days in advance of required 
observations. Observers are subject to approval of Owner. 

C. Report observations, Site conditions, or instructions given to applicators or installers that are 
supplemental or contrary to manufacturers’ written instructions. 

D. Submit report to Engineer in duplicate within 30 days of observation. 

PART 2 PRODUCTS 

 Not used. 

PART 3 EXECUTION 

 Not used. 

END OF SECTION 
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SECTION 01564 
 

EROSION CONTROL 

PART 1    GENERAL 

1.01 SECTION INCLUDES 

A. Installation of sedimentation and erosion control barriers. 

B. Anchoring all topsoil stockpiles with straw mulch and ringing with hay bales. 

C. Protection of catch basins with hay bale rings, silt fence, tubular sediment barrier or filter 
fabric bags. 

D. Inspection of all erosion measures after each rainfall and at least daily during prolonged 
rainfall. 

E. Repairing immediately any failed sedimentation and erosion control barrier. 

F. Removing and disposing sediment deposits in a manner that does not result in additional 
erosion or pollution. 

G. Removal of hay bales, silt fences, and other erosion control measures after completion of 
construction and permanent stabilization of erosion. 

H. Removal of sedimentation barriers after completion of construction. 

1.02 RELATED SECTIONS 

A. Section 01026 – LUMP SUM ITEMS 

B. Section 02980 - SITE REHABILITATION 

1.03 PERFORMANCE REQUIREMENTS 

A. Observe government policy established by United States Environmental Protection Agency 
(USEPA) and NPDES program requirements. 

B. Observe requirements set forth by the Federal Highway Administration FHWA-HI-095-038 
“Geosynthetic Design and Construction Guidelines.” 

C. Conform to all erosion and sedimentation control measures of the Commonwealth of 
Massachusetts. 

D. Temporary erosion and sediment control measures shall be installed as the first step in 
construction and shall not be removed until permanent cover is completely established and 
stabilized. 

E. Conform to all erosion and sedimentation control measures required by the Wetland 
Protection Act during maintenance activities. 
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PART 2    MATERIAL AND PRODUCTS 

2.01 MATERIALS 

A. Hay/Straw Bales - Shall be securely tied and measure 14 inches by 18 inches by 30 inches 
long or greater. Straw rolls may be used in lieu of bales.   

B. Tubular sediment control barriers (silt socks) 

1. Tubular sediment control barrier shall have a minimum diameter of 12 inches.  

2. Tubular sediment barriers shall be Filtrexx Silt Sock, Groundscapes Express 
FilterMitt, L&M Supply Company Silt Snake Compost Filter Sock, or approved 
equivalent.  

3. Tubes shall be burlap or approved biodegradable material. 

4. Organic matter content of filter media shall be between 20 and 100 percent (dry 
weight basis) as determined by ASTM D2974 (method A) Standard Test Methods for 
Moisture, Ash, and Organic Matter of Peat and Other Organic Soils. 

C. Silt Fence With Woven Wire Mesh  

1. Hardwood stakes shall be a minimum 48 inch by 2 inch by 2 inch. Metal stakes shall 
be steel Type T or U. Stakes shall be spaced 8 to 10 feet apart for posts. 

2. Synthetic fabric 48 inches wide for fencing material. 

a. Height - +30 inches above ground. 

b. Minimum 8” set in ground. 

3. Woven wire fence shall be 14.5 gauge with 6” mesh spacing, set 8” in ground.  

D. Stakes and Fasteners 

1. Shall be two #3 rebar or two 2-inch by 2-inch minimum hardwood stakes for each 
hay/straw bale. 

2. Shall be a minimum of 2-inch by 2-inch minimum by 48-inch hardwood post, or 
48-inch long steel post for silt fences. 

E. Erosion Control Blanket - North American Green Type S150 or SC150, or approved equal 
shall be used. 

2.02 PRODUCTS 

A. Sediment Barriers - Sediment barriers shall be hay or straw bales, stone, silt fences or other 
approved materials that will prevent migration of silts and sediment to receiving waters. 

B. Mulch and Seeding - Mulch and seeding shall be in accordance with requirements of 
Tables 1 and 2 below and per the Contract Drawings. 
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TABLE 1 
 
 MULCH MATERIALS, RATES AND USES 
 

MULCH MATERIAL QUALITY STANDARDS 
APPLICATION PER 

1,000 SQ.FT. RATES PER ACRE 
DEPTHS OF 

APPLICATION 
Straw or hay Air-dried   

Free from coarse 
75-100 lbs. 
2-3 bales 

1.5-2.5 tons 
90-120 bales 

Lightly cover 75 to 
90% of surface 

Wood chips Green or air-dried 500-900 lbs. 10-20 tons 2" - 7" 
 

TABLE 2 
 
 TEMPORARY SEEDINGS FOR EROSION CONTROL OF CONSTRUCTION SITES 
 

MULCH MATERIAL QUALITY STANDARDS 
Annual Rye Grass 10% 
Creeping Red Fescue 35% 
Little Bluestem 35% 
Canada Wild Rye 10% 
Perennial Rye Grass 10% 

 
Apply temporary erosion control seed mix at a rate of 1 lb/1250 sf. 

C. Diversion Terraces - Diversion terraces shall be installed on the uphill side of the disturbed 
areas to divert surface runoff away from unstabilized slopes. 

D. Interceptor Channels - Interceptor channels shall be installed across disturbed areas where 
the slope is running parallel to the direction of trenches. 

E. Trench Barriers - Trench barriers shall be used where the disturbed area is sloped in 
direction of the pipeline, when the slope exceeds 15 percent. 

PART 3    EXECUTION 

3.01 GENERAL REQUIREMENTS 

A. General drawings do not show all of the necessary erosion control measures to prevent 
erosion and sedimentation. 

1. It is the Contractor’s responsibility to design, implement and maintain erosion and 
sedimentation control measures which effectively prevent accelerated erosion and 
sedimentation. 

2. It is the Contractor’s responsibility to install additional erosion control measures, 
including additional dewatering measures, as needed to prevent impacts to on or off-
site water resources. 

B. Earthmoving activities shall be conducted in such a manner as to prevent accelerated erosion 
and sedimentation. 
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C. All erosion and sedimentation control measures shall be inspected by the Contractor daily 
and immediately after periods of rainfall. 

1. Repair and/or maintenance of sedimentation and erosion control measures will be 
made as soon as needed. 

2. The Contractor will be held responsible for the implementation and maintenance of all 
control measures on this site. 

D. Land disturbance shall be kept to a minimum. 

1. Restabilization will be scheduled immediately after any disturbance. 

E. Catch basins will be protected with silt socks, silt fences, or hay bales throughout the 
construction sequence and until all disturbed areas are stabilized. 

G. Erosion and sedimentation control measures will be installed prior to all construction 
activities. 

H. Sediment removal from control structures shall be the responsibility of the Contractor. 

1. Sediment shall be disposed of in a manner which is consistent with overall intent of 
plan and which does not result in additional erosion. 

I. The erosion and sedimentation control measures described herein are intended as a general 
guide for the Contractor. 

1. It is the Contractor’s responsibility to provide any and all work necessary to prevent 
erosion of soil from the construction site and to provide silt fences, hay bales or other 
control measures as the need arises during construction at no additional cost to Owner. 

J. Remove all sedimentation and erosion control barriers after completion of construction and 
permanent stabilization of erosion. 

3.02 DIVERSION DIKES 

A. Diversion dikes shall be used as a temporary measure installed on the uphill side of the 
disturbed areas to divert surface runoff away from unstabilized slopes, and the project area. 

B. Recommended Minimum Dimensions 

Height - 1.5 feet 
Top Width - 2 feet 
Side Slopes - 2:1 or flatter 
Material - Soil 

3.03 DIVERSION CHANNELS 

A. Diversion channels shall be used across disturbed areas where the slope is running parallel 
to the direction of trenches. 

B. Diversion channels reduce erosion by intercepting storm runoff and diverting it to outlets on 
the lower side of the disturbed area where it can be disposed of having minimum erosion 
impact. 
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C. Recommended Dimensions and Materials 

Depth - 0.5 feet 
Width - 2 to 4 feet 
Side Slopes - 2:1 or flatter 
Spacing - Where required 
Material - Stable on-site material 

3.04 TRENCH BARRIERS 

A. Trench barriers shall be used where the disturbed area is sloped in the direction of the 
pipeline, when the slope exceeds 15 percent. 

B. Trench barriers shall be earth-filled sacks or piled stone, stacked to the top of the trench after 
installation of the sewer and prior to backfill, if backfill is delayed. 

C. Trench barriers shall act as an erosion check by preventing the washout of the trench. 

D. Recommended Dimensions and Materials 

Height - To top of trench 
Spacing - Approximately every 150 feet 
Material - Earth-filled sacks or piled stones 

3.05 SEDIMENT BARRIERS 

A. Sediment barriers shall be used at storm drain inlets; across minor swales and ditches; 
protection of resource areas and at other applications where the structure is of a temporary 
nature and structural strength is not required. 

1. Sediment barriers are temporary berms, diversions, or other barriers that are 
constructed to retain sediment on-site by retarding and filtering storm runoff. 

B. Barrier Types 

1. Hay or Straw Bales 

a. Bales should be bound with twine. 

b. Bales should be anchored to the ground with fence posts, wood pickets, or 
#3 rebar. Two anchors per bale are required. 

c. Bales shall be installed so that runoff cannot escape freely under the bales. 

d. Height - 1.5 feet 
Width - 1.5 to 3.0 feet 
Cross-Sectional Area Required Per Tributary Acre - 50 square feet 

2. Stone 
Height - 1.5 to 2.0 feet (uniform top elevation) top 
Width - 3 to 5 feet 
Side Slopes - 3:1 or flatter 
Cross-Sectional Area Required Per Tributary Acre - 20 square feet 
Material - Coarse rock or stone 
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3. Brush 

a. Brush should be bound with twine. 

b. Brush should be anchored such that it does not move and runoff cannot 
escape freely under the barrier. 

c. Height - 1.5 to 2.0 feet 
Cross-Sectional Area Required Per Tributary Acre - 15 square feet 

4. Silt Fence - As specified in Part 2. 

5. Tubular Sediment Barriers - As specified in Part 2. 

3.06 MULCH 

A. Used alone or in conjunction with other structural or vegetative erosion control measure, 
mulch is applied on any disturbed area which is subject to erosion, for protection of disturbed 
soil or newly reseeded areas. 

3.07 EROSION CONTROL BLANKET 

A. Erosion control blanket shall be used on slopes greater than 10 percent.  Prior to installation 
of the erosion control blanket, the underlying layer is to be graded as shown on the Drawings. 

3.08 VEGETATION 

A. Temporary Vegetation 

1. The planting of temporary vegetative cover shall be performed on disturbed areas 
where the earthmoving activities will be ceased for a period of more than 45 days. 

a. The vegetation shall provide short-term rapid cover for the control of surface 
runoff and erosion, until permanent vegetation can be established or 
earthmoving activities can resume. 

2. Table 2 gives recommended types of temporary vegetation, corresponding rates of 
applications, and planting seasons. 

a. In situations where other cover is desired, the recommendations of the 
Owner and local Conservation Commission shall be followed. 

B. Permanent Vegetation 

1. Planting of various permanent vegetative covers shall be performed on disturbed 
areas where the earthmoving activities have ceased.  The vegetation shall 
reestablish ground cover for the control of surface runoff and erosion. 

2. The seed bed for permanent vegetative cover shall be prepared by using lime and 
fertilizer. 

a. If the time of the seeding occurs during a dry period, mulch shall be applied 
to conserve soil moisture. 
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3. Permanent seeding shall be as shown on the Contract Drawings. Apply temporary 
erosion control seed mix at a rate of 1 lb/1250 sf. 

3.09 SPECIAL CONDITIONS 

A. Prohibited Construction Practices - Prohibited construction practices include but shall not be 
limited to the following: 

1. Dumping of spoil material into any stream corridor, any wetlands or wetland buffer, 
any surface waters or at unspecified locations, even with permission of the property 
owner. 

2. Indiscriminate, arbitrary or capricious operation of equipment in any stream corridors, 
any wetlands or any surface waters. 

3. Pumping of silt-laden water from trenches or other excavations into any surface 
waters, any stream corridors or any wetlands. 

4. Damaging vegetation adjacent to or outside of the access road or the right-of-way. 

5. Disposal of trees, brush and other debris in any stream corridors, any wetlands, any 
surface water or at unspecified locations. 

6. Permanent or unspecified alteration of the flow line of the stream. 

7. Open burning of construction project debris. 

B. Defective Devices - Any erosion and sediment control devices which become damaged, 
clogged or otherwise non-functional shall be immediately replaced by the Contractor, without 
additional compensation. 

C. Adjustment 

1. If the planned measures do not result in effective control of erosion and sediment 
runoff to the satisfaction of the regulatory agencies having jurisdiction over the 
project, the Contractor shall immediately adjust his program and/or institute additional 
measures so as to eliminate excessive erosion and sediment-runoff. 

2. If the Contractor fails or refuses to comply promptly, the Owner may issue an order 
stopping all or part of the work until satisfactory corrective action has been taken.  No 
part of the time lost due to any such stop orders shall be made the subject of a claim 
for extension of time or for excess costs or damages by the Contractor. 

END OF SECTION 
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SECTION 01700 

RECORD DOCUMENTS 

PART 1 GENERAL 

1.01. SECTION INCLUDES 

A. Closeout procedures. 

B. Record documents. 

1.02. CLOSEOUT PROCEDURES 

A. Contract closeout procedures shall be in accordance with GC-14.07. 

1.03. RECORD DOCUMENTS 

A. The following supplements the requirements of GC-6.12: 

1. Record, keep, and monitor up to date record documents of work constructed in the 
field. Legibly mark in red ink or red pencil to show all changes in, or directly 
associated with, the Work of this Contract. Keep entire set or record documents 
current on a day-to-day basis. Record documents shall be kept on hand in the 
Contractor’s field office and shall be available for periodic examination by Engineer 
upon request. 

2. Examples of annotations that could occur are as follows: 

a. Change in location or elevation of structures. 

b. Change in dimensions of structures. 

c. Elimination of structures. 

d. Unforeseen modifications to existing structures. 

e. Relocation of equipment. 

f. Additions to or expansion of structures. 

g. Changes in mechanical trades components (electrical, heating, ventilating, 
plumbing). 

h. Measured location of internal utilities or mechanical trade items, which are to 
be concealed from view, referenced to visible and accessible features of the 
structure. 

i. Change in location or elevations of Underground Facilities installed under 
this Contract. 

j. Change in materials, such as pipe materials. 

k. Relocation of existing Underground Facilities. 
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l. Change in topographical contours of finished earth and paved surfaces. 

m. Change in elevations of finished surfaces along route of installed 
Underground Facilities. 

3. Show measurement of pipeline location from edge of pavement, at a minimum of 
100-foot intervals. 

B. At Substantial Completion, affix Contractor’s red identification stamp to front cover of each 
set of record documents and label them as “Record Documents”. One hard copy and one 
electronic set of record documents shall be given to Engineer no later than 14 days after the 
date of Substantial Completion. Engineer will either approve record documents or return them 
to Contractor with comments. Contractor shall resubmit record documents until Engineer has 
no further comments. Affix Contractor’s identification stamp, together with the label “Record 
Documents,” as follows: 

1. On each Drawing, just above the Engineer’s title block. 

2. On each Shop Drawing, just above the preparer’s title block. 

3. On the front cover or front page of all other documents. 

C. Final payment to Contractor will not be considered until acceptable record documents have 
been turned over to Owner. 

PART 2 PRODUCTS 

 Not used. 

PART 3 EXECUTION 

 Not used. 

END OF SECTION 
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SECTION 02030 
 

DEMOLITION 

PART 1   GENERAL 

1.01 SECTION INCLUDES 

A. Demolition and removal of frames and covers and any materials that are necessary to 
demolish in order to complete the Work. 

1.02 REGULATORY REQUIREMENTS 

A. Conform to applicable codes for demolition of structures, protection of adjacent structures, 
dust control, runoff control, and disposal of materials. 

B. Obtain required permits from authorities. 

C. Notify affected utility companies before starting demolition operations and comply with their 
requirements. 

D. Do not close or obstruct roadways, sidewalks, hydrants, and parking areas without required 
permits. 

E. Conform to applicable regulatory procedures if a hazardous environmental condition is 
encountered at site or if hazardous material disposal is required. 

1.03 HAZARDOUS ENVIRONMENTAL CONDITIONS 

A. If an unknown unforeseeable hazardous environmental condition is encountered at the site, 
or if Contractor or anyone for whom Contractor is responsible creates a hazardous 
environmental condition, immediately: 

1. Secure or otherwise isolate such condition; 

2. Stop all Work in connection with such condition and in any area affected thereby; and 

3. Notify Owner and Engineer (and promptly thereafter confirm such notice in writing). 

B. Resume Work in connection with such condition or in any affected area only after Owner has 
obtained any required permits related thereto and delivered to Contractor a written notice 
specifying under what special conditions Work may be resumed safely. 

1.04 SEQUENCING 

A. Sequence demolition work to conform with provisions of Section 01010. 

PART 2   PRODUCTS 

Not used. 
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PART 3   EXECUTION 

3.01 PREPARATION 

A. One week prior to performing any demolition, there shall be a coordination meeting between 
the Contractor, Owner, and Engineer to discuss the Contractor’s Demolition Plan and related 
procedures. Items to be discussed shall be, but not limited to, dust control, sequence of work, 
removal of material, protection of existing equipment, access and egress of material, etc. 
Demolition procedures must be coordinated with the Owner’s operating personnel and 
operations, and adjusted accordingly, if necessary. 

Following the coordination meeting, begin demolition operations after obtaining written 
authorization to proceed from the Owner. 

B. Notify Owner and Engineer at least 48 hours in advance of intended start of demolition 
operations in each affected area. 

C. All work shall be performed in accordance with all federal, state, and local codes and 
requirements. 

D. Provide, erect, and maintain temporary barriers, signs, and security devices at locations 
indicated on drawings. 

E. Protect existing facilities. 

F. Protect existing structures, equipment, appurtenances, architectural features, and materials 
that are not to be demolished. 

G. Protect existing site-related items such as pavements, walkways, parking areas, curbs, 
aprons, and landscaping features that are not to be demolished. 

H. Mark location of underground utilities. 

I. No burning of debris will be allowed on or off the site. 

J. Furnish and install all safety barriers and warning signs. 

K. Furnish and install dust control facilities. 

L. Restore surfaces and facilities damaged or destroyed during the performance of the work. 

M. Remove and dispose of any demolition materials in an off-site location chosen by the 
Contractor. 

3.02 DEMOLITION REQUIREMENTS 

A. Confine demolition operations within the contract limits. 

B. Conduct operations to minimize interference with adjacent and occupied building areas. 
Maintain protected egress and access at all times. 

C. Cease operations immediately if adjacent structures appear to be in danger. Notify Engineer. 
Do not resume operations until directed. 
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D. All materials and equipment shall be removed from site and properly disposed of. 

E. Dispose of rubble and non-metallic scrap off-site. 

F. Dispose of designated hazardous materials in accordance with the nature of the material, 
required handling and disposal procedures, regulatory requirements, and applicable permits. 

3.03 DEMOLITION 

A. Remove and dispose of demolished materials as work progresses. Do not burn materials; do 
not bury materials. Upon completion of work, leave areas in clean condition. 

B. Patch and refinish existing visible surfaces that are to remain. 

C. Paint designated metal surfaces and reinforcing steel exposed by demolition operations. 

D. Remove temporary barricades, partitions, signs, etc. 

E. Remove and dispose of residual materials such as grit, sludge, debris, trash, and other scrap. 

F. Upon completion of demolition operations, leave areas in a clean condition. 

END OF SECTION 
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SECTION 02205 
 

PROTECTION OF EXISTING FACILITIES 

PART 1    GENERAL 

1.01 SECTION INCLUDES 

A. Location of facilities. 

B. Notification of owners and authorities. 

C. Coordination and preparation. 

D. Protection of facilities. 

E. Relocation of facilities. 

F. Protection of sewers and storm drains. 

G. Protection of water mains near sewers. 

H. Abandonment of utilities. 

I. Restoration of property markers. 

1.02 RELATED SECTIONS 

A.  General Conditions: Article 4, Paragraphs 4.02, 4.03, and 4.04; Article 6, Paragraph 6.20. 

B. Section 01039 – COORDINATION  

C. Section 01300 – SUBMITTALS  

D. Section 01380 – CONSTRUCTION DOCUMENTATION 

PART 2    PRODUCTS 

Not used. 

PART 3   EXECUTION 

3.01 LOCATION OF FACILITIES 

A. Prior to construction, verify location of existing underground facilities near or adjacent to 
project. 

1. Consult with Dig Safe System, Inc. and local utilities (water, sewer, and stormwater) 
and arrange for field stake-out or other markings to show locations. 

2. Perform exploratory excavation at key junctures and other critical points to aid in 
ascertaining locations. 
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B. Report field stake-out findings and results of exploratory excavations to Engineer if possible 
changes in project location or design are indicated because of suspected interferences with 
existing facilities. Allow Engineer sufficient time to determine magnitude of change and to 
formulate instructions in that regard. 

C. If location of an existing underground facility is uncertain, apply careful excavation and 
probing techniques during construction to locate and avoid damage to same. 

3.02 NOTIFICATIONS OF OWNERS AND AUTHORITIES 

A. Prior to construction, notify owners of existing facilities, including local Police and Fire 
Departments, of general scope, nature, and planned progress schedule of the Work. 

B. Notify owners of nearby underground facilities when excavating or blasting is to take place in 
a particular area, allowing them reasonable time to institute precautionary procedures or 
preventive measures which they deem necessary for protection of their facilities. 

C. Notify Water Department, Fire Department, and all water users affected by the turning off of 
the water supply. Notification shall be delivered to affected water users a minimum of 24 
hours prior to turning off the water supply. Notice shall be in a form acceptable to the Water 
Department. Service interruption should not exceed 4 hours unless otherwise agreed upon 
with the Owner and the affected property owner. 

D. When existing utilities, such as sewer, water, gas, telephone, or electric power are damaged 
or disturbed during construction, immediately notify affected utility Owner and Project Owner. 

E. Notify Police and Fire Departments, including affected owners, immediately if hazardous 
conditions are created or have the potential for occurring, as a result of damage to an existing 
facility or as a result of other activities at project site. Hazardous conditions could be created 
from: fire, explosion, escape of gas, escape of fuel oil, gasoline or industrial fluids, downed 
electrical wires, and disrupted underground electrical cables. 

3.03 COORDINATION AND PREPARATION 

A. Discuss anticipated work schedule with local authorities and owners of utilities at 
preconstruction meeting, including procedures to be followed if one or more utilities are 
damaged or disrupted. Develop contingency plans to address Contractor’s role in repair of 
damaged utilities. 

B. Make preparations beforehand to repair and restore damaged utilities, including 
arrangements for standby materials and equipment to be promptly assembled at site and 
utilized immediately. 

C. Adjust work schedules and personnel assignments as necessary to conform to requirements 
of utility owner whose utility is to be temporarily interrupted during construction at no 
additional cost to the Owner. Cooperate with utility owner in this regard to minimize the time 
of interruption. 

D. Make preparations for and conform to applicable federal, state, and local regulations 
regarding use of proper safeguards and procedures when excavation and/or blasting is to 
take place in close proximity to existing facilities and structures. 



Collection System Rehabilitation Phase 3 
11144264 02205-3 PROTECTION OF EXISTING FACILITIES 

3.04 PROTECTION OF FACILITIES 

A. Plan and conduct construction operations so that operation of existing facilities near or 
adjacent to the Work, including electric, telephone, sewer, water, gas, or drainage utilities, 
are sustained insofar as the requirements of the project will permit. 

B. Protect existing facilities from damage or movement through installation of adequate support 
systems and use of proper equipment, including application of careful excavation and 
backfilling techniques in sensitive areas. 

C. In locations where blasting is to take place, and in cooperation with owners of nearby 
facilities, provide special protection and support of underground facilities which may be 
vulnerable to damage by virtue of their physical location or condition, and which could create 
hazardous conditions if damaged. 

D. Existing utilities and other facilities which are damaged by the Contractor’s construction 
operations shall be promptly repaired by Contractor to the satisfaction of the affected owner 
or, if he so elects, that owner will perform the repairs with his own forces. Under either 
arrangement, such repair work shall be done at Contractor's expense. 

E. When aboveground visible facilities such as poles, wires, cables, fences, signs, or structures 
constitute an unavoidable interference, notify Engineer and consult with affected owner 
regarding temporary removal and later restoration of the interfering item. Arrange with that 
owner to remove and later restore the interfering item to the satisfaction of the owner, subject 
to approval of the project Owner; or allow affected owner to perform such work with his own 
forces. Under either arrangement, such work shall be done at Contractor’s expense. 

F. Take all necessary precautions to prevent fires at or adjacent to the work, buildings, and 
other facilities. No burning of trash or debris is permitted. If permanent fire extinguishers are 
used, they shall be recharged and in new condition when turned over to Owner. 

G Protect all traffic controls and devices and associated utilities from damage or movement. 
Contractor will be responsible for the repair or replacement of all such traffic controls, 
devices, and utilities damaged by construction activities associated with the work. 

3.05 RELOCATION OF FACILITIES 

A. If the location or position of an existing gas or water pipe, public or private sewer or drain, 
conduit or structure be such as, in the opinion of Engineer, to require its removal, realignment 
or change, Contractor may be paid for the work of removal, realignment, or change if not 
previously identified on the Contract Drawings. 

B. Uncovering, supporting, and sustaining such facility before its removal or before and after its 
realignment or change, shall be the Contractor’s responsibility as part of the work of his 
Contract.  

C. Contractor shall be entitled to extension of time for completion of entire Work if the Engineer 
determines that the entire Work was delayed by the removal, realignment, or change of such 
obstruction. 
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3.06 PROTECTION OF SEWERS AND STORM DRAINS 

A. Where existing sanitary sewers or storm drain systems are being replaced or interrupted 
provide temporary bypass pumping or piping to maintain flow around that segment of the 
Work such that no back-ups occur in existing systems. 

B. Existing sanitary sewer laterals damaged in the work or temporarily disconnected shall be 
restored to operation by the end of each workday. Existing sanitary sewer laterals crossing 
over new pipelines shall be protected and shall be restored to original condition if damaged or 
in accordance with details shown on the Drawings. 

C. Maintain existing manholes, catch basins, and other utility structures in their pre-work 
condition. Any material or debris entering same due to the Contractor’s operation shall be 
promptly removed. 

3.07 PROTECTION OF WATER MAINS NEAR SEWERS 

A. Where a minimum 10-foot horizontal separation or minimum 18-inch vertical separation 
(bottom of water pipe to top of gravity sewer pipe) cannot be maintained between a water 
main and sewer line, one of the following remedies shall be incorporated in the work: 

1. When water services are crossed, the water service pipe shall be sleeved with PE 
pipe for a length of 10 feet on either side of the water main. 

2. One full length of sewer main shall be centered over the water line, so that both joints 
will be as far from each other as possible. 

3. Construct sewer as a force main of pressure type pipe tested to 100 psi minimum. 

4. Relocate water main to obtain 18-inches minimum vertical separation. 

3.08 ABANDONMENT OF UTILITIES 

A. Remove existing utilities to be abandoned within limits of trench excavation, or impinging on 
trench limits. 

B. Open ends of abandoned utilities, or those scheduled for abandonment, shall be bulkheaded 
by brick masonry or 4,000 psi mix concrete; or by cast iron plugs or caps in small diameter 
water mains. 

C. Abandoned manholes and water valve casings shall be backfilled to grade with approved 
trench backfill material. 

D. Frames, covers, grates, water valve casing, sections of water piping, hydrants (including 
standpipe and boot) valves and other items to be abandoned shall, if ordered by Owner, be 
salvaged for reuse, and be delivered to Owner’s property yard. 

3.09 RESTORATION OF PROPERTY MARKERS 

A. Property corner markers, boundary monuments, etc., disturbed or moved by the Contractor’s 
operation shall be restored, in conformance with the property deed description, by a 
Massachusetts-licensed land surveyor. Restoration of the property corner markers or 
boundary monuments shall be certified by said surveyor on a map prepared by him which 
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shows the work accomplished. One copy of the map shall be given to the property owner and 
one copy given to the project Owner. 

END OF SECTION 
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SECTION 02605 

MANHOLES (FRAME AND COVER REPLACEMENT) 

PART 1 GENERAL 

1.01. RELATED DOCUMENTS 

A. Drawings and general provision of Contract, including General and Supplementary 
Conditions and other Division 1 Specification Sections, apply to this Section. 

1.02. SUBMITTALS 

A. Submit shop drawings or catalogue cuts, as appropriate, for materials listed under Article 2.1 
of this Section. Submit only those materials that are actually to be used in the work. These 
will usually be as follows: 

1. Frame and cover. 

2. Stainless steel anchors, washers, and nuts. 

3. Butyl Rubber sealant. 

B. Submit manufacturer's Certification of Compliance in accordance with Section 01300 - 
Submittals. 

C. Make submittals prior to start of construction. Make submittals to ENGINEER. 

1.03. DELIVERY, STORAGE, AND HANDLING 

A. Deliver, store and handle manhole frames, covers, and appurtenances in accordance with 
the manufacturer's recommendations, and in such manner as to protect the materials from 
damage. 

B. All materials shall be thoroughly inspected for defects prior to their being installed. Any 
defective, damaged, or unsound material shall be repaired or replaced as directed. 

PART 2 PRODUCTS 

2.01. MATERIALS 

A. Manholes: 

1. Sealing Frame to Concrete Manhole Top: 

a. Flexible plastic gasket-type sealant shall be butyl rubber (plastic) sealant shall 
meet the requirements of Federal Specification SS-S-210A (3.4 Adhesion & 
Hydrostatic Pressure) and shall conform with the applicable requirements 
specified in Section 5.7 of ASTM C361. 

b. The sealing compound shall not leak at the joints (while being tested at 10 psi) 
for a period of 24 hours. Requirements for sag and flow resistance (vertical and 
overhead 1"-wide joints) shall be such that no sagging is detected (while being 
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tested at 135 degrees F) for a period of 5 days. Requirements for chemical 
resistance shall be such that no visible deterioration of the sealing compound 
occurs (when immersed separately in a solution of acid, alkalies and saturated 
hydrogen sulfide) for a period of 30 days. 

c. The sealing compound shall be supplied in extruded rope form of suitable 
cross-section. The size of the sealing compound shall be in accordance with 
the manufacturer's recommendations and sufficient to obtain squeeze-out of 
the material around the entire interior and exterior circumference when the joint 
is completed. The sealing compound shall be protected by a suitable 
removable two-piece wrapper. The two-piece wrapper shall be so designed 
that one-half may be removed longitudinally without disturbing the other half to 
facilitate application of the sealing compound. The sealing compound 
contained within the joint shall be the sole element utilized in sealing the joint 
from internal and external hydrostatic pressure. Joint surfaces shall be primed, 
sealing compound applied, and joint made in strict conformance with the 
written specifications of the sealing compound manufacturer. 

2. Frame Hold Down Bolts: 

a. Inserts, bolts, nuts, and washers shall be stainless steel in accordance with 
ASTM A307 and ASTM A276. 

3. Manhole Castings: 

a. Castings for manhole frames and covers shall be composite material. 

b. Castings shall be of uniform quality, free of blow holes, shrinkage distortion, 
or other defects. 

c. Designed for AASHTO highway loading class H25 (25,000 lb). 

d. All castings shall be manufactured true to pattern; component parts shall fit 
together in a satisfactory manner. Frames and covers shall have 
continuously machined bearing surfaces to prevent rocking. 

e. As-cast dimensions may vary one half the maximum shrinkage characteristic 
of the metal or + 1/16 inch. 

f. All castings shall be cleaned by means of sand blast, neatly finished, and 
have one coat of black asphaltum paint applied at the factory. 

g. Manhole Casting Schedule: 

1) Watertight (Bolt Down) frame and cover: 

a) Total weight, 290 pounds minimum. 

b) Lid shall be self-sealing with Type “B” pattern. 

c) Clear opening to be 30-inches. 

d) The words "SANITARY SEWER" shall be cast appropriately in 
the center of the cover. Lettering shall be a minimum of 2-
inches high. 
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e) Two concealed pick holes shall be provided. Gasketed seal 
cover. 

f) Drill four 1-inch diameter holes in frame flange equally spaced. 

g) Stainless Steel Bolts and Washers (4). 

h) Manufacturer: East Jordan Iron Works Assembly number 
2006ZPT/A1PT. (no substitutes allowed). 

4. Cement Grout: 

a. Cement grout shall be non-shrink non-metallic. 

b. Use Type I cement where grout is not in contact with sewage. 

c. Use Type II (Sulfate Resistant) where grout is in contact with sewage. Grout 
shall be sealed with the Manhole Coating System material after application 
and curing. 

PART 3 EXECUTION 

3.01. MANHOLE CONSTRUCTION 

A. Manhole Frames and Covers: 

1. Demolish existing frame and cover clean existing surface and install new frame and 
cover.  

2. The area between the bottom of the frame and the top existing manhole section shall 
be made with preformed plastic sealing compound, minimum of 2 rows and shall be 
sealed on the outside surface using non-shrink grout. 

3. Frames for all manholes shall be bolted to the manhole as shown on the attached 
details. Inserts, studs, nuts, and washers shall be of stainless steel. Bolts shall have 
a sufficient number of proper sized threads for proper connection.  See attached 
figure. 

4. Bolt frames to top manhole cone and/or flat top section.  See attached figure. 

5. Secure covers to frame as shown on the attached detail. 

6. All existing frames and covers shall be given to the Owner. Frames and covers shall 
be delivered to the WWTF and/or a location designated by the Owner. 

(CPONTINUED) 
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SECTION 02711 

SANITARY SEWER CLEANING 

PART 1 GENERAL 

1.01. RELATED DOCUMENTS 

A. Drawings and general provisions of Contract, including General and Supplementary Conditions 
and Division 1 Specifications.  

B. Division 2 Specifications as applicable, including proprietary specifications of individual system 
and product manufacturers. 

1.02. WORK INCLUDED 

A. The work includes sewer cleaning and removal and disposal of materials cleaned from the 
sewers. The intent of sewer cleaning is to remove sludge, dirt, sand, rocks, grease, roots, and 
other materials from the sewers as required for televising/video taping, air testing, and 
performing internal repairs. 

1.03. WATER FOR SEWER CLEANING 

A. The Contractor is responsible for providing water for the cleaning and curing processes. 

1.04. QUALITY ASSURANCE 

A. Refer to the final acceptance provisions under Part 3 - Execution of this Section. 

1.05. WORK ON PRIVATE PROPERTY OR IN RIGHTS-OFWAY 

A. Permission to work on private property or obtaining rights-of-way, if required, shall be secured by 
the OWNER. 

B. If, for the CONTRACTOR’s convenience (e.g., material storage areas, staging areas, additional 
site access, etc.), CONTRACTOR desires permission to work on private property (other than 
properties where permission to work and/or rights-of-ways have been secured by the OWNER), 
CONTRACTOR shall secure permission and provide OWNER with appropriate documentation. 

C. The CONTRACTOR shall protect from damage all property, including land, trees, shrubs, 
fences, and other existing improvements and replace in kind all those damaged as a result of the 
CONTRACTOR’s operations. 

D. The CONTRACTOR shall pay all claims for property damage and trespass/occupation for 
damage outside the immediate work area or rights-of-way, as designated by the 
OWNER/ENGINEER. 

1.06. SPECIAL PRECAUTIONS 

A. When hydraulically propelled cleaning tools (which depend upon water pressure to provide their 
cleaning force) or tools which retard the flow in the sewer line are used, CONTRACTOR shall 
take all precautions to ensure that the water pressure created does not damage or cause 
flooding of public or private property being served by the sewer. Any damage or flooding shall be 
properly cleaned up by the CONTRACTOR and reported immediately to the OWNER. 



Collection System Rehabilitation Phase 3 
11144264 02711 - 2 SANITARY SEWER CLEANING 

CONTRACTOR shall be responsible for all damage incurred to public or private property caused 
by CONTRACTOR cleaning the sewer. 

PART 2 PRODUCTS (NOT APPLICABLE) 

PART 3  EXECUTION 

3.01. SEWER CLEANING 

A. The designated sewer sections shall be cleaned using high-velocity jet, combination high-
velocity jet/vacuum machinery, or mechanically powered equipment, equipped with mechanical 
measuring device capable of determining distance of travel into the pipeline. Selection of the 
equipment used shall be based on the conditions of lines at the time the work commences. The 
equipment shall be capable of removing sludge, dirt, sand, rocks, grease, and other materials 
and obstructions from the sewers and manholes. If cleaning of an entire section cannot be 
successfully performed from one manhole, the equipment shall be set up on the other manhole 
and cleaning attempted again. If successful cleaning cannot be performed or the equipment fails 
to traverse the entire manhole section after this setup, it will be assumed that a major blockage 
exists, and the cleaning effort shall be abandoned. Cleaning shall be to the satisfaction of the 
OWNER’s representative. 

3.02. MATERIAL REMOVAL 

A. All sludge, dirt, sand, rocks, grease, roots, and other solid or semisolid material resulting from the 
cleaning operation shall be removed at the downstream manhole of the section being cleaned. 
Passing material from manhole section to manhole section, which could cause line stoppages, 
accumulations of grit in wet wells, or damage pumping equipment shall not be permitted. 

3.03. DISPOSAL OF MATERIALS 

A. All solids, semisolids, and liquids resulting from the cleaning operations shall be removed from 
the site and disposed of at an approved landfill site in accordance with DEP requirements. All 
material shall be removed from the site no less often than at the end of each workday. Under no 
circumstances will the CONTRACTOR be allowed to accumulate debris, etc., on the site of work 
beyond the stated time, except in totally enclosed containers and as approved by the OWNER. 

3.04. FINAL ACCEPTANCE 

A. Acceptance of sewer cleaning shall be made upon the successful completion of the television 
inspection and shall be to the satisfaction of the OWNER’s representative. If the television 
inspection shows the cleaning to be unsatisfactory, the CONTRACTOR shall be required to re-
clean and inspect the sewer until the cleaning is shown to be satisfactory. Particular attention 
should be given to the adequacy of the cleaning to ensure that proper seating of the sealing 
packer can be achieved.  

END OF SECTION 
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SECTION 02715 

SANITARY SEWER FLOW CONTROL 

PART 1 GENERAL 

1.01. RELATED DOCUMENTS 

A.  Drawings and general provisions of Contract, including General and Supplementary Conditions 
and Division 1 Specifications. 

B. Specifications, as applicable, including proprietary specifications of individual system and 
product manufacturers. 

1.02. WORK REQUIRED 

A. The Contractor shall furnish all materials, labor, equipment, power, and maintenance to 
implement a temporary system for conveying the existing wastewater flow past the work area for 
the time required to complete the sanitary sewer system maintenance/rehabilitation operations. 

1.03. SUBMITTALS 

A. Flow Control System Plan – The Contractor shall submit a flow control system plan to the 
Owner/Engineer for review and discussion purposes prior to initiating work on the project.  

B. Submit a specific detailed description of each proposed temporary pumping system at least 14 
days prior to intended use.  The submittal shall include, but not be limited to, the following: 

1. A written description of the plan. 

2. Quantity, capacity, and location of all pumping equipment. 

3. Pump performance curves and head capacity curves demonstrating the capability to 
meet all required flows. 

4. The size, type and routing of all suction and discharge piping and the means of 
connecting the system. 

5. Description of controls and emergency power source. 

C. Engineer’s review will be limited to verification of compliance with performance requirements 
only. Owner will review temporary pumping system submittals with respect to maintenance of 
plant operations. 

1.04 PERFORMANCE REQUIREMENTS 

A. Design the installation and operation of temporary pumping systems in accordance with Laws 
and Regulations, including local noise and light ordinances. 

B. Provide fuel supply for 48 hours of operation on Site and stored in accordance with Laws and 
Regulations. Assume responsibility for all spills and regulatory fines due to failure of the 
temporary pumping system. 
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C. Temporary pumping systems shall be designed to pump peak capacity with largest unit out of 
service as follows: 

D. Provide a backup pump on-site and ready for operation of the same capacity as the largest 
temporary bypass pump. In addition, one of the following two conditions must be met: 

1. The temporary pumping system must be manned continuously (24 hours per day, 7 
days per week) during operation by a representative of the Contractor trained and 
certified by the pump Supplier. In the event of a pump failure, the Owner shall be 
notified within 15 minutes and the temporary backup pump shall be placed into 
service within one hour of the pump failure.   

2. As an alternative to 24/7 manned operation, install, test, and maintain remote 
telemetry to monitor operation of the temporary pump(s) and the wet well level(s). 
Notify Owner within 15 minutes of a pump and/or system failure. Report to Site within 
30 minutes of a pump and/or system failure, and place the temporary backup pump 
in service within one hour of a pump and/or system failure. The telemetry system 
shall notify up to 6 individuals in a specific order and the contact phone numbers 
shall be coordinated with and provided to the Owner.  

3. For temporary pumping system with automatic backup pump operation, report to Site 
within 30 minutes of a pump failure to ensure the automatic backup system is 
operating properly. 

E. Temporary pumping systems shall be equipped with noise reduction features that limit the 
noise output to 65 db[A] within 50 feet of the equipment or to 60 db[A] at the nearest 
residence property line, whichever is less. 

F. Provide variable speed pumps or drives where required to meet temporary pumping 
requirements.   

G. See Section 01010, Summary of Work, for facility outage requirements and constraints.    

1.05 QUALITY ASSURANCE 

A. The design, installation, and operation of the temporary flow control system shall be the 
Contractor’s responsibility. The flow control system shall meet the requirements of all codes and 
regulatory agencies having jurisdiction. 

B. In developing the temporary flow control system plan, the Contractor shall take into account 
pump performance data/curves; quantity, capacity, and location of all equipment; size, type and 
routing of all suction and discharge pipes; and means of connecting the system. 

C. When bypass pumping is required, the Contractor shall include one standby pump equivalent in 
size to the single largest pump in service. The standby pump shall be fully connected and ready 
for operation so that, upon starting the motor, the standby pump will convey the flow. 

1.06 WORK ON PRIVATE PROPERTY OR IN RIGHTS-OF-WAY 

A. Permission to work on private property or obtaining rights-of-way, if required, shall be secured by 
the Owner. 

B. If, for the Contractor’s convenience (e.g. material storage areas, staging areas, additional site 
access, etc.), Contractor desires permission to work on private property (other than properties 
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where permission to work and/or rights-of-ways have been secured by the Owner), Contractor 
shall secure permission and provide Owner with appropriate documentation. 

C. The Contractor shall protect from damage all property, including land, trees, shrubs, fences, and 
other existing improvements and replace in kind all those damaged as a result of the 
Contractor’s operations. 

D. The Contractor shall pay all claims for property damage and trespass/occupation for damage 
outside the immediate work area or rights-of-way, as designated by the Owner/Engineer. 

1.07 SPECIAL PRECAUTIONS 

A. The Contractor shall give notice of sewer system interruption to the Owner and affected property 
owners. 

B. When flow in a sewer is plugged, blocked, or bypassed, sufficient precautions shall be taken to 
protect the sewer from damage that could potentially result from sewer surcharging. As a guide, 
the Contractor shall endeavor to limit the level of surcharging to 5 psi (11.6 feet), a standard test 
pressure for new sewers. Further, precautions shall be taken to ensure that temporary flow 
control measures do not cause flooding or damage to public or private property served by the 
sewers. 

C. The Contractor shall take care to prevent spills and discharges of raw wastewater to the ground, 
trenches, and State waters. Any spills and discharges shall be properly cleaned up and reported 
immediately to the Owner. 

D. If any spills of raw wastewater occur, due to failure of the Contractor to maintain the temporary 
flow control system, the Contractor shall be responsible for the cost of spill cleanup and any fines 
levied on the Owner by the state, federal, or any other applicable agency. 

E. Contractor shall provide subcontractor(s) or personnel experienced in the cleanup of sewage 
spills satisfactory to Owner. 

1.08 TEMPORARY PUMPING COORDINATION MEETING 

A. After Owner and Engineer review of temporary pumping system submittal(s), and at least 7 
days prior to intended use, schedule a coordination meeting with the Owner, Engineer, 
Contractor, and Subcontractor or temporary pump Supplier, if applicable.   

B. No temporary pumping shall take place until after satisfactory completion of the associated 
coordination meeting. 

C. Due to short duration of bypass pumping event, confine this event to a period that is 
acceptable to owner when rain is expected to be minimal. 

1.09 SPECIAL PRECAUTIONS 

A. Contractor is responsible for fines levied on Owner by state, federal, and/or other agencies 
due to spills caused by failure of temporary pumping systems. 

B. Provide Jersey barriers in all locations where temporary pumps, piping, and other 
accessories are located in roadways, driveways, and other vehicle-accessed areas. 

C. Provide security fencing for all temporary pumps where not located within a secured area. 
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PART 2 PRODUCTS   

2.01. PLUGS 

A. Plugs shall be inflatable, designed for sanitary sewer applications. 

B. All plugs shall be equipped with a steel cable for firm attachment to a stationary object at ground 
level to prevent loss of the plug in the sewer. 

2.02. PUMPS 

A. Pumps shall be capable of pumping wastewater, grit, and other debris normally present in 
sanitary sewers. Pumping equipment shall be of adequate capacity to maintain sewer flows 
within the limits set forth in Part 3 – Execution of this section. 

B. Pumps shall be complete with suction and discharge piping and fittings and all other 
appurtenances for a complete installation. 

C. The pumps and drives shall be rated for continuous duty and shall be capable of pumping the 
required flow ranges without surging, cavitation, or vibration. Where required pumping rates are 
not specified, coordinate with Engineer to determine required pumping range prior to submitting 
associated Shop Drawings. Pumps shall not overload drivers at any point on the pump operating 
curve. Pumps shall be suitable for use with raw unscreened sewage and trash being pumped. 
Pumps shall be self-contained units designed for temporary use. 

D. Pumps shall either have fully automatic self-priming units that do not require the use of foot-
valves or vacuum pumps in the priming system, or they shall be submersible.  

E. The pumps shall be diesel powered or powered by a diesel-powered generator. 

F. Provide the necessary start/stop and level controls for each pump. 

2.03 PIPING 

A. In order to prevent the accidental spillage, all temporary piping must be constructed of rigid or 
semi-rigid pipe with positive, leak-proof connections. All pipe materials and joints for 
temporary piping systems must be accepted by Engineer prior to use. 

B. Pipe 12 inches and larger shall be ductile iron or fused joint high density polyethylene pipe to 
provide a leak-proof piping system. Flanged joints shall be used for exposed or submerged 
ductile iron pipe. Pipe joints shall be accepted by Engineer prior to use for temporary ductile 
iron pipe. 

C. Provide heat tracing of temporary piping as required to prevent freezing. 

PART 3 EXECUTION 

3.01. GENERAL 

A. Flow control shall be performed as required to comply with these specifications. No discharge of 
sewage onto the ground or into the trench will be allowed. 

B. When sewer depth of flow at the upstream manhole of the sewer section being worked on is 
above the maximum allowable for television inspection/videotaping, air testing, or sewer lining, 
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the flow shall be reduced by plugging, blocking, or bypass pumping. Unless otherwise stipulated 
by the liner manufacturer, depth of flow shall not exceed 25 percent of the pipe diameter as 
measured in the manhole. 

C. The Contractor shall cease temporary flow control measures and re-establish gravity flow 
conditions at the end of each workday. Contractor shall follow the details on the Contract 
Drawings regarding temporary tie-ins of sewage. 

3.02. PLUGGING OR BLOCKING 

A. When plugging or blocking is required, a sewer plug shall be inserted into the sewer upstream of 
the section being worked on. The plug shall be designed so that all or any portion of the 
wastewater can be released. Flow shall be reduced to the limits specified above. 

B. Plugs shall be firmly attached to a stationary object at ground level to prevent loss of the plug in 
the sewer. 

3.03. BYPASS PUMPING 

A. When bypass pumping is required, the Contractor shall set up and operate pumps, suction and 
discharge piping, plugs, and other equipment to divert the wastewater flow around the work 
area. 

1. Average Daily Flow Rate 1.1 mgd, Instantaneous Peak Flow 4 mgd. 

B. The Contractor shall include one standby pump equivalent in size to the single largest pump in 
service. The standby pump shall be fully connected and ready for operation so that, upon 
starting motor, the standby pump will convey the flow. 

C. The Contractor shall furnish oil, fuel, grease, lubricants, tools, and spare parts that may be 
required to maintain the operation of the pumps throughout the work period, as recommended 
by the manufacturer. The Contractor shall be solely responsible for maintaining the temporary 
bypass pumps and appurtenances. 

D. The Contractor shall maintain adequate hoisting equipment for the pumps and ancillary 
equipment at the site. 

E. The Contractor shall ensure that a responsible operator is on hand at all times when pumps are 
operating. 

F. At the end of the work period, the Contractor shall remove the pumps and appurtenances and 
restore the site to the satisfaction of the Owner. 

END OF SECTION 
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SECTION 02772 

SANITARY SEWER REHABILITATION - CURED-IN-PLACE PIPE LINING  

PART 1 GENERAL 

1.01. DESCRIPTION 

A. Provide all materials, equipment, labor and incidentals for the installation of cured-in-place 
pipe lining (CIPPL) within the sewer main and storm sewer.  

B. The work includes rehabilitation of a structurally damaged or leaking gravity sanitary sewer 
main through installation at a cured-in-place pipe liner. 

C. The CIPPL shall extend the full length of the original pipe, cure into a hard, impermeable liner 
of the specified thickness, and form a structurally sound liner pipe with a uniformly smooth 
interior. The CIPPL shall be continuous and tight fitting. 

1.02. REFERENCE STANDARDS 

A. Comply with applicable provisions and recommendations of the following: 

1. ASTM D790 - Standard Test Methods for Flexural Properties of Unreinforced and 
Reinforced Plastics and Electrical Insulating Materials.  

2. ASTM F1216-22 - Standard Practice for Rehabilitation of Existing Pipelines and 
Conduits by the Inversion and Curing of a Resin-Impregnated Tube. For fully 
deteriorated condition. 

3. ASTM F1743 – Standard Practice for Rehabilitation of Existing Pipelines and 
Conduits by the Pull In and Inflate and Curing of a Resin-Impregnated Tube. 

4. ASTM D543 -Standard Practices for Evaluating the Resistance of Plastics to 
Chemical Reagents. 

5. ASTM D5813 – Standard Specification for Cured-in-Place Thermosetting Resin 
Sewer Piping Systems. 

1.03. QUALIFICATIONS 

A. For each method of installation and curing used on this project, Contractor shall have a history of 
at least 150,000 linear feet of CIPPL work in sewers using a similar resin and flexible tube and 
using the specific method of installation and curing being used. 

B. For each method of installation and curing used on this project, the CIPPL Work shall be 
supervised by a foreman having previously supervised a minimum of 50,000 linear feet of 
CIPPL using a similar resin and flexible tube and using the specific method of installation and 
curing method proposed. 

C. The entity performing the wet-out of the CIPPL shall have been performing this type of work 
for a minimum of three years and previously wet-out at least 350,000 linear feet of CIPPL. 
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1.04. DELIVERY, STORAGE AND HANDLING 

A. Care shall be taken in shipping, handling and storage to avoid damaging the liner. Any liner 
damaged in shipment shall be replaced as directed by the Owner/Engineer at no additional 
cost to Owner. 

B. While stored, the CIPPL shall be adequately supported and protected. The CIPPL shall be 
stored in a manner as recommended by the manufacturer. 

1.05. QUALITY CONTROL 

A. No change of material, design values, or procedures as developed before bidding the 
contract may be made during the course of the Work without the prior written approval of the 
Engineer.  

B. All liner to be installed under this Work may be inspected at the manufacturer plant(s) and 
wet-out facility for compliance with these Specifications by Owner or Engineer. The 
Contractor shall require the wet-out facility's cooperation in these inspections. The cost of 
inspection will be the responsibility of the Owner. 

C. At the time of manufacture, inspect each lot of liner for defects. At the time of delivery, the 
liner shall be homogeneous throughout, uniform in color, free of cracks, holes, foreign 
materials, blisters, or deleterious faults. 

D. All materials shall be accompanied by test reports certifying conformance to the ASTM 
standards listed herein.  

E. Acceptance Testing:   

1. General: 

a. Lined pipes shall be CCTV after installation to assure no defects. 

b. Any damage caused to properties due to wastewater handling and/or 
wastewater backup while lining shall be the responsibility of the Contractor. 

1.06. WARRANTY 

A.  All lining work shall be fully guaranteed by the Contractor for a period of 3 years from the date 
of Final Acceptance unless otherwise stipulated in writing by the Owner prior to the date of 
Conditional Acceptance. During this period, all serious defects discovered by the Owner or 
Engineer shall be removed and replaced by the Contractor in a satisfactory manner at no 
cost to the Owner. Owner may conduct independent television inspections, at its own 
expense, of the lining Work at any time prior to the completion of the guarantee period. 

1.07. SUBMITTALS 

A. Contractor shall submit the information listed below, following the format and guidelines 
consistent with Specification Section 01300 – Submittals. 

B. Cured-In-Place Pipe: 

1. Independent third-party testing of at least 100 lined manhole to manhole segments 
with results that meet the product's reported structural properties of the proposed 
product. 
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2. Independent third-party certified laboratory test reports demonstrating that the exact 
resin/liner combination to be used for this project meets the requirements for initial 
structural properties and chemical resistance and that the resin and liner are 
compatible. 

3. Resin manufacturer product specific data for the resin and initiator cocktail system, 
including: 

a. Resin trade name with formulation specific numbering. 

b. Resin Infrared Spectrographic documentation. 

c. Resin physical properties testing documentation.  

d. Material safety data sheets (MSDS) for resin material.  

4. Structural design calculations and specification data sheets listing all parameters 
used in the liner design and thickness calculations 

C. Hydrophilic end seal sleeves to be used and method of installation. 

D. Contingency plan, including methods and equipment to be used to repair unacceptable liner 
defects and for removing failed liners. Plan for availability and accessibility of backup 
equipment such as two lateral reinstatement cutters per truck. 

E. Contractor Qualifications.   

F. Bypass Pumping Plan consistent with the requirements in Sections 02715 – Sanitary Sewer 
Flow Control demonstrating how the existing flows stated in the contract documents will be 
adequately maintained throughout the construction, including a description of the Contractor’s 
approach to managing any flow from live laterals.  

G. Grout for joint sealing. 

PART 2 PRODUCT 

2.01. DESIGN REQUIREMENTS 

A. The CIPPL shall extend continuously from one manhole to the next manhole without joints or 
from one inlet/junction manhole to the next inlet/junction manhole; be designed for remote 
reinstatement of existing service laterals and for external tapping of new service laterals; and 
provide for complete structural integrity independent of the load-bearing capacity of the host 
pipe.   

B. The CIPPL lining shall be a resin-impregnated flexible tube which is inserted into the sewer to 
be rehabilitated and cured-in-place by an acceptable curing method. The tube may have a 
suitable polyurethane membrane coating for protection of the interior surface and to provide a 
uniform, smooth flow surface and may be removed after installation and curing is completed. 
The resin shall be a liquid thermosetting resin and shall be suitable for the design conditions 
as well as the curing process.   

C. A hydrophilic seal system shall be installed at both ends of the host pipe before and after the 
liner is installed to create a seal at both ends of the liner both inside the pipe and at the 
connection with the manhole. 
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D. Structural Properties: 

1. The CIPPL shall have as a minimum the structural properties listed below: 

Flexural Strength ASTM D-790 4,500 psi 

Flexural Modulus (Short Term) ASTM D-790 250,000 psi 

2.02. LINER TUBE 

A. The tube shall consist of one or more layers of flexible needled felt or an equivalent non-woven 
or woven material, or a combination of non-woven and woven materials, capable of carrying 
resin and withstanding installation pressures and curing temperatures. The tube shall be 
compatible with the resin system used. The material shall be able to stretch to fit irregular pipe 
sections and negotiate bends. The outside layer of the tube shall be plastic coated with a 
material that is compatible with the resin system used. The tube shall be fabricated to a size that, 
when installed, will tightly fit the internal circumference and the length of the host pipe. Allowance 
shall be made for circumferential stretching during installation. 

B. The tube shall be to the minimum length to effectively span the distance between manholes, in 
accordance with actual distances as field verified by the CONTRACTOR prior to impregnation of 
the liner tube. 

C. Acceptable Manufacturers: 

1. Insituform Technologies®, Inc. 

2. Perma-Liner Industries, Inc. 

3. C.I.P.P. Corporation. 

4. National Liner®. 

5. N-Liner™. 

6. OWNER/ENGINEER approved equal. 

2.03. RESIN 

A. A resin system that is compatible with the liner tube materials and installation process shall be 
used. The resin shall be able to cure in the presence of water. The initiation temperature for cure 
shall be less than 180° F. 

B. The resin shall have proven resistance to normal municipal wastewater, especially sulfuric acid 
corrosion and hydrogen sulfide gas. 

2.04. HYDROPHILIC END SEAL SLEEVE 

A. LMK Insignia End Seal Sleeves shall be installed within the host pipe entering and existing 
the manholes. The mechanical fastener shall be adjusted prior to installation of the liner to 
provide a compression seal to the end of the pipe at the manhole. 

B. “de neef Swellseal WA” or SikaSwell shall be installed at the following locations: 

1. Between the manhole wall and the LMK Insignia End Seal Sleeve within the existing 
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pipe. 

2. Along the bottom of the manhole channel from the manhole wall to the end of the 
pipe liner. 

3. From the outside edge of the pipe liner that protrudes into the manhole for 1-inch 
along the manhole wall in all directions to seal any water from entering the manhole 
from between the existing host pipe and the liner in the annular space.    

C. No substitute products will be accepted. 

D. Install products per manufactures instructions. 

2.05. CHEMICAL GROUT 

A.   Used to reduce the infiltration at pipe joints, as recommended by the CIPPL manufacturer, by 
sealing the pipe joint with chemical grout prior to installing liner where deemed necessary for 
a satisfactory installation. Provide all labor, materials, tools, and equipment required to grout 
leaking pipe joints and lateral reinstatements by using the packer injection method or by a 
manned entry method.  

B. Grout by pressure injection of chemical grout into the soils encompassing the exterior of pipe 
joint, or into the void space between the liner and the host pipe. Inject adequate volume to 
form an effective seal based upon pipe size and field conditions. 

C. Chemical sealant constituent, initiator and catalyst designed for sealing leaks in the sanitary 
sewer lines. Solution shall have ability to tolerate dilution of up to 50% by volume of 
groundwater and react in moving water. After final reaction, it shall be a stiff, impermeable, 
yet flexible gel at chemical concentrations as low as 0.4 lbs per gallon of water that is able to 
break away from the joint sealing packer when the packer is deflated. 

D. True solution at concentrations as high as three pounds per gallon of water. 

E. Acceptable Manufacturers: 

1. Avanti. 

2. Deneef Construction Chemicals, Inc. 

3. American Chemical Grout. 

4. Or equal. 

PART 3 EXECUTION 

3.01. PREPARATION 

A. Clean mainline pipes prior to Pre-Construction Inspection, such that the pipes are free of 
roots, grease, sand, rocks/bricks, sludge, tuberculation (to a tolerance of 0.25 inches 
projection) and other debris. 

B. For pipe segments found to have any actively leaking defects that would be categorized as 
Runners or Gushers by the PACP Defect Rating Codes, leaks must be grouted prior to lining 
to the satisfaction of the Engineer and/or Owner.  
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C. Contractor to keep work site clean and site shall be restored to pre-work conditions at the end 
of each day. 

3.02. BYPASS PUMPING 

A. As required, provide for continuous flow around the section of pipe that is to be lined. The 
pump and bypass lines shall be of adequate capacity and size to handle the flow of the 
sewers.  

B. Maintain bypass pumping until post lining televising report and video is completed. Post lining 
inspection shall be done immediately following re-instatement of laterals but prior to resuming 
sanitary flow in the newly lined reach. 

3.03. PRE-INSTALLATION TELEVISION INSPECTION 

A. The CONTRACTOR shall perform a closed-circuit television inspection to confirm the inside 
diameter, alignment, and condition of the host pipe. If conditions are uncovered during the 
inspection that materially differ from those ordinarily encountered, the CONTRACTOR shall 
notify the OWNER/ENGINEER. 

B. The closed-circuit television inspection shall be performed using a pan and tilt 360-degree 
optical lens camera capable of viewing the complete circumference of the pipe. The camera 
light head shall include a high intensity side viewing lighting system to provide illumination of 
internal portions of the pipe. 

C. The CONTRACTOR shall document the condition of the pipe on color DVD, accompanied by 
written inspection reports. 

D. Contractor shall inspect cleaned line, by use of closed-circuit TV cameras, prior to start of 
lining to confirm that the lines are adequately cleaned. Insertion of the liner by the Contractor 
shall serve as evidence of his acceptance of the condition of the pipe and the suitability of the 
liner insertion within the host pipe. Failure of the liner system due to inadequately cleaned 
host pipes shall be repaired by the Contractor at no cost to the Owner. 

3.04. CIPPL INSTALLATION PROCEDURES 

A. General: 

1. The CONTRACTOR shall install and process the cured-in-place pipe liner in 
accordance with the manufacturer’s specific detailed instructions, which are 
summarized in this paragraph 3.03. The CONTRACTOR shall maintain a detailed 
process control log to document the installation and curing process. 

2. The completed pipe liner shall fit tightly against the inside wall of the host pipe, be 
locked into the joints of the host pipe, and have distinct dimples at the locations of 
existing service lateral connections to the host pipe. 

B. Resin Impregnation: 

1. Unless otherwise approved by the OWNER/ENGINEER, the liner tube shall be 
impregnated with resin (“wet-out”) using a vacuum pump and set of calibration rollers 
under controlled conditions. Thorough saturation of the liner tube with resin shall be 
visibly evident. 
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2. The volume of resin used shall be sufficient to fill all voids in the tube material at 
nominal thickness and diameter, and seal the ends at the insertion and termination 
points. The volume shall be adjusted by adding excess resin in accordance with the 
manufacturer’s recommendations to account for the change in resin volume due to 
polymerization and to allow for any migration of resin into the cracks and joints of the 
host pipe.  

C. Insertion: 

1. The “wet-out” tube shall be inserted through an existing manhole or other approved 
access by application of a hydrostatic head, compressed air, or other means 
approved by the manufacturer sufficient to fully extend it to the next designated 
manhole or termination point. 

2. The internal pressure shall be sufficient to hold the tube tight to the host pipe wall, 
producing dimples at the service connections. 

3. The CONTRACTOR shall ensure that the internal pressure in the tube exceeds both 
groundwater pressure and pressure due to wastewater in the laterals. 

D. Curing: 

1. After insertion, a suitable heat source/distribution system shall be used to circulate hot 
water, air, and/or steam throughout the pipe section, as recommended by the 
manufacturer. The equipment shall be capable of delivering hot water, air, and/or steam 
throughout the section to uniformly raise the temperature above that required to cure the 
resin. The appropriate temperature shall be maintained for the cure period, as 
determined by the liner manufacturer. 

2. The heat source/distribution system shall be fitted with suitable monitors to gauge the 
temperature of the incoming and outgoing curing medium. 

E. Cool Down: 

1. The liner material shall be cooled to a temperature below 100° F before relieving 
pressure on the tube. 

3.05. SERVICE CONNECTION REINSTATEMENT 

A. Service Connections: Reopen all of the existing active service connections in each length of 
sewer immediately following installation of the liner. Reopen active service connections from 
inside the sewer by means of a remote controlled, CCTV assisted cutting device appropriate 
for the liner material and the rehabilitated sewer pipe. Each active service connection shall be 
cut completely open and shall have smooth edges with no protruding material capable of 
hindering flow or catching and holding solids contained in the flow stream. If the service 
connection cannot be fully reopened due to time constraints, open each service connection to 
a minimum of 75% before the end of each working day. The clear opening in the pipe liner 
shall match the inside diameter of the existing service connection. 

B. Inactive Service Connections: Do not reopen capped or inactive lateral connections. The 
Owner or Engineer will determine locations of inactive service connections. 

3.06. TRIMMING AT MANHOLES 

A. Neatly and smoothly trim the finished ends of the liner to a maximum of 2” beyond the end of 
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the lined pipe. Do not leave any rough edges that may catch debris. Leave a small portion of 
CIPPL within the manhole channel.   

B. Provide a smooth transition between the existing manhole channel invert and the influent and 
effluent liner using cement grout or beveling to prevent settling of sediments or debris from 
catching on the liner. If the conditions warrant, the Owner/Engineer may require the 
Contractor to form a continuous invert through the manhole. If CIPPL is installed through an 
intermediate manhole, the CIPPL within the manhole shall be cut and removed above the top 
of the existing channel. The bench and the channel shall be grouted and shaped as 
necessary to support the CIPPL, at no additional cost to the Owner.  

C. No water shall be able to migrate between the CIPPL and the host pipe; otherwise, the GRP-
CIPPL installation shall be considered defective and shall be repaired or replaced at no 
additional cost.  

3.07. POST-INSTALLATION INSPECTION OF COMPLETED WORK 

A. Clean pipes prior to Post-Construction Inspection, such that the pipes are free of grease, and 
other debris.  

B. To document the quality of the Liner installation, the Contractor shall perform a closed-circuit 
television inspection.   

C. The Contractor shall document the condition of the pipe in color in digital format to be 
provided to Owner on an external hard drive. The external hard drive will be used to transport 
electronic video recordings and inspection logs onto the Authority’s electronic storage 
system. The external hard drive will be returned to the Contractor after the project. No DVDs 
or hard copies of the inspection reports shall be submitted by the Contractor. 

D. Correct all defects discovered during the television inspection before Conditional Acceptance. 
After the defects are corrected, repeat the post-construction Inspection for that sewer line.  

E. Owner will perform a CCTV inspection of every lined mainline approximately 1 year after 
installation to check for defects. 

3.08. FINAL CLEANUP 

A. Upon completion of rehabilitation work, the Contractor shall promptly remove equipment from 
the job site and restore rights-of-ways, streets, yards and other disturbed areas to a condition 
better than or equal to its condition prior to construction. This includes any necessary seeding 
and mulching in easements and other non-paved areas.    

3.09. CIPPL ACCEPTANCE 

A. Acceptance of the CIPPL shall be based on the Engineer’s evaluation of the resin 
impregnation quality control reports, curing logs, post-construction inspection video, air 
testing of the main, and laboratory test results (if required) for the installed pipe samples, 
which shall demonstrate:  

1. Compliance with the required CIPPL physical properties and thickness.  

2. Observed groundwater infiltration of the liner is zero. 

3. All active service connections are open and clear. 
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4. There is no evidence of excessive wrinkles, splits, cracks, breaks, lifts, kinks, scalds, 
blisters, delaminations, crazing or other defects in the liner. 

B. If any defective liner is discovered after it has been installed, it shall be removed and 
replaced with either a sound liner or a new pipe at no additional cost to the Owner. The 
Contractor shall be responsible for costs of additional testing required to confirm compliance 
with these requirements. Obtain approval of the Engineer for method of repair prior to repair. 

C. For liners with defects, if the Contractor elects to excavate in order to repair defects in the 
liner, cut and remove the defective section of liner plus the host pipe to a minimum of two feet 
beyond each end of the defective liner. Use SDR 35 PVC to replace the removed liner and 
host pipe. Align invert of point repair with invert of CIPPL. On either side of the proposed 
repair, carefully remove the host pipe from around the existing sound liner to expose a 
minimum of five inches of sound liner or as needed for repair coupling. Use mechanical 
couplings to connect the new PVC directly to the sound liner. Provide repair couplings 
custom fabricated specifically to fit the outside diameter of the host pipe and CIPPL to assure 
a watertight connection. Haunch all exposed liner and new PVC pipe to the spring line with 
pipe bedding material. Place AASHTO #57 bedding, as approved by the Engineer a minimum 
of eight inches on either side of the pipe from spring line of new PVC pipe and 1 foot above 
the pipe. 

D. If the Contractor elects to repair defects in the liner using trenchless methods, remove the 
defective sections of liner for the full circumference to a minimum of six inches beyond each 
end of the defective liner or as approved by the Engineer. Install a cured-in-place point repair 
that matches or exceeds the short and long-term material properties of the existing liner and 
must have the appropriate thickness to withstand the criteria for that particular liner. A 
minimum of twelve inches of overlap is required on either end of the repair, with hydrophilic 
bands placed six inches from either end of the repair (i.e., centered on each overlap). Should 
the proposed cured-in-place point repair and hydrophilic end seals reduce the inside diameter 
of pipe to an unacceptable diameter, the Owner retains the right to require alternative 
materials for the repair or to have the Contractor perform an excavated repair, at no 
additional cost to the Owner. 

END OF SECTION 
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SECTION 02980 

SITE REHABILITATION 

PART 1 GENERAL 

1.01. SECTION INCLUDES 

A. Site rehabilitation of lawns, existing cultivated or landscape items such as trees, shrubs, 
hedges, saplings, vines, ground cover vegetation, gardens, etc. 

B. Restoration of uncultivated lands  

C. Restoration of miscellaneous areas between edge of right of way and edge of property, 
including non-paved driveway aprons 

D. Topsoil, fertilizer, seeding, mulching, and planting. 

E. Site rehabilitation of walls, terraces, fences, ditches, drains, culverts, drives, posts, patios, 
outdoor recreational equipment, garden decorations and appurtenances, small structures, 
and all other artificial features. 

F. Site modifications and development to meet new conditions. 

G. Removal and disposal of all excess materials, equipment, trash, and debris used for, or 
resulting from, the work included in this Section.  

1.02. RELATED SECTIONS 

A. Section 01025 - Unit Price Item. 

B. Section 01039 – Coordination. 

C. Section 01300 – Submittals. 

1.03. REFERENCES 

A. The American Association of Nurserymen Standards - ANSI Standard 2-60.1, “Nursery 
Stock.” 

1.04. QUALITY ASSURANCE 

A. Areas and features to be restored: 

1. All areas, including natural features occurring thereon, which are damaged or 
disturbed by the Contractor’s operations, shall be restored, repaired, or replaced to 
the same or superior condition which existed prior to construction or as modified 
herein or as shown on the Drawings. 

2. Artificial features shall be restored equal to a new condition or as modified herein or 
as shown on the Drawings. 
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1.05. SUBMITTALS 

A. Submit under provisions of Section 01300 - Submittals. 

B. Topsoil - Submit sieve analysis and characteristics of topsoil as listed in PART 2 - 
PRODUCTS. 

C. Submit seed mixture data. 

1.06. QUALIFICATIONS 

A. All planting material to be furnished from a nursery which meets the requirements of the 
American Association of Nurserymen. 

1.07. PACKING AND SHIPPING 

A. All seed furnished for this project shall be delivered in standard size unopened bags of the 
vendor, showing weight, mixture, vendor’s name, and guaranteed analysis. 

1.08. STORAGE 

A. Seed shall be properly stored in dry conditions at the site of the work. 

1. Any seed damaged or spoiled during storage shall be replaced by the Contractor. 

1.09. ENVIRONMENTAL CONDITIONS 

A. Topsoil shall not be delivered or placed in a frozen or muddy condition. 

B. Seeding is to be done on dry or moderately dry soil. 

1. Seeding is to be done when the wind velocity does not exceed 5 miles per hour. 

1.10. SCHEDULE (NOT APPLICABLE) 

1.11. GUARANTEE 

A. Any new, reestablished, replaced, or disturbed plant material that fails to respond properly 
within the one-year guarantee period shall be replaced as specified above at no additional 
cost to the Owner. 

PART 2    PRODUCTS 

2.01. MATERIAL 

A. Topsoil: 

1. Topsoil shall be natural, fertile, friable agricultural soil capable of sustaining healthy 
vegetative growth. 

2. Topsoil shall meet the following gradation requirements free of stones, roots, sticks, 
and other foreign substances: 
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TABLE 1 

GRADATION OF TOPSOIL 

GRAIN 
DIAMETER SIEVE SIZE 

PERCENT PASSING 
BY WEIGHT 

6.3 mm 6.3 mm 100 

4.75 mm No. 4 60-85 

.075 mm No. 200 20-45 

.002 mm -- 7-27 

a. Topsoil shall contain less than 52 percent sand. 

3. The pH of topsoil shall be between 5.0 and 7.0. 

4. Topsoil shall contain no less than 6.0 percent organic matter. 

5. Topsoil may be from previously excavated, stockpiled, and protected materials, 
provided the materials meet the requirements for topsoil. 

B. Fertilizer: 

1. General Fertilizer: 

a. Fertilizer shall be as indicated on the landscaping drawings. 

2. Plant Fertilizer - As recommended by local Soil Conservation District of the 
Department of Agriculture for the type(s) of soil(s) and plant(s). 

C. Seed: 

1. All seed shall be fresh, recleaned, and of the latest crop year. 

2. Each component shall meet or exceed the minimum State and Federal requirements 
for purity and germination for that component. 

3. The weed content of each component shall not exceed 0.1 percent.  

4. The seed mix for lawns and other areas shall be as follows: 

TABLE 2 

PERMANENT SEEDINGS 

SPECIES PERCENT BY WEIGHT 

Creeping Red Fescue 35% 

Kentucky Bluegrass 25% 

Perennial Ryegrass 40% 

5. Variations may be recommended by qualified personnel but shall not be used without 
approval by the Engineer. 
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6. For uncultivated areas furnish perennial rye grass seed. 

D. Mulch for Tree or Shrub Plantings - Mulch shall be as indicated on the landscaping Drawings. 

E. Mulch for Seeded Areas - Mulch shall be oat straw, or hay, free from noxious weeds and 
other materials which may interfere with the establishment of a healthy stand of grass. 

PART 3    EXECUTION 

3.01. EXAMINATION 

A. Determine that surface area is ready for fine grading and/or to receive topsoil and seeding or 
plantings. 

1. Remove trash, debris, large stones, and other foreign materials from surface areas to 
be restored or rehabilitated. 

2. Topsoil shall be free of frozen fragments, debris, large stones, and other foreign 
materials. 

3.02. PREPARATION 

A. Fine Grading - Areas requiring topsoil shall be loosened to a depth of 12 inches; and fine 
graded to within 6 inches of finished grade, to provide a minimum compacted thickness of 6 
inches of topsoil at all locations. 

1. All such areas, whether in cut or fill, shall be raked to a depth of 1 inch, be parallel to 
finished grade as shown or required and shall be free of all stones, larger than 1 inch, 
roots, rubbish, and other deleterious material. 

3.03. INSTALLATION 

A. The Contractor shall reestablish all existing cultivated or landscape items, trees, shrubs, 
vines, and ground covers as practicable. 

1. Contractor shall provide additional or modify existing vegetation depending on extent 
of disturbance due to Contractor’s operations. 

2. Existing trees, plants, shrubs, saplings, ground cover, vines, etc., which are disturbed 
or damaged by the Contractor’s operations shall be replaced with new plant 
materials. 

B. Permanent Vegetation 

1. Planting of various permanent vegetative covers shall be performed on disturbed 
areas where the earthmoving activities have ceased. The vegetation shall reestablish 
ground cover for the control of surface runoff and erosion. 

2. The seedbed for permanent vegetative cover shall be prepared by using lime and 
fertilizer. 

a. If the time of the seeding occurs during a dry period, mulch shall be applied 
to conserve soil moisture. 
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3.04. TOPSOILING 

A. Topsoil shall be furnished and spread in the required areas to a depth of approximately 6 
inches. 

1. Stockpiled topsoil may be used if it is acceptable to the Engineer. 

2. In the event this topsoil is not satisfactory, or is inadequate to cover the required 
areas, the Contractor shall furnish the required amount of satisfactory topsoil from 
approved sources off the site. 

3.05. FERTILIZING 

A. The fertilizer shall be uniformly spread by a mechanical spreader at the rate of 25 pounds per 
1,000 square feet. 

1. The fertilizer shall be incorporated into the upper 2 inches of topsoil immediately after 
spreading. 

2. Other commercial fertilizers, such as 20-10-10 or 12-6-6 may be used at rates 
adjusted to provide the same quantity of nitrogen per 1,000 square feet. 

3.06. SEEDING 

A. Seed shall be applied at a rate of not less than 5 pounds per 1,000 square feet, using a 
mechanical spreader. 

1. Upon completion of the seeding, the area shall be raked lightly and rolled with a light 
hand roller. 

B. The process of spraying grass seeds, water, fertilizer, and mulch known as hydro-seeding or 
hydro-mulching may be utilized provided that water hazards are minimized. 

1. Presoaking, the spraying of the materials and watering after spraying shall be in strict 
accordance with the manufacturer’s instructions. 

2. All materials, protection, maintenance, etc., shall be in conformance with this 
specification. 

3. The mulch may be a wood fiber material compatible with the spray equipment. 

3.07. PLANTING 

A. All new plant materials which are to replace existing damaged plant materials shall be of the 
same genus and species as the original and shall be placed in the same location as the item 
being replaced. 

1. The size of the new plant materials shall, if practical, match that of the item being 
replaced, consistent with normally available sizes from nursery stock. 

2. Depending on the size and type of material, and when ordered by the Engineer, guy 
wires, stakes, anchors, and wrappings shall be furnished and installed in a proper 
manner to brace and protect the plant. 
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3. The Contractor shall, as soon as practicable, water and maintain all reestablished, 
replaced, or disturbed plant materials until final acceptance of total. 

B. Plant shall be set plumb and true. 

1. Shape area around saucer to form drainage grades to match existing. 

3.08. MULCHING AND PROTECTION 

A. The Contractor shall protect and maintain seeded areas to assure a full even stand of grass. 

1. Immediately after seeding and rolling, the Contractor shall apply oat, wheat or rye 
straw, or hay, free from noxious weeds, as a mulch, to a loose depth of about 1 inch. 

2. The Contractor shall perform all watering and reseeding as necessary for a minimum 
of 30 days and until final acceptance of the Contract, to ensure the establishment of 
a uniform stand of specified grasses. 

3.09. MAINTENANCE 

A. Any portion of seeded areas failing to produce a full uniform stand of grass from any cause 
shall be reseeded at full rate and re-fertilized at one-half rate and protected and maintained 
until such a full stand has been obtained. 

B. Plantings to be maintained for one year. 

3.10. RESTORATION OF UNCULTIVATED LANDS AND MISCELLANEOUS AREAS 

A. Areas of uncultivated land shall be restored as follows: 

1. The disturbed surfaces shall be rough graded to the original elevations (+1 inch) and 
general appearance which existed prior to construction (or to the new elevations and 
grades which are required), all debris, loose stones over 1 inch, boulders, etc., being 
removed in the process. 

2. The surface shall then be seeded with perennial rye grass, being spread at the rate 
of 1 lb. per 800 square feet. 

3. The area need not be raked or rolled after completion of seeding. 

B. Miscellaneous areas including non-paved driveway aprons and areas between edge of right 
of way and edge of property shall be restored to original or better condition. Contractor may 
also use salvageable or reused on-site materials including but not limited to gravel, cobbles, 
shell, and stone to match existing. Loam and seed shall be per this Section.  

3.11. SPECIAL CONDITIONS 

A. Damaged Trees - Vegetation which has been damaged by site preparation activities and 
deemed non-functional by the Owner or engineer, shall be replaced by the Contractor with 
vegetation of the same caliper, genus, and species at no additional compensation to the 
Contractor. 

END OF SECTION 
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Construction Notes 
 

1. CONTRACTOR SHALL CONFINE ALL WORK TO THE UNPAVED EASEMENT ACCESSWAY.  
COORDINATE LOCATION OF LARGE EQUIPMENT AND ACCESS BEYOND THE UNPAVED 
ACCESSWAY WITH OWNER. 

 
2. THE WORK IN THIS PROJECT IS CONSIDERED TO BE MAINTENANCE WORK ALLOWED IN 

THE WETLAND PROTECTION ACT.  CONTRACTOR SHALL CONFORM TO ALL 
REQUIREMENTS OF THIS ACT.  PROVIDE SEDIMENT AND EROSION CONTROL 
MEASURES TO PREVENT THE EROSION OF ANY MATERIAL DISRUPTED BY 
CONSTRUCTION ACTIVITIES.  SEE SECTION 01540.  
 

3. CONTRACTOR IS REQUIRED TO OBTAIN ALL NECESSARY PERMITS BEFORE STARTING 
WORK. 

 
4. CONTRACTOR SHALL PROVIDE AT LEAST 24 HOURS NOTICE TO RESIDENTS BEFORE 

BEGINNING ANY WORK ON PROPERTY. 
 

5. THE CONTRACTOR SHALL HAVE A COMPLETE SET OF CONTRACT DOCUMENTS AS 
WELL AS ALL APPROVALS ON THE JOB SITE AT ALL TIMES. 

 
6. ALL CONSTRUCTION SHALL BE IN STRICT ACCORDANCE WITH TOWN OF UXBRIDGE 

STANDARDS, DETAILS AND SPECIFICATIONS. 
 

7. ALL AREAS DISTURBED DURING CONSTRUCTION SHALL BE RESTORED TO A 
CONDITION EQUAL TO THAT WHICH EXISTED PRIOR TO CONSTRUCTION UNLESS 
NOTED OTHERWISE. 

 
8. CONTRACTOR SHALL COORDINATE STAGING AREAS WITH OWNER. 

 
9. CONTRACTOR SHALL CONTACT DIG SAFELY MASSACHUSETTS  PRIOR TO ANY 

EXCAVATION. 
 

10. APPROXIMATE LOCATION OF MAINLINE UTILITIES ARE SHOWN ON DRAWINGS, AND 
NONE OF THE INDIVIDUAL SERVICES ARE SHOWN.  CONTRACTOR SHALL BE 
RESPONSIBLE FOR CONFIRMING LOCATION AND DEPTH OF ALL UTILITIES PRIOR TO 
STARTING WORK. 

 
11. CONTRACTOR SHALL CONTACT UTILITY COMPANIES WHEN EXCAVATING IN THE 

VICINITY OF EXISTING UTILITIES.  CONTRACTOR SHALL BE RESPONSIBLE FOR THE 
REPAIR OF ANY EXISTING UTILITIES DAMAGED DUE TO HIS OPERATION. 

 
12. CONTRACTOR SHALL SUPPORT/OR PROTECT EXISTING SEWER, STORM, WATER MAIN, 

GAS, ELECTRIC, FIBER OPTIC / TELECOMMUNICATION, OR ANY OTHER EXISTING 
UTILITIES WHERE NECESSARY, IN ACCORDANCE WITH UTILITY OWNER'S 
REQUIREMENTS. 
 

13. TOWN STAFF ARE ONLY ABLE TO COMMUNICATE IN ENGLISH.  FOR SAFETY REASONS, 
CONTRACTOR CREW SHALL HAVE AT LEAST ONE MEMBER AVAILABLE AT ALL TIMES 
WHO IS ABLE TO COMMUNICATE IN ENGLISH. 



 

 

 
14. CONTRACTOR SHALL NOTIFY THE ENGINEER 72 HOURS PRIOR TO COMMENCING 

WORK. 
 

15. CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING ACCESS TO ANY MANHOLES 
LOCATED REMOTELY THAT ARE SCHEDULED FOR REHABILITATION IN EASEMENTS OR 
OFF ROAD. 

 
16. CONTRACTOR SHALL FIELD VERIFY ALL ELEVATIONS, TYPES OF MATERIALS AND PIPE 

INVERTS. CONTRACTOR SHALL REPORT ANY DISCREPANCIES TO THE ENGINEER 
IMMEDIATELY. 

 
17. THE CONTRACTOR SHALL PERFORM WORK BETWEEN THE HOURS OF 7:00 A.M. AND 

3:00 P.M.  UNLESS AUTHORIZED OTHERWISE IN WRITING BY THE ENGINEER. 
 

18. OWNER HAS LIMITED STAGING AREA.  THE CONTRACTOR IS RESPONSIBLE FOR 
SECURING A STAGING AREA, IF NEEDED. 
 

19. THE WORK AREA HAS THREE ACCESS POINTS.  CONTRACTOR SHALL MAKE USE OF 
THOSE ACCESS POINT ONLY.  THESE REQUIRE OWNER TO UNLOCK. 
 

20. ANY DEMOLITION MATERIALS INCLUDING, BUT NOT LIMITED TO, EXISTING FRAMES AND 
COVERS, SHALL BE REMOVED AND DISPOSED OF AT THE CONTRACTOR’S EXPENSE. 
 

21. ALL WORK IS LOCATED ADJACENT TO A RIVER AND ACCESS TO MANHOLES IS LIMITED 
AND MAY REQUIRE THE USE OF STAGING, LIFTING MECHANISMS, ETC TO 
ACCOMMODATE THE WORK AREA. 
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Access Point

Manhole

Replace Frame & Cover

Gravity Main

To Be Lined

SOUTHERN SYSTEM LINING
& MANHOLE COVER REPLACEMENT

WITH ACCESS POINTS

ADDRESS: 77 INDUSTRIAL DR
OWNER: MGJL REALTY LLC

ADDRESS: 25 OLD MILLVILLE RD
OWNER: HANSCOM JAYNE MOORE

SMH SMH SMH
825 548 541
826 547 542
824 545 540
823 546 539
821 544 538
549 543 537

822 536

Manhole Frame And
Cover Replacement

MH Run Diameter (in) Length (ft) Pipe Type
SSMH-829 TO SSMH-830 30 278 RCP
SSMH-831 TO SMH-832 30 255 RCP

ADDRESS: 195 OLD MILLVILLE RD
OWNER: PAWFECT LIFE RESCUE INC
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	Article 1 –  Definitions and Terminology
	1.01 0F►Defined Terms
	A. Wherever used in the Bidding Requirements or Contract Documents and printed with initial capital letters, the terms listed below will have the meanings indicated which are applicable to both the singular and plural thereof. In addition to terms spe...
	1. Addenda—Written or graphic instruments issued prior to the opening of Bids which clarify, correct, or change the Bidding Requirements or the proposed Contract Documents.
	2. Agreement—The written instrument which is evidence of the agreement between Owner and Contractor covering the Work.
	3. 1F►Application for Payment—The form acceptable to Engineer which is to be used by Contractor during the course of the Work in requesting progress or final payments and which is to be accompanied by such supporting documentation as is required by th...
	4. Asbestos—Any material that contains more than one percent asbestos and is friable or is releasing asbestos fibers into the air above current action levels established by the United States Occupational Safety and Health Administration.
	5. Bid—The offer or proposal of a Bidder submitted on the prescribed form setting forth the prices for the Work to be performed.
	6. Bidder—The individual or entity who submits a Bid directly to Owner.
	7. Bidding Documents—The Bidding Requirements and the proposed Contract Documents (including all Addenda).
	8. Bidding Requirements—The advertisement or invitation to bid, Instructions to Bidders, Bid security of acceptable form, if any, and the Bid Form with any supplements.
	9. Change Order—A document recommended by Engineer which is signed by Contractor and Owner and authorizes an addition, deletion, or revision in the Work or an adjustment in the Contract Price or the Contract Times, issued on or after the Effective Dat...
	10. Claim—A demand or assertion by Owner or Contractor seeking an adjustment of Contract Price or Contract Times, or both, or other relief with respect to the terms of the Contract. A demand for money or services by a third party is not a Claim.
	11. Contract—The entire and integrated written agreement between the Owner and Contractor concerning the Work. The Contract supersedes prior negotiations, representations, or agreements, whether written or oral.
	12. Contract Documents—Those items so designated in the Agreement. Only printed or hard copies of the items listed in the Agreement are Contract Documents. Approved Shop Drawings, other Contractor submittals, and the reports and drawings of subsurface...
	13. Contract Price—The moneys payable by Owner to Contractor for completion of the Work in accordance with the Contract Documents as stated in the Agreement (subject to the provisions of Paragraph 11.03 in the case of Unit Price Work).
	14. Contract Times—The number of days or the dates stated in the Agreement to:  (i) achieve Milestones, if any; (ii) achieve Substantial Completion; and (iii) complete the Work so that it is ready for final payment as evidenced by Engineer’s written r...
	15. Contractor—The individual or entity with whom Owner has entered into the Agreement.
	16. Cost of the Work—See Paragraph 11.01 for definition.
	17. Drawings—That part of the Contract Documents prepared or approved by Engineer which graphically shows the scope, extent, and character of the Work to be performed by Contractor. Shop Drawings and other Contractor submittals are not Drawings as so ...
	18. Effective Date of the Agreement—The date indicated in the Agreement on which it becomes effective, but if no such date is indicated, it means the date on which the Agreement is signed and delivered by the last of the two parties to sign and deliver.
	19. Engineer—The individual or entity named as such in the Agreement.
	20. Field Order—A written order issued by Engineer which requires minor changes in the Work but which does not involve a change in the Contract Price or the Contract Times.
	21. General Requirements—Sections of Division 1 of the Specifications.
	22. Hazardous Environmental Condition—The presence at the Site of Asbestos, PCBs, Petroleum, Hazardous Waste, or Radioactive Material in such quantities or circumstances that may present a substantial danger to persons or property exposed thereto.
	23. Hazardous Waste—The term Hazardous Waste shall have the meaning provided in Section 1004 of the Solid Waste Disposal Act (42 USC Section 6903) as amended from time to time.
	24. Laws and Regulations; Laws or Regulations—Any and all applicable laws, rules, regulations, ordinances, codes, and orders of any and all governmental bodies, agencies, authorities, and courts having jurisdiction.
	25. Liens—Charges, security interests, or encumbrances upon Project funds, real property, or personal property.
	26. Milestone—A principal event specified in the Contract Documents relating to an intermediate completion date or time prior to Substantial Completion of all the Work.
	27. Notice of Award—The written notice by Owner to the Successful Bidder stating that upon timely compliance by the Successful Bidder with the conditions precedent listed therein, Owner will sign and deliver the Agreement.
	28. Notice to Proceed—A written notice given by Owner to Contractor fixing the date on which the Contract Times will commence to run and on which Contractor shall start to perform the Work under the Contract Documents.
	29. Owner—The individual or entity with whom Contractor has entered into the Agreement and for whom the Work is to be performed.
	30. PCBs—Polychlorinated biphenyls.
	31. Petroleum—Petroleum, including crude oil or any fraction thereof which is liquid at standard conditions of temperature and pressure (60ºF and 14.7 pounds per square inch absolute), such as oil, petroleum, fuel oil, oil sludge, oil refuse, gasoline...
	32. Progress Schedule—A schedule, prepared and maintained by Contractor, describing the sequence and duration of the activities comprising the Contractor’s plan to accomplish the Work within the Contract Times.
	33. Project—The total construction of which the Work to be performed under the Contract Documents may be the whole, or a part.
	34. Project Manual—The bound documentary information prepared for bidding and constructing the Work. A listing of the contents of the Project Manual, which may be bound in one or more volumes, is contained in the table(s) of contents.
	35. Radioactive Material—Source, special nuclear, or byproduct material as defined by the Atomic Energy Act of 1954 (42 USC Section 2011 et seq.) as amended from time to time.
	36. Resident Project Representative—The authorized representative of Engineer who may be assigned to the Site or any part thereof.
	37. Samples—Physical examples of materials, equipment, or workmanship that are representative of some portion of the Work and which establish the standards by which such portion of the Work will be judged.
	38. Schedule of Submittals—A schedule, prepared and maintained by Contractor, of required submittals and the time requirements to support scheduled performance of related construction activities.
	39. Schedule of Values—A schedule, prepared and maintained by Contractor, allocating portions of the Contract Price to various portions of the Work and used as the basis for reviewing Contractor’s Applications for Payment.
	40. Shop Drawings—All drawings, diagrams, illustrations, schedules, and other data or information which are specifically prepared or assembled by or for Contractor and submitted by Contractor to illustrate some portion of the Work.
	41. Site—Lands or areas indicated in the Contract Documents as being furnished by Owner upon which the Work is to be performed, including rights-of-way and easements for access thereto, and such other lands furnished by Owner which are designated for ...
	42. Specifications—That part of the Contract Documents consisting of written requirements for materials, equipment, systems, standards and workmanship as applied to the Work, and certain administrative requirements and procedural matters applicable th...
	43. Subcontractor—An individual or entity having a direct contract with Contractor or with any other Subcontractor for the performance of a part of the Work at the Site.
	44. Substantial Completion—The time at which the Work (or a specified part thereof) has progressed to the point where, in the opinion of Engineer, the Work (or a specified part thereof) is sufficiently complete, in accordance with the Contract Documen...
	45. Successful Bidder—The Bidder submitting a responsive Bid to whom Owner makes an award.
	46. Supplementary Conditions—That part of the Contract Documents which amends or supplements these General Conditions.
	47. Supplier—A manufacturer, fabricator, supplier, distributor, materialman, or vendor having a direct contract with Contractor or with any Subcontractor to furnish materials or equipment to be incorporated in the Work by Contractor or Subcontractor.
	48. Underground Facilities—All underground pipelines, conduits, ducts, cables, wires, manholes, vaults, tanks, tunnels, or other such facilities or attachments, and any encasements containing such facilities, including those that convey electricity, g...
	49. Unit Price Work—Work to be paid for on the basis of unit prices.
	50. Work—The entire construction or the various separately identifiable parts thereof required to be provided under the Contract Documents. Work includes and is the result of performing or providing all labor, services, and documentation necessary to ...
	51. Work Change Directive—A written statement to Contractor issued on or after the Effective Date of the Agreement and signed by Owner and recommended by Engineer ordering an addition, deletion, or revision in the Work, or responding to differing or u...


	1.02 Terminology
	A. The words and terms discussed in Paragraph 1.02.B through F are not defined but, when used in the Bidding Requirements or Contract Documents, have the indicated meaning.
	B. Intent of Certain Terms or Adjectives:
	1. The Contract Documents include the terms “as allowed,” “as approved,” “as ordered,” “as directed” or terms of like effect or import to authorize an exercise of professional judgment by Engineer. In addition, the adjectives “reasonable,” “suitable,”...

	C. Day:
	1. The word “day” means a calendar day of 24 hours measured from midnight to the next midnight.

	D. Defective:
	1. The word “defective,” when modifying the word “Work,” refers to Work that is unsatisfactory, faulty, or deficient in that it:
	a. does not conform to the Contract Documents; or
	b. does not meet the requirements of any applicable inspection, reference standard, test, or approval referred to in the Contract Documents; or
	c. has been damaged prior to Engineer’s recommendation of final payment (unless responsibility for the protection thereof has been assumed by Owner at Substantial Completion in accordance with Paragraph 14.04 or 14.05).


	E. Furnish, Install, Perform, Provide:
	1. The word “furnish,” when used in connection with services, materials, or equipment, shall mean to supply and deliver said services, materials, or equipment to the Site (or some other specified location) ready for use or installation and in usable ...
	2. The word “install,” when used in connection with services, materials, or equipment, shall mean to put into use or place in final position said services, materials, or equipment complete and ready for intended use.
	3. The words “perform” or “provide,” when used in connection with services, materials, or equipment, shall mean to furnish and install said services, materials, or equipment complete and ready for intended use.
	4. When “furnish,” “install,” “perform,” or “provide” is not used in connection with services, materials, or equipment in a context clearly requiring an obligation of Contractor, “provide” is implied.

	F. Unless stated otherwise in the Contract Documents, words or phrases that have a well-known technical or construction industry or trade meaning are used in the Contract Documents in accordance with such recognized meaning.


	Article 2 –  Preliminary Matters
	2.01 Delivery of Bonds and Evidence of Insurance
	A. When Contractor delivers the executed counterparts of the Agreement to Owner, Contractor shall also deliver to Owner such bonds as Contractor may be required to furnish.
	B. Evidence of Insurance:  Before any Work at the Site is started, Contractor and Owner shall each deliver to the other, with copies to each additional insured identified in the Supplementary Conditions, certificates of insurance (and other evidence o...

	2.02 2F►Copies of Documents
	A. Owner shall furnish to Contractor up to ten printed or hard copies of the Drawings and Project Manual. Additional copies will be furnished upon request at the cost of reproduction.

	2.03 3F►Commencement of Contract Times; Notice to Proceed
	A. The Contract Times will commence to run on the thirtieth day after the Effective Date of the Agreement or, if a Notice to Proceed is given, on the day indicated in the Notice to Proceed. A Notice to Proceed may be given at any time within 30 days a...

	2.04 4F►Starting the Work
	A. Contractor shall start to perform the Work on the date when the Contract Times commence to run. No Work shall be done at the Site prior to the date on which the Contract Times commence to run.

	2.05 Before Starting Construction
	A. Preliminary Schedules: Within 10 days after the Effective Date of the Agreement (unless otherwise specified in the General Requirements), Contractor shall submit to Engineer for timely review:
	1. a preliminary Progress Schedule indicating the times (numbers of days or dates) for starting and completing the various stages of the Work, including any Milestones specified in the Contract Documents;
	2. a preliminary Schedule of Submittals; and
	3. a preliminary Schedule of Values for all of the Work which includes quantities and prices of items which when added together equal the Contract Price and subdivides the Work into component parts in sufficient detail to serve as the basis for progr...


	2.06 Preconstruction Conference; Designation of Authorized Representatives
	A. Before any Work at the Site is started, a conference attended by Owner, Contractor, Engineer, and others as appropriate will be held to establish a working understanding among the parties as to the Work and to discuss the schedules referred to in P...
	B. At this conference Owner and Contractor each shall designate, in writing, a specific individual to act as its authorized representative with respect to the services and responsibilities under the Contract.  Such individuals shall have the authority...

	2.07 Initial Acceptance of Schedules
	A. At least 10 days before submission of the first Application for Payment a conference attended by Contractor, Engineer, and others as appropriate will be held to review for acceptability to Engineer as provided below the schedules submitted in accor...
	1. The Progress Schedule will be acceptable to Engineer if it provides an orderly progression of the Work to completion within the Contract Times. Such acceptance will not impose on Engineer responsibility for the Progress Schedule, for sequencing, sc...
	2. Contractor’s Schedule of Submittals will be acceptable to Engineer if it provides a workable arrangement for reviewing and processing the required submittals.
	3. Contractor’s Schedule of Values will be acceptable to Engineer as to form and substance if it provides a reasonable allocation of the Contract Price to component parts of the Work.



	Article 3 –  Contract Documents:  Intent, Amending, Reuse
	3.01 5F►Intent
	A. The Contract Documents are complementary; what is required by one is as binding as if required by all.
	B. It is the intent of the Contract Documents to describe a functionally complete project (or part thereof) to be constructed in accordance with the Contract Documents. Any labor, documentation, services, materials, or equipment that reasonably may be...
	C. Clarifications and interpretations of the Contract Documents shall be issued by Engineer as provided in Article 9.

	3.02 Reference Standards
	A. Standards, Specifications, Codes, Laws, and Regulations
	1. Reference to standards, specifications, manuals, or codes of any technical society, organization, or association, or to Laws or Regulations, whether such reference be specific or by implication, shall mean the standard, specification, manual, code,...
	2. No provision of any such standard, specification, manual, or code, or any instruction of a Supplier, shall be effective to change the duties or responsibilities of Owner, Contractor, or Engineer, or any of their subcontractors, consultants, agents,...


	3.03 Reporting and Resolving Discrepancies
	A. 6F►Reporting Discrepancies:
	1. Contractor’s Review of Contract Documents Before Starting Work:  Before undertaking each part of the Work, Contractor shall carefully study and compare the Contract Documents and check and verify pertinent figures therein and all applicable field m...
	2. Contractor’s Review of Contract Documents During Performance of Work:  If, during the performance of the Work, Contractor discovers any conflict, error, ambiguity, or discrepancy within the Contract Documents, or between the Contract Documents and ...
	3. Contractor shall not be liable to Owner or Engineer for failure to report any conflict, error, ambiguity, or discrepancy in the Contract Documents unless Contractor had actual knowledge thereof.

	B. 7F►Resolving Discrepancies:
	1. Except as may be otherwise specifically stated in the Contract Documents, the provisions of the Contract Documents shall take precedence in resolving any conflict, error, ambiguity, or discrepancy between the provisions of the Contract Documents and:
	a. the provisions of any standard, specification, manual, or code, or the instruction of any Supplier (whether or not specifically incorporated by reference in the Contract Documents); or
	b. the provisions of any Laws or Regulations applicable to the performance of the Work (unless such an interpretation of the provisions of the Contract Documents would result in violation of such Law or Regulation).



	3.04 Amending and Supplementing Contract Documents
	A. The Contract Documents may be amended to provide for additions, deletions, and revisions in the Work or to modify the terms and conditions thereof by either a Change Order or a Work Change Directive.
	B. The requirements of the Contract Documents may be supplemented, and minor variations and deviations in the Work may be authorized, by one or more of the following ways:
	1. A Field Order;
	2. Engineer’s approval of a Shop Drawing or Sample (subject to the provisions of Paragraph 6.17.D.3); or
	3. Engineer’s written interpretation or clarification.


	3.05 Reuse of Documents
	A. Contractor and any Subcontractor or Supplier shall not:
	1. have or acquire any title to or ownership rights in any of the Drawings, Specifications, or other documents (or copies of any thereof) prepared by or bearing the seal of Engineer or its consultants, including electronic media editions; or
	2. reuse any such Drawings, Specifications, other documents, or copies thereof on extensions of the Project or any other project without written consent of Owner and Engineer and specific written verification or adaptation by Engineer.

	B. The prohibitions of this Paragraph 3.05 will survive final payment, or termination of the Contract. Nothing herein shall preclude Contractor from retaining copies of the Contract Documents for record purposes.

	3.06 Electronic Data
	A. Unless otherwise stated in the Supplementary Conditions, the data furnished by Owner or Engineer to Contractor, or by Contractor to Owner or Engineer, that may be relied upon are limited to the printed copies (also known as hard copies). Files in e...
	B. Because data stored in electronic media format can deteriorate or be modified inadvertently or otherwise without authorization of the data’s creator, the party receiving electronic files agrees that it will perform acceptance tests or procedures wi...
	C. When transferring documents in electronic media format, the transferring party makes no representations as to long term compatibility, usability, or readability of documents resulting from the use of software application packages, operating systems...


	Article 4 –  Availability of Lands; Subsurface and Physical Conditions; Hazardous Environmental Conditions; Reference Points
	4.01 Availability of Lands
	A. Owner shall furnish the Site. Owner shall notify Contractor of any encumbrances or restrictions not of general application but specifically related to use of the Site with which Contractor must comply in performing the Work. Owner will obtain in a ...
	B. Upon reasonable written request, Owner shall furnish Contractor with a current statement of record legal title and legal description of the lands upon which the Work is to be performed and Owner’s interest therein as necessary for giving notice of ...
	C. Contractor shall provide for all additional lands and access thereto that may be required for temporary construction facilities or storage of materials and equipment.

	4.02 8F►Subsurface and Physical Conditions
	A. Reports and Drawings:  The Supplementary Conditions identify:
	1. those reports known to Owner of explorations and tests of subsurface conditions at or contiguous to the Site;  and
	2. those drawings known to Owner of physical conditions relating to existing surface or subsurface structures at the Site (except Underground Facilities).

	B. Limited Reliance by Contractor on Technical Data Authorized:  Contractor may rely upon the accuracy of the “technical data” contained in such reports and drawings, but such reports and drawings are not Contract Documents. Such “technical data” is i...
	1. the completeness of such reports and drawings for Contractor’s purposes, including, but not limited to, any aspects of the means, methods, techniques, sequences, and procedures of construction to be employed by Contractor, and safety precautions an...
	2. other data, interpretations, opinions, and information contained in such reports or shown or indicated in such drawings; or
	3. any Contractor interpretation of or conclusion drawn from any “technical data” or any such other data, interpretations, opinions, or information.


	4.03 9F►Differing Subsurface or Physical Conditions
	A. Notice:  If Contractor believes that any subsurface or physical condition that is uncovered or revealed either:
	1. is of such a nature as to establish that any “technical data” on which Contractor is entitled to rely as provided in Paragraph 4.02 is materially inaccurate; or
	2. is of such a nature as to require a change in the Contract Documents; or
	3. differs materially from that shown or indicated in the Contract Documents; or
	4. is of an unusual nature, and differs materially from conditions ordinarily encountered and generally recognized as inherent in work of the character provided for in the Contract Documents;
	then Contractor shall, promptly after becoming aware thereof and before further disturbing the subsurface or physical conditions or performing any Work in connection therewith (except in an emergency as required by Paragraph 6.16.A), notify Owner and ...

	B. Engineer’s Review: After receipt of written notice as required by Paragraph 4.03.A, Engineer will promptly review the pertinent condition, determine the necessity of Owner’s obtaining additional exploration or tests with respect thereto, and advise...
	C. Possible Price and Times Adjustments:
	1. The Contract Price or the Contract Times, or both, will be equitably adjusted to the extent that the existence of such differing subsurface or physical condition causes an increase or decrease in Contractor’s cost of, or time required for, performa...
	a. such condition must meet any one or more of the categories described in Paragraph 4.03.A; and
	b. with respect to Work that is paid for on a unit price basis, any adjustment in Contract Price will be subject to the provisions of Paragraphs 9.07 and 11.03.

	2. Contractor shall not be entitled to any adjustment in the Contract Price or Contract Times if:
	a. Contractor knew of the existence of such conditions at the time Contractor made a final commitment to Owner with respect to Contract Price and Contract Times by the submission of a Bid or becoming bound under a negotiated contract; or
	b. the existence of such condition could reasonably have been discovered or revealed as a result of any examination, investigation, exploration, test, or study of the Site and contiguous areas required by the Bidding Requirements or Contract Documents...
	c. Contractor failed to give the written notice as required by Paragraph 4.03.A.

	3. If Owner and Contractor are unable to agree on entitlement to or on the amount or extent, if any, of any adjustment in the Contract Price or Contract Times, or both, a Claim may be made therefor as provided in Paragraph 10.05. However, neither Owne...


	4.04 Underground Facilities
	A. Shown or Indicated:  The information and data shown or indicated in the Contract Documents with respect to existing Underground Facilities at or contiguous to the Site is based on information and data furnished to Owner or Engineer by the owners of...
	1. Owner and Engineer shall not be responsible for the accuracy or completeness of any such information or data provided by others; and
	2. the cost of all of the following will be included in the Contract Price, and Contractor shall have full responsibility for:
	a. reviewing and checking all such information and data;
	b. locating all Underground Facilities shown or indicated in the Contract Documents;
	c. coordination of the Work with the owners of such Underground Facilities, including Owner, during construction; and
	d. the safety and protection of all such Underground Facilities and repairing any damage thereto resulting from the Work.


	B. Not Shown or Indicated:
	1. If an Underground Facility is uncovered or revealed at or contiguous to the Site which was not shown or indicated, or not shown or indicated with reasonable accuracy in the Contract Documents, Contractor shall, promptly after becoming aware thereof...
	2. If Engineer concludes that a change in the Contract Documents is required, a Work Change Directive or a Change Order will be issued to reflect and document such consequences. An equitable adjustment shall be made in the Contract Price or Contract T...


	4.05 Reference Points
	A. Owner shall provide engineering surveys to establish reference points for construction which in Engineer’s judgment are necessary to enable Contractor to proceed with the Work. Contractor shall be responsible for laying out the Work, shall protect ...

	4.06 10F►Hazardous Environmental Condition at Site
	A. Reports and Drawings:  The Supplementary Conditions identify those reports and drawings known to Owner relating to Hazardous Environmental Conditions that have been identified at the Site.
	B. Limited Reliance by Contractor on Technical Data Authorized:  Contractor may rely upon the accuracy of the “technical data” contained in such reports and drawings, but such reports and drawings are not Contract Documents. Such “technical data” is i...
	1. the completeness of such reports and drawings for Contractor’s purposes, including, but not limited to, any aspects of the means, methods, techniques, sequences and procedures of construction to be employed by Contractor and safety precautions and ...
	2. other data, interpretations, opinions and information contained in such reports or shown or indicated in such drawings; or
	3. any Contractor interpretation of or conclusion drawn from any “technical data” or any such other data, interpretations, opinions or information.

	C. Contractor shall not be responsible for any Hazardous Environmental Condition uncovered or revealed at the Site which was not shown or indicated in Drawings or Specifications or identified in the Contract Documents to be within the scope of the Wor...
	D. If Contractor encounters a Hazardous Environmental Condition or if Contractor or anyone for whom Contractor is responsible creates a Hazardous Environmental Condition, Contractor shall immediately:  (i) secure or otherwise isolate such condition; (...
	E. Contractor shall not be required to resume Work in connection with such condition or in any affected area until after Owner has obtained any required permits related thereto and delivered written notice to Contractor:  (i) specifying that such cond...
	F. If after receipt of such written notice Contractor does not agree to resume such Work based on a reasonable belief it is unsafe, or does not agree to resume such Work under such special conditions, then Owner may order the portion of the Work that ...
	G. To the fullest extent permitted by Laws and Regulations, Owner shall indemnify and hold harmless Contractor, Subcontractors, and Engineer, and the officers, directors, members, partners, employees, agents, consultants, and subcontractors of each an...
	H. To the fullest extent permitted by Laws and Regulations, Contractor shall indemnify and hold harmless Owner and Engineer, and the officers, directors, members, partners, employees, agents, consultants, and subcontractors of each and any of them fro...
	I. The provisions of Paragraphs 4.02, 4.03, and 4.04 do not apply to a Hazardous Environmental Condition uncovered or revealed at the Site.


	Article 5 –  Bonds and Insurance
	5.01 Performance, Payment, and Other Bonds
	A. Contractor shall furnish performance and payment bonds, each in an amount at least equal to the Contract Price as security for the faithful performance and payment of all of Contractor’s obligations under the Contract Documents. These bonds shall r...
	B. All bonds shall be in the form prescribed by the Contract Documents except as provided otherwise by Laws or Regulations, and shall be executed by such sureties as are named in the list of “Companies Holding Certificates of Authority as Acceptable S...
	C. 11F►If the surety on any bond furnished by Contractor is declared bankrupt or becomes insolvent or its right to do business is terminated in any state where any part of the Project is located or it ceases to meet the requirements of Paragraph 5.01....

	5.02 Licensed Sureties and Insurers
	A. All bonds and insurance required by the Contract Documents to be purchased and maintained by Owner or Contractor shall be obtained from surety or insurance companies that are duly licensed or authorized in the jurisdiction in which the Project is l...

	5.03 Certificates of Insurance
	A. Contractor shall deliver to Owner, with copies to each additional insured and loss payee identified in the Supplementary Conditions, certificates of insurance (and other evidence of insurance requested by Owner or any other additional insured) whic...
	B. Owner shall deliver to Contractor, with copies to each additional insured and loss payee identified in the Supplementary Conditions, certificates of insurance (and other evidence of insurance requested by Contractor or any other additional insured)...
	C. Failure of Owner to demand such certificates or other evidence of Contractor's full compliance with these insurance requirements or failure of Owner to identify a deficiency in compliance from the evidence provided shall not be construed as a waive...
	D. Owner does not represent that insurance coverage and limits established in this Contract necessarily will be adequate to protect Contractor.
	E. The insurance and insurance limits required herein shall not be deemed as a limitation on Contractor’s liability under the indemnities granted to Owner in the Contract Documents.

	5.04 Contractor’s Insurance
	A. Contractor shall purchase and maintain such insurance as is appropriate for the Work being performed and as will provide protection from claims set forth below which may arise out of or result from Contractor’s performance of the Work and Contracto...
	1. claims under workers’ compensation, disability benefits, and other similar employee benefit acts;
	2. claims for damages because of bodily injury, occupational sickness or disease, or death of Contractor’s employees;
	3. claims for damages because of bodily injury, sickness or disease, or death of any person other than Contractor’s employees;
	4. claims for damages insured by reasonably available personal injury liability coverage which are sustained:
	a. by any person as a result of an offense directly or indirectly related to the employment of such person by Contractor, or
	b. by any other person for any other reason;

	5. claims for damages, other than to the Work itself, because of injury to or destruction of tangible property wherever located, including loss of use resulting therefrom; and
	6. claims for damages because of bodily injury or death of any person or property damage arising out of the ownership, maintenance or use of any motor vehicle.

	B. 12F►The policies of insurance required by this Paragraph 5.04 shall:
	1. with respect to insurance required by Paragraphs 5.04.A.3 through 5.04.A.6 inclusive, be written on an occurrence basis, include as additional insureds (subject to any customary exclusion regarding professional liability) Owner and Engineer, and an...
	2. include at least the specific coverages and be written for not less than the limits of liability provided in the Supplementary Conditions or required by Laws or Regulations, whichever is greater;
	3. include contractual liability insurance covering Contractor’s indemnity obligations under Paragraphs 6.11 and 6.20;
	4. contain a provision or endorsement that the coverage afforded will not be canceled, materially changed or renewal refused until at least 30 days prior written notice has been given to Owner and Contractor and to each other additional insured identi...
	5. remain in effect at least until final payment and at all times thereafter when Contractor may be correcting, removing, or replacing defective Work in accordance with Paragraph 13.07; and
	6. include completed operations coverage:
	a. Such insurance shall remain in effect for two years after final payment.
	b. Contractor shall furnish Owner and each other additional insured identified in the Supplementary Conditions, to whom a certificate of insurance has been issued, evidence satisfactory to Owner and any such additional insured of continuation of such ...



	5.05 Owner’s Liability Insurance
	A. In addition to the insurance required to be provided by Contractor under Paragraph 5.04, Owner, at Owner’s option, may purchase and maintain at Owner’s expense Owner’s own liability insurance as will protect Owner against claims which may arise fro...

	5.06 Property Insurance
	A. Unless otherwise provided in the Supplementary Conditions, Owner shall purchase and maintain property insurance upon the Work at the Site in the amount of the full replacement cost thereof (subject to such deductible amounts as may be provided in t...
	1. include the interests of Owner, Contractor, Subcontractors, and Engineer, and any other individuals or entities identified in the Supplementary Conditions, and the officers, directors, members, partners, employees, agents, consultants, and subcontr...
	2. be written on a Builder’s Risk “all-risk” policy form that shall at least include insurance for physical loss or damage to the Work, temporary buildings, falsework, and materials and equipment in transit, and shall insure against at least the follo...
	3. include expenses incurred in the repair or replacement of any insured property (including but not limited to fees and charges of engineers and architects);
	4. cover materials and equipment stored at the Site or at another location that was agreed to in writing by Owner prior to being incorporated in the Work, provided that such materials and equipment have been included in an Application for Payment reco...
	5. allow for partial utilization of the Work by Owner;
	6. include testing and startup; and
	7. be maintained in effect until final payment is made unless otherwise agreed to in writing by Owner, Contractor, and Engineer with 30 days written notice to each other loss payee to whom a certificate of insurance has been issued.

	B. Owner shall purchase and maintain such equipment breakdown insurance or additional property insurance as may be required by the Supplementary Conditions or Laws and Regulations which will include the interests of Owner, Contractor, Subcontractors, ...
	C. All the policies of insurance (and the certificates or other evidence thereof) required to be purchased and maintained in accordance with this Paragraph 5.06 will contain a provision or endorsement that the coverage afforded will not be canceled or...
	D. Owner shall not be responsible for purchasing and maintaining any property insurance specified in this Paragraph 5.06 to protect the interests of Contractor, Subcontractors, or others in the Work to the extent of any deductible amounts that are ide...
	E. If Contractor requests in writing that other special insurance be included in the property insurance policies provided under this Paragraph 5.06, Owner shall, if possible, include such insurance, and the cost thereof will be charged to Contractor b...

	5.07 Waiver of Rights
	A. 13F►Owner and Contractor intend that all policies purchased in accordance with Paragraph 5.06 will protect Owner, Contractor, Subcontractors, and Engineer, and all other individuals or entities identified in the Supplementary Conditions as loss pay...
	B. Owner waives all rights against Contractor, Subcontractors, and Engineer, and the officers, directors, members, partners, employees, agents, consultants and subcontractors of each and any of them for:
	1. loss due to business interruption, loss of use, or other consequential loss extending beyond direct physical loss or damage to Owner’s property or the Work caused by, arising out of, or resulting from fire or other perils whether or not insured by ...
	2. loss or damage to the completed Project or part thereof caused by, arising out of, or resulting from fire or other insured peril or cause of loss covered by any property insurance maintained on the completed Project or part thereof by Owner during ...

	C. Any insurance policy maintained by Owner covering any loss, damage or consequential loss referred to in Paragraph 5.07.B shall contain provisions to the effect that in the event of payment of any such loss, damage, or consequential loss, the insure...

	5.08 Receipt and Application of Insurance Proceeds
	A. 14F►Any insured loss under the policies of insurance required by Paragraph 5.06 will be adjusted with Owner and made payable to Owner as fiduciary for the loss payees, as their interests may appear, subject to the requirements of any applicable mor...
	B. Owner as fiduciary shall have power to adjust and settle any loss with the insurers unless one of the parties in interest shall object in writing within 15 days after the occurrence of loss to Owner’s exercise of this power. If such objection be ma...

	5.09 Acceptance of Bonds and Insurance; Option to Replace
	A. 15F►If either Owner or Contractor has any objection to the coverage afforded by or other provisions of the bonds or insurance required to be purchased and maintained by the other party in accordance with Article 5 on the basis of non-conformance wi...

	5.10 Partial Utilization, Acknowledgment of Property Insurer
	A. If Owner finds it necessary to occupy or use a portion or portions of the Work prior to Substantial Completion of all the Work as provided in Paragraph 14.05, no such use or occupancy shall commence before the insurers providing the property insura...


	Article 6 –  Contractor’s Responsibilities
	6.01 Supervision and Superintendence
	A. Contractor shall supervise, inspect, and direct the Work competently and efficiently, devoting such attention thereto and applying such skills and expertise as may be necessary to perform the Work in accordance with the Contract Documents. Contract...
	B. 16F►At all times during the progress of the Work, Contractor shall assign a competent resident superintendent who shall not be replaced without written notice to Owner and Engineer except under extraordinary circumstances.

	6.02 17F►Labor; Working Hours
	A. Contractor shall provide competent, suitably qualified personnel to survey and lay out the Work and perform construction as required by the Contract Documents. Contractor shall at all times maintain good discipline and order at the Site.
	B. Except as otherwise required for the safety or protection of persons or the Work or property at the Site or adjacent thereto, and except as otherwise stated in the Contract Documents, all Work at the Site shall be performed during regular working h...

	6.03 Services, Materials, and Equipment
	A. Unless otherwise specified in the Contract Documents, Contractor shall provide and assume full responsibility for all services, materials, equipment, labor, transportation, construction equipment and machinery, tools, appliances, fuel, power, light...
	B. All materials and equipment incorporated into the Work shall be as specified or, if not specified, shall be of good quality and new, except as otherwise provided in the Contract Documents. All special warranties and guarantees required by the Speci...
	C. All materials and equipment shall be stored, applied, installed, connected, erected, protected, used, cleaned, and conditioned in accordance with instructions of the applicable Supplier, except as otherwise may be provided in the Contract Documents.

	6.04 Progress Schedule
	A. Contractor shall adhere to the Progress Schedule established in accordance with Paragraph 2.07 as it may be adjusted from time to time as provided below.
	1. Contractor shall submit to Engineer for acceptance (to the extent indicated in Paragraph 2.07) proposed adjustments in the Progress Schedule that will not result in changing the Contract Times. Such adjustments will comply with any provisions of th...
	2. Proposed adjustments in the Progress Schedule that will change the Contract Times shall be submitted in accordance with the requirements of Article 12. Adjustments in Contract Times may only be made by a Change Order.


	6.05 Substitutes and “Or-Equals”
	A. 18F►Whenever an item of material or equipment is specified or described in the Contract Documents by using the name of a proprietary item or the name of a particular Supplier, the specification or description is intended to establish the type, func...
	1. “Or-Equal” Items: If in Engineer’s sole discretion an item of material or equipment proposed by Contractor is functionally equal to that named and sufficiently similar so that no change in related Work will be required, it may be considered by Engi...
	a. in the exercise of reasonable judgment Engineer determines that:
	1) it is at least equal in materials of construction, quality, durability, appearance, strength, and design characteristics;
	2) it will reliably perform at least equally well the function and achieve the results imposed by the design concept of the completed Project as a functioning whole; and
	3) it has a proven record of performance and availability of responsive service.

	b. Contractor certifies that, if approved and incorporated into the Work:
	1) there will be no increase in cost to the Owner or increase in Contract Times; and
	2) it will conform substantially to the detailed requirements of the item named in the Contract Documents.


	2. Substitute Items:
	a. If in Engineer’s sole discretion an item of material or equipment proposed by Contractor does not qualify as an “or-equal” item under Paragraph 6.05.A.1, it will be considered a proposed substitute item.
	b. Contractor shall submit sufficient information as provided below to allow Engineer to determine if the item of material or equipment proposed is essentially equivalent to that named and an acceptable substitute therefor. Requests for review of prop...
	c. The requirements for review by Engineer will be as set forth in Paragraph 6.05.A.2.d, as supplemented by the General Requirements, and as Engineer may decide is appropriate under the circumstances.
	d. Contractor shall make written application to Engineer for review of a proposed substitute item of material or equipment that Contractor seeks to furnish or use. The application:
	1) shall certify that the proposed substitute item will:
	a) perform adequately the functions and achieve the results called for by the general design,
	b) be similar in substance to that specified, and
	c) be suited to the same use as that specified;

	2) will state:
	a) the extent, if any, to which the use of the proposed substitute item will prejudice Contractor’s achievement of Substantial Completion on time,
	b) whether use of the proposed substitute item in the Work will require a change in any of the Contract Documents (or in the provisions of any other direct contract with Owner for other work on the Project) to adapt the design to the proposed substitu...
	c) whether incorporation or use of the proposed substitute item in connection with the Work is subject to payment of any license fee or royalty;

	3) will identify:
	a) all variations of the proposed substitute item from that specified, and
	b) available engineering, sales, maintenance, repair, and replacement services; and

	4) shall contain an itemized estimate of all costs or credits that will result directly or indirectly from use of such substitute item, including costs of redesign and claims of other contractors affected by any resulting change.



	B. Substitute Construction Methods or Procedures:  If a specific means, method, technique, sequence, or procedure of construction is expressly required by the Contract Documents, Contractor may furnish or utilize a substitute means, method, technique,...
	C. 19F►Engineer’s Evaluation:  Engineer will be allowed a reasonable time within which to evaluate each proposal or submittal made pursuant to Paragraphs 6.05.A and 6.05.B. Engineer may require Contractor to furnish additional data about the proposed ...
	D. 20F►Special Guarantee:  Owner may require Contractor to furnish at Contractor’s expense a special performance guarantee or other surety with respect to any substitute.
	E. Engineer’s Cost Reimbursement:  Engineer will record Engineer’s costs in evaluating a substitute proposed or submitted by Contractor pursuant to Paragraphs 6.05.A.2 and 6.05.B. Whether or not Engineer approves a substitute so proposed or submitted ...
	F. Contractor’s Expense:  Contractor shall provide all data in support of any proposed substitute or “or-equal” at Contractor’s expense.

	6.06 Concerning Subcontractors, Suppliers, and Others
	A. Contractor shall not employ any Subcontractor, Supplier, or other individual or entity (including those acceptable to Owner as indicated in Paragraph 6.06.B), whether initially or as a replacement, against whom Owner may have reasonable objection. ...
	B. If the Supplementary Conditions require the identity of certain Subcontractors, Suppliers, or other individuals or entities to be submitted to Owner in advance for acceptance by Owner by a specified date prior to the Effective Date of the Agreement...
	C. Contractor shall be fully responsible to Owner and Engineer for all acts and omissions of the Subcontractors, Suppliers, and other individuals or entities performing or furnishing any of the Work just as Contractor is responsible for Contractor’s o...
	1. shall create for the benefit of any such Subcontractor, Supplier, or other individual or entity any contractual relationship between Owner or Engineer and any such Subcontractor, Supplier or other individual or entity; nor
	2. shall create any obligation on the part of Owner or Engineer to pay or to see to the payment of any moneys due any such Subcontractor, Supplier, or other individual or entity except as may otherwise be required by Laws and Regulations.

	D. Contractor shall be solely responsible for scheduling and coordinating the Work of Subcontractors, Suppliers, and other individuals or entities performing or furnishing any of the Work under a direct or indirect contract with Contractor.
	E. Contractor shall require all Subcontractors, Suppliers, and such other individuals or entities performing or furnishing any of the Work to communicate with Engineer through Contractor.
	F. The divisions and sections of the Specifications and the identifications of any Drawings shall not control Contractor in dividing the Work among Subcontractors or Suppliers or delineating the Work to be performed by any specific trade.
	G. 21F►All Work performed for Contractor by a Subcontractor or Supplier will be pursuant to an appropriate agreement between Contractor and the Subcontractor or Supplier which specifically binds the Subcontractor or Supplier to the applicable terms an...

	6.07 Patent Fees and Royalties
	A. Contractor shall pay all license fees and royalties and assume all costs incident to the use in the performance of the Work or the incorporation in the Work of any invention, design, process, product, or device which is the subject of patent rights...
	B. To the fullest extent permitted by Laws and Regulations, Owner shall indemnify and hold harmless Contractor, and its officers, directors, members, partners, employees, agents, consultants, and subcontractors from and against all claims, costs, loss...
	C. To the fullest extent permitted by Laws and Regulations, Contractor shall indemnify and hold harmless Owner and Engineer, and the officers, directors, members, partners, employees, agents, consultants and subcontractors of each and any of them from...

	6.08 Permits
	A. Unless otherwise provided in the Supplementary Conditions, Contractor shall obtain and pay for all construction permits and licenses. Owner shall assist Contractor, when necessary, in obtaining such permits and licenses. Contractor shall pay all go...

	6.09 Laws and Regulations
	A. Contractor shall give all notices required by and shall comply with all Laws and Regulations applicable to the performance of the Work. Except where otherwise expressly required by applicable Laws and Regulations, neither Owner nor Engineer shall b...
	B. If Contractor performs any Work knowing or having reason to know that it is contrary to Laws or Regulations, Contractor shall bear all claims, costs, losses, and damages (including but not limited to all fees and charges of engineers, architects, a...
	C. Changes in Laws or Regulations not known at the time of opening of Bids (or, on the Effective Date of the Agreement if there were no Bids) having an effect on the cost or time of performance of the Work shall be the subject of an adjustment in Cont...

	6.10 Taxes
	A. 22F►Contractor shall pay all sales, consumer, use, and other similar taxes required to be paid by Contractor in accordance with the Laws and Regulations of the place of the Project which are applicable during the performance of the Work.

	6.11 Use of Site and Other Areas
	A. Limitation on Use of Site and Other Areas:
	1. Contractor shall confine construction equipment, the storage of materials and equipment, and the operations of workers to the Site and other areas permitted by Laws and Regulations, and shall not unreasonably encumber the Site and other areas with ...
	2. Should any claim be made by any such owner or occupant because of the performance of the Work, Contractor shall promptly settle with such other party by negotiation or otherwise resolve the claim by arbitration or other dispute resolution proceedin...
	3. To the fullest extent permitted by Laws and Regulations, Contractor shall indemnify and hold harmless Owner and Engineer, and the officers, directors, members, partners, employees, agents, consultants and subcontractors of each and any of them from...

	B. Removal of Debris During Performance of the Work:  During the progress of the Work Contractor shall keep the Site and other areas free from accumulations of waste materials, rubbish, and other debris. Removal and disposal of such waste materials, r...
	C. Cleaning:  Prior to Substantial Completion of the Work Contractor shall clean the Site and the Work and make it ready for utilization by Owner. At the completion of the Work Contractor shall remove from the Site all tools, appliances, construction ...
	D. Loading Structures:  Contractor shall not load nor permit any part of any structure to be loaded in any manner that will endanger the structure, nor shall Contractor subject any part of the Work or adjacent property to stresses or pressures that wi...

	6.12 Record Documents
	A. 23F►Contractor shall maintain in a safe place at the Site one record copy of all Drawings, Specifications, Addenda, Change Orders, Work Change Directives, Field Orders, and written interpretations and clarifications in good order and annotated to s...

	6.13 Safety and Protection
	A. Contractor shall be solely responsible for initiating, maintaining and supervising all safety precautions and programs in connection with the Work. Such responsibility does not relieve Subcontractors of their responsibility for the safety of person...
	1. all persons on the Site or who may be affected by the Work;
	2. all the Work and materials and equipment to be incorporated therein, whether in storage on or off the Site; and
	3. other property at the Site or adjacent thereto, including trees, shrubs, lawns, walks, pavements, roadways, structures, utilities, and Underground Facilities not designated for removal, relocation, or replacement in the course of construction.

	B. Contractor shall comply with all applicable Laws and Regulations relating to the safety of persons or property, or to the protection of persons or property from damage, injury, or loss; and shall erect and maintain all necessary safeguards for such...
	C. 24F►Contractor shall comply with the applicable requirements of Owner’s safety programs, if any.  The Supplementary Conditions identify any Owner’s safety programs that are applicable to the Work.
	D. Contractor shall inform Owner and Engineer of the specific requirements of Contractor’s safety program with which Owner’s and Engineer’s employees and representatives must comply while at the Site.
	E. All damage, injury, or loss to any property referred to in Paragraph 6.13.A.2 or 6.13.A.3 caused, directly or indirectly, in whole or in part, by Contractor, any Subcontractor, Supplier, or any other individual or entity directly or indirectly empl...
	F. Contractor’s duties and responsibilities for safety and for protection of the Work shall continue until such time as all the Work is completed and Engineer has issued a notice to Owner and Contractor in accordance with Paragraph 14.07.B that the Wo...

	6.14 Safety Representative
	A. Contractor shall designate a qualified and experienced safety representative at the Site whose duties and responsibilities shall be the prevention of accidents and the maintaining and supervising of safety precautions and programs.

	6.15 Hazard Communication Programs
	A. Contractor shall be responsible for coordinating any exchange of material safety data sheets or other hazard communication information required to be made available to or exchanged between or among employers at the Site in accordance with Laws or R...

	6.16 25F►Emergencies
	A. In emergencies affecting the safety or protection of persons or the Work or property at the Site or adjacent thereto, Contractor is obligated to act to prevent threatened damage, injury, or loss. Contractor shall give Engineer prompt written notice...

	6.17 Shop Drawings and Samples
	A. Contractor shall submit Shop Drawings and Samples to Engineer for review and approval in accordance with the accepted Schedule of Submittals (as required by Paragraph 2.07). Each submittal will be identified as Engineer may require.
	1. Shop Drawings:
	a. Submit number of copies specified in the General Requirements.
	b. Data shown on the Shop Drawings will be complete with respect to quantities, dimensions, specified performance and design criteria, materials, and similar data to show Engineer the services, materials, and equipment Contractor proposes to provide a...

	2. Samples:
	a. Submit number of Samples specified in the Specifications.
	b. Clearly identify each Sample as to material, Supplier, pertinent data such as catalog numbers, the use for which intended and other data as Engineer may require to enable Engineer to review the submittal for the limited purposes required by Paragra...


	B. Where a Shop Drawing or Sample is required by the Contract Documents or the Schedule of Submittals, any related Work performed prior to Engineer’s review and approval of the pertinent submittal will be at the sole expense and responsibility of Cont...
	C. Submittal Procedures:
	1. Before submitting each Shop Drawing or Sample, Contractor shall have:
	a. reviewed and coordinated each Shop Drawing or Sample with other Shop Drawings and Samples and with the requirements of the Work and the Contract Documents;
	b. determined and verified all field measurements, quantities, dimensions, specified performance and design criteria, installation requirements, materials, catalog numbers, and similar information with respect thereto;
	c. determined and verified the suitability of all materials offered with respect to the indicated application, fabrication, shipping, handling, storage, assembly, and installation pertaining to the performance of the Work; and
	d. determined and verified all information relative to Contractor’s responsibilities for means, methods, techniques, sequences, and procedures of construction, and safety precautions and programs incident thereto.

	2. 26F►Each submittal shall bear a stamp or specific written certification that Contractor has satisfied Contractor’s obligations under the Contract Documents with respect to Contractor’s review and approval of that submittal.
	3. With each submittal, Contractor shall give Engineer specific written notice of any variations that the Shop Drawing or Sample may have from the requirements of the Contract Documents. This notice shall be both a written communication separate from ...

	D. Engineer’s Review:
	1. 27F►Engineer will provide timely review of Shop Drawings and Samples in accordance with the Schedule of Submittals acceptable to Engineer. Engineer’s review and approval will be only to determine if the items covered by the submittals will, after i...
	2. Engineer’s review and approval will not extend to means, methods, techniques, sequences, or procedures of construction (except where a particular means, method, technique, sequence, or procedure of construction is specifically and expressly called ...
	3. Engineer’s review and approval shall not relieve Contractor from responsibility for any variation from the requirements of the Contract Documents unless Contractor has complied with the requirements of Paragraph 6.17.C.3 and Engineer has given writ...

	E. 28F►Resubmittal Procedures:
	1. Contractor shall make corrections required by Engineer and shall return the required number of corrected copies of Shop Drawings and submit, as required, new Samples for review and approval. Contractor shall direct specific attention in writing to ...


	6.18 Continuing the Work
	A. Contractor shall carry on the Work and adhere to the Progress Schedule during all disputes or disagreements with Owner. No Work shall be delayed or postponed pending resolution of any disputes or disagreements, except as permitted by Paragraph 15.0...

	6.19 Contractor’s General Warranty and Guarantee
	A. Contractor warrants and guarantees to Owner that all Work will be in accordance with the Contract Documents and will not be defective. Engineer and its officers, directors, members, partners, employees, agents, consultants, and subcontractors shall...
	B. Contractor’s warranty and guarantee hereunder excludes defects or damage caused by:
	1. abuse, modification, or improper maintenance or operation by persons other than Contractor, Subcontractors, Suppliers, or any other individual or entity for whom Contractor is responsible; or
	2. normal wear and tear under normal usage.

	C. Contractor’s obligation to perform and complete the Work in accordance with the Contract Documents shall be absolute. None of the following will constitute an acceptance of Work that is not in accordance with the Contract Documents or a release of ...
	1. observations by Engineer;
	2. recommendation by Engineer or payment by Owner of any progress or final payment;
	3. the issuance of a certificate of Substantial Completion by Engineer or any payment related thereto by Owner;
	4. use or occupancy of the Work or any part thereof by Owner;
	5. any review and approval of a Shop Drawing or Sample submittal or the issuance of a notice of acceptability by Engineer;
	6. any inspection, test, or approval by others; or
	7. any correction of defective Work by Owner.


	6.20 Indemnification
	A. ►To the fullest extent permitted by Laws and Regulations, Contractor shall indemnify and hold harmless Owner and Engineer, and the officers, directors, members, partners, employees, agents, consultants and subcontractors of each and any of them fro...
	B. In any and all claims against Owner or Engineer or any of their officers, directors, members, partners, employees, agents, consultants, or subcontractors by any employee (or the survivor or personal representative of such employee) of Contractor, a...
	C. The indemnification obligations of Contractor under Paragraph 6.20.A shall not extend to the liability of Engineer and Engineer’s officers, directors, members, partners, employees, agents, consultants and subcontractors arising out of:
	1. the preparation or approval of, or the failure to prepare or approve maps, Drawings, opinions, reports, surveys, Change Orders, designs, or Specifications; or
	2. giving directions or instructions, or failing to give them, if that is the primary cause of the injury or damage.


	6.21 Delegation of Professional Design Services
	A. Contractor will not be required to provide professional design services unless such services are specifically required by the Contract Documents for a portion of the Work or unless such services are required to carry out Contractor’s responsibiliti...
	B. If professional design services or certifications by a design professional related to systems, materials or equipment are specifically required of Contractor by the Contract Documents, Owner and Engineer will specify all performance and design crit...
	C. Owner and Engineer shall be entitled to rely upon the adequacy, accuracy and completeness of the services, certifications or approvals performed by such design professionals, provided Owner and Engineer have specified to Contractor all performance ...
	D. Pursuant to this Paragraph 6.21, Engineer’s review and approval of design calculations and design drawings will be only for the limited purpose of checking for conformance with performance and design criteria given and the design concept expressed ...
	E. Contractor shall not be responsible for the adequacy of the performance or design criteria required by the Contract Documents.


	Article 7 –  Other Work at the Site
	7.01 Related Work at Site
	A. Owner may perform other work related to the Project at the Site with Owner’s employees, or through other direct contracts therefor, or have other work performed by utility owners. If such other work is not noted in the Contract Documents, then:
	1. written notice thereof will be given to Contractor prior to starting any such other work; and
	2. if Owner and Contractor are unable to agree on entitlement to or on the amount or extent, if any, of any adjustment in the Contract Price or Contract Times that should be allowed as a result of such other work, a Claim may be made therefor as provi...

	B. Contractor shall afford each other contractor who is a party to such a direct contract, each utility owner, and Owner, if Owner is performing other work with Owner’s employees, proper and safe access to the Site, provide a reasonable opportunity fo...
	C. If the proper execution or results of any part of Contractor’s Work depends upon work performed by others under this Article 7, Contractor shall inspect such other work and promptly report to Engineer in writing any delays, defects, or deficiencies...

	7.02 ►Coordination
	A. If Owner intends to contract with others for the performance of other work on the Project at the Site, the following will be set forth in Supplementary Conditions:
	1. the individual or entity who will have authority and responsibility for coordination of the activities among the various contractors will be identified;
	2. the specific matters to be covered by such authority and responsibility will be itemized; and
	3. the extent of such authority and responsibilities will be provided.

	B. Unless otherwise provided in the Supplementary Conditions, Owner shall have sole authority and responsibility for such coordination.

	7.03 Legal Relationships
	A. Paragraphs 7.01.A and 7.02 are not applicable for utilities not under the control of Owner.
	B. Each other direct contract of Owner under Paragraph 7.01.A shall provide that the other contractor is liable to Owner and Contractor for the reasonable direct delay and disruption costs incurred by Contractor as a result of the other contractor’s w...
	C. 29F►Contractor shall be liable to Owner and any other contractor under direct contract to Owner for the reasonable direct delay and disruption costs incurred by such other contractor as a result of Contractor’s wrongful action or inactions.


	Article 8 –  Owner’s Responsibilities
	8.01 Communications to Contractor
	A. Except as otherwise provided in these General Conditions, Owner shall issue all communications to Contractor through Engineer.

	8.02 Replacement of Engineer
	A. In case of termination of the employment of Engineer, Owner shall appoint an engineer to whom Contractor makes no reasonable objection, whose status under the Contract Documents shall be that of the former Engineer.

	8.03 Furnish Data
	A. Owner shall promptly furnish the data required of Owner under the Contract Documents.

	8.04 ►Pay When Due
	A. Owner shall make payments to Contractor when they are due as provided in Paragraphs 14.02.C and 14.07.C.

	8.05 Lands and Easements; Reports and Tests
	A. Owner’s duties with respect to providing lands and easements and providing engineering surveys to establish reference points are set forth in Paragraphs 4.01 and 4.05. Paragraph 4.02 refers to Owner’s identifying and making available to Contractor ...

	8.06 Insurance
	A. Owner’s responsibilities, if any, with respect to purchasing and maintaining liability and property insurance are set forth in Article 5.

	8.07 Change Orders
	A. Owner is obligated to execute Change Orders as indicated in Paragraph 10.03.

	8.08 Inspections, Tests, and Approvals
	A. Owner’s responsibility with respect to certain inspections, tests, and approvals is set forth in Paragraph 13.03.B.

	8.09 ►Limitations on Owner’s Responsibilities
	A. The Owner shall not supervise, direct, or have control or authority over, nor be responsible for, Contractor’s means, methods, techniques, sequences, or procedures of construction, or the safety precautions and programs incident thereto, or for any...

	8.10 Undisclosed Hazardous Environmental Condition
	A. Owner’s responsibility in respect to an undisclosed Hazardous Environmental Condition is set forth in Paragraph 4.06.

	8.11 Evidence of Financial Arrangements
	A. Upon request of Contractor, Owner shall furnish Contractor reasonable evidence that financial arrangements have been made to satisfy Owner’s obligations under the Contract Documents.

	8.12 Compliance with Safety Program
	A. While at the Site, Owner’s employees and representatives shall comply with the specific applicable requirements of Contractor’s safety programs of which Owner has been informed pursuant to Paragraph 6.13.D.


	Article 9 –  Engineer’s Status During Construction
	9.01 Owner’s Representative
	A. Engineer will be Owner’s representative during the construction period. The duties and responsibilities and the limitations of authority of Engineer as Owner’s representative during construction are set forth in the Contract Documents.

	9.02 Visits to Site
	A. Engineer will make visits to the Site at intervals appropriate to the various stages of construction as Engineer deems necessary in order to observe as an experienced and qualified design professional the progress that has been made and the quality...
	B. Engineer’s visits and observations are subject to all the limitations on Engineer’s authority and responsibility set forth in Paragraph 9.09. Particularly, but without limitation, during or as a result of Engineer’s visits or observations of Contra...

	9.03 30F►Project Representative
	A. If Owner and Engineer agree, Engineer will furnish a Resident Project Representative to assist Engineer in providing more extensive observation of the Work. The authority and responsibilities of any such Resident Project Representative and assistan...

	9.04 ►Authorized Variations in Work
	A. Engineer may authorize minor variations in the Work from the requirements of the Contract Documents which do not involve an adjustment in the Contract Price or the Contract Times and are compatible with the design concept of the completed Project a...

	9.05 Rejecting Defective Work
	A. Engineer will have authority to reject Work which Engineer believes to be defective, or that Engineer believes will not produce a completed Project that conforms to the Contract Documents or that will prejudice the integrity of the design concept o...

	9.06 Shop Drawings, Change Orders and Payments
	A. In connection with Engineer’s authority, and limitations thereof, as to Shop Drawings and Samples, see Paragraph 6.17.
	B. In connection with Engineer’s authority, and limitations thereof, as to design calculations and design drawings submitted in response to a delegation of professional design services, if any, see Paragraph 6.21.
	C. In connection with Engineer’s authority as to Change Orders, see Articles 10, 11, and 12.
	D. In connection with Engineer’s authority as to Applications for Payment, see Article 14.

	9.07 Determinations for Unit Price Work
	A. Engineer will determine the actual quantities and classifications of Unit Price Work performed by Contractor. Engineer will review with Contractor the Engineer’s preliminary determinations on such matters before rendering a written decision thereon...

	9.08 Decisions on Requirements of Contract Documents and Acceptability of Work
	A. Engineer will be the initial interpreter of the requirements of the Contract Documents and judge of the acceptability of the Work thereunder. All matters in question and other matters between Owner and Contractor arising prior to the date final pay...
	B. Engineer will, with reasonable promptness, render a written decision on the issue referred. If Owner or Contractor believes that any such decision entitles them to an adjustment in the Contract Price or Contract Times or both, a Claim may be made u...
	C. Engineer’s written decision on the issue referred will be final and binding on Owner and Contractor, subject to the provisions of Paragraph 10.05.
	D. When functioning as interpreter and judge under this Paragraph 9.08, Engineer will not show partiality to Owner or Contractor and will not be liable in connection with any interpretation or decision rendered in good faith in such capacity.

	9.09 Limitations on Engineer’s Authority and Responsibilities
	A. Neither Engineer’s authority or responsibility under this Article 9 or under any other provision of the Contract Documents nor any decision made by Engineer in good faith either to exercise or not exercise such authority or responsibility or the un...
	B. Engineer will not supervise, direct, control, or have authority over or be responsible for Contractor’s means, methods, techniques, sequences, or procedures of construction, or the safety precautions and programs incident thereto, or for any failur...
	C. Engineer will not be responsible for the acts or omissions of Contractor or of any Subcontractor, any Supplier, or of any other individual or entity performing any of the Work.
	D. Engineer’s review of the final Application for Payment and accompanying documentation and all maintenance and operating instructions, schedules, guarantees, bonds, certificates of inspection, tests and approvals, and other documentation required to...
	E. The limitations upon authority and responsibility set forth in this Paragraph 9.09 shall also apply to the Resident Project Representative, if any, and assistants, if any.

	9.10 Compliance with Safety Program
	A. While at the Site, Engineer’s employees and representatives shall comply with the specific applicable requirements of Contractor’s safety programs of which Engineer has been informed pursuant to Paragraph 6.13.D.


	Article 10 –  Changes in the Work; Claims
	10.01 ►Authorized Changes in the Work
	A. Without invalidating the Contract and without notice to any surety, Owner may, at any time or from time to time, order additions, deletions, or revisions in the Work by a Change Order, or a Work Change Directive. Upon receipt of any such document, ...
	B. If Owner and Contractor are unable to agree on entitlement to, or on the amount or extent, if any, of an adjustment in the Contract Price or Contract Times, or both, that should be allowed as a result of a Work Change Directive, a Claim may be made...

	10.02 Unauthorized Changes in the Work
	A. Contractor shall not be entitled to an increase in the Contract Price or an extension of the Contract Times with respect to any work performed that is not required by the Contract Documents as amended, modified, or supplemented as provided in Parag...

	10.03 Execution of Change Orders
	A. Owner and Contractor shall execute appropriate Change Orders recommended by Engineer covering:
	1. changes in the Work which are:  (i) ordered by Owner pursuant to Paragraph 10.01.A, (ii) required because of acceptance of defective Work under Paragraph 13.08.A or Owner’s correction of defective Work under Paragraph 13.09, or (iii) agreed to by t...
	2. changes in the Contract Price or Contract Times which are agreed to by the parties, including any undisputed sum or amount of time for Work actually performed in accordance with a Work Change Directive; and
	3. changes in the Contract Price or Contract Times which embody the substance of any written decision rendered by Engineer pursuant to Paragraph 10.05; provided that, in lieu of executing any such Change Order, an appeal may be taken from any such dec...


	10.04 Notification to Surety
	A. If the provisions of any bond require notice to be given to a surety of any change affecting the general scope of the Work or the provisions of the Contract Documents (including, but not limited to, Contract Price or Contract Times), the giving of ...

	10.05 ►Claims
	A. Engineer’s Decision Required:  All Claims, except those waived pursuant to Paragraph 14.09, shall be referred to the Engineer for decision. A decision by Engineer shall be required as a condition precedent to any exercise by Owner or Contractor of ...
	B. Notice: Written notice stating the general nature of each Claim shall be delivered by the claimant to Engineer and the other party to the Contract promptly (but in no event later than 30 days) after the start of the event giving rise thereto. The r...
	C. Engineer’s Action:  Engineer will review each Claim and, within 30 days after receipt of the last submittal of the claimant or the last submittal of the opposing party, if any, take one of the following actions in writing:
	1. deny the Claim in whole or in part;
	2. approve the Claim; or
	3. notify the parties that the Engineer is unable to resolve the Claim if, in the Engineer’s sole discretion, it would be inappropriate for the Engineer to do so. For purposes of further resolution of the Claim, such notice shall be deemed a denial.

	D. In the event that Engineer does not take action on a Claim within said 30 days, the Claim shall be deemed denied.
	E. Engineer’s written action under Paragraph 10.05.C or denial pursuant to Paragraphs 10.05.C.3 or 10.05.D will be final and binding upon Owner and Contractor, unless Owner or Contractor invoke the dispute resolution procedure set forth in Article 16 ...
	F. No Claim for an adjustment in Contract Price or Contract Times will be valid if not submitted in accordance with this Paragraph 10.05.


	Article 11 –  Cost of the Work; Allowances; Unit Price Work
	11.01 Cost of the Work
	A. Costs Included:  The term Cost of the Work means the sum of all costs, except those excluded in Paragraph 11.01.B, necessarily incurred and paid by Contractor in the proper performance of the Work. When the value of any Work covered by a Change Ord...
	1. 31F►Payroll costs for employees in the direct employ of Contractor in the performance of the Work under schedules of job classifications agreed upon by Owner and Contractor. Such employees shall include, without limitation, superintendents, foremen...
	2. 32F►Cost of all materials and equipment furnished and incorporated in the Work, including costs of transportation and storage thereof, and Suppliers’ field services required in connection therewith. All cash discounts shall accrue to Contractor unl...
	3. Payments made by Contractor to Subcontractors for Work performed by Subcontractors. If required by Owner, Contractor shall obtain competitive bids from subcontractors acceptable to Owner and Contractor and shall deliver such bids to Owner, who will...
	4. 33F►Costs of special consultants (including but not limited to engineers, architects, testing laboratories, surveyors, attorneys, and accountants) employed for services specifically related to the Work.
	5. Supplemental costs including the following:
	a. The proportion of necessary transportation, travel, and subsistence expenses of Contractor’s employees incurred in discharge of duties connected with the Work.
	b. Cost, including transportation and maintenance, of all materials, supplies, equipment, machinery, appliances, office, and temporary facilities at the Site, and hand tools not owned by the workers, which are consumed in the performance of the Work, ...
	c. 34F►Rentals of all construction equipment and machinery, and the parts thereof whether rented from Contractor or others in accordance with rental agreements approved by Owner with the advice of Engineer, and the costs of transportation, loading, un...
	d. Sales, consumer, use, and other similar taxes related to the Work, and for which Contractor is liable, as imposed by Laws and Regulations.
	e. Deposits lost for causes other than negligence of Contractor, any Subcontractor, or anyone directly or indirectly employed by any of them or for whose acts any of them may be liable, and royalty payments and fees for permits and licenses.
	f. Losses and damages (and related expenses) caused by damage to the Work, not compensated by insurance or otherwise, sustained by Contractor in connection with the performance of the Work (except losses and damages within the deductible amounts of pr...
	g. The cost of utilities, fuel, and sanitary facilities at the Site.
	h. Minor expenses such as telegrams, long distance telephone calls, telephone service at the Site, express and courier services, and similar petty cash items in connection with the Work.
	i. 35F►The costs of premiums for all bonds and insurance Contractor is required by the Contract Documents to purchase and maintain.


	B. 36F►Costs Excluded: The term Cost of the Work shall not include any of the following items:
	1. Payroll costs and other compensation of Contractor’s officers, executives, principals (of partnerships and sole proprietorships), general managers, safety managers, engineers, architects, estimators, attorneys, auditors, accountants, purchasing and...
	2. Expenses of Contractor’s principal and branch offices other than Contractor’s office at the Site.
	3. Any part of Contractor’s capital expenses, including interest on Contractor’s capital employed for the Work and charges against Contractor for delinquent payments.
	4. Costs due to the negligence of Contractor, any Subcontractor, or anyone directly or indirectly employed by any of them or for whose acts any of them may be liable, including but not limited to, the correction of defective Work, disposal of material...
	5. Other overhead or general expense costs of any kind and the costs of any item not specifically and expressly included in Paragraphs 11.01.A.

	C. Contractor’s Fee:  When all the Work is performed on the basis of cost-plus, Contractor’s fee shall be determined as set forth in the Agreement. When the value of any Work covered by a Change Order or when a Claim for an adjustment in Contract Pric...
	D. 37F►Documentation:  Whenever the Cost of the Work for any purpose is to be determined pursuant to Paragraphs 11.01.A and 11.01.B, Contractor will establish and maintain records thereof in accordance with generally accepted accounting practices and ...

	11.02 38F►Allowances
	A. It is understood that Contractor has included in the Contract Price all allowances so named in the Contract Documents and shall cause the Work so covered to be performed for such sums and by such persons or entities as may be acceptable to Owner an...
	B. Cash Allowances:
	1. Contractor agrees that:
	a. the cash allowances include the cost to Contractor (less any applicable trade discounts) of materials and equipment required by the allowances to be delivered at the Site, and all applicable taxes; and
	b. Contractor’s costs for unloading and handling on the Site, labor, installation, overhead, profit, and other expenses contemplated for the cash allowances have been included in the Contract Price and not in the allowances, and no demand for addition...


	C. Contingency Allowance:
	1. Contractor agrees that a contingency allowance, if any, is for the sole use of Owner to cover unanticipated costs.

	D. Prior to final payment, an appropriate Change Order will be issued as recommended by Engineer to reflect actual amounts due Contractor on account of Work covered by allowances, and the Contract Price shall be correspondingly adjusted.

	11.03 Unit Price Work
	A. Where the Contract Documents provide that all or part of the Work is to be Unit Price Work, initially the Contract Price will be deemed to include for all Unit Price Work an amount equal to the sum of the unit price for each separately identified i...
	B. The estimated quantities of items of Unit Price Work are not guaranteed and are solely for the purpose of comparison of Bids and determining an initial Contract Price. Determinations of the actual quantities and classifications of Unit Price Work p...
	C. Each unit price will be deemed to include an amount considered by Contractor to be adequate to cover Contractor’s overhead and profit for each separately identified item.
	D. 39F►Owner or Contractor may make a Claim for an adjustment in the Contract Price in accordance with Paragraph 10.05 if:
	1. the quantity of any item of Unit Price Work performed by Contractor differs materially and significantly from the estimated quantity of such item indicated in the Agreement; and
	2. there is no corresponding adjustment with respect to any other item of Work; and
	3. Contractor believes that Contractor is entitled to an increase in Contract Price as a result of having incurred additional expense or Owner believes that Owner is entitled to a decrease in Contract Price and the parties are unable to agree as to th...



	Article 12 –  Change of Contract Price; Change of Contract Times
	12.01 Change of Contract Price
	A. The Contract Price may only be changed by a Change Order. Any Claim for an adjustment in the Contract Price shall be based on written notice submitted by the party making the Claim to the Engineer and the other party to the Contract in accordance w...
	B. The value of any Work covered by a Change Order or of any Claim for an adjustment in the Contract Price will be determined as follows:
	1. where the Work involved is covered by unit prices contained in the Contract Documents, by application of such unit prices to the quantities of the items involved (subject to the provisions of Paragraph 11.03); or
	2. where the Work involved is not covered by unit prices contained in the Contract Documents, by a mutually agreed lump sum (which may include an allowance for overhead and profit not necessarily in accordance with Paragraph 12.01.C.2); or
	3. where the Work involved is not covered by unit prices contained in the Contract Documents and agreement to a lump sum is not reached under Paragraph 12.01.B.2, on the basis of the Cost of the Work (determined as provided in Paragraph 11.01) plus a ...

	C. 40F►Contractor’s Fee:  The Contractor’s fee for overhead and profit shall be determined as follows:
	1. a mutually acceptable fixed fee; or
	2. if a fixed fee is not agreed upon, then a fee based on the following percentages of the various portions of the Cost of the Work:
	a. for costs incurred under Paragraphs 11.01.A.1 and 11.01.A.2, the Contractor’s fee shall be 15 percent;
	b. for costs incurred under Paragraph 11.01.A.3, the Contractor’s fee shall be five percent;
	c. where one or more tiers of subcontracts are on the basis of Cost of the Work plus a fee and no fixed fee is agreed upon, the intent of Paragraphs 12.01.C.2.a and 12.01.C.2.b is that the Subcontractor who actually performs the Work, at whatever tier...
	d. no fee shall be payable on the basis of costs itemized under Paragraphs 11.01.A.4, 11.01.A.5, and 11.01.B;
	e. the amount of credit to be allowed by Contractor to Owner for any change which results in a net decrease in cost will be the amount of the actual net decrease in cost plus a deduction in Contractor’s fee by an amount equal to five percent of such n...
	f. when both additions and credits are involved in any one change, the adjustment in Contractor’s fee shall be computed on the basis of the net change in accordance with Paragraphs 12.01.C.2.a through 12.01.C.2.e, inclusive.



	12.02 Change of Contract Times
	A. ►The Contract Times may only be changed by a Change Order. Any Claim for an adjustment in the Contract Times shall be based on written notice submitted by the party making the Claim to the Engineer and the other party to the Contract in accordance ...
	B. Any adjustment of the Contract Times covered by a Change Order or any Claim for an adjustment in the Contract Times will be determined in accordance with the provisions of this Article 12.

	12.03 ►Delays
	A. Where Contractor is prevented from completing any part of the Work within the Contract Times due to delay beyond the control of Contractor, the Contract Times will be extended in an amount equal to the time lost due to such delay if a Claim is made...
	B. If Owner, Engineer, or other contractors or utility owners performing other work for Owner as contemplated by Article 7, or anyone for whom Owner is responsible, delays, disrupts, or interferes with the performance or progress of the Work, then Con...
	C. If Contractor is delayed in the performance or progress of the Work by fire, flood, epidemic, abnormal weather conditions, acts of God, acts or failures to act of utility owners not under the control of Owner, or other causes not the fault of and b...
	D. Owner, Engineer, and their officers, directors, members, partners, employees, agents, consultants, or subcontractors shall not be liable to Contractor for any claims, costs, losses, or damages (including but not limited to all fees and charges of e...
	E. Contractor shall not be entitled to an adjustment in Contract Price or Contract Times for delays within the control of Contractor. Delays attributable to and within the control of a Subcontractor or Supplier shall be deemed to be delays within the ...


	Article 13 –  Tests and Inspections; Correction, Removal or Acceptance of Defective Work
	13.01 Notice of Defects
	A. Prompt notice of all defective Work of which Owner or Engineer has actual knowledge will be given to Contractor. Defective Work may be rejected, corrected, or accepted as provided in this Article 13.

	13.02 Access to Work
	A. Owner, Engineer, their consultants and other representatives and personnel of Owner, independent testing laboratories, and governmental agencies with jurisdictional interests will have access to the Site and the Work at reasonable times for their o...

	13.03 Tests and Inspections
	A. Contractor shall give Engineer timely notice of readiness of the Work for all required inspections, tests, or approvals and shall cooperate with inspection and testing personnel to facilitate required inspections or tests.
	B. Owner shall employ and pay for the services of an independent testing laboratory to perform all inspections, tests, or approvals required by the Contract Documents except:
	1. for inspections, tests, or approvals covered by Paragraphs 13.03.C and 13.03.D below;
	2. that costs incurred in connection with tests or inspections conducted pursuant to Paragraph 13.04.B shall be paid as provided in Paragraph 13.04.C; and
	3. as otherwise specifically provided in the Contract Documents.

	C. If Laws or Regulations of any public body having jurisdiction require any Work (or part thereof) specifically to be inspected, tested, or approved by an employee or other representative of such public body, Contractor shall assume full responsibili...
	D. Contractor shall be responsible for arranging and obtaining and shall pay all costs in connection with any inspections, tests, or approvals required for Owner’s and Engineer’s acceptance of materials or equipment to be incorporated in the Work; or ...
	E. If any Work (or the work of others) that is to be inspected, tested, or approved is covered by Contractor without written concurrence of Engineer, Contractor shall, if requested by Engineer, uncover such Work for observation.
	F. Uncovering Work as provided in Paragraph 13.03.E shall be at Contractor’s expense unless Contractor has given Engineer timely notice of Contractor’s intention to cover the same and Engineer has not acted with reasonable promptness in response to su...

	13.04 Uncovering Work
	A. If any Work is covered contrary to the written request of Engineer, it must, if requested by Engineer, be uncovered for Engineer’s observation and replaced at Contractor’s expense.
	B. If Engineer considers it necessary or advisable that covered Work be observed by Engineer or inspected or tested by others, Contractor, at Engineer’s request, shall uncover, expose, or otherwise make available for observation, inspection, or testin...
	C. If it is found that the uncovered Work is defective, Contractor shall pay all claims, costs, losses, and damages (including but not limited to all fees and charges of engineers, architects, attorneys, and other professionals and all court or arbitr...
	D. If the uncovered Work is not found to be defective, Contractor shall be allowed an increase in the Contract Price or an extension of the Contract Times, or both, directly attributable to such uncovering, exposure, observation, inspection, testing, ...

	13.05 Owner May Stop the Work
	A. If the Work is defective, or Contractor fails to supply sufficient skilled workers or suitable materials or equipment, or fails to perform the Work in such a way that the completed Work will conform to the Contract Documents, Owner may order Contra...

	13.06 Correction or Removal of Defective Work
	A. Promptly after receipt of written notice, Contractor shall correct all defective Work, whether or not fabricated, installed, or completed, or, if the Work has been rejected by Engineer, remove it from the Project and replace it with Work that is no...
	B. When correcting defective Work under the terms of this Paragraph 13.06 or Paragraph 13.07, Contractor shall take no action that would void or otherwise impair Owner’s special warranty and guarantee, if any, on said Work.

	13.07 ►Correction Period
	A. If within one year after the date of Substantial Completion (or such longer period of time as may be prescribed by the terms of any applicable special guarantee required by the Contract Documents) or by any specific provision of the Contract Docume...
	1. repair such defective land or areas; or
	2. correct such defective Work; or
	3. if the defective Work has been rejected by Owner, remove it from the Project and replace it with Work that is not defective, and
	4. satisfactorily correct or repair or remove and replace any damage to other Work, to the work of others or other land or areas resulting therefrom.

	B. If Contractor does not promptly comply with the terms of Owner’s written instructions, or in an emergency where delay would cause serious risk of loss or damage, Owner may have the defective Work corrected or repaired or may have the rejected Work ...
	C. In special circumstances where a particular item of equipment is placed in continuous service before Substantial Completion of all the Work, the correction period for that item may start to run from an earlier date if so provided in the Specificati...
	D. Where defective Work (and damage to other Work resulting therefrom) has been corrected or removed and replaced under this Paragraph 13.07, the correction period hereunder with respect to such Work will be extended for an additional period of one ye...
	E. Contractor’s obligations under this Paragraph 13.07 are in addition to any other obligation or warranty. The provisions of this Paragraph 13.07 shall not be construed as a substitute for, or a waiver of, the provisions of any applicable statute of ...

	13.08 Acceptance of Defective Work
	A. If, instead of requiring correction or removal and replacement of defective Work, Owner (and, prior to Engineer’s recommendation of final payment, Engineer) prefers to accept it, Owner may do so. Contractor shall pay all claims, costs, losses, and ...

	13.09 ►Owner May Correct Defective Work
	A. If Contractor fails within a reasonable time after written notice from Engineer to correct defective Work, or to remove and replace rejected Work as required by Engineer in accordance with Paragraph 13.06.A, or if Contractor fails to perform the Wo...
	B. In exercising the rights and remedies under this Paragraph 13.09, Owner shall proceed expeditiously. In connection with such corrective or remedial action, Owner may exclude Contractor from all or part of the Site, take possession of all or part of...
	C. All claims, costs, losses, and damages (including but not limited to all fees and charges of engineers, architects, attorneys, and other professionals and all court or arbitration or other dispute resolution costs) incurred or sustained by Owner in...
	D. Contractor shall not be allowed an extension of the Contract Times because of any delay in the performance of the Work attributable to the exercise by Owner of Owner’s rights and remedies under this Paragraph 13.09.


	Article 14 –  Payments to Contractor and Completion
	14.01 41F►Schedule of Values
	A. The Schedule of Values established as provided in Paragraph 2.07.A will serve as the basis for progress payments and will be incorporated into a form of Application for Payment acceptable to Engineer. Progress payments on account of Unit Price Work...

	14.02 Progress Payment
	A. Applications for Payments:
	1. 42F►At least 20 days before the date established in the Agreement for each progress payment (but not more often than once a month), Contractor shall submit to Engineer for review an Application for Payment filled out and signed by Contractor coveri...
	2. Beginning with the second Application for Payment, each Application shall include an affidavit of Contractor stating that all previous progress payments received on account of the Work have been applied on account to discharge Contractor’s legitima...
	3. 43F►The amount of retainage with respect to progress payments will be as stipulated in the Agreement.

	B. 44F►Review of Applications:
	1. Engineer will, within 10 days after receipt of each Application for Payment, either indicate in writing a recommendation of payment and present the Application to Owner or return the Application to Contractor indicating in writing Engineer’s reason...
	2. Engineer’s recommendation of any payment requested in an Application for Payment will constitute a representation by Engineer to Owner, based on Engineer’s observations of the executed Work as an experienced and qualified design professional, and o...
	a. the Work has progressed to the point indicated;
	b. the quality of the Work is generally in accordance with the Contract Documents (subject to an evaluation of the Work as a functioning whole prior to or upon Substantial Completion, the results of any subsequent tests called for in the Contract Docu...
	c. the conditions precedent to Contractor’s being entitled to such payment appear to have been fulfilled in so far as it is Engineer’s responsibility to observe the Work.

	3. By recommending any such payment Engineer will not thereby be deemed to have represented that:
	a. inspections made to check the quality or the quantity of the Work as it has been performed have been exhaustive, extended to every aspect of the Work in progress, or involved detailed inspections of the Work beyond the responsibilities specifically...
	b. there may not be other matters or issues between the parties that might entitle Contractor to be paid additionally by Owner or entitle Owner to withhold payment to Contractor.

	4. Neither Engineer’s review of Contractor’s Work for the purposes of recommending payments nor Engineer’s recommendation of any payment, including final payment, will impose responsibility on Engineer:
	a. to supervise, direct, or control the Work, or
	b. for the means, methods, techniques, sequences, or procedures of construction, or the safety precautions and programs incident thereto, or
	c. for Contractor’s failure to comply with Laws and Regulations applicable to Contractor’s performance of the Work, or
	d. to make any examination to ascertain how or for what purposes Contractor has used the moneys paid on account of the Contract Price, or
	e. to determine that title to any of the Work, materials, or equipment has passed to Owner free and clear of any Liens.

	5. Engineer may refuse to recommend the whole or any part of any payment if, in Engineer’s opinion, it would be incorrect to make the representations to Owner stated in Paragraph 14.02.B.2. Engineer may also refuse to recommend any such payment or, be...
	a. the Work is defective, or completed Work has been damaged, requiring correction or replacement;
	b. the Contract Price has been reduced by Change Orders;
	c. Owner has been required to correct defective Work or complete Work in accordance with Paragraph 13.09; or
	d. Engineer has actual knowledge of the occurrence of any of the events enumerated in Paragraph 15.02.A.


	C. 45F►Payment Becomes Due:
	1. Ten days after presentation of the Application for Payment to Owner with Engineer’s recommendation, the amount recommended will (subject to the provisions of Paragraph 14.02.D) become due, and when due will be paid by Owner to Contractor.

	D. 46F►Reduction in Payment:
	1. Owner may refuse to make payment of the full amount recommended by Engineer because:
	a. claims have been made against Owner on account of Contractor’s performance or furnishing of the Work;
	b. 47F►Liens have been filed in connection with the Work, except where Contractor has delivered a specific bond satisfactory to Owner to secure the satisfaction and discharge of such Liens;
	c. there are other items entitling Owner to a set-off against the amount recommended; or
	d. Owner has actual knowledge of the occurrence of any of the events enumerated in Paragraphs 14.02.B.5.a through 14.02.B.5.c or Paragraph 15.02.A.

	2. If Owner refuses to make payment of the full amount recommended by Engineer, Owner will give Contractor immediate written notice (with a copy to Engineer) stating the reasons for such action and promptly pay Contractor any amount remaining after de...
	3. Upon a subsequent determination that Owner’s refusal of payment was not justified, the amount wrongfully withheld shall be treated as an amount due as determined by Paragraph 14.02.C.1 and subject to interest as provided in the Agreement.


	14.03 Contractor’s Warranty of Title
	A. Contractor warrants and guarantees that title to all Work, materials, and equipment covered by any Application for Payment, whether incorporated in the Project or not, will pass to Owner no later than the time of payment free and clear of all Liens.

	14.04 48F►Substantial Completion
	A. When Contractor considers the entire Work ready for its intended use Contractor shall notify Owner and Engineer in writing that the entire Work is substantially complete (except for items specifically listed by Contractor as incomplete) and request...
	B. Promptly after Contractor’s notification, Owner, Contractor, and Engineer shall make an inspection of the Work to determine the status of completion. If Engineer does not consider the Work substantially complete, Engineer will notify Contractor in ...
	C. If Engineer considers the Work substantially complete, Engineer will deliver to Owner a tentative certificate of Substantial Completion which shall fix the date of Substantial Completion. There shall be attached to the certificate a tentative list ...
	D. At the time of delivery of the tentative certificate of Substantial Completion, Engineer will deliver to Owner and Contractor a written recommendation as to division of responsibilities pending final payment between Owner and Contractor with respec...
	E. Owner shall have the right to exclude Contractor from the Site after the date of Substantial Completion subject to allowing Contractor reasonable access to remove its property and complete or correct items on the tentative list.

	14.05 Partial Utilization
	A. Prior to Substantial Completion of all the Work, Owner may use or occupy any substantially completed part of the Work which has specifically been identified in the Contract Documents, or which Owner, Engineer, and Contractor agree constitutes a sep...
	1. 49F►Owner at any time may request Contractor in writing to permit Owner to use or occupy any such part of the Work which Owner believes to be ready for its intended use and substantially complete. If and when Contractor agrees that such part of the...
	2. Contractor at any time may notify Owner and Engineer in writing that Contractor considers any such part of the Work ready for its intended use and substantially complete and request Engineer to issue a certificate of Substantial Completion for that...
	3. Within a reasonable time after either such request, Owner, Contractor, and Engineer shall make an inspection of that part of the Work to determine its status of completion. If Engineer does not consider that part of the Work to be substantially com...
	4. No use or occupancy or separate operation of part of the Work may occur prior to compliance with the requirements of Paragraph 5.10 regarding property insurance.


	14.06 Final Inspection
	A. Upon written notice from Contractor that the entire Work or an agreed portion thereof is complete, Engineer will promptly make a final inspection with Owner and Contractor and will notify Contractor in writing of all particulars in which this inspe...

	14.07 50F►Final Payment
	A. Application for Payment:
	1. After Contractor has, in the opinion of Engineer, satisfactorily completed all corrections identified during the final inspection and has delivered, in accordance with the Contract Documents, all maintenance and operating instructions, schedules, g...
	2. The final Application for Payment shall be accompanied (except as previously delivered) by:
	a. all documentation called for in the Contract Documents, including but not limited to the evidence of insurance required by Paragraph 5.04.B.6;
	b. consent of the surety, if any, to final payment;
	c. a list of all Claims against Owner that Contractor believes are unsettled; and
	d. complete and legally effective releases or waivers (satisfactory to Owner) of all Lien rights arising out of or Liens filed in connection with the Work.

	3. In lieu of the releases or waivers of Liens specified in Paragraph 14.07.A.2 and as approved by Owner, Contractor may furnish receipts or releases in full and an affidavit of Contractor that:  (i) the releases and receipts include all labor, servic...

	B. Engineer’s Review of Application and Acceptance:
	1. If, on the basis of Engineer’s observation of the Work during construction and final inspection, and Engineer’s review of the final Application for Payment and accompanying documentation as required by the Contract Documents, Engineer is satisfied ...

	C. Payment Becomes Due:
	1. Thirty days after the presentation to Owner of the Application for Payment and accompanying documentation, the amount recommended by Engineer, less any sum Owner is entitled to set off against Engineer’s recommendation, including but not limited to...


	14.08 Final Completion Delayed
	A. If, through no fault of Contractor, final completion of the Work is significantly delayed, and if Engineer so confirms, Owner shall, upon receipt of Contractor’s final Application for Payment (for Work fully completed and accepted) and recommendati...

	14.09 Waiver of Claims
	A. The making and acceptance of final payment will constitute:
	1. a waiver of all Claims by Owner against Contractor, except Claims arising from unsettled Liens, from defective Work appearing after final inspection pursuant to Paragraph 14.06, from failure to comply with the Contract Documents or the terms of any...
	2. a waiver of all Claims by Contractor against Owner other than those previously made in accordance with the requirements herein and expressly acknowledged by Owner in writing as still unsettled.



	Article 15 –  Suspension of Work and Termination
	15.01 Owner May Suspend Work
	A. At any time and without cause, Owner may suspend the Work or any portion thereof for a period of not more than 90 consecutive days by notice in writing to Contractor and Engineer which will fix the date on which Work will be resumed. Contractor sha...

	15.02 Owner May Terminate for Cause
	A. The occurrence of any one or more of the following events will justify termination for cause:
	1. Contractor’s persistent failure to perform the Work in accordance with the Contract Documents (including, but not limited to, failure to supply sufficient skilled workers or suitable materials or equipment or failure to adhere to the Progress Sched...
	2. Contractor’s disregard of Laws or Regulations of any public body having jurisdiction;
	3. Contractor’s repeated disregard of the authority of Engineer; or
	4. Contractor’s violation in any substantial way of any provisions of the Contract Documents.

	B. If one or more of the events identified in Paragraph 15.02.A occur, Owner may, after giving Contractor (and surety) seven days written notice of its intent to terminate the services of Contractor:
	1. exclude Contractor from the Site, and take possession of the Work and of all Contractor’s tools, appliances, construction equipment, and machinery at the Site, and use the same to the full extent they could be used by Contractor (without liability ...
	2. incorporate in the Work all materials and equipment stored at the Site or for which Owner has paid Contractor but which are stored elsewhere; and
	3. complete the Work as Owner may deem expedient.

	C. If Owner proceeds as provided in Paragraph 15.02.B, Contractor shall not be entitled to receive any further payment until the Work is completed. If the unpaid balance of the Contract Price exceeds all claims, costs, losses, and damages (including b...
	D. Notwithstanding Paragraphs 15.02.B and 15.02.C, Contractor’s services will not be terminated if Contractor begins within seven days of receipt of notice of intent to terminate to correct its failure to perform and proceeds diligently to cure such f...
	E. Where Contractor’s services have been so terminated by Owner, the termination will not affect any rights or remedies of Owner against Contractor then existing or which may thereafter accrue. Any retention or payment of moneys due Contractor by Owne...
	F. 51F►If and to the extent that Contractor has provided a performance bond under the provisions of Paragraph 5.01.A, the termination procedures of that bond shall supersede the provisions of Paragraphs 15.02.B and 15.02.C.

	15.03 Owner May Terminate For Convenience
	A. Upon seven days written notice to Contractor and Engineer, Owner may, without cause and without prejudice to any other right or remedy of Owner, terminate the Contract. In such case, Contractor shall be paid for (without duplication of any items):
	1. completed and acceptable Work executed in accordance with the Contract Documents prior to the effective date of termination, including fair and reasonable sums for overhead and profit on such Work;
	2. expenses sustained prior to the effective date of termination in performing services and furnishing labor, materials, or equipment as required by the Contract Documents in connection with uncompleted Work, plus fair and reasonable sums for overhead...
	3. all claims, costs, losses, and damages (including but not limited to all fees and charges of engineers, architects, attorneys, and other professionals and all court or arbitration or other dispute resolution costs) incurred in settlement of termina...
	4. reasonable expenses directly attributable to termination.

	B. Contractor shall not be paid on account of loss of anticipated profits or revenue or other economic loss arising out of or resulting from such termination.

	15.04 Contractor May Stop Work or Terminate
	A. If, through no act or fault of Contractor, (i) the Work is suspended for more than 90 consecutive days by Owner or under an order of court or other public authority, or (ii) Engineer fails to act on any Application for Payment within 30 days after ...
	B. In lieu of terminating the Contract and without prejudice to any other right or remedy, if Engineer has failed to act on an Application for Payment within 30 days after it is submitted, or Owner has failed for 30 days to pay Contractor any sum fina...


	Article 16 –  ►Dispute Resolution
	16.01 Methods and Procedures
	A. Either Owner or Contractor may request mediation of any Claim submitted to Engineer for a decision under Paragraph 10.05 before such decision becomes final and binding. The mediation will be governed by the Construction Industry Mediation Rules of ...
	B. Owner and Contractor shall participate in the mediation process in good faith. The process shall be concluded within 60 days of filing of the request. The date of termination of the mediation shall be determined by application of the mediation rule...
	C. If the Claim is not resolved by mediation, Engineer’s action under Paragraph 10.05.C or a denial pursuant to Paragraphs 10.05.C.3 or 10.05.D shall become final and binding 30 days after termination of the mediation unless, within that time period, ...
	1. elects in writing to invoke any dispute resolution process provided for in the Supplementary Conditions; or
	2. agrees with the other party to submit the Claim to another dispute resolution process; or
	3. gives written notice to the other party of the intent to submit the Claim to a court of competent jurisdiction.



	Article 17 –  Miscellaneous
	17.01 ►Giving Notice
	A. Whenever any provision of the Contract Documents requires the giving of written notice, it will be deemed to have been validly given if:
	1. delivered in person to the individual or to a member of the firm or to an officer of the corporation for whom it is intended; or
	2. delivered at or sent by registered or certified mail, postage prepaid, to the last business address known to the giver of the notice.


	17.02 Computation of Times
	A. When any period of time is referred to in the Contract Documents by days, it will be computed to exclude the first and include the last day of such period. If the last day of any such period falls on a Saturday or Sunday or on a day made a legal ho...

	17.03 Cumulative Remedies
	A. The duties and obligations imposed by these General Conditions and the rights and remedies available hereunder to the parties hereto are in addition to, and are not to be construed in any way as a limitation of, any rights and remedies available to...

	17.04 Survival of Obligations
	A. All representations, indemnifications, warranties, and guarantees made in, required by, or given in accordance with the Contract Documents, as well as all continuing obligations indicated in the Contract Documents, will survive final payment, compl...

	17.05 Controlling Law
	A. This Contract is to be governed by the law of the state in which the Project is located.

	17.06 52F►Headings
	A. Article and paragraph headings are inserted for convenience only and do not constitute parts of these General Conditions.



	12 - Supplementary Conditions
	A Should Contractor cause damage to the work or property of any other contractor at the Site, or should any claim arising out of Contractor’s performance of the Work at the Site be made by any other contractor against Contractor, Owner, or Engineer, t...
	B. Contractor shall, to the fullest extent permitted by Laws and Regulations, indemnify and hold harmless Owner, Engineer and the officers, directors, partners, employees, agents and other consultants and subcontractors of each and any of them from an...
	C. If Contractor is delayed at any time in performing or furnishing the Work by any act or neglect of another contractor, entity, agency or individual and Owner and Contractor are unable to agree as to the extent of any adjustment in Contract Times at...
	(No Amendments to General Conditions.)
	C. The RPR shall not:
	E. Price adjustments for fuel, both diesel and gasoline; liquid asphalt; and Portland cement contained in cast-in-place concrete shall be made as outlined in Article 6.04 of the Agreement.
	C. Progress Payments to the Contractor:
	1. The Owner will make payments in accordance with the following provisions, pursuant to Section 39G of Chapter 30 of the Massachusetts General Laws:
	a. Upon substantial completion of the Work required by a contract with the Commonwealth, or any agency or political subdivision thereof, for the construction, reconstruction, alteration, remodeling, repair or improvement of public ways, including brid...
	b. Within sixty-five days after the effective date of a declaration of a substantial completion, the Owner shall prepare and forthwith send to the Contractor for acceptance a substantial completion estimate for the quantity and price of the Work done ...
	c. If the Owner fails to prepare and send to the Contractor any substantial completion estimate required by Section 39G of Chapter 30 of the Massachusetts General Laws, on or before the date herein above set forth, the Owner shall pay to the Contracto...
	d. Within fifteen days after the effective date of the declaration of Substantial Completion, the Owner shall send to the Contractor by certified mail, return receipt requested, a complete list of all incomplete or unsatisfactory work items, and, unle...
	e. Within thirty days after receipt by the Owner of a notice from the Contractor stating that all of the Work required by the Contract has been completed, the Owner shall prepare and forthwith send to the Contractor for acceptance a final estimate for...
	f. The Owner shall pay the amount due pursuant to any substantial completion or final estimate within thirty-five days after receipt of written acceptance for such estimate from the Contractor and shall pay interest on the amount due pursuant to such ...
	g. (g) No periodic, substantial completion or final estimate or acceptance or payment thereof shall bar the Contractor from reserving all rights to dispute the quantity and amount of, or the failure of the Owner to approve a quantity and amount of, al...
	h. Substantial Completion, for the purposes of this Paragraph, shall mean either that the Work required by the Contract has been completed except for Work having a contract price of less than one per cent of the then adjusted total Contract Price, or ...

	2. The payment approved will be based on a determination that the Work indicated in the periodic estimate has progressed to the indicated point and is in accordance with the Contract Documents subject to evaluation upon Substantial Completion, to resu...

	E. Payments to Subcontractors:
	1. Pursuant to Section 39F of Chapter 30 of the Massachusetts General Laws, the following provisions (a) through (h) shall apply with respect to payment of Subcontractors:
	a. Forthwith after the Contractor receives payment on account of a periodic estimate, the Contractor shall pay to each Subcontractor the amount paid for the labor performed and the materials furnished by that Subcontractor, less any amount specified i...
	b. Not later than the sixty-fifth day after each Subcontractor substantially completes its Work in accordance with the plans and specifications, the entire balance due under the subcontract less amounts retained by the Owner as the estimated cost of c...
	c. Each payment made by the Owner to the Contractor pursuant to Clauses (a) and (b) of this Subparagraph for the labor performed and the materials furnished by a Subcontractor shall be made to the Contractor for the account of that Subcontractor; and ...
	d. If, within seventy days after the Subcontractor has substantially completed the subcontract Work, the Subcontractor has not received from the Contractor the balance due under the subcontract including any amount due for extra labor and materials fu...
	e. Within fifteen days after receipt of the demand by the Owner, but in no event prior to the seventieth day after substantial completion of the subcontract Work, the Owner shall make direct payment to the Subcontractor of the balance due under the su...
	f. The Owner shall forthwith deposit the amount deducted from a direct payment as provided in part (iii) of Clause (e) in an interest-bearing joint account in the names of the Contractor and the Subcontractor in a bank in Massachusetts selected by the...
	g. All direct payments and all deductions from demands for direct payments deposited in an interest-bearing account or accounts in a bank pursuant to Clause (f) shall be made out of amounts payable to the Contractor at the time of receipt of a demand ...
	h. The Owner shall deduct from payments to a Contractor amounts which, together with the deposits in interest-bearing accounts pursuant to Clause (f), are sufficient to satisfy all unpaid balances of demands for direct payment received from Subcontrac...
	i. If the Subcontractor does not receive payment as provided in Subparagraph (a) or if the Contractor does not submit a periodic estimate for the value of the labor or materials performed or furnished by the Subcontractor and the Subcontractor does no...

	2. "Subcontractor" as used in Paragraph 1014.02F shall mean a person approved by the Owner in writing as a person performing labor or both performing labor and furnishing materials pursuant to a contract with the Contractor.
	3. The Contractor shall, by an appropriate agreement with each Subcontractor, require each Subcontractor to make payments to its Subcontractors in a manner similar to that provided in Clause 14.02.
	4. Except as set forth in this Paragraph or as may be otherwise required by law, the Owner shall have no obligation to pay or to see to the payment of any moneys to any Subcontractor.

	F Payments Withheld
	5. If the Owner is unable to approve an application for payment as provided in Paragraph 1014.02C, it will notify the Contractor. If the Contractor and the Owner cannot agree on a revised amount, the Owner will issue a payment for the amount which it ...
	a. defective Work not remedied,
	b. third party claims filed or reasonable evidence indicating probable filing of such claims,
	c. failure of the Contractor to make payments properly to Subcontractors or for labor, materials or equipment,
	d. reasonable evidence that the Work cannot be completed for the unpaid balance of the Contract Price,
	e. damage to the Owner or another contractor,
	f. reasonable evidence that the Work will not be completed within the Contract Time,
	g. failure to carry out the Work in accordance with the Contract Documents or other default by the Contractor under, or failure of the Contractor to comply with any provisions of, the Contract Documents, or
	h. actual or anticipated claims for damages for delay.

	If and when the grounds set forth above are removed without cost to the Owner, payment may be requested and shall be made for amounts withheld because of such grounds.
	SC-14.04 Substantial Completion
	SC-14.04 Delete 14.04 in its entirety and replace with the following:


	SC-14.04 Substantial Completion
	A. When the Contractor considers that the Work, or a portion thereof designated by the Owner in the Contract Documents, is substantially completed as defined in Paragraph 14.02c, the Contractor shall prepare and submit to the Owner three complete sets...
	B. Upon Substantial Completion of the Work or the occupancy or use by the Owner of the Work, or designated portion thereof, and upon application by the Contractor and certification by the Owner, payment will be made in accordance with Paragraph 14.02.C.
	SC-14.05  Partial Utilization
	SC-14.05.A.1 In the last sentence, delete the phrase “Paragraph 14.04.A through D” and replace with the phrase “Paragraph 14.04.A through B.”


	SC-SC-14.07 Final Completion and Final Payment
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